
TCS Workload History 7/1/2006 - 6/30/2007

WONUM DESCRIPTION LOCATION
0001382519 MOVE LORIA WEST RESERVED HANDICAP PARKING SIGN FROM NORTH 

PARKING LOT OF BLDG 4202 AND MOVE AND INSTALL IN SOUTH 
PARKING LOT OF BLDG 4200 (NEXT TO RESERVED HANDICAPPED 
PARKING SPACE FOR PATRICIA CARAWAY)

MSFC

0001376080 REFASTEN RECEPTACLE TO WALL - ROOM 10 T4561A
0001418425 NEED LIGHT SWITCH INSTALLED IN OFFICE AS ALTERNATIVE TO 

AUTOMATIC SYSTEM
4203RM5151

0001142545 PREPARE BUILDING 4752 FOR OCCUPANCY.  THIS WORK INCLUDES ALL 
MECHANICAL AND ELECTRICAL SYSTEMS BE FUNCTIONING FOR 
BUILDING USE.  ALSO INSURE THAT THE FIRE ALARM AND FIRE 
SUPPRESSION SYSTEMS AS WELL AS THE CRANE ARE FUNCTIONING 
PROPERLY.

4752

0001389410 MOVE ONE LIGHT SENSOR 4200RM0222F
0001382546 INSTALL DUCT TO ADD RMS 127 & 129 TO BLDG AIR. ABANDON MINI 

MATE IN PLACE
4353-AH0005

0001359600 INSTALL AIR VENT ON COILS ON AH20 4487RMB0230B
0001361800 MOUNT FLOOR PULLS TO WALL 4610RM3033
0001359602 INSTALL AIR VENT ON COILS ON AH#1 4487RMBC0157
0001351311 REPAIR ICE0001 ( NAVES) 4650-ICE0001
0001356919 INSTALL ADDITION ON VENT HOOD 4623RM0126D
0001356745 INSTALL AIR VENTS ON COILS 4705-AH0003
0001356528 4649 / EAST INSTALL NEW SELF POWERED EXIT SIGN EAST EXIT 4649EAST
0001351103 VERIFY & INSTALL ROOM NUMBERS PER ATTACHED SHEET - CONTACT 

DEBBIE HENDON (4-1439) IF ROOM NUMBERS ON THE DOORS DON'T 
MATCH THE DRAWING.

4705FLR04

0001354382 FABRICATE LABELS AND NAME PLATES (SEE USER FOR DETAILS) 4619
0001361801 MOUNT FLOOR PULL TO WALL 4610RM3017
0001332759 INSTALL REGULATOR VALVE ON INCOMING WATER FOR R-O SYSTEM 4700
0001350992 INSTALL OUTLET #1 4201RM0624D
0001254186 INSTALL HASP ON DOOR ( CONTACT USER BEFORE WORKING) CELL 679-

5923
8301

0001361885 INSTALL CONDUIT TO LIGHT ON THE 4TH LEVEL N.W. CORNER 4619RM0145
0001359598 INSTALL AIR VENT ON COILS ON AH8 4487RMB0155C
0001351050 INSTALL THERMOSTAT ( SARTAIN) NAVES 4250RM0009
0001332730 FABRICATE METAL RACK TO HOLD TEST ARTICLES 4663RMC0182
0001356751 INSTALL AIR VENTS ON COILS ON AH#2 4702RM0116
0001356750 INSTALL AIR VENTS ON COILS 4702-AH0001
0001354371 VERIFY & INSTALL ROOM NUMBERS PER ATTACHED SHEET - CONTACT 

DEBBIE HENDON (4-1439) IF ROOM NUMBERS ON THE DOORS DON'T 
MATCH THE DRAWING.

4572FLR01

0001356796 4655 / MAIN FABRICATE  PANEL SPARE LABELS (GRANT CLINARD) 4655
0001341971 REPAIR SHREDDER ( SEE USER FOR DETAILS) 4203RM4135
0001351131 FABRICATE AND INSTALL NEW SIGN - GRANT AWARE (NNM06AA84C) 4473
0001350993 INSTALL OUTLET #2 4201RM0624D
0001332697 INSTALL NEW EXIT LIGHT 4705RMB0115
0001359626 INSTALL DEFLECTORS 4610RM2056
0001359610 INSTALL AIR VENT ON COILS ON AH#5 4487RMA0167
0001356668 FABRICATE 2 1/2" DRILLS  (1/2X42) 4650
0001351055 4711-WALKIN-FREEZ1 IS IN HIGH ALARM.  TOM FREY NOTIFIED. 4711RMW0133
0001356550 PREP DOOR FOR ELECTROMECHANICAL LOCK AND HINGE 4654RM0128
0001351254 FABRICATE SHOOTING TREE 4627
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TCS Workload History 7/1/2006 - 6/30/2007

WONUM DESCRIPTION LOCATION
0001356571 4203 / 5221 REMOVE HOMEMADE AIR DEFLECTOR TAPED TO AIR VENT 

AND INSTALL A METAL DEFLECTOR TO PREVENT AIR FLOW FROM 
SPRAYING DIRECTLY ON THE EMPLOYEE`S HEAD...LIKE WO=0001341984.

4203RM5221

0001356749 INSTALL AIR VENTS ON COILS 4705-AH0047
0001338231 FABRICATE AND INSTALL SHELF 4715RM0100
0001354333 VERIFY & INSTALL ROOM NUMBERS PER ATTACHED SHEET - CONTACT 

DEBBIE HENDON (4-1439) IF ROOM NUMBERS ON THE DOORS DON'T 
MATCH THE DRAWING.

4572MEZZ

0001356557 FABRICATE AND INSTALL NASA LOGOS ON TWO SIDES OF SIGN 
(CLINARD)

4353

0001351306 PICK UP TRASH AND PALLETS IN ALLEY BETWEEN B & C WINGS 4663
0001361824 4777 / 102 OPEN ELECTRIC MAN HOLES, UNDERGOUND JUNCTION BOX, 

SWITCH GEAR PANEL, AND CIRCUIT BREAKER PANEL SO GARY FOX CAN 
OBSERVE CONDUIT FILL AND CIRCUIT PATH.  COORDINATE SO GARY 
FOX MAY BE PRESENT

4777RM0102

0001259840 FABRICATE AND INSTALL TWO SIGNS 4250
0001254188 INSTALL HASP ON DOOR ( CONTACT USER BEFORE WORKING) CELL 679-

5923
8306

0001254187 INSTALL HASP ON DOOR ( CONTACT USER BEFORE WORKING) CELL 679-
5923

8302

0001231449 INSTALL DEFLECTOR SHEETS BEHIND FIRE PUMPS TO PREVENT WATER 
FROM RUNNING UNDER WALL IF LEAK OCCURS

4203RMB0200

0001359607 INSTALL AIR VENT ON COILS ON AH#21 4487-CWING
0001351289 RELOCATE HVAC SENSOR 4650RM0108
0001351259 REMOVE SAFETY SIGN FROM APOLLO ROAD EAST OF 4712 (THINK ZERO 

IN ON SAFETY)
4712EAST

0001348807 4207 ROOM 25B INSTALL CARPET ON FLOOR 4207RM0025B
0001359646 INSTALL GFCI OUTLET ON THE OUTSIDE, WEST SIDE OF BLDG. CLOSE TO 

DOOR 31
4619WEST

0001348765 NEED ELECTRICAL DOORBELL FOR VISITOR NOTIFICATION FOR THE 
DOCK DOOR WHILE EMPLOYEES IN MACHINE SHOP OR OFFICE AREA.

4631RMA0107

0001351134 NEEDS OUTLET INSTALLED IN CUBE NEAR WEST DOOR 4728RM0109
0001254189 INSTALL HASP ON DOOR ( CONTACT USER BEFORE WORKING) CELL 679-

5923
8307

0001254062 FILL IN PARTIALLY ABOVE GROUND TANK WITH LIMESTONE AND 
REROUTE DRAIN LINES TO SANITARY SEWER (CONTACT FARLEY DAVIS 
AT 544-6935 FOR DETAILS)

4475WEST

0001359565 REPLACE TOUCH PAD ON CHWP0002 (  4708-CHWP0002
0001356932 DRAIN OIL OUT OF EQUIPMENT ( SEE USER OR MARTIN COUSINS FOR 

MORE INFO)
4775FLR01

0001351105 REPLACE THE FAN MOTOR ON REFREGERATION UNIT ON ADVANCED 
VAPOR EMERSION CLEANING MACHINE.

4653RM0004

0001355226 INSTALL OUTLET ON WALL NEAR WEST DOOR 4728RM0109
0001359624 MOVE TWO 500 GALLON TANKS 4640
0001359649 EVALUATE SHOP AIRLINES IN THE WEST END OF BLDG. ( SEE USER FOR 

DETAILS)
4619WEST

0001359603 INSTALL AIR VENT ON COILS ON AH#3 4487RMC0157
0001359604 INSTALL AIR VENT ON COILS ON AH#20 4487RMC0157
0001274831 INSTALL PIPE HANGER FOR ROOF DRAIN IN TOP OF TOWER 4707TOWER
0001354375 INSTALL OUTLET ON NORTH WALL OF RM 4201RM0414
0001327002 ICE MACHINE NOT MAKING ICE 4494RM0005

Page 2 of 71

(b)(4)(b)(4)(b)(4)



TCS Workload History 7/1/2006 - 6/30/2007

WONUM DESCRIPTION LOCATION
0001356558 FABRICATE AND INSTALL NASA LOGOS ON TWO SIDES OF SIGNS 

(CLINARD)
4619

0001351302 DISPOSE OF CARD BOARD BOXES 4487RMBC0153
0001351232 FABRICATE FRAME FOR A MAP 4482RM0101
0001354372 VERIFY & INSTALL ROOM NUMBERS PER ATTACHED SHEET - CONTACT 

DEBBIE HENDON (4-1439) IF ROOM NUMBERS ON THE DOORS DON'T 
MATCH THE DRAWING.

4572FLR02

0001354373 VERIFY & INSTALL ROOM NUMBERS PER ATTACHED SHEET - CONTACT 
DEBBIE HENDON (4-1439) IF ROOM NUMBERS ON THE DOORS DON'T 
MATCH THE DRAWING.

4572BSMT

0001356740 INSTALL AIR VENTS ON COILS 4487B-AH0002
0001356742 INSTALL AIR VENTS ON COILS ON AH1 4487
0001356744 INSTALL AIR VENTS ON COILS ON AHB0002 4207
0001356747 INSTALL AIR VENTS ON COILS 4718-AH0001
0001356748 INSTALL AIR VENTS ON COILS 4718-AH0006
0001348837 REPAIR ICE MACHINE (  4249-ICE0001
0001351157 FABRICATE AND INSTALL A WOODEN SHELF - CALL USER FOR 

DIMENTIONS
4487RMC0179

0001351176 REPAIR ICE MAKER AT TENNIS FACILITY. WATER IS FLOWING, BUT NOT 
MAKING ICE.

4748

0001351140 REPAIR UPS 4650RM0023
0001354374 VERIFY & INSTALL ROOM NUMBERS PER ATTACHED SHEET - CONTACT 

DEBBIE HENDON (4-1439) IF ROOM NUMBERS ON THE DOORS DON'T 
MATCH THE DRAWING.

4572FLR03

0001354365 INSTALL APPROPRIATE FAN COVER FAN CIRCULATING FAN OR 
PURCHASE AND INSTALL A NEW FAN

4650RM0029

0001356875 HANG FAN 4631RMC0107
0001338230 DRILL HOLE AND SEAL WITH UL-FM ( NO SILICONE) IN SHEETROCK  FOR 

INSTALLATION OF TEMP. PROBE SEE USER
4715RM0100

0001359568 DISABLE CHWP0002 (  4708-CHWP0002
0001350982 PROVIDE PLASTIC LABELS FOR ELECTRICAL PANELS - TONY QUILLEN 4727
0001341629 INSTALL A 208 VOLT RECEPTACLE #1 IN ROOM 1105A 4600RM1105
0001314105 INSTALL STEPS TO EQUIPMENT TRAILER 4640
0001354822 NUMBER CUBES IN ROOMS 110 AND 111 (SEE USER FOR DETAILS) 4728FLR01
0001348776 CONSTRUCT A CLASSIFIED BURN BARREL 4654
0001351188 VERIFY & INSTALL ROOM NUMBERS PER ATTACHED SHEET - CONTACT 

DEBBIE HENDON (4-1439) IF ROOM NUMBERS ON THE DOORS DON'T 
MATCH THE DRAWING.

4705FLR03

0001359601 INSTALL AIR VENT ON COILS ON AH#21 4487RMB0257A
0001351255 FABRICATE SILHOUTTE 4627
0001359606 INSTALL AIR VENT ON COILS ON AH#20 4487RMC0213
0001359608 INSTALL AIR VENT ON COILS ON AH#4 4487RMA0127
0001359609 INSTALL AIR VENT ON COILS ON AH#1 4487RMAB0140D
0001021126 TO PURCHASE PROPANE FOR FORKLIFTS DURING CONTRACT YR JUL 1, 

2005 - JUN 30, 2006
MSFC

0001361880 4666 / 356 MINI BLINDS NEED REATTACHING TO WINDOW. SCREWS ARE 
LOST FROM BRACKETS.

4666RM0356

0001356529 4649 / EAST INSTALL NEW SELF POWERED EXIT SIGN EAST EXIT 4649EAST
0001359599 INSTALL AIR VENT ON COILS ON AH#3 4487RMB0114B
0001368341 FABRICATE THREE BRACKETS 4619
0001368679 INSTALL ELECTROMECHANICAL LOCKSET ( LANNY FAMILIAR) 4600RM1107
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TCS Workload History 7/1/2006 - 6/30/2007

WONUM DESCRIPTION LOCATION
0001368685 REMOVE WHITEBOARD AND EXCESS 4200RM0422
0001361962 MAKE & INSTALL SIGN ON OUTSIDE DOOR IN ROOM 107 TO READ " FIRE 

EXIT DOOR ONLY".
4481RM0107

0001361913 INSTALL ICE MACHINE 4531
0001365689 4600 / 5207 MOVE LIGHT SENSOR FROM ABOVE DOORWAY TO ABOVE 

DESK.
4600RM5207

0001375894 FABRICATE FOUR ADAPTOR BRACKETS FOR KW METERS MSFC
0001375970 FABRICATE 10` SCAFFOLDING AT BASE OF STAIRS (2031) 4663RMB0169A
0001376010 CHANGE FILTERS IN AH SOPHIE BOOTH 4707
0001372809 FABRICATE MOTOR J BOX (COLLIER FOR DETAILS) SEND TO 

SHEETMETAL
4650RM0015

0001372830 FABRICATE COVER FOR ELECTRICALBOX 4525
0001368641 INSTALL 5 EA. 120 VOLT, 20 AMP DEDICATED CIRCUIT RECEPTACLES 

ALONG SOUTH WALL, OUTSIDE ROOM 142,  BLDG. 4707 HIGH BAY. TOM 
MCALISTER POINT OF CONTACT- CELL # 426-4163.

4707RM0142

0001376119 SET UP STAGE ON 7/27/06 BETWEEN THE HOURS OF 12:00 AND 4:00 P.M. 4316
0001382529 SUPPORT   POTABLE WATER OUTAGE ON 7/22 

FROM 7AM-5:30PM
4203RM1201

0001368653 MOVE ELECTRICAL OUTLET TO DIFFERENT LOCATION (SEE USER FOR 
DETAILS)

4600RM1106

0001382606 SUPPORT CONTRACTER AT ROOM 10 AT 7 AM ON MON. 07-24-06 4707
0001376047 CHANGE OUT THE 12 VOLT BATTERIES (16 TOTAL,8 EACH UPS SYSTEM)IN 

THE 2 NETWORK/ODIN UPS SYSTEMS LOCATED IN B226. PLEASE 
ARRANGE FOR DISPOSAL OR NOTIFY JOHNNY PIERCE TO OPEN HAZMAT 
REQUEST. PLEASE COORDINATE WITH NMCLAN @ 5-4400 FOR OUTAGE.

4487RMB0226

0001382614 INSTALL MAILSLOT IN DOOR 4666RM0240
0001382784 PROVIDE FOUR ORANGE  COOLERS AROUND 9:00 A.M. ON 7/25/06 4316
0001368746 UPS ALARM 4570BSMT
0001368549 INSTALL EXTENSION TO POWER OUTLET IN RM 104 / POC JAMES JOINER 4-

4894
4614FLR01

0001368731 4727 / 102-14 INSTALL BULB IN LIGHT FIXTURE UNDERNEATH OVERHEAD 
BIN AT DESK.

4727RM0102-14

0001368300 INSTALL ELECTROMAGNETIC LOCK (POC JERRY FERGUSSON) 4663RMC0212
0001379672 FABRICATE 4 DRIP PANS (12"X24") AND FOUR (6"X6") PANS 4660
0001368582 PROVIDE AND INSTALL ROOM AC UNIT 4711RMW0140
0001368656 MOVE SHOWCASE TO 4600 4203RM1202
0001382494 ICE ON JUNCTION BOX ON FREEZER 4720RM0100
0001386090 INSTALL TRANSFER HINGE ON ENTRANCE DOOR 4663RMM0101
0001382531 REMOVE 8 BOXES OF CEILING TILES FROM STORAGE ROOM (CONTACT 

USER FOR EXACT LOCATION IF NEEDED)
4200FLR09

0001389084 4678 /  OUTSIDE BUILDING, SE END--INSTALL GUARDRAILS OR COVERS 
ON OPEN PIT, TANK, VAT OR DITCH-REPEAT OFFENCE: TRENCHING 
OPERATION UNPROTECTED (OSHA). FAILURE TO MAINTAIN BARRICADE 
(MSFC MWI)

4678

0001389299 4723 /  OUTSIDE BUILDING, SW END--INSTALL GUARDRAILS OR COVERS 
ON OPEN PIT, TANK, VAT OR DITCH-   REPEAT OFFENCE: UNPROTECTED 
OPEN TRENCHES (OSHA). BARRICADES NOT BEING MAINTAINED (MSFC 
MWI)

4723

0001389135 SUPPORT   DURING CHILL WATER OUTAGE ON 6/29/06 
FROM 7AM - 7PM

4613
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TCS Workload History 7/1/2006 - 6/30/2007

WONUM DESCRIPTION LOCATION
0001382481 PLEASE INSTALL NEW RECEPTACLE ON SOUTH WALL ON RIGHT SIDE OF 

SCREEN IN CONFERENCE ROOM 227
4708RM0227

0001375934 4707-WALKIN-FREEZ2 IS IN HIGH ALARM.  PERRY   NOTIFIED. 4707RM0132B
0001396613 ACMP0001 LOCATED IN E-14 [RM.C262] NEEDS A DRAIN PAN FABRICATED 

AND INSTALLED.  J. GRIMES POC
4663C-ACMP0001

0001396425 INSTALL SUPPORTS ON WATER LINE ON NORTH WALL 4612RM1027
0001393188 ASSEMBLE SCAFFOLD UNDER DXAC0001 (   FAMILIAR) 4465
0001382466 REPLACE LOCKSET, INSTALL CYLINDER 4487RMC0117
0001396427 MOVE OPTICAL TABLE AND LAB BENCHES FROM 1036 AT NSSTC TO 4487 

RM BC 143
MSFC

0001396396 4705 / A100 REQUEST 8 EACH, DESIGNATED NO SMOKING SIGNS FOR 
ENTERANCES INTP BLDG 4705, 4760, 4755,. INSURE THE FOLLOWING IS 
PRINTED ON THE SIGNS:--PER MPD 1800.1 REV B, SMOKERS SHALL NOT 
SMOKE WITHIN100 FEET OF ANY DESIGANTED SMOKE -FREE ENTRIES.

4705RMA0100

0001396449 FABRICATE AND INSTALL TWO SMALL EMPTY OUT OF SERVICE 
STICKERS FOR TWO TANKS STORED AT M1 YARD

M1YARD

0001406634 INSTALL A 110 POWER DROP 4708RM0121
0001406635 INSTALL A 208 THREE PHASE 60 AMP POWER DROP 4708RM0121
0001396386 RUN CAMERA IN SEWER LINE BETWEEN A&B WING 4663
0001409309 REMOVE WOODEN PALLETS 4656
0001403490 INSTALL POWER TO COFFEE MACHINE 4202FLR01
0001403297 SERVICE/ REPAIR SUMP PUMP O.S. EXTERIOR  HIBAY DR.  (POC BILLY 

CLIFTON)
4650

0001403498 FABRICATE TOOL TO REMOVE SEATS FROM FAUCETS (RICE) 4705FLR01
0001396636 TEST OUTLETS (NOTIFY USER OR MRS. CULVER FOR DETAILS) IN ROOMS 

729 AND 738
4200FLR07

0001403424 PULL CABLE THROUGH CONDUIT OUTSIDE 4194
0001382745 4666 ROOM 384 INSTALL 20 amp  PLUG NEXT TO COPIER (POC DAN HILL 

AT 544-2406)
4666RM0384

0001389412 PERFORM PRELIMINARY ELECTRICAL EVALUATION 4663RMC0180
0001354831 REPAINT SYMBOL OF ACCESSIBILITY AND RE-STRIPE PAVEMENT FOR 

HANDICAP PARKING SPACES LOCATED ON THE SOUTH SIDE OF BLDG 
4315 AND 4316

43AREA

0001396669 BORE HOLE FOR CINGULAR CABLE ANTENNA 4203
0001389293 4201 / 317 CHANGE OUT THE 12 VOLT BATTERIES (16 TOTAL,8 EACH UPS 

SYSTEM)IN THE 2 NETWORK/ODIN UPS SYSTEMS LOCATED IN 105. 
PLEASE ARRANGE FOR DISPOSAL OR NOTIFY JOHNNY PIERCE TO OPEN 
HAZMAT REQUEST. PLEASE COORDINATE WITH NMCLAN @ 5-4400 FOR 
OUTAGE.

4201RM0317

0001403500 SUPPORT  ON AH#2   4207RM0127A
0001406626 INSTALL DRAIN HOSE ON DRIP TO DIVERT WATER AWAY FROM ELEC. 

PANEL ( EH0001)
4733FLR01

0001396448 4561 / 221 INSTALL 120VAC OUTLET IN NW CORNER OF ROOM. 4561RM0221
0001403377 INSTALL OUTLET ON S.W. WALL 4200RM0738
0001389495 REMOVE ELECTRICAL FLOOR OUTLET AND BLANK OFF ON S.E. CORNER 

OF ROOM
4200RM0730K

0001396587 4654 / 104 USER NEEDS POWER OUTLET INSTALLED JUST INSIDE THE 
ENTRY WAY TO HIS OFFICE.  MARK WILLIAMS WILL BE THE POINT OF 
CONTACT.

4654RM0104

0001396607 FABRICATE AND INSTALL A DOOR ON FILTER RACK ON CRU0006 IN E - 3. 4481-CRU0006
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TCS Workload History 7/1/2006 - 6/30/2007

WONUM DESCRIPTION LOCATION
0001382774 FABRICATE AND INSTALL NASA LOGO ON FRONT YARD (CLINARD) 4200
0001382730 FABRICATE AND INSTALL CRANE DIRECTIONAL DECALS ON CRANE #8  

(ANDERSON)
4650-CRN0008

0001389475 FORM AND POUR CONCRETE PAD FOR WATER HEATER ( K. HILL) 4649RM0109
0001386130 REPAINT PARKING SPACE 6 TO READ "RESERVED ( MANAGER)", SOUTH 

SIDE
4436SOUTH

0001386131 REPAINT PARKING SPACE 7  TO READ "RESERVED ( DEPUTY)", SOUTH 
SIDE

4436SOUTH

0001386132 REPAINT PARKING SPACES 8 & 9 TO READ "OPEN PARKING", SOUTH SIDE 4436SOUTH

0001400040 INSTALL POWER WHIPS ON 2 UPS BOXES 4610RM3017
0001409374 CHECK OUT CABLE FOR CONTRACTORS 4436
0001403462 WALKIN FREEZER NUMBER 2 (BETHLEHEM FREEZER) IS IN HIGH ALARM. 

CHARLES HENDERSON AND LARRY NAVES NOTIFIED.
4707

0001382699 INSTALL #2 DUPLEX OUTLET 4663RMB0220
0001382717 ADD SAFETY CHAIN TO WORK PLATES 4561-1 4561
0001389155 INSTALL AIRVENTS ON AH0004 4487BC-AH0004
0001389116 PROVIDE SUPPLEMENTAL COOLING TO THE FLAT FLOOR AREA DURING 

CHILL WATER & ELECTRICAL OUTAGES ON 6/29/06 FROM 7AM - 7PM 
(SUPPORTING   &   

4619

0001396667 BORE HOLE FOR CINGULAR CABLE ANTENNA 4202
0001386127 REPAINT PARKING SPACES 1 & 2 TO READ " SERVICE VEHICLE" ON THE 

SOUTH SIDE OF BLDG
4436SOUTH

0001386128 REPAINT PARKING SPACES 3 & 4 TO READ "OPEN PARKING", SOUTH SIDE 4436

0001386129 REPAINT PARKING SPACE 5 TO  READ "HANDICAP", SOUTH SIDE 4436
0001396447 4561 / 219 INSTALL 120VAC OUTLET 4561RM0219
0001389106 INSTALL LADDER FOR ROOF ACCESS . 4702-ROOF0001
0001389107 INSTALL LADDER FOR ROOF ACCESS 4702-ROOF0006
0001409169 HOOK UP 208 VOLT ELECTRICAL SERVICE TO BOILER AT S.E. CORNER 4718SOUTH
0001403510 MOVE BATTERY CHARGER FROM 4631 TO 4466 4631
0001389296 4250 / HALLWAY REPAIR ICE MACHINE THAT IS MAKING A WEIRD NOISE. 4250

0001389332 INSTALL OUTLET 4201RM0618A
0001393244 SUPPORT FOR UNSCHEDULED POWER OUTAGE. NOTIFIED M.RICH, 

J.MCCAGHREN AND K.BEVIS
MSFC

0001396431 INSTALL EMERGENCY PAN FOR AH#11  (NEWTON AWARE) 4623RM0126D
0001396608 THE AIR COMPRESSOR UNDER THE STAIRS IN THE BASEMENT[BY THE 

ELEVATORS], NEEDS A DRAIN PAN FABRICATED AND INSTALLED. 
J.GRIMES POC

4708BSMT

0001389156 INSTALL AIRVENTS 4487B-AH0015
0001389158 INSTALL AIR VENTS 4487B-AH0009
0001389361 INSTALL AIR VENTS ON AH0002 4476-AH0002
0001389362 INSTALL AIR VENTS ON AH0001 4476-AH0001
0001389132 MOVE DUCT WORK AND CONTROLS FROM A260 TO A264 NEED BY 8/11/06 

( MUST HAVE FOR AUG 27TH LAUNCH) O. WRIGHT FAMILIAR
4663RMA0260

0001389377 FABRICATE 3 STICK ON SIGNS TO READ " DO NOT PUT BOXES IN 
DUMPSTER"

4205

0001403204 REMOVE UNUSABLE WOODEN FRAME FROM ROOF OF BLDG 4614ROOF
0001406651 INSTALL 1 POWER TRANSFER HINGE AT HALLWAY DOOR ( LANNY 

FAMILIAR)
4653RM0004
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TCS Workload History 7/1/2006 - 6/30/2007

WONUM DESCRIPTION LOCATION
0001406652 INSTALL 1 ELECTROMECHANICAL LOCK ON HALLWAY DOOR ( LANNY 

FAMILIAR)
4653RM0004

0001375819 INSTALL WHITEBOARD 4600RM1201B
0001382474 ASSIST IN INSTALLATION OF CYLINDER IN THE NW SIDE OF NBS AREA 4705FLR01
0001382465 MORTISE DOOR, INSTALL LOCKSET 4572RM0108
0001389170 POUR AND SPREAD GRAVEL IN FRONT OF CONCRETE TEST PADS 

(RADIUS OF 30 FEET)
4583A

0001372808 SOUTH OF BUILDING 4723--REPAIR OR INSTALL SILT FENCING-EITHER 
SILT FENCES OR HAY BALES SHOULD BE INSTALLED TO PREVENT 
SEDIMENT FROM ENTERING THE ADJACENT STORM DRAIN.

4723SOUTH

0001389383 CUT HOLE IN WALL 4348
0001382868 INSTALL #1 OUTLET 4702RM0108
0001382493 INSTALL BALANCING DAMPERS TO ADJUST AIR FLOWS IN CUBICLE 102-

12 & 102-19. 2026
4727RM0107

0001382460 INSTALL LIGHT SWITCH AND REMOVE OCCUPANCY SENSOR, POC-JAMES 
JOYNER.

4654RM0124

0001372833 CHANGE RM # A121 TO 137, ACCORDING TO DRAWINGS 4619FLR01
0001368512 RELOCATE TWO UPS UNITS TO A HEIGHT A APPROXIMATELY 24 IN. 

ABOVE THE FLOOR. EXTEND POWER CORDS TO NEW UPS LOCATIONS.
4732RM0126

0001368708 REPLACE THERMOSTAT SPOT COOLER AND INSTALL CONDENSATE 
PUMP ( SWINFORD)

4570

0001393276 UPS IN E6 IS IN ALARM. JOHN DAVIS NOTIFIED. 4708
0001675494 INSTALL 1 ELECTRIC MORTISE LOCKSET ( POC JAMES JOYNER 755-6020) 4487RMC0106
0001675444 4705 / OUTSIDE FABRICATE AND INSTALL A HINGED COVER ON THE 

SCRAP METAL BOX. 2326 TC
4705

0001670261 SUPPORT PIPEFITTERS ON WATER LEAK  ON AH11A  (O.WRIGHT) 4708
0001670223 CUT USER SUPPLIED FLOOR TILES FOR COMPUTER ROOM IN ROOM B130 4663-BWING

0001670145 INSTALL PANIC HARDWARE ON NORTH EXIT DOOR IN CAFETERIA 4610RMC0100
0001670026 INSTALL OUTLET #1 IN NORTH PENTHOUSE  (BURLESON) 4670LEV22
0001670129 INSTALL 120 VOLT/ 20 AMP. OUTLET #2 4614RM0112
0001670128 INSTALL 120 VOLT/ 20 AMP. OUTLET #1 4614RM0112
0001670014 INSTALL SIREN IN BOOTH IN RM 130 ( J. RICHARDSON) 4707FLR01
0001663618 PROVIDE ELECTRICAL SUPPORT DURING CENTERWIDE POWER OUTAGE 

D. GARREN CALLED IN.
MSFC

0001663652 INSTALL PMP0006 4700-PMP0006
0001657803 PICK UP BOXES AND PALLETS IN CWING ALLEY 4663-CWING
0001657779 INSTALL TRANSFER HINGE 4203RM2400
0001657764 REPAIR REPLACE UPS 4251RM0005
0001657762 FABRICATE ELEVATOR BRACKET (T. QUILLIN) 4670
0001655668 REARRANGE PICNIC TABLES 4743
0001657987 INSTALL OFF AND ON SWITCH FOR OUTLET TO BILGE PUMP (CONTACT 

ROGER FOR DETAILS)
4567

0001653414 REHANG EXIT SIGN 4640RM0001
0001653382 FABRICATE 4 SIGNS (SEE USER, D. CROUCH) 4200
0001651183 4663A UPS-1 SAF OFF IN ALARM BOND CHECKING 4663A-UPS0001
0001648184 SUPPORT CONTRACTOR (  4473
0001648100 PROVIDE ICE FOR EVENT ON 5/31/07 BY 9:00AM 4743
0001648547 INSTALL OUTLET ( AREA MARKED) 4200RM0102B
0001646066 SUPPORT SECURITY IN OPENING SAFE 4203
0001642772 INSTALL THREE TEMPORARY GENERATORS 4207
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TCS Workload History 7/1/2006 - 6/30/2007

WONUM DESCRIPTION LOCATION
0001642688 SUPPORT UCS ON HARDWARE UPGRADE 4473
0001640024 UPS  ALARM 4493-UPS0001
0001642814 INSTALL110 OUTLET #1 4650RM0116
0001639960 INSTALL ELECTRO-MECHANICAL LOCK 4476RM0200
0001640040 MOUNT HANDICAP EVACUATION CHAIRS TO THE WALL ON THE 2ND 

AND 3RD FLOORS.
4200

0001642794 4650 / 116 INSTALL TWO DOOR STOPS 4650RM0116
0001636859 SUPPORT   STEAM OUTAGE 5/4-5/6 ON NEIL ROAD 42AREA
0001636866 FABRICATE CHAINS WITH HOOKS 4640
0001632232 INSTALL 2 TOUCH BARS ON EXTERIOR DOUBLE DOOR 100 POC JAMES 

JOYNER 755-6020
4656FLR01

0001634862 INSTALL 120 VOLT POWER RECEPTACLE, DEDICATED CIRCUIT, TO FEED 
ENVIRONMENTAL CHAMBER LOCATED OUTSIDE OF SOUTH SIDE OF 
ROOM # 142. ROOM IS LOCATED IN HIGH BAY ROOM # 119.

4707RM0119

0001632079 REPLACE TEMPERATURE AND HUMIDIFIER SENSOR 4718
0001632073 DISASSEMBLE AND MOVE STAND FROM WEST END TO EAST END ON 

FLIGHT ROBOTICS LAB ON 4/30/07
4619RM0165

0001632113 INSTALL PLYWOOD ON WALL FOR ELECTRICAL 4487RMB0138
0001632132 INSTALL BARREL BOLT ON INSIDE DOOR 4583RM0171B
0001632046 INSTALL AIR DEFLECTORS 4610RM3077
0001632287 [LOCATED IN THE NORTH EAST CORNER OF ROOM 104] NEEDS TO HAVE 

BELT GUARD FABRICATED AND INSTALLED.POPE AND JR. FAMILIAR.
4572-EAF0001

0001629767 RELOCATE SWITCH (NEWTON AWARE) 4205RM0106
0001626987 WALKIN COOLER 1 HAS A POWERFAIL ALARM. COOLER TEMP IS RISING. 

HVAC AND PHILLIP BARBER NOTIFIED.
4707

0001626986 WALKIN COOLER 3 IS IN HIGH TEMP ALARM. HVAC NOTIFIED. 4707
0001620694 4707-WALKIN-COOLR3  COOLER SPACE TEMPERATURE IN LOW ALARM.  

M. RICH NOTIFIED.
4707

0001620751 VERIFY & INSTALL ROOM NUMBERS PER ATTACHED SHEET - CONTACT 
DEBBIE HENDON (4-1439) IF ROOM NUMBERS ON THE DOORS DON'T 
MATCH THE DRAWING.

4666FLR02

0001620759 4203 / LOBBY INSTALL POWER OUTLET IN B4203 LOBBY, SEE BUILDING 
MANAGER, JOAN TROLINGER, 4-7068 RM 4417 FOR EXACT LOCATION.

4203BSMT

0001620612 FABRICATE 2'X4' SIGN 4250
0001620589 FABRICATE LABELS  POC DAVE DOUGHTERY 4250RM0035
0001617914 ICE MACHINE NOT MAKING ICE 4583RM0122A
0001617876 SWEEP NEEDED TO BE ADDED TO DOORS TO PERMIT SOUND FROM 

COMING INTO THE OFFICES (RM 206D; RM206C)
4200RM0206D

0001614705 PRODUCE AND INSTALL SIGNS AT THE NASA DOCK BASED ON NASA 
FORM 1506.  FOUR SIGNS WILL NEED TO BE ATTACHED TO CHAINS 
WHICH WILL CLOSE OFF FOUR SEPERATE CAT WALKS.  GRANT CLINARD 
HAS BEEN BRIEFED ON WHAT IS NEEDED.

4200RM0222E

0001614670 CUT 2 RAISED FLOOR TILES 4663RMB0160
0001614649 INSTALL ADDITIONAL LIGHTING 4251RM0003
0001614671 INSTALL 110 OUTLET ON WEST WALL 4705RMA0103
0001611671 4720-WALKIN-FREEZER1  UNIT IN HIGH TEMPERATURE ALARM.  M. RICH 

NOTIFIED.
4720

0001611638 PRODUCE TWO SIGNS FOR THE NORTH ENTRIES OF 4487 TO DIRECT 
EMPLOYEES TO THE PIV-2 ENROLLMENT CENTER IN 4487 ROOM C134.   I 
HAVE ALREADY DISCUSSED THE SIGNS WITH GRANT CLINARD.

4487NORTH
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TCS Workload History 7/1/2006 - 6/30/2007

WONUM DESCRIPTION LOCATION
0001608994 MOUNT 15LB DIRECT TV SATELITE DISH (EG&G & ENGINEERS NEED TO 

DISCUSS WAY TO MOUNT HARDWARE) POINT OF CONTACT JEFF GILES 
714-9583

4202

0001608787 PUMP OUT IDW WATER TANK 4 4640
0001608843 INSTALL AIR FILTERS 4723RM0109
0001608613 INSTALL AIR DEFLECTOR OVER VENT 4203RM5213
0001608597 INSTALL DEDICATED CIRCUIT 4200RM0410
0001608670 INSTALL NFPA HAZARD LABEL ON OUTSIDE GENERATOR 4487
0001603247 REPAIR AUTOCLAVE ( LEAKING WATER )  (ROBERSON NOTIFIED) 4707RM0120
0001602982 INSTALL 110 DROP 4650RM0108
0001602907 PLEASE INSTALL DOORSTOP TO DOOR IN ROOM 139 4708RM0139
0001602918 4711 UPS BATTERYS LOW NEED ROOM W100DCHECKING BORDEN 

CHECKING
4711

0001600379 MOVE BULK STORAGE TANK FROM 4473 TO 4761 4244RM0115
0001596898 PICK UP BLINDS AND REPAIR  (BELONGS TO MR. KING) 4251RM0003
0001596867 FABRICATE SIGN TO READ "NFPA" SEE LOIS WALTON-JACKSON FOR 

DETAILS
4391

0001596993 INSTALL ONE 208V/ AC/ 25 AMP SERVICE OUTLET ON S.W. WALL 4711RME0112
0001596708 INSTALL 110 OUTLET BEHIND ACMP. 0002 4487RMAB0101
0001590676 INSTALL TRANSFER HINGE 4707RM0101
0001590558 INSTALL AUTO FLUSH VALVES WITH TIMERS ON WATER FOUNTAINS 4747
0001590596 TURN OFF POWER FDOR REPAIR TO SYSTEM FURNITURE AND TURN 

BACK ON
4207RM0111

0001590849 REWORK CONTROLS ON SPRAY BOOTH 4739
0001590578 FABRICATE AND INSTALL "OUT OF SERVICE" SIGN ON  GENERATOR ( 

BALLENTINE)
4649

0001590788 SUPPORT   CONTRACTOR   ON POTABLE WATER 
OUTAGE 3/13/07 FOR FWR 1338143

4202

0001588229 PROVIDE AND CUT PLYWOOD FOR BACKING FOR PLASMA TV ( CONTACT 
JEFF GILES FOR LOCATION 4-8991) NEED BY 3/16/07

4203RM2134

0001585406 SUPPORT   CONTRACTORS POTABLE WATER OUTAGE FOR 1ST 
FLOOR 3/6

4202FLR01

0001585256 FABRICATE 2 SMALL WOODEN BOXES AND WEDGES (TAYLOR) 4200
0001585482 VERIFY & INSTALL ROOM NUMBERS PER ATTACHED SHEET - CONTACT 

DEBBIE HENDON (4-1439) IF ROOM NUMBERS ON THE DOORS DON'T 
MATCH THE DRAWING.

4559

0001585233 4561 / 5 REPAIR METAL ROOFING ON BUILDING 4561A (SAFETY & 
QUALITY OFFICE TRAILER BESIDE 4561)  WIND FROM WEEKEND STORM, 
2/24/07,  PULLED A SECTION OF THE METAL UP.  THE METAL IS 
CURRENTLY BENT STRAIGHT UP IN THE AIR AND COULD CAUSE WATER 
LEAKAGE.

T4561A

0001579432 INSTALL PUSH PLATES ON DOUBLE DOORS 4663RMM0102
0001579345 OUTSIDE MOVE SMALL LN2 TANK,FROM WEST AREA BONE YARD TO 

4619 SOUTH SIDE CONCRETE PAD, WT EST 3700LB, VOL 242 GAL
4619

0001579198 INSTALL A NFPA SIGN AND REPAINT USED OIL TANK 4483
0001579188 ADD ELECTRIC CONDENSATE DRAIN FOR ACMP0002 4487AB-ACMP0002
0001579278 OUTSIDE ABOVEGROUND STORAGE TANK (4610-1)--N/A-OUT OF SERVICE 

TANK NEEDS TO BE DISCONNECTED, DRAINED OF FUEL, AND LABELED 
OUT OF SERVICE.

4610

0001574854 FABRICATE SIGNS STATING "GENERATOR OUT OF SERVICE, WATER , OIL 
AND BATTERY HAS BEEN REMOVED  (SEE BURT BALLENTINE

4718
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TCS Workload History 7/1/2006 - 6/30/2007

WONUM DESCRIPTION LOCATION
0001570988 CLEAN UP CARDBOARD, DEBRIS 4759
0001570960 VERIFY & INSTALL ROOM NUMBERS PER ATTACHED SHEET - CONTACT 

DEBBIE HENDON (4-1439) IF ROOM NUMBERS ON THE DOORS DON'T 
MATCH THE DRAWING.

4688

0001564813 INSTALL NEW BULB IN DESK LIGHT. RM.44B SOUTH DESK. 4250RM0044B
0001564603 SUPPORT   FOR CHILLED WATER OUTAGE ON 02-19-07 AT 7 

AM FOR 3RD AND 4TH FLOORS
4755

0001564516 INSTALL REMOVEABLE PLUG IN FLOOR DRAIN 4612RM0104A
0001564845 REPAIR ICE MACHINE, NOT MAKING ICE 4666RM0234D
0001561826 VERIFY & INSTALL ROOM NUMBERS PER ATTACHED SHEET - CONTACT 

DEBBIE HENDON (4-1439) IF ROOM NUMBERS ON THE DOORS DON'T 
MATCH THE DRAWING.

4733

0001561824 VERIFY & INSTALL ROOM NUMBERS PER ATTACHED SHEET - CONTACT 
DEBBIE HENDON (4-1439) IF ROOM NUMBERS ON THE DOORS DON'T 
MATCH THE DRAWING.

8010

0001558894 INSTALL POWER TRANSFER HINGE ( LANNY FAMILIAR) 4663RMA0300
0001553348 FABRICATE TWO A FRAMES 4627
0001553274 PLEASE CONFIRM THE PROPER OPERATION OF THE OAD, RAD, RELD ON 

AH8
4250

0001553259 AVD MACHINE,,,, CHILLER DEFROST DOES NOT WORK 4653RM0004
0001553139 INSTALL OUTLET #2 FOR MICROWAVE 4203RM5436
0001549144 POST A "NO DUMPING SIGN" IN THE INDIAN CREEK AREA MSFC
0001550153 INSTALL 208 THREE PHASE , 75 KVA TRANSFORMER ON 480 GENERATOR 4650

0001546621 VERIFY & INSTALL ROOM NUMBERS PER ATTACHED SHEET - CONTACT 
DEBBIE HENDON (4-1439) IF ROOM NUMBERS ON THE DOORS DON'T 
MATCH THE DRAWING.

4736

0001546509 PROVIDE GRAVEL AND BOBCAT TO SPREAD IT WITH FOR NASA PROJECT 
(WILL BE PUT ON THE ARMY SIDE, BUT WILL MEET THE LABORERS AT 
BLDG. 4640 )

4640

0001546455 INSTALL 15 AMP-125 AMP BACK DUPLEX POWER OUTLET IN NORTH 
CORNER OF ROOM NEAR VIDEO EQUIPMENT

4610RM5040

0001543167 SUPPORT OUTSIDE CONTRACTOR (  4473
0001543146 TURN OFF POWER TO CUBICLE AREA OF 3245-3247 AT 3:30PM, RESTORE 

POWER AND DO POWER CK WHEN COMPLETE
4203FLR03

0001539448 4315 / 100 ATTACH JOGGING MAP TO WALL IN THE LOBBY 4315RM0100
0001539439 RELOCATE DUMPSTERS IN THE WEST SIDE AREA, TO PREVENT 

BLOCKING VIEW ( J. LATHUM FAMILIAR)
4650WEST

0001539332 4708 / 211 PLEASE INSTALL PARTITIONS BETWEEN URINALS IN MEN`S 
RESTROOM 211

4708RM0211

0001539546 FABRICATE "OUT OF SERVICE" GENERATOR SIGN 4583WEST
0001539525 INSTALL ELECTRO-MECHANICAL LOCK ( LANNY FAMILIAR) 4612RM1500
0001539523 INSTALL ELECTRO-MECHANICAL LOCK ( LANNY FAMILIAR) 4612RM1027
0001536333 FAB. AND INSTALL A BELT GUARD ON FAN. 2326 4203-EAF0007
0001539510 CHECK UPS PANEL, KEEPS GOING OFF 4612RM0020
0001536345 INSTALL 110 OUTLET 4702RM0118
0001536378 4203 / 6415D HANG BLINDS IN WINDOW BY DOOR. 4203RM6415D
0001533156 VERIFY & INSTALL ROOM NUMBERS PER ATTACHED SHEET - CONTACT 

DEBBIE HENDON (4-1439) IF ROOM NUMBERS ON THE DOORS DON'T 
MATCH THE DRAWING.

4735

0001532762 UPS IN ALARM ( MCCLARY) 4312-UPS0001
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TCS Workload History 7/1/2006 - 6/30/2007

WONUM DESCRIPTION LOCATION
0001532852 INSTALL A 30 AMP 120 VOLT PLUG ON A UPS UNIT 4663RMC0261
0001532938 4250 /  INSTALL  METAL COVER OVER 4 IN. PVC PIPE ATSOUTH WEST 

CORNER OF BUILDING.
4250

0001529677 MOVE FUEL OIL TANK FROM STORAGE DIKE/ BACKSIDE OF 4660 TO THE 
200 HP PORTABLE BOILER (SEE ROGER FOR DETAILS)

4660

0001526404 HANG SIGNS FROM DROP CEILING IN CAFETERIA 4203RM1102
0001518933 REPAIR LIGHT IN DESK 4728RM0110
0001519133 DRAIN POTABLE WATER SYSTEM TO SUPPORT   CONTRACTOR 

ON 12/27 FROM 6PM-11:30PM
4200

0001518997 FABRICATE AND INSTALL PAINTED SHELF/ CABINET  FOR MICROWAVE 
OVER SINK

4249RM0105

0001510337 INSTALL EXIT SIGN ABOVE DOOR, 3RD LEVEL ROOM 301, CENTER HIGH 
BAY 145

4619RM0145

0001507354 REPAIR ICE MAKER 4663RMA0101
0001507436 4610 / E-9 INSTAL FILTER RACK SPACERS IN AH0043 (2026) 4610-AH0043
0001501756 REPLACE BULB UNDER DESK 4201RM0336A
0001501717 HANG PAINTING IN LOBBY  (CAN BE PICKED UP IN ROOM 120) 4200FLR01
0001501699 INSTALL SLIDING LATCH ON WEST STALL DOOR/ ROTATING LATCH 

DOESN'T WORK
4711RMW0117

0001501696 MORTISE DOOR AND INSTALL LOCKSET 4201RM0340C
0001504557 INSTALL DOOR STOP 4705RMA0213A
0001501382 CHECK OPERATION OF UPS. FAILED DURING POWER OUTAGE ( POC 

JOHNNY MILLER 4-9225)
4610RM3017

0001501434 FABRICATE 150 EACH OF NUMBERS 0-9 4483
0001501724 4653 / 31 INSTALL POWER AND DISCONNECT SWITCH TO ENCO SHEAR 

3PHASE 220 VOLT
4653RM0031

0001498929 4200 / 219 SUPPORT   CONTRACTING IN POTABLE WATER OUTAGE 
(2023)

4200RM0219

0001498963 REROUTE CONDUIT FOR FIRE ALARM SYSTEM 4570RM0113
0001495250 RELOCATE FLOOR OUTLET 4610RM2073
0001495477 LADIES RESTROOM B209L IN BLDG. 4487 NEEDS A NEW DOORSTOP 4487RMB0209L
0001495462 ROOM 203 FROM ROOM 200....INSTALL ELECTROMECHANICAL LOCKSET. 4646FLR02

0001495443 CHECK BEHIND CABINETS FOR RECEPTACLE/ IF NONE IS THERE/ 
INSTALL RECEPTACLE

4200RM0526A

0001495295 REPAIR ICE MACHINE NOT MAKING ICE/ POSSIBLY LOW ON FREON 4570RM0112
0001492468 RAISE CURTAINS IN NORTH HIBAY/ EAST END OF BLDG. ON FRIDAY 

MORNING 11/24/06
4755EAST

0001488706 INSTALL POWER TRANSFER HINGE IN NORTH STAIRWELL ENTRY 
BETWEEN 212 & 214 ( LANNY FAMILIAR)

4666FLR02

0001488693 FABRICATE AND INSTALL FIVE ABANDONED BLDG. SIGNS 4492
0001488639 REMOVE FLOOR RECEPTACLE ON NORTH SIDE AND INSTALL CAP 4200RM0916A
0001486301 CHANGE FILTERS IN HANSEN REFRIGERATE COOLER IN C-105. NOT ON 

P.M. TCS WORK ORDER.
4705RMC0105

0001483445 FABRICATE TWO LATHE GUARDS 4663RMC0184
0001480538 MORTISE DOOR AND INSTALL LOCKSET 4708RM0240A
0001480482 INSTALL A WINDOW IN THE DOOR IN THE M-WING HALLWAY NEAR 

ROOM A201.
4663RMA0201

0001477484 INSTALL TUBING TO ACTUATOR 4473
0001477249 DROP POWER FOR RELOCATING A CUBICLE IN THE 118 CORRIDOR AREA ( 

POC CRAIG MURDOCH)
4205FLR01
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TCS Workload History 7/1/2006 - 6/30/2007

WONUM DESCRIPTION LOCATION
0001477314 INSTALL ELECTROMECHANICAL LOCK 4485RM0128
0001474132 RELOCATE UCS SENSOR FROM RM 106 TO 109 4646FLR01
0001470926 FABRICATE SIGN FOR PM SHOP DOOR-NEED ASAP --CRITICAL 

EQUIMPMENT STORED  ,FOR ACCESS CONTACT B. COLLIER 4-4016,CELL 
679-5736

4650RM0019B

0001470624 INSTALL VISUAL FIRE ALARM STROBE LIGHT TO WARN TECHNICIANS 
WORKING LN LAB THAT A FIRE ALARM IS IN PROGRESS.

4707RM0103

0001464903 INSTALL POWER BOX ON CAP IN FRONT ENTRY FROM HALLWAY 4201RM0220
0001464899 INSTALL POWER BOX ON EAST WALL NEAR WINDOW 4201RM0220A
0001464576   Contractors are requesting a potable water outage for 

the southeast corner of Building 4711 in order to install a water meter on Saturday, 
10/21/2006, starting at 7 AM and ending at 5 PM

4711

0001464722 VERIFY & INSTALL ROOM NUMBERS PER ATTACHED SHEET - CONTACT 
DEBBIE HENDON (4-1439) IF ROOM NUMBERS ON THE DOORS DON'T 
MATCH THE DRAWING.

4201PENT

0001464747 FABRICATE 3 SIGNS FOR PISTOL RANGE ( CLINARD FAMILIAR) 4608
0001464566 4708 / 203B PLEASE INSTALL DOORSTOP ON DOOR IN ROOM 203B 4708RM0203B
0001461599 4727 / 112-29 INSTALL ANOTHER POWER OUTLET IN CUBICLE ABOVE. 4727RM0112-29
0001458706 4551 / NONE REMOVE MOTHBALLED SIGN 4551
0001458871 UN-MOUNT AND MOVE TWO SHELVES FROM 4481 ROOM 431D TO 4708 

RM1103--POC GEORGE BAKER AT 544-6161
4481FLR01

0001458652 FABRICATE AND INSTALL EXTERIOR DOOR NUMBERS ON ALL EXTERIOR 
DOORS  (CLINARD)

4209

0001455919 FABRICATE AND INSTALL SIGN ON CRANE #1 4734-CRN0001
0001452761 INSTALL A DEDICATED 40 AMP CIRCUIT IN ROOM 1510/BLDG 4612 

NEEDED FOR SITE PREPARATION FOR INSTALLATION OF  ANALYTICAL 
TEST EQUIPMENT.

4612RM1510

0001452760 PROVIDE A WATER LINE RUNNING THROUGH THE WALL IN ROOM 
1510/BLDG 4612.

4612RM1510

0001452856 TAKE DOWN PROJECTION SCREEN 4200RM0210B
0001452732 REPLACE MOTHBALLED SIGNS 4665
0001452795 BUILDING 4666 STAIRWELL AT THE SOUTH END OF SOUTH 

HALL.....INSTALL ELECTROMECHANICAL LOCK.  JAMES JOYNER WILL BE 
THE POC.

4666SOUTH

0001447397 GALLERY TAKE DOWN THE "PROPULSION RESEAQRCH CENTER" SIGN 
HANGING ABOVE THE MAIN ENTRANCE TO THE GALLERY.  STORE THE 
SIGN IN BUILDING 4209, IN THE MIDDLE PART OF THE BUILDING USED 
FOR STORAGE.

4205FLR01

0001446605 4619 / 149 FABRICATE AND INSTALL A EXPANDED METAL GUARD 
AROUND OPENING WHERE ELECT. LINES ENTER BLDG. ON SOUTH END 
EAST OF ENTRANCE AT 149 OUTSIDE BLDG. ON WALL TO PREVENT 
DEBRIS FROM GOING INTO CHASE AND CLOGGING DRAIN BELOW.2326

4619RM0149

0001443643 FABRICATE GROUNDING PLATE  (GUERIN) 4650
0001443534 PROVIDE EXTENSION CORD 4610RM4013
0001443634 REPAIR REPLACE BULB/BALLAST IN DESK ( USER IS IN THE S.W.CORNER 

OF RM)
4202RM0527A

0001440338 SET UP STAGE ON 9/26/06 4203RM1102
0001440574 RELOCATE AIR SPARAGER AND FILL LINE ON TANK 80 4760RM0106
0001440529 MOVE 500 GALLON TANK FROM EAST SIDE OF 4711 TO 4640 4711
0001437691 CUT 6 FLOOR TILES 4663RMB0160
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TCS Workload History 7/1/2006 - 6/30/2007

WONUM DESCRIPTION LOCATION
0001434872 4650 / HI BAY FABRICATE SIGNS TO IDENTIFY MATERIAL STAGING 

AREAS. 2326
4650

0001435025 4705 / B119B BUILDING 4705/B119B... INSTALL A NC RELAY ON THE FIRE 
ALARM PANEL THAT WOULD OPEN DURING A FIRE ALARM. JERRY 
FURGERSON IS THE POC.  (NEED BY 9/22/06)

4705RMB0119B

0001431992 FABRICATE AND DELIVER 20 WOODEN EASELS 4631
0001432159 INSTALL OUTLET #2 4201RM0507C
0001431979 VERIFY & INSTALL ROOM NUMBERS PER ATTACHED SHEET - CONTACT 

DEBBIE HENDON (4-1439) IF ROOM NUMBERS ON THE DOORS DON'T 
MATCH THE DRAWING.

4692

0001431968 DRILL HOLE FOR CYLINDER AND INSTALL LOCKSET 4487RMB0211A
0001428738 INSTALL TOUCH SENSE BAR, STAIRWELL ENTRY ( LANNY FAMILIAR) 4572RM0201
0001428710 PLEASE HAVE WOOD SHOP COME AND MEASURE - NEED A 2 X 4 OR 2 X 4 

WITH A SMALL SHIM TO PLACE UNDERNEATH KEYBOARD TO ANGLE 
AWAY FROM LIGHT GLARE - MIGHT SLOT FOR KEYBOARD FEET.

4203RM4416

0001428705 FABRICATE CONCRETE CURB NEAR FENCE AT N.E. DOORS, OUTSIDE ( 
FRIED FAMILIAR)

4619

0001428762 REPLACE 28 VOLT BATTERIES IN BSMT 4570BSMT
0001428569   BLDG. 800---CHANGE WORDING ON 4 STANDING SIGNS 

(GRANT CLINARD AWARE)
INTE

0001425558 NEEDS A WALL OUTLET PUT IN HALLWAY ON OWN CIRCUIT FOR 
SHREADER

4200RM0222

0001421690 DELIVER 6 ROAD SIGNS NEAR BLDG. 4316
0001421689 DELIVER 20 WHITE POSTS WITH SAND BAGS TO FRONT OF BLDG. ON 

9/6/06 AT 7:30 A.M.
4316

0001415142 MORTISE DOORS AND INSTALL LOCKSET 4755RM0301B
0001415141 MORTISE DOORS AND INSTALL LOCKSET 4755RM0301A
0001415126 FABRICATE AND INSTALL  DIRECTIONAL SIGN FOR CRANE #3 (CLINARD) 4619

0001415119 FABRICATE AND INSTALL  DIRECTIONAL SIGN FOR CRANE #1  (CLINARD) 4671

0001415017 A WING UPS-ALARM. J.DAVIS NOTIFIED 4612
0001414799 PICK UP PALLETS AND TRASH BEHIND BLDG 4605
0001412057 INSTALL FIRE HORN/BELL IN THIS LOCATION- 4705RM0201
0001412042 INSTALL WATERPROOF VENTS AND CONTROLS BOXES 4700
0001409398 REPAIR MINI BLIND 4203RM1202
0001409390 AH018A NEEDS TO HAVE A NEW MOTOR BASE FABRICATED AND 

INSTALLED. EXISTING BASE IS DAMAGED AND THE MOTOR CANNOT BE 
ADJUSTED CORRECTLY.

4705-AH018A

0001409155 OS.E. PICK UP AND DISPOSE OF SCRAP METAL AND WOOD LOCATED ON 
SOUTH EAST SIDE OF BUILDING.

4207EAST

0001406689 FABRICATE AND INSTALL A DOOR FOR AH0004 IN E-2. 4583-AH0004
0001403341 INSTALL FIRE HORN/BELL IN THIS LOCATION-AUDIO AND VISUAL 

ALARMS NEEDED IN EQUIPMENT ROOM.
4666RM0284

0001389238 INSTALL MOTOR ON SUMP001  (2013) 4705-SPMP001A
0001403465 WIRE IN BATTERY CHARGER FOR FORKLIFT ( CONTROLLED ACCESS 

AREA)
4466FLR01

0001389146 INSTALL SLIDE BOLTS 4666RM0380
0001389079 INSTALL WATER LINE FOR COFFEE POT ON NORTH WALL 4666RM0384B
0001403474 CONNECT WATER KNIFE TO SANITARY SEWER 4619RM0157
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TCS Workload History 7/1/2006 - 6/30/2007

WONUM DESCRIPTION LOCATION
0001389115 4654 / 0000 INSTALL WATER LINE FOR ICE MACHINE.  POC-RHONDA 

JOHNSTON (755-6009).
4654

0001389168 CONNECT TEMPORARY AC UNIT 4619FLR01
0001389157 INSTALL AIR VENTS 4487B-AH0014
0001376126 FABRICATE AND INSTALL EXIT SIGN ( SEE USER FOR EXACT LOCATION) 

BLDG. WILL BE LOCKED ON 7/24/06
8023

0001376116 RELOCATE CLAMSHELL FROM 4640 TO 4203 4640
0001382513 INSTALL SEAT COVER DISPENSER 4663RMC0173
0001372807 MAKE LABELS FOR PANEL DIRECTORY`S(SEND TO CLINARD SIGN SHOP) 4605

0001375975 REMOVE WOODEN PALLETS AT MIDDLE RAMP 4471SOUTH
0001375815 MAKE AND INSTALL TWO SIGNS FOR FURNITURE DISPLAY ROOM.  

GRANT CLINARD HAS THE DETAILS.
4481RM0113

0001409131 INSTALL BARREL BOLT ON INSIDE DOOR 4476RM0125
0001356852 INSTALL WATER LINE FOR COFFEE MACHINE - SE CORNER 4202FLR01
0001382600 REPAIR ICE MACHINE 4609
0001389287 FABRICATE ANTENNA BRACKET 4654
0001382477 INSTALL 2 MAGNETIC LOCKS AT MAIN ENTRANCE ( LANNY FAMILIAR) 4607FLR01

0001382470 MORTISE DOOR, INSTALL LOCKSET IN RM 124A 4583RM0124
0001403366 HANG CLOCK 4250RM0009
0001396660 MOVE STAGE FROM ONE WALL TO ANOTHER 4316
0001368359 REPAIR/ REPLACE WANDS ON BLINDS IN ROOMS 106, 119B, 122A, 123, 124 

AND 125A
4202

0001403563 MOVE 500 GALLON TANK FROM DRIVE IN CONTAINMENT TO WORK 
AREA

4640

0001382731 FABRICATE AND INSTALL CRANE DIRECTIONAL DECALS ON CRANE #2  
(ANDERSON)

4650-CRN0002

0001382910 SUPPORT ENGINEERING  4493RM0155
0001386092 INSTALL ELECTROMECHANICAL LOCK 4203RM1201
0001396600 VERIFY & INSTALL ROOM NUMBERS PER ATTACHED SHEET - CONTACT 

DEBBIE HENDON (4-1439) IF ROOM NUMBERS ON THE DOORS DON'T 
MATCH THE DRAWING.

4679

0001368592 INSTALL AIR PERMIT SIGN ON TANK 4673-1. CONTACT MARLENE 
MCELROY FOR DETAILS.

4673

0001372825 REMOVE LOCK 4708RMB0024B
0001406668 4716 /   NEEDS A NEW BUILDING NUMBER.THER IS NOT ON BUILDING 

NOW.  (GRIMES)
4716

0001361995 INSTALL AIR VENTS ON COILS 4487RMA0236
0001396680 4755 / 305 PLEASE INSTALL 115V-16 AMP STANDARD ELECTRICAL OUTLET 

ON NORTHEAST WALL OF ROOM 305
4755RM0301

0001396603 CONNECT ELECTRICAL POWER TO X-RAY SYSTEM 4711RME0124
0001375820 CONNECT POWER TO FURNACE 4708RM0121
0001376020 SHEAR MACHINE LEAKING OIL IN MACHINE SHOP 4774
0001375879 MOVE BULLETIN BOARD FROM INSIDE ROOM 716 TO RM 422 4200
0001375857 INSTALL AIRVENTS ON HIGH POINTS ON CHILL WATER SYSTEM 4475
0001361948 CHSUPPORT POTABLE WATER OUTAGE (  4207FLR01
0001375921 RELAMP RM. B24 AND INSTALL TIMER SWITCH. 4708RMB0024
0001368475 MORTISE DOOR AND INSTALL LOCKSET 4200RM0408D
0001368752 INSTALL OUTLET #2 4201RM0618
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TCS Workload History 7/1/2006 - 6/30/2007

WONUM DESCRIPTION LOCATION
0001382707 4207 / 107 PROVIDE ELECTRICAL DATA LOGGER TO RECORD 110VAC 

POWER QUALITY FEEDING STRIP IN TELECOMMUNICATION RACK B-2 
PANEL BY-1 CIRCUIT 32 FOR THE NEXT 2 WEEKS.  (APPROVED BY TIM 
CORN)

4207RM0107

0001368361 4203 / 2433 ASAP - REMOVE SLIDER DOOR LOCK/BOLT FROM DOOR 
(ACCESSED FROM INSIDE) AND TAKE TO ROOM 6439 AND INSTALL ON 
THE INSIDE OF THAT DOOR FOR USE AT NEW LOCATION. THANKS!

4203RM2433

0001368715 INSTALL MAGNETIC LOCK AND TOUCH BAR ON WEST DOUBLE DOOR 4663RMM0101
0001368335 REPAIR SPRING ON OVEN DOOR 4494RM0016
0001396354 FABRICATE 20 BRACKETS  ) POC DENNIS HIGDON 4654
0001382693 RELOCATE (3) ELECTRICAL OUTLETS IN  4200/321. 4200RM0321
0001376098 INSTALL HARDWARE TO WALL 4200RM0204B
0001376096 INSTALL RECEPTACLE IN WORK BENCH 4702RM0100
0001403565 FABRICATE FLANGES FOR CHILLER (O.WRIGHT FAMILIAR) 4628
0001675389 RELOCATE CARPET FROM 4650 TO 4610 ROOM 5017 4650
0001675645 INSTALL NEW FILTERS IN CLEAN ROOM DXAC. 2326 TCS 4705RM0124E
0001670259 DISPOSE OF CARDBOARD BOXES NEAR DUMPSTER ON NORTH SIDE OF 

BLDG.
4610NORTH

0001670133 INSTALL 120 VOLT/ 20 AMP. OUTLET #4 4614RM0112
0001670123 INSTALL DOOR STOPS 4202RM0400
0001670199 MORTISE DOOR, CUT HOLE FOR CYLINDER, AND INSTALL LOCKSET 4200RM0101G
0001667160 REPAIR INOPERABLE ICE MACHINE 4202FLR04
0001663496 RELOCATE SHOP AIR ( SEE USER FOR DETAILS, POC JOEY NORWOOD) 4711RMW0174
0001661012 REMOVE TWO LIGHT FIXTURES  (CONTACT USER FOR DETAILS) 4205RM0111
0001661056 NORTHSIDE BETWEEN 4629 AND 4644--INSTALL GUARDRAILS OR COVERS 

ON OPEN PIT, TANK, VAT OR DITCH-(SINKHOLE/DITCH (2) ARE A FALL 
HAZARD.  FILL SINKHOLES/DITCHES TO MITIGATE FALL POTENTIAL.)

4629

0001661037 INSTALL ROPES ON DUMPSTERS 4201
0001657814 INSTALL ELECTRIC DRAIN ON AIRDRYER#2 ( O. WRIGHT) 4618
0001657777 PREP AND INSTALL ELECTRO-MECHANICAL LOCK 4203RM2400
0001655655 PICK UP PALLETS BEHIND BLDG. 4205NORTH
0001653288 4200 / 222E ONE OUTDOOR METAL SIGN: 21" WIDE X 23" TALL WHITE 

BACKGROUND, 3" BLUE LETTERS.  .5" BLUE BORDER  WITH      U. S. MAIL   
TRUCK ONLY        0800-0845         2:45-3:15.

4200RM0222E

0001651162 REPAIR PROCESS CHILLER ( POLLARD) 4760
0001653356 INSTALL 30 AMP SERVICE  (CONTACT USER BEFORE PERFORMING 

WORK)
4487RMC0177

0001648227 INSTALL TEMPORARY ELECTRICAL PANEL 4207
0001648226 INSTALL TEMPORARY LIGHTS 4207RM0140
0001648148 RELOCATE 500 GALLON TANK FROM 4550 TO 4640 4550
0001648140 CONNECT BLOW DOWN SOLENOID SWITCH ON CONDUCTIVITY METER 4628
0001646021 SUPPORT   CONTRACTOR-0N 05-17-07 4707
0001642774 INSTALL TEMPORARY LIGHTS IN ROOMS 145 AND 145B 4207FLR01
0001642989 SUPPORT PARTIAL CHILLER OUTAGE 5/18-5/20 4473
0001642975 INSTALL OUTLET 4708RM1263
0001642900 INSTALL VENT LINE ON BOILER #2 BETWEEN HEADER AND NON RETURN 

LINE  (SEE ROGER FOR DETAILS)
4567-BLR0002
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TCS Workload History 7/1/2006 - 6/30/2007

WONUM DESCRIPTION LOCATION
0001642646 ABOVEGROUND STORAGE TANK--REFER TO VIOLATION FIELD-

EED2007POL000. OUT OF SERVICE DATE IS MISSING FROM THE "OUT OF 
SERVICE" SIGN. RECOMMEND ADDING THE DATE TO THE SIGN. 40 CFR 
112.2.

4207

0001642847 REMOVE ABANDONED MATERIALS ( J. HARRIS) 4572
0001642838 SUPPORT ARMY FOR ELECTRICAL SUPPORT ON 5/19/07 FROM 8:00 TO 

10:00 A.M.
4473

0001642602 INSTALL CONDITIONED AIR 4761RM0103
0001642583 MOVE STAIRS FROM  PORTABLE BOILER 4660 TO  4718 4660
0001637034 4315-AH2-IAQ SENSOR IS BAD. REPLACE WITH VAISALA GMW21 WALL 

MOUNT SENSOR.
4315RM0104

0001636864 INSTALL POWER DROP IN HALL BETWEEN 527 & 527A ( POC RANDY 
WRIGHT)

4202FLR05

0001634802 INSTALL DAMPER 4663RMC0174
0001634865 MOVE STARRETT GRANITE TABLE #950330  INTO HIGH BAY 4619RM0124
0001633280 REPLACE METAL BLIND BY THE WEST DOOR 4251RM0003
0001632188 INSTALL PLAQUE O.S OF NORTH ENTRY  (CONTACT USER FOR DETAILS) 4600FLR01

0001632131 CUT HOLE FOR CYLINDER AND SWAP OUT LOCKSET IN ROOM 317 4200FLR03
0001629768 CUT FOUR COMPUTER FLOOR TILES 4663RMB0107
0001627026 INSTALL DOOR STOPS 4200RM0915
0001626968 REHANG SIGNS IN CAFETERIA 4203RM1102
0001626856 INSTALL ONE 100 AMP. DISCONNECT (DAVIS AWARE) 4472RM0009
0001624047 INSTALL NSPA SIGN ON GENERATOR ( SEE USER) 4718-3
0001626766 MEASURE THE AIRFLOW FROM THE 4 ROOM DIFFUSERS AND 1 RETURN 

GRILLE.  MEASURE THE SUPPLY AND RETURN AIR TEMPERATURES WITH 
THE CHILLED WATER VALVE 100% OPEN

4708RMB0004

0001626801 CONNECT WATER LINES TO COFFEE MAKER 4200RM0912
0001624059 4628 / 103 INSTALL ADDITIONAL ELECTRICAL OUTLET 4628RM0103
0001627033 INSTALL FEED LINE FOR LATHE  IN SOUTH HIBAY( HOLT) 4650FLR01
0001621126 PROVIDE/INSTALL POWER TO ADP UNITS 4200RM0700
0001617798 HOOK UP ICE MACHINE--(HILL) 4570
0001617909 401 / ELEV 2 FABRICATE  METAL PLATE FOR ELEVATOR #2 (SEND TO 

SHEETMETAL)
4201-ELEV0002

0001614824 INSTALL THREE NFPA'S ON PORTABLE TANKS 4640
0001614799 PLEASE HANG 36" SONY PLASMA TV ON WALL IN SMALL CONFERENCE 

ROOM.
4203RM5252D

0001614026 PICK SCRAP BEHIND BLDG. ON THE EAST SIDE 4475EAST
0001611949 REPLACE RETURN TEMPERATURE SENSOR AND RETURN HUMIDITY 

SENSOR ON AH0003 ( UCS HAS SENSOR)
4718-AH0003

0001608814 INSTALL BLACK BUMPER GUARDS AT DOCK 11 4631
0001608749 FABRICATE 6 4'X5' 5/8"  PIECES OF PLYWOOD 4663RMD0100
0001608748 INSTALL STACK ON 100 HP. PORTABLE BOILER  (SEE USER IF NEEDED) 4660
0001603218 INSTALL SWITCH FOR TRACK LIGHTING 4663RMM0103A
0001603193 INSTALL LOCKING HARDWARE 4708RM1112
0001602980 HIGH BAY INSTALL DROP LIGHTING IN CAGED AREA 4650
0001603117 INSTALL LOCKS ON STORAGE AREA DOORS 4650
0001603030 CLEAN STRAINERS ON AH 1, 2, 3 AND 4 4723
0001603026 FABRICATE 10 BRACKETS 4627
0001603023 FABRICATE NEW AIR LINE TAIL HOSE 4550
0001603022 REPAIR AIRLINE FITTINGS 4550
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TCS Workload History 7/1/2006 - 6/30/2007

WONUM DESCRIPTION LOCATION
0001602915 SANDBLAST AND PAINT ONE SET OF SHELF SUPPORT LEGS AND 

BRACKETS
4702RM0118

0001602964 INSTALL ELECTROMECANICAL LOCK ON WEST DOOR 4663RMB0204
0001596783 REPAIR REPLACE LIGHT IN DESK ( POC DENNIS TUCKER) 4610RM3010A
0001596840 REPAIR ICE MACHINE 4609
0001597032 FABRICATE LIFTING BRACKET FOR WEIGHTS 4482
0001596995 FABRICATE A PORTABLE EYEWASH STAND  (RUSSELL) 4755
0001594224 INSTALL  SELF POWERED EXIT LIGHTS #5 4708RM1191
0001594223 INSTALL  SELF POWERED EXIT LIGHTS #4 4708RM1191
0001594193 INSTALL  SELF POWERED EXIT LIGHTS #1 4708RM1191
0001596705 FABRICATE 25 TARGET FRAMES 4627
0001594234 4708 / 139 PLEASE INSTALL CEILING VENT TO BETTER DISTRIBUTE 

AIRFLOW THROUGH THE ROOM
4708RM0139

0001596902 INSTALL AND GROUND LIGHTENING ARRESTOR IN  BASEMENT/ POC 
RODNEY WILLIS 4-2608

4241BSMT

0001590686 INSTALL 220 VOLT OUTLET 4612RM1212
0001590776 INSTALL ELECTRO-MECHANICAL LOCK ON SOUT OBSERVATORY DOME 4347

0001590588 FABRICATE AND INSTALL "OUT OF SERVICE" SIGN ON  GENERATOR ( 
BALLENTINE)

4487

0001590584 FABRICATE AND INSTALL "OUT OF SERVICE" SIGN ON  GENERATOR ( 
BALLENTINE)

4705

0001590786 FABRICATE NUMBERS 1, 2, AND 3 FOR O.S. STORAGE BLDG.  (GRANT 
AWARE)

4472

0001590616 FABRICATE AND INSTALL A SAFETY STEP OVER RAMP FOR DRAIN LINE 
BETWEEN AHB2 AND AHB3.2326

4203RMB0200A

0001590615 FABRICATE AND INSTALL A PROTECTIVE PLATE OVER HOLE FOR 
SAFETY IN FLOOR NEXT TO AH16. 2326

4755RM0100

0001585418 TRANSFER SAND FROM 4745 TO HUNTSVILLE LANDFILL 4745
0001585398 FABRICATE 3 "NOT IN USE" LABELS ( GRANT FAMILIAR) 4708RMB0018
0001585103 INSTALL AUTOMATIC SET CLOCK WITH NASA LOGO 4203RM5002
0001585266 DST TRANSMITTER CHIPS TO UPGRADE TO NEW DST TIME CHANGE 4202
0001585479 REFABRICATE 10 BRACKETS  (PETE AWARE) 4627
0001582586 MOVE FUEL OIL STORAGE TANK FROM 4660 YARD TO 4660 YD. 25 HP. 

BOILER
4660

0001585449 CLEAN UP  AREA AROUND OLD OBSERVATORY ABOVE M2YARD MSFC
0001579569 T02695--MANUFACTURE MOUNTING BRACKETS FOR TOOL BOX MSFC
0001579258 INSTALL DOOR CLOSER 4612RM1504
0001574855 FABRICATE SIGNS STATING "GENERATOR OUT OF SERVICE, WATER , OIL 

AND BATTERY HAS BEEN REMOVED  (SEE BURT BALLENTINE
4650

0001571122 4711 / E126A REMOVE SINK AND RELATED PLUMBING FROM ROOM. 4711RME0126
0001564761 SAF12 IS OFF AND IN ALARM WHILE IN AUTO. UCS DOES HAVE AN ON 

COMMAND TO THE UNIT. LOCATED ON THE NORTH WALL OF THE SOUTH 
HIGHBAY

4755

0001564760 SAF4 IS OFF AND IN ALARM WHILE IN AUTO. UCS DOES HAVE AN ON 
COMMAND TO THE UNIT. LOCATED ON THE SOUTH WALL OF THE SOUTH 
HIGHBAY

4755

0001564738 BLDG. SCOFFOLD 4663RMB0001
0001564768 REPAIR AIR SPARAGER ON TANK 50B 4760RM0102
0001564517 INSTALL REMOVABLE PLUG IN FLOOR DRAIN 4487RMA0004
0001564891 REPAIR REPLACE BULB IN DESK 4610RM5011
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TCS Workload History 7/1/2006 - 6/30/2007

WONUM DESCRIPTION LOCATION
0001564688 FABRICATE KEYWAY INTO PULLEY WHEEL 4650
0001559270 4200 / 228 PRODUCE MAGNET SIGNS FOR INTERIOR CABINET LABELING. 4200RM0228
0001558892 NEED  20 AMP 110 VAC PLUGS INSTALLED. ( #1) 4628RM0105A
0001556590 REPLACE EXISTING ROFU ELECTRONIC STRIKE WITH ORIGINAL 

HARDWARE  IN 1112A( LANNY FAMILIAR)
4708RM1112

0001553439 DYNAMIC MECHANICAL ANALYZER (DMA) LAB TEST INSTRUMENT USES 
AIR BEARINGS FOR ITS DRIVE SHAFT.  THE INSTRUMENT HAS BEEN 
MOVED RECENTLY, AND NEEDS TO BE PLUMBED INTO THE SHOP AIR 
SUPPLY AT 60 PSI TO RESUME OPERATION.

4612RM1509

0001553555 4708 / 1259A PLEASE INSTALL PAPER TOWEL DISPENSER OVER SINK IN 
BREAK ROOM 1259A

4708RM1259A

0001546616 VERIFY & INSTALL ROOM NUMBERS PER ATTACHED SHEET - CONTACT 
DEBBIE HENDON (4-1439) IF ROOM NUMBERS ON THE DOORS DON'T 
MATCH THE DRAWING.

4737

0001546516 MOVE TWO 36" MONITORS AND MOCK UP ASSEMBLY FROM ROOMS 2050 
AND 2052 TO ROOM 2072

4610FLR02

0001546420 FABRICATE (6) EXTINSION RINGS FOR KW METER, FOUR- 1 IN. ONE- 2 IN, 
ONE- 2 1/2 IN

MSFC

0001539691 INSTALL OUTLET 4200RM0712E
0001539655 INSTALL POWER HINGE 4755RM0405
0001539654 INSTALL POWER HINGE ON NORTHWEST  ENTRY DOOR 4755RM0117
0001539578 MAKE 12  DECALS. 4250
0001539526 INSTALL POWER TRANSFER HINGE ( LANNY FAMILIAR) 4612RM1500
0001539520 INSTALL OUTLET IN ROOM 102C 4249RM0102
0001536373 ATTACH SIGNS TO STANTIONS AND PLACE AT VARIOUS LOCATAIONS ( 

IVY FAMILIAR)
4650

0001536349 MORTISE DOOR AND INSTALL LOCKSET 4485RM0111
0001539502 INSTALL ADEQUATE LIGHTING ALONG HALLWAY LEADING FROM 

NORTH SIDE OF ROOM 120B, TO HIGH BAY.  THIS TO INCLUDE AREAS 
BEHIND CURTAINS.

4707RM0120B

0001536308 INSTALL SCALFOLD TWO BUCKS HIGH 4200RMG0001
0001532960 VENTILATE WELDING FUMES FOR OUTSIDE CONTRACTOR (  4473

0001532949 INSTALL USER PROVIDED LIGHTS 4619RM0152
0001532729 INSTALL 6 RAISED FLOOR PEDESTALS 4663RMB0160
0001532759 LABEL UNKNOWN FLUID LINES IN ROOMS 1027, 1038 AND 1500 4612FLR01
0001532932 VERIFY & INSTALL ROOM NUMBERS PER ATTACHED SHEET - CONTACT 

DEBBIE HENDON (4-1439) IF ROOM NUMBERS ON THE DOORS DON'T 
MATCH THE DRAWING.

4477

0001526391 FABRICATE AND INSTALL SIGN STATING "EMPTY, OUT OF SERVICE"  
(SEE USER FOR DETAILS)

4611

0001526389 INSTALL ELECTROMAGNETIC LOCK / WEST ENTRANCE/ WOOD SINGLE 
DOOR

4755RM0117

0001526386 INSTALL ELECTROMAGNETIC LOCK IN NORTH HALL/ NEW WOOD 
SINGLE DOOR

4755RM0117

0001526361 4207 /  STENCIL  E1   ROOM B0002   ON DOOR NORTHSIDE   AT BOTTOM OF 
STEPS.

4207RMB0002

0001518918 MORTISE DOOR AND INSTALL LOCKSET 4200RM0204
0001518917 MORTISE DOOR AND INSTALL LOCKSET 4202RM0503B
0001518912 THERE IS NO SAFETY EYEWASH IN THE WORKSPACE AREA. 4348
0001516163 4203 SERVE FREEZER 1 IN HIGH ALARM FREY CHECKING 4203
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TCS Workload History 7/1/2006 - 6/30/2007

WONUM DESCRIPTION LOCATION
0001512759 FABRICATE METAL  COVER OVER OVERHEAD DOOR 4656
0001512780 INSTALL SMALL VALVE IN HOT WATER SYSTEM 4487
0001510284 TURN ON LIGHTS TO DECORATIONS AT 7:00 A.M. 4316
0001510243 CLEAN WINDOWS/ MAIN ENTRANCE OF MUD/ WEBS, ETC.  (CONTACT 

USER FOR DETAILS)  IVY AND BOLTON AWARE
4610NORTH

0001507468 INSTALL NEW TUBE ON DP0001 ON SAF ( J. HAMM) 4487
0001507374 RM 117A HAS BEEN REMOVED. MADE SURE ALL ROOM NUMBERS FOR 

117A HAVE BEEN REMOVED.
4755FLR01

0001507184 RELOCATE THERMOSTAT ( NEED BY 12/13/06) 4205RM0103B
0001507364 WE NEED A SHEET METAL SIGN MADE FOR A CONTROL CABINET IN 

ROOM 119. THE SIGN SHALL BE MADE PER DRAWING SENT TO GRANT 
CLINARD AT THE SIGN SHOP.

4628RM0101

0001507590 BOLT DOWN THREE IN ONE MACHINE TO FLOOR 4656RM0102
0001507589 BOLT DOWN BUFFING MACHINE TO FLOOR 4656RM0102
0001507255 MORTISE A DOOR AND PUT IN A LOCK SET 4202RM0501A
0001504474 INSTALL POWER TRANSFER HINGE ( LANNY FAMILIAR) 4487RMB0220
0001504463 SUPPORT  MR. JOHN BRANCH WITH   ON 2,3,4,5 FLOORS  (HOLT) 4600
0001501708 INSTALL #2 QUAD OUTLET UNDER FLOOR, SEE USER FOR DETAILS 4663RMC0180
0001501707 INSTALL #1 QUAD OUTLET UNDER FLOOR, SEE USER FOR DETAILS 4663RMC0180
0001501446 INSTALL OUTLET FOR COMPUTER 4201RM0128
0001501293 REMOVE CFC SIGN OFF OF RIDEOUT AND MARTIN ROADS MSFC
0001501404 UPS ALARM   (HILL) 4612RM0104A
0001495249 RELOCATE FLOOR OUTLET TO WALL-SERIOUS TRIPPING HAZARD 4610RM2065
0001495218 FABRICATE AND INSTALL COMPUTER PLATFORM AND INSTALL COAT 

HOOK
4244RM0110

0001495389 CHANGE FILTER IN ICE MACHINE 4531FLR01
0001495367 UPDATE ROOM NUMBER AS FOLLLOWS - CHANGE RM B102A TO B105, 

PUT NEW ROOM NUMBER ON A109A
4663FLR01

0001495357 VERIFY & INSTALL ROOM NUMBERS PER ATTACHED SHEET - CONTACT 
DEBBIE HENDON (4-1439) IF ROOM NUMBERS ON THE DOORS DON'T 
MATCH THE DRAWING.

4203FLR04

0001495384 4205 / 109 AREA INSTALL DOOR STOPS ON DOUBLE DOORS FOR 109 
CORRIDOR, 109B AND 109C.

4205RM0109

0001495383 4612 / SV16 POC:  FRED FISCHER @ 4-9476.  FAB SIGN FOR SV16:  LIQUID 
ARGON, 1500 GALLONS, 85 PSIG MAWP

4612

0001495308 INSTALL ELECTRO-MECHANICAL LOCK ON DOOR TO RM 101 ( LANNY 
FAMILIAR)

4207RM0101

0001492474 4616 / 1 INSTALL WEATHER STRIP ALONG BOTTOM OF PERSONNEL DOOR  
(CONTACT USER FOR DETAILS)

4616FLR01

0001492459 INSTALL 2 PLEXIGLASS EMERG/EVAC PLAN SLEEVES ( PLEASE CONTACT 
DAN CROCK 1 DAY PRIOR TO INSTALLING)

4346

0001488622 FABRICATE WELDING COUPLES 4650RM0029
0001488621 FABRICATE STINGER AND GROUND CONNECTIONS 4650RM0029
0001488603 INSTALL DOOR KNOB 4201RM0528
0001488577 4708 / MEZZ FABRICATE AND INSTALL PAN UNDER PIPING ON AH0018 

(2026)
4708

0001486313 REPAIR PORTABLE AC UNIT 4523
0001483386 INSTALL BELTS ON TROLLEY 4619RM0165
0001477117 INSTALL EXPANSION JOINTS IN DRAIN PIPE @ COOLING TOWER  IN 

DRAIN FOR SAND FILTRATION SYSTEM
4473

0001477106 INSTALL REGISTER 4566RM0100B
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TCS Workload History 7/1/2006 - 6/30/2007

WONUM DESCRIPTION LOCATION
0001477342 BEND WATER PIPE 90 DEGREES 4708RM0121
0001477371 OUTSIDE PICK UP TRASH AND SCRAP METAL EAST PERIMETER OF 

BLACK TOP (LABOR)
4550EAST

0001477411 RELOCATE ELECTRICAL OUTLET 4711RMW0116
0001474182 REPAIR REPLACE BULB/BALLAST IN DESK 4491RM0105
0001474179 RELOCATE COMPOSITE CYLINDER FROM 4705 HIBAY TO BACK SIDE OF 

4707
4705

0001474157 FABRICATE ALUMINUM BOX FOR EQUIPMENT 4650
0001474168 PLEASE INSTALL A VENT DEFLECTOR IN ROOM 202 OVER BYRON 

CALVERT`S CUBICLE
4708RM0202

0001470946 BUILD BOXES FOR TRUCK. ( 2326 )  BURT BALENTINE IS FAMILIAR. 4638
0001470876 INSTALL DOOR STOPS ON TWO SETS OF DOUBLE DOORS 4663RMB0110A
0001470868 INSTALL NEW LIGHT FIXTURES 4550FLR01
0001470662 FABRICATE SHIPPING CART FOR GLASS ( SEE USER FOR DETAILS) 4481RM0369
0001465493 CAP OLD OUTLET AND INSTALL NEW ONE 4201RM0208
0001467779 INSTALL PLEXIGLASS SLEEVE ( SEE DIANE JONES FOR LOCATION) 4481FLR01
0001464825 VERIFY & INSTALL ROOM NUMBERS PER ATTACHED SHEET - CONTACT 

DEBBIE HENDON (4-1439) IF ROOM NUMBERS ON THE DOORS DON'T 
MATCH THE DRAWING.

4201FLR02

0001464727 VERIFY & INSTALL ROOM NUMBERS PER ATTACHED SHEET - CONTACT 
DEBBIE HENDON (4-1439) IF ROOM NUMBERS ON THE DOORS DON'T 
MATCH THE DRAWING.

4201FLR01

0001464704 PER ROOM OCCUPANT MIKE WRIGHT`S REQUEST, INSTALL ELECTRICAL 
OUTLET ON WEST WALL.

4200RMG0030

0001461596 4670-UPS-ALARM, IN ALARM. K.BEVIS NOTIFIED. 4670-UPS0001
0001461589 PROVIDE SUPPORT FOR ASBESTOS SAMPLING 4708
0001461572 REPAIR ROD & INSTALL PIPE IN GROUND FOR RAMP GATE, OUTSIDE NE 

ENTRANCE
4619

0001458815 REPAIR ICE MAKER 4666RM0234D
0001458719 FABRICATE SHELF  (CONTACT USER FOR DETAILS) 4727RM0112-29
0001458606 PICK COUNTER TOP FOR EXCESS, LOCATED OUTSIDE 1003 4612RM1003
0001458861 PLEASE INSTALL VENT DEFLECTOR IN BACK LEFT CORNER OF ROOM 

202.  COLD AIR BLOWING DIRECTLY ON OCCUPANT.
4708RM0202

0001458566 INSTALL OUTLET ACROSS FROM CUBICLE 24  (INSTALL ON WALL OR IN 
FLOOR UNDERNEATH PRINTER TABLE

4727RM0112

0001452759 REMOVE PALLETS AND TRASH AT THE WEST END OF BLDG 4493WEST
0001452735 REPLACE MOTHBALLED SIGNS 4696
0001452724 REPLACE MOTHBALLED SIGNS 4527
0001449894 INSTALL OUTLET 4202RM0400B
0001452688 SUPPORT   DURING STEAM OUTAGE AT 4610, 4487, 4619 FROM 

4PM 10/6 - 4PM 10/8
4487

0001452681 4650 / S SIDE REPAIR LIGHTS SOUTH EAST SIDE OF BUILDING 4650SOUTH
0001449886 4201 ROOM 624E INSTALL FLOOR OUTLET 4201RM0624E
0001443647 REMOVE UPS SYSTEM (INOPERABLE AND NO LONGER USED) 4553
0001443576 INSTALL PLYWOOD ON WINDOWS 4482RM0101
0001443552 FABRICATE FOUR TRAYS 4619RM0117
0001440377 4610 / ELEV 5 INSTALL SPACE HEATER IN ELEVATOR CONTROL  ROOM 

(2313E)
4610-ELEV0005

0001440362 FABRICATE 6" PLATE WITH 1/2" COUPLING 4660
0001440261 RELOCATE WHITEBOARDS AND MAPS FROM WALL IN EOC OFFICE TO 

ANOTHER - SEE USER (ROOMS B104-B104A)
4202RMB0104A
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TCS Workload History 7/1/2006 - 6/30/2007

WONUM DESCRIPTION LOCATION
0001440497 INSTALL CONCRETE CURB ON EAST SIDE OF CONCRETE 4619EAST
0001440496 INSTALL SHEETMETAL EDGE OF STEPS 4619RM0160A
0001425606 4312 /  FAB AND INSTALL A DOOR ON FILTER RACK OF AH0001 IN E-1.  

(BAKER)
4312-AH0001

0001440536 VERIFY & INSTALL ROOM NUMBERS PER ATTACHED SHEET - 4666RM0109
0001440196 CHANGE OUT THE 12 VOLT BATTERIES (16 TOTAL,8 EACH UPS SYSTEM)IN 

THE 2 NETWORK/ODIN UPS SYSTEMS LOCATED IN 303. PLEASE ARRANGE 
FOR DISPOSAL OR NOTIFY JOHNNY PIERCE TO OPEN HAZMAT REQUEST. 
PLEASE COORDINATE WITH NMCLAN @ 5-4400 FOR OUTAGE.

4481RM0303

0001437725 DISPOSE OF FILTER ELEMENTS BAGGED UP BEHIND BLDG ON THE WEST 
SIDE

4734WEST

0001437747 SUPPORT ARMY FOR INDUSTRIAL WATER OUTAGE - B.LG.'S 
4761,4777,4776

4761

0001434827 FABRICATE TWO "CONFINED SPACE ENTRY" SIGNS  (SEE USER FOR 
DETAILS)

4640

0001434960 INSTALL  11/2X3" PLYWOOD TO SUPPORT 42" PLASMA IN BUILDING 4663, 
B226.

4663RMB0226

0001434998 VERIFY & INSTALL ROOM NUMBERS PER ATTACHED SHEET - CONTACT 
DEBBIE HENDON (4-1439) IF ROOM NUMBERS ON THE DOORS DON'T 
MATCH THE DRAWING.

4583FLR02

0001434747 INSTALL OUTLET 4200RM0420
0001434881 REPAIR MODULAR LIGHT UP UNDER BOOK CASE 4200RM0612-18
0001434841 VERIFY & INSTALL ROOM NUMBERS (A142, A142A, 144, 146, 148) PER 

ATTACHED SHEET - CONTACT DEBBIE HENDON (4-1439) IF ROOM 
NUMBERS ON THE DOORS DON'T MATCH THE DRAWING.

4487FLR01

0001432021 INSTALL DOOR 4200RM0718
0001428610 PIPEFITTER SUPPORT TO ISOLATE AND DRAIN LINES FOR CONTRACTOR 

TO SUPPORT POTABLE WATER OUTAGE.ON 09-09-06 AT 7 AM
4711

0001428587 REPIPE DIFFERENTIAL PRESSURE SWITCH. 4666-AH0004
0001428493 MOVE COMPUTER RACK FROM 4487 TO 4619 (SEE USER FOR LOCATION) 

ON 9/14/06
4487RMA0100

0001425580 4530 UPS-01 NOT WORKING PRANCE CHECKING 4530-UPS0001
0001425569 FABRICATE 50 STICKERS TO READ FLAMABLE KEEP FIRE AWAY 4612
0001421657 INSTALL A 60 AMP DISCONNECT 4316FLR01
0001421502 INSTALL CARTRIDGE FILTER HOUSING 4487RMB0163C
0001418405 TOWER INSTALL  TRANSFER HINGE (TOWER OBSERVATORY DOOR).    

POC REID SMITH.
4347

0001415099 INSTALL GFI OUTLET NEXT TO SUMP PUMP IN SOUTH HALL BASEMENT 4619BSMT

0001414948 SUPPORT   ON SHAKER MOVE 1412066 4619RM0160A
0001415138 OUTSIDE FABRICATE MOTOR COVER--SEN TO SHEETMETAL 4650
0001414962 INSTALL BACKFLOW PREVENTER ON CHILL WATER SYSTEM 4570RMB0055
0001412141 REPLACE SPRAYER ON TANK 44 4760RM0106
0001412076 VERIFY & INSTALL ROOM NUMBERS PER ATTACHED SHEET - CONTACT 

DEBBIE HENDON (4-1439) IF ROOM NUMBERS ON THE DOORS DON'T 
MATCH THE DRAWING.

4684

0001412075 VERIFY & INSTALL ROOM NUMBERS PER ATTACHED SHEET - CONTACT 
DEBBIE HENDON (4-1439) IF ROOM NUMBERS ON THE DOORS DON'T 
MATCH THE DRAWING.

4210
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TCS Workload History 7/1/2006 - 6/30/2007

WONUM DESCRIPTION LOCATION
0001412124 VERIFY & INSTALL ROOM NUMBERS PER ATTACHED SHEET - 

RENUMBERING A FEW ROOMS AND REMOVING ALL THE 422 NUMBERS 
REPLACING WITH 420 NUMBERS SEE ATTACHED WITH CHANGES

4200FLR04

0001412072 INSTALL ELECTROMECHANICAL LOCK ON INNER TOWER DOOR 4347
0001409328 RELOCATE STAGE FOR STORAGE TO CORNER OF BLDG 4316
0001409321 LOWER CLOCK IN MR. KINGS OFFICE ON 8/30/06 4200RM0910
0001403502 SUPPORT MILLWRIGHTS ON ACMP 1 AND 2 (  4207RM0127A
0001403324 POC:  JOHN NUGENT  @ 4-9472.  NEED 1 ELECTRICAL PLUG ADDED AND 1 

MOVED IN THE MIDDLE OF THE FLOOR IN A COVERED RACEWAY.
4650RM0104

0001403262 SUPPORT ENGINEERS  (  4473
0001396446 4561 / 221 INSTALL 120VAC OUTLET IN SW CORNER OF ROOM 4561RM0221
0001389144 INSTALL SLIDE BOLTS ON INSIDE DOORS 4666RM0387
0001382741 INSTALL 20 AMP OUTLET 4666RM0384
0001409168 INSTALL ONE 120 VAC 30 AMP CIRCUIT E/W L5-30R. FEED OUT OF PANEL 

"RPFC" MAXIMO PNL0077. RECEPTACLE TO BE LOCATED ON COLUMN IN 
NASA COMPUTER ATTACK RESPONSE SYSTEM (NCARS) FORENSICS LAB. 
SEE MONTIE ROEHM 4-0589 OR W.JOHNSTON 4-4017.

4207RM0111

0001393208 BUILD STEPS FOR DRUM CONTAINMEMT 4666RM0234D
0001389173 FABRICATE AND INSTALL PLEXIGLASS PLATE 4244RM0108
0001389167 INSTALL AIR VENTS 4487BC-AH0007
0001389347 INSTALL DOOR STOPS 4201RM0315A
0001376117 RELOCATE CLAMSHELL FROM 4640 TO 4666 4640
0001382554 VERIFY & INSTALL ROOM NUMBERS PER ATTACHED SHEET - CONTACT 

DEBBIE HENDON (4-1439) IF ROOM NUMBERS ON THE DOORS DON'T 
MATCH THE DRAWING.

4755FLR01

0001379700 4203 / 3414B RECENTLY MOVED TO NEW OFFICE AND NEED TO HAVE 
CORK BOARD RE-HUNG ON WALL.

4203RM3414B

0001382821 LOWER WOODEN SHELF 4487RMC0179
0001393193 PROVIDE 4 SHEETS OF 3/4" PLYWOOD 4708RM0163
0001372895 FABRICATE STRIKE PLATE ( J. ALDRIDGE FAMILIAR) 4200RM0420
0001375964 4707 WALKIN FREEZER 2 IN HIGH ALARM AK CHECKING 4707
0001372837 4654 / MENS FABRICATE AND INSTALL ACCESS COVER TO PLUMIBNG. 

2326
4654RM0110

0001409133 REPLACE THERMOSTAT (   FAMILIAR) 4653RM0015
0001382464 LAB - INSTALL LIGHT SWITCH AND REMOVE OCCUPANCY SENSOR. 4654RM0128
0001382463 LAB OFFICE - INSTALL LIGHT SWITCH AND REMOVE OCCUPANCY 

SENSOR.
4654RM0132B

0001382781 VERIFY & INSTALL ROOM NUMBERS PER ATTACHED SHEET - CONTACT 
DEBBIE HENDON (4-1439) IF ROOM NUMBERS ON THE DOORS DON'T 
MATCH THE DRAWING.

4705FLR01

0001382479 INSTALL 2 TOUCH SENSE BARS @ MAIN ENTRANCE ( LANNY FAMILIAR) 4607FLR01

0001382469 MORTISE DOOR, INSTALL LOCKSET 4481RM0101D
0001382869 INSTALL #2 OUTLET 4702RM0108
0001403365 STRETCH CARPET / 601 SUITE ENTRANCE TO S. HALLWAY  (CONTACT 

ELANA CLEMONS AT 544-0094)
4200RM0601

0001409214 REMOVE BARS FROM WINDOW 4663RMA0214
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0001368538 4707 / 131 A &B PROVIDE AND INSTALL TEMPERATURE SENSOR 

W/TRANSMITTER IN -20DEG. C FREEZER IN ROOM 131A AND -20DEG. C 
FREEZER IN ROOM 131B. CONNECT TO UCS FIELD PANEL IN ROOM 128 
FOR REMOTE MONITORING OF FREEZER TEMPS VIA UTILITY CONTROL 
SYSTEM.

4707RM0131

0001368524 INSTALL WHITEBOARD 4202RM0103
0001368601 INSTALL NFPA SIGN ON TANK 4823-1 4823
0001393210 FABRICATE SIGNS FOR STORM DRAINS AT OUTFALLS 33,31,32,27 & 28 MSFC
0001382911 REHANG BLIND ( HARDWARE ALREADY THERE) 4666RM0384A
0001382583 FAB. AND INSTALL A LADDER S.E. CORNER OF OUTSIDE FREEZER` 4707-ROOF0022
0001345095 PROVIDE HAYBALE SILT DAM ACROSS DITCH, ADD TOPSOIL, PROVIDE 

SOD, WATER SOD
4600

0001386072 INSTALL OUTLET ON THE EAST WALL 4201RM0414
0001372816 FABRICATE FIVE WOODEN BOXES OF VARIOUS DIMENSIONS FOR 

STORING TEST ARTICLES (CONTACT USER FOR DETAILS)
4732RM0111

0001368618 INSTALL NEW EMERG. LIGHT NORTH WALL AT COL 16 4705FLR01
0001380203 REPLACE LIGHT UNDER DESK 4200RM0101D
0001386110 CONNECT POWER UNDER TABLE, NEED ASAP WHILE FLOOR TILES ARE 

UP DURING COMMUNICATION WIRES BEING RUN
4600RM1106

0001386133 REPAINT PARKING SPACE 10 TO READ "3 HR TRANSIENT", SOUTH SIDE 4436SOUTH
0001361993 INSTALL AIR VENTS ON COILS 4487RMAB0223
0001361997 INSTALL AIR VENTS ON COILS 4487RMA0106
0001400047 MOVE ELECTRICAL  OUTLET CLOSER TO WALL 4200RM0408
0001382625 INSTALL WOODEN COVER OVER CABLE/  WEST END BETWEEN B&C 

WING
4663-BCWING

0001393278 PROVIDE 2 ATOMIC CLOCKS ( WITH OUT LOGOS) 4200FLR07
0001389100 PURCHASE ONE  FLOOR FAN. MSFC
0001382551 INSTALL CLOCKS 4200FLR09
0001382798 4520 / TEST FAC FABRICATED AND PROVIDED DUCT COLLARS AND A/C 

FILTERS TO ET10 (COLLIE KELLET) UPON URGENT REQUEST TO SUPPORT 
TEST FACILITY AT 4520.2326 TCS

4520

0001382639 NEW UPS ALARM ON REMOTE PANEL L GRAY NOTIFIED 4663
0001382482 ADD AC POWER OUTLET IN THE CEILING. 4654RM0130
0001403212 POUR CONCRETE PAD FOR WATER HEATER IN S.W CORNER OF RM E1 ( 

HILL)
4649RM0109

0001361945 INSTALL WATER FILTER ON ICE MACHINE #1 4623-ICE0001
0001356565 REPAIR BAND SAW PULLEY RUBBER LINER 4774
0001376045 PLEASE REMOVE "DO NOT BLOCK DOOR - EMERGENCY EXIT" SIGN FROM 

ROOM 1103 AND REPLACE WITH A SIGN THAT READS "DOOR BLOCKED - 
NOT AN EXIT"

4708RM1103

0001368650 RELOCATE SPACE SENSOR TO CENTRAL AREA FROM WEST WALL 4715RM0100
0001376197 4207 / 101 NEED ELECTRICAL SUPPORT TO MOVING 4, 120VAC CIRCUITS 

FROM OF ONE RECEPTACLE TO ANOTHER WHEN OVERHEAD 
PROJECTORS ARE REPLACED IN ENMC. CONTACT MIKE MIX 4-0891 OR 
W.JOHNSTON 4-4017 TO COORDINATE WORK.

4207RM0101

0001382570 VERIFY & INSTALL ROOM NUMBERS PER ATTACHED SHEET - CONTACT 
DEBBIE HENDON (4-1439) IF ROOM NUMBERS ON THE DOORS DON'T 
MATCH THE DRAWING.

4205FLR02

0001382563 VERIFY & INSTALL ROOM NUMBERS PER ATTACHED SHEET - CONTACT 
DEBBIE HENDON (4-1439) IF ROOM NUMBERS ON THE DOORS DON'T 
MATCH THE DRAWING.

4705FLR02
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0001396395 4728 / 110 INSTALL NEW WEATHER HEAD CONDUIT AND WIRING (TCS) 4728RM0110
0001406671 MOVE STORAGE SHELF FROM 4201RM209 TO 4666RM275 4201RM0209
0001406650 REPAIR SWITCH ON LAMP 4610RM2062
0001396359 CHECK, RESTORE HTZ 400 POWER SUPPLY ( DAVIS AWARE) 4755RM0100
0001368700 HANG BULLETIN BOARD #2 4481RM0101D
0001376105 INSTALL PRE-FIILTER IN ENERGY RECOVERY WHEEL 4627
0001403238 MOUNT CAMERA MOUNTS (HIGDON POC) 4346
0001361965 SET UP STAGE ON 7/10/06 4316
0001242352 INVESTIGATE  LACK  OF  RETURN  AIR  FLOW  IN  ROOMS  M101  AND  

A101C  IN BUILDING  4663  AND PROVIDE  DESIGN  FOR  CORRECTIVE  
MEASURES.

4663FLR01

0001675404 SUPPORT ARMY DURING STEAM OUTAGE 4PM-6/22 THRU 5PM-6/24 4619
0001675410 INSTALL LINE FROM REFRIGERATOR TO SINK 4487RMB0270
0001670304 PROVIDE AND INSTALL FIRE BRACKET IN SOUTH HIBAY 4650FLR01
0001670053 4464-WALKIN-RH IS IN HIGH ALARM.  LARRY NEWTON NOTIFIED. 4464RM0104
0001663707 FABRICATE PTO KNOB FOR MSFC TRUCK # 294 4483
0001663611 4619 / LTA AREA SET ROLL OF WIRE ON BRIDGE OF  LTA PLATFORM FO IN 

HOUSE USER
4619

0001661028 SUPPORT   ON INSPECTION OF SMOKE HEADS 4200PENT
0001657942 REMOVE WOODEN PALLET ( JONES) 4200RMG0013
0001564804 RAISE HEIGHTH OF COMPUTER TABLE WITH BOARDS 4201RM0109
0001564784 INSTALL ELECTROMECHANICAL LOCK 4666RM0128
0001564758 SAF2 IS OFF AND IN ALARM WHILE IN AUTO. UCS DOES HAVE AN ON 

COMMAND TO THE UNIT. LOCATED ON THE SOUTH WALL OF THE SOUTH 
HIGHBAY

4755-SAF0002

0001564623 SUPPORT    / ARMY DURING ELECTRICAL OUTAGE ON SAT, 
2/17/07, 8AM - 5PM

4473

0001564812 SUPPORT AS22 ON ROOF DESIGN INSPECTION. BILL LUSK FAMILIAR. 2325 4708ROOF

0001564529 4663B UPS-2 SPT TOGGLING HIGH ALARM BOND CHECKING 4663B-UPS0002
0001564342 RELOCATE CARPET FROM 4200 3RD FLOOR, TO 4205 RM 103 4200FLR03
0001564435 OS.E. PICK UP AND DISPOSE OF CARDBOARD BOXES, FORK LIFT PALLETS 

SCRAP WIRE & METAL,  LOCATED OUTSIDE EAST ROOM 145B.
4207

0001558864 4203 / 1201+ ROOMS 1201 & 5002: ONE AUTO SET CLOCK WITH NASA LOGO 
NEEDED.  RM 1201 HAS 1 BUT NEEDS 2, IF WORK REQUEST NOT DONE 
BEFORE BIG MEETING, I SHALL MOVE CLOCK FROM 5002 TO 1201.

4203RM1201

0001559112 ASSEMBLE 8' SCAFFOLD ( L. NEWTON FAMILIAR) 4623RM0126D
0001559021 REPAIR ROLLADEX FILES (STUCK) 4200RM0334
0001558884 INSTALL ELECTRICAL OUTLET ON LEFT SIDE NEXT TO DESK BY 

WINDOW
4202RM0503B

0001556579 4707-WALK-IN COOLER3 HIGH ALARM SWINFORD NOTIFIED 4707
0001556635 4610 WALKIN COOLER 1 IN HIGH ALARM BOND CHECKIGN 4610
0001553409 FABRICATE NUMBERS 0-70  (LARRY GRAY) 4600
0001553349 FABRICATE SIX STANDS 4627
0001553542 DRAIN WATER OUT OF LINES IN NOSE CONE EXTERNAL TANK 4707RM0107
0001553263 BASEMENT E-2-ABOVE EE969-MARK PHYSICAL HAZARD AREA, 

WALKING, OR HEAD HAZARD AREA WITH YELLOW AND BLACK TAPE OR 
PAINT-(BROKEN FLORESCENT TUBE IN FIXTURE, BEING HELD IN PLACE 
BY LAMP GUARD. REMOVE AND REPLACE BROKEN BULB)

4610BSMT

0001553440 INSTALL HOLD HAND RAIL SIGN ON STAIRS, B137A(OLD ROOM E-4) 4619RMB0137A
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0001553292 4707 WALK-IN COOLER 3 IN HIGH ALARM AK  CHECKING 4707
0001553227 INSTALL WATER LINE WITH SHUT OFF  ( POC PH #'S 4-2317 OR  5-1152) 4610RM2083
0001553386 AWING UPS IN ALARM. DAVIS NOTIFIED 4612-UPS0001
0001553228 INSTALL 2 1/2" EXTENDER PLATE FOR KWMETER #2 4566
0001550148 THE EMERGENCY LIGHT LOCATED BEHIND THE SKIM MILL ON THE 

NORTH WALL BETWEEN COLUMS 1 & 2 IS OBSTRUCTED BY A WALL.  A 
NEW EMERGENCY LIGHT NEED TO BE INSTALLED NEAR THE SKIM MILL.

4705RMC0101

0001550084 FABRICATE PART FOR ELEVATORS (TAYLOR) 4200
0001550155 REPLACE THE MECHANICAL LOCKING HARDWARE WITH 

ELECTROMECHANICAL LOCKING HARDWARE ON SOUTH ENTRY DOOR
4629FLR01

0001546527 MORTISE DOOR AND INSTALL LOCKSET 4202RM0422B
0001546488 INSTALL QUAD OUTLET UNDER LIGHT SWITCH NEXT TO THE DOOR 4241RM0104
0001539430 REPLACE BULB INSIDE DESK 4200RM0706
0001539373 INSTALL ELECTRIC LOCKING HARDWARE ( LANNY FAMILIAR) 4663RMA0300
0001539584 SUPPORT AS22 FOR ROOF INSPECTION OF 4708 4708ROOF
0001539532 INSTALL TRANSFER HINGE ( LANNY FAMILIAR) 4755RM0117
0001539517 INSTALL SAMPLE PORT (REFER TO WO 1070445) 4760RM0102
0001536309 INSTALL SCALFOLD PER LESLIE BLACKWOOD 4201RMB0009
0001533136 FABRICATE TWO SIGNS 4665A & 4665B AND INSTALL 4665A ON THE TEST 

STAND NEXT TO 4665.  4665B ON THE BUNKER IN FRONT OF THE TEST 
STANDS AT 4665.

4665

0001533109 NUMBER ROOM'S ( APPROX. 5) 4649FLR01
0001532862 4306 / 102 ADD POWER OUTLET TO ENTRY AREA OUTSIDE OF ROOM 102, 

ON THE EAST WALL.
4306RM0102

0001532930 VERIFY & INSTALL ROOM NUMBERS PER ATTACHED SHEET - CONTACT 
DEBBIE HENDON (4-1439) IF ROOM NUMBERS ON THE DOORS DON'T 
MATCH THE DRAWING.

4540

0001532848 VERIFY & INSTALL ROOM NUMBERS PER ATTACHED SHEET - CONTACT 
DEBBIE HENDON (4-1439) IF ROOM NUMBERS ON THE DOORS DON'T 
MATCH THE DRAWING.

4612FLR02

0001532927 CHANGE FILTER ON ICE MACHINE 4202FLR04
0001529664 4203-WALKIN-FREEZER1  TEMPERATURE INSIDE FREEZER IN HIGH 

ALARM.  M. RICH NOTIFIED.
4203

0001526387 INSTALL ELECTROMAGNETIC LOCK / N.E. HALL/ WOOD SINGLE DOOR 4755RM0117
0001526393 4481 / 103 NEED TO HAVE A DEFLECTOR INSTALLED ON AIR VENT IN 

OFFICE.
4481FLR01

0001518875 DISCONNECT POWER FROM CEILING PROJECTOR PLATES AND 
REINSTALL TO NEW PLATES

4200RMG0013D

0001513368 FABRICATE 5 EXIT SIGNS  (CONTACT USER FOR DETAILS) 4203
0001512664 MORTISE DOOR AND INSTALL LOCK SET 4202RM0404B
0001512721 FABRICATE AND INSTALL SIGN  (SEE USER FOR DETAILS)  (CLINARD) 4650RM0022
0001512638 TURN ON EXHAUST FANS ( SWINFORD AWARE) 4631
0001512628 HANG PICTURE #2 4200RM0424B
0001510331 FAB METAL COVER FOR HOLE IN FLOOR, OUTSIDE 148A, INSIDE EAST 

TEST BAY -146
4619RM0146

0001510282 TURN OFF LIGHTS TO DECORATIONS AT END OF DAY 4316
0001507389 INSTALL OUTLET O.S. OF G13 IN LOBBY 4200RMG0013
0001507588 INSTALL DOOR STOP 4619RM0149
0001507356 RELOCATE 49 BOXES OF CARPET TILES AND PLACE THEM NEAR RM 5034 

BY COB 12/12/06
4610RM5034
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0001507172 ADD LIGHT SWITCH TO WALL WITH OPTION TO DIM 4203RM5300
0001507451 REMOVE AC UNIT (NO LONGER NEEDED) 4610RM5049
0001507448 FABRICATE BRACKET FOR ELECTRICAL DISCONNECT 4650
0001507241 SUPPLY POWER FOR BLOOD DRIVE 4315
0001507294 REMOVE SCRAP AND WOOD ON THE SOUTH END 4625SOUTH
0001504507 4203 / 2152 INSTALL DEFLECTOR ON AIR VENT. 2326 4203RM2152
0001504484 4755 / 223 RELOCATE THE "EXIT" SIGN AT BLDG. 4755 / RM 223 - ABOVE OR 

ADJACENT TOTHE MIDDLE DOOR.
4755RM0223

0001501599 FABRICATE AND INSTALL "DANGER " SIGNS ( CLINARD) 4679EAST
0001501430 INSTALL DEFLECTOR ON VENT 4203RM2233
0001501418 HOOK UP COFFEE MAKER 4203FLR02
0001501313 VERIFY & INSTALL ROOM NUMBERS PER ATTACHED SHEET - CONTACT 

DEBBIE HENDON (4-1439) IF ROOM NUMBERS ON THE DOORS DON'T 
MATCH THE DRAWING.

4203FLR03

0001498964 MOVE SMOKEHEAD M1-72 TO DIFFERENT LOCATION 4570FLR02
0001495466 ADD RETURN AIR GRILL IN HALL OUTSIDE RM 102 4244FLR01
0001495310 INSTALL ELECTRO-MECHANICAL LOCK ON DOOR TO RM 107 ( LANNY 

FAMILIAR)
4207RM0107

0001492454 INSTALL TEMPORARY HEATER ( A. WALTON) 4663RMB0169A
0001488527 CHANGE OUT WORDAGE ON DOOR ( SEE EMAIL ATTACHMENT) 4203RM1203
0001488683 FABRICATE JUNCTION BOX MOUNTING PLATE ( A. WALTON) ALDRIDGE 

FAMILIAR
4650FLR01

0001488674 REPAIR LEAKING ICE MACHINE THAT WON'T MAKE ICE 4561RM0110
0001488669 SUPPORT OUTSIDE CONTRACTORS FOR INSPECTION OF AH0004 4666-AH0004
0001483342 SUPPORT CONTRACTOR   TO CUT HOLE IN SHEETROCK AND REPAIR ( 

CONTACT USER FOR INFOR) NEED BY 11/14/06
4671MEZZ

0001480519 OUTSIDE POC:  FRED FISCHER @ 4-9476.  FAB & INSTALL METAL SIGN:  
DANGER  5000PSIG GASEOUS NITROGEN IN THE BOTTLE BATTERY AREA.

4676

0001480515 NEED ELECTRIC MOTOR RPM VERIFICATION FOR - #1. ROOF - AH-01, 02, & 
30    #2.  JANITOR 105D - AH08 LADDER NEEDED   #3.  MECH RM 138D - 
AH12

4707

0001480487 VERIFY ROOM 120 AND 120A OR B116 AND B116B. NEED TO UPDATE THE 
DRAWINGS TO WHAT EVER IN ALREADY ON THE ROOMS

4705FLR01

0001477555 INSTALL PUSH/PULL HANDLES ON HANDICAP DOORS @   4 ( 
LANNY FAMILIAR)

INTE

0001477315 INSTALL TRANSFER HINGE 4485RM0128
0001477537 REPLACE SHOWER HEADS IN LADIES DRESSING ROOM WITH HAND HELD 

SHOWER HEADS, QUANTITY-5
4315RM0106

0001474124 INSTALL NEW FILTERS IN AH023A.2326 4663A-AH023A
0001474122 INSTALL NEW FILTERS IN AH0B3B.2326 4663A-AH0B3B
0001474121 INSTALL NEW FILTERS IN AH-1. 2326 4663B-AH0001
0001474118 FABRICATE AND INSTALL A NEW ACCESS COVER ON SUMP AT 4207-

CTWR0001. 2326
4207-CTWR0001

0001474185 HOIST #1 FABRICATE AND INSTALL SIGNS (SEE JODY TIPPETT FOR 
DETAILS)

4704

0001474184 CRANE #1 FABRICATE AND INSTALL SIGNS (SEE JODY TIPPETT FOR 
DETAILS)

4671

0001470893 INSTALL HOOK FOR FIRE EXTINGUISHER BY SOUTH HIBAY ENTRANCE 
DOOR

4755
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0001470853 VERIFY & INSTALL ROOM NUMBERS PER ATTACHED SHEET - CONTACT 

DEBBIE HENDON (4-1439) IF ROOM NUMBERS ON THE DOORS DON'T 
MATCH THE DRAWING.

4708FLR01

0001467710 DRAIN OIL AND FLUID FROM LATHE AND DELIVER TO EXCESS  @ 
  SEE MARGOT GILLESPIE 4-4690 FOR EXCESS PAPER WORK)

MSFC

0001467751 INSTALL FIRE HORN/BELL IN THIS LOCATION-AND VISUAL ALARM 
NEEDED IN ROOM 1007

4203RM1007

0001464969 INSTALL AND REMOVE TEMPORARY HEATER FOR STEAM OUTAGE ( 
HOLT )

4619RM0146

0001464864 INSALL BARREL BOLT ON INSIDE DOOR BETWEEN A214 AND A215 4705RMA0214
0001464750 VERIFY & INSTALL ROOM NUMBERS PER ATTACHED SHEET - CONTACT 

DEBBIE HENDON (4-1439) IF ROOM NUMBERS ON THE DOORS DON'T 
MATCH THE DRAWING.

4200PENT

0001464716 POC:  DAVID DOUGHERTY @ 4-8154.  REMOVE "OLD" NASA WORM.  
PROVIDE & INSTALL TWO NEW NASA LOGOS FOR LN2 TRAILER 2655 (ONE 
EACH SIDE) NEW LOGO SHOULD BE 12 TO 18 INCHES. TRAILER 2655 IS 
CURRENTLY OUT OF SERVICE.

4659

0001464637 INSTALL SAFETY STRIP ON FLOOR OVER EXTENSION CORD 4200RM0612-15
0001464699 HOOK UP POWER TO LAGUN MILL MACHINE 4619RM0157
0001464578 FABRICATE LABELS FOR SUMP PUMP STARTERS (SEND TO SIGN SHOP)I 

NEED THESE BY 10/20/06 TO CLOSE IDIQ ON TIME
4663RMB0001

0001461565 MOVE 500 GALLON TANK FROM SOUTH SIDE GENERATOR TO 4640 4707SOUTH
0001458735 REPAIR ICE MAKER 4316
0001458539 102B FAN BURNED OUT IN CLEAN ROOM 4760RM0102
0001458653 FABRICATE AND INSTALL NASA LOGO ON ROADSIGN SIGN  (CLINARD) 4200
0001458675 FABRICATE AND INSTALL SIGN O.S. OF BLDG.  (GRANT FAMILIAR) 4823
0001458532 FABRICATE TWO SIGNS STATING:  02 MONITOR SYSTEM OUT OF SERVICE 

FOR FRONT AND BACK DOOR  (GRAY)
4676

0001458531 INSTALL OUTLET 4705RMA0211
0001458619 FABRICATE FOUR "HAZARDOUS MATERIAL" SIGNS 4483
0001452739 REPLACE  SIGNS  AT ABANDONED BLDG 4579
0001452896 REMOVE SCRAP CONCRETE IN HIBAY 4619RM0155
0001452725 REPLACE MOTHBALLED SIGNS 4548
0001452888 BUILDING 4666 STAIRWELL DOOR NEXT TO THE COPY ROOM...PREP 

DOOR.  JAMES JOYNER WILL BE THE POC.
4666

0001452887 BUILDING 4666 STAIRWELL DOOR NEXT TO THE COPY ROOM...INSTALL 6 
WIRE HINGE.  JAMES JOYNER WILL BE THE POC.

4666

0001452708 RELOCATE CORK BOARD FROM ENTRANCE IN 822 TO ENTRANCE OF 826 ( 
SEE USER)

4200FLR08

0001455880 EXCESS POLAR POINTING TEST SET (DARRYL FORD AND CRAIG 
MURDOCK AWARE)

4487RMA0112

0001449878 INSTALL OUTLET WHERE EXISTING BOX USED TO BE NEAR DOOR 
ALONG THE WALL

4201RM0108B

0001446256 INSTALL OUTLET #2 4201RM0340
0001446369 INSTALL FLUID MASTER ON COMMODE ( SIVLEY) 4493RM0106
0001446365 MORTISE DOOR AND INSTALL LOCKSET 4201RM0520A
0001446364 MORTISE DOOR AND INSTALL LOCKSET 4200RM0348B
0001446275 MOUNT 15 FIRE PREVENTION WEEK POSTERS ON FOAM BOARD 4201RM0100
0001443586 INSTALL PLUG ALONG EAST OFFICE WALL 4201RM0218A
0001443578 FABRICATE HANDLE FOR ESCAPE HATCH 4650FLR01
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TCS Workload History 7/1/2006 - 6/30/2007

WONUM DESCRIPTION LOCATION
0001443558 4619 / 145 INSTALL USER PROVIDED LIGHT, NE CORNER OF LTA 4619RM0145
0001441650 SHEAR SHEETMETAL 4656
0001440378 4572 / ELEV RM INSTALL SPACE HEATER IN ELEVATOR CONTROL  ROOM 

(2313E)
4572

0001440597 INSTALL A PARTICULATE FILTER IN ICE MACHINE (BLACKWOOD 
AWARE)

4623

0001440495 INSTALL USER PROVIDED LIGHT ON EAST SIDE OF WALL 4572EAST
0001440215 MILLWRIGHT SUPPORT NEEDED TO LOAD 1K LOAD CELL TO TOP OF 

  (OPERATOR ALSO NEEDED)
4650FLR01

0001437701 PLEASE INSTALL AN EXHAUST VENT IN FILM DEVELOPMENT ROOM 
LOCATED IN 4708 WEST HIBAY (180).  POC IS DAN ROARK 5-4480 
LOCATED IN 4708/135.

4708RM0180

0001440219 INSTALL 1/4" WATER LINE TO CRU0011 4663B-CRU0011
0001435019 INSTALL RAISED FLOOR PANELS 4619RM0160A
0001434767 4650 / 104A FABRICATE 4 LOAD FIXTURES (STEVE SMITH AWARE) 4650RM0104A
0001435000 VERIFY & INSTALL ROOM NUMBERS PER ATTACHED SHEET - CONTACT 

DEBBIE HENDON (4-1439) IF ROOM NUMBERS ON THE DOORS DON'T 
MATCH THE DRAWING.

4583FLR01

0001434867 PROVIDE PLACEMENT OF 6 SIGNS FOR THE " CFC KICKOFF" MSFC
0001431974 MOVE EMPTY500 GALLON TANK FROM 4640 TO 4628 4640
0001431973 INSTALL A YALE 80 ON DOOR #1 4211
0001431969 DRILL HOLE FOR CYLINDER AND INSTALL LOCKSET 4487RMB0106C
0001428732 FABRICATE 4 SIGNS TO READ " VISITORS USE WEST SIDE MAIN 

ENTRANCE"
4631WEST

0001428583 REMOVE ELECTRICAL BOX IN MIDDLE OF WALKWAY 4200RM0434
0001428554 FABRICATE SHELF  (CONTACT USER FOR DETAILS) 4207RM0025A
0001422600 MOVE EQUIPMENT FROM NSSTC RM 134 TO 4487 RM BC103 MSFC
0001421755 BUILD SKID FOR MOVING EQUIPMENT 4650
0001421708 4708 / 121 ADD A 208/230VAC, 15 AMP, SINGLE-PHASE CIRCUIT ON NORTH 

WALL.
4708RM0121

0001421654 INSTALL TEMPORARY THERMOSTATS ON AH 1 AND 2 TO SUPPORT O.S. 
CONTRACTOR

4493FLR01

0001421567 VERIFY & INSTALL ROOM NUMBERS PER ATTACHED SHEET - CONTACT 
DEBBIE HENDON (4-1439) IF ROOM NUMBERS ON THE DOORS DON'T 
MATCH THE DRAWING.

4203FLR05

0001418357 FABRICATE AND INSTALL SIGNS ON LOCKERS IN HIBAY (CLINARD) 4650FLR01
0001412028 INSTALL ROOM NUMBER 4353RM0104
0001412052 INSTALL AUDIO ALARM 4705RM0201
0001409284 INSTALL CONDUIT AND RELOCATE SWITCH 4619RMB0140
0001409265 INSTALL HOSE BIB ON POTABLE WATER LINE  FAMILIAR) 4471RM0176
0001409262 VERIFY & INSTALL ROOM NUMBERS PER ATTACHED SHEET - CONTACT 

DEBBIE HENDON (4-1439) IF ROOM NUMBERS ON THE DOORS DON'T 
MATCH THE DRAWING.

4708FLR01

0001409255 REPAIR REPLACE LIGHT IN DESK 4610RM2053
0001409464 FABRICATE 4 SIGNS TO READ " IEMP COMPENTENCY CENTER" FOR 

  600
MSFC

0001409466 SUPPORT CHILLED WATER OUTAGE,08-23-06 FROM 2 PM UNTIL 7 PM. 4570
0001409139 SAW CUT A 3"X6" HOLE IN FIVE COMPUTER ROOM FLOOR TILES. 

REQUESTER WILL DELIVER AND PICK UP FLOOR TILES.
4207RM0140

0001403508 MOVE TELESCOPE FROM LOBBY TO FLOOR 3   (POC GREENWOOD AT 544-
4725

4347
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TCS Workload History 7/1/2006 - 6/30/2007

WONUM DESCRIPTION LOCATION
0001409171 INSTALL STACK ON 50 HP BOILER / S.E. CORNER 4718SOUTH
0001396463 VERIFY & INSTALL ROOM NUMBERS PER ATTACHED SHEET - CONTACT 

DEBBIE HENDON (4-1439) IF ROOM NUMBERS ON THE DOORS DON'T 
MATCH THE DRAWING.

4250

0001403473 CONNECT SINK TO SEWER 4619RM0157
0001389174 FABRICATE A "MINI CONCRETE RAMP" NEAR THE ELEVATOR EXIT, WEST 

DOOR, DUMPSTER AREA
4666WEST

0001400124 PICK UP 500 GALLON TANK AND TAKE TO 4640 4705
0001376040 FABRICATE 9 SIGNS "SAFETY SHOES REQUIRED" FOR ALL DOORS 

ENTERING INTO THE EG&G WAREHOUSE AREA
4631

0001382670 4205 / 107 LARGE UPS NOT FUNCTIONING / ALL 110 VAC OUTLETS IN 
ROOM 107, 107A,107C AND 107D ARE DEAD (EXCEPT ORANGE 
EMERGENCY POWER OUTLETS)

4205RM0107

0001376141 CUT ACCESS IN CEILING 4475RM0141
0001368757 INSTALL A WOODEN SHELF IN ROOM 113.  THIS IS A LOCKED ROOM 

PLEASE SEE DIANE IN ROOM 101 FOR THE KEY.
4481RM0113

0001375816 FABRICATE A BUILDING SIGN FOR 4210 ANTENNA SUPPORT FACILITY 
LOCATED BEHIND 4207.

4207

0001396426 MOVE OPTICAL TABLE FROM RM 1036 TO 1035 AT NSSTC MSFC
0001382810 FABRICATE TEFLON GIBBS (TAYLOR) MSFC
0001365746 MOVE TWO 500 GALLON TANKS  TO 4640 FROM 4705 AND TAKE TWO 

EMPTIES BACK
4640

0001389274 REPAIR ICE MACHINE 4200RM0912
0001396666 INSTALL 20 AMP  DEDICATED CIRCUIT ELECTRICAL OUTLET  (POC CHAD 

WILLIAMS AT 759-0984)
4471RMC0108A

0001382468 MORTISE DOOR, INSTALL LOCKSET 4481RM0101B
0001368600 INSTALL NFPA SIGN ON TANK 4823-2 4823
0001400038 INSTALL HOSE BIBB IN CAL LAB 4650RM0104
0001386091 INSTALL DUAL STAGE DRYER ON AIRCOMPRESSOR 4627
0001368620 INSTALL NEW EMERG. LIGHT SOUTH WALL AT COL 12 EXIT DOOR 4705FLR01
0001382575 INSTALL DEFLECTOR ON CEILING-MOUNTED AIR REGISTER NEAR THE 

RAMP/STEPS TO ROOM 128.
4491RM0129

0001368509 FABRICATE AND INSTALL NASA LOGO ON SIGN SOUTH OF 4755 
(CLINARD)

MSFC

0001389099 FABRICATE CELL CHANGE DECALS (CLINARD) 4650
0001382586 PROVIDE ICE FOR EVENT AT RUSTIC LODGE ON 8/02/06 BY 11:00 A.M. AND 

PICK UP EMPTY BARRELS EARLY NEXT MORNING (J. HARRIS FAMILIAR)
MSFC

0001400130 REMOVE TRASH AND PALLETS LOCATED IN ALLEY BETWEEN B & C 
WINGS

4663

0001400127 EMPTY GARBAGE CAN AND REMOVE TRASH 4619RMB0139A
0001320719 SUPPORT DELTA IV ANTENNA TESTING AND EVALUATION. 41AREA
0001368368 FRONT DO MAKE & INSTALL SIGN THAT READS "NO SMOKING IN THIS 

AREA".  THIS SIGN IS TO GO AT THE FRONT ENTRANCE TO 4481 ANNEX.  
POC IS DIANE JONES, DAVID GLOVER, OR SKIP HAYES.

4481FLR01

0001365691 4623 / E1 DISCONNECT HOT WATER HEATER 4623RM0107
0001368721 INSTALL 230 VOLT RECEPTACLE 4711RMW0140
0001368749 INSTALL OUTLET #1 4201RM0618
0001396394 4728 / 113 RE ROUTE AHU CIRCUIT TO NEW 120/208 VOLT POWER 

PANEL(TCS)
4728RM0113

0001368642 FABRICATE AND INSTALL DIRECTIONAL SIGNS FOR CRANE #4 4705
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WONUM DESCRIPTION LOCATION
0001368510 INSTALL DEFLECTOR ON AIR VENT THAT IS LOCATED OVER CUBICLE 8 4727RM0102
0001403569 REPAIR ICE MAKER (WON'T MAKE ICE) 4561RM0110
0001648600 SUPPORT CCWP OUTAGE FOR  STARTING 5/25 THRU 5/27 4473
0001657836 INSTALL DOOR CLOSER ON DOOR#102A 4207RM0102A
0001653361 INSTALL ELECTRO-MECHANICAL LOCK ON EAST ENTRY DOOR 4707RM0154
0001653362 INSTALL POWER TRANSFER HINGE ON EAST ENRY DOOR 4707RM0154
0001653298 SHUT DOWN UPS- BATTERY BACK UP SYSTEM NEXT TO COMPUTER RM 

(DAVIS NOTIFIED)
4436RM0118

0001648513 PREP AND INSTALL ELECTRO-MECHANICAL LOCK 4203RM2433
0001648514 INSTALL TRANSFER HINGE 4203RM2433
0001663482 FABRICATE 13 WOODEN BOXES 4619
0001648222 FABRICATE 31 STICKERS TO READ " PROTECTIVE AREA" 4487
0001657912 4605 / 14 NEED OXYGEN SENSOR INSTALLED IN ROOM FOR NITROGEN 

OPS. SEE TODD SCHNEIDER FOR DETAILS (4-2595)
4605RM0014

0001632231 INSTALL MAGNETIC 2 LOCKS ON EXTERIOR DOUBLE DOOR 100 POC 
JAMES JOYNER 755-6020

4656

0001636855 REPAIR ICE MAKER IN KITCHEN 4316RM0105
0001642815 INSTALL 110 OUTLET #2 4650RM0116
0001653235 REPROGRAM SINGLE ZONE UNITS 4346
0001646019 DRILL HOLE FOR CYLINDER AND INSTALL LOCKSET 4200RM0312
0001648116 REQUEST  SUPPORT TO VERIFY ELECTRICAL CONNECTIONS IN 

GATEWAY FOR SCHEDULED OUTAGE,  JOHN DAVIS FAMILIAR.
4207RM0145

0001637065 PROVIDE STATUS RELAY FOR AUTO MODE ALARM AND SPEED 
FEEDBACK TO UCS EQUIPMENT

4650-VSC0001

0001648407 INSTALL WATER HOSE TO FLUSH OUT DIESEL GENERATOR ( RUSSELL) 4663-AWING
0001642916 INSTALL ELECTRO-MECHANICAL LOCK SET 4203RMB0301
0001637057 INSTALL EXHAUST MANIFOLD MUFFLER ON VACUUM SYSTEM ( ST. 

JOHN)
4203RM1108A

0001648512 INSTALL TRANSFER HINGE 4203RM2422
0001642961 CUT PLEXIGLASS FOR CONFERENCE TABLE 4610RM1054
0001632070 INSTALL OUTLET IN AREA NEXT TO 3104 4600FLR03
0001637100 INSTALL A 125 AMP BREAKER IN COLUMN S/ PANEL DP6B IN SOUTH 

HIBAY
4705SOUTH

0001648511 PREP AND INSTALL ELECTRO-MECHANICAL LOCK 4203RM2422
0001636926 INSTALL BALANCE DAMPER TO REDUCE AIRFLOW IN LADIES RESTROOM 

137
4708RM0137

0001642869 CUT HOLE FOR CYLINDER AND INSTALL LOCKSET 4200RM0410G
0001634875 INSTALL 2 CERIFIED RELIEF VALVES ON ACMP'S 4554RM0106
0001632100 INSTALL SILT FENCE BESIDE A CONCRETE SWELL TO STORM WATER 

DRAIN/ EXTERIOR/ SW CORNER.  RAIN IS WASHING SOIL IN STORM 
WATER SYSTEM

4759

0001642769 FABRICATE SHEETMETAL SLOT FOR MAIL RM ( SEE USER FOR DETAILS) 4200GROUND

0001632233 INSTALL 2 ELECTRIC HINGES ON DOOR 100,  EXTERIOR DOUBLE DOORS 
POC JAMES JOYNER 755-6020

4656FLR01

0001632306 REPLACE STOP SIGN AT INDIAN CREEK  (CLINARD) MSFC
0001632143 FABRICATE AND INSTALL MAGNETIC NAME PLATES ON IN-OUT BOARD 

IN LOBBY ( NAMES ARE JOSH SUGGS & MIKE PENDLETON)
4628FLR01

0001629756 REMOVE STREET SIGNS THAT HAS BLDG. NUMBER ON IT LOCATED AT 
MERCURY RD.

4471

Page 30 of 71

(b)(4)(b)(4)(b)(4)(b)(4)



TCS Workload History 7/1/2006 - 6/30/2007

WONUM DESCRIPTION LOCATION
0001629757 REMOVE STREET SIGNS THAT HAS BLDG. NUMBER ON IT LOCATED AT 

MERCURY RD.
4481

0001634800 INSTALL EMERGENCY/EVACUATION PLEXIGLASS SLEEVE , PLEASE CALL 
DAN 1 DAY PRIOR TO INSTALLIING

4563FLR01

0001637040 CUT AND MOUNT PLYWOOD FOR INSTALLATION OF EWS CABINET ON 
WEST WALL ( LOOK FOR AREA MARKED)

4549FLR01

0001642592 RELOCATE SHELVES FROM 4566 RM 158A TO 4485 RM'S 110 & 110A 4566RM0158A
0001640044 PROVIDE SURGE PROTECTOR 4487RMB0272
0001648201 INSTALL CLAMP ON FILTER PRESS FEED LINE 4761
0001648158 4476 CHANGE FILTER ON AH-8 TC CHECKING 4476-AH0008
0001621125 INSTALL POWER TO ADP UNITS 4200RM0702
0001642901 SUPPORT CONTRACTOR ON CHILL WATER OUTAGE 4473
0001636862 FABRICATE AND INSTALL FIRE EXIT SIGN (POC GERALD STRICKLAND) 4600
0001637111 FABRICATE AND INSTALL LETTERING ON PLAQUE ( CLINARD) 4200
0001640008 FIRE EXTINGUISHER(S) NOT MOUNTED, INSTALL SIGN 4619RM0153A
0001640009 NO FIRE EXTINGUISHER SIGN IN LTA SHOP.INSTALL USER PROVIDED 

SIGN ONTO WALL
4619RM0145

0001642576 INSTALL OUTLET #1 4200RMP0106
0001642577 INSTALL OUTLET #2 4200RMP0106
0001642578 INSTALL OUTLET #3 4200RMP0106
0001648225 TURN OFF UPS AND RETURN TO SERVICE 4755FLR02
0001642930 INSTALL 110 POWER OUTLET ON SOUTH WALL  (RICKY AUSTIN 

FAMILIAR)
4707RM0154

0001627036 MEZZ INSTALL LOCK WASHER AND WIRING ON HWP001B (2013) 4708B-HWP0001
0001642698 RESET UPS 4708
0001632095 INSTALL AIR DEFLECTOR ON OVERHEAD VENT 4485RM0100
0001646086 ASSEMBLE 4 NEW SHOP VAC'S 4650RM0023
0001642729 SUPPLY 4' X 6' X 1/2" THICK PLYWOOD ( NEED ASAP) 4244RM0117
0001632129 MORTISE DOOR AND INSTALL LOCKSET 4666RM0287
0001642733 FABRICATE FUNNEL FOR WATER FILTERS 4600
0001642909 INSTALL DOOR STOP BEHIND DOOR, DOOR HITTING WALL ( CALL USER 

FOR ACCESS, DOOR LOCKED WHEN SHE IS OUT)
4487RMAB0224

0001642911 INSTALL COAT HOOK ON BACK OF DOOR ( CALL USER FOR ACCESS, RM 
LOCKED WHEN SHE IS GONE)

4487RMAB0224

0001632405 MOVE LAB BENCH FROM RM C172 TO C177A 4487RMC0172
0001646089 FABRICATE BANDSAW BLADES 4650
0001645981 INSTALL 2 SLIDE BOLTS ON CONNECTING DOORS TO RM 524 4201RM0524
0001570958 VERIFY & INSTALL ROOM NUMBERS PER ATTACHED SHEET - CONTACT 

DEBBIE HENDON (4-1439) IF ROOM NUMBERS ON THE DOORS DON'T 
MATCH THE DRAWING.

4699

0001570959 VERIFY & INSTALL ROOM NUMBERS PER ATTACHED SHEET - CONTACT 
DEBBIE HENDON (4-1439) IF ROOM NUMBERS ON THE DOORS DON'T 
MATCH THE DRAWING.

4694

0001590484 4607 / 104 INSTALL PLEXIGLAS TO PROTECT NEW PAINT. 4607RM0104
0001574931 INSTALL USER PROVIDED AIR FRESHENER 4610RM5028
0001574932 INSTALL USER PROVIDED AIR FRESHENER 4610RM5033
0001546711 FABRICATE AND INSTALL PHENOLIC SIGN  (CLINARD) 4663
0001570904 PUMP OUT BAKER TANK ON THE NORTH SIDE ( COX) 4705NORTH
0001564759 SAF3 IS OFF AND IN ALARM WHILE IN AUTO. UCS DOES HAVE AN ON 

COMMAND TO THE UNIT. LOCATED ON THE SOUTH WALL OF THE SOUTH 
HIGHBAY

4755
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0001564543 MOUNT SHELVING IN CLOSET AREA NEXT TO THE MEN`S RESTROOM. 4200RM0327
0001585111 RELOCATE 27 BOXES OF CARPET FROM 4650 TO 4200 ROOM 344 TO BE 

DELIVERED ON 3/5/7
4650

0001579493 FABRICATE AND INSTALL SPACERS IN FILTER RACK OF AH0001 
LOCATED IN BASEMENT.

4670-AH0001

0001585107 SUPPORT PANEL OUTAGE FOR   ON 3/4/07 4200
0001582637 FABRICATE AND INSTALL ACCESS PANEL (2026) 4201RM0315
0001585310 RELOCATE 500 GALLON TANK FROM 4705 TO 4640 4705
0001561827 VERIFY & INSTALL ROOM NUMBERS PER ATTACHED SHEET - CONTACT 

DEBBIE HENDON (4-1439) IF ROOM NUMBERS ON THE DOORS DON'T 
MATCH THE DRAWING.

4715

0001561828 VERIFY & INSTALL ROOM NUMBERS PER ATTACHED SHEET - CONTACT 
DEBBIE HENDON (4-1439) IF ROOM NUMBERS ON THE DOORS DON'T 
MATCH THE DRAWING.

4714

0001571081 REPLACE FILTERS ON ICE MACHINE 4666
0001564483 FABRICATE BRACKET FOR SPEAKER MOUNTS 4200RM0222
0001564640 CUT 4' X 8'  PIECE OF STEEL INTO HALF (2'X8')  SEE USER FOR DETAILS 4656FLR01
0001564455 INSTALL ELECTROMECHANICAL LOCK AT WEST ENTRY 4312WEST
0001564785 INSTALL TRANSFER HINGE 4666RM0128
0001559267 NEED ELECTRICAL OUTLET PLACED ON DIFFERENT CIRCUIT DUE TO 

RECENT OVERLOAD ISSUES.  THE 4TH & 5TH FLOOR KITCHEN OUTLET 
*MAY* ALL BE ON THE SAME CIRCUIT AND WHEN 4 MICROWAVES, 2 
COFFEE POTS...

4203RM5435

0001558961 INSTALL LIGHT SWITCH IN NEWLY DIVIDED ROOM-WAS A BLANK PLATE 
OVER OLD OUTLET BUT MAY HAVE WIRES ABOVE THE CEILING

4201RM0427

0001564539 2ELEV 2ND FLOOR ELEVATOR AREA - MOUNT A PLASTIC BIN ON WALL 
TO HOLD TELEPHONE DIRECTORY FOR HALLWAY PHONE - DIRECTORY 
NOW ON OLD WOODEN HUTCH THAT IS BEING EXCESSED TO BEAUTIFY 
THE PLACE.

4203FLR02

0001585328 FAB. A DRAIN PAN. (2326)       NEIL POPE FAMILIAR. 4638RM0100
0001559279 INSTALL BLIND ON WINDOW SIDE PANEL , MAIN ENTRANCE DOOR 4203RM2242
0001585201 INSTALL AUTOMATIC DOOR CLOSER 4200RM0956
0001570892 4732 / RM. 131 FABRICATE SIGNS FOR CRN#0001. JODY TIPPETT FAMILIAR. 

( 2335 )
4732-CRN0001

0001571027 4491 / 107 MOVE RED WOODEN BOX THAT HOLDS  PLASTIC ROLLS, TWO 
FEET HIGHER AND ON WALL AND RE-MOUNT.  LOCATION IS ON THE 
EAST WALL AT THE SOUTHEAST CORNER OF ROOM 107

4491RM0107

0001570917 INSTALL ATOMIC CLOCK 4200RM0956B
0001570901 INSTALL ELECTROMECHANICAL LOCK AT NSSTC ANNEX RM 3243 OFFCENTER
0001564511 PROVIDE POWER STRIP 4487RMA0149
0001561823 REMOVE WATER FROM ROLL OFF BOX ON THE SOUTH SIDE OF BLDG 4653NORTH
0001477156 INSTALL VENT LINE ON EAST WALL OF ROOM 110 4205RM0110
0001574846 INSTALL LIGHT SWITCH 4610RM5009
0001574922 INSTALL PLASTIC SHEETING OVER SOUTH END OPEN AREAS ON SECOND 

FLOOR TO PREVENT EXHAUST FUMES FROM ENTERING OFFICE AREA
4755FLR02

0001570882 4583 /  EAF0001 LOCATED IN E-2 OVER THE DOOR NEEDS A BELT GUARD 
FABRICATED AND INSTALLED.   (GRIMES)

4583-EAF0001

0001564378 INSTALL GLASS IN DOOR 4200RM0956
0001564786 INSTALL ELECTROMECHANICAL LOCK 4666RM0123A
0001564787 INSTALL TRANSFER HINGE 4666RM0123A
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0001564522 INSTALL ELECTROMECHANICAL LOCK IN HALLWAY 4249RM0114
0001559079 INSTALL POWER SUPPLY 4202RM0503B
0001561817 4646 / ALL MAKE THREE SIGNS TO PLACE ABOVE DRINKING FOUNTAINS 

TO PREVENT PLACING TOBACCO PRODUCTS AND FOOD IN THE 
FOUNTAINS. GRANT CLINARD IS AWARE.

4646

0001574821 INSTALL OUTLET (SEE USER FOR DETAILS) 4610RM5013
0001564781 INSTALL ELECTROMECHANICAL LOCK ON DOOR IN RM 125 4666RM0125
0001564783 INSTALL TRANSFER HINGE ON DOOR IN RM 125 4666RM0125
0001570920 CHECK PARKING LOT LIGHTING AT NIGHT PER LIST  ( AS 24 ) MSFC
0001574934 INSTALL USER PROVIDED AIR FRESHENER 4610RM5001
0001564402 FABRICATE 4 YELLOW DANGER SIGNS FOR SPILL RESPONSE TRAILOR 

(NEED BY 2/20/07
4650

0001564779 CLEAN TRASH AND DEBRIS ON THE NORTH SIDE OF BLDG 4347NORTH
0001553495 FABRICATE LABEL FOR HANDICAPPED DOOR (SEE ADAM WALTON FOR 

DETAILS)
4666

0001553493 PLACE 3 SIGNS AT THE BUILDING ROOF TO PROHIBIT SMOKING ON THE 
ROOF.  ONE SIGN SHOULD BE ON THE INSIDE OF THE STAIRWELL DOOR 
EXITING ONTO THE ROOF, OTHER TWO SIGNS SHOULD BE READABLE 
FROM ON THE ROOF AT EACH PENTHOUSE.

4600ROOF

0001564495 INSTALL EMERGENCY LIGHTING TO MEET NASA STANDARDS FOR 
EGRESS THROUGH MACHINE SHOP WORK AREAS.

4759RM0101

0001553582 PHYSICAL HAZARD AREA, WALKING, OR HEAD HAZARD IS NOT MARKED 4666RM0212

0001553448 INSTALL EMERGENCY LIGHT 4707RM0126A
0001553556 4711 / E126 HAVE AN ADDITIONAL 220, 3 PHASE POWER SOURCE 

INSTALLED FOR AN ADDITIONAL BACKSCATTER RADIOGRAPY SYSTEM 
TO BE INSTALLED

4711RME0126

0001553376 THERE IS A DIRECTORY SIGN AVAILABLE PER DEBRA HINDEN.  SIGN 
SHOP TO FABRICATE STRIPS FOR THE DIRECTORY SIGN AND MOUNT ON 
WALL OUTSIDE OF ELEVATORS ON 3RD FLOOR OF BUILDING 4201.  
EMAIL WILL BE SENT TO GRANT CLINARD INDICATING INFORMATION.

4201RM0300

0001550191 FABRICATE AND INSTALL TWO "OUT OF SERVICE" SIGNS OVER TANKS 
ON S.W. EXTERNAL SIDE OF BLDG.

4733SOUTH

0001553134 FABRICATE AND INSTALL STANDARD SIGN " DIESEL FUEL " AT 
GENERATOR ON THE NORTH SIDE

4203NORTH

0001553137 INSTALL OUTLET #1 FOR MICROWAVE 4203RM5436
0001550129 FABRICATE RACK IN HIBAY 4650
0001553153 FABRICATE AND INSTALL BLDG #'S 4665
0001564369 INSTALL SLIDE BOLT ON SOUTH DOOR ( NEED BY 2/23/07) 4200RMG0032
0001570900 INSTALL A TOUCH SENSE BAR 4612RM1500
0001495301 INSTALL INTERLOCK SWITCHES ON FILM PASS THROUGH DOOR OF X-

RAY CELL
4711RME0124

0001564805 RELOCATE CHILLER ALARM PER   ON 2.15.07 4473RM1001
0001559152 INSTALL 110 OUTLET FOR WORK BENCH 4707RM0156A
0001570893 4760 / PAINT RM FABRICATE A PAN TO CATCH DEBRIS UNDER HST0002 

BLDG. 4760. JODY TIPPETT FAMILIAR. (2326 )
4760-HST0002

0001550216 MORTISE DOOR AND INSTALL LOCKSET 4200RM0534
0001564410 FABRICATE PLATFORMS FOR MOCK UP SUPPORTS 4619RM0165
0001559233 FABRICATE RACK FOR BOTTLES SEE TERRY DRIVER FOR DETAILS PER 

CARL FRIED.
4646RM0109
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0001561846 4663RMB0169A /  INSTALL TIMERS ON LIGHT SWITCHES BOTH CHILLER 

ROOMS   (HOLT)
4663RMB0169A

0001561856 REPAIR REPLACE LIGHT IN DESK 4610RM2077
0001546726 INSTALL POWER OUTLET 4200RM0736
0001559186 DRAIN WATER AND OIL FROM GENERATOR AND REFILL WITH NEW OIL 4201-GEN0001

0001559187 DRAIN WATER AND OIL FROM GENERATOR AND REFILL WITH NEW OIL 4201-GEN0002

0001550154 INSTALL METAL RACKS 4480
0001561825 RELOCATE 45 BOXES OF CARPET SQUARES FROM 4650 TO 4200 NEAR RM 

312
4650

0001556615 SUPPORT CONTRACTOR  (  ) 4473
0001546703 INSTALL GROUND CABLE 4207RMB0005
0001546624 VERIFY & INSTALL ROOM NUMBERS PER ATTACHED SHEET - CONTACT 

DEBBIE HENDON (4-1439) IF ROOM NUMBERS ON THE DOORS DON'T 
MATCH THE DRAWING.

4748

0001546626 VERIFY & INSTALL ROOM NUMBERS PER ATTACHED SHEET - CONTACT 
DEBBIE HENDON (4-1439) IF ROOM NUMBERS ON THE DOORS DON'T 
MATCH THE DRAWING.

4749

0001559048 INSTALL GFI OUTLET IN KITCHEN AREA ( THORNTON) 4203FLR05
0001539682 INSTALL NEW OUTLET (NEW PERSON MOVING INTO OFFICE ON 1/18/07 4201RM0324
0001556585 INSTALL WEATHER STRIPPING AROUND NE DOOR IN RM 4663RMC0180
0001564520 RECONFIGURE CONTROL FOR START / STOP ON AH001. REPLACE 

EXISTING START STOP CONTROL WITH HOA AND PROVIDE FOR UCS 
CONTROL.

4312-AH0001

0001501419 INSTALL ICE MAKER 4203FLR02
0001559276 SUPPORT   CONTRACTOR FOR CHILL WATER OUTAGE ON 2/7 4312
0001550135 POC: DOUGHERTY @ 4-8154.   INSTALL 2 SIGNS ON USED OIL TANK , 1 PER 

SIDE.  LETTERING TO BE A MINIMUM OF 1" SIZE.   USE ADHESIVE 
BACKED, WEATHER & FADE RESISTANT MATERIAL. SIGN SHOULD SAY 
"USED OIL".

4676

0001550138 OUTSIDE POC: DOUGHERTY @ 4-8154.   INSTALL 2 NFPA SIGNS ON USED 
OIL TANK , 1 PER SIDE.  LETTERING TO BE A MINIMUM OF 1" SIZE.  NFPA 
RATINGS ARE:  HEALTH = 0, FLAMMABILITY = 1,& REACTIVITY = 0.  USE 
ADHESIVE BACKED, WEATHER RESISTANT MATERIAL.

4676

0001556663 INSTALL TIMER LIGHT SWITCH IN ROOM 222 4619RM0222
0001553457 INSTALL EMERGENCY LIGHT 4739RM0101
0001559234 REPLACE LIGHT BULB UNDER CABINET. 4485RM0118
0001559208 SUPPORT   DURING SPRINKLER OUTAGE TO REPAIR LEAKING 

LINE
4631

0001561871 4316 MOVE STAGE TO WEST SIDE OF BLDG. TALK WITH YOUNG 4316WEST
0001550183 PICK UP SCRAP METAL AND WOOD LOAD DOCK NORTH SIDE MIDDLE  

DOOR 10.
4481NORTH

0001546754 FABRICATE SIGNS FOR GENERATORS. ( 2335 ) GRANT CLINARD 
FAMILIAR.

M1YARD

0001539695 MOUNT MAIL BIN 4200RM0204
0001546809 FABRICATE 2 21/2" EXTENSION RINGS MSFC
0001546497 FABRICATE 6 EXTENSION RINGS FOR KW METERS (4 2" EXTENSIONS AND 

2  1 1/2" EXTENSIONS) SEE USER FOR DETAILS
MSFC

0001546641 INSTALL GROUND WIRE ON USED " USED OIL TANK" ON THE WEST SIDE 
OF BLDG

4483
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TCS Workload History 7/1/2006 - 6/30/2007

WONUM DESCRIPTION LOCATION
0001533064 REATTACH LADIES ROOM SIGN TO DOOR 4200RMP0101
0001533076 INSTALL BLDG. NUMBER ON BLDG 4563
0001546472 SUPPORT O.S. CONTRACTOR 4473
0001550120 SUPPORT OUTSIDE CONTRACTOR 4473
0001553225 SUPPORT OUTSIDE CONTRACTOR (  4473
0001536331 INSTALL ACCESS PANELS IN AH-2 TO ALLOW ENG. TO VIEW PROGRESS 

OF U.V. EMITTERS. 2026
4249-AH0002

0001536330 PROVIDE ACCESS PANELS IN AH-1 TO ALLOW ENG. TO INSPECT 
PROGRESS OF U.V. EMITTERS. 2026

4249-AH0001

0001553168 4249 / 109 PLEASE INSTALL NAILS OR SOME HOOKS TO HANG MULTIPLE 
MAPS AND AERIAL PHOTOS (THAT ARE MOUNTED ON FOAM BOARD)... 
ALONG HALLWAY (N. END OF 4249)

4249RM0109

0001533157 VERIFY & INSTALL ROOM NUMBERS PER ATTACHED SHEET - CONTACT 
DEBBIE HENDON (4-1439) IF ROOM NUMBERS ON THE DOORS DON'T 
MATCH THE DRAWING.

4765

0001533158 VERIFY & INSTALL ROOM NUMBERS PER ATTACHED SHEET - CONTACT 
DEBBIE HENDON (4-1439) IF ROOM NUMBERS ON THE DOORS DON'T 
MATCH THE DRAWING.

4776

0001536321 REMOVE LOGO ON CABINET DOOR THAT READS (ED) 4200RM0715
0001533077 INSTALL TEMPERATURE READING DEVISE ( SWINFORD AWARE) 4663RMB0204
0001546602 INSTALL 1 EMERGENCY/EVAC. PLAN PLEXIGLASS SLEEVE ( CONTACT 

DAN CROCK 1 DAY PRIOR FOR EXACT LOCATION)
4200FLR02

0001539522 INSTALL LIGHT UNDER DESK 4202RM0527A
0001543150 4250 / 18A LADIES RESTROOM--INSTALL EMERGENCY LIGHT- 4250RM0018A
0001532907 INSTALL 110, 30 AMP OUTLET 4663RMC0261
0001550079 REMOVE ELECTRICAL OUTLET (CONTACT USER FOR DETAILS) 4631RMC0110
0001553114 FABRICATE COVER FOR DISCONNECT FOR GENERATOR 4650
0001546865 UPS IS OFF AND IN ALARM. JOHN DAVIS NOTIFIED. LOCATED IN E6 4708RMB0018B
0001532931 VERIFY & INSTALL ROOM NUMBERS PER ATTACHED SHEET - CONTACT 

DEBBIE HENDON (4-1439) IF ROOM NUMBERS ON THE DOORS DON'T 
MATCH THE DRAWING.

4531

0001536389 VERIFY & INSTALL ROOM NUMBERS PER ATTACHED SHEET - CONTACT 
DEBBIE HENDON (4-1439) IF ROOM NUMBERS ON THE DOORS DON'T 
MATCH THE DRAWING.

4758

0001553144 RM109 EQUIPMENT ROOM.  INSTALL 110VAC POWER RECEPTICAL FOR 
MID UPS LOCATED ON NORTH WALL.  IT IS CURRENTLY HARDWIRED IN 
4X4 ELECTRICAL BOX.

4765RM0109

0001558896 NEED  20 AMP 110 VAC PLUGS INSTALLED. ( #2) 4628RM0105A
0001539503 INSTALL ADDITIONAL LIGHTING AT BOTTOM OF STAIRWAY LEADING TO 

OFFICE AREA 220A,  SOUTH EAST SIDE OF BLDG. 4707.
4707RM0220A

0001539459 INSTALL FITTING ON AIR STATION 4650RM0029
0001546819 INSTALL HANDLE KIT ON URINAL RM115 4583RM0115
0001532846 MANUFACTURE A CONE (STEVE CARPENTER AWARE) 4663RMC0183
0001539415 SUPPORT OUTSIDE CONTRACTOR (  4473
0001536405 INSTALL DRAFT SEAL ON ROLLUP DOOR NORTH END W140 AT RAMP. 

2326
4711RMW0140

0001546567 INSTALL DRIP PAN UNDER 4" BACK FLOW PREVENTER 4202BSMT
0001546528 MOVE BARREL BOLT FROM O.S. DOOR TO INTERIOR DOOR 4202RM0422B
0001546479 SUPPORT OUTSIDE CONTRACTOR (  4473
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TCS Workload History 7/1/2006 - 6/30/2007

WONUM DESCRIPTION LOCATION
0001546453 4201 / B11 NEED ELECTRICIANS TO PROVIDE A TEMPORARY 208 VOLT, 

SINGLE PHASE, 70 AMP CIRCUIT TO TELCO CHARGER/RECTIFER. 
CONTACT   544-4207 OR W. JOHNSTON 544-4017. JOHN DAVIS IS 
FAMILIAR.

4201RMB0011

0001536402 INSTALL NEW AIR FILTER ON ACMP.0005. RM.222. E 6 4619-ACMP0005
0001536403 INSTALL NEW AIR FILTER ON ACMP.0003.RM.100A. E 4 4705-ACMP0003
0001550121 SUPPORT ARMY THIS AFTERNOON FOR 4700 AREA ELECTRICALOUTAGE 47AREA

0001536372 TAKE 12 STANTIONS FROM STORAGE TO 4650 ON 1/12/07 AND RETURN BY 
1/17 OR 18/ 07

4705

0001539604 4707 WALK-IN COOLER 3 IN HIGH ALARM FREY CHECKING 4707
0001546548 ATTACH PIPE FLAIR TO FLOOR 4739RM0100
0001546771 RELOCATE 44 BOXES OF CARPET SQUARES FROM 4650 TO 4200 RM 312A 4650FLR01
0001516175 REPLUMB CARBON BED 4700
0001550097 MOVE  500 GALLON TANK TO 4705 AND BRING BACK 4705
0001539470 ANCHOR BAND SAW AND SANDER TO FLOOR 4194RM0011
0001539493 WALKIN-RH IN HIGH ALARM. RICH NOTIFIED 4464
0001519032 INSTALL SINGLE SWITCH TO CONTROL MAKEUP AND EXHAUST FAN, 

RELABEL HOOD SWITCH PANEL, VERIFY SYSTEM OPERATION
4203-KVHD0001

0001519033 INSTALL SINGLE SWITCH TO CONTROL MAKEUP AND EXHAUST FAN, 
RELABEL HOOD SWITCH PANEL, VERIFY SYSTEM OPERATION

4203-KVHD0002

0001519034 INSTALL SINGLE SWITCH TO CONTROL MAKEUP AND EXHAUST FAN, 
RELABEL HOOD SWITCH PANEL, VERIFY SYSTEM OPERATION

4203-KVHD0003

0001536315 4650-4761/ ASSIST LYNN STONE WITH SPILL RESPONSE INVENTORY ON 
1/12/07  (LATHAM AND JONES FAMILIAR)

4650

0001539566 MOVE STAGE NEAR ROLLUP DOOR BY 9:00 A.M. ON 1/17/06 4316
0001539328 4566 / 104 WHEN WE MOVED TO 4566 WE PLACED OUR KITCHEN IN RM 

104.  THE EMPLOYEES IN THE SAME ROOM ARE BEING DISRUPTED BY 
THE USE OF THIS AREA.  WE WOULD APPRECIATE IT IF WE COULD MOVE 
THE REFRIGERATOR TO ROOM 137.

4566RM0104

0001536328 CHECK 95% FILTERS IN AH-12 ABOVE CEILING IN CLEAN ROOM. 2326 . 
TCS

4718RM0105

0001440447 INSTALL NEW SPECIAL FILTER IN CRU-1. 2326 4759RM0102A
0001539528 CHECK, REPAIR ICE MACHINE, NOT MAKING ICE 4315RM0101
0001539656 INSTALL POWER TRANSFER HINGE ON SOUTHEAST ENTRY DOOR 4755RM0117
0001539361 4487 / B234 ADD DOOR-STOP TO HALLWAY DOOR. 4487RMB0234
0001539454 4583 / 171 NEED A CASE FOR AN AED MOUNTED ON THE WALL. 4583RM0171
0001533120 SUPPORT O.S. CONTRACTOR  4473
0001526384 INSTALL ELECTROMAGNETI   4755RM0405
0001546419 INSTALL LITERATURE RACK 4203RM4413
0001546530 INSTALL BARREL BOLT ON INSIDE DOOR 4200RMP0106
0001512810 FABRICATE 4 SIGNS ( TAYLOR) GRANT FAMILIAR 4600
0001539652 INSTALL POWER TRANSFER HINGE IN EAST HALLWAY DOOR 4755RM0117
0001539576 FABRICATE AND INSTALL TWO PANS FOR HUMIDIFIER. 2326 4708RM1280
0001539650 INSTALL DIVERTER ON VENT TO RE-ROUTE COLD AIR 4481RM0105
0001526388 INSTALL ELECTROMAGNETIC LOCK / S.E. ENTRANCE/ WOOD SINGLE 

DOOR
4755RM0117

0001518955 NEED LIMITED ACCESS/WARNING SIGNS AT ALL ACCESS POINTS TO 
HIGH BAY UNTIL CARD READERS ARE "IN PLACE".

4755

0001539330 INSTALL POWER 4200RMG0013G
0001519059 PICK UP EXCESS CRATES, WOOD, ETC. 4467NORTH
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TCS Workload History 7/1/2006 - 6/30/2007

WONUM DESCRIPTION LOCATION
0001532936 4619 / 157 MOVE THE PIRANHA, MODEL <-10, SHEAR FROM ROOM 157 TO 

THE NORTH-EAST CORNER OF THE EAST HIGH BAY.WILL REQUIRE 
HEAVY EQUIPMENT

4619RM0157

0001526398 INSTALL GRILL IN DOOR FOR RETURN AIR IN C249 (O.WRIGHT) 4708FLR02
0001532964 SUPPORT OUTSIDE CONTRACTOR (  4473
0001512659 PICK UP ASBESTOS TABLE TOPS IN HALLWAY NEAR ROOM 4205RM0107C
0001492461 INSTALL CONVEX MIRROR AT ENTRANCE TO HALL LEADING TO LAB 4353
0001512741 REPAIR SUMP PUMP GOING TO SINK // LOCKED UP 4487RMA0168
0001532917 INSTALL ELECTRO-MECHANICAL LOCK 4612RM1504
0001532918 INSTALL POWER  TRANSFER HINGE 4612RM1504
0001512680 INSTALL A 110 OUTLET (NON UPS POWER) 4663RMA0169
0001532868 HOOK UP TEMPORARY ELECTRICAL POWER TO 200 HP PORTABLE 

BOILER
4660

0001523130 BUILD SHOOTING POD (BOWERS AND JEFFRIES AWARE) 4627
0001532914 INSTALL ELECTROMECHANICAL LOCK 4612RM1502
0001532915 INSTALL A POWER TRANSFER HINGE 4612RM1502
0001518919 INSTALL OUTLET 4201RM0440
0001516125 RELOCATE AND INSTALL 2 VACUUM PUMPS 4464RM0132
0001507524 FABRICATE BRACKET WITH CASTORS FOR CLEARING STATION ( R. 

DAVIS FAMILIAR)
4627

0001519042 INSTALL VENT ON OFFICE SINK O.S. OF BLDG. 4660RM0101
0001519077 PART FELL OFF DISHWASHER 4494RM0016
0001526379 UPS ALARM  (DAVIS NOTIFIED) 4612RM0020
0001510886 RM 103 HAS HAD A DOOR REMOVED AND 2 DOORS ADDED - CHECK TO 

MAKE SURE NEW DOORS ARE NUMBERED RIGHT AND THAT OLD 
NUMBERS ARE REMOVED.

4202RM0103

0001529626 NEED WOODEN WEDGES CUT TO STABILIZE SCBA TANKS ON WORK 
BENCH.

4646RM0109

0001507502 4201 / 126 DESK CHAIR IS NEXT TO EXISTING FLOOR PLUG CREATING 
POTENTIAL TRIPPING/ELECTRICAL/  SHOCK HAZARD  /    MOVE OUTLET.

4201RM0126

0001507533 FABRICATE AND INSTALL A YIELD OR STOP SIGN AT MAIN ENTRANCE 
OF BLDG.

4631

0001529609 FABRICATE PAN FOR ELEV0001 ( TAYLOR ) 4572-ELEV0001
0001519183 FABRICATE EIGHT 1/8" ALUMINUM BRACKETS 4473RM1000
0001516178 REFRIDGERATIOR IN RM107 NOT COOLING PER USER. J. MCCAGHREN 

NOTIFIED.
4629

0001512645 INSTALL TOUCH, PULL HANDLES EAST SIDE 4663RMM0102
0001526357 REPLACE TWO TEMPORARY TRANSMITTERS ON WEST END  (NAVES AND 

SWINFORD FAMILIAR)
4200FLR03

0001519069 STORAGE RACKS ARE NEEDED TO SECURE SCBA CYLINDERS AND ELSA 
CYLINDERS TO PREVENT FALLING OFF WORK BENCH OR SHELVES

4646

0001507472 REPAIR INOPERABLE ICE MACHINE 4203RM1102
0001519182 SUPPLY FOUR PIECES OF 3/4" PLYWOOD (12"X18") 4473RM1000
0001507582 REMOVE 2 CHEMICAL FEED TANKS AND TAKE TO 4640 4473
0001512626 RE-ROUTE FOUR EACH CHEMICAL FEED LINES 4473FLR01
0001504546 INSTALL ELECTRICAL OUTLET 4249RM0121
0001518994 FABRICATE HANDLE FOR CRAPPER 4650
0001512597 PREP DOOR FOR ELECTRO-MECHANICAL LOCK ( LANNY FAMILIAR) 4203RM2102
0001512598 INSTALL TRANSFER HINGE ( LANNY FAMILIAR) 4203RM2102
0001501477 INSTALL 2 NEW REGISTERS TO CONTROL CONDESATE DRIP. 2326 TC 4705RMA0208

Page 37 of 71

(b)(4)(b)(4)(b)(4)



TCS Workload History 7/1/2006 - 6/30/2007

WONUM DESCRIPTION LOCATION
0001507190 FABRICATE THREE EXTENDED DRILLS 4650
0001507501 4250 / MSFC PICKUP "ROAD WORK" SIGN & TRAFFIC BARRELS LEFT BY 

PAVING CONTRACTOR CLOSE TO THE MORRIS & PIONEER 
INTERSECTION.

4250

0001507504 4570 / B-55  NEED CONDUIT THAT IS A FIRE ALARM PULL STATION AND 
ALARM LIGHT RELOCATED. LOCATED BY THE NORTH DOOR ON WEST 
BASEMENT EQUIPMENT ROOM.

4570RMB0055

0001512744 INSTALL PROTECTIVE COVERING ON WIRES IN THE FLOOR ( TRIPPING 
HAZARD)

4610RM3007

0001512672 1/2 INCH COPPER DRAIN IN WAY OF DUCT WORK TO BE INSTALL.  NEED 
TO FIND OUT WHAT THIS PIPE IS.    POC IS ANTHONY DAVIS  WITH SMITH 
SERVICE 256 260-5083 CELL PH.

4570RMB0059

0001507395 / E-5 NEED LABORERS TO PERFORM CLEAN-UP IN EQUIPMENT ROOMS. 
EMPTY GARBAGE CANS, PICK UP SCRAP WIRE & OTHER PARTS, REMOVE 
ANY COMBUSTABLES LEFT BEHIND BY CHILLER-CHANGEOVER 
CONTROL JOB.

4207RM0149

0001507396 OS.EAST PICK UP & DISPOSE OF SCRAP WOOD & METAL LOCATED 
OUTSIDE BUILDING EAST  NEAR ROOM 145B.

4207EAST

0001510281 FABRICATE MATERIAL RACK (ROCKY DAVIS FAMILIAR) 4650
0001516121 FABRICATE BATTERY BOX FOR MSFC TRUCK # 153 4483
0001495320 PROVIDE ICE FOR CHRISTMAS LUNCHEON ON DEC. 13 AT 9:30 A.M. FOR 25 

PEOPLE
4487RMC0128

0001501302 FABRICATE AND INSTALL HELIUM PUMPING STATION SIGN / SOUTH 
END/ O.S.  (GRANT CLINARD)

4676SOUTH

0001501433 FABRICATE 150 EA. OF LETTERS M, S, F, C 4483
0001495391 VERIFY & INSTALL ROOM NUMBERS PER ATTACHED SHEET - CONTACT 

DEBBIE HENDON (4-1439) IF ROOM NUMBERS ON THE DOORS DON'T 
MATCH THE DRAWING.

4203FLR02

0001507254 MORTISE A DOOR AND PUT IN LOCK SET 4202RM0503
0001501669 HANG FRAMED PRINT 4200FLR09
0001507183 RELOCATE THERMOSTAT ( NEED BY 12/13/06) 4205RM0105G
0001477098 INSTALL MOTION DETECTION LIGHT SWITCH 4610RM2082
0001510285 4203 / 104 FABRICATE SHIPPING CRATE 4203
0001510330 MOUNT SIGN FOR FIRE EXSTINGUISHER EAST WALL, 147D 4619RM0147D
0001501612 INSTALL OUTLET 4200RMG0018
0001518960 INSTALL FLUSH KIT IN LADIES RM 5079 4610FLR05
0001488612 2, 208 VOLT 20 AMP CIRCUITS EQUIPPED WITH L6-20 (LOCKING TYPE) 

RECEPTACLES FEED FROM PANEL "KDD" MAXIMO # PNL0053 IN ROOM 
111C. NOTE OK TO CONVERT EXISTING 120`S IF POSSIBLE.

4207RM0111C

0001501340 4708 /  REMOVE AND REINSTALL SYSTEM 4708
0001501709 DISPOSE OF PALLETS, BOXES, ETC.  BETWEEN B AND C WING 4663-BCWING
0001501388 REPLACE UPS 4650RM0023
0001516136 REMOVE EXISTING POWER FROM PROJECTER CEILING PLATE AND 

REINSTALL IN NEW PLATE IN G13 A, B &C ( R. NEWTON FAMILIAR)
4200GROUND

0001512592 CHANGE OUT LOCKSET AND CUT HOLE FOR CYLINDER 4663RMA0201B
0001512593 CHANGE OUT LOCKSET AND CUT HOLE FOR CYLINDER 4663RMA0201C
0001483530 EVALUATE, CHEMICAL STORAGE AREA FOR EITHER EXTENSION OF THE 

ROOF OR SOLID DOORS TO PREVENT WATER GETTING IN
4619SOUTH

0001507282 RELOCATE STORAGE CABINET IN SOUTH HIBAY 4650FLR01
0001495351 CONNECT PLUMMING TO SNK 4249RM0105
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WONUM DESCRIPTION LOCATION
0001507334 4207 / 143 FABRICATE AND INSTALL A METAL COVER OVER LOUVER IN 

DOOR FOR HVAC. TC . 2326
4207RM0143

0001507211 HAVE BIG CARDBOARD BOX WITH WOODEN SKIDS THAT NEEDS TO BE 
PICKED UP AND DISPOSED OF.

4493RM0113

0001512682 4650 / 104 PROVIDE MILLWRIGHT SUPPORT FOR  4650RM0104
0001495393 VERIFY & INSTALL ROOM NUMBERS PER ATTACHED SHEET - CONTACT 

DEBBIE HENDON (4-1439) IF ROOM NUMBERS ON THE DOORS DON'T 
MATCH THE DRAWING.

4203FLR01

0001507316 4663A RM101 WATER LEAK J HAMM NOTIFIED 4663FLR01
0001512753 FABRICATE BRACKET FOR FORKLIFT 4483
0001512754 FABRICATE PIN FOR FORKLIFT 4648
0001507256 MORTISE A DOOR AND PUT IN A LOCK SET 4202RM0501
0001507298 REPLACE THERMOSTAT 4612RM1038
0001495309 INSTALL TRANSFER HINGE ( LANNY FAMILIAR) 4207RM0101
0001501760 REPLACE BULB UNDER DESK 4775RM0106
0001501718 HANG PAINTING  (CAN BE PICKED UP IN ROOM 120) 4200RMP0110
0001495488 FABRICATE 5 BRACKETS FOR CAMERA MOUNTS ( D. HIGDON) 4627
0001354339 REPLACE BULBS INSTALL TIMED LIGHT SWITCH. 4203RMB0200
0001507209 FABRICATE AND INSTALL DRIP PAN UNDER SUPPLY LINES ON AH0019 

(2026)
4708B-AH0019

0001501499 FABRICATE 5 WELDING ROD HOLDERS/CANS 4550
0001504560 INSTALL DOOR STOP 4705RMA0213C
0001501703 INSTALL 2 WALL CABINETS ( POC BILL KAUKLER 4-0693 FOR EXACT 

LOCATION)
4464RM0141

0001477353 PROVIDE RAIN COVER FOR KEY CARD READER.  RAIN DRIPPING OFF 
CANOPY GETS EMPLOYEES WET WHEN SCANNING THEIR BADGE AT 
EAST ENTRANCE TO BASEMENT

4200EAST

0001486296 INSTALL PADDING ON EDGES OF ELECTRICAL BOX NEXT TO ROLL UP 
DOOR ON THE NORTH SIDE OF BLDG

4353NORTH

0001495445 RELOCATE 2 UCS SENSORS 4306
0001504473 INSTALL ELECTRO-MECHCANICAL LOCK ( LANNY FAMILIAR) 4487RMB0220
0001495296 INSTALL BULB  & COVER ON LIGHT IN DESK 4200RM0434B
0001495340 PROVIDE ELECTRICAL SUPPORT FROM 4205 TO 4487 AND ARMY TEST 

AREA 6  IN REFERENCE TO WO 1452832
4205

0001501571 INSTALL EXTENSION ON DRAIN  (RUSSELL) 4612-SHEW0012
0001501572 INSTALL EXTENSION ON DRAIN (RUSSELL) 4612-SHEW0013
0001501588 4705 / 124B --INSTALL MISSING EMERGENCY LIGHT(S)-ROOM REQUIRES 

EMERGENCY LIGHTS.  (FINDING NOTED BY T. CHRISTOPHER/QD50).
4705RM0124B

0001501584 RELOCATE TWO 500 GALLON TANKS FROM 4761 TO 4640 4761
0001504475 INSTALL A POWER TRANSFER HINGE ( LANNY FAMILIAR) 4646RM0203
0001501343 4650 /  REMOVE /REINSTALL HEADS 4650
0001480448 INSTALL POWER SUPPLY TO WALL CLOSEST TO DOOR BY 11/17/06 4200RM0434B
0001501335 4747 /  INSTALL 2 PORTABLE BOTTLE UNITS EYEWASH 4747
0001488787 REMOVE LASER ( D. FORD FAMILIAR) 4481RM0402
0001501506 MODIFY AND INSTALL LADDER 4554SOUTH
0001501443 INSTALL ELECTRO-MECHANICAL LOCK ON NORTH DOOR NEXT TO GIFT 

SHOP
4203RM1201

0001501444 INSTALL 6 WIRE HINGE ON NORTH DOOR NEXT TO GIFT SHOP 4203RM1201
0001501385 FABRICATE METAL FOR ELEVATOR EQUIPMENT RM ( TAYLOR) 4202
0001495381 4708 / MEZZ FABRICATE AND INSTALL GUARD FOR HWP0001B (2026) 4708
0001470896 PIPE UP AUTOCLAVE ON N.E. CORNER OF BLDG. 4464NORTH
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WONUM DESCRIPTION LOCATION
0001495374 4200 PUT SMOKE HEADS OOS ON 4TH FLOOR   CONTRACTORS 

BORDEN NOTIFIED
4200FLR04

0001501292 REMOVE CFC BANNERS OFF OF BLDGS. 4200 AND 4610 MSFC
0001495422 FABRICATE TORCH BUGGY BOX ( SEE USER FOR DEMINSIONS) 4550
0001464602 4650 / 0000 FABRICATE MATERIALS CART (STEVE CARPENTER AWARE) 4650
0001477491 FABRICATE COVER FOR ELEVATOR SWITCH ( TAYLOR) 4550-ELEV0001
0001495461 FROM ROOM 200....INSTALL 6 WIRE HINGE. 4646FLR02
0001495464 ENTRY.....INSTALL 1 MAGLOCK. 4646RM0203
0001501445 INSTALL A ONE WAY, EXIT ONLY LOCK IN EAST DOOR NEXT TO ATM 4203RM1201
0001495417 INSTALL POWER TO LIGHTS IN SOUTH SIDE OF PENTHOUSE 4619MEZZ
0001488614 MOVE 110 OUTLET TO DIFFERENT LOCATION OF ROOM 4663RMB0110A
0001480495 MOVE A 110 VOLT OUTLET FROM ROOM C166 TO ROOM C164 4663-CWING
0001477239 CONSTRUCT NEW CLEARING BARREL TUBE (OFTEN KNOWN AS 

LOADING TUBE) AT PISTOL RANGE REPLACING OLD ONE.  SHOULD BE 
MADE OF STEEL AND FILLED WITH SAND  (POC CARMEN HALL AT 544-
7276)

4627

0001480463 INSTALL LOCKING THERMOSTAT  COVERS IN E5 & E9 4207
0001501291 FABRICATE AND INSTALL COVER OVER FIBER OBTICS CABLE/ NORTH 

WEST CORNER
4663NORTH

0001483320 INSTALL ROOM NUMBER G5 4200RMG0005
0001495490 SUPPORT   CONTRACTORS POTABLE WATER OUTAGE ON 

WED 11/29 FROM 6PM-2AM
4200

0001501449 SUPPORT THE steam/hot water/chilled water OUTAGE IS APPROVED FOR 
TOMORROW,SAT. 12-02-06 FROM 7AM UNTIL 4PM.

4755

0001483524 FABRICATE TEMPORARY HOSE'S 4550
0001477147 4200 / 936 RELOCATE NASA WALL CLOCK FROM SUITE 936 TO RM 956. 4200RM0936
0001477068 INSTALL 3 ELECTRICAL DISCONNECTS, MATERIALS PROVIDED BY USER ( 

DAVIS & HANNON FAMILIAR)
4205RM0110

0001486350 CUT SHEETS OF ALUMINUM 4631RMA0102
0001477564 INSTALL ROOM NUMBERS 112L - ON LADIES RM IN THE FRONT OF BLDG 

4205 - NEXT TO 112M
4205RM0112L

0001483385 INSTALL 220 30AMP DROP 4612RM1212
0001477356 PROVIDE TWO 500 GALLON TANKS 4650RM0018
0001488542 INSTALL WATER VALVE ON HOT WATER SYSTEM ON WEST SIDE OF 

BLDG. IN EQUIPMENT ROOM.  USER STATES E ROOM IS NOT NUMBERED.  
(NOTIFY USER FOR DETAILS AND IF NOT NUMBERED LET US KNOW SO 
WE CAN NUMBER IT)

4600WEST

0001483449 DRILL AND TAP PART (STEVE SMITH AWARE) 4650
0001492473 FABRICATE AND INSTALL SHELVES FOR ELECTRICIANS STORAGE AREA 

IN CENTER HIBAY
4650FLR01

0001492447 REMOVE UNUSED ELECTRICAL OUTLET (SERIAL # CESD6034) 4707RM0154
0001477549 FABRICATE BOLTS AND BUSHINGS 4483
0001488624 SUPPORT   STEAM OUTAGE FOR 4487 & 4708 ON SUNDAY 11/19 

FRO 6AM-NOON
MSFC

0001495311 INSTALL TRANSFER HINGE ( LANNY FAMILIAR) 4207RM0107
0001501361 UPS OFF LINE ( DAVIS AWARE) 4583
0001495306 INSTALL ELECTRO-MECHANICAL LOCK ON B1 DOOR ( LANNY FAMILIAR) 4207RMB0001

0001495307 INSTALL TRANSFER HINGE ON B1 DOOR ( LANNY FAMILIAR) 4207RMB0001
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TCS Workload History 7/1/2006 - 6/30/2007

WONUM DESCRIPTION LOCATION
0001495337 4660 / OUTSIDE MOVE THE FUEL OIL TANK AND THE BOILER FROM 

BUILDING 4718 SOUTH EAST SIDE TO BUILDING 4660 YARD  (OUT BACK 
OF BUILDING)

4718SOUTH

0001495338 4660 / OUTSIDE MOVE THE 25 HP PORTABLE BOILER FROM THE M1 YARD 
TO BUILDING 4660 YARD OUT BACK OF BOILER HOUSE.

M1YARD

0001477547 INSTALL TEMPORARY BOILER ON TRAILER M1YARD
0001495399 WEST END EQUIP RM, INSTALL SAMPLE VALVE 4600WEST
0001495472 INSTALL EYE WASH UNIT ON WATER FAUCET AT SINK IN NEARBY LAB; 

DICK BRANICK @ 4-2853 HAS THE KEYS TO THE NEARBY LAB ROOM & 
EYE WASH UNIT - PLEASE CALL FIRST!

4732RM0128

0001474186 CRANE #2 FABRICATE & INSTALL SIGNS (SEE JODY TIPPETT FOR 
DETAILS)

4487

0001488635 INSTALL STATIONARY PUSH BARS FOR DOUBLE DOORS NEXT TO ROOM 
111

4249

0001446299 4650 / 104 REPAIR LEAKING SEAL ON   (CATFISH AWARE) 4650RM0104
0001449851 SERVICE THE   ( SEE COULSON OR CLIFTON) 4650RM0104
0001474153 INSTALL T-STAT AND MODIFY HEAT 4524
0001477102 MORTISE DOOR INSTALL LOCKSET 4200RM0424D
0001483462 INSTALL FILTER IN VENT, BLACK PARTICLES COMING OUT OF VENT 4732RM0111
0001483477 INSTALL VALVE FOR FLOW SYSTEM (BLACKWOOD AWARE) 4650RM0104
0001464964 HANG SPACE LAB J FLAG 4203RM2002
0001467704 VERIFY & INSTALL ROOM NUMBERS PER ATTACHED SHEET - CONTACT 

DEBBIE HENDON (4-1439) IF ROOM NUMBERS ON THE DOORS DON'T 
MATCH THE DRAWING.

4745

0001470764 VERIFY & INSTALL ROOM NUMBERS PER ATTACHED SHEET - CONTACT 
DEBBIE HENDON (4-1439) IF ROOM NUMBERS ON THE DOORS DON'T 
MATCH THE DRAWING.

4203FLR06

0001483238 SUPPORT   ON POTABLE WATER OUTAGE ( POC 
HEATHCOAT OR HANNON)

4200FLR09

0001464915 4315 / 106 INSTALL SIGNS IN LADIES DRESSING ROOM. THEY HAVE 
ALREADY BEEN MADE, JUST NEED TO BE PLACED ON WALLS.

4315RM0106

0001464983 VERIFY & INSTALL ROOM NUMBERS PER ATTACHED SHEET - CONTACT 
DEBBIE HENDON (4-1439) IF ROOM NUMBERS ON THE DOORS DON'T 
MATCH THE DRAWING.

4635-4

0001483431 INSTALL TEMPORARY ACMP 4567RM0100
0001483486 SUPPORT POWER OUTAGE IN THE 4600 AREA. CALLED IN L.BORDEN TO 

ASSIST K.BEVIS.
MSFC

0001428624 REPAIR PLUMBING ON VACUUM PUMP SO THAT EXHAUST AND OIL 
DOESN'T LEAK OR A PAN, OR TRAP NEEDS TO BE PUT IN PLACE TO 
ALLOW THE OIL TO BE CAPTURED AND DISPOSED OF PROPERLY.

4612RM1117

0001464900 CAP OFF POWER BOX IN MIDDLE OF FLOOR 4201RM0220A
0001464901 INSTALL NEW  POWER BOX ON EAST WALL BY HALLWAY 4201RM0220A
0001464904 REMOVE POWER BOX AND CAP ON WEST SIDE OF ROOM 4201RM0209
0001464898 INSTALL POWER BOX ON S.W. SIDE NEAR WALL 4201RM0220B
0001464896 INSTALL POWER BOX WHERE CAP IS ON N.E. WALL 4201RM0220B
0001477471 MORTISE DOOR AND INSTALL LOCKSET 4566RM0104A
0001483314 REPAIR FREEZER 4663RMA0101
0001488570 CUT COMPUTER FLOOR TILES 4663RMB0160
0001488689 INSTALL ELECTROMECHANICAL LOCK ON STAIRWELL DOOR NEXT TO 

COPY ROOM
4666

0001477108 INSTALL SHELVES 4612RM2404
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TCS Workload History 7/1/2006 - 6/30/2007

WONUM DESCRIPTION LOCATION
0001477341 REPLACE BULB INSIDE DESK 4485RM0116
0001477203 REPLACE BUZZING DESK LIGHT 4708RM1103
0001470943 INSTALL LIGHT SWITCH ( R. AUSTIN FAMILIAR) 4654RM0105
0001470640 FABRICATE AND INSTALL NAME LABELS ON LOCKERS IN HIBAY 4650FLR01
0001480471 INSTALL 120VOLT DUPLEX RECEPTACLE AT ACMP 1 AND 2 4473
0001483374 INSTALL TEMPORARY SAFETY FENCE ON S.E. LEG 4670SOUTH
0001483375 INSTALL TEMPORARY SAFETY FENCE FOR PIPE FITTERS 4670EAST
0001464930 LABEL DOORS WITH ORANGE SECURITY TABS 4739
0001477292 INSTALL ELECTROMECHANICAL LOCK SET 4312RM0100B
0001477293 INSTALL ELECTRONIC HINGE 4312RM0100B
0001477495 INSTALL DOOR CLOSURE ON CARD READER DOOR 4612RM1212
0001477372 OUTSIDE PICK UP TRASH AND SCRAP METAL NORTH PERIMETER OF 

BLACK TOP (LABOR)
4550NORTH

0001480510 4249 MOVE GRILL BACK TO 4203 SANDIFER KNOWS ABOUT 4249
0001464592 INSTALL DEFLECTOR ON OVERHEAD VENT 4610RM2058A
0001477302 SET UP HALF CURTAIN DIVIDERS IN LOBBY  BEFORE 8:00 A.M. TUESDAY 

NOVEMBER 07, 2006
4200FLR01

0001458892 INSTALL OUTLET - POWER ALREADY THERE 4201RM0522
0001480502 HOOK UP NEW ACMP. AND ADD RECEPTACLE (HOLT FAMILIAR) 4612RM1503
0001477462 INSTALL DOOR STOPS ON DOUBLE DOORS 4663RMB0110A
0001464555 INSTALL SEPARATE LIGHT SWITCH FOR ROOM (CONTACT USER FOR 

DETAILS)
4201RM0200

0001477414 CONSTRUCT 4 SCAFFOLDS TO REPAIR STEAM LEAK ON NORTH WALL 
(MIDDLE WAYS)

4760RM0102

0001464828 VERIFY & INSTALL ROOM NUMBERS PER ATTACHED SHEET - CONTACT 
DEBBIE HENDON (4-1439) IF ROOM NUMBERS ON THE DOORS DON'T 
MATCH THE DRAWING.

4201FLR03

0001464715 OUTSIDE POC:  DAVID DOUGHERTY @ 4-8154.  LN2 TRAILERS 2835 & 2836.  
PROVIDE & INSTALL TWO NASA LOGOS FOR EACH TRAILER (ONE ON 
EACH SIDE).  NEW LOGO SHOULD BE 12 TO 18 INCHES IN DIAMETER.

4659

0001477289 PLEASE CUT PLEXIGLAS TO FIT CREDENZA. 4250RM0016B
0001477486 INSTALL  LATCH ON 2ND STALL 4711RMW0117
0001477553 INSTALL MAGNET ON DOOR IN HALL AT   4 ( LANNY 

FAMILIAR)
INTE

0001458836 HANG CLOCK 4200RM0716
0001470918 INSTALL BUCK AND BOOST TRANSFORMER 4200RMG0026E
0001477472 DISCONNECT MARSHALL TV FROM GENERATOR BY 4:00 P.M. ON 11/7/06 

AT  
MSFC

0001470915 INSTALL MOTION DETECTORS (CONTACT BLDG. MANAGER LEU SMITH 
AT 544-3913) HE ALSO WANTS LIGHT SWITCHES TO REMAIN

4436RM0112

0001458838 INSTALL PROPER CONFINED SPACE SIGNAGE ON BLDG 4640
0001467780 PROVIDE ELECTRIC HEATER FOR BAY AREA (NO HEAT) 4596
0001477085 PROVIDE COOLERS AND ICE FOR ALL HANDS EVENT ON 11/08/06 ( 

APPROX. 600 BOTTLES OF WATER)
4316

0001477468 PICK UP AND STORE 460 LBS. OF ASBESTOS WASTE LOCATED  IN 
STORAGE BINS NEAR EAST AUTO CLAVE

4707

0001467681 INSTALL HOA ON RELAY CABINET 4663RMB0001
0001470878 REPAIR UPS 4627
0001458721 INSTALL OUTLET 4201RM0336A
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TCS Workload History 7/1/2006 - 6/30/2007

WONUM DESCRIPTION LOCATION
0001470845 RELOCATE COFFEE SERVICE (UNDO WATE LINES/RECONNECT WATER 

LINES) FROM ROOM 912 TO ROOM 900.  NEED TO BE STARTED AND 
COMPLETED ON THURSDAY, NOV. 02

4200RM0912

0001477455 DELIVER TWO CASES OF 96" LONG, SINGLE CONTACT FLOURESCENT 
LIGHT BULBS ASAP TO BRENDA'S OFFICE

4663RMA0173

0001474106 ASSIST IN REMOVAL OF NOZEL FROM NORTH HOSE REEL FOR 
TRANSFERRING FUEL FROM TANK TO TRUCK ( J. NEBRIG)

4823

0001477076 INSTALL GLASS  IN DOOR 4650RM0023
0001470643 REMOVE 3 OUTLETS IN 220H & 220I 4200FLR02
0001470766 HANG CFC BANNERS AT MARTIN AND RIDEOUT RD.  (SEE USER FOR 

DETAILS)
MSFC

0001467698 FABRICATE AND INSTALL PAINTED SHELF OVER COFFEE POT 28"L X 11 
1/2" W, OUTSIDE RM 125A

4202FLR01

0001458648 FAB AND INSTALL SPACERS IN FILTER RACK OF AH0027 IN E-26 ROOM 
A245.

4487A-AH0027

0001458704 4775 / NONE REMOVE MOTHBALLED SIGN 4775
0001414884 PROVIDE 230 VOLT, 80 AMP, SINGLE PHASE ELECTRICAL SERVICE TO BE 

LOCATED ON WEST WALL, BESIDE EXISTING FUME HOOD.
4612RM1116

0001464733 HOOK UP MILLING MACHINE 4619RM0157
0001464818 VERIFY & INSTALL ROOM NUMBERS PER ATTACHED SHEET - CONTACT 

DEBBIE HENDON (4-1439) IF ROOM NUMBERS ON THE DOORS DON'T 
MATCH THE DRAWING.

4201FLR06

0001464707 PER MARGOT THIGPEN`S REQUEST (DAVID KING`S EXECUTIVE 
ASSISTANT), PROPERLY REPAIR WALLPAPER ALONG EDGES OF 
WINDOWS IN OFFICE.

4200RM0910

0001464721 VERIFY & INSTALL ROOM NUMBERS PER ATTACHED SHEET - CONTACT 
DEBBIE HENDON (4-1439) IF ROOM NUMBERS ON THE DOORS DON'T 
MATCH THE DRAWING.

4201BSMT

0001477335 PROVIDE GENERATOR SUPPORT TO   PARK INTE
0001477152 4619 / 146 FAB METAL COVER FOR HOLE IN FLOOR, EAST TEST BAY, 

(OUTSIDE ROOM 131)
4619RM0146

0001464725 REPAIR GREASE LINE, AND INSTALL SUMP PUMP ( ROBERSON FAMILIAR) 4705FLR01

0001455918 FABRICATE AND INSTALL SIGN ON CRANE (HOIST #15) 4670
0001455920 FABRICATE AND INSTALL SIGN ON CRANE #2 4655-CRN0002
0001368617 INSTALL NEW EMERG. LIGHT SOUTH  WALL AT COL 16 4705FLR01
0001368623 INSTALL NEW EMERG. LIGHT WEST WALL EACH SIDE OF BIG SLIDING 

DOOR -TCS
4705FLR01

0001368622 INSTALL NEW EMERG. LIGHT ON WALL TO RM C104--TCS 4705FLR01
0001470680 TURN POWER ON TO UPS UNIT 4755RM0215
0001396393 4728 / 113 RE CONNECT CONTROL TRANSFORMER AND RE SIZE MOTOR 

OVERLOADS AR REQUIRED ON AHU (TCS)
4728RM0113

0001446350 HANG 2 SIGNS OUTSIDE RM 103 " CAUTION DOOR SWINGS OUT" 4202RM0103
0001458528 INSTALL HOT WATER PUMP 4203RMB0100
0001455870 INSTALL OUTLET 4201RM0102
0001449877 INSTALL OUTLET ALONG WINDOW SIDE EAST OF EXISTING OUTLET 4201RM0100
0001464729 INSTALL BATTERIES IN UPS 4533
0001458702 4727 / 112-29 REPLACE BULB IN DESK LIGHT AT CUBICLE.  MAY NEED TO 

REPAIR LIGHT THAT IS MOUNTED UNDER THE OVERHEAD BIN.
4727RM0112-29

0001464586 MORTISE DOOR & INSTALL LOCKSET 4708RM1103
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TCS Workload History 7/1/2006 - 6/30/2007

WONUM DESCRIPTION LOCATION
0001458814 PROVIDE TWO BARRELS AND ICE FOR EVENT ON 10/26/06, 9:00AM AT THE 

RUSTIC LODGE
MSFC

0001455862 REMOVE FLANGED TANK CLOSURE AT NORTH END OF TANK  (FORKLIFT 
SUPPORT NEEDED) AT BLDG. 4636

MSFC

0001458565 PROVIDE AMP DRAWS ON EQUIPMENT 4707RM0136
0001452722 REPLACE MOTHBALLED SIGNS 4526
0001452726 REPLACE MOTHBALLED SIGNS 4573
0001452727 REPLACE MOTHBALLED SIGNS 4588
0001452731 REPLACE MOTHBALLED SIGNS 4597
0001452734 REPLACE MOTHBALLED SIGNS 4673
0001452737 REPLACE MOTHBALLED SIGNS IN NBS AREA 4705FLR01
0001452740 REPLACE  SIGNS  AT ABANDONED BLDG 4764 MSFC
0001464641 INSTALL SAFETY DISCONECT SWITCH TO GORTON VERTICAL MILL 3 PH 

208 VOLT
4653RM0031

0001449908 SWITCH ROOM NUMBERS A197 & A193 4487FLR01
0001470948 PLEASE INSTALL A VENT DEFLECTOR OVER MARY CRISP`S CUBICLE IN 

1103
4708RM1103

0001458555 NUMBER ALL EXTERIOR DOORS ( CLINARD FAMILIAR) 4211
0001470979 INSTALL DOOR STOP 4583RM0115
0001464587 MORTISE DOOR & INSTALL LOCKSET IN 1107B 4708RM1107
0001464588 MORTISE DOOR & INSTALL LOCKSET IN 1107D 4708RM1107
0001474119 114 INSTALL NEW FILTERS IN DXAC-3. 2326 4656-DXAC0003
0001474120 INSTALL NEW FILTERS IN DXAC-1. 2326 4649RM0105
0001474123 INSTALL NEW FILTERS IN AH023B.2326 4663A-AH023B
0001474125 INSTALL NEW FILTERS IN AH021A.  2326 4663A-AH021A
0001409361 MOVE MICROSCOPE 4612RM1301
0001446612 4487 /  FAB AND INSTALL A DOOR FOR THE FILTER RACK ON AH004 IN 

BC143D.  (BAKER)
4487RMBC0143D

0001446269 PAINT RESERVED PARKING SPACES IN 2ND ROW IN SOUTH AWING ( SEE 
USER FOR EXACT SPACES TO BE PAINTED)

4487-AWING

0001452705 FABRICATE AND HANG "OUT OF SERVICE" SIGN ON GENERATOR IN S.W. 
GENERATOR ROOM

4708

0001458883 INSTALL MAGNETIC LOCK ( LANNY FAMILIAR) 4612RM1212
0001458884 INSTALL TOUCH SENSE BAR ( LANNY FAMILIAR) 4612RM1212
0001458902 INSTALL 1 RECEPTACLE ON EAST WALL.  RICHARDSON/PARRISH 

FAMILIAR
4708RM0209

0001458903 INSTALL  #1 RECEPTACLE ON WEST WALL.  RICHARDSON/PARRISH 
FAMILIAR

4708RM0209

0001458908 INSTALL #2 RECEPTACLE ON WEST WALL 4708RM0209
0001461577 INSTALL EXIT SIGN OVER EAST DOOR 4619RM0157
0001375935 4707-WALKIN-FREEZ2 ACCU DOOR NEEDS TO BE REPAIRED PER PERRY 

   THE DOOR WILL NOT CLOSE ALL THE WAY ALLOWING TO 
MUCH TRASH TO GET IN THE COILS.

4707RM0132B

0001455917 INSTALL LIGHT ABOVE MID PANEL IN E2 4663RMB0001
0001440446 INSTALL NEW 4 INCH 95% FILTERS IN AH-6 PROVIDED BY RON 

CANTRELL. 2326
4493RM0155

0001461543 SUPPORT   STEAM OUTAGE 10/20-10/22 4487
0001440593 FABRICATE TWO SIGNS IN PACKING CRATE AREA NEAR ROOM C107 

STATING:  (HEARING PROTECTION REQUIRED WHILE MACHINERY IS 
RUNNING)

4631
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TCS Workload History 7/1/2006 - 6/30/2007

WONUM DESCRIPTION LOCATION
0001440569 INSTALL/REROUTE ELECTRICAL OUTLET UNDER CONFERENCE TABLE IN 

MIDDLE OF ROOM. (NEED AT LEAST 4 SOCKETS).  PLEASE SEE SUSAN 
TIDWELL IN 826 FOR ADDTIONAL DETAILS.

4200RM0825

0001455843 PROVIDE ASSISTANCE TO DISMOUNT MOCK UP IN FLAT FLOOR AREA 
(NEWTON AWARE)

4619

0001449921 NEED ADDITIONAL ELECTRICAL OUTLET. 4705RMB0111
0001457572 FABRICATE VALVE CONTROLLER SLEEVE  (A.WALTON) 4761
0001446255 INSTALL OUTLET #1 4201RM0340
0001446461 INSTALL POWER PLUG 4201RM0226A
0001461555 RELOCATE THREE 500 GALLON TANKS FROM EAST SIDE OF 4711 TO 4640 4711EAST

0001455875 REPAIR INOPERATIVE ICE MAKER  (NAVES NOTIFIED) 4487RMA0238
0001458846 REPLACE BULB INSIDE OF DESK 4711RMW0166
0001421723 BLINDS ARE BENT AT TOP AND WILL NOT RAISE UP - PLEASE 

REPAIR/REPLACE
4200RM0936A

0001443644 CHANGE DATES AND UPDATE RD SIGNS FOR CFC ( IVY FAMILIAR) MSFC
0001458864 INSTALL DOOR CLOSER ON THE DOOR THAT HAS A CARDER READER 

LEADING TO ROOM M201.
4663RMM0201

0001412121 HANG PLYWOOD ON WALL TO MOUNT PLASMA DISPLAY EOC OFFICE 
(B104-104A)

4202BSMT

0001458605 INSTALL CHILL WATER PUMP 4471RM0176
0001461615 RELOCATE GRILL FROM 4203 TO 4249 4203
0001458676 BUILD SCAFFOLD OVER CHEMICAL VATS  (WEST HIBAY) 4760
0001446512 4487A /  AH0002 LOCATED IN E-2 NEEDS TO HAVE ANOTHER BRACKET 

INSTALLED ON BELT GUARD TO KEEP IT FROM VIBRATING .   (GRIMES)
4487A-AH0002

0001440269 INSTALL AIRLINE TO BLAST MACHINERY IN S.W. CORNER 4619RM0145
0001418382 4251 / TRL BUILD SHELVING FOR EQUIPMENT MANUALS ON THE SOUTH 

WALL OF THE TRL.  THE WALL SPACING IS 176" LONG, 17" DEEP, AND 9 
FEET TALL. SEE JAMES KEAN AND DONNIE CROUCH FOR INSTRUCTIONS.

4251SOUTH

0001458832 REPAIR HOLE IN DUCT WORK ON RETURN AIR LINE ON TEMPORARY AC 
UNIT

4723EAST

0001452796 BUILDING 4666 STAIRWELL AT THE SOUTH END OF SOUTH 
HALL.....INSTALL 6 WIRE HINGE.  JAMES JOYNER WILL BE THE POC.

4666

0001452797 BUILDING 4666 STAIRWELL AT THE SOUTH END OF SOUTH HALL.....PREP 
DOOR.  JAMES JOYNER WILL BE THE POC.

4666

0001458530 THIS OUTAGE IS TO INSTALL A NEW BREAKER AND TO TERMINATE THE 
NEW CIRCUITS TO SOME EXISTING SPARE BREAKERS TO SUPPORT THE 
WORK BEING DONE IN LAB 103.

4702

0001452891 BUILDING 4666 SOUTH HALLWAY DOOR ...PREP DOOR. 4666SOUTH
0001440213 RESTRIPE WEST PARKING LOT 4619WEST
0001435054 I NEED TO HAVE THE HIGH PURITY AIR, AND GASEOUS NITROGEN LINES, 

PROPERLY LABELED IN THIS LABORATORY.  SOMEONE HAS SCRAPED 
THEM OFF BECAUSE THEY WERE MISLABELED AND NEVER REPLACED 
THEM.

4205RM0101D

0001452798 ROOM 204.....INSTALL ELECTROMECHANICAL LOCK.  JAMES JOYNER 
WILL BE THE POC.

4666RM0204

0001452799 BUILDING 4666 ROOM 204.....INSTALL 6 WIRE HINGE.  JAMES JOYNER 
WILL BE THE POC.

4666RM0204

0001452800 BUILDING 4666 ROOM 204.....PREP DOOR.  JAMES JOYNER WILL BE THE 
POC.

4666RM0204
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WONUM DESCRIPTION LOCATION
0001440173 4205 / N/A NEED ALL OUTSIDE DOORS NUMBERED TO CORRESPOND WITH 

THE CARD READERS THAT OPEN THEM.
4205

0001434862 VERIFY & INSTALL ROOM NUMBERS PER ATTACHED SHEET - CONTACT 
DEBBIE HENDON (4-1439) IF ROOM NUMBERS ON THE DOORS DON'T 
MATCH THE DRAWING.

4200FLR07

0001434884 PICK UP 500 GALLON TANK AND BRING TO 4640 4628
0001440235 EAST PKG USE BACKHOE TO REMOVE PAVEMENT OVER 

COMMUNICATIONS DUCT BANK EAST OF BLDG 4207. THEN HAND-DIG 
DOWN TO THE DUCT BANK TO EXPOSE THE TOP & BOTTOM OT THE 
BANK. MEASUREMENTS WILL BE TAKEN TO LOCATE THE TOP & 
BOTTOM OF THE DUCT BANK.

4207

0001446289 INSTALL GUARD ON  SPRAYCELL ROLLUP DOOR TO PREVENT PINCHING 
(CONTACT USER FOR DETAILS)

4707RMT0110

0001440234 BRACE SURVEYING GPS ANTENNA ON ROOF OF WEST END OF BLDG 4241. 4241ROOF

0001435072 4663 / C-270 BUILDING 4663 ROOM C270, NEED A NC RELAY INSTALLED 
AND CONNECTED TO THE FIRE ALARM SO THAT IT OPENS DURING A 
FIRE ALARM. JERRY FURGERSON IS THE POC..

4663RMC0270

0001452801 BUILDING 4666 ROOM 206.....INSTALL ELECTROMECHANICAL LOCK.  
JAMES JOYNER WILL BE THE POC.

4666RM0206

0001452886 BUILDING 4666 ROOM 206.....PREP DOOR.  JAMES JOYNER WILL BE THE 
POC.

4666RM0206

0001440197 CHANGE OUT THE 12 VOLT BATTERIES (16 TOTAL,8 EACH UPS SYSTEM)IN 
THE 2 NETWORK/ODIN UPS SYSTEMS LOCATED IN 392. PLEASE ARRANGE 
FOR DISPOSAL OR NOTIFY JOHNNY PIERCE TO OPEN HAZMAT REQUEST. 
PLEASE COORDINATE WITH NMCLAN @ 5-4400 FOR OUTAGE.

4666RM0392

0001446347 INSTALL DOOR STOP 4610RM2090
0001452685 PROVIDE TEMPORARY PULL BEHIND GENERATOR ON THE SOUTH SIDE 

OF BLDG. NEED ON 10/10/06 BETWEEN 7 & 8:00AM / SEE USER
4207SOUTH

0001440223 INSTALL 2'X3' 3/4" PLYWOOD 4663RMA0211
0001440225 INSTALL 2'X3' 3/4" PLYWOOD 4663RMA0286
0001443533 ADD AN ADDITIONAL WOODEN STEP INSIDE THE TRAILOR BETWEEN 

THE TOP AND FIRST STEP
4640

0001446547 MOVE SHEETMETAL OUTSIDE T0269 4194
0001446277 MOUNT 5 FIRE PREVENTION WEEK BANNERS  (94"X32") NOTIFY USER 

FOR LOCATIONS (NEEDS TO BE UP BY OCTOBER 08, AND TAKEN DOWN 
BY OCT. 16)

4201RM0100

0001449910 PICK UP 500 GALLON TANK AND TAKE TO 4640 AND BRING BACK EMPTY 
TANK

4705

0001440514 REPAIR REPLACE BULB/BALLAST IN DESK 4203RM2113
0001421577 NORTH SIDE, OUTSIDE NEEDS A LADDER FABRICATED AND INSTALLED 

FOR SAFER AND EASIER ACCESS TO THE LOWER SECTION OF THE NORTH 
ROOF.

4241NORTH

0001443641 PICK UP TRASH AND PALLETS IN ALLEY BETWEEN B & C WINGS 4663
0001428817 WE NEED A SHEET METAL SIGN MADE FOR A CONTROL CABINET IN 

ROOM 121. THE SIGN SHALL BE MADE PER DRAWING SENT TO GRANT 
CLINARD AT THE SIGN SHOP.

4628RM0101

0001449853 CUT 3/4' PLYWOOD 4728
0001434826 FABRICATE A 3'X3' "OUT OF SERVICE" MYLAR  SIGN  (CONTACT JOHN 

TROY FOR DETAILS AT 544-4787)
4823
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0001434857 POC:  DAVID DOUGHERTY @ 4-8154.  PROVIDE & INSTALL TWO NASA 

LOGOS FOR LOX TRALIER 2958.  TRAILER 2958 WILL BE RETURNED TO 
MSFC MONDAY, SEPTEMBER 18.

4250RM0035

0001368624 INSTALL NEW EMERG. LIGHT SOUTH WALL COL.4 AT EXIT DOOR(TCS) 4705FLR01
0001440581 N. HALL WATER FOUNTAIN RECEPTICLE IS NOT GFI PROTECTED.  

INSTALL GFI RECEPTICLE AND/OR GFI BREAKER TO PROPERLY PROTECT 
THIS RECEPTICLE FROM WATER SPRAY.

4249NORTH

0001368621 INSTALL NEW EMERG. LIGHT ON WALL TO RM C107--TCS 4705FLR01
0001434746 INSTALL OUTLET 4200RM0420E
0001428671 4727 / 102 INSTALL A RAILING TO PREVENT TRAFFIC AT AN AREA THAT 

COULD BE UNSAFE.
4727RM0102

0001428811 INSTALL WIRE OVER SPARE MATERIALS LOCKUP (KEN TURNER'S 
LOCKUP)

4650

0001446281 RELOCATE BOXES OF CARPET FROM 4650 TO OUTSIDE OF RM 208 IN 4202 4650

0001421591 INSTALL OFF AND ON SWITCH IN USER'S STATION  (JIMMY NEWTON 
AWARE)

4612RM1316

0001434927 REPLACE LIGHT UNDER DESK 4203RM3404
0001440576 UNLOAD COMPUTER RACKS (TCS) 2313 4663-BCWING
0001440415 EXTREMELY NOISY AC VENT IN THE NEXT OFFICE 4200RM0408F
0001368619 INSTALL NEW EMERG. LIGHT NORTH WALL AT COL 12 EXIT DOOR 4705FLR01
0001435064 INSTALL DOOR TO RM 4566RM0104A
0001440221 INSTALL SECURITY LOCK 4244RM0100G
0001446362 MORTISE DOOR AND INSTALL LOCK AND INSTALL BARREL BOLT ON 

INTERIOR DOORS
4610RM2082

0001432036 INSTALL OUTLET #1 4201RM0507C
0001434772 4201 ROOM 524 ADD OULET ON NE SIDE OF ROOM 4201RM0524
0001425610 VERIFY & INSTALL ROOM NUMBERS PER ATTACHED SHEET 4348
0001440265 RETRIEVE KEY FROM MAIN ELEVATOR SHAFT 4708
0001428497 MOVE PORTABLE BOILER FROM TRAILOR M1YARD
0001446251 INSTALL BARREL BOLT 4201RM0224B
0001440210 SUPPORT OUTSIDE CONTRACTOR TO DETERMINE UCS CONTROL POINTS 4605

0001409215 RE-INSTALL BLINDS 4663RMA0214
0001440490 MORTISE THE DOOR - BARREL BOLT INSIDE (LANNIE PASEUR AWARE) 4610RM2082
0001431972 MORTISE DOOR AND INSTALL LOCKSET 4200RM0434
0001434860 FABRICATE TEMPORARY STEPS AT LOADING DOCK (CONTACT DENNIS 

NORRIS AT 544-8554)
4583

0001437733 4200 /  INSTALL EQUIPMENT ROOM LOCK ON RM. P106C. 4200RMP0106C
0001421717 CHANGE ICE MACHINE FILTER 4623RM0126
0001415205 4487 /  RM.C178F. RELAMP AND INSTALL LIGHT TIMER. 4487RMC0178F
0001434754 RELOCATE AND CHANGE OUT 400 HRTZ FROM SOUTH WALL TO NORTH 

WALL IN NORTH HIBAY ( DAVIS FAMILIAR)
4755RM0100

0001435045 REPAIR REPLACE BULB/BALLAST IN DESK 4476RM0113B
0001440403 WALKIN FREEZ1 IN HIGH ALARM. SWINFORD NOTIFIED 4203
0001431970 MORTISE DOOR AND INSTALL LOCKSET 4353RM0104
0001431971 MORTISE DOOR AND INSTALL LOCKSET 4200RM0408H
0001429082 FABRICATE 30 TARGET FRAMES 4627
0001434831 SET UP 20'X8' STAGE ON WEST WALL ON 9/18/06 4316
0001440374 FABRICATE SAFETY PIN FOR SUPPRESSION SYSTEM MSFC
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0001440195 (NEEDS TO BE DONE BY COB 9/25/06--OUTSIDE PLEASE RELOCATE TILT 

TABLE ON OUTDOOR TEST RANGE.  CONTACT REQUESTOR FOR 
INSTRUCTIONS.  WILL NEED LARGE FORKLIFT.

4571

0001421638 REMOVE MICROWAVE AND REPLACE WITH EXISTING MICROWAVE IN 
VENDING AREA ( contact Carol Lovell or Betty Mullins).

4203FLR02

0001389496 CUT OPENING IN METAL CONTAINER 4571
0001435088 REPLACE BURSTED FIRE HOSE (SUPPLIES WATER TO USER'S TEST 

EQUIPMENT)
4704NORTH

0001421504 REPLACE BULB UNDER DESK 4200RM0604-17
0001415121 FABRICATE AND INSTALL  DIRECTIONAL SIGN FOR CRANE #13 

(CLINARD)
4619

0001421559 VERIFY & INSTALL ROOM NUMBERS PER ATTACHED SHEET - CONTACT 
DEBBIE HENDON (4-1439) IF ROOM NUMBERS ON THE DOORS DON'T 
MATCH THE DRAWING.

4249

0001414954 FABRICATE 4 PANS FOR CONTAINMENTS ( SEE USER FOR DETAILS) 4605FLR01
0001428503 TIE IN UCS TO BACKWASH STATUS ON SAND FILTRATION SYSTEM #1 4473
0001428504 TIE IN UCS TO BACKWASH STATUS ON SAND FILTRATION SYSTEM #2 4473
0001435067 SET UP EQUIPMENT 4619RM0157
0001421544 PARKLOT HANDICAP PARKING SPACES AND ISLANDS IN FRONT OF BLDG 

4205 NEED TO BE REPAINTED.
4205WEST

0001428771 INSTALL OUTLET 4612RM1011A
0001432030 INSTALL AN EMERGENCY LIGHT - CENTER BASEMENT STAIRWELL 

BETWEEN THE NORTH FIRE DOOR AND SOUTH WALL (APPROX. 30 FEET) 
AND ADJACENT TO & EAST OF THE SOFT DRINK MACHINES.

4708BSMT

0001415132 MORTISE DOOR AND INSTALL LOCKSET 4200RM0716A
0001409377 INSTALL OUTLET 4200RM0828E
0001415001 MOVE MACHINERY  FROM EAST HIBAY TO ROOM 157 4619EAST
0001431993 DELIVER LADDER FOR ACCESS TO NEMS EQUIPMENT ON 9/14/06 4627
0001434931 MOVE 2 500 GALLON TANKS FROM 4705 TO 4640 AND TAKE 2 EMPTY 

TANKS BACK TO 4705
4705

0001414860 APPLY CAUTION SIGNS ON INSIDE AND OUTSIDE OF ALL 4600 
STAIRWELL DOORS TO THE EFFECT OF; "CAUTION, DOOR MAY OPEN 
SUDDENLY FROM OTHER SIDE", OR "APPROACH DOOR CAUTIOUSLY."  
COORDINATE WITH INITIATOR FOR MSFC TYPICAL SIGNAGE.

4600

0001414975 REPAIR PERIMETER AIR IN ROOM 4201RM0503A
0001428460 RELOCATE THERMOSTAT FROM PERSONAL ENTRANCE SOUTH HIBAY 

(INSTALLING DOOR)
4755RM0115

0001428541 4600 / 5201 INSTALL LIGHT SENSORS OVER DESKS IN OFFICE FOR J. 
WRIGHT AND J. MAULDIN

4600RM5201

0001396691 VERIFY & INSTALL ROOM NUMBERS PER ATTACHED SHEET - CONTACT 
DEBBIE HENDON (4-1439) IF ROOM NUMBERS ON THE DOORS DON'T 
MATCH THE DRAWING.

4708BSMT

0001421519 INSTALL OUTLET (CONTACT USER FOR DETAILS) 4631RMA0107
0001409271 CONNECT POWER TO FURNACE 4205RM0103D
0001415100 MOVE ELECTRICAL FLOOR OUTLET TO ANOTHER LOCATION  (SEE USER 

FOR DETAILS)
4202RM0110

0001434734 FABRICATE DRAIN PAN FOR MILLWRIGHTS 4650RM0029
0001414861 REMOVE VOLLEYBALLS FROM TOP OF RACQUETBALL COURTS. 4315RM0104
0001415123 FABRICATE AND INSTALL  DIRECTIONAL SIGN FOR CRANE #14  

(CLINARD)
4619
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0001415125 FABRICATE AND INSTALL  DIRECTIONAL SIGN FOR CRANE #15 

(CLINARD)
4619

0001434751 REMOVE ELECTRICAL OUTLET AND DOGHOUSE (CONTACT BELINDA 
BISHOP)

4200RM0956

0001431975 PROVIDE ICE AND COOLERS TO MONTESANO LODGE AROUND 8:00 A.M. 
ON 9/14/06

MSFC

0001414910 4612A UPS IN ALARM LANKFORD CHECKING 4612
0001409517 INSTALL A 220 OUTLET FOR REDI SERVE ICE CREAM 4200RMG0009
0001389423 SEPARATE LIGHT SWITCHES FOR RMS 27A & 27C 4653
0001412050 INSTALL AUDIO ALARM 4705RMA0210B
0001428700 PICK UP 500 GALLON TANK AT 4711 EAST SIDE AND DELIVER TO 4640 4711EAST
0001414800 VERIFY WHERE DRAIN GOES OUT 4612RM1002
0001425635 FABRICATE THREE PLUGS FOR FLOW METERS 4700
0001428760 PICK UP 500 GALLON TANK AND BRING TO 4640 AND TANK EMPTY TANK 

BACK
4711EAST

0001414978 ASSEMBLE STORAGE RACK 4666RM0275
0001428737 INSTALL MAGNETIC LOCK ON STAIRWELL ENTRY ( LANNY FAMILIAR) 4572RM0201
0001428739 INSTALL POWER TRANSFER HINGE, STAIRWELL ENTRY ( LANNY 

FAMILIAR)
4572RM0201

0001418395 INSTALL REGISTER 4249RM0152
0001412026 REPAIR REPLACE BULB/BALLAST IN CEILING AND IN DESK ( LIGHT IN 

DESK BUZZING)
4250RM0046A

0001389176 FABRICATE PLEXIGLASS SHIELD/LID FOR LAB 4650RM0118
0001409388 BOLT CHARGING STATION TO THE FLOOR AND INSTALL  4631RMB0103
0001657770 FABRICATE SIGN FOR MEETINGS ( G. CLINARD FAMILIAR) MSFC
0001657763 FABRICATE BRACKET FOR LS QUICK ( T. QUILLIN) 4670
0001657981 MORTISE DOOR, INSTALL LOCKSET AND DRILL HOLE FOR CYLINDER 4650RM0114
0001653318 BRING UP UPS 4436
0001653210 SUPPORT, DRILL PIN OUT OF PERSONNEL LIFT 7604 4483
0001651179 WO#2--4629 / 113 INSUFFICIENT LIGHTING OVER DISASTER RECOVERY 

TAPE LIBRARY. ADD ONE HANGING SHOP LIGHTS AS NECESSARY. SEE 
MELVIN CAUDLE 544-3125 FOR SPECFIC DETAILS

4629RM0113

0001651182 WO #1--4629 / 113 INSUFFICIENT LIGHTING OVER DISASTER RECOVERY 
TAPE LIBRARY. ADD ONE HANGING SHOP LIGHTS AS NECESSARY. SEE 
MELVIN CAUDLE 544-3125 FOR SPECFIC DETAILS.

4629RM0113

0001648577 DISPOSE OF PICTURE FRAME AND GLASS 4200RM0149K
0001648573 INSTALL OUTLET UNDER FRONT DESK IN ROOM 4202RM0314B
0001648237 INSTALL DOOR STOP AT TOP OF STAIRS DOOR.NEAR ROOM 210 4619RM0210
0001648125 PLEASE INSTALL OUTLET IN CONFERENCE ROOM CEILING FOR CEILING 

MOUNTED PROJECTOR
4755RM0217

0001648099 FABRICATE AND INSTALL YEILD SIGN AT CAR WASH ( SEE USER) 4483
0001645992 FABRICATE THREE SMALL WOODEN BOXES  (SEE USER FOR DETAILS) 4656RM0110
0001642716 MOVE STAGE TO CENTER OF WEST WALL ON 5.14.07 4316
0001642932 INSTALL LIGHT  (RICKY AUSTIN FAMILIAR) 4707RM0154
0001642931 INSTALL PRESSURE SWITCH BEHIND SOPHIE SPRAY BOOTH (RICKY 

AUSTIN FAMILIAR)
4707FLR01

0001642862 FABRICATE 6 MAGNETIC SIGNS "NASA" W/LOGO 4483
0001642616 FABRICATE AND INSTALL VALVE COVER BOX 4711RME0126
0001642586 HOOK UP ELECECTRICAL TO PORTABLE BOILER (480 VOLTS) 4718
0001642791 INSTALL CUT OFF VALVES ON CRU0010 4663B-CRU0010
0001636979 RELOCATE 20 BOXES OF CARPET FROM 4650 TO 4200 RM 101 4200RM0101
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0001636929 FABRICATE AND INSTALL PROTECTIVE COVERS FOR BOTTOM EDGE OF 

ELEVATORS PANELS
4200

0001637181 FABRICATE SIGN TO READ " JOYCE TOMLIN CELEBRATING 20 YEARS OF 
DEDICATED SERVICE @ MSFC"

4312

0001632272 INSTALL POWER TRANSFER HINGE 4708RMB0004
0001632130 MORTISE DOOR AND INSTALL LOCKSET 4666RM0289
0001626760 FABRICATE 40 I.D. TAGS 4550
0001626935 VERIFY & INSTALL ROOM NUMBERS PER ATTACHED SHEET - CONTACT 

DEBBIE HENDON (4-1439) IF ROOM NUMBERS ON THE DOORS DON'T 
MATCH THE DRAWING.

4619FLR02

0001626879 PUMP OUT 500 GALLON TANK AND TAKE TO OIL AND WATER 
SEPERATOR AT 4744

4640

0001624076 ICE MACHINE NEAR ROOM 27 NOT MAKING ICE (COLE) 4650FLR01
0001626792 INSTALL (MFPA) HAZARD LABEL ON GENERATOR  (LOCATED O.S.) 4487
0001620754 PROVIDE AND SPREAD A LOAD OF CRUSERON GRAVEL AT TEST STAND 

300
4531

0001620649 REPAIR REPLACE BULB/BALLAST IN DESK 4203RM4304
0001620731 INSTALL PEDESTALS UNDER RAISED FLOOR 4663RMB0107
0001620729 PROVIDE 50 SAND BAGS 4640
0001620711 MOVE STAGE FOR EARTH DAY 4316
0001617855 4708 /  FABRICATE AND INSTALL SPACERS IN FILTER RACK OF RAF00B3 

IN SOUTH BASEMENT.
4708BSMT

0001614826 RELOCATE THERMOSTAT FROM ROOM 22E TO 22F 4650RM0022
0001614811 ADD LETTERS TO SIGNS AT RIDEOUT RD. AND AT MATIN RD.  STATING 

(ISO 140001)  CONTACT USER FOR DETAILS
MSFC

0001614759 FABRICATE SKID AS PER DRAWING 4619
0001614882 FABRICATE CONSEALMENT CLOSET NEAR ROOM 6415 4203FLR06
0001614881 BALANCE AIR IN ROOMS 401 AND 402/ TOO MUCH AIR/ AND NO AIR IN 

ROOMS 403 AND 404
4202FLR04

0001614650 INSTALL A 208 VOLT, 30 AMP, SINGLE PHASE, TWIST LOCK RECEPTACLE 
ON NORTH WALL, BEHIND TENSILE TEST MACHINE.

4707RM0103

0001612026 REPLACE RETURN TEMPERATURE SENSOR AND RETURN HUMIDITY 
SENSOR ON AH0004 ( UCS HAS SENSOR)

4718-AH0004

0001611646 TROUBLESHOOT BOX AND CAPLES BAD READINGS  ARE INDICATED ON 
SOME POINTS.

4200

0001611704 PLEASE INSTALL JUMBO TOILET TISSUE DISPENSERS IN MEN`S 
RESTROOM 241

4708RM0241

0001608930 INSTALL UCS PROVIDED LCD DISPLAY (WALL MOUNT)--SEE USER FOR 
DETAILS

4250

0001608815 SUPPORT   ON POTABLE WATER OUTAGE BETWEEN 4244 & 4241 4244

0001608890 INSTALL SAMPLE COOLER ON INSIDE PORTABLE BOILER TRAILOR 4660
0001608639 INSTALL TRANSFER HINGE IN RM 1112A 4708RM1112
0001606045 REMOVE PALLETS & BOXES IN C-WING ALLEY 4663
0001603211 FABRICATE HANDLES FOR VEHICLES AT MOTOR POOL 4483
0001602983 PLEASE INSTALL A RECEPTACLE IN THE NORTHWEST CORNER OF ROOM 

139
4708RM0139

0001603061 MOVE THREE BENCHES AND BLEACHERS FROM 4609 TO 7261 4609
0001602886 INSTALL POWER TRANSFER HINGE 4708RM0122
0001602885 INSTALL ELECTRO-MECHANICAL LOCK 4708RM0122
0001603032 MOVE BANDSAW FROM 1212 TO 1208 AND CONNECT POWER 4612FLR02
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0001603019 REPAIR REFRIGERATOR 4551RM0200
0001596776 VERIFY & INSTALL ROOM NUMBERS PER ATTACHED SHEET - CONTACT 

DEBBIE HENDON (4-1439) IF ROOM NUMBERS ON THE DOORS DON'T 
MATCH THE DRAWING.

4550

0001596808 4600 / 4211 REPLACE THE BROWN CONEXT BATTERY BACKUP 900  AVR 
UNINTERRUPTIBLE POWER SUPPLY (UPS) WITH MODEL NUMBER CNB 900 
AND SERIAL NUMBER NB0143152400 LOCATED IN BUILDING 4600 ROOM 
4211 WITH A NEW UPS.

4600RM4211

0001596784 4650 / 0108 INSTALL 110 OUTLET 4650RM0108
0001594050 INSTALL DUTCH DOOR TO ROOM 100B 4312RM0114B
0001594221 INSTALL  SELF POWERED EXIT LIGHTS #2 4708RM1191
0001596707 COMPLETE VENT FROM SINK DRAIN TO O.S. BLDG.  (BAD ODOR) 4487RMC0210
0001596903 INSTALL AND GROUND LIGHTENING ARRESTOR POC. RODNEY WILLIS 4-

2608
4600

0001590838 4650 / 0118 INSTALL 220 VOLT DROP 4650RM0118
0001590524 CUT LIGHT LENSE 4610RM5008
0001590785 INSTALL BARREL BOLT ON INNER DOOR 4487RMB0221
0001590779 INSTALL ELECTRO-MECHANICAL LOCK ON EAST END OF OBSERVATORY 

DOME
4347EAST

0001590590 MOVE POWER SUPPLY FROM LEVEL 16 ( CONTACT CRAIG BEFORE 
STARTING AND REFERENCE SRS # 301589)

4619

0001590589 FABRICATE AND INSTALL "OUT OF SERVICE" SIGN ON  GENERATOR ( 
BALLENTINE)

4482

0001590836 FABRICATE LABELS FOR DI VALVES  (GRANT FAMILIAR) 4670
0001588257 INSTALL AUTOMATIC DOOR CLOSURE  ON DOOR 13 4200FLR01
0001588256 CUT 4X8 SHEET OF SHEET METAL 4656
0001588233 SUPPORT   FOR Air Handling Units # AH-10, AH-10-A, AH-11.Fire 

Alarm # M4-49.
4705

0001588232 PROVIDE AND CUT PLYWOOD FOR BACKING FOR PLASMA TV ( CONTACT 
JEFF GILES FOR LOCATION 4-8991) NEED BY 3/16/07

4203RM2210

0001588201 FABRICATE AND INSTALL WATER SHIELD 4663RMB0001
0001571029 4491 / 107 CONVERT EXISTING 208/220-VOLT ELECTRICAL OUTLET TO A 

110-VOLT DUPLEX OUTLET (LOCATED AT THE SOUTHEAST CORNER OF 
ROOM 107, NEAR THE EAST-END ENTRY DOORS TO THE BUILDING)

4491RM0107

0001585264 DST TRANSMITTER CHIPS TO UPGRADE TO NEW DST TIME CHANGE 4200
0001579573 INSTALL BARRELL BOLT ON DOOR 4570RM0113A
0001579303 RELOCATE PRESS FROM 4554 RM 100 TO   200 DISPOSAL ( 

CONTACT CRAIG FOR PAPER WORK WHEN MOVING)
4554

0001574933 INSTALL USER PROVIDED AIR FRESHENER 4610RM5000
0001574844 MOUNT FIRE EXTINGUISHER 4610RM4028
0001571111 4346 / NONE FABRICATE 4346 SIGN TO GO ON THE OUTSIDE OF THE 

BUILDING.
4346

0001570879 ADD ROOM NUMBER TO LADIES RM 4201RM0303A
0001571160 FABRICATE SIX 6"X6" SIGNS/ EACH NEEDS TO BE NUMBERED 1--6   (SEE 

ROGER FOR DETAILS)
4660

0001570949 INSTALL DUPLEX OUTLET ON COLUMN, FROM 4619 PNL 64 4619RM0153
0001564763 PROVIDE POWER TO LOADING DOCK RECEPTACLES 4631RMA0107
0001564756 FABRICATE FITTING FOR WATER PUMP 4483
0001564333 RELOCATE RMB101 ZONE1 SPACE SENSOR. NAVES NOTIFIED 4705
0001564521 RELOCATE 6 BOXES OF CARPET FROM 4650 TO BLDG. 4200 NEAR ROOM 

312
4650
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0001564837 REPAIR REPLACE BROKEN, INOPERABLE BLINDS 4200RM0828E
0001561920 INSTALL OUTLET 4200RM0412C
0001559144 WEST OF BUILDING 4667 CONSTRUCTION--MARK PHYSICAL HAZARD 

AREA, WALKING, OR HEAD HAZARD AREA WITH YELLOW AND BLACK 
TAPE OR PAINT-(BARRACADES ARE NOT BEING MAINTAINED AROUND 
TRENCHING/EXCAVATIONS ON THE WEST SIDE OF THE BUILDING.)

4667WEST

0001561822 REMOVE WATER FROM BAKER TANK ON NORTH SIDE OF BLDG 4705NORTH
0001559220 RM140 MOVE SPT1 FROM SOUTH WALL TO FIRST I-BEAM ON SOUTH END 

OF ROOM. CONTACT WALLACE JOHNSTON FOR LOCATION.
4207RM0140

0001559081 4650 / 104 INSTALL 1K LOAD CELL INTO   (CATFISH AWARE) 4650RM0104
0001559280 INSTALL MOTOR ON AHU 18 4707-AH0018
0001556589 REPLACE EXISTING ROFU ELECTRONIC STRIKE WITH ORIGINAL 

HARDWARE ( LANNY FAMILIAR)
4708RM1112

0001556672 ACMP0001 RM. 1 IN BUILDING  4251 NEEDS SOME TYPE OF FILTER 
SYSTEM  ATTACHED  TO AIRCOMPESSER O.P. D.GEISE

4251-ACMP0001

0001553454 INSTALL EYE WASH 4755RM0117
0001553414 INSTALL DOGHOUSE 6 FT. WEST OF OLD ONE/ LEAVE OLD ONE AND ADD 

THE NEW ONE
4201RM0200A

0001553283 4464-WALKIN-RH IN HIGH ALARM. M.RICH NOTIFIED. 4464RM0104
0001553218 SUPPORT CONTRACTOR (  4473
0001553462 4200 / G39 NEED TO HAVE A NEW LOCKSET INSTALLED IN THE POST 

OFFICE DOUBLE DOORS AND REINSTALL THE EXISTING CYLINDER INTO 
NEW LOCKSET.

4200RMG0039

0001553189 FABRICATE GUIDES FOR AIR BEVELER 4561
0001553160 4707-WALKIN-COOLR3, IN HIGH SPT ALARM. J.MCCAGHREN NOTIFIED. 4707RM0132A
0001526385 INSTALL ELECTROMAGNETIC LOCK IN ROOM 301A.  THE SECURED SIDE 

OF SOUTH HIBAY 117
4755RM0301A

0001546573 4572 / PENT. INSTALL PERMANTLEY MOUNTED HEATER IN PENTHOUSE 
TO PROVIDE HEAT FOR THE ELEVATOR OIL TO ALLOW NORMAL 
OPERATION DURING WINTER MONTHS (SEND TO 2313)

4572

0001546490 MORTISE DOOR AND INSTALL LOCKSET 4610RM2072
0001546489 MORTISE DOOR AND INSTALL LOCKSET 4200RMP0106
0001546712 FABRICATE AND INSTALL PHENOLIC SIGN  (CLINARD) 4207
0001546408 4203 / 5215 PLEASE PUT A LOCK (WITH KEY) ON THIS OFFICE DOOR 4203RM5215
0001539653 INSTALL POWER TRANSFER HINGE 4755RM0301A
0001539524 INSTALL POWER TRANSFER HINGE ( LANNY FAMILIAR) 4612RM1027
0001536343 4207 / 107 RELOCATE TWO FIRE EXTINGUSHERS UP & OUT OF CABLE 

VAULT. MOUNT ON WALL NEAR CABLE VAULT ENTRANCE IN CDC ROOM 
107. SEE MONTE GRAVUNDER 4-9422 OR W.JOHNSTON FOR QUESTIONS.

4207RM0107

0001536342 4207 / 125 PLACE "CONFINED SPACE - ENTRY PERMIT REQUIRED " SIGN 
OVER STEAM PIT ENTRANCE OUTSIDE EQUIPMENT ROOM E-4.

4207FLR01

0001532769 INSTALL POWER DROP 4203RM3438
0001532782 REPLACE DESK LIGHT 4202RM0413
0001529675 MOVE 50 HP PORTABLE BOILER TO STORAGE YARD BEHIND 4660  (SEE 

ROGER FOR DETAILS)
4660

0001526381 INSTALL CHECK VALVE IN FOUR CHEMICAL FEED LINES 4473
0001519158 4250 ROOM 33A /  RELOCATE MOTION SENSOR AND INSTALL LIGHT 

SWITCH.  (NEWTON)
4250RM0033A

0001519084 NEED RACKS BUILT TO SECURE SCBA/ELSA TANKS 4646RM0109
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0001518920 PROVIDE PLEXIGLASS PROTECTIVE COVERING FOR CONFERENCE TABLE 4555
0001518914 FABRICATE AND INSTALL TWO SIGNS STATING "EMERGENCY VEHICLE  

PARKING ONLY" PER MARSHALL REQUIREMENT
4705SOUTH

0001519127 4487 / B232A INSTALL AERATOR ON SINK FAUCET. 4487RMB0232A
0001512781 INSTALL SMALL VALVE IN HOT WATER SYSTEM 4207
0001512779 INSTALL SMALL VALVE IN HOT WATER SYSTEM 4476
0001512677 RELOCATE FLOOR OUTLET OR ADD ONE 4201RM0414
0001512707 FABRICATE SHAFT PUMP 4660
0001512639 INSTALL 4 PROTECTIVE AREA STICKERS ( SEE DAN CROCK FOR DETAILS) 4205

0001512586 INSTALL GUNSAFE 4200RM0220C
0001507387 MODIFY SHEETMETAL ON EXPERIMENTAL STATION (O. WRIGHT 

FAMILIAR)
4524

0001507435 4610 / E-9 INSTALL FILTER DOOR ON AH0043 (2026) 4610-AH0043
0001507162 INSTALL TWO OVERHEAD LIGHTS IN MEZZANINE HALL O.S. OF B200 4705FLR02
0001504498 MOVE POWER STRIP AND ADD ANOTHER POWER ON THE NORTH WALL 

OF THE LAB
4654

0001501747 VERIFY & INSTALL ROOM NUMBERS PER ATTACHED SHEET - CONTACT 
DEBBIE HENDON (4-1439) IF ROOM NUMBERS ON THE DOORS DON'T 
MATCH THE DRAWING.

4612FLR01

0001501457 INSTALL OUTLET 4201RM0116
0001501500 INSTALL AIR REGULATOR 4550
0001501587 4705 /  NEAR B120C AND B120D--INSTALL MISSING EMERGENCY LIGHT(S)-

ROOM REQUIRES EMERGENCY LIGHTS. (FINDING NOTED BY T. 
CHRISTOPHER/QD50).

4705BSMT

0001501481 ADD LIGHT SWITCH TO WALL WITH OPTION TO DIM 4203RM5428
0001501476 INSTALL 2 NEW REGISTERS TO CONTROL CONDESATE DRIP. 2326 TC 4705RMA0206
0001501725 4653 / 31 INSTALL SAFTEY DICONNECT SWITCH ON LEBLOND LATHE 220 

VOLT 3 PHASE, WE HAVE THE DISCCONECT SWITCH.
4653RM0031

0001498873 REPAIR LIGHT ABOVE DESK UNDER CABINET 4727RM0102
0001495394 VERIFY & INSTALL ROOM NUMBERS PER ATTACHED SHEET - CONTACT 

DEBBIE HENDON (4-1439) IF ROOM NUMBERS ON THE DOORS DON'T 
MATCH THE DRAWING.

4203BSMT

0001495368 CHECK, REPAIR ICE MACHINE 4244FLR01
0001495463 INSTALL 1 TOUCH SENSE CRASH BAR. 4646RM0203
0001492453 INSTALL SIGN POSTS AT MARTIN, DODD & RIDEOUT MSFC
0001488651 PICK UP TWO 500 GALLON TANKS AT 4640 AND TAKE TO 4761 4640
0001488545 INSTALL COVERS OVER THE OUTSIDE AIR VENTS 4663RMB0169
0001483451 PROVIDE LONGER HOSES FOR COOLING LINE 4708RM0121
0001483339 FABRICATE COVER FOR HOLE IN FLOOR OUTSIDE RM 148 4619RM0148
0001483301 4663-BILLY RAY'S  USER REPORTS UPRIGHT FREEZER NOT WORKING.  M. 

RICH NOTIFIED.
4663RMA0101

0001483266 REWORKS CONTROLS ON CHLR0001 4244RM0115
0001483230 RELOCATE 110 NON UPS POWER IN ROOMS A214, A209 AND A211 4663-AWING
0001467750 INSTALL FIRE HORN/BELL IN THIS LOCATION-AND VISUAL ALARM 4650RM0206
0001480466 INSTALL ELECTRIC DRAIN VALVES ON ACMP. 1 AND2 4473
0001480477 COLD STORAGE REFRIGERATOR IS IN HIGH ALARM. MARRY JONES AND 

LARRY NAVES NOTIFIED.  ONSITE.
4249

0001477073 INSTALL DOOR STOP 4553RM0107
0001477157 INSTALL FEED THROUGH CLOSE OUT  (CO-ORDINATE WITH CARL 

ROBERSON)
4205RM0110
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0001474147 PROVIDE A 3 PRONG EXTENSION CORD 4201RM0416
0001470700 4612A-UPS-ALARM.  MIKE PRANCE NOTIFIED. 4612-UPS0001
0001470597 REMOVE LOCK ON DOOR 4201RM0600A
0001467762 EED2006POL023 "OUT OF SERVICE" EMERGENCY GENERATOR LOCATED 

ON E. SIDE BETWEEN B AND C WING NEEDS TO HAVE AN "OUT OF 
SERVICE" LABEL PLACED ON THE GENERATOR SO THAT IT IS FIXED IN 
PLACE AND PLAINLY VISIBLE.

4487

0001464824 VERIFY & INSTALL ROOM NUMBERS PER ATTACHED SHEET - CONTACT 
DEBBIE HENDON (4-1439) IF ROOM NUMBERS ON THE DOORS DON'T 
MATCH THE DRAWING.

4201FLR04

0001464644 CHANGE 6, 208 VOLT 20 AMP (6-20R) RECEPTACLES TO LOCKING TYPE (L6-
20R). COORDINATE WITH USER. CONTACT JOHNNY PIERCE 544-1616 OR 
WALLACE JOHNSTON 544-4017.

4207RM0140

0001464706 PER MARGOT THIGPEN`S REQUEST (DAVID KING`S EXECUTIVE 
ASSISTANT), INSTALL PROPER TRIM ALONG TOP OF BLINDS IN OFFICE.

4200RM0910A

0001464633 INSTALL POWER TRANSFER HINGE ( LANNY FAMILIAR) 4612RM1212
0001461548 INSTALL UNISTRUT CLAMP ON DRAIN PIPE FOR FIRE PROTECTION 4464EAST
0001458732 UNCOVER ELECTRICAL OUTLET OR INSTALL NEW ONE 4203RM2102
0001458705 4558 / NONE REMOVE MOTHBALLED SIGN 4558
0001458699 4646 / 109A REMOVE SCBA WALL BOXES FROM 7 BUILDINGS WITH A 

TOTAL OF 11 BOXES AND RETURN TO BUILDING 4646. JIMMY BOWERS IS 
AWARE.  . PLEASE SEE TERRY DRIVER BLDG. 4646 FOR BLDGS AND 
LOCATIONS. PER JIMMY BOWERS.

4646RM0109A

0001458604 INSTALL CHILL WATER PUMP 4705RMM0100A
0001458867 INSTALL DOOR BETWEEN ROOMS A275 AND A273. 4663RMA0275
0001452858 INSTALL STAINLESS STEEL COVER ON FLUSH HANDLE 4650RM0027
0001452738 REPLACE  SIGNS  AT ABANDONED BLDG 4560
0001455888 INSTALL OUTLET #3 4200RM0420F
0001452890 BUILDING 4666 SOUTH HALLWAY DOOR ...INSTALL 6 WIRE HINGE 4666SOUTH
0001452889 BUILDING 4666 SOUTH HALLWAY DOOR ...INSTALL 

ELECTROMECHANICAL LOCK.  JAMES JOYNER WILL BE THE POC.
4666

0001455873 INSTALL PROTECTIVE   NEXT TO THE FIRE HYDRANT ON THE 
SOUTH SIDE OF THE BUILDING.

4205SOUTH

0001452885 BUILDING 4666 ROOM 206.....INSTALL 6 WIRE HINGE.  JAMES JOYNER 
WILL BE THE POC.

4666RM0206

0001446513 4650 /  NEED TO FABRICATE PULLER POINTS FOR GEAR PULLERS FOR THE 
MILLWRIGHTS. (GRIMES)

4650

0001446422 4650 / 15 INSTALL 220V RECEPTACLE FOR PIN SPOT WELDER. 4650RM0015
0001446386 CHANGE FILTER IN ICE MACHINE 4202FLR04
0001446367 VERIFY & INSTALL ROOM NUMBERS PER ATTACHED SHEET - CONTACT 

DEBBIE HENDON (4-1439) IF ROOM NUMBERS ON THE DOORS DON'T 
MATCH THE DRAWING.

4201FLR05

0001443566 REPLACEMENT LIGTHBULBS FOR UNDER-CABINET LIGHT FIXTURE.  THE 
LIGHT BULB`S ARE 36".

4306RM0101

0001440287 INSTALL A PAN AND DRAIN TO CONTAIN LEAKS UNTIL ROOF REPAIRS 
ARE COMPLETED. 2026

4202RM0601A

0001440260 PAINT PLYWOOD ON WALL TO MATCH COLOR OF WALL 4202RMB0104
0001440543 VERIFY & INSTALL ROOM NUMBERS PER ATTACHED SHEET - 4666FLR01
0001440227 INSTALL MINI BLIND ON DOOR 4244RM0100G
0001440224 INSTALL 2'X3' 3/4" PLYWOOD 4663RMA0284
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TCS Workload History 7/1/2006 - 6/30/2007

WONUM DESCRIPTION LOCATION
0001434737 SUPPORT   DURING CHILL/HOT WATER & HVAC OUTAGE 9/16/06 7AM - 

6PM
4605

0001434933 DISCONNECT THREE CONTROL VALVES ON N.W. CORNER INSIDE NBS 
AREA

4705

0001434821 VERIFY & INSTALL ROOM NUMBERS PER ATTACHED SHEET - CONTACT 
DEBBIE HENDON (4-1439) IF ROOM NUMBERS ON THE DOORS DON'T 
MATCH THE DRAWING.

4211

0001431994 INSTALL HANDRAIL O.S. CARD READER DOOR O.S. RM A109 4663-AWING
0001431949 REMOVE ELECTRICAL OUTLET FROM FLOOR 4200RM0826A
0001428839 INSTALL LABEL ON 4 INCH  SHOP AIR LINE, OUTSIDE, WEST SIDE 4711WEST
0001428810 INSTALL PART ON BARBER CHAIR  (BOWERS AWARE) 4203RM1108
0001428502 VERIFY & INSTALL ROOM NUMBERS PER ATTACHED SHEET - 

RENUMBERING SUITE 228
4200FLR02

0001428746 PLEASE INSTALL DISPENSER FOR TOILET SEAT COVERS 4708RM0136
0001425601 4251 /  INSTALL A SWITCH AT TOP OF LADDER TO CONTROL ATTIC LIGHT 

OVER ROOM 5.  (BAKER)
4251RM0005

0001421490 INSTALL OUTLET ( SEE USER FOR LOCATION) 4201RM0334A
0001418408 NE ENT-1 PREP DOOR 4347
0001418407 NE ENT-1 INSTALL TRANSFER HINGE 4347
0001418406 TOWER PREP DOOR (TOWER OBSERVATORY DOOR) 4347
0001414875 INVESTIGATE CONTROLS ABOVE THE CEILING IN RM'S 932 THROUGH 

940B
4200FLR09

0001414855 INSTALL OUTLET 4200RM0726
0001414854 INSTALL OUTLET 4200RM0733
0001415006 INSTALL SATELITE CLOCK ( SEE JOHN MCINTYRE FOR EXACT LOCATION 

4-7068)
4203RM1201

0001414833 SUPPORT   ,SAT. 08-26-06 AT 7 AM FOR CHILLED 
WATER OUTAGE

4711

0001412058 INSTALL FIRE HORN/BELL IN THIS LOCATION- 4705RMA0210B
0001409499 4705 /  FABRICATE AND INSTALL A DOOR ON THE FILTER RACK OF 

AH)019A IN E-15.
4705RME0015

0001409498 4705 /  FABRICATE AND INSTALL A DOOR ON THE FILTER RACK OF 
AH0019B IN E-15.

4705RME0015

0001409450 PROVIDE   ENGENEERING WITH SUPPORT TO DETERMINE CONTROL 
CONFIGURATION OF PNEUMATIC CONTROLS ON NINTH FLOOR OF 4200.

4200FLR09

0001409414 REMOVE OLD FLOOR TILES AND PALLETS IN A & B WING ALLEY 4663
0001403283 MOVE FUEL TANK FROM 4660 TO 4718 (CONTACT ROGER FOR DETAILS) 4660
0001409181 ADD CIRCUIT TO WALL OUTLETS, BREAKER KEEPS TRIPPING 4555FLR01
0001389145 INSTALL SLIDE BOLTS 4666RM0385
0001389290 PURCHASE AND INSTALL WALL MOUNTED CIRCULATING FAN FOR SHOP 

AREA
4650RM0029

0001382698 INSTALL #1 DUPLEX OUTLET 4663RMB0220
0001389363 INSTALL AIR VENTS ON AH0005 4487C-AH0005
0001389163 INSTALL AIR VENTS 4477-AH0001
0001389098 INSTALL DOOR STOP ON INTERIOR DOOR 4610RM3019
0001400115 INSTALL TWO DOOR STOPS ON  EAST ENTRANCE DOOR 4607EAST
0001376161 INSTALL RESTRICTED AREA SIGNS ON THE EXTERIOR BOTTOM HALF OF 

THE DUTCH DOORS IN THE MAIL FACILITY
4200RMG0035

0001372806 MAKE LABELS FOR PANEL DIRECTORY`S(SEND TO CLINARD SIGN SHOP) 4711
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TCS Workload History 7/1/2006 - 6/30/2007

WONUM DESCRIPTION LOCATION
0001372805 MAKE LABELS FOR PANEL DIRECTORY`S(SEND TO CLINARD SIGN SHOP) 4646

0001375818 FABRICATE A BUILDING SIGN FOR 4211 A NEW PUMP HOUSE FACILITY 
LOCATED BEHIND 4205.

4205

0001368301 INSTALL ELECTROMAGNETIC LOCK ON SINGLE DOOR (POC JERRY 
FERGUSSON)

4663RMA0300

0001396452 REPAIR ICE MACHINE ( CONTACT USER AND GIVE EXPLAINATION OF 
REPAIRS)

4609

0001376023 PURCHASE ONE  FLOOR FAN. MSFC
0001382476 INSTALL BARREL BOLT AND PASSAGE LOCK ( LANNY FAMILIAR) 4654RM0132A
0001382473 ASSIST IN INSTALLING CYLINDER 4681
0001368523 INSTALL DOOR SWEEPS ON DOUBLE DOORS 4466
0001368522 RELOCATE PAINTING FROM 4471 RM A109D, TO 4200 RM 101 ( USER WILL 

TURN IN WORK ORDER TO HANG PAINTING AT A LATER DATE)
4471RMA0109D

0001379651 INSTALL WINDOW IN DOOR. 4663RMA0114
0001368531 INSTALL OIL AND WATER SEPERATER FOR SLUDGE PUMP ( D. RICE 

FAMILIAR)
4761

0001396745 SUPPORT OUTSIDE CONTRACTOR WITH SET UP ON VFD ON AH0004 4666-AH0004
0001396493 4200 / 220 BUILDING 4200 SUITE 220 (MIKE WILSON)� INSTALL GUN 

SAFE�
4200FLR02

0001382912 DEACTIVATE 02 MONITOR ON 7/28/06 BY 7:00AM & REACTIVE WHEN 
WORK IS COMPLETE, NORTHWEST ENTRANCE

4570-ODT0002

0001382732 FABRICATE AND INSTALL CRANE DIRECTIONAL DECALS ON CRANE #1  
(ANDERSON)

4650-CRN0001

0001375870 BRIDGEPORT MILL  LEAKING OIL IN THE MACHINE SHOP 4774
0001374901 TRIM OUT AROUND WINDOW UNIT IN OFFICE AREA 4678FLR01
0001406646 REPAIR LEAK IN WALK IN COOLER ( SWINFORD AWARE) 4203RM1101
0001389214 4612A-UPS-ALARM, RESET AFTER STORM. W.RITTER NOTIFIED. 4612-UPS0001
0001362000 INSTALL AIR VENTS ON COILS 4487RMW0103A
0001361998 INSTALL AIR VENTS ON COILS 4487RMC0110
0001361990 INSTALL AIR VENTS ON COILS 4487RMA0118
0001394291 INSTALL VENT IN DOOR 4663RMA0109C
0001375882 MOVE TWO SHELVES  FROM RM. 718 TO ROOM 422C 4200RM0718
0001372879 REPAIR REPLACE BULB/BALLAST IN DESK 4631RMA0107
0001368713 DRAIN SPRINKLER SYSTEM IN SUPPORT OF   

WORK ON 7/13/06
4203FLR01

0001376051 REPLACE LIGHT BULB UNDER CABINET IN ROOM 118. 4485RM0118
0001372854 RELOCATE OPTICAL TABLE AND WORK BENCH FROM NSSTC TO 4487 RM 

B127
MSFC

0001376046 CHANGE OUT THE 12 VOLT BATTERIES (16 TOTAL,8 EACH UPS SYSTEM)IN 
THE 2 NETWORK/ODIN UPS SYSTEMS LOCATED IN 105. PLEASE ARRANGE 
FOR DISPOSAL OR NOTIFY JOHNNY PIERCE TO OPEN HAZMAT REQUEST. 
PLEASE COORDINATE WITH NMCLAN @ 5-4400 FOR OUTAGE.

4202RM0105

0001368707 RECOVER REFRIGERANT ON CHLR0001 ( SWINFORD AWARE) 4570-CHLR0001
0001368302 FABRICATE SIGN, SEE USER FOR DETAILS ( CLINARD FAMILIAR) 4244RM0110
0001376097 RELOCATE 500 GALLON TANK FROM 4705 TO 4640 AND TAKE AN EMPTY 

TANK BACK
4705

0001675493 INSTALL 1 ELECTRIC TRANSFER HINGE ( POC JAMES JOYNER 755-6020) 4487RMC0106
0001670201 MORTISE DOOR, CUT HOLE FOR CYLINDER AND INSTALL LOCKSET 4200RM0101H
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TCS Workload History 7/1/2006 - 6/30/2007

WONUM DESCRIPTION LOCATION
0001667154 INSTALL PLYWOOD SHELF IN FITTERS STORAGE LOCK UP ( A. WALTON) 4650FLR01

0001667213 REPAIR REPLACE BULB/BALLAST IN DESK 4200RM0956
0001657958 DISCONNECT  POWER IN TRENCH 4755RM0117
0001657957 DISCONNECT POWER FROM TWO WATER CHILLERS 4755RM0102B
0001657835 INSTALL POWER TRANSFER HINGE 4207RM0102A
0001657789 PROVIDE COOLERS ON 6/05/07 4316
0001655732 UPS IN ALARM ( DAVIS NOTIFIED) 4612RM0020
0001655669 INSTALL A 208 THREE PHASE OUTLET 4711RMW0174
0001657992 PROVIDE SURGE PROTECTOR FOR COMPUTER 4487RMC0200
0001653443 CHANGE 8 RECEPTACLES TO GFI'S 4555
0001653354 VERIFY & INSTALL ROOM NUMBERS PER ATTACHED SHEET - CONTACT 

DEBBIE HENDON (4-1439) IF ROOM NUMBERS ON THE DOORS DON'T 
MATCH THE DRAWING.

4200FLR02

0001648578 DISPOSE OF FAN (NO LONGER NEEDED) 4200RM0149B
0001648216 INSTALL OUTLET AT ENTRY TO RM 4610RM4003
0001648420 GENERATOR AND RUN TANK--REFER TO VIOLATION FIELD-

EED2007POL000. THE TANKS NEED SIGNS WITH THE CONTENTS, 
WARNINGS, AND NFPA HAZARD IDENTIFIED.

4249

0001645994 INSTALL BARRICADE ON WEST SIDE 4667
0001642957 FABRICATE NASA LOGO DECAL 4200RMG0026A
0001642915 INSTALL POWER HINGE 4203RMB0301
0001642686 RESET TIME OF DAY FOR THERMOSTATS PER K. PRIMM 4346FLR01
0001642863 FABRICATE 10 MAGNETIC SIGNS TO READ " MSFC TAXI" 4483
0001642840 FABRICATE BOLT AND EXRACT BOLT FROM TRUCK 4483
0001637088 VERIFY & INSTALL ROOM NUMBERS PER ATTACHED SHEET - CONTACT 

DEBBIE HENDON (4-1439) IF ROOM NUMBERS ON THE DOORS DON'T 
MATCH THE DRAWING.

4619BSMT

0001637044 4627-DXAC2-IAQ SENSOR IS BAD. REPLACE WITH VAISALA GMW21 WALL 
MOUNT SENSOR.

4627RM0101

0001637045 4707-AH6-STATIC IS READING LOW AND UNSTABLE. CHECK 
CALIBRATION OF STATIC PRESSURE SENSOR WITH MANOMETER. REPAIR 
OR REPLACE SENSOR.

4707-AH0006

0001636928 FABRICATE DRILL BIT EXTENSION FOR CONCRETE DRILL 4650FLR01
0001637095 ASSEMBLE TWO WET VACS 4650RM0023
0001636880 INSTALL HOOKS TO HANG LADDER ON WALL AT BACK OF STAGE IN 

MORRIS AUDITORIUM.  RONNIE NEWTON/JOHN DAVIS AWARE OF 
REQUEST.

4200RM0160

0001637164 FABRICATE/INSTALL SIGN "TOUR BUS PARKING" 4663
0001637155 4670 / PENT. FABRICATE RACK TO HOL D BATTERY CHARGERS. 2326 4670
0001637151 4759 / OUTSIDE INSTALL NEW FILTERS  IN DXAC-2.2326 4759-DXAC0002
0001634827 SUPPORT OUTSIDE CONTRACTOR ON BROKEN SUPPLY WATER LINE 4702
0001634883 INSTALL RELIEF VALVE ON ACMP 4555
0001632305 LAMINATE SIGNS  (TOM FREY) 4650
0001632368 4708A M_1 ALARM AK CHECKING 4708
0001632057 SUPPORT ARMY DURING STEAM OUTAGE 5/4/07 2PM - 5/6/07 10PM 4619
0001632286 [LOCATED IN THE NORTH EAST CORNER OF ROOM 104] NEEDS TO HAVE 

REMOTE GREASE LINES INSTALLED.CALL IF I CAN BE OF ANY 
ASSISTANCE.

4572-EAF0001

0001626865 CREATE DATE FOR OUT OF SERVICE SIGN 3/9/07 FOR TANK 4823  (SEE 
USER FOR DETAILS)

4823
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WONUM DESCRIPTION LOCATION
0001626823 NEED TO KNOW THE CLEAR OPENING THROUGH ROOF DESK FOR 

EXHAUST FANS
4667

0001624064 I NEED POWER PUT IN AN AREA BETWEEN TWO CUBES FOR A NEW HIRE 
CONTRACTOR.  THIS AREA (5407A) WAS NOT ORIGINALLY AN AREA FOR 
SOMEONE TO SIT, BUT WE ARE IN NEED OF SPACE.  ROBERT BELL WILL 
NEED POWER AND NETWORK CABLES INSTALLED.

4600RM5407

0001626805 INSTALL DRAIN COVER UNDER FREIGHT ELEVATOR 4619RMB0139
0001626769 INSTALL ADDITIONAL EMERGENCY LIGHT AT THE BOTTOM OF 

STAIRWELL TO B-4 TO ILLUMINATE STAIR STEPS. (2)-INSTALL 
EMERGENCY EXIT DOOR SIGN ON DOOR IN THE BACK OF B-4.

4708RMB0004

0001626790 REPAIR REPLACE BULB/BALLAST IN DESK 4203RM5220
0001620602 VERIFY & INSTALL ROOM NUMBERS PER ATTACHED SHEET - CONTACT 

DEBBIE HENDON (4-1439) IF ROOM NUMBERS ON THE DOORS DON'T 
MATCH THE DRAWING.

4666FLR01

0001620593 TAKE DOWN CHAIN LEAK FENCE 4623RM0130
0001617860 INSTALL/ REGISTER FILTERS (NEAL POPE NOTIFIED) (RM 1214) 4612
0001614795 FABRICATE BRASS WEDGES FOR PUMP SHOP 4650FLR01
0001614765 CORE DRILL HOLE FOR PIPE EXTENSION IN CELL 25  (NEED BY APRIL 13, 

2007)
4628

0001614724 SUPPLY MATERIAL FOR FIXTURE AND MOCK-UP 4619RM0165
0001614603 REPAIR ICE MACHINE, NOT MAKING ICE 4250-ICE0001
0001611714 SUPPLY 500 GALLON TANK TO DRAIN PAINT BOOTH 4650RM0018
0001611708 NEED " OUT OF SERVICE" SIGN PLACED ON ABOVE-GROUND  DIESEL 

FUEL TANK LOCATED ON EAST SIDE OF BUILDING.
4207EAST

0001608656 INSTALL AIR DEFLECTOR ON VENT (USER IS VERY COLD) 4203RM1213
0001608743 LABEL INSULATED PIPING 4487RMC0157
0001608690 REPAIR DUCT TO CLEAN ROOM FUME HOOD. 2326 TCS 4705RME0107
0001608638 INSTALL ELECTRIC LOCKING HARDWARE IN 1112A 4708RM1112
0001605990 COAT TARGET ACTUATORS; CONTACT DENNIS HIGDON FOR DETAILS 4-

9509
4627

0001606031 CUT ACCESS, FABRICATE AND INSTALL PANEL ON AH0002 (2026) 4612B-AH0002
0001602908 PLEASE PLACE DOORSTOPS ON THE DOUBLE DOORS LEADING FROM THE 

WEST FOYER TO THE NORTH HALLWAY IN 4708
4708

0001603196 REPLACE FLUORESCENT LAMPS IN DESK UNIT. 4241RM0204
0001603250 4312 / OUTSIDE GENERATOR--N/A-TO RESOLVE EFR FINDING: INSTALL 

NFPA HAZARD LABEL
4312

0001600378 INSTALL STAINLESS STEEL VALVE ON BACKFLOW PREVENTER TEST 
LINES

4760

0001600370 INSTALL NFPA LABELS ON TANKS 4640
0001596777 VERIFY & INSTALL ROOM NUMBERS PER ATTACHED SHEET - CONTACT 

DEBBIE HENDON (4-1439) IF ROOM NUMBERS ON THE DOORS DON'T 
MATCH THE DRAWING.

4622

0001594218 INSTALL DIRECTIONAL SIGNAGE FOR EARTH DAY ( SEE USER) 4/17/07 MSFC
0001594248 FABRICATE AND INSTALL SIGN TO READ " HEARING PROTECTION 

REQUIRED WHEN PUMPS ARE RUNNING"
4663RMC0185

0001596887 SUPPORT   CONTRACTOR   ON POTABLE WATER 
OUTAGE 3/20/07 FOR FWR 1338143

4202

0001590457 LABEL TWO BLACK LINES, FOR DIRECTION, FLUID TYPE AND PRESSURE  
WEST WALL, NORTH CORNER

4612RM1211

0001590448 INSTALL LIGHT ON OUTSIDE/SOUTHSIDE DOOR 4209SOUTH
0001590778 INSTALL TRANSFER HINGE ON SOUTH OBSERVATORY DOME 4347
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0001590582 FABRICATE AND INSTALL "OUT OF SERVICE" SIGN ON  GENERATOR ( 

BALLENTINE)
4653

0001590580 FABRICATE AND INSTALL "OUT OF SERVICE" SIGN ON  GENERATOR ( 
BALLENTINE)

4666

0001590577 FABRICATE AND INSTALL "OUT OF SERVICE" SIGN ON TWO 
GENERATORS ( BALLENTINE)

4481

0001590811 INSTALL TWO LIGHTS 4759RM0106
0001588234 FOR BLG. 4708 SUNDAY (03-11-07) FROM 7 AM UNTIL 3 PM TO REPLACE A 

LEAKING OIL TRANSFORMER.
4708

0001588230 PROVIDE AND CUT PLYWOOD FOR BACKING FOR PLASMA TV ( CONTACT 
JEFF GILES FOR LOCATION 4-8991) NEED BY 3/16/07

4203RM2208

0001585402 DELIVER 2 LIGHT BANKS TO 4705 FOR  4705
0001585481 VERIFY & INSTALL ROOM NUMBERS PER ATTACHED SHEET - CONTACT 

DEBBIE HENDON (4-1439) IF ROOM NUMBERS ON THE DOORS DON'T 
MATCH THE DRAWING.

4607

0001582584 FABRICATE STENCIL FOR TANK (C.IVY AWARE) 4476
0001585400 ENSURE OUTLET IS ON UPS FOR COMPUTER 4244RM0108
0001579403 FABRICATE SIGN FOR CONFERENCE ( G. CLINARD) MSFC
0001579365 NASA CHECK PARKING LOT LIGHTS PER LIST  (2013) TCS MSFC
0001574853 FABRICATE SIGNS STATING "GENERATOR OUT OF SERVICE, WATER , OIL 

AND BATTERY HAS BEEN REMOVED  (SEE BURT BALLENTINE
4610

0001574851 FABRICATE SIGNS STATING "GENERATOR OUT OF SERVICE, WATER , OIL 
AND BATTERY HAS BEEN REMOVED  (SEE BURT BALLENTINE

4487

0001570902 INSTALL A POWER TRANSFER HINGE AT NSSTC ANNEX RM 3243 OFFCENTER
0001389469 SUPPORT   WITH SPRINKLER OUTAGE ON 8/3 4203
0001368702 HANG BULLETIN BOARD #4 4481RM0101
0001368672 INSTALL TRIM FOR CEILING TILE AT WINDOW IN ROOMS 7 AND 9 4250FLR01
0001657891 4200RM0106B /   INSTALL MOTION SENSOR LIGHT SWITCH 4200RM0106B
0001678389 INSTALL AUTOMATIC  DOOR CLOSURE ON DOOR 4487RMC0147
0001678391 INSTALL DUMMY CYLINDER IN EAST MAIN ENTRANCE DOOR 4202EAST
0001675646 INSTALL NEW FILTERS IN CLEAN ROOM DXAC UNIT. 2326 TCS 4705RM0124F
0001675483 SUPPORT   POTABLE WATER OUTAGE ON 6/26 4207
0001658029 FABRICATE MAGNETIC SERVICE VEHICLE SIGN  (CLINARD) 4650
0001675332 INSTALL CARPET 4610RM5004
0001657876 REMOVE WOODEN PALLATS AND DEBRIS FROM EAST END , SOUTH WING 4612EAST

0001672883 INSTALL DUPLEX RECEPTACLE LOCATED UNDER BTU METER 4711RMW0108A
0001670204 INSTALL PORTABLE EYEWASH (USE ONE THAT'S PROVIDED) 4475RM0121
0001670130 INSTALL 120 VOLT/ 20 AMP. OUTLET #3 4614RM0112
0001657813 INSTALL ELECTRIC DRAIN ON AIRDRYER#2 ( O. WRIGHT) 4618
0001642757 4619 / 136 REPAIR WINDOW BLINDS, EAST END OF ROOM 4619RM0136
0001669931 FABRICATE SAFETY "RAMP" OR COVER FOR PIPES AND LINES ON THE 

FLOOR & PAINT YELLOW AND BLACK
4487RMB0126C

0001669911 SUPPORT INSULATORS ON CHILLWATER PUMP (O. WRIGHT) 4707RMT0112E
0001663480 REPLACE BULB IN DESK LIGHT 4250RM0050
0001663803 INSTALL DIMMER SWITCH FOR LIGHTS 4312RM0114C
0001648580 4612 / 1414 REPLACE 3 SUPPLY REGISTERS AND INSTALL 3 CONTROL A 

FLOWS. 2326 TCS
4612RM1414

0001653447 INSTALL A 208 THREE PHASE OUTLET  (SEE USER FOR DETAILS) 4619RM0166
0001672900 HOOK UP WATER LINE FROM REFRIGERATOR TO SINK 4487RMC0126
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WONUM DESCRIPTION LOCATION
0001642852 METAL OR CONCRETE STOPS ARE NEEDED OUTSIDE OF THE OFFICE 

WALL AREA TO PREVENT ACCIDENT FORKLIFT/MATERIAL 
PENETRATION.

4631RMD0104

0001675366 4605 / 13 NEED 12-INCH WIDE CABLE TRAYS ADDED FOR LUNAR DUST 
TEST OPS. APPROXIMATELY 30 FEET NEEDED IN DIFFERENT DIRECTIONS. 
ALTERNATE CONTACT: JASON VAUGHN 4-9347.

4605RM0013

0001658044 REPAIR ICE MACHINE #1 4755-ICE0001
0001648388 FABRICATE FLOP KEY  (TAYLOR) MSFC
0001653355 INSTALL 20 AMP SERVICE   (CONTACT USER BEFORE PERFORMING 

WORK)
4487RMC0177

0001653279 REPAIR ICE MACHINE ON N.E. CORNER  (JACKIE COLE) 4650NORTH
0001663617 PROVIDE HVAC SUPPORT DURING CENTERWIDE POWER OUTAGE MSFC
0001669948 MORTISE DOOR AND INSTALL LOCKSET 4200RM0302B
0001663802 FABRICATE INSERTS FOR WOODEN BOXES 4732RM0210
0001657799 INSTALL SATELLITE-CONTROLLED, WOODEN-EDGED CLOCK IN FANCY 

PROJECT CONFERENCE ROOM. ROOM LOCKED - SEE MCINTYRE 4-2922 
RM  5309!

4203RM6220

0001663878 INSTALL A TEMPORARY SOUND BARRIER DOOR COVER IN NEW OFFICE 
SPACE.  A SIMILAR WALL WAS CREATED IN 114A BETWEEN OFFICE AND 
MAIN CORRIDOR TO PROVIDE SOUND PROOFING AND PRIVACY.

4205RM0101A

0001653292 4200 / 222E PRODUCE 20 NASA FORM 1506A "RESTRICTED AREA" SIGN FOR 
INDOOR USE.  THE SIGNS ARE 9.5 INCHES TALL AND 12 INCHES WIDE ON 
THIN CARDBOARD.  I LEFT A SAMPLE AT THE SIGN SHOP.

4200RM0222E

0001648596 PHOSPHATE TANK IN EQUIPMENT ROOM NEEDS MORE COMPLETE LABEL 
TO INCLUDE HEALTH HAZARD INFORMATION.

4708RMB0030

0001670017 INSTALL DOOR STOPS IN ROOMS 3085 AND 3051B 4610FLR03
0001669907 INSTALL DAMPERED DIFUSER 4250RM0001
0001653392 VERIFY & INSTALL ROOM NUMBERS PER ATTACHED SHEET - CONTACT 

DEBBIE HENDON (4-1439) IF ROOM NUMBERS ON THE DOORS DON'T 
MATCH THE DRAWING.

4200FLR02

0001663580 INSTALL EXHAUST FAN IN FIRST FLOOR MENS ROOM 4561RM0114
0001669923 TURN OFF POWER TO SUPPORT FURNITURE SERVICE , AND REENABLE 4203FLR01
0001670086 TURN OFF POWER AT 9:00 A.M. ON 6/18/07 4203RM1015
0001645982 REHANG SIGNS 4203RM1102
0001657905 PICK TRASH AND DEBRIS IN B&C WING ALLEY 4663
0001648496 INSTALL E3 OVER DOOR ( HILL) IVY FAMILIAR 4566RM0171
0001642595 UPS LOW VOLTAGE ERROR 4583A
0001642699 RESET UPS 4674
0001637035 4315-AH3-IAQ SENSOR IS BAD. REPLACE WITH VAISALA GMW21 WALL 

MOUNT SENSOR.
4315RM0107

0001642859 INSTALL EMERGENCY LIGHT IN RESTROOM. 4487RMB0209M
0001642860 INSTALL EMERGENCY LIGHT IN RESTROOM. 4487RMB0209L
0001642925 REPAIR BULB IN DESK IN 100H 4249RM0100
0001657983 REMOVE WATER AND OIL FROM GENERATOR AND INSTALL OUT OF 

SERVICE SIGN
4207RM0148

0001657984 REPAIR ALTENATOR ON GENERATOR ASRC
0001648114 FABRICATE PAN UNDER PIPE MACHINE IN FITTERS SHOP 4650FLR01
0001655691 FABRICATE K WEIGHT BRACKET (SEND TO SHEETMETAL) 4670NORTH
0001626770 B-4INSTALL SELF ILLUMINATING EXIT SIGN AT TOP OF STAIRS OF ROOM 

1110B, IN LINE WITH THE STAIRS TO B-4, SO IT CAN BE CLEARLY BE SEEN 
WITH ARROW POINTING IN CORRECT DIRECTION.

4708
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TCS Workload History 7/1/2006 - 6/30/2007

WONUM DESCRIPTION LOCATION
0001663667 UPS INOPERBLE 4583-UPS0001
0001655719 NEW SCREENS ON SH 0002 4715-SH0002
0001657804 CONNECT WATER TO DISPOSAL ( A. BROWN) 4203RM1101
0001657834 INSTALL ELECTRO-MECHANICAL LOCK SET 4207RM0102A
0001653291 4200 / 222E TRIM OUT 8 PROTECTIVE SERVICES SIGNS.  SIGNS WILL BE 

DROPPED OFF TO CARL FRIED AT 4650.
4200RM0222E

0001657861 FABRICATE WOODEN BOXES 4619RM0147
0001657781 PREP AND INSTALL ELECTRO MECHANICAL LOCK 4203RM2402
0001657782 INSTALL TRANSFER HINGE 4203RM2402
0001653226 SUPPLY POWER EXTENSION CABLE (CONTACT USER BEFORE HAND FOR 

DETAILS) IN ROOM 111A-D
4493RM0111A

0001648416 ADD ELECTRICAL OUTLET 4200RM0209C
0001648579 4200 / 312 ADD AN ELECTRICAL OUTLET 4200RM0312
0001657883 RELOCATE 500 GALLON TANK FROM 4705 TO 4640 & TAKE AN EMPTY 

ONE BACK
4705

0001642857 REMOVE DEBRS FROM AROUND BLDG. 4665
0001646090 FABRICATE GUARD FOR PULLEY 4483
0001651150 CONSTRUCT BUMPER BLOCK O.S. S.W. CORNER INSIDE GATE  (SEE USER 

FOR DETAILS)
4650

0001653442 REMOVE AND DISPOSE OF PICNIC TABLES ON THE S.E. SIDE OF BLDG 4485
0001648181 INSTALL COOLANT PUMP ON COLD SAW IN MACHINE SHOP 4650FLR01
0001640005 FIRE EXTINGUISHER(S) NOT MOUNTED 4619RM0145
0001657821 RELOCATE TANK FROM NORTH SIDE OF 4705 TO 4635-1 & INSTALL IN 

CONTAINMENT
4705NORTH

0001653444 INSTALL PNL ON PORTABLE GENERATOR, TRANSFER TO SPACE AND 
ROCKET CENTER

M1YARD

0001642700 RESET UPS 4670
0001648586 ADD ELECTRICAL OUTLET 4200RM0344B
0001661011 REMOVE THERMOSTAT IF INOPERABLE  (IF IT WORKS, LEAVE IT)  (IF 

USER CAN'T BE CONTACTED CONTACT MR. BARBEE AT 544-2338)
4610RM5035

0001639995 REPLACE BULB INSIDE DESK 4203RM5130
0001640012 EXIT SIGN MISSING 4619RM0147D
0001648145 RELOCATE MAGNET AND STAND FROM RM 13 TO 13C 4605FLR01
0001626966 SUPPORT   CONSTRUCTION POTABLE WATER OUTAGE ON 4/24 

FOR WORK IN MENS ROOM
4202FLR01

0001627011 INSTALL COPPER WATER LINE TO NEW COFFEE MAKER IN CONFERENCE 
RM KITCHEN

4200FLR09

0001640057 CUT COMPUTER FLOOR TILE 4663RMB0160
0001640028 SUPPORT   AND   FOR NEW INSTALLATIONS IN E1 & 

3
4755FLR04

0001640029 SUPPORT   AND JESSE STUTS ON NEW FAS INSTALLATIONS IN 
NEW HANDICAP RESTROOM

4583

0001627049 VERIFY & INSTALL ROOM NUMBERS PER ATTACHED SHEET - CONTACT 
DEBBIE HENDON (4-1439) IF ROOM NUMBERS ON THE DOORS DON'T 
MATCH THE DRAWING.

4619FLR01

0001637388 INSTALL 3 PHASE MONITOR ON BUSS BAR IN MACHINE SHOP 4705RMC0101
0001626866 CREATE 3" TALL BLACK ADHESIVE BLACK LETTERS--(25 EACH OF 

NUMBERS 0---4  (CONTACT USER FOR DETAILS
4640

0001634864 B133 CUT AND INSTALL FLOOR PANELS AROUND GG-603 (2031) 4663FLR01-B
0001626748 MOVE 100 HP PORTABLE BOILER AND FUEL TANK  FROM 4660 TO 4718 4660
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TCS Workload History 7/1/2006 - 6/30/2007

WONUM DESCRIPTION LOCATION
0001626742 INSTALL MANUAL CONTROL ON BLOW DOWN LINE SELENOID IN NORTH 

TOWER
4607NORTH

0001626773 FABRICATE COVER FOR SALT/SAND SPREADER MOTOR 4483
0001620605 FABRICATE SIGN " USE SAFETY GLASSES WHEN USING GRINDER" 4654FLR01
0001617908 4727 / 115 INSTALL  DEFLECTOR OVER THE AIR CONDITIONING VENT 

ABOVE CUBICLES 4 AND 5 IN ROOM 115.
4727RM0115

0001639961 INSTALL POWER TRANSFER HINGE 4476RM0200
0001620802 CONTACT JEFF GILES BEFORE WORK IS DONE AT 714-9583--MOVE AC 

POWER OUTLET OVER 30" AND UP FOUR FEET
4487RMB0138

0001632059 PUMP OUT CONTAINMENTS @ 4567, HILL TOP AT TS116, & 4523 4567
0001626928 HOOK UP POWER TO REMOTE TRUCK AT 9:00 ON 4/24/07 4316
0001626771 INSTALL A SIGN STATING MAXIMUM OCCUPANCY FOR B-4 IS 22 4708RMB0004
0001614775 MOVE STAGE FROM 4316 TO 4203 CAFETERIA 4316
0001624060 4628 / 103 INSTALL ADDITIONAL ELECTRICAL OUTLET FROM EXISTING 4628RM0103
0001634829 CUT A POTABLE WATER LINE IN TWO AND INSTALL A HOSE BIB. 4708RM1191
0001637058 ELEVATE MONITOR ON CREDENZA 4200RM0220A
0001634825 PROVIDE SUPPORT TO CURTIS BISHOP FOR THE WAFF SEVERE WEATHER 

EVENT 5/03/07
4200RM0160

0001636878 TEST UPS SYSTEMS 4561
0001624039 4200 / 222E REQUEST 20 NASA FORM 1506 (RESTRICTED AREA) METAL 

SIGNS 16"X20".
4200RM0222E

0001620604 FABRICATE SIGN TO READ ' DO NOT USE ALUMINUM ON GRINDER" 4654FLR01
0001632127 CUT ACCESS HOLE FOR WINDOW UNIT IN THE NORTH EAST LEG OF 

BLDG. (BURLESON)
4670

0001608993 MOUNT 32LB. DIRECT TV SATELITE DISH (EG&G & ENGINEERS NEED TO 
DISCUSS BEST WAY TO MOUNT HARDWARE) POINT OF CONTACT JEFF 
GILES 714-9583

4200

0001626989 FABRICATE SHAFT FOR A FLOAT BALL 4483
0001626992 REPAIR REPLACE TEMPERATURE CONTROLLER ON WALK-IN FREEZER #2 

( VANN FAMILIAR)
4707

0001626890 INSTALL NEW FLORESCENT LIGHTS AND FIX THE EXCESSIVELY LOUD 
NOISE CREATED BY THESE LIGHT FIXTURES.

4723RM0103

0001620758 4203 / LOBBY RELOCATE A FEW ITEMS THAT ARE SCREWED TO WALL IN 
B4203 LOBBY.

4203BSMT

0001632146 FABRICATE METAL FLOOR PLATES 4550
0001632399 FABRICATE AND INSTALL PAN UNDER CRU0006  (2026) 4663RMB0160
0001614706 FABRICATE AND INSTALL A SIGN AT THE TWO ENTRANCES TO THE 

NORTH STORAGE ROOM THAT STATE "WARNING: FIRE SUPRESSION 
SYSTEM IS CURRENTLY OUT OF SERVICE DUE TO CHEMICALS 
CONTAINED WITHIN ROOM"

4643NORTH

0001620898 INSTALL OUTLET 4605RM0013
0001620717 INSTALL OUTLET 4605RM0009
0001626918 4207 / OS.EAST PICK UP AND DISPOSE OF SCRAP CABLE OUTSIDE 

BUILDING EAST OF ROOM 145B.
4207EAST

0001632063 REMOVE PALLETS AND BOXES IN CWING ALLEY 4663-CWING
0001627055 SUPPORT   INDUSTRIAL WATER OUTAGE 4/25 4487
0001627048 INSTALL BARREL BOLT ON INSIDE DOOR 4201RM0624G
0001620840 PROVIDE COOLERS FOR STUDENT LAUNCH DAY MSFC
0001627066 4727 / 102-11 PLACE BULB IN LIGHT FIXTURE LOCATED UNDER AN 

OVERHEAD BIN AT A DESK UNIT.
4727RM0102-11
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TCS Workload History 7/1/2006 - 6/30/2007

WONUM DESCRIPTION LOCATION
0001632055 SUPPORT   DURING CHILL WATER OUTAGE ON 

4/28/07, 7AM - 5PM, TO TIE IN BTU METERS
4600

0001614628 NEED A NEW TOGGLE SWITCH AND PLATE ON SOUTH SIDE OF DOOR 4203RM6220
0001617837 4200 / 222E NEED 20 METAL "RESTRICTED AREA" SIGNS PRODUCED 

16"X20" BASED ON NASA FORM 1506.
4200RM0222E

0001620676 4491 / 113 REMOVE SLIDE LOCK FROM INSIDE OF  DOUBLE DOORS.  
INSTALL KEY LOCK TO MAKE DOORS LOCKABLE/UNLOCKABLE FROM 
THE HALLWAY SIDE.  ENSURE DOORS ARE OPENABLE FROM THE INSIDE, 
FOR ROOM 113 PERSONNEL TO USE DURING AN EMERGENCY.

4491RM0113

0001620658 REPAIR REPLACE BULB/BALLAST IN DESK 4201RM0336
0001622059 RELOCATE 90 BOXES OF CARPET TILES FROM 4650 TO 4200 RM 101 4650
0001611696 CHECK POSSIBLE BLOCKAGE IN CHILL WATER LINE/POC DAVE 

SALISBURY
4723

0001626809 INSTALL SIGN ON RIDEOUT RD 4/23/07 ( IVY FAMILIAR) MSFC
0001608734 MOVE FUEL TANK  (PATTERSON FAMILIAR) 4660
0001632150 4487 / AB211 WOULD LIKE TO SWAP DOOR FOR AB211 WITH DOOR FOR 

AB211B.
4487RMAB0211

0001632198 INSTALL ELECTROMECHANICAL LOCK 4708RMB0024
0001620826 SET STAGE ON WEST WALL BY 4/23/07 4316
0001608931 INSTALL RECEPTACLE ABOVE CEILING TO PROVIDE POWER FOR UCS 

LCD DISPLAY--(CONTACT USER FOR DETAILS)
4250

0001608792 SUPPORT   TO MOVE VESSELS FROM WEST TEST AREA TO 
4656

MSFC

0001603164 CHECK NOISY THERMOSTAT ( NAVES AWARE) 4202RM0111
0001608820 INSTALL PUSH, PULL HANDLE AND COVER PLATE 4705RMB0116
0001614648 FABRICATE WORK STAND FOR MACHINE SHOP 4650FLR01
0001624070 CUT HOLE IN DESK TOP FOR WIRES 4250RM0033
0001614682 REMOVE SLIME FROM FOUNTAIN AREA 4600
0001608679 VERIFY & INSTALL ROOM NUMBERS PER ATTACHED SHEET - CONTACT 

DEBBIE HENDON (4-1439) IF ROOM NUMBERS ON THE DOORS DON'T 
MATCH THE DRAWING.

4481

0001627041 FABRICATE AND INSTALL SHELVING 4663RMC0180
0001626820 PROVIDE 15 TEMPORARY POWER CORDS BY WEDNESDAY, 4/25/07 AT 1:30 

P.M. IN LOBBY
4200FLR01

0001611706 SUPPORT EG&G LOGISTICS AS NECESSARY TO EMPTY FUEL 2000 GALLON 
STORAGE TANK. COORDINATE WITH JOHN TROY 544-4787.

4207EAST

0001614626 REQUEST TWO METAL RESTRICTED AREA SIGNS FOR THE NASA DOCK. 4200RM0222E

0001626759 REPLACE BULB INSIDE DESK 4610RM3092
0001617883 VERIFY & INSTALL ROOM NUMBERS PER ATTACHED SHEET - CONTACT 

DEBBIE HENDON (4-1439) IF ROOM NUMBERS ON THE DOORS DON'T 
MATCH THE DRAWING.

4563

0001620644 VERIFY & INSTALL ROOM NUMBERS PER ATTACHED SHEET - CONTACT 
DEBBIE HENDON (4-1439) IF ROOM NUMBERS ON THE DOORS DON'T 
MATCH THE DRAWING.

4666FLR03

0001620895 PUT TOGETHER MAIL BIN AND MOUNT IN HALLWAY NEAR RM. 4241 (SEE 
USER FOR DETAILS)

4203FLR04

0001596951 REPAIR DAMAGED FLEX DUCT ON AH-UNIT 4707RM0130
0001614858 INSTALL FLOAT SWITCH ON PUMP IN HIGH PRESSURE TANK 4581
0001608821 INSTALL ELECTRICAL HINGE 4705RMB0116
0001608822 INSTALL MAGNETIC LOCK 4705RMB0116
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TCS Workload History 7/1/2006 - 6/30/2007

WONUM DESCRIPTION LOCATION
0001605993 FABRICATE SIGN FOR CONSTRUCTION OF NEW BLDG. MSFC
0001603209 INSTALL LIGHT SWITCH 4203RM5154C
0001611667 INSTALL DRY CELL EMERGENCY LIGHT OUTSIDE RM 40 4250FLR01
0001603099 MORTISE DOOR AND INSTALL LOCK SET 4202RM0604
0001614892 FABRICATE TOE KICK FOR DISHWASHER 4200RM0912
0001594217 PROVIDE POWER FOR EARTH DAY 4/17/07 SEE USER FOR DETAILS 4316
0001620585 CHANGE OUT RECEPTACLE TO TWIST LOCK OUTLET ( NEED ASAP) 4487RMC0177
0001617886 REMOVE ABANDONDED DRYER DUCT  (NEAL POPE AWARE) 4705RM0121
0001603176 CHECK OUT  AND HOOK UP ICE MACHINE 4570RM0112
0001602880 INSTALL POWER STRIP ( SEE USER FOR DETAILS) 4207RM0025A
0001620772 SUPPORT   CONSTRUCTION ON 4/17 & 4/18 ON WORK IN MENS 

ROOM
4202FLR01

0001620856 4708 / E-6 UPS IN ALARM JACK MOORE RESPONDING (2013) 4708RMB0018D
0001614658 PROVIDE FIVE CHROME PLATED SHOVELS FOR EARTH DAY CEREMONY 

AND PROVIDE A MOUND OF DIRT/ NEEDED ON 4/17/07 AT 8:00 A.M.
4316

0001608883 AIR CONDITIONER VENT FILTERS NEED TO BE CHANGED (LOCATION 
T236 PARKING LOT 4487)

MSFC

0001608705 PAINT 2 SERVICE VEHICLE SPACES ( SEE WALLACE JOHNSTON FOR 
DETAILS)

4629

0001603101 INSTALL YALE 80 LOCK 4491RM0104
0001614646 DELIVER TWO 500 GALLON TANKS FROM 4640 TO 4650 4640
0001608722 RETREIVE BADGE FROM STORM DRAIN 4705
0001608824 CUT 6 RAISED FLOOR TILES 4663RMB0160
0001614758 FABRICATE BOX AS PER DRAWING 4619
0001602910 FABRICATE AND INSTALL MAGNTIC " OUT OF SERVICE" SIGN FOR CLAM 

SHELL
4487-CWING

0001606030 CONNECT SECURITY CABLE TO FIRE PANEL ( NEED ASAP) 4205RM0100Y
0001596964 SUPPORT ENGINEERING TO EVALUATE CHILLWATER PIPING 4663
0001596729 INSTALL CHAINS OVER ROLL UP DOORS ON DOCKS 3 & 4 4631
0001596888 INSTALL DEFLECTOR ON VENT 4610RM2076
0001614747 FABRICATE AND INSTALL DRAIN PAN FOR WINDOW UNIT  (POPE) 4203BSMT
0001594181 RELOCATE VACUUM SYSTEM 4619RM0165
0001620579 MOVE TWO 500 GALLON TANKS FROM 4650 PAINT BOOTH TO 4640 4650
0001620609 INSTALL BULB GUARDS ON FIXTURES IN MAIN AREA 4613
0001590688 MOVE BAND SAW FROM RM 1212 AND INSTALL IN RM 1208 4612FLR01
0001603165 LABEL STRUCTURES ( CONTACT USER FOR DETAILS) 544-5604 4732
0001614714 NORTHWEST CORNER--REPLACE TEMPORARY WIRING (EXTENSION 

CORD/FLEXIBLE CABLE) WITH PERMANENT WIRING-(ADD ADDITIONAL 
RECEPTACLES FOR APPLIANCE AND BAND SAW)

4465

0001602965 INSTALL TRANSFER HINGE ON WEST DOOR 4663RMB0204
0001596773 VERIFY & INSTALL ROOM NUMBERS PER ATTACHED SHEET - CONTACT 

DEBBIE HENDON (4-1439) IF ROOM NUMBERS ON THE DOORS DON'T 
MATCH THE DRAWING.

4346

0001596724 FABRICATE 20 5x7 STICKERS TO READ " CUSTOMER SURVEY CARDS ARE 
AVAILABLE UPON REQUEST"

4483RM0103B

0001608967 4619 DOOR # 38 /  INSTALL DOOR STOPS ON BOTH SETS DOUBLE DOORS 
AT ENTRANCE.  (JEFFERYS)

4619

0001600316 NO SIGN TO INDICATE EGRESS DIRECTION 4481RM0101
0001603098 DRILL HOLE FOR CYLINDER AND REVERSE LOCK 4485RM0128
0001608999 PRINTER IS CAUSING UPS TO GO OFF (NOTIFIED KEN TURNER) 4471RMA0103
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TCS Workload History 7/1/2006 - 6/30/2007

WONUM DESCRIPTION LOCATION
0001592519 FABRICATE PIECE OF METAL TO RAISE SMALL MOTOR  (SALT SPREADER 4483

0001608735 SUPPORT ARMY ON POWER OUTAGE TO convert this area to 12470 volts before 
the 750 KVA transformer is replaced with the 1000 KVA transformer

47AREA

0001608642 INSTALL TRANSFER HINGE 4708RM1112
0001591092 FABRICATE LEGS FOR FREEZER TO LEVEL OUT 4663RMA0101
0001608669 VERIFY AND INSTALL GROUND CONTACT  ON OUTSIDE GENERATOR 4487
0001590586 FABRICATE AND INSTALL "OUT OF SERVICE" SIGN ON  GENERATOR ( 

BALLENTINE)
4718

0001600299 INSTALL GROUND ROD BEHIND RM 110 NEXT TO HYDROGEN TRAILER 
HOOK UP ( NEED ASAP)

4205

0001603110 INSTALL PAPER TOWEL DISPENSER 4201RM0504
0001590855 4723 / 101, 103 INSTALL FILTERS ON VENTS 4723FLR01
0001594251 INSTALL MAGNETIC LOCK ( LANNY FAMILIAR) 4207RM0111
0001603038 RE-INSTALL AN EMERGENCY/EVAC. PLAN SLEEVE IN BLDG. 4200, 3RD 

FLOOR, THE SLEEVE IS AT THE LOCATION, MOUNT ON THE NE CORNER 
OF ELEV. LOBBY

4200FLR03

0001603062 REPAIR BLIND THAT WON'T GO DOWN 4202RM0407
0001608616 INSTALL INTERIOR AND EXTERIOR DOOR HANDLES.  INTERNAL 

MECHANISM EXISTS, BUT WAS CLOSED OFF AT SOME TIME IN THE PAST
4487RMB0273

0001603053 CORE DRILL 3/4 HOLE IN SOUTH OUTSIDE WALL INTO RM 365B, NEED BY 
4/4/07 ( POC JEFF GILES 4-8991 0R CELL 714-9583)

4666RM0365B

0001590587 FABRICATE AND INSTALL "OUT OF SERVICE" SIGN ON  GENERATOR ( 
BALLENTINE)

4583

0001590660 VERIFY & INSTALL ROOM NUMBERS PER ATTACHED SHEET - CONTACT 
DEBBIE HENDON (4-1439) IF ROOM NUMBERS ON THE DOORS DON'T 
MATCH THE DRAWING.

4660

0001590661 VERIFY & INSTALL ROOM NUMBERS PER ATTACHED SHEET - CONTACT 
DEBBIE HENDON (4-1439) IF ROOM NUMBERS ON THE DOORS DON'T 
MATCH THE DRAWING.

4564

0001590671 FABRICATE AND INSTALL 3 "NO EXIT" SIGNS (CONTACT USER FOR 
DETAILS)

4754SOUTH

0001596774 VERIFY & INSTALL ROOM NUMBERS PER ATTACHED SHEET - CONTACT 
DEBBIE HENDON (4-1439) IF ROOM NUMBERS ON THE DOORS DON'T 
MATCH THE DRAWING.

4757

0001602943 OUTSIDE INSTALL OUTSIDE LIGHT AT THE WEST ENTRANCE END OF C 
WING.

4487-CWING

0001603121 REPLACE BULB INSIDE DESK 4485RM0122
0001590510 PERFORM INTEGRITY TEST ON GAS TANK 4611
0001603207 SUPPORT UCS TECHNICIANS  (OSCAR WRIGHT FAMILIAR) 4655-DXAC0001
0001603186 FABRICATE 8 PLYWOOD ENDS FOR SHOOTING BOXES 4608
0001603213 DISPOSE OF DAMAGED UMBRELLAS ON WEST SIDE OF BLDG. 4312WEST
0001608635 UNCRATE WATER PURIFICATION SYSTEM 4600RM1009A
0001596782 INSTALL POLES AT TIROS AND MARTIN RD FOR SHUTTLE LAUNCH SIGNS MSFC

0001590552 REPLACE SIGN ON TANK AT WEST END, " USED OIL" 4483
0001590864 INSTALL A CHAIN OR BUNGY CORD TO HOLD STORED LADDER AGAINST 

WALL & PREVENT IT FROM FALLING. SEE CHRISTINA DOUGLAS 4-6185.
4207RM0107
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WONUM DESCRIPTION LOCATION
0001590583 FABRICATE AND INSTALL "OUT OF SERVICE" SIGN ON  GENERATOR ( 

BALLENTINE)
4610

0001588245 4203 / LOBBY SIGN SHOP NEEDS TO MAKE A SMALL PLASTIC INSERT FOR 
OUR LOBBY DIRECTORY.  HAVE GRANT CLINARD CONTACT JOAN 
TROLINGER, BUILDING MANAGER 4203 FOR THE DETAILS/TEXT.

4203

0001590579 FABRICATE AND INSTALL "OUT OF SERVICE" SIGN ON  GENERATOR ( 
BALLENTINE)

4566

0001590548 PROVIDE TEMPORARY COOLING DURING OUTAGE 4663RMA0010
0001590635 TURN OFF WEBER FREEZER AND DEFROST 4707RM0131
0001590804 RELOCATE POWER AMPLIFIER FROM RM 158 TO BASEMENT 4619
0001590452 LABEL LINE FOR DIRECTION, FLUID TYPE AND PRESSURE, EAST WALL, 

MOST BOTTOM STAINLESS STEEL LINE
4612RM1204

0001590453 LABEL LINES FOR DIRECTION, FLUID TYPE AND PRESSURE, N. WALL 
WEST OF DOORS

4612RM1204

0001590454 LABEL BLACK INSULATED LINES, ORIENTED VERTICALLY ON THE EAST 
WALL , FOR DIRECTION, FLUID TYPE AND PRESSURE

4612RM1026

0001596714 REMOVE NEWS PAPER RACKS, EAST ENTRANCE 4610EAST
0001602989 INSTALL ORANGE SAFETY FENCE ALONG SIDE WALK/ S.S. OF BLDG. 4629SOUTH
0001585193 REMOVE OLD OPEN HOUSE SIGNS AND BANNERS FROM 4752 & TAKE TO 

8023
MSFC

0001585131 REPAIR THE WHITE APC UNINTERRUPTIBLE POWER SUPPLY (UPS) WITH 
MODEL NUMBER BACK UPS PRO 1400 AND SERIAL NUMBER B96068831111 
IN BUILDING 4600 ROOM 4211.

4600RM4211

0001594235 4708 / 139 PLEASE INSTALL DOOR CLOSURE ON OFFICE DOOR 4708RM0139
0001608789 INSTALL 2 PLEXIGLASS EMERGENCY/EVACUATION SLEEVES IN 4631. 

CONTACT DAN CROCK 4-9194 AT LEAST 1 DAY PRIOR TO INSTALLATION
4631

0001590585 FABRICATE AND INSTALL "OUT OF SERVICE" SIGN ON  GENERATOR ( 
BALLENTINE)

4708

0001596798 CHANGE FILTER TO ICE MACHINE  (HILL) 4531
0001579409 INSTALL DUPLEX OUTLET 110 VAC 15 AMP PROJECTOR CEILING PLATE--

(CONTACT FRANCO LESCARINI AT 544-6110 TO CONFIRM PLATE 
INSTALLATION)

4487RMA0219

0001579413 REPLACE LIGHT INSIDE DESK 4203RM5145
0001590618 SW END OF BUILDING, STEAM PIT--INSTALL GUARDRAILS OR COVERS 

ON OPEN PIT, TANK, VAT OR DITCH-BARRACADES ARE NOT BEING 
MAINTAINED AROUND OPEN PIT NEAR THE STEAM VALVE VAULT. 
WATER IS HOT CAUSING POSSILBE BURNS OR DROWNING.

4666

0001585365 PROVIDE ELEVATOR SERVICE FOR   CONSTRUCTION TO MOVE 
SHEETROCK ON 3/16/07

4200-ELEV0001

0001570979 INSTALL FLOURESCENT LIGHTS UNDER CABINET 4605RM0012
0001590781 INSTALL TRANSFER HINGE ON EAST OBSERVATORY DOME 4347EAST
0001588231 PROVIDE AND CUT PLYWOOD FOR BACKING FOR PLASMA TV ( CONTACT 

JEFF GILES FOR LOCATION 4-8991) NEED BY 3/16/07
4203RM2209

0001590479 FABRICATE WIRE CAGE FOR WASTE OIL LOCKUP 4650RM0029
0001590662 CUT 4 SHEETS OF PLYWOOD 4 X 4 , AND 2 SHEETS 4 X 3 4640
0001590675 INSTALL ELECTRO-MECHANICAL LOCK 4707RM0101
0001574929 LABEL PIPING 4666RM0263
0001590481 4663 / E2 RESTORE POWER (TCS) 4663RMB0001
0001585268 DST TRANSMITTER CHIPS TO UPGRADE TO NEW DST TIME CHANGE 4600
0001590827 MODIFY DEFUSER IN S.E. CORNER 4708RM0202
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WONUM DESCRIPTION LOCATION
0001588228 PROVIDE AND CUT PLYWOOD FOR BACKING FOR PLASMA TV ( CONTACT 

JEFF GILES FOR LOCATION 4-8991) NEED BY 3/16/07
4203RM2135

0001585411 INSTALL DUPLEX OUTLET UNDER STAIRS, POWER FROM 4619 PNL 64 4619RM0153
0001579441 4600 / 4600 GENERATOR ON WEST SIDE OF BUILDING--FABRICATE AND 

INSTALL SIGN(S)-INSTALL NFPA HAZARD SIGN.
4600WEST

0001579478 VERIFY & INSTALL ROOM NUMBERS PER ATTACHED SHEET - CONTACT 
DEBBIE HENDON (4-1439) IF ROOM NUMBERS ON THE DOORS DON'T 
MATCH THE DRAWING.

4658

0001579481 VERIFY & INSTALL ROOM NUMBERS PER ATTACHED SHEET - CONTACT 
DEBBIE HENDON (4-1439) IF ROOM NUMBERS ON THE DOORS DON'T 
MATCH THE DRAWING.

4630

0001570957 VERIFY & INSTALL ROOM NUMBERS PER ATTACHED SHEET - CONTACT 
DEBBIE HENDON (4-1439) IF ROOM NUMBERS ON THE DOORS DON'T 
MATCH THE DRAWING.

4700

0001536360 PROVIDE AND INSTALL PRESSURE AND TEMPERATURE GAUGES 4702RM0103
0001579257 INSTALL DOOR CLOSER 4612RM1500
0001590810 INSTALL TWO LIGHTS 4759RM0101B
0001594216 REPLACE AC RECEPTACLE 4755RM0103A
0001574901 MOVE WATER FROM TANK AT 4705  TO 4761 4705
0001594222 INSTALL  SELF POWERED EXIT LIGHTS #3 4708RM1191
0001579250 RM 109; INSTALL DOOR SWITCH AT BASE OF ROLL-UP DOOR9NORMALLY 

OPEN CONTACTSTO CLOSE WHEN DOOR UPON DOOR MOVEMENT. DAVIS 
NOTIFIED

4205RM0109

0001571068 VERIFY & INSTALL ROOM NUMBERS PER ATTACHED SHEET - CONTACT 
DEBBIE HENDON (4-1439) IF ROOM NUMBERS ON THE DOORS DON'T 
MATCH THE DRAWING.

4631

0001574850 FABRICATE SIGNS STATING "GENERATOR OUT OF SERVICE, WATER , OIL 
AND BATTERY HAS BEEN REMOVED  (SEE BURT BALLENTINE

4708

0001574852 FABRICATE SIGNS STATING "GENERATOR OUT OF SERVICE, WATER , OIL 
AND BATTERY HAS BEEN REMOVED  (SEE BURT BALLENTINE

4612

0001590881 SUPPORT  INC Saturday, March 17 2007 from 7:00 A.M. to 3:30 P.M / 
denergize panels

4755

0001564358 INSTALL 4   AND PAINT AROUND MAN HOLE, SEE JIM SHAFER 
FOR DETAILS

4473WEST

0001585407 PUMP OUT TANK 5 & TAKE TO 4761 4640
0001596864 SUPPORT FITTERS ( O. WRIGHT) 4628
0001579508 PICK UP OLD BOILER AND TAKE TO M1 YARD 4628
0001582664 FABRICATE AND INSTALL " LOAD TEST" SIGN ON CRANE 4550-HST0001
0001585320 INSTALL NFPA HAZARDOUS LABELS ON HORIZONTAL GAS AND DIESEL 

TANKS  (2 ON EACH)
4611

0001579430 INSTALL MOTION SENSOR ON LIGHT  (ENTER THROUGH ROOM 140 ON 
RAISED FLOOR)

4493RM0160

0001585265 DST TRANSMITTER CHIPS TO UPGRADE TO NEW DST TIME CHANGE 4201
0001585267 DST TRANSMITTER CHIPS TO UPGRADE TO NEW DST TIME CHANGE 4203
0001590592 SUPPORT   ON STEAM  OUTAGE 4487
0001570909 REPAIR WINDOW AC UNIT LOCATED ON WEST SIDE OF BLDG. IN 

TRAILOR  (GET KEY FROM ROOM 116B)
4249RM0116B

0001588249 CHANGE LS-20 CIRCUIT #1 TO A 110 VOTE DUPLEX OUTLET 4663RMA0010
0001588250 CHANGE LS-20 CIRCUIT #2 TO A 110 VOTE DUPLEX OUTLET 4663RMA0010
0001574848 FABRICATE SIGNS STATING "GENERATOR OUT OF SERVICE, WATER , OIL 

AND BATTERY HAS BEEN REMOVED  (SEE BURT BALLENTINE)
4583
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TCS Workload History 7/1/2006 - 6/30/2007

WONUM DESCRIPTION LOCATION
0001574849 FABRICATE SIGNS STATING "GENERATOR OUT OF SERVICE, WATER , OIL 

AND BATTERY HAS BEEN REMOVED  (SEE BURT BALLENTINE
4666

0001564714 INSTALL OUTLET 4201RM0119C
0001523129 BUILD DOOR FRAME FOR STEEL DOOR  (BOWERS AND JEFFRIES AWARE) 4627

0001579574 INSTALL LOCKSET AND DRILL HOLE FOR CYLINDER 4570RM0113A
0001582607 4646 / 109A MANUFACTURE TORQUE TOOL FOR EMERGENCY LIFE 

SUPPORT APPARATUS.  STEVE SMITH IS AWARE. CRAFT CODE 2321
4646RM0109A

0001579575 INSTALL YALE 80 LOCK 4610RM5003
0001585301 INSTALL JACKET HOOK ON BACK OF DOOR 4250RM0011
0001571071 VERIFY & INSTALL ROOM NUMBERS PER ATTACHED SHEET - CONTACT 

DEBBIE HENDON (4-1439) IF ROOM NUMBERS ON THE DOORS DON'T 
MATCH THE DRAWING.

4682

0001571072 VERIFY & INSTALL ROOM NUMBERS PER ATTACHED SHEET - CONTACT 
DEBBIE HENDON (4-1439) IF ROOM NUMBERS ON THE DOORS DON'T 
MATCH THE DRAWING.

4675

0001558928 FABRICATE AND INSTALL A BELT GUARD ON EF-6 . 2326 4203RM1300
0001412062 MACHINE/EQUIPMENT IS NOT ANCHORED 4631RMB0103
0001409376 INSTALL OUTLET 4200RM0828C
0001396526 INSTALL OUTLET ON NORTH WALL 4200RM0730K
0001406676 4200 ROOM 176A INSTALL NEW OUTLET ON NORTH  WALL 4200RM0716A
0001425551 PUT UP BLINDS 4663RMA0222
0001428692 INSTALL DRAIN ON TEMPORARY UNIT IN HALL 4723FLR01
0001415143 MORTISE DOORS AND INSTALL LOCKSET 4755RM0301C
0001403346 INSTALL FIRE HORN/BELL IN THIS LOCATION-ALARM VERY WEAK IN 

OFFICE AREA.
4666RM0206

0001409515 TEST CELL 102--INSTALL ADDITIONAL ELECTRIC POWER TO RUN A 
THREE PHASE VACUUM PUMP FOR TEST SUPPORT

4583

0001415136 RELAMP AND INSTALL TIMER ON LIGHTS. RM.100 4533RM0100
0001403412 INSTALL POWER OUTLET ON HALLWAY WALL 4201RM0416
0001409140 NEED TWO ILLUMINATED "EXIT" SIGNS INSTALLED OVER BOTH EXITS IN 

THE MACHINE SHOP.
4619RM0169

0001409124 PROVIDE PORTABLE DEHUMIDIFIER 4663RMM0117
0001403458 FABRICATE 4 SIGNS " SAFETY FIRST, WEAR GOGGLES AND GLOVES" 4483
0001403245 FABRICATE AND INSTALL 22 STICKERS " WEAPONS PROHIBITED" 4205FLR01
0001403246 FABRICATE 25 STICKERS " THIS AREA SUBJECT TO VIDEO MONITORING" 4205FLR01

0001428526 4316 MOVE STAGE AND STORE SET UP AGAIN 9/18/06 TALK WITH YOUNG 4316

0001409266 VERIFY & INSTALL ROOM NUMBERS PER ATTACHED SHEET - CONTACT 
DEBBIE HENDON (4-1439) IF ROOM NUMBERS ON THE DOORS DON'T 
MATCH THE DRAWING.

4666BSMT

0001409306 VERIFY & INSTALL ROOM NUMBERS PER ATTACHED SHEET - CONTACT 
DEBBIE HENDON (4-1439) IF ROOM NUMBERS ON THE DOORS DON'T 
MATCH THE DRAWING.

4666FLR01

0001409312 VERIFY & INSTALL ROOM NUMBERS PER ATTACHED SHEET - CONTACT 
DEBBIE HENDON (4-1439) IF ROOM NUMBERS ON THE DOORS DON'T 
MATCH THE DRAWING.

4666FLR02

0001403378 INSTALL OUTLET 4200RM0729
0001409125 INSTALL A SEPARATE OUTLET FOR COFFEE POT 4202RM0125A
0001406670 FABRICATE 20 EASELS 4650
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TCS Workload History 7/1/2006 - 6/30/2007

WONUM DESCRIPTION LOCATION
0001414822 INSTALL PORABLE BOTTLE EYEWASH UNIT IN RM 100 NEAR SINK  

REQUEST TO BE PUT ON P M LIST
4638RM0100

0001414953 RESET UPS SYSTEM 4561RM0101
0001414977 SUPPORT   DURING POWER OUTAGE 4605
0001421683 INSTALL TEMPORARY POWER TO BLDG. 4316
0001409413 EMPTY CABLE BIN IN ALLEY AND RETURN 4663
0001403266 FABRICATE TWO 9X15 SIGNS STATING "WOOD AND ALUMINUM ONLY" 4656RM0102

0001403296 FABRICATE AND INSTALL FLAMMABLE SIGNS ON CABINETS  IN HIBAY  
(CLINARD)

4650FLR01

0001403345 INSTALL FIRE HORN/BELL IN THIS LOCATION-INSIDE RESTROOM, ALARM 
COULD NOT BE HEARD.

4666RM0357

0001403342 234E --INSTALL FIRE HORN/BELL IN THIS LOCATION-WITH EXHAUST 
FANS OVER RANGE IN OPERATIONS, AND DOORS PROPERLY CLOSED, NO 
ALARM CAN BE HEARD IN THE KITCHEN. AUDIO AND VISUAL DEVICE 
NEEDED IN THIS AREA.

4666RM0234

0001403343 INSTALL FIRE HORN/BELL IN THIS LOCATION-WITH DINING ROOM DOOR 
CLOSED, AND EXHAUST FANS OVER GRILL RUNNING, ALARM GONGS 
COULD NOT BE HEARD.

4666RM0234D

0001403344 INSTALL FIRE HORN/BELL IN THIS LOCATION-WITH DOOR CLOSED TO 
365 AND THE DOOR TO 365A CLOSED, ALARM COULD NOT BE HEARD.

4666RM0365A

0001412070 INSTALL MECHANICAL LOCK AT NORTH MAIN ENTRANCE 4347NORTH
0001400120 FABRICATE SIGNS FOR OUTFALLS 16,20,&24( STORM DRAINS) MSFC
0001400121 FABRICATE SIGNS FOR OUTFALLS 26,17,23 & 21( STORM DRAINS) MSFC
0001415118 SUPPORT ENGINEERING (TAYLOR) 4705
0001409264 VERIFY & INSTALL ROOM NUMBERS PER ATTACHED SHEET - CONTACT 

DEBBIE HENDON (4-1439) IF ROOM NUMBERS ON THE DOORS DON'T 
MATCH THE DRAWING.

4708FLR02

0001375965 4464 WALK-IN COOLER  AK CHECKING HIGH TEMP 4464
0001425578 INSTALL SLIDE BOLT - KETCHAL JORDAN HAS LOCK 4200RM0222
0001406683 INSTALL WALL PLUG ON WEST WALL BY ROLL UP DOOR (2013) 4650RM0029
0001403224 INSTALL BLIND ( BOWERS FAMILIAR) 4708RM0139
0001415021 DELIVER TWO BOXES OF 2X4 CEILING TILES AND ONE BOX OF 2X2 

CEILING TILES
4728RM0110

0001425549 PICK UP 500 GALLON TANK AND MOVE TO 4640 4705
0001409130 MORTISE DOOR AND INSTALL LOCKSET 4200RM0822A
0001412077 INSTALL USER PROVIDED LIGHT 4619RM0145
0001389281 MOVE VISITOR ALERT DEVICE TO THE NORTH DOOR. 4200RMG0035
0001403282 MOVE 50 HP BOILER FROM M1 YARD TO 4718  (CONTACT ROGER FOR 

DETAILS)
M1YARD

0001409469 TWO HOLES THRU WALLS FOR NETWORK CABLES. CONTACT POC FOR 
DETAILS.

4205RM0110B

0001396692 FABRICATE TWO SIGNS (GRANT AWARE) 4201RM0442
0001396429 INSTALL GLASS WINDOW IN DOOR AT RM A114 LEADING INTO M101 4663RMA0114
0001403438 4707 FREEZER 1 IN HIGH ALARM FREY CHECKING 4707
0001409101 REPLACE BULB IN LAMP AND CHECK FOR LOOSE CONNECTIONS 4600RM2208
0001414989 INSTALL CRASH BAR IN THE NACC SOUTH ENTRY AT RM B113 ( LANNY 

FAMILIAR)
4663FLR01-B

0001409100 REMOVE ELECTRICAL OUTLET FROM FLOOR 4200RM0712B
0001376205 REPLACE SPT SNSOR IN RM108 WESTWALL. RETURN REMOVED SENSOR 

TO UCS
4711
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WONUM DESCRIPTION LOCATION
0001403218 CONNECT POWER TRANSFORMER 4711RME0124
0001409313 CUT RAISED FLOOR TILES ( BOWERS FAMILIAR) 4207RM0140
0001396422 FABRICATE STENCILS, FOR TRANSIENT, VISITOR, VAN AND HANDICAP 

SYMBOLS
4353

0001393205 BUILD STEPS FOR DRUM CONTAINMEMT 4610RMC0100
0001393207 BUILD STEPS FOR DRUM CONTAINMEMT 4203RM1102
0001409428 FABRICATE WOODEN BOX 4656
0001403436 PROVIDE ELECTRICAL SUPPORT 4612RM1401
0001396378 INSTALL TRANSFER HINGES 4663RMC0200
0001396377 INSTALL ELECTROMAGNETIC LOCK 4663RMC0200
0001386103 DIG HOLE TO INSTALL SHOOTING TARGET ( FRIED FAMILIAR) 4627
0001389366 SUPPORT   IDENTIFYING TWO CAPPED LINES ON ROOF 4203
0001382496 FABRICATE 3 SIGNS "PLEASE USE PAVED WALK-WAYS" 4627
0001382569 VERIFY & INSTALL ROOM NUMBERS PER ATTACHED SHEET - CONTACT 

DEBBIE HENDON (4-1439) IF ROOM NUMBERS ON THE DOORS DON'T 
MATCH THE DRAWING.

4205FLR01

0001396451 FABRICATE FOUR  FLOOR SCRAPERS 4251RM0003
0001376017 INSTALL 2 BRACKETS ON THE NORTH SIDE OF BLDG. ( DENNIS HIGDON) 4631
0001396665 BORE HOLE FOR CINGULAR CABLE ANTENNA 4201PENT
0001376019 FABRICATE 2 CAMERA BRACKETS ON THE NORTH END ON THE NEW 

ADDITION
4631NORTH

0001376018 INSTALL 2 BRACKETS ON THE EAST SIDE OF BLDG. ( DENNIS HIGDON) 4631
0001382480 INSTALL 2 POWER TRANSFER HINGES AT MAIN ENTRANCE ( LANNY 

FAMILIAR)
4607FLR01

0001389159 4618 / MAIN FABRICATE WIREWAY (POC LARRY GRAY) SEND TO 
SHEETMETAL

4618

0001393211 INSTALL FIRE EXTINGUISHER BRACKET ON NORTH WALL OF PRESSURE 
CELL

4705RMC0105

0001365688 4705 / B117 FABRICATE AND INSTALL SIGN.  SEE WAYNE ELLENBURG @ 4-
1054 FOR DETAILS.

4705RMB0117

0001376114 INSTALL USER PROVIDED 480 VOLT RECEPTACLE AT COLUMN #3 4619RM0146
0001382735 RELOCATE STAGE FOR EVENT ON 7/25/06 4316
0001376149 FABRICATE  FOUR ADAPTOR BRACKETS FOR KW METERS MSFC
0001376078 INSTALL HOSE BIBB ON INDUSTRIAL WATER LINE 4700
0001379726 SUPPORT OUTSIDE CONTRACTOR ON WATER LEAK 4473
0001374659 CUT ACCESS FOR WINDOW UNIT 4711RMW0140
0001379668 CUT FLOOR TILES 4663
0001375817 FABRICATE A BUILDING SIGN FOR 4684 TEST BUNKER FACILITY 

LOCATED BEHIND 4656.
4684

0001368640 FABRICATE AND INSTALL DIRECTIONAL SIGNS FOR CRANE #3 4705
0001376118 RELOCATE CLAMSHELL FROM 4640 TO 4610 4640
0001368602 INSTALL NFPA SIGN ON TANK 4673-1 4673
0001368605 INSTALL NFPA SIGN ON TANK 4209-1 4209
0001372893 INSTALL ESSENTIAL UPGRADES TO CLASSIFIED BURN BARREL MSFC
0001375872 INSTALL A 20 AMP 240 VOLT OUTLET/ POC CHRIS ADAMS 4-0869 4205RM0106
0001375855 INSTALL EYEWASH IN HVAC RECOVERY AREA 4650EAST
0001368676 PREP DOOR FOR ELECTRICAL HINGE INSTALATION ( LANNY FAMILIAR) 4600RM1106
0001368677 INSTALL ELECTROMECHANICAL LOCKSET ( LANNY FAMILIAR) 4600RM1106
0001361999 INSTALL AIR VENTS ON COILS 4487RMC0113
0001372901 MOVE 500 GALLON TANK FROM 4705 TO 4640 AND BRING EMPTY ONE 

BACK
4705
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TCS Workload History 7/1/2006 - 6/30/2007

WONUM DESCRIPTION LOCATION
0001362001 INSTALL AIR VENTS ON COILS 4487RMW0103A
0001389054 ASSEMBLE PRINTER STAND 4250RM0007
0001361917 INSTALL SHUT OFF VALVE 4700
0001361933 PROVIDE LOAD LIMIT SIGNS TO RACKS IN WAREHOUSE. 4631RMB0103
0001368414 4481 / 101 INSTALL SHELVES IN ROOMS 101, 101B, 101D, & 102. 4481FLR01
0001368347 HANG FAN 4650RM0029
0001368703 HANG BULLETIN BOARD #5 4481RM0101
0001375925 DRILL HOLE IN DESK RM.9. SEE SHERRY WHITE FOR DETAILS. 4250RM0009
0001376026 INSTALL SLIDING BARREL BOLT LOCK ON DOOR 4200RM0422C
0001374226 INSTALL ELECTROMAGNETIC LOCK ON SINGLE DOOR 4663RMA0114
0001372887 FAB AND INSTALL SPACERS IN AH0003 IN C157 E - 54. 4487C-AH0003
0001372810 FABRICATE ADAPTER FOR KW METER INSTALLATIONS MSFC
0001361991 INSTALL AIR VENTS ON COILS 4487RMAB0209
0001361992 INSTALL AIR VENTS ON COILS 4487RMAB0209
0001361996 INSTALL AIR VENTS ON COILS 4487RMA0112
0001368630 4203 / 3201 A SMALL WHITEBOARD (3.5 FT. BY 2.5 FT.) IS TO BE ATTACHED 

TO MOUNTING BRACKETS FOR WALL HANGING.
4203RM3201

0001368474 MORTISE DOOR AND INSTALL LOCKSET 4200RM0408A
0001375795 CHANGE FILTER ON ICE MACHINE 4202FLR04
0001368699 HANG BULLETIN BOARD #1 4481RM0101B
0001368701 HANG BULLETIN BOARD #3 4481RM0101
0001375881 MOVE BULLETIN BOARD FROM O.S. OF RM. 716 IN HALL TO ROOM 422 4200
0001368690 INSTALL TWO RUBBER SAFETY CORD COVERS IN ROOM 216 AND ONE IN 

ROOM 227-10
4732FLR02

0001361986 CLEAN CONDENSING COIL ON ICE MACHINE 4666
0001368670 FABRICATE SHIPPING CRATE FOR OVERHEAD CRANE 4650FLR01
0001368678 PREP DOOR FOR INSTALLATION OF ELECTRICAL HINGE ( LANNY 

FAMILIAR)
4600RM1107

0001365682 DRAIN SPRINKLER SYSTEM IN SUPPORT OF   
WORK ON 7/6/06

4203FLR01

Page 71 of 71

(b)(4)(b)(4)(b)(4)(b)(4)(b)(4)


