
TOH Workload History 7/1/2005 - 6/30/2006

WONUM DESCRIPTION LOCATION
0001016726 RESTORE STEAM FLOW ON AH0019 4707-AH0019
0001016487 CHECK/ADJUST TEMP - TOO COLD 4663RMB0212
0001016646 4473-CT2 IS OFF AND IN ALARM.  PERRY   RESPONDED. 4473
0001016877 4718-AH6 IS OUT OF SPEC ON THE TEMP AND RARH 4718-AH0006
0001016851 4610-DXAC4-SPT IS IN LOW ALARM:NOTIFIED LAYNE 4610-DXAC0004
0001016848 AH2 SPT 76.5, NOT REACHING SET POINT. NOTIFIED GARY LAYNE. 4471
0001021127 ADJUST HVAC CONTROLS TOO HOT/ HIGH HUMIDITY 4707RM0136
0001021094 4708 / 180 REPLACE BELTS AND SET TENSION ON AH0005 (2022) 4708RM0180
0001016628 4760-RM201-RH IS IN HIGH ALARM:NOTIFIED LAYNE 4760RM0201
0001016467 INSTALL NEW FILTERS IN 4663-M AH0015 SAF IN E-38. 2326 4663M-AH0015
0001010858 CLEAN COIL AND DRAIN PAN IN N.E. LEG ON AH0003 4670-AH0003
0001004904 REPLACE MOTOR BEARINGS 4203-AH0005
0000986130 Replace fan and motor sheave 4619-AH0035
0001011076 REPLACE MOTOR BEARINGS  ON HWP0006 4487RMA0001
0001010863 ADJUST HVAC CONTROLS TOO HOT 4566NORTH
0001004909 PULL PUMP AND CARRY TO SHOP FOR SEAL REPLACEMENT 4203-HWP0003
0001011182 ADJUST HVAC CONTROLS TOO COLD IN ROOMS 11, 12, 20, 21 AND 22 4494
0001010926 4656-AH1-SAF AREA IS TOO HOT:NOTIFIED SWINFORD 4656-AH0001
0001010694 ADJUST HVAC CONTROLS TOO HOT 4487RMB0106
0000986129 Replace fan and motor sheave 4619-AH0034
0001016722 4708A-RM1105-SPT IS IN LOW ALARM:NOTIFIED LAYNE 4708RM1105
0001021104 ADJUST HVAC CONTROLS TOO HOT 4481RM0105
0001016449 ADJUST HVAC CONTROLS TOO HOT 4200RM0915
0001016447 CHECK NOISE IN VENTALATION SYSTEM ( POC IF USER IS OUT, BILLIE 

GRIFFITH 4-7497 IN RM 312)
4200RM0328C

0001016861 ADJUST HVAC CONTROLS TOO HOT 4755RM0301B
0001021071 CHWS-CHWP1 ON IN ALARM AND CHWP2 OFF IN ALARM. NOTIFIED 

HERSHAL WRIGHT.
4570

0001018173 4555 DXAC2 NOT COOLING:NOTIFIED LAYNE 4555-DXAC0002
0001016833 ADJUST HVAC CONTROLS TOO HOT 4200RM0918
0001016480 UNSTOP  DRAIN ON AIR HANDLER 4707
0001010860 CLEAN COIL AND DRAIN PAN ON AH0002 4670-AH0002
0001010859 CLEAN COIL AND DRAIN PAN ON AH0001 4670-AH0001
0001010890 CHECK UNITS, BOTH HOT AND COLD IN RM AREA 4207RM0145B
0001010795 TWO LIEBERT UNITS RUNNING AGAINST EACH OTHER ALTERNATING 

TEMPERATURE (OSCAR AWARE)
4207RM0145B

0001010702 REPLACE WATER SOLENOID VALVE ON A-CRU0006 4663A-CRU0006
0001011106 ADJUST HVAC CONTROLS TOO COLD 4487RMC0134
0001011087 REPLACE BELTS ON AHU AND RAF AND SET TENSION WITH GAUGE 4487C-AH0021
0001011181 ADJUST HVAC CONTROLS TOO HOT 4708RMB0012
0001016596 CLEAN CHILL WATER STRAINER ON BC- AH003 4487BC-AH0003
0001010616 ADJUST HVAC CONTROLS TOO HOT TEMPS 83 AND ABOVE IN RM'S 393 -398 4666FLR02

0001011042 ADJUST HVAC CONTROLS TOO HOT--NO AIR T0236
0000992374 Seperate the control circuit for ah5 and ah9 (right now ah5 is slaved to ah9) 4705-AH0009
0001016717 REPLACE TOUCH PAD ON VSC0001 4473-VSC0001
0001016682 CLEAN STRAINER ON CHILL WATER LINE 4707-AH0009
0001016641 TOO HOT 4207RM0103
0001016647 4473-CT2'S BLADE AND TRANSMISSION NEEDS TO BE CHECKED PER PERRY 

 
4473

0001021142 REPLACE CHILL WATER ACTUATOR ON CRU0007 4207-CRU0007
0001016767 ADJUST HVAC CONTROLS TOO COLD 4650RM0114
0001021095 4612 / E-6 REPLACE BELTS AND SET TENSION ON AH0003 (2022) 4612RM1511
0001016880 4203-AH6-SAT IS TOO HOT:NOTIFIED SWINFORD 4203-AH0006
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0001010862 CLEAN COIL ON AH0022 4708A-AH0022
0001010575 CHECK, REPAIR NOISY CRU0001 4663A-CRU0001
0001016618 ADJUST HVAC CONTROLS TOO HOT 80 DEGREES 4200RM0101E
0001016595 REPLACE LOW PRESSURE CUT OUT ON DXAC0001 4472-DXAC0001
0001011021 ADJUST HVAC CONTROLS TOO HOT , 77 DEGREES 4712RMC0102
0000998360 4487BC-AH3 DOES NOT HAVE SUFFICIENT DELTA T:NOTIFIED SWINFORD 4487BC-AH0003
0000992392 REPAIR BUSTED DUCT OUTSIDE RM 2060 4610FLR02
0000979663 CHECK OUT AND REPAIR NOISY AIR HANDLING UNIT 4663RMA0015
0001159932 CHWS-CHWP1 GOING ON/OFF IN ALARM. NOTIFIED  STEVE SWINFORD. 4201-CHWP0001
0001148004 4481-AH9-MXAT  MIXED AIR TEMPERATURE IN LOW ALARM.  HVAC 

NOTIFIED.
4481

0001016417 REPAIR LEAKING PUMP 0003.ROOM B101    E 1. 4203-PMP0003
0000986143 Replace fan and motor sheaves 4663M-AH0001
0000998298 4475-AH2-VAV7"S CFM IS READING 0 WITH THE DAMPER AT 100% 4475RM0139
0000998299 4475-AH2-VAV11'S CFM IS READING 0 WITH DAMPER AT 100%(SOUTH HALL 

VAV)
4475-AH0002

0001016718 REPLACE TOUCH PAD ON VSC0003 4473-VSC0003
0001033258 4650 AH-3 OFF IN ALARM FREY CHECKING 4650-AH0003
0001016395 4555 DXAC-2 HIGH SPT CALLED IN BY USER CONDENSOR NOT RUNNING 4555-DXAC0002
0001016426 ADJUST HVAC CONTROLS TOO HOT 4203RM1201
0001016629 ADJUST HVAC CONTROLS TOO HOT 4755RM0321
0001016711 ADJUST HVAC CONTROLS TOO COLD 4663RMB0222
0001016715 ADJUST HVAC CONTROLS TOO HOT 4755RM0236
0001016444 REPLACE FILTERS IN AH-0020. 2326 4663C-AH0020
0000998296 4475-AH2-VAV04'S CFM IS IN HIGH ALARM WITH DAMPER SHOWING 0% 4475RM0116
0001011068 REPAIR REPLACE TRANSDUCER AT STEAM STATION # 2 IN WEST HIBAY 

(BLACKWOOD) OSCAR FAMILIAR
4619RM0155

0001010671 HIGH HUMIDITY--73% 4707RM0103
0001016380 REPAIR DXAC0004, FROZEN UP 4705-DXAC0004
0001016421 4705 / LG TENT CHECK HIGH HUMIDITY ON LARGE TENT CLEANROOM IN 

HIGH BAY.
4705

0001016456 REPAIR DXAC UNIT ON TEST CHAMBER 4531
0001016865 NO AIR FLOW, TEMP IN THE 80'S IN THE A-WING 4712FLR01
0001016869 SOMEONE IS NEEDED TO ADJUST THE AIR CONDITIONER IN ROOM B126B SO 

THAT THE TEMPERATURE IS THE SAME AS THE MARSHALL DISCOVERY 
LAB.

4487RMB0126B

0001021118 ADJUST HVAC CONTROLS TOO HOT 4494FLR01
0001021133 ADJUST HVAC CONTROLS TOO HOT 4487RMC0128
0001021138 ADJUST HUMIDITY, AT 72 % 4707RM0103
0001016620 REPAIR ICE MACHINE 4609
0001016736 ADJUST HVAC CONTROLS TOO HOT IN THE AB 2C-1 WING AND AB205B 4487FLR02-AB
0001016765 ADJUST HVAC CONTROLS TOO HOT 4755RM0321
0001016809 ADJUST HVAC CONTROLS TOO HOT--(WHOLE BLDG.) 4492
0001016719 REPLACE TOUCH PAD ON VSC0006 4473-VSC0006
0001021078 ADJUST HVAC CONTROLS TOO HOT IN ROOMS 105, 106, AND 115 4436FLR01
0001016784 4491 / 107 PLEASE RAISE SET POINTS TO INCREASE TEMPERATURE BY 2 

DEGREES IN THIS ROOM.
4491RM0107

0001016681 NO AIR IN TEST CHAMBER, CHECK OPERATION OF UNIT 4190FLR01
0001016654 4561-CH1-CTL  CHILLER OFF IN ALARM.  J. MCCAGHREN NOTIFIED. 4561
0001021141 ADJUST HVAC CONTROLS TOO HOT 4200RM0149D
0001016496 4205 AH-1 TC CHANGING FILTER DIRTY PER FREY 4205-AH0001
0001016725 REPAIR/ REPLACE PRESSURE TRANSMITTER ON EXTERIOR HOT DECK ON 

SAFOOO2
4201-SAF0002

0001016879 4203-AH5-SAT IS TOO HOT:NOTIFIED SWINFORD 4203-AH0005
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0001016878 4203-AH4-SAT IS TOO HOT:SWINFORD 4203-AH0004
0001016437 WATER DRIPPING FROM ALL AIR CONDITIONING VENTS ON WEST END OF 

ROOM 121, BLDG, 4707.  AIR HANDLER IS OFF, AND HUMIDITY GENERATORS 
ARE ON LINE, PUMPING STEAM INTO DUCT, AND CONDENSING INTO ROOM.

4707RM0121

0001016830 ADJUST HVAC CONTROLS TOO HOT IN ROOMS C177 AND C185 4487-CWING
0001011083 PULL PUMP AND CARRY TO SHOP FOR REPAIRS 4487B-HWP0002
0001021160 ADJUST HUMIDITY, RANGING IN THE UPPER 80'S ( HUMIDITY NOT TEMPS) IN 

THE RM 304 AREA
4755FLR03

0000986126 REPLACE FAN AND MOTOR SHEAVE 4612B-RAF0001
0001021166 4692 HIGH SPT FREY CHECKING 4692
0001021169 4470 HIGH SPT FREY CHECKING 4470
0001021163 4718 AH-1,9,11 OFF AFTER POWER OUTAGE FREY CHECKING 4718-AH0009
0001010876 4650 / 0133 REPAIR HUMIDIFIER 4650RM0133
0001011012 RESET, TURN ON AC 4566
0001010655 ADJUST HVAC CONTROLS TOO HOT--80 DEG. 4712RMB0109
0001010691 ADJUST HVAC CONTROLS TOO HOT 4487RMB0180
0001010704 REPAIR 4663A-UPS1-SAF CHWV:UNIT HAS AN 18 DEGREE DELTA T WITH 

VALVE SHUT
4663RMA0162A

0001016876 4570-CH1-CTL IS OFF/A:NOTIFIED SWINFORD 4570-CHLR0001
0000907217 REPAIR OVERHEAD WATER LEAK IN AREA OF STEAM CONTROL VALVE ON 

SAF1.
4201-SAF0001

0001004908 ALIGN PUMP AND MOTOR SHAFTS 4203-HWP0002
0001021156 PROVIDE 14 X 16 TRANSITION ON DUCT 4649
0001004948 ADJUST HVAC CONTROLS TOO COLD 4663RMC0113
0001010585 NO AIR 4656WEST
0001010954 4487C-AH1-SAF  UNIT OFF IN ALARM.  J. MCCAGHREN NOTIFIED. 4487
0001011007 REPLACE BELTS AND SET TENSION 4472-DXAC0001
0001021072 ADJUST HVAC CONTROLS TOO HOT--80 DEG. 4200RM0936
0001011154 4663 / A101 RELOCATE REGISTER IN A101 AWAY FROM THE WINDOW.  

SWINFORD IS AWARE.
4663RMA0101

0001011150 4712 / D 113 REPAIR AIR CONDITIONING, D WING,  OFFICES D109 THROUGH D 
114, OFFICES ARE VERY WARM.

4712RMD0113

0001011204 ADJUST HVAC CONTROLS TOO COLD (HIGGENBOTTAM) 4312RM0112
0001016402 4487C-AH1-SAF  UNIT OFF IN ALARM.  J. MCCAGHREN NOTIFIED. 4487C-AH0001
0001016458 ADJUST HVAC CONTROLS TOO HOT 4202RM0613
0001016631 CHECK REHEAR IN B4 -TOO COLD (TIM AUSTIN FAMILIAR) 4207-AH00B1
0001016434 NO DELTA T ACROSS CHILL WATER VALVE FOR AH9. NOTIFIED GARY 

LAYNE.
4205-AH0009

0001016435 NO DELTA T ACROSS CHILL WATER VALVE FOR AH12. NOTIFIED GARY 
LAYNE.

4205-AH0012

0001016842 4464-Minus150DegC-Freezer, IN HIGH ALARM OF -112C DEG. J.MCCAGHREN 
NOTIFIED.

4464RM0103

0001016863 ADJUST HVAC CONTROLS TOO HOT 4755RM0200A
0001011086 REPLACE BELTS ON AHU AND RAF AND SET TENSION WITH GAUGE 4487C-AH0004
0001011208 ADJUST HVAC CONTROLS TOO HOT IN HIBAYS 4205
0001016451 CHECK CHEMICAL REFRIGERATOR 4705RMB0117
0001016860 CHECK OPERATION OF AC-UNIT, NO AIR 4619RM0144A
0001016723 REPAIR AH#2 4205-AH0002
0001021093 4708 / E-6 REPLACE BELTS AND SET TENSION ON AH00B5 (2022) 4708-AH00B5
0001021122 UNSTOP DRAIN ON AH-UNIT IN NORTH MACHINE SHOP 4705FLR01
0001021128 CRU7-SAF IS TOGGLING OFF IN ALARM. NOTIFIED GARY LAYNE. 4207-CRU0007
0001021155 4493-RM160-RH IS IN HIGH ALARM:NOTIFIED  4493RM0160
0001016649 4670-RM201-SPT IS IN HIGH ALARM.    PERRY   NOTIFIED. 4760-DXAC0004
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0001016650 4715-RM100-SPT IS IN HIGH ALARM.  PERRY   NOTIFIED. 4715
0001021091 4718-AH1-SAF  UNIT OFF IN ALARM.  M. RICH NOTIFIED. 4718
0001021092 4718-AH9-SAF  UNIT OFF IN ALARM.  M. RICH NOTIFIED. 4718
0001011090 REPAIR AIR CONDITIONING IN LAB 120A, BLDG. 4707. 4707RM0120A
0001010700 REPLACE WATER SOLENOID VALVE ON CRU0007 4663A-CRU0007
0001010699 REPLACE WATER SOLENOID VALVE ON CRU0009 4663A-CRU0009
0001016724 REPAIR/ REPLACE PRESSURE TRANSMITTER ON EXTERIOR HOT DECK ON 

SAFOOO1
4201-SAF0001

0001010587 ADJUST HVAC CONTROLS TOO HOT, NO AIR FLOW 4561FLR01
0001010601 ADJUST HVAC CONTROLS TOO HOT--IN THE 90'S 4707RM0132
0001010805 4491 / 126 DUE TO REMOVAL OF OLDER SERVER EQUIPMENT, TEMPERATURE 

IS TOO COLD FOR EMPLOYEES WORKING IN THIS ROOM.  PLEASE INCREASE 
SET POINT TWO DEGREES. AFFECTED YNIT IS 4491CRU002.

4491RM0126

0001016832 ADJUST HVAC CONTROLS TOO HOT--80DEG. 4739RM0101
0001102650 ADJUST HVAC CONTROLS TOO HOT 4487RMA0215
0001133004 DISENGAGE AH0020 ( NAVES) 4755-AH0020
0001126839 4708A-AH1-SAF, ADJUST ROOM TEMP, TOO COLD. M.RICH NOTIFIED. 4708A-AH0001
0001123726 4207-CRU7 TOGGELING OFF AND ON M RICH NOTIFIED 4207-CRU0007
0001123731 4244-DXAC2-SAF, RETURN CONTROL TO UCS. M.RICH NOTIFIED. 4244-DXAC0002
0001050588 REPAIR/REPLACE 4494 AH1 HDKT SENSOR 4494-AH0001
0001133062 4707 AH-9 LOW SPT FREY CHECKING 4707-AH0009
0001118568 ADJUST HVAC CONTROLS/ TOO COLD/ NEEDS HEAT ON 4315
0001118595 Building steam pressure is in low alarm. Located in E1. Gary Layne notified. 4491
0001123767 ADJUST HVAC CONTROLS/ TOO COLD/ 60 DEG. 4494RM0002
0001124230 HWS-HWP2 TOGGLING ON/OFF IN ALARM. NOTIFIED GARY LAYNE. 4755
0001126747 ADJUST HVAC CONTROLS/ TOO COLD 4202RM0125A
0001105666 REPLACE BELTS, SET TENSION AND ALIGN SHEAVES 4667-SAF0003
0001105667 REPLACE BELTS, SET TENSION AND ALIGN SHEAVES 4667-SAF0004
0001105668 REPLACE BELTS, SET TENSION AND ALIGN SHEAVES 4667-SAF0005
0001105670 REPLACE BELTS, SET TENSION AND ALIGN SHEAVES 4667-SAF0007
0001105671 REPLACE BELTS, SET TENSION AND ALIGN SHEAVES 4667-SAF0008
0001105672 REPLACE BELTS, SET TENSION AND ALIGN SHEAVES 4667-SAF0009
0001105673 REPLACE BELTS, SET TENSION AND ALIGN SHEAVES 4667-SAF0010
0001110325 REPAIR HEATING VENT ON SECOND LEVEL , OLD PM CC-530 4707TOWER
0001129877 RM229. RECEIVED COLD CALL. NOTIFIED GARY LAYNE. 4708RM0229
0001033354 4205 M_5-ALARM FREY CHECKING 4205
0001033350 4476 AH-8 HIGH SPT FREY CHECKING 4476-AH0008
0001021225 Unit shows off in alarm. Unit is running and may have a bad status per Tom Frey. Located 

in C110.
4705-AH0005

0001027927 4708A M_1-ALARM FREY CHECKING 4708
0001028054 4623-AH1-SAF  UNIT OFF IN ALARM.  AK NOTIFIED. 4623
0001033541 4205-AH15 DOES NOT HAVE A DELTA T:NOTIFIED SWINFORD 4205-AH0015
0001039070 ADJUST HVAC CONTROLS TOO HOT 4201RM0606C
0001039194 4718-1-AH6 IS OFF/A:NOTIFIED LAYNE 4718-1-AH0006
0001027599 ADJUST HVAC CONTROLS TOO HOT 4627
0001021354 ADJUST HVAC CONTROLS TOO HOT-8- DEG. 4481RM0436
0001033264 4610-AH2-SAF, RESTORE UNIT TO SERVICE. M.RICH NOTIFIED. 4610-AH0002
0001033355 4610-AH25-SAF  UNIT OFF IN ALARM.  M. RICH NOTIFIED. 4610
0001027582 PERFORM SURVEY'S OF AH-UNITS FOR AD24 TO RELAY TO CONTRACTOR 4205
0001033285 RM160-HAVING COOLING AND HUMIDITY PROBLEMS. 4493
0001033624 ADJUST HVAC CONTROLS TOO HOT IN ROOMS 333 AND 301C--NO AIR 4755FLR03
0001038994 4723-DXAC3-SPTZ1 HIGH ALARM 4723
0001038998 4723-DXAC3-SPTZ1 IN HIGH SPT ALARM. P.   NOTIFIED. 4723-DXAC003A
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0001039039 CHECK NOISE ON DXAC 4774
0001021220 ADJUST HVAC CONTROLS TOO HOT TEMPS IN THE 80'S 4619RM0128A
0001021295 CHECK ON AIRFLOW/ TEMPS. TEMP IS AT 74, BUT THE HUMIDITY IS AT 84 

PERCENT
4755FLR03

0001027699 ADJUST HVAC CONTROLS TOO HOT--NO AIR 4640
0001027805 4207-RM140-WTRDET  WATER DETECTION ALARM IN ALARM AT BUILDING 

4207.  J. MCCAGHREN NOTIFIED.
4207

0001033464 ADJUST HVAC CONTROLS TOO HOT/ NO AIR/ IN THE 80'S 4610RM3050A
0001033283 CHECK AIRHANDLER IN ALARM/ SWINFORD NOTIFIED 4707RM0103
0001021340 CHECK AIR FLOW, TOO HOT 4494FLR01
0001021349 HIGH HUMIDITY (PLEASE DON'T TURN OFF ELECTRICITY NO LONGER THAN 

NEEDED)
4205RM0104

0001027875 REPLACE HEAD PRESSURE CONTROL VALVE ON DXAC0001 4541-DXAC0001
0001033425 4473-CH4-CTL IS OFF/A:NOTIFIED LAYNE 4473-CHLR0004
0001021361 AIR HANDLER ABOVE ROOM 68/ STEAM TRAP TX10 READING COLD 4250
0001027622 4731 / 102 AIR CONDITIONER FROZEN OVER. 4731RM0102
0001033537 4731-ACCU1-CTL IS NOT COOLING:NOTIFIED SWINFORD 4731
0001038958 PABX-SAF1 OFF IN ALARM AND PABX-SAF2 ON IN ALARM. NOTIFIED STEVE 

SWINFORD.
4201

0001028061 4760-DXAC4-SAF  UNIT OFF IN ALARM.  J. MCCAGHREN NOTIFIED. 4760
0001028063 DXAC4-SAF OFF IN ALARM. NOTIFIED GARY LAYNE. 4760
0001027950 NO AIR FLOW 4202RM0120
0001027738 RECONNECT 1/2 FLEX ON STAEFA SENSOR ON AHB1 4663B-AH00B1
0001027660 RM201 RH HIGH IN ALARM. NOTIFIED STEVE SWINFORD. 4760
0001027691 RM5410 TOO WARM. NOTIFIED STEVE SWINFORD. 4203
0001027791 4487BC-AH2-SPT HIGH ALARM P   NOTIFIED 4487
0001027793 4583-CH1-CHHP HIGH ALARM P   NOTIFIED 4583
0001027799 AH20-DEHUM....OFF/ALARM.   NOTIFIED 4708
0001027886 4760-RM201-RH IS IN HIGH ALARM:NOTIFIED SWINFORD 4760RM0201
0001021254 MODIFY FILTER RACK IN CRU 1 TO ACCEPT STANDARD SIZE FILTERS. 2326 4705RMC0105A

0001021276 ADJUST HVAC CONTROLS TOO HOT--NO AIR IN ROOM AND IN WEST END OF 
BLDG.

4203RM4428

0001021297 4705 /  RE INSULATE CHILL WATER LINES OVER CRANE IN MACHINE SHOP 
SOUTH WALL. STEVE FAMILIAR.

4705

0001033310 REPAIR NOISY DXAC-UNIT 4723-DXAC0001
0001033386 CHECK A.H. #3 NOT COOLING PER UCS THE WHOLE 1500 (A) WING IS HOT 4612
0001021252 4487C-AH4-SAF  UNIT OFF IN ALARM.  J. MCCAGHREN NOTIFIED. 4487
0001028035 4760-DXAC4-SAF IS OFF/A:NOTIFIED NAVES 4760-DXAC0004
0001027948 REPAIR LEAKING AH-UNIT 4612RM1027
0001027681 NOISY AH 4663RMA0175
0001021196 4205-AH10 DOES NOT HAVE A DELTA ON THE CHILL WATER SIDE (WITH 

VALVE AT 100%):NOTIFIED LAYNE
4205-AH0010

0001021341 4487C AH1 AH2 ARE BOTH OFF/A:NOTIFIED LAYNE 4487
0001027610 AH30-SAF OFF IN ALARM. NOTIFIED STEVE SWINFORD. 4619
0001027789 4312-AH1-SAF NEEDS TO BE RESET.  UNIT WAS TRIPPED OFF WHEN THE FIRE 

ALARM WENT OFF.  TOM FREY NOTIFIED.
4312-AH0001

0001027796 4487B-CRU11 IN RM142 IS IN ALARM.  AK LAFARLETT NOTIFIED. 4487
0001027989 AH-3-AIR COMPRESSOR-REPLACE/RE-CERTIFY PRESSURE RELIEF VALVE-

RELIEF VALVE NOT CERTIFIED
4712-AH0003

0001027939 CLEAN STRAINER ON CHILL WATER LINE ON CRU0007 4476-CRU0007
0001021216 4470-RM100-SPT IS IN HIGH ALARM:NOTIFIED SWINFORD 4470
0001021321 ALIGN SHEAVES WITH ALIGNMENT TOOL 4705-AH0025
0001021278 CLEAN CHILL WATER STRAINER ON AH0008 4493-AH0008
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0001021223 CLEAN STRAINERS ON AH0010 4205-AH0010
0001021172 4619-DXAC2-SAF, OFF/ALARM, J.MCCAGHREN NOTIFIED. 4619-DXAC0002
0001027643 4707 ROOM 109B HIGH SPT FREY CHECKING 4707RM0109B
0001027642 4718 ct-wlvla IN ALARM  FREY CHECKING 4718
0001027641 4663B PRIP-2 OFF IN ALARM FREY CHECKING 4663B-PRIP0002
0001033454 REPAIR LEAKING AH--ED SIVLEY AND JOHN HARRIS NOTIFIED 4755-AH0021
0001021217 4663M-RM101C-SPT IS IN LOW ALARM:NOTIFIED SWINFORD 4663
0001027748 ADJUST HVAC CONTROLS TOO HOT 4650RM0118
0001027598 ALIGN SHEAVES AND SET TENSION 4493-AH0003
0001021320 ADJUST BELT TENSION AND ALIGN SHEAVES 4705-AH0018
0001021243 CRU1-SAF...OFF/ALARM.   NOTIFIED 4566
0001021356 4493-CRU1-ALARM IS IN ALARM:NOTIFIED LAYNE 4493
0001021357 4493-RM160-RH IS IN HIGH ALARM:NOTIFIED  4493-AH0008
0001021185 CHEMICALLEY CLEAN DXAC CONDENSER 4711RMW0140
0001021234 CHILLER HIGH HEAD PRESSURE P   NOTIFIED 4583
0001021244 CH1-CHHP IN HIGH ALARM.   NOTIFIED 4583
0001021251 4203 AH-7 HIGH SPT SARTAIN CHECKING 4203-AH0007
0001027654 M. TUNGSTILL AND T. GEORGE AWARE. CLEAN STRAINER AH0005 ROOM 182 

BLDG.4471. (CLARK)
4471-AH0005

0001021285 REPAIR LEAK ON VSC0002 4707-VSC0002
0001021224 UNSTOP DRAIN ON AH-UNIT 4487RMA0102
0001021317 CLEAN CHILLWATER STRAINER 4203-AH0006
0001021238 Off and in alarm. AK notified. 4707-AH0012
0001021240 Off in alarm. AK notified. 4487C-AH0022
0001021186 ADJUST HVAC CONTROLS TOO HOT, NO AIR FLOW 4202RM0120
0001239120 4491 RM128 SPT HIGH ALARM LAYNE NOTIFIED 4491RM0128
0001287474 4708B AH-20 CHECK SAT TEMP RUNNING HIGH FREY CHECKING 4708B-AH0020
0001284479 AH0003 IN ROOM 106 NEEDS TO HAVE THE INBOARD MOTOR BEARING 

CHECKED.
4353-AH0003

0001260172 POWER OUTAGE DXAC 1 (POLLARD) 4555
0001021215 4470-RM100-SPT IS IN HIGH ALARM:NOTIFIED SWINFORD 4470
0001247952 REPLACE BELTS ON RAF0021 (2322) 4487RMB0257A
0001260182 REPLACE BELTS AND SET TENSION 4315-AH0003
0001251350 AH1-SAF...OFF/ALARM. LAYNE NOTIFIED 4475
0001287605 REPAIR NOISY  AH0016 (2022) 4755-AH0016
0001281520 ADJUST HVAC CONTROLS/ TOO HOT/ 85 DEG. (SWINFORD NOTIFIED) 4723RM0120
0001287453 CHECK DISCONNECT ON CONDENSER WATER PUMP0003 ( THORNTON 

FAMILIAR)
4473

0001287426 ADJUST HVAC CONTROLS TOO HOT, TEMPS ARE 84 TO 85 DEGREES 4487RMB0137
0001251270 OUR ROOM HAS BEEN NOTICEABLY WARMER THAN OTHER ROOMS 

AROUND IT. RIGHT NOW I`M REGISTERING AROUND 78 DEGREES IN OUR 
ROOM.  CAN YOU PLEASE INVESTIGATE? THANKS.

4250RM0010

0001294491 REPLACE STEAM VALVE ON AIRHANDLER ABOVE THE CEILING 4759RM0102
0001281734 HOT WATER CONVERTER 3 LOCATED IN E1 IS IN LOW ALARM. SWINFORD 

NOTIFIED.
4708RMB0039

0001278244 REPLACE FILL VALVE ON HUM0010 4650-HUM0010
0001301014 4241-AH1-SPT  SPACE TEMPERATURE FOR AH1 LOW, REPORTED BY D. 

SANDERS.  HVAC NOTIFIED.
4241-AH0001

0001294159 ACMP WON'T COME ON , EAST SIDE/ O.S. OF BLDG. 4549EAST
0001239071 ADJUST HVAC CONTROLS TOO COLD 4600FLR04
0001307800 CHECK AND/OR ADJUST THE FLOW THROUGH CH1 TO 2800 GPM. 4473
0001313900 ADJUST HVAC CONTROLS/ TOO COLD/ (IN THE 60'S) 4202RM0215
0001251288 AHB1-SAF...OFF/ALARM. LAYNE NOTIFIED 4207
0001239081 HWC2-HWST @ 94.4 LOW IN ALARM. NOTIFIED GARY LAYNE. 4471
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TOH Workload History 7/1/2005 - 6/30/2006

WONUM DESCRIPTION LOCATION
0001239211 UNIT IS OFF IN ALARM. GARY LAYNE NOTIFIED. 4315-AH0004
0001231411 ADJUST HVAC CONTROLS/ TOO COLD/ 50 DEG. 4643
0001231407 NOISY AH 4605RM0005
0001238985 SUPPORT MILLWRIGHTS TO TURN OFF EQUIMENT (VANN) 4727-AH0002
0001239173 PLEASE CHECK FLOW AT CHILLED WATER PUMP1 4631
0001238984 SUPPORT MILLWRIGHTS TO TURN OFF EQUIMENT (VANN) 4727-AH0001
0001231282 ADJUST HVAC CONTROLS/ TOO HOT/ (NO AIR) 4708RM1241
0001231576 4708RM 1110 LOW RH% FREY CHECKING 4708RM1110
0001231500 ALIGN SHEAVES AND SET TENSION 4732-AH0007
0001231497 REPLACE FAN BEARINGS 4205-AH0015
0001235203 ADJUST HVAC CONTROLS/ TOO HOT/ 86 DEG. 4200RM0119
0001231547 ADJUST HVAC CONTROLS IN ROOM AND ON ENTIRE WEST END OF 6TH 

FLOOR/ 80 DEG.
4200RM0610

0001231208 CHECK AND ADJUST CONTROLS ON AH25 (NAVES) 4705-AH0025
0001231207 REPAIR CONTROL AIR LEAK ON AH10 (NAVES) 4708BSMT
0001231598 AH19E OFF AND IN ALARM. STEVE SWINFORD NOTIFIED. STEVE VANN 

ONSITE.
4705-AH0019

0001235227 4207 ROOM 111C LOW RH% AK CHECKING 4207RM0111C
0001227859 4487BC AH-7 LOW RH% AK CHECKING 4487BC-AH0007
0001217251 RM208-SPT IN HIGH ALARM. SWINFORD NOTIFIED 4674
0001217062 REPLACE BELTS AND ALIGN SHEAVES ON AH0005 4666-AH0005
0001217048 CHECK OPERATION OF UNIT, ROOM' APPEAR TO HAVE NO HEAT, TOO COLD 

IN 102 & 104
4656FLR01

0001217170 ADJUST HVAC CONTROLS TOO COLD, TEMP IN THE 60'S 4610RM1064
0001220354 ADJUST HVAC CONTROLS/ TOO HOT 4471RM0171
0001217234 B WING RM160-1 AND RM160-2 BOTH ARE IN HIGH ALARM.   

NOTIFIED
4663

0001224819 CHECK COMPRESSOR FOR OPERATION IN SOUTH HIBAY (POC CHARLIE 
COOPER OR KEITH PERRISH)

4755SOUTH

0001224719 4708-PABX-SAF2 IS NOT COOLING.  CHECK THE FREON LEVEL PER PERRY 
 

4708-DXAC0002

0001217161 ADJUST HVAC CONTROLS/ TOO COLD/ IN THE 60'S 4493RM0135
0001217154 CHECK VENTILLATION IN ROOM 4200RMG0037
0001209542 ADJUST HVAC CONTROLS TOO COLD 4200RM0956
0001209466 CORRECT LOW HUMIDITY ALARM ON CRU. M.RICH NOTIFIED 4487RMA0144
0001220360 4707-RM121-RH IN LOW HUMIDITY ALARM. J.MCCAGHREN NOTIFIED 4707RM0121
0001227881 ADJUST HVAC CONTROLS TOO HOT IN RM 219 4755FLR02
0001217193 AC DRIPPING WATER - CLEAN DRAIN (COMPUTER ROOM) 4666RM0250
0001209387 REPLACE BELTS ON AH0005 (2022) 4711-AH0005
0001209307 4708 /  PERFORM VIBRATION TEST ON 4708-SAF0001 IN E 6 4708-SAF0001
0001227870 4610-AH5-RAF RETURN AIR FAN OFF IN ALARM.  J. MCCAGHREN NOTIFIED. 4610-AH0005

0001224718 ADJUST HVAC CONTROLS/ 4491 BUILDING  HOT/  P   NOTIFIED 4491
0001224552 DISABLE AH0001 (  4656-AH0001
0001217076 ADJUST HVAC CONTROLS/ TOO HOT/ IN THE 80'S 4200RM0119
0001231518 ADJUST HVAC CONTROLS/ TOO COLD/ 59 DEG. 4481RM0257
0001217008 A WING RM112 RH LOW IN ALARM @24.4. NOTIFIED GARY LAYNE. 4487RMA0112
0001231346 4555-UH4-SAF OFF/ALARM, NOTIFIED M.RICH 4555-UH0004
0001209349 ADJUST HVAC CONTROLS/ TOO HOT/ 85 DEG. 4202RM0420
0001209317 4708 ROOM B160 FREY CHECKING HIGH SPT'S 4708RM0163
0001204790 AH7-SAF OFF IN ALARM. NOTIFIED GARY LAYNE. 4755
0001212996 DISENGAGE AH0049 ( NAVES) 4705-AH0049
0001212995 DISENGAGE AH0047 ( NAVES) 4705-AH0047
0001204754 AH0011 - CHECK BELTS AND/OR BEARRINGS 4711-AH0011
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TOH Workload History 7/1/2005 - 6/30/2006

WONUM DESCRIPTION LOCATION
0001213016 ADJUST HVAC CONTROLS TOO HOT 4200RM0828V
0001200693 COOLING TOWER SUMP001 IN ALARM (  4473
0001204732 4566 /  REPLACE MOTOR BEARINGS IN AH0006 LOCATED IN RM.171 PT&I FIND 4566-AH0006

0001201299 4610 / E-2 ISOLATE AND RESET POWER ON HWP0003 (2030) 4610-HWP0003
0001209377 4723 DXAC-4 ZONE 1 IN HIGH ALARM 4723
0001209318 BUILDING AIR IS NOT FUNCTIONING IN ROOM B170 OF BUILDING 4487.  

THERE IS NO AIR COMING OUT OF THE VENTS.  THERE IS NO BUILDING 
HEAT OF AIR CONDITIONING IN THE ROOM.

4487RMB0170

0001209588 REPLACE BELTS AND SET TENSION ON AH0014 4663B-AH0014
0001209585 REPLACE MOTOR BEARINGS ON HV011A 4619-HV011A
0001209278 TURN OFF COOLING TOWER FAN, PUMPS & MAKE UP WATER (  4561-CTWR0001
0001201385 AH0018 MAKING NOISE ( NAVES) 4705-AH0018
0001201311 ADJUST HVAC CONTROLS/ TOO COLD (PENNINGTON) 4250RM0003
0001201380 ACC1 IN STATE OF ALARM. NOTIFIED GARY LAYNE. 4718-1
0001201493 4205-AH20 OFF ALARM P   NOTIFIED 4205
0001190943 DXAC2-SAF OFF IN ALARM. NOTIFIED GARY LAYNE. 4251
0001190954 REPLACE ACTUATOR & CHILLWATER VALVE ON  CRU0009 (   

FAM.)
4207-CRU0009

0001188309 RETURN AIR FAN IS ON AND IN ALARM. SWINFORD NOTIFIED. 4708A-AH0021
0001195265 CH1-CTL OFF IN ALARM. NOTIFIED GARY LAYNE. 4561
0001195238 CH2-CTL TOGGLING OFF IN ALARM FOUR TIMES THIS MORNING. NOTIFIED 

STEVE SWINFORD.
4570

0001195782 ROOM 201 RH IS IN HIGH ALARM. FED BY DXAC 4 LOCATED ABOVE THE 
CEILING IN 201. HVAC NOTIFIED.

4760-DXAC0004

0001190983 ADJUST HVAC CONTROLS/ TOO COLD IN ROOMS 104, 105 AND 106 4436FLR01
0001197917 4723 DXAC-4 ZONE 1 IN HIGH ALARM 4723
0001188253 4631-CHLR1-CHWP2  CHILLED WATER PUMP 2 OFF IN ALARM.  HVAC 

NOTIFIED.
4631

0001188176 STMVLV-STMP2 @ 15PSIG WITH SET POINT OF 10PSIG. IN ALARM. NOTIFIED 
GARY LAYNE.

4702

0001188307 UNIT IS TOGGLING OFF AND IN ALARM. SWINFORD NOTIFIED. 4487A-AH0001
0001201296 4653 / E-2 ISOLATE AND RESET POWER ON HWP0002 (2030) 4653-HWP0002
0001197894 ADJUST HVAC CONTROLS TOO HOT 4200RM0117
0001201234 ADJUST HVAC CONTROLS/ TOO HOT / 80 DEG. 4708RM1204
0001204789 AH10-SAF OFF IN ALARM. NOTIFIED GARY LAYNE. 4755
0001173609 ADJUST HVAC CONTROLS TOO COLD, 64 DEGREES 4487RMC0164
0001188161 TOO COLD - ROOM B222 4663RMB0222
0001188160 TOO HOT - ROOM B204 4663RMB0204
0001195324 ADJUST HVAC CONTROLS TOO HOT 4663RMA0173
0001209379 4711 E2 /  BELTS ARE LOOSE AND MISSING ON AH0008 4711-AH0008
0001201441 REPLACE FAN AND MOTOR SHEAVES 4705-DXAC0004
0001188190 ADJUST HVAC CONTROLS/ TOO COLD 4315WEST
0001209412 4605  /  NEED TO REPLACE ROBERTSHAW CONTROL ----R471-1 LEAKING  

COONTROL AIR
4605

0001181599 GARY LAYNE HAS REQUESTED THAT MILL WRIGHTS INSPECT AH2 RETURN 
AIR FAN FOR PROBLEMS. THE UNIT IS MAKING UNCOMMON NOISES. 
LOCATED IN E1

4475-AH0002

0001181439 COOLR3-PWRFL IN ALARM. NOTIFIED STEVE SWINFORD. 4707
0001184479 ADJUST HVAC CONTROLS TOO HOT, 80 DEGREES 4487RMB0269A
0001181442 AH4-SAF OFF IN ALARM. NOTIFIED STEVE SWINFORD. 4707
0001181500 M_1-ALARM IN ALARM. SWINFORD NOTIFIED 4708
0001021235 4487-AH2-SPT HIGH ALARM P   NOTIFIED 4487
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0001173560 ADJUST HVAC CONTROLS TOO COLD, FEELS LIKE NO HEAT TEMPS IN THE 

60'S
4612RM1414

0001173368 HWS-HWP3 IS ON IN ALARM. NOTIFIED GARY LAYNE. 4755
0001173468 REPAIR OR REPLACE ACMP0001 4190-ACMP0001
0001173556 ADJUST HVAC CONTROLS/ TOO COLD 4708RM1241
0001167424 RH IS IN LOW ALARM. HVAC NOTIFIED. 4487BC-AH0003
0001169923 4708A HWC-3 LOW HWST FREY CHECKING 4708
0001177049 ADJUST HVAC CONTROLS TOO COLD IN RM'S 107 & 108 4629FLR01
0001167140 NO HEAT (50 DEG.) 4202RM0615
0001177082 4708 ROOM 1110A IN LOW RH% LAYNE REQUEST TO GIVE TO 2ND SHIFT 4708RM1110A
0001169927 4663B RM 160 SPT-2 HIGH ALARM AK CHECKING 4663RMB0160
0001167314 COLD TEMP IN RM113 PER BY HARTSFIELD. JOEL NOTIFIED 4755RM0113
0001167147 ADJUST HVAC CONTROLS TOO COLD 4728RM0103
0001163105 NO HEAT TO ENTIRE BLDG. 4553
0001160096 4610-UPS-SPT, IN HIGH SPT ALARM. M.RICH NOTIFIED. 4610-DXAC0002
0001163098 ADJUST HVAC CONTROLS/ TOO HOT IN ROOMS 2059 AND 2061 4610FLR02
0001163113 A WING HWS-HWP3 & 4 OFF IN ALARM. NOTIFIED GARY LAYNE. 4708
0001160619 UNIT IS OFF AND IN ALARM. HVAC NOTIFIED 4656-HV0002
0001163170 ADJUST HVAC CONTROLS TOO COLD 4487RMB0105
0001160060 ADJUST HVAC CONTROLS/ TOO HOT/ 85 DEG. 4494RM0010
0001160136 NO HEAT 4667
0001160127 ADJUST HVAC CONTROLS TOO COLD, 64 DEGREES 4201RM0432
0001160601 ADJUST HVAC CONTROLS TOO COLD 4663RMA0261
0001160090 4674-AH2-SAF IS OFF AND IN ALARM.  TOM FREY NOTIFIED. 4674-AH0002
0001160081 CHANGE SHEAVES ON MOTOR ON CRU0003, (P.   FAMILIAR) 4663B-CRU0023
0001159967 BC WING AH2 RH IS LOW. NOTIFIED HERSHALL WRIGHT. 4487
0001160237 ADJUST HVAC CONTROLS TOO COLD 4612RM1305
0001160194 NO HEAT IN HIBAY 4761
0001159995 STMV2 STMP HIGH IN ALARM. NOTIFIED STEVE SWINFORD. 4702
0001159968 BC WING AH3-RH LOW IN ALARM. NOTIFIED HERSHALL WRIGHT. 4487
0001160154 ADJUST HVAC CONTROLS TOO COLD 4202RM0601
0001160108 AH3-SAF...OFF/ALARM. SWINFORD NOTIFIED 4464
0001160235 NO HEAT 4708RM0133A
0001154249 ADJUST HVAC CONTROLS/ TOO HOT 4202RM0422A
0001154247 DISENGAGE SAF0009 ( NAVES) 4718-SAF0009
0001154237 Chiller is in alarm. Gary Layne notified. 4718-1
0001163106 REPAIR H&V0001 4707
0001160130 ADJUST HVAC CONTROLS/ TOO COLD 4201RM0238B
0001147864 REPAIR AH0021, MAKING NOISE 4755-AH0021
0001148283 REPLACE  BELTS AND SET TENSION 4755-AH0026
0001148300 ADJUST HVAC CONTROLS TOO COLD 4203RM3247
0001148289 ADJUST BELT TENSION 4728-AH0006
0001147681 ADJUST HVAC CONTROLS/ 85 DEG. 4200RM0211
0001147701 ADJUST HVAC CONTROLS/ TOO COLD/ 68 DEG. 4494EAST
0001147803 CHECK TEMPERATURE CONTROL SYSTEM FOR ROOM. 4487RMB0218B
0001148328 4621-AH1-SPT  SPACE TEMPERATURE IN BLDG 4621 IN LOW ALARM.  HVAC 

NOTIFIED.
4621

0001146556 ADJUST HVAC CONTROLS/ TOO COLD 4201BSMT
0001147757 4570-AH1-SAF, OFF/A, M.RICH NOTIFIED. 4570-AH0001
0001144639 ADJUST HVAC CONTROLS TOO COLD 4708RM0250
0001144700 ADJUST HVAC CONTROLS TOO COLD 4610RM2018
0001147709 ADJUST HVAC CONTROLS TOO COLD IN RM 221 AREA ON THE NORTH SIDE 4481FLR01

0001070707 4493-RM160-RH IS IN HIGH ALARM:NOTIFIED SWINFORD 4493RM0160
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0001147943 ADJUST HVAC CONTROLS/ TOO COLD 4201RMB0007
0001147852 4612A-UPS-SAF TOGGLING OFF AND ON 4612
0001144688 REPAIR DUCT LINER INSIDE DUCT WORK IN EQ. RM B155C. 2326 4487RMB0155C
0001153808 4708 /  REPAIR OR REPLACE 2 LEAKING CHILLED WATER VALVES. RM 1108A. 4708RM1108A

0001147921 ADJUST HVAC CONTROLS TOO COLD IN RM'S 1,2,3, & 10 4494EAST
0001147784 NO HEAT TO ROOMS 103, 105, 108, 110, AND 106 4549RM0105
0001142064 AH6 & AH7- RH2,RH3,AND RH4 SENSORS ARE IN LOW ALARM. JOEL 

NOTIFIED
4493

0001159946 ADJUST HVAC CONTROLS TOO COLD IN THE WEST END OF THE 5TH FLOOR, 
526 AREA

4200FLR05

0001159928 ADJUST HVAC CONTROLS TOO HOT, 85 DEGREES 4494RM0010
0001159887 CHECK, ADJUST HVAC CONTROLS TOO COLD IN THE AFTERNOONS 4663RMA0169
0001159997 M WING RM211 SPT1 HIGH IN ALARM. NOTIFIED GARY LAYNE. 4663
0001169863 ADJUST HVAC CONTROLS TOO COLD, FREEZING IN RM'S 2301, 2302, & 2303 4600FLR02
0001173610 ADJUST HVAC CONTROLS/ TOO COLD/ 67 DEG. 4200RM0222
0001159900 4663 / B WING CLEAN STRAINER ON CRU0005 (2023) 4663-BWING
0001159896 4663 / M WING CLEAN STRAINER ON CRU0008 (2023) 4663-MWING
0001154314 4205-AH20-SAF  UNIT OFF IN ALARM.  HVAC NOTIFIED. 4205
0001160599 4471 / 150/151 ADJUST HVAC CONTROLS/ TOO COLD--.  TEMP IS 68.2. 4471FLR01
0001148309 ADJUST HVAC CONTROLS/ TOO COLD/ 62 DEG. 4201RM0238B
0001148009 ADJUST HVAC CONTROLS/ TOO HOT 4200RM0101A
0001136221 REPAIR NOISY VIBRATING AH ON NORTH END OF BLDG. / SECOND LEVEL 

OVER HB101
4205NORTH

0001195515 CHECK OPERATION OF AH-UNIT, NOT RUNNING 4477
0001147826 CHECK HEPPA FILTERS IN AH0003 4711-AH0003
0001147824 CRU0007, IN LOW HUMIDITY ALARM IN A-WING 4663A-CRU0007
0001167302 4561-AH2-SAF OFF/A CHECK FREEZSTAT. M.RICH NOTIFIED. 4561-AH0002
0001142537 AH1-RAF OFF IN ALARM. NOTIFIED STEVE SWINFORD. 4612
0001142382 Chiller is off and in alarm. Gary Layne notified. 4653
0001204644 DE-ENERGIZE UNIT TO CHECK ALIGNMENT AND RESTART (POLLARD) 4705-AH0030
0001181504 REPLACE FAN BEARINGS 4708A-RAF00B2 4708
0001195514 ADJUST HVAC CONTROLS/ TOO HOT 4200RM0936
0001139050 AH 21 MAKING NOISE (NAVES) 4755-AH0021
0001239087 ADJUST HVAC CONTROLS/ TOO HOT 4663RMA0164
0001231577 4708A AH-26 WEATHERS CLEANING STRAINERS 4708A-AH0026
0001070723 ALIGN SHEAVES USING ALIGNMENT TOOL 4708B-AH0006
0001201520 REPAIR HUM00010 - BURNING ODOR 4650-HUM0010
0001231253 PLEASE ADJUST HVAC - OFFICE IS TOO COLD. 4708RMB0024C
0001159952 ADJUST HVAC CONTROLS/ IN THE 50'S 4492RM0107
0001136022 4708A-AH11A-SAF, RESTORE TO OPERATION. J.MCCAGHREN NOTIFIED. 4708RM1114A
0001142117 ADJUST HVAC CONTROLS TOO COLD TEMP IS 65 TO 67, NORTH WING 4612FLR01
0001142179 4207 ROOM 111 RH% IN ALARM FREY CHECKING 4207RM0111
0001142062 4663B-RM213-SPT IS IN HIGH ALARM.  TOM FREY NOTIFIED. 4663B-AH0013
0001070688 4653-PABX-SAF1 IS TOGGLING OFF:NOTIFIED SWINFORD 4653
0001142512 REPAIR LEAK ON LIEBERT UNIT 4663RMC0210
0001136004 REDUCE FAN SPEED ON AH 11A 4708RM1114A
0001070731 ADJUST HVAC CONTROLS/ TOO COLD 4708RM0110
0001070714 ADJUST HVAC CONTROLS/ TOO HOT/ 90 DEG. 4542
0001070665 4465-RM102-RH IS IN HIGH ALARM:NOTIFIED SWINFORD 4465RM0102
0001133075 CH1-CTL IN ALARM. NOTIFIED STEVE SWINFORD. 4605
0001142108 REPLACE STEAM CYLINDER 4650-HUM0007
0001337927 ADJUST HVAC CONTROLS/ TOO HOT/ 83 DEG. 4202RM0605B
0001345190 ADJUST HVAC CONTROLS TOO HOT ( SWINFORD AWARE) 4663RMA0164
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0001345106 IN HIGH TEMP ALARM. FEED BY DXAC4 4723RM0115
0001348813 4666 AH-1,2,3 &5 ON FROM POWER OUTAGE PUT BACK IN AUTO FREY 

CHECKING
4666-AH0001

0001356686 4705-AH6A-SAF IS ON AND IN ALARM.  TOM FREY NOTIFIED. 4705-AH006A
0001345041 AC FAN BLOWING WARM AIR - UNIT OUTSIDE NOT RUNNING 4765
0001348769 ADJUST HVAC CONTROLS TOO HOT, NO AIR 4666RM0351
0001351033 ADJUST HVAC CONTROLS TOO HOT, NO AIR FLOW IN 101 RM AREA 4723SOUTH
0001356802 AH39-SAF....OFF/ALARM. SWINFORD NOTIFIED 4619-AH0039
0001354362 CHANGE FILTERS IN AH0005 LOCATED IN E-6 PER HVAC REQUEST. 4207-AH0005
0001338107 4487C-AH1-SAF  UNIT OFF IN ALARM.  HVAC NOTIFIED 4487
0001338109 4487C-AH2-SAF  UNIT OFF IN ALARM.  HVAC NOTIFIED. 4487C-AH0002
0001350980 REPLACE TEMPERATURE HUMIDITY SENSORS ON CRU0003 ( NEWTON) 4612-CRU0003
0001338004 REPLACE GASKET ON HUM0002 ( NAVES) 4708B-HUM0002
0001341978 REPAIR PNEUMATIC AIR LEAK ON TRANSMITTER ( M. RICH FAM. ) NAVES 4200GROUND

0001335723 CHECK TEMPS IN THE C127 AREA ( NAVES AWARE) 4487FLR01-C
0001335737 AH #7 OFF IN ALARM (NAVES) 4755-AH0007
0001335748 HWC3 AT 4487AB WING IS IN LOW TEMP ALARM. NAVES NOTIFIED. 4487-ABWING
0001335751 HWC1 AT 4487C WING IS IN LOW ALARM. NAVES NOTIFIED. 4487-CWING
0001335760 ADJUST HVAC CONTROLS IN COMPUTER RM ( POC FOR ACCESS ROBERT 

OGORMAN 457-1028) NAVES AWARE
4708RM1112

0001335786 4663B-RM113-SPT2, IN HIGH SPT ALARM, RESTORE TO NORMAL. M.RICH 
NOTIFIED.

4663RMB0113A

0001338068 4718-1-ACC1-ALARM.  MATT RICH NOTIFIED, 4718-1-CHLR0001
0001351011 REPLACE BELTS ON AH0006 (2022) 4705RMC0105
0001330087 REPLACE BELTS AND SET TENSION 4312-AH0001
0001344958 4566 /  LEAKING CHILL WATER VALVE E3 4566RM0171
0001332776 ADJUST HVAC CONTROLS/ TOO HOT/ NO AIR/ 85 DEG. (SWINFORD NOTIFIED) 4487RMC0127

0001332919 4487AB WING HOT WATER PUMP 3 IS OFF AND IN ALARM. GARY LAYNE 
NOTIFIED.

4487

0001344947 REPAIR HUMIDIFIER #1 (PERRY   FAMILIAR) 4708RM1280
0001345032 AH2-SAF...OFF/ALARM. NAVES NOTIFIED 4464-AH0002
0001338065 4708-CRU6-ALARM.  MATT RICH NOTIFIED. 4755-DXAC0006
0001332834 4649 PABX SPT HIGH ALARM P   NOTIFIED 4649
0001345062 TOO HOT IN COMPUTER LAB 4708RM0163
0001351155 CHANGE FILTERS IN AH023A IN E - 10. NOT ON P.M. 4663A-AH023A
0001345131 UNSTOP DRAIN ON AH 9 4205-AH0009
0001335695 REPAIR DXAC0001 4656-DXAC0001
0001335736 ADJUST HVAC CONTROLS/ TOO HOT/ 80 DEG. (notified naves) 4653WEST
0001335758 ADJUST HVAC CONTROLS TOO HOT 4201RM0238B
0001337921 ADJUST HVAC CONTROLS/ TOO HOT IN ROOMS 603 AND 608 (NAVES 

NOTIFIED)
4200FLR06

0001345156 REPAIR CRU0001, FREEZING UP 4570-CRU0001
0001351173 CHANGE FILTERS IN AH022B IN E - 11. NOT ON P.M. 4663A-AH022B
0001351175 CHANGE FILTERS IN AH021B IN E - 11 NOT ON P.M. 4663A-AH021B
0001338136 NO AIR IN RM'S 133 & 138 4708FLR01
0001338178 4708 / 180 PLEASE VALVE OFF STEAM TO INDIVIDUAL H&V`S IN ROOM 180 

(WEST HIBAY).  SWINFORD & NAVES FAMILIAR.
4708RM0180

0001338252 ADJUST HVAC CONTROLS/ TOO COLD/ (IN THE 60'S) 4487RMB0201B
0001345194 CHECK, REPAIR AIR LEAK ON LINE AT AH0012 ( SWINFORD AWARE) 4708B-AH0012
0001332841 4623-AH2-SAF, CLEAN COOLING COIL. 4623-AH0002
0001345105 ROOM 201 IS IN HIGH RH ALARM AND IS FEED BY DXAC0004. HVAC 

NOTIFIED.
4760-DXAC0004
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0001329985 ADJUST HVAC CONTROLS/ TOO HOT IN ROOMS 601A AND 619A 4202FLR06
0001330049 4755-CHWS-CHWP2, RESET FAULT ON VARIABLE FREQUENCY DRIVE (VFD). 

J.MCCAGHREN NOTIFIED.
4755-CHWP0002

0001347536 THROTTLE BACK AIR FLOW NEEDED FOR HEAT IN WINTER BUT NOT FOR 
SUMMER -  DO NOT ADJUST TEMPERATURE ROOM A121

4487

0001351059 AH24-SAF...OFF/ALARM.   NOTIFIED 4619-AH0024
0001356727 ADJUST HVAC CONTROLS/ TOO COLD IN ROOM 129 AND IN THE HALLWAY 

O.S. OF ROOM 118
4491FLR01

0001356926 RESET AH-UNIT IN HEATING MODE, TOO HOT 4755RM0217
0001335700 DXAC #2 NOT COOLING (NAVES) 4759-DXAC0002
0001335738 REPAIR CHILLWATER PUMP VARIABLE SPEED DRIVE #1 (NAVES) 4718
0001335739 VERIFY THE SPEED AND OPERATION OF CHWP1. UCS IS READING A SLOWER 

SPEED THAT THE SINGAL BEING SENT. LARRY NAVES NOTIFIED.
4718

0001337917 EF1-SAF...OFF/ALARM. SWINFORD NOTIFIED 4555
0001338312 4663 M WING CRU1A AND CRU 1B ARE TOGGLING OFF IN ALARM. HVAC 

NOTIFIED.
4663

0001351211 CHILLER 2 CTL IS OFF IN ALARM. NOTIFIED STEVE SWINFORD. 4570
0001351250 REPAIR AH 2A/ WON'T RUN (CLARK FAMILIAR)   (WRIGHT) 4663-AWING
0001344990 ADJUST HVAC CONTROLS TOO HOT 4200RM0726F
0001348811 4436 ROOM 109 IN HGH ALARM STEWART CHECKING 4436RM0109
0001345070 4723-DXAC4-SPT  SPACE TEMPERATURE IN HIGH ALARM.  J.  MCCAGHREN 

NOTIFIED.
4723

0001332964 4723 DXAC'S HIGH SAT'S AK CHECKING DXAC-4 ZONE 1 IN HIGH ALARM 4723
0001332857 4205 M_5 WTRDET IN ALARM T FRY NOTIFIED 4205
0001332839 4707-AH12-SPT HIGH TEMP. 4707
0001332859 4436 ROOM 109 HIGH SPT ALARM FREY CHECKING 4436RM0109
0001332860 4655SPT3 IN HIGH ALARM FREY CHECKING 4655-DXAC0002
0001330090 REPLACE MOTOR BEARINGS 4481-AH0005
0001307757 REPLACE FAN AND MOTOR SHEAVES ON AH0013 4481-AH0013
0001344879 REPLACE FAILING BELTS ON EXHAUST FAN LOCATED OVER 

REFRIGERATION UNITS FOR COOLERS 7, 8, AND 9.
4707RM0132A

0001344927 NOISY AH 4203RM5303
0001348831 REPLACE BELT AND SET TENSION ON. RICKY YOCOM FAMILIAR  4464-

AH0002
4464-AH0002

0001332946 REPAIR DXAC0003 4759
0001332956 NO A/C IN ROOMS C203 AND C204. 4705RMC0203
0001345036 ADJUST HVAC CONTROLS TOO COLD, 60 DEGREES 4723NORTH
0001335719 EXHAUST FAN 1 (EF1) IS OFF AND IN ALARM. HVAC NOTIFIED. 4555
0001335750 HWC1 AT 4487B IS IN LOW TEMP ALARM. NAVES NOTIFIED. 4487
0001337918 RM160-SPT IN HIGH ALARM. NAVES NOTIFIED 4663
0001341999 REPAIR HUM0009 4650RM0111
0001351297 PULL PUMP AND CARRY TO SHOP FOR BEARING REPLACEMENT 4705-CHWP0001
0001335781 4663 ROOM A109 HIGH SPT FRE CHECKING 4663RMA0109
0001335777 4619 ROOM 164 AHU MAKING NOISE FREY CHECKING 4619RM0164
0001342003 CHECK AND REPAIR NOISY BEARINGS IN MOTOR ON AH007A LOCATED IN 

NORTH MACHINE SHOP ON THE SOUTH WALL.
4705-AH007A

0001354296 REPLACE MOTOR BEARINGS IN AHU 5 SOUTH HIGH BAY 4705FLR01
0001345031 CH1-CHWST & CHWRT BOTH IN HIGH ALARM. NAVES NOTIFIED 4649
0001351156 CONFERENCE ROOM TOO HOT 4200RM0815
0001338056 4623-CHLR1-CHWST IN HIGH ALARM. M.RICH NOTIFIED. 4623-CHLR0001
0001330091 REPLACE FAN AND MOTOR SHEAVES 4481-AH0007
0001351293 REPLACE BELTS AND SET TENSION 4705-AH0014
0001351295 REPLACE BELTS AND SET TENSION 4705-AH0049
0001332901 NO AIRFLOW IN THE 116, TO 122A AREA 4202FLR01
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TOH Workload History 7/1/2005 - 6/30/2006

WONUM DESCRIPTION LOCATION
0001345110 REPAIR GUARD ON AH-UNIT ( PULLUM) 4708-AH0B9A
0001356566 NOISY AH  AND A LOT OF AIR BLOWING 4487RMAB0204
0001344928 ADJUST HVAC CONTROLS/ TOO HOT  (THE ROOM IS LABELED 219, BUT A WO 

HAS BEEN ISSUED TO RELABEL THE ROOM)
4755RM0217

0001344945 REPAIR CRU#16 (HERSHEL WRIGHT FAMILIAR) 4207-CRU0016
0001341941 PLEASE DISABLE OR REMOVE LIEBERT ENVIRONMENTAL CONTROL 

CENTER DXAC0008 LOCATED IN 4755/311.  SWINFORD FAMILIAR
4755RM0311

0001341974 ADJUST HVAC CONTROLS/ TOO COLD/ IN THE 60'S 4201RM0437B
0001344855 ADJUST HVAC CONTROLS TOO HOT 4708RM1252
0001345030 CH1-CTL...OFF/ALARM. NAVES NOTIFIED 4666
0001348756 ADJUST HVAC CONTROLS TOO COLD ( NAVES AWARE) 4200RM0160
0001351060 4723-DXAC1-SPT IN HI ALARM 4723RM0101
0001341963 ADJUST HVAC CONTROLS TOO COLD 9 NAVES AWARE) 4487RMB0214
0001341972 REPAIR CONTROLS ON AH0008 ( NAVES) 4705-AH0008
0001344987 REPAIR DXAC0001, INOPERABLE ( NAVES AWARE) 4551-DXAC0001
0001345195 ADJUST HVAC CONTROLS TOO HOT 4708RM1252
0001348836 CHECK WATER COMING FROM DUCT WORK ON AH0001 (  4494RM0130
0001350950 CHECK CRU0001, POSSIBLY OFF 4493-CRU0001
0001351296 REPLACE BELTS AND SET TENSION 4705-AH004A
0001342076 ADJUST HVAC CONTROLS TOO HOT ( NAVES AWARE) 4487RMB0233
0001345026 HOT!  PREGNANT LADY MISERABLE IN  ROOM AB220 - BOSS ALSO 

MISERABLE IN ROOM AB212
4487RMAB0220

0001351219 ADJUST HVAC CONTROLS/ TOO HOT 4566RM0122
0001356619 RESET AH-UNITS ( SWINFORD AWARE) 4755RM0215
0001356854 ADJUST HVAC CONTROLS/ TOO HOT (ENTIRE BLDG.) (NAVES NOTIFIED) 4631RMC0112
0001356871 ADJUST HVAC CONTROLS TOO HOT IN THE A, B & C-SECTION OF BLDG 4631FLR01
0001356763 UNSTOP DRAIN ON AIR HANDLER.E1 4702-AH0001
0001348788 REPAIR BUSTED CHILL WATER COIL ON AH0001 ( NAVES) 4494-AH0001
0001356578 4732 ROOM 150 WATER IN FLOOR FREY CHECKING 4732-AH0004
0001356895 4711ROOM E-179B AC UNIT OFF AK CHECKING 4711
0001344979 UNIT IS OFF AND IN ALARM. HVAC NOTIFIED. 4487C-AH0001
0001345066 4205 AH-10 HIGH SAT & SPACE TEMPS AK CHECKING 4205-AH0010
0001356703 4708-PABX IS SWAPPED OVER.  TOM FREY NOTIFIED. 4708-DXAC0002
0001356702 4487-PABX IS SWAPPED OVER.  TOM FREY NOTIFIED. 4487RMC0169
0001356700 4705-AH28-SAF IS ON AND IN ALARM.  TOM FREY NOTIFIED. 4705-AH0028
0001356698 4705-AH26-SAF IS ON AND IN ALARM.  TOM FREY NOTIFIED. 4705-AH0026
0001356697 4705--AH25-SAF IS ON AND IN ALARM.  TOM FREY NOTIFIED. 4705-AH0025
0001356685 4705-AH6-SAF IS ON AND IN ALARM.  TOM FREY NOTIFIED. 4705-AH0006
0001351228 ADJUST HVAC CONTROLS TOO HOT 4566FLR01
0001353936 ADJUST HVAC CONTROLS TOO HOT 4201RM0122
0001354322 NO AIRFLOW, TOO HOT 4201RM0624E
0001356694 4705-AH13-SAF IS ON AND IN ALARM.  TOM FREY NOTIFIED. 4705-AH0012
0001356691 4705-AH10A-SAF IS ON AND IN ALARM.  TOM FREY NOTIFIED. 4705-AH010A
0001356689 4705-AH8-SAF IS ON AND IN ALARM.  TOM FREY NOTIFIED. 4705-AH0008
0001356688 4705-AH7A-SAF IS ON AND IN ALARM.  TOM FREY NOTIFIED. 4705-AH007A
0001338306 4705 /  VACUUM AND WASH COIL IN AH0001 IN E 11. (  4705-AH0001
0001332894 ADJUST HVAC CONTROLS TOO HOT, NO AIRFLOW ( SWINFORD AWARE) 4708RM1209
0001332911 ADJUST HVAC CONTROLS/ TOO HOT AND HUMID 4708RM1231
0001332744 4723 DXAC'S SAT ALL OVER 75 FREY CHECKING 4723
0001332740 4487 ROOM C129 TOO COLD 4487RMC0129
0001345189 REPAIR STARTER ON AH0019B, STARTER LOCATED IN RM E10 ( NAVES) 4705-AH019B
0001338307 4705 /  CHANGE FILTERS IN AH0001 IN E 11. (  4705-AH0001
0001332846 4205M_5WATER DECTOR ALARM   CHECKING. 4205
0001338052 REPLACE BAD MOTOR SHIFT (NEWTON) 4612-CRU0001
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TOH Workload History 7/1/2005 - 6/30/2006

WONUM DESCRIPTION LOCATION
0001338060 4723 RESET ACCU UNIT   NOTIFIED 4723
0001327193 CRU0002 OF IN ALARM (2030) 4663M-CRU0002
0001310677 4487C-AH20-SAF OFF/A. M.RICH NOTIFIED. 4487C-AH0020
0001337954 ADJUST HVAC CONTROLS/ TOO HOT AND HUMID/ IN THE 80'S IN ROOMS 136 

AND 138
4707FLR01

0001338037 ADJUST HVAC CONTROS/ TOO COLD/ IN THE 60'S 4436RM0105
0001344936 HOT - HOT - HOT!  ROOM A102 4631
0001344988 REPAIR PURGE ON CHLR0001 4666-CHLR0001
0001351202 ADJUST HVAC CONTROLS TOO HOT, HIGH HUMIDITY TEMPS IN THE 80'S 4610RM2047
0001317377 REPLACE BELTS AND SET TENSION 4200-AH0002
0001344944 DISENGUAGE AH#3 (HERSHEL WRIGHT FAMILIAR) 4207RM0024
0001330051 4755-CRU7-ALARM, IN ALARM. J.MCCAGHREN NOTIFIED. 4755-DXAC0007
0001317382 REPLACE FAN AND MOTOR SHEAVE 4200-AH0006
0001327187 PERFORM PRECISION BALANCE ON FAN ASSEMBLY ON AH0025 4705-AH0025
0001327168 ADJUST HVAC CONTROLS TOO COLD 4202RM0122
0001332873 ADJUST HVAC CONTROLS/ TOO HOT 4663RMA0171
0001332960 ADJUST HVAC CONTROLS TOO HOT IN THE NORTH WEST CORNER OF RM 4663RMA0109
0001344953 REPAIR AC UNIT 4638
0001330052 4251-DXAC3-SAF OFF/A. RESTORE TO SERVICE. M. RICH NOTIFIED. 4251-DXAC0003
0001326980 4202-SAF1-SAF IS OFF AND IN ALARM.  MATT RICH NOTIFIED. 4202-SAF0001
0001337958 ADJUST HVAC CONTROLS/ TOO HOT/ 80 DEG. (NAVES NOTIFIED) 4481RM0428
0001341956 ADJUST HVAC CONTROLS/ TOO COLD IN ROOMS 1012 AND 1020 (IN THE 60'S) 4612FLR01

0001327049 CHECK TEMPERATURE AND THERMOSTAT  IN ROOMS 123 AND 118 4485
0001327076 4347 / 100 FRONT ROOM (100) IS GETTING HOT.  A/C BLOWER DOES NOT 

SEEM TO BE BLOWING REGARDLESS OF THERMOSTAT SETTING..  PLEASE 
MAKE NECESSARY ADJUSTMENTS OR REPAIRS.  CALL ROB SUGGS AT 617-
0484 TO UNLOCK BUILDING.

4347RM0100

0001326978 4473-CH1-EVAP_GPM IS IN LOW ALARM.  CHECK FOR PROPER OPERATION.  
MATTHEW RICH NOTIFIED.

4473-CHLR0001

0001335740 ADJUST HVAC CONTROLS TOO HOT, NEED BY 6/09/06 4200RM0115
0001335754 ROOM 141A IS IN HIGH TEMP ALARM AT 75.0 HVAC NOTIFIED. 4353-AH0004
0001337993 CHECK NOISY AIRFLOW 4200RM0149
0001338197 REDUCE AIR NOISE 4200RM0149
0001344994 ADJUST HVAC CONTROLS TOO HOT ( NAVES AWARE) 4708RM1244
0001332837 4623 CHWST/CHWRT HIGH AK NOTIFIED 4623
0001337967 4555 ROOM 106 SPT IN HIGH ALARM FREY CHECKING 4555RM0106
0001326908 4251-UH2-SAF  UNIT HEATER OFF IN ALARM.  J. MCCAGHREN NOTIFIED. 4251
0001320760 BLOWER ON, LOUD AND TOO COLD 4487RMB0233
0001335779 4619 AH-34 CORN REPLACING BELTS 4619-AH0034
0001324142 4566-CRU1-SAF, OFF/ALARM. M.RICH NOTIFIED. 4566-DXAC0004
0001326990 C-WING AH1-SAF...OFF/ALARM. SWINFORD NOTIFIED 4487
0001327129 ADJUST HVAC CONTROLS TOO HOT ( SWINFORD AWARE) 4203RM1016
0001332849 4464 CHWP-2 OFF IN ALARM   CHECKING 4464-CHWP0002
0001324141 4670-SPMP2-SUHIAL, IN ALARM. J.SCRIVNER NOTIFIED. 4670-SPMP002A
0001320620 CH2-CTL...OFF/ALARM. SWINFORD NOTIFIED 4570
0001320630 ADJUST HVAC CONTROLS TOO COLD IN RM AREA'S OF 1506, 1504A & 1509 4612FLR01
0001324109 ADJUST HVAC CONTROLS/ TOO COLD IN ROOMS 1020, 1026, 1500 AND 1509 4612FLR01
0001324117 NO AIR FLOW ON THE EAST END OF THE NORTH SIDE OF THE 1ST FLOOR ( 

SWINFORD AWARE)
4201FLR01

0001324122 ADJUST HVAC CONTROLS TOO HOT 4201RM0607
0001326989 AH4-SAF...OFF/ALARM. SWINFORD NOTIFIED 4727
0001313879 4727 / 112 ADJUST TEMPERATURE - TOO COLD. 4727RM0112
0001320675 CHILLER ON TANK 80 IS INOPERABLE 4760
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TOH Workload History 7/1/2005 - 6/30/2006
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0001332691 ADJUST HVAC CONTROLS/ NO AIR 4708RM0229
0001338127 REPLACE BELTS AND SET TENSION 4487C-AH0002
0001338128 REPLACE BELTS AND SET TENSION 4487C-AH0020
0001337999 REPLACE BELTS AND SET TENSION ON AH0024 4755-AH0024
0001327181 4723DXAC'S ALL HAVE HIGH SAT'S FREY CHECKING 4723
0001324137 4485 AH-2A CHWV LEAKING THROUGH FREY CHECKING 4485-AH002A
0001317383 REPLACE MOTOR BEARINGS ON AH0005 4203-AH0003
0001330089 REPLACE BELTS AND SET TENSION 4353-AH0002
0001324146 4530-AH1-SAF OFF/A, M.RICH NOTIFIED. 4530-AH0001
0001324145 4531-CRU1-SAF, OFF/A,  M.RICH NOTIFIED 4531-AH0001
0001332727 CH1-CHWST IN HIGH ALARM. LAYNE NOTIFIED 4605
0001320619 CH1-CTL...OFF/ALARM. SWINFORD NOTIFIED 4666
0001317435 4487C AH-5 TOGGLING FREY CHECKING 4487C-AH0005
0001332795 CLEAN CHILLWATER STRAINERS ON AH#3 4487-CWING
0001332796 CLEAN CHILLWATER STRAINERS ON AH#4 4487-CWING
0001327137 ADJUST HVAC CONTROLS/ NO AIR ON THIRD FLOOR 4666RM0351
0001327010 REPAIR AIR HANDLER #3 vav #8 4207RM0022
0001327210 AH#1 MAKING NOISE (NAVES) 4727-AH0001
0001324130 RELOCATE REMOTE BOX TO FRONT OF UNIT LONGER CABLE FOR 

OUTBOARD BEARING POINT IS NEEDED TO COMPLETE THIS TASK AH0002 E2 
R.CORN POC

4487

0001304495 REPAIR SPT 4493RM0149
0001332715 RM160-SPT IN HIGH ALARM. LAYNE NOTIFIED 4493
0001332722 DXAC5 NOT COOLING PROPERLY; VERIFY OPERATION. 4629
0001332725 ADJUST HVAC CONTROLS/ TOO HOT AND HUMID 4653RM0004
0001335717 ADJUST HVAC CONTROLS/ TOO HOT 4481RM0390
0001335803 CHECK OPERATION OF AH UNIT, MAKING HOWLING NOISE AND BURNING 

BELT ODOR ( NEWTON NOTIFIED)
4200RMG0042

0001330095 REPLACE BELTS AND SET TENSION 4487A-AH0019A
0001314047 4659 DXAC-1 ON IN ALARM 4659-DXAC0001
0001314043 4663M CRU-2 OFF IN ALARM FREY CHECKING 4663M-CRU0002
0001320609 ADJUST HVAC CONTROLS/ TOO COLD 4200RM0726A
0001320683 ADJUST HVAC CONTROLS/ TOO COLD/ 64 DEG./ NOISY AH 4487RMB0233
0001320705 ACMP1-PSI IN LOW ALARM. SWINFORD NOTIFIED 4353-ACMP0001
0001320723 REPLACE TOUCH PAD ON VSC0002 4201-VSC0002
0001324113 BALANCE AND ADJUST AIRFLOW, TOO NOISY ( SWINFORD AWARE) 4200RM0918
0001326903 REPAIR HUMIDITY CHAMBER BEHIND ROOM 154 4707RM0154
0001332710 INVESTIGATE DEBRI COMING FROM VENTS IN ROOMS 118, 120 AND 122 4202FLR01
0001338116 ADJUST HVAC CONTROLS TOO HOT, 80 DEGREES 4708RM0163
0001320722 ADJUST HVAC CONTROLS TOO COLD ( SWINFORD AWARE) 4561RM0202
0001320752 4659-DXAC-SAF OFF/ALARM, RESTORE TO SERVICE. J.MCCAGHREN 

NOTIFIED.
4659-DXAC0001

0001332950 CHECK, REPAIR OPERATION OF AC UNITS IN TRAILER 4561
0001327041 CLEAN CHILLWATER STRAINERS 4207-CRU0001
0001327043 CLEAN CHILLWATER STRAINERS 4207-CRU0016
0001327044 BACK FLUSH STRAINER AND COIL 4207-CRU0015
0001327045 CLEAN CHILLWATER STRAINERS 4207-CRU0004
0001327046 CLEAN CHILLWATER STRAINERS 4207-CRU0009
0001341965 ADJUST HVAC CONTROLS/ TOO COLD IN ROOMS 2301, 2302 AND 2303 (NAVES 

NOTIFIED)
4600FLR02

0001338187 4205 /  CLEAN STRAINER ON CW LINE.AHU-9 (TUNSTILL) 4205-AH0009
0001327073 CHILLER COMPRESSORS WILL NOT RUN. LAYNE NOTIFIED 4531
0001294469 AIR CONDITIONING NOT WORKING - CALL CLEVE SMITH FOR KEY TO GET 

IN BUILDING
4559
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0001317420 VSC0008 OFF IN ALARM (  4487C-VSC0008
0001332771 CHECK NOISE AND VIBRATION OF LIEBERT UNIT ( SWINFORD AWARE) 4491-CRU0002
0001323276 ADJUST HVAC CONTROLS TOO COLD AND NOISY AIR FLOW 4200RMG0013G
0001326971 4312 OCCUPANTS ARE COMPLAINING IT IS HOT.  PERRY   

NOTIFIED.
4312-AH0001

0001320586 ADJUST HVAC CONTROLS TOO COLD 4663RMM0101
0001320660 4570-CH2-CTL  CHILLER 2 OFF IN ALARM.  J. MCCAGHREN NOTIFIED. 4570
0001320662 4485-ACMP1-PSI  AIR COMPRESSOR IN ALARM.  J. MCCAGHREN NOTIFIED. 4485
0001324105 ADJUST HVAC CONTROLS TOO COLD 4612RM1026
0001327027 4666 / 347B THE POWER IN OUR BUILDING SHUT OFF THIS MORNING AND 

THE AIR CONDITIONER HAS YET TO COME BACK ON.
4666RM0347B

0001327072 AH2-SAF...OFF/ALARM. LAYNE NOTIFIED 4561-AH0002
0001327093 TOO HOT 4570RM0200
0001329989 ADJUST CONTROLS ON AHB0004 ( NAVES) 4708-AH00B4
0001337906 SPT 23 IN RM 3132 IN HIGH ALARM. ST JOHN NOTIFIED 4203
0001337953 AH8-SAF...OFF/ALARM. NAVES NOTIFIED 4203
0001327196 CRU0007 OF IN ALARM (2030) 4663A-CRU0007
0001327190 CRU0001C OF IN ALARM (2030) 4663RMM0103A
0001327195 CRU0008 OF IN ALARM (2030) 4663A-CRU0008
0001327194 CRU0009 OF IN ALARM (2030) 4663A-CRU0009
0001332784 ADJUST HVAC CONTROLS/ TOO COLD, IN THE 60'S   (NOTIFIED LAYNE) 4631RMA0101
0001338031 4718 AH3 NO CHILLED WATER FLOW SWINFORD NOTIFIED 4718-AH0003
0001338033 AH4 NO CHILLED WATER FLOW SWINFORD NOTIFIED 4718-AH0004
0001335706 CLEAN CHILLWATER STRAINERS ON AH 22 4487
0001338114 CLEAN STRAINER AND BACK FLUSH COIL ON PABX ( NAVES) 4708RMB0024
0001337968 4487B AH-21 UNSTOP DRAIN TURNER CHECKING 4487B-AH0021
0001332741 4705 AH-26 ON IN ALARM 4705-AH0026
0001327100 4631 AH-3 ON IN ALARM 4631-AH0003
0001324161 ADJUST HVAC CONTROLS/ TOO COLD/ 62 DEG. 4708RM0202
0001332831 4205-m_3-WTRDET IN ALARM P   NOTIFIED 4205
0001332870 4723-DXAC4-SPT  SPACE TEMP IN HIGH ALARM.  UNIT NOT COOLING 

CORRECTLY.  HVAC NOTIFIED.
4723

0001329982 REPAIR PNEUMATIC CONTROLS ON AH0023 ( NAVES) 4705-AH0023
0001329981 REPAIR CONTROLS ON AH0018A ( NAVES) 4705-AH0018
0001294304 REPAIR MOTOR ON H&V UNIT # BB667 (H.WRIGHT) 4650
0001306596 TOO HOT 4244RM0115A
0001307515 ADJUST HVAC CONTROLS/ TOO HOT 4485RM0123
0001307528 AH10-SAF....OFF/ALARM. SWINFORD NOTIFIED 4471-AH0010
0001307571 CHECK AND REPAIR A BAD VIBRATION IN DXAC0001 LOCATED IN E-1 4467-DXAC0001
0001307865 REPLACE BELT AND SET TENSION ON AH0009 4718-AH0009
0001310710 4203 /  REPLACE BELT ON EAF IN BASEMENT.  KEITH PULLUM CONTACT. 4203
0001313883 REPLACE BELTS AND SET TENSION ON BC-AH0001 4487BC-AH0001
0001317442 REPLACE BELTS AND SET TENSION ON AH0005 (2022) 4487
0001307506 REPLACE FILTERS ON DXAC0001 & 2 4551FLR01
0001317403 SAF#1 OFF IN ALARM (NAVES) 4718-SAF0001
0001317409 CRU #3 MAKING NOISE (NAVES) 4707-CRU0003
0001317410 AH #9 MAKING NOISE (NAVES) 4755-AH0009
0001313978 INSTALL NEW MOTOR ON CHILL WATER PUMP 0004 4570-CHWP0004
0001313979 REPLACE MOTOR ON RAF0001 4570-RAF0001
0001317375 PERFORM VIBRATION ANALYSIS ON SAF0001 4708B-SAF0001
0001314314 REPLACE BELTS AND ALIGN SHEAVES ON AH0020 C WING 2ND FLOOR E60 [ 

PT&I FIND]
4487C-AH0020

0001313935 4674-RM208-SPT, IN HIGH SPT ALARM. M.RICH NOTIFIED. 4674RM0208
0001320701 4727 / 112 CHECK TEMPERATURE IN THIS ROOM - TOO WARM. 4727RM0112
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WONUM DESCRIPTION LOCATION
0001324104 ADJUST CONTROLS ON AHB0004 ( NAVES) 4708-AH00B4
0001314004 CH1-CTL...OFF/ALARM. LAYNE NOTIFIED 4653
0001317477 AH2...OFF/ALARM. LAYNE NOTIFIED 4561
0001313915 4627-ERV1-SAF OFF ALARM 4619
0001313896 NOISY AH #2 4663RMB0160
0001313969 ADJUST HVAC CONTROLS/ TOO COLD 4201RM0505
0001314129 ROOM 201 IS IN HIGH HUMD. ALARM. HVAC NOTIFIED. 4760-DXAC0004
0001330064 CLEAN STRAINERS ON CRU0001 4663A-CRU0001
0001307598 CHECK NOISY EXHAUST FAN ABOVE DOOR IN E155 (  4493
0001314221 CHECK ACCELLS ON AH00B2 4203-AH00B2
0001314197 CHECK ACCELLS ON AH00B3 4203-AH00B3
0001330007 CLEAN STRAINER ON CRU0023 4663B-CRU0023
0001330008 CLEAN STRAINER ON CRU001A 4663M-CRU001A
0001330010 CLEAN STRAINER ON CRU001C 4663M-CRU001C
0001330011 CLEAN STRAINER ON CRU001D 4663M-CRU001D
0001330012 CLEAN STRAINER ON CRU0008 4663M-CRU0008
0001330013 CLEAN STRAINER ON CRU0009 4663M-CRU0009
0001327154 CLEAN STRAINERS ON CRU0001 4663B-CRU0001
0001327156 CLEAN STRAINER ON CRU0003 4663B-CRU0003
0001327158 CLEAN STRAINER ON CRU0005 4663B-CRU0005
0001327160 CLEAN STRAINER ON CRU0007 4663B-CRU0007
0001327162 CLEAN STRAINER ON CRU0009 4663B-CRU0009
0001327163 CLEAN STRAINER ON CRU0010 4663B-CRU0010
0001330066 CLEAN STRAINER ON CRU0003 4663A-CRU0003
0001330068 CLEAN STRAINER ON CRU0005 4663A-CRU0005
0001330069 CLEAN STRAINER ON PRIMPUMP0001 4663B-PRIP0001
0001330071 CLEAN STRAINER ON SECPMP0003 4663B-SECP0003
0001330072 CLEAN STRAINER ON SECP0001 4663B-SECP0001
0001314042 4660 BOILER SHOWING LOW STEAM PRESSURE FREY CHECKING 

TRANSDUCER
4660

0001307564 4663B-PRIP2-CHWS IS ON AND IN ALARM.  TOM FREY NOTIFIED. 4663B-PRIP0002
0001307563 4707 AH-12 OFF IN ALARM FREY CHECKING 4707-AH0012
0001307646 4583-PABX IS SWAPPED OVER AND THE SPT IS GETTING HIGHER.  TOM FREY 

NOTIFIED.
4583RM0171A

0001301045 CHECK REPAIR BUZZING NOISE IN THE CEILING, COMING FROM AC 4201RM0310
0001317365 4708B-DXAC03 IS OFF AND IN ALARM. GARY LAYNE NOTIFIED. 4708
0001317402 AH 15 MAKING NOISE (NAVES) 4755-AH0015
0001317404 HWP# 3 OFF IN ALARM (NAVES) 4708RM1280
0001307661 ADJUST HVAC CONTROLS/ TOO COLD 4494
0001307666 EAF0001 OFF IN ALARM ( RICH) 4555
0001254263 REPLACE MTR. SHEAVE. H.WRIGHT  FAMILIAR . 4207-AH0008
0001247867 NOISY AH 4207-AH0005
0001313893 4627-DXAC3-ERV1-SUP_FILTER NEEDS TO BE CHECKED / REPLACED 4627
0001327006 NOISY AH 4708RM0116
0001326924 4732 / 132 CHANGE BELTS AND SET TENSION ON AH0002 (2022) 4732RM0132
0001326923 4705 / A205A CHANGE BELTS AND SET TENSION ON AH0026 (2022) 4705RMA0205A
0001314046 4612B AH-20 ON IN ALARM 4612B-AH0020
0001314044 4203 AH-4 ON IN ALARM 4203-AH0004
0001307685 NO AIR IN THE AB208 AREA 4487-ABWING
0001307703 ADJUST HVAC CONTROLS/ TOO HOT/ (IN THE 80'S) 4487-ABWING
0001313894 4759 CRU1 ALARM MR SWINFORD NOTIFIED 4759
0001310652 4201 SAF-1 COLD DECK STATIC SENSOR MOVE DOWN STREAM ST. IS AWARE 

OF
4201-SAF0001

0001314009 4487 / C234 TEMPERATURE ELEVATED - 4487/C234 4487RMC0234
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0001314156 ADJUST HVAC CONTROLS/ TOO HOT/ 89 DEG. (SWINFORD NOTIFIED) 4487RMB0101C
0001317394 ADJUST HVAC CONTROLS TOO COLD/ LAYNE AWARE 4524
0001320489 CHWS-CHWP1....OFF/ALARM. LAYNE NOTIFIED 4531
0001320625 AH39-SAF....OFF/ALARM. SWINFORD NOTIFIED 4619
0001324138 4723 DXAC-4 ZONE 1 IN HIGH ALARM AK CHECKING 4723
0001324140 4653 PABX-1 OFF IN ALARM AK CHECKING 4653
0001307766 ADJUST HVAC CONTROLS/ TOO HOT 4200RM0210
0001313966 ADJUST HVAC CONTROLS TOO COLD 4202RM0400
0001307728 4487AB-AH20-SAF  UNIT OFF IN ALARM.  J. MCCAGHREN NOTIFIED. 4487
0001307756 ADJUST HVAC CONTROLS/ TOO HOT/ 80 DEG. 4487RMB0227
0001324103 REPAIR PNEUMATIC CONTROLS ON AH0001 ( NAVES) 4705-AH0001
0001324098 ADJUST CONTROLS ON HWC0001 ( NAVES) 4708RMB0001A
0001320685 HWC1-HWST IN LOW ALARM. C.ROBERSON NOTIFIED 4708
0001320686 HWC3-HWST IN LOW ALARM. C.ROBERSON NOTIFIED 4708
0001320694 HWST IN LOW ALARM. C.ROBERSON NOTIFIED 4708
0001307652 4487B AH-1,2,3,20 & 20A OFF IN ALARM JOEL CHECKING 4487B-AH0001
0001307654 4732 AH-6 & 7 OFF IN ALARM RICH CHECKING 4732-AH0006
0001301107 4487B AH-5 OFF IN ALARM FREY CHECKING 4487B-AH0005
0001310678 4485-AH2A-SAF OFF/A. J.MCCAGHREN NOTIFIED. 4485-AH002A
0001304574 4755-AH10-SAF  UNIT OFF IN ALARM.  HVAC TO INVESTIGATE. 4755-AH0010
0001300844 ADJUST HVAC CONTROLS/ TOO HOT 4487RMB0106A
0001307521 FREEZING COLD - 65 DEGREES 4481RM0428
0001313953 AH0001 MAKING NOISE ( NAVES) 4708-AH0B13
0001300848 ALIGN MOTOR AND FAN SHEAVES ON AH0004 4663C-AH0004
0001313954 CRU0003 MAKING NOISE ( NAVES) 4707-CRU0003
0001281746 REPAIR H&V0012A, MAKING LOUD NOISE 4619RM0146
0001301188 ADJUST HVAC CONTROLS TOO HOT, NO AIRFLOW 4202RM0613
0001301189 ADJUST HVAC CONTROLS TOO HOT ( LAYNE AWARE) 4202RM0527A
0001307876 TOO COLD IN RM'S  112/114 4650FLR01
0001294533 REPLACE PACKING IN CWP0004 4473
0001300873 ADJUST HVAC CONTROLS TOO HOT, NO AIR FLOW 4491RM0118
0001300919 ADJUST HVAC CONTROLS/ TOO HOT IN ROOM AND IN UPPER HALL 4485RM0116
0001307575 4653-HWS-HWP2, RESTORE TO UCS CONTROL. M.RICH NOTIFIED. 4653-HWP0002
0001307576 4610-HWS-HWP1, RESTORE TO UCS CONTROL, M.RICH NOTIFIED. 4610-HWP0001
0001300979 REPLACE COUPLING ELEMENT & ALIGN HWP0001 RM. 108 OUTSIDE ON 

NORTHWEST CORNER OF BUILDING.  PTI FIND
4747-HWP0001

0001313952 CHECK LEAK ON HUM0001 ( NAVES) 4739-DHUM0001
0001313955 AH0009 MAKING NOISE ( NAVES) 4755-AH0009
0001304507 REPLACE BELTS ON AH0003 4600-AH0003
0001300852 SET BELT TENSION WITH GAUGE ON AH021B 4663A-AH021B
0001313987 BUILDING IS COLD.  NOTICED THE CHILLY TEMP. AT ELEVATOR UPON 

ENTERING BUILDING AND THEN NOTICED THAT MY DESK AND EQUPIMENT 
WERE COLD TO TOUCH.  THIS WAS NOTICEABLE LAST WEEK ALSO.

4201RM0314

0001317408 AH #1 MAKING NOISE (NAVES) 4708RMB0039
0001294534 REPLACE PACKING IN CWP0003 4473
0001301065 ADJUST HVAC CONTROLS/ TOO HOT (VENT IS BLOCKED) 4203RM3433
0001301151 ADJUST HVAC CONTROLS/ TOO HOT IN THE 100 SERIES OF ROOMS 4485
0001301179 RAF IS OFF AND IN ALARM. SWINFORD NOTIFIED. 4487C-AH0003
0001304585 ADJUST HVAC CONTROLS TOO HOT, NO AIRFLOW 4203RM6414
0001307877 TOO HOT, HEAT STRIPS ON 4650RM0137
0001313837 Relocate 4663A-RM109-SPT3 from its current location near the ceiling down to the new 

wall a few feet away.  The sensor should be mounted 60¿ above the floor and away from 
drafts or air flow that would influence the reading.

4663
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0001314005 ADJUST HVAC CONTROLS TOO HOT 4203RMB0305
0001314124 4203 / 1224 ENTIRE SUITE IS HOT.  PLEASE COME RIGHT NOW. 4203RM1224
0001297954 ADJUST HVAC CONTROLS/ TOO HOT IN ROOMS A102, A102A, A 101 AND 

A101B
4705FLR01

0001301185 NO AIRFLOW ( SWINFORD AWARE0 4663RMM0117
0001310632 ADJUST HVAC CONTROLS TOO HOT 4708RM0229
0001317415 ENABLE /DISABLE CHWPS (  4473
0001304994 NOISY AH 4566RM0114
0001313823 AH39-SAF...OFF/ALARM. SWINFORD NOTIFIED 4619-AH0039
0001307681 ACMP #1 NOT RUNNING 4561-ACMP0001
0001307738 REPLACE BELTS ON AH0008 MIDDLE EQUIPMENT ROOM CONTACT RON 

CORN (PT&I FIND)  BEFORE STARTING WORK
4205-AH0008

0001313836 4561-CH1-CTL...OFF/AALRM. LAYNE NOTIFIED 4561
0001313845 CHECK AND OR ADJUST THE FLOW THROUGH CH3 TO 2800 GPM. 4473
0001314107 ADJUST HVAC CONTROLS TOO COLD 4708RM0138
0001294166 4619 AH-30 ON IN ALARM 4619-AH0030
0001294272 ADJUST HVAC CONTROLS/TOO COLD/ 60 DEG. 4207RM0110
0001298007 NO AIR FLOW 4485RM0100A
0001301136 ADJUST HVAC CONTROLS/ TOO HOT/NO AIR IN ROOM AND SURROUNDING 

ROOMS
4583RM0170

0001304560 CHECK AIR FLOW 4249RM0112
0001294511 TURN ON AIR CONDITIONING IN MIX / CAST LAB, BLDG. 4767. 4767
0001294398 ADJUST HVAC CONTROLS/TOO COLD 4207RM0021
0001300937 REPLACE KEYPAD/ DISPLAY ON VSC5 (H.WRIGHT) 4473-VSC0005
0001284489 4755 AH 58 NEEDS BELTS REPLACED 2 EA. B58 BELTS 4755
0001300986 4723 CHECK/ RESET THE ACCU LAYNE NOTIFIED 4723
0001294148 REPLACE BELT AND SET TENSION. 4708-AH0B13
0001294540 AH0017 IN ROOM 100 ON THE SOUTH WALL, NEED TO CHECK MOTOR 

BEARINGS.
4755-AH0017

0001291110 4561 / 104 REBUILD HOT HWP0001  JAMES NEWTON AWARE(2322) 4561-HWP0001
0001300846 REPLACE FAN BEARINGS ON AH0005 4755-AH0005
0001310606 CHECK EXISTING REHEAT COIL FOR PROPER OPERATIONS 4249RM0135
0001281727 NOISY AIR VENT 4487RMC0117
0001294320 CRU1-SAF...OFF/ALARM. SWINFORD NOTIFIED 4759-CRU0001
0001297994 4727 / 112 CAN THE TEMPERATURE SET POINT FOR 4727/112 BE LOWERED?  

ROOM 112 IS ALWAYS TOO HOT!  ROOMS 102 AND 115 ARE MUCH MORE 
COMFORTABLE.  CAN THE UTILITY CONTROL SYSTEM (UCS) BE USED TO 
COMPARE THE TEMPERATURES IN THOSE THREE "ZONES"?

4727RM0112

0001300874 ADJUST HVAC CONTROLS TOO COLD 4727RM0112
0001300894 DXAC1,2, AND 4 SPT'S ARE IN HIGH ALARM. SWINFORD NOTIFIED 4723
0001287355 HWC2-HWST IN LOW ALARM. FREY NOTIFIED 4471
0001287487 HALL REMOVE AND REPLACE THERMOSTAT IN 1ST FLOOR HALLWAY (2030) 4200FLR01

0001300843 REPLACE MOTOR BEARINGS ON AH0001 4570-AH0001
0001307594 ADJUST HVAC CONTROLS TOO COLD IN 245, 247 & 249 64 DEGREES 4708FLR02
0001301053 ADJUST HVAC CONTROLS TOO COLD ON THE WEST SIDE OF THE 3RD FLOOR 4755FLR03

0001304535 ADJUST HVAC CONTROLS TOO COLD IN 1206 & 1204 4708FLR02
0001307530 AIR HANDLER IN ALARM/ CHECK HVAC CONTROLS/ TOO HOT/ IN THE 80'S 4755RM0215
0001300872 4607 / 109 REPAIR AC UNIT THAT IS LEAKING WATER IN THE FLOOR. 4607RM0109
0001294466 4561 CT MAKING NOISE AK CHECKING 4561
0001278294 4491 / 128 AIRFLOW HVAC SYSTEM  # 4491-CRU0001 NEEDS TO BE REPAIRED 

OR RESET.  THE SYSTEM HAS SHUT DOWN AND IS PRODUCING NO AIR.
4491-CRU0001
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0001294541 INSTALL BAR CODE ON ADRY#1 4728RM0110
0001291148 REBUILD UNIT 4487
0001287362 REPLACE BELTS ON EAF0012 (2022) 4607-EAF0012
0001287361 REPLACE BELTS ON EAF0017 (2022) 4607-EAF0017
0001287360 REPLACE BELTS ON EAF0023 (2022) 4607-EAF0023
0001300845 REPLACE MOTOR BEARINGS ON AH0002 4755-AH0002
0001291122 RM109-RH IN HIGH ALARM. SWINFORD NOTFIED 4436
0001301039 ALL FIX AIR CONDITIONERS. IN BLDG. 4561A 4561
0001297951 ADJUST HVAC CONTROLS/ TOO COLD 4201RM0106
0001301068 ADJUST HVAC CONTROLS/ TOO COLD/ IN THE 60'S 4201RM0437B
0001307650 4207 CRU-7 TOGGLING AK CHECKING 4207-CRU0007
0001307648 4723-DXAC4 HAS A HIGH SPT.  AK LAFARLETT NOTIFIED. 4723-DXAC004A
0001294253 DXAC2-SPT AND DXAC3-SPTZ1 IN HIGH ALARM. FREY NOTIFIED 4723
0001293249 REPLACE AIR FILTERS ON DXAC #1 AND #2 IN ROOMS 200 AND 201 4551
0001291134 REPLACE AIR FILTERS ON DXAC #1 AND #2 IN ROOMS 200 AND 201 4551
0001307587 ADJUST CONTROLS ON AH (H.WRIGHT) 4207-AH0006
0001281499 AH2-SAF SPTZ2 AND Z3 TOO HOT. LAYNE NOTIFIED 4493
0001304506 RESET HUMIDITY ALARM 4755RM0215
0001304496 ADJUST HVAC CONTROLS TOO COLD IN 138, 136 & 136A TEMP IS IN THE 50'S 4707FLR01

0001287486 REPLACE BELTS ON HV0003 (2022) 4760-HV0003
0001297977 CHECK TEMPS AND ADJUST, TOO HOT ( SWINFORD AWARE) 4663RMB0222
0001294492 ADJUST HVAC CONTROLS/ TOO HOT 4708RM0163
0001300860 PUT HOA FOR HWP2 IN THE AUTO POSITION. O.WRIGHT NOTIFIED 4612
0001267429 REPAIR REPLACE COLD DECK STATIC PRESSURE SENSOR ON SAF0001 4202-SAF0001
0001267453 REPAIR REPLACE STATIC PRESSURE SENSOR FOR INTERNAL HOT DECK ON 

SAF0001
4202-SAF0001

0001297987 ADJUST HVAC CONTROLS TOO HOT, NO AIRFLOW 4203RM1210
0001298020 ADJUST HVAC CONTROLS TOO HOT, NO AIR FLOW 4631RMB0103
0001301063 DXAC1 AND DXAC2-SPT'S ARE BOTH IN HIGH ALARM. LAYNE NOTIFIED 4619
0001301435 ADJUST HVAC CONTROLS/ TOO COLD 4619RM0153A
0001301013 ACMP1-PSI IN LOW ALARM.   NOTIFIED 4485-ACMP0001
0001307562 ADJUST HVAC CONTROLS/ NO AIR 4492
0001297937 NO AIR 4553
0001294261 AHB3-RAF...OFF/ALARM. SWINFORD NOTIFIED 4708
0001307507 TOO HOT IN THE CONFERENCE ROOM P110 ON THE 10TH FLOOR - FULL OF 

PEOPLE FOR THE TAKE YOUR CHILD TO WORK DAY
4200

0001287606 CHECK AIR FLOW AFTER NOON IN THIS ROOM (WHEN THIS AREA GETS 
WARMER).

4727RM0114

0001294543 AH MAKING NOISE (NAVES) 4755-AH0017
0001294233 TURN OF BLOWERS IN WEST HIBAY, BLOWING HOT AIR 4708RM0180
0001294479 4723 DXAC'S HAVE HIGH SPT'S FREY CHECKING 4723
0001294480 4207 ELECTRIC COVERTER LOW TEMPS AGAIN FREY CHECKING 4207
0001301047 ADJUST HVAC CONTROLS/ TOO COLD 4663RMA0223
0001294252 4723 DXAC4-SPTZ1 HIGH ALARM 4723
0001300862 AH39-SAF...OFF/ALARM. O.WRIGHT NOTIFIED 4619-AH0039
0001307526 AH33-SAF...OFF/ALARM. SWINFORD NOTIFIED 4619-AH0033
0001307629 ADJUST HVAC CONTROLS/ TOO HOT IN ROOM AND ON SECOND FLOOR/ 81 

DEG. (SWINFORD NOTIFIED)
4600RM2406

0001294494 ADJUST HVAC CONTROLS / TOO HOT/ 80 DEG. 4612RM1307
0001292980 AHB001 IN HIGH TEMP ALARM ( RICH) 4663B-AH0001
0001294255 4471-HV'S  HV'S 4,6,7,8, & 9  OFF IN ALARM.  M. RICH NOTIFIED. 4471
0001294456 EXHAUST FAN 1 IN ALARM. SWINFORD NOTIFIED. LOCATED IN RM107 HI-

BAY
4555RM0107
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0001294504 I WOULD LIKE TO REPORT AN OVERHEATING SITUATION. THE AIR TEMP IN 

MY CUBICLE IS ROUGHLY 80 DEGREES, PERHAPS A BIT HIGHER. THIS MAY 
NOT SEE VERY HOT BUT THE CONSTANT SWEATING IS STARTING TO CAUSE 
A DEHYDRATION ISSUE.

4727RM0112

0001294217 ADJUST HVAC CONTROLS TOO HOT 4487RMA0100
0001294286 NO AIR (SWINFORD NOTIFIED) 4315RM0104
0001307696 SAF1-SAF...OFF/ALARM. ST.JOHN NOTIFIED 4200-SAF0001
0001294361 4315-AH2-SAF  UNIT OFF IN ALARM.  J. MCCAGHREN NOTIFIED. 4315-AH0002
0001287510 UNIT IS OFF AND IN ALARM. GARY LAYNE NOTIFIED. 4708B-SAF0001
0001294322 COMPRESSORS ARE NOT LOADING UP ON THE CHILLER. SWINFORD 

NOTIFIED
4531

0001294405 RETURN AIR FAN IS OFF AND IN ALARM. ST.JOHN NOTIFIED. 4201-SAF0002
0001294406 CHILL WATER PUMP 1 IS ON  AND IN ALARM. SWINFORD NOTIFIED. 4650-CHWP0001
0001294547 ADJUST HVAC CONTROLS TOO HOT 4619RM0148A
0001281582 4205 M_4 WTRDET IN ALARM FREY CHECKING 4205
0001281583 4436 ROOM 109 TOO HOT PER USER FREY CHECKING 4436RM0109
0001281730 CLEAN COILS AND DRAIN PAN 4471-AH0011
0001300956 CHANGE OIL FILTER ( POLLARD) 4561-CHLR0001
0001287246 4487C-AH2-RAF OFF/A. RESTORE TO SERVICE. J.MCCAGHREN NOTIFIED. 4487C-AH0002
0001287391 AH3-SAF...OFF/ALARM. SWINFORD NOTIFIED 4755
0001287505 ADJUST HVAC CONTROLS/ TOO HOT 4708RM1244
0001287478 4727 / 112 CHECK TEMPERATURE OF ROOM/ TOO HOT/ 78 DEG. 4727RM0112
0001281496 AH3-SAF...OFF/ALARM. LAYNE NOTIFIED 4353-AH0003
0001281655 C-WING, HOT WATER CONVERTER ONE IS IN HIGH ALARM. PUMP IS 

RUNNING. SWINFORD IS NOTIFIED. LOCATED IN C178-E
4487-CWING

0001278243 REPLACE FILL VALVE ON HUM0009 4650-HUM0009
0001294495 ADJUST HVAC CONTROLS/ TOO HOT IN ROOMS 808-818 4200FLR08
0001297946 ADJUST HVAC CONTROLS TOO HOT 4481RM0380
0001301022 AH5A AND 5B-RAT IN HIGH ALARM. SWINFORD NOTIFIED 4619
0001301066 ADJUST HVAC CONTROLS/ TOO HOT IN ROOMS 104 AND 106 (HALL) 4627FLR01
0001267345 INSTALL AIR VENT ON STEAM AND CHILLWATER SYSTEM ON AH #31 4707-AH0031
0001297967 REPAIR BELT ON AH IN SHOP AREA 4774
0001281434 4475-CRU2 ALARM LAYNE NOTIFIED 4475-CRU0002
0001281461 4619-AH30 UNIT ON ALARM P   NOTIFIED 4619-AH0030
0001287216 REPAIR HUM0008 4650-HUM0008
0001287560 ADJUST HVAC CONTROLS/ TOO COLD 4663RMA0164
0001291141 NEED TO CHANGE BELTS, SET TENSION AND ALIGN SHEAVES ON AH0017 IN 

ROOM 100. BELTS REQUIRED ARE [2-B-57].
4755-AH0017

0001294319 AH39-SAF...OFF/ALARM. SWINFORD NOTIFIED 4619-AH0039
0001281454 SPMP4-SUHIAL IN ALARM. NOTIFIED RITTER. 4619
0001284480 AH0001 IN E-1 NEEDS TO HAVE THE INBOARD BEARINGS CHECKED. THEY 

ARE SQUEELING WHEN THE BELT TENSION IS SET CORRECTLY.
4491-AH0001

0001281441 FAN 1 UPPER BEARING TEMP IS IN HIGH ALARM. 4718 CONTROL ROOM, AND 
JIMMY NEWTON CONTACTED.

4718

0001294262 4755 /  AH0042 IN E-2, 4TH FLOOR EAST SIDE, NEEDS TO HAVE THE FAN 
BEARINGS CHECKED.THERE IS A VIBRATION IN THE SHAFT. (GRIMES)

4755-AH0042

0001291145 NEED TO REPAIR THE BELT GUARD ON AH0004 IN ROOM 117 LOCATED AT 
COLUMN D.

4755-AH0004

0001291139 BELT GUARD NEEDS NEW OR LARGER SCREWS INSTALLED. HOLES ARE 
STRIPPED AND CAUSING THE GUARD TO BECOME LOOSE FROM THE 
VIBRATION OF THE UNIT. BASEMENT, AH0001

4522

0001287463 ROOM 201 IS IN HIGH SPT. FEED BY DXAC4, SAT IS 82.0. HVAC NOTIFIED. 4760-DXAC0004
0001287575 CYCLE EXHAUST AIR FANS FOR MILLWRIGHTS (WRIGHT) (EAF#1-7) 4473-EAF0001
0001287576 CYCLE REFRIGERANT ALARM FANS (WRIGHT) EAF#8-11 4473-EAF0008
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0001287243 4708A-HWS-HWP4 IS OFF/ALARM, RESTORE TO SERVICE. M.RICH NOTIFIED. 4708A-HWP0004

0001287252 4612D-HV1-SAF OFF/ALARM. RESTORE TO SERVICE. M.RICH NOTIFIED. 4612D-HV0001
0001307674 INVESTIGATE AH #3/ POSSIBLE BROKEN BELT/ BURNING SMELL AND NO AIR 

(NEWTON NOTIFIED)
4487RMBC0101

0001294169 4708 SEVERAL AHU'S DOWN PRANCE AND FREY CHECKING 4708C-AH0020
0001294289 319 315,319 323 ROOMS AND THE HALLWAY ARE AT A VERY HIGH 

HUMIDITY. THIS SECTION OF BUILDING HAS HAD A MOLD PROBLEM. WE 
NEED THE HUMIDITY DROPPED IN THE OFFICES AND HALLWAY . PERSON 
COMPLAINS OF STICKING TO HIS KEYBOARD.

4481FLR01

0001294309 BLACK PARTICLES COMING FROM VENTS 4200RM0940A
0001274717 HUMIDITY ALARM 4610RM1027
0001294352 4485 HWC-1 HIGH TEMPS WEATHERS CHECKING 4485
0001284436 REPLACE CHILL WATER VALVE ON AH0021 ( NAVES) 4755-AH0021
0001284504 REPLACE PNEUMATIC AIR REGULATOR ON BLDG. CHILL WATER VALVE ( 

NAVES)
4755RM0119

0001274843 4583 AH-1 ON IN ALARM FREY CHECKING 4583-AH0001
0001284495 ADJUST HVAC CONTROLS/ TOO HOT (80 DEG.) SWINFORD NOTIFIED  (LOOSE 

DUCT IN CEILING)
4200RMG0013D

0001274655 REPLACE BELTS AND SET TENSION 4610-AH0001
0001287358 4315-AH3-SAF  UNIT NOT HEATING PROPERLY.  M. RICH NOTIFIED. 4315
0001281426 4251 DXAC3 OFF ALARM SWINFORD NIOTIFIED 4251-DXAC0003
0001287460 AH4 IS OFF AND IN ALARM. SWINFORD NOTIFIED. LOCATED IN ROOM 104 

NORTH SIDE OF BLDG.
4561-AH0004

0001284488 REPLACE BELTS[2-A36] EXHAUST FAN 6 LOCATED ON THE ROOF. 4203ROOF
0001294180 ADJUST HVAC CONTROLS/ TOO HOT/ 80 DEG. (SWINFORD NOTIFIED) 4200RM0348A
0001278261 AIR CONDITIONING SYSTEM NOT WORKING.  TOO HOT IN BUILDING (82 

DEGREES)
4251RM0009

0001281555 ADJUST HVAC CONTROLS/ NO AIR 4705RMB0117
0001287521 CHILLER IS OFF AND IN ALARM. GARY LAYNE NOTIFIED. 4561
0001287577 CHECK FLOW AND CONTROLS (WRIGHT) 4473-CHLR0001
0001294408 CRU01 IS IN ALARM. HVAC NOTIFIED. 4759-CRU0001
0001307710 TEMPERATURE TOO COLD IN ROOM 2062C. 4610RM2062C
0001284458 B WING HWC1-HWST IN LOW ALARM. LAYNE NOTIFIED 4487-BWING
0001284460 C WING HWC1-HWST IN LOW ALARM. LAYNE NOTIFIED 4487-CWING
0001285047 CHECK AIR FLOW TO ENSURE VENTS ARE COMPLETELY OPEN  ( CONTACT 

MARIE WAITS UPON CHECKING FOR RESULTS)
4250RM0074

0001292848 WATER UNDER FLOOR , INVESTIGATE PROBLEM ( RICH) 4436RM0109
0001300917 REPAIR LEAKING AIR HANDLER (ROBERSON NOTIFIED) 4707RM0156
0001294134 PCTC HIGH WATER ALARM (RICH) 4612
0001294136 SWAP OVER TO CHILLED WATER CONTROL (RICH) 4487-CWING
0001294137 AH OFF/ IN ALARM (RICH) 4707-AH0019
0001281697 4493-AH2-SAF  UNIT OFF IN ALARM.  J. MCCAGHREN NOTIFIED. 4493-AH0002
0001281723 RM 151 LOW STATIC PRESSURE. STEVE SWINFORD AND JIM DUNN NOTIFIED. 

CHECK ROOM 1126 DOOR
4708RM0151

0001294474 TURN ON AIR CONDITIONER ON THE SE END OF WING COMPRESSOR IN 
ROOM 114

4566RM0114

0001287244 4707-HWS-HWP4 OFF/A, RESTORE TO SERVICE. J.MCCAGHREN WAS 
NOTIFIED.

4707RM0122

0001287401 ADJUST HVAC CONTROLS/ TOO COLD/ (NO AIR) IN ROOMS B14 AND B15 4708BSMT
0001291086 ADJUST HVAC CONTROLS TOO COLD 4612RM1026
0001294222 REPAIR LEAK ON HUMIDIFIER ON AH0001 4718-AH0001
0001271584 4207 / 115 HVAC - TOO HOT. 4207RM0115
0001281474 ACMP1 IN LOW ALARM.   NOTIFIED 4485-ACMP0001
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0001281696 4493-AH1-SAF  UNIT OFF IN ALARM.  J. MCCAGHREN NOTIFIED. 4493-AH0001
0001287325 ADJUST HVAC CONTROLS TOO HOT 4663RMM0117
0001287549 4493  /  SUPPORT STEAM OUTAGE..  H.WRIGHT FAMILIAR ..WO TO 

HVAC..(WRIGHT)
4493

0001287583 AC UNIT HISSING 4200RMG0006A
0001267629 ADJUST HVAC CONTROLS/ TOO COLD/ 56 DEG. (SWINFORD NOTIFIED) 4202RM0613
0001274735 REPAIR HUMIDIFIER IN T112 4707TWR01
0001281326 4487 / B229A BUILDING 4487 B229A IS 81 DEGREES.  PLEASE MONITOR ROOM 

TO MAKE SURE THAT THIS DOES NOT OCCUR AGAIN.
4487RMB0229A

0001281664 4727 / 112-2 CHECK RATTLE IN AIR VENT OVER ABOVE CUBE. 4727RM0112-02
0001281718 4473-CWP0003 /  MILLWRIGHT ADJUST CWP3 PACKING..KENT PULLUM 

FAMILIAR ..
4473-CWP0003

0001281719 4473-CWP0005 /  MILLWRIGHT ADJUST OR REPLACE PACKING ON 
CONDENSER  WATER PUMP 5...KENT PULLUM FAMILIAR .

4473-CWP0005

0001287408 HV10 WILL NOT RUN (NAVES) 4760-HV0010
0001256952 REPAIR HUM0012 ( VANN FAMILIAR) 4707-HUM0012
0001267511 HOT WATER CONVERTER 1 IS IN HIGH ALARM. LOCATED IN E-37. GARY 

LAYNE NOTIFIED.
4487

0001267606 ADJUST HVAC CONTROLS TOO HOT, TEMPS IN THE HIGH 80'S 4487RMA0152
0001278278 4656-HV3-SAF OFF/A. RESTORE TO SERVICE. J.MCCAGHREN NOTIFIED. 4656-HV0003
0001281627 ADJUST HVAC CONTROLS/ TOO COLD/ 66 DEG. 4708RM0206
0001267638 ADJUST HVAC CONTROLS/ TOO COLD (66 DEG.) (SWINFORD NOTIFIED) 4487RMB0229B
0001281515 ADJUST HVAC CONTROLS TOO HOT, NO AIR 4561
0001287476 SUPPORT MILLWRIGHTS (NEWTON) 4631-AH0001
0001281459 4759-CRU1-ALARM P MITCHEL NOTIFIED 4759-CRU0001
0001281462 4471-AH1 ON ALARM   NOTIFIED 4471-AH0001
0001287346 4205-M_4_WTRDET IN ALARM AND WATER CLEAN UP NEEDED. A.K. 

LAFARLETT AND CALLED IN J.SANDIFER.
4205-MDT0003

0001274833 CLEAN CHILLWATER COILS AND DRAIN PAN 4481-AH0003
0001274567 CHECK BELTS AND OPERATION, MAKING NOISE AND BURNING ODOR NEAR 

WEST END OF RM 100 IN HALL
4755-AH0032

0001281458 4205-M_1-ALARM B DUNN NOTIFIED 4205
0001281455 CRU IN ALARM. NOTIFIED RICH. 4759
0001281479 4251-DXAC3-SAF  UNIT OFF IN ALARM.  M. RICH NOTIFIED. 4251-DXAC0003
0001281460 4732-AH6 ON IN ALARM P   NOTIFIED 4732-AH0006
0001281660 4727 / 111 CHECK AIR TEMPERATURE - ROOM TOO COLD - TEMP IS 70 

DEGREES.
4727RM0111

0001281715 DISABLED AH4/ENABLE ..H.WRIGHT FAMILIAR .. WO TO HVACR... 4487B-AH0004
0001284427 ADJUST HVAC CONTROLS/ TOO COLD IN ROOMS 103-110 (IN THE 60'S) 

(SWINFORD NOTIFED)
4493FLR01

0001267427 ADJUST HVAC CONTROLS TOO COLD 4200RM0828Y
0001267482 ADJUST HVAC CONTROLS TOO COLD 4200RM0322C
0001274762 REPAIR FLEX CONNECTION ON AH0044 (2026) 4610-AH0044
0001259822 4732-AH6-SAF OFF/A. J.MCCAGHREN NOTIFIED. 4732-AH0006
0001287465 CLEAN CHILLWATER STRAINERS 4481-AH0001
0001287209 ADJUST HVAC CONTROLS/ TOO HOT/ NOT ENOUGH AIR FLOW (SWINFORD 

NOTIFIED)
4481RM0265

0001287307 CHILLER NOT OPERATING PROPERLY ( POLLARD) 4531
0001274583 4207 / B2 CHECK, INSPECT "RETURN AIR DUCT SECURITY SCREEN" OVER 

VAULT. CLEAN AS NECESSARY. PERRY   FAMILIAR. CONTACT 
W.JOHNSTON 4-4017 TO COORDINATE ACCESS TO SECURE AREA.

4207RMB0002

0001281658 4727 / 114 CHECK TEMP/AIR FLOW INTO ROOM. 4727RM0114
0001281694 4473-HCFC-ALARM  COOLANT ALARM IN ALARM.  HVAC NOTIFIED. 4473
0001267343 INSTALL AIR VENT ON STEAM AND CHILLWATER SYSTEM ON AH #4 4205-AH0004
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0001278293 REPAIR FLOAT ON COOLING TOWER 4583
0001267488 4708 / MEZZ ISOLATE AND RESET POWER TO SAF0002 (2030) 4708
0001274835 CLEAN CHILLWATER COILS AND DRAIN PAN 4481-AH0005
0001291140 AH0001 LOCATED IN ROOM T101 [BASEMENT] NEEDS TO HAVE THE 

INBOARD MOTOR BEARING CHECKED.
4522-AH0001

0001267461 RAF OFF ALARM ON AHB0003 ( RICH) 4708
0001267462 PABX IN HIGH ALARM ( RICH) 4708
0001267463 AH0001 UNIT OFF, ( SECURITY REPORTS HOT) ( RICH) 4312-AH0001
0001267465 RESTORE AH0008 BACK TO SERVICE ( KENT PULLUM CALLED IN TO 

CHANGE BELT) ( RICH)
4471-AH0008

0001274674 INVESTIGATE WATER LEAK FOR SECURITY ( SWINFORD OR RICH FAMILIAR) 4200RMG0001

0001281270 THE HUMIDITY IN THE EMI LAB HAS BEEN VERY LOW (SOMETIMES LESS 
THAN 20%). IT IS CAUSING ESD PROBLEMS. PLEASE HAVE SOMEONE CHECK 
THE HUMIDITY CONTROLS ON THE EMI LAB HVAC SYSTEM IN ROOM  TO 
MAKE SURE THE WATER INJECTION IS WORKING PROPERLY.

4708RM1191

0001284500 AH0004, MAKING NOISE ( NAVES) 4727-AH0004
0001274669 REPLACE PRESSURE GAUGE ON CHWP0002 (  4566-CHWP0002
0001271545 REPLACE FAN BEARINGS ON AH0008 4610-AH0008
0001274753 4723 DXAC-` IN HIGH ALARM SWINFORD NOTIFIED 4723
0001248007 4522 /  REPLACE COUPLING AND LASER ALIGN CHWP0001 IN E-1 (CORN) 4522
0001260183 REPLACE MOTOR AND FAN SHEAVES 4353-AH0003
0001274816 REPLACE BELTS ON H&V0006, MAKING NOISE, CHECK SHEAVES , 

ALIGNMENT AND GREASE BEARINGS ( PULLUM)
4619-HV006C

0001263674 REPLACE BELTS ON AH2. J.NEWTON NOTIFIED 4727-AH0002
0001267639 REPAIR LEAKING AH/ SECOND FLOOR MEZZANINE (CHRIST NOTIFIED) 4619RM0145
0001281409 REPAIR INOPERABLE AH-UNIT ( NOTIFIED SWINFORD) 4491-CRU0002
0001281423 4201 ELEV SPT HIGH ALARM SWINFORD NOTIFIED 4201
0001281416 SUPPORT MILLWRIGHTS (NEWTON) 4610RM3015
0001267469 AH0001 MAKING NOISE ( NAVES) 4727-AH0001
0001267628 4708-AHB11-SAF...OFF/ALARM. NAVES NOTIFIED 4708
0001274772 REPAIR HISSING THERMOSTAT 4201RM0200A
0001274775 CRU9-SAF...OFF/ALARM. SWINFORD NOTIFIED 4207
0001281363 SUPPORT MILLWRIGHTS (VANN) 4739RM0105
0001281713 4476-AH0001 /  DISABLED AHU1 FOR MILLWRIGHT. H.WRIGHT FAMILIAR .  

WO TO HVACR.
4476-AH0001

0001281716 4487BC-AH0003 /  DISABLED AHU3/ENABLE ...H.WRIGHT FAMILIAR ..  WO TO 
HVAC

4487BC-AH0003

0001281721 AHU0004 /  SUPPORT ELECTRICAN ON AHU4 ..H.WRIGHT FAMILIAR ..W.O. TO 
HVAC... (4650 PER LAYNE)

4650-AH0004

0001256876 REPAIR HUMIDIFIERS HUM0001 INOPERATIVE & HUM0005 IN ALARM 4650-HUM0001
0001274630 4718-AH6 OFF ALARM P   NOTIFIED 4718
0001274839 CLEAN CHILLWATER STRAINER ON AHB1 4207BSMT
0001281298 ADJUST STATUS ON CHWP1. LAYNE NOTIFIED 4531
0001204651 REPLACE STEAM CYLINDER ON HUM0007 4650-HUM0007
0001281367 4705-AH5-SAF IS OFF AND IN ALARM.  PERRY   RESPONDED. 4705-AH0005
0001281435 4760 RM201 RH HIGH LAYNE NOTIFIED 4760RM0201
0001281467 4732-CRU1 ALARM P   NOPTIFIED 4732-CRU0001
0001281618 ADJUST HVAC CONTROLS TOO COLD 4663RMB0204
0001281652 REPLACE PNEUMATIC REGULATOR 4755RM0119
0001281405 SUPPORT MILLWRIGHTS (NEWTON) ON AH19B 4487
0001281420 SUPPORT MILLWRIGHTS (NEWTON) ON AH19B 4487
0001278256 P110 10TH FLOOR MAIN CONFERENCE ROOM IS REPORTING A LOW TEMP. 

LARRY NAVES NOTIFIED.
4200
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0001278265 ROOM G34 IS REPORTING A HIGH TEMP. ROOM CONTAINS PRINTER THAT 

MUST STAY BELOW A CERTAIN TEMP. SWINFORD NOTIFIED. REPORTED BY 
BRUCE WEAVER

4200

0001263669 ADJUST HVAC CONTROLS TOO HOT IN RM'S C178A, B, C, & D TEMP IN THE 
80'S

4487

0001281297 RM180-SPT IN HIGH ALARM. LAYNE NOTIFIED 4583
0001267350 4201-ELEV-SPT, IN HIGH ALARM. M.RICH NOTIFIED. 4201-DXAC0002
0001267351 4703-CHWS-CHWP1 OFF/A. M.RICH NOTIFIED. 4703-CHWP0001
0001281440 ADJUST HVAC CONTROLS/ 65 DEG./ TOO COLD 4727RM0115
0001281689 VSC REPAIR CONTRACTOR 4732
0001281691 REPAIR EVAPORATIVE COOLERS 4492
0001281711 4493-AH0007 /  DISABLED FOR SERVICE .  H.WRIGHT FAMILIAR ..WO TO 

HVACR..
4493-AH0007

0001267401 REPAIR BLOWER UNITS IN ALLEY ADJACENT TO ROOMS C178 A-D 4487-CWING
0001274832 CLEAN CHILLWATER COILS AND DRAIN PAN 4481-AH0001
0001267290 CHECK EXCESSIVE AIRFLOW, BLOWING HARD AND LOUD 4487RMA0163
0001281296 HWS-HWP2...ON/ALARM. LAYNE NOTIFIED 4612
0001281495 M WING CRU2-SAF...OFF/ALARM. LAYNE NOTIFIED 4663-MWING
0001267285 4663M-101C-SPT IN HIGH ALARM. J.MCCAGHREN NOTIFIED. 4663RMM0101C
0001267289 4707-AH1-SAF OFF/A. J.MCCAGHREN NOTIFIED. (BAILEY) 4707-AH0001
0001271587 4207 / B5A NSSE VAULT TOO HOT. 4207RMB0005
0001274649 REPLACE BELTS AND SET TENSION 4493-AH0007
0001274653 REPLACE BELTS AND SET TENSION 4610-RAF0005
0001281418 SUPPORT MILLWRIGHTS (NEWTON) 4610RM1009
0001274637 4708B-M_1-ALARM, CHECK FOR WATER LEAKS. M.RICH NOTIFIED. 4708B-MDT0001
0001274668 TURN OFF H&V UNIT FOR REPAIRS (  4619-HV0007
0001260084 TOO HOT 80 DEGREES IN ROOMS B202, B200, B201A, B205, B203A, B202B 4487
0001260154 TOO WARM 75 DEGREES 4306
0001260264 ADJUST HVAC CONTROLS/ TOO HOT IN WHOLE BLDG. 4306RM0101
0001281402 SUPPORT MILLWRIGHTS (NEWTON) 4610RM3015
0001274647 REPLACE BELTS AND SET TENSION 4493-AH0008
0001281472 4487-PABX IS IN ALARM.  AK LAFARLETT NOTIFIED. 4487RMB0169
0001271517 4487C HWC-1 LOW TEMPS AK CHECKING 4487
0001254194 4723 DXC-1 HIGH SPT FREY CHECKING 4723-DXAC0001
0001260205 4572 / 2ND FL AIR "NOISE" FROM AIR CONDITIONING UNIT IS EXCESSIVE.  

PLEASE ADJUST AIR HANDLER FOR LOWER AIR FLOW RATE TO MINIMIZE 
AIR FLOW VOLUME.

4572

0001263598 MAINTAIN TEMP. OF 50 TO 70 DEG. (GET KEY FROM 4707RM 156  FOR 
ENTRANCE)

4767

0001267302 START CHILLER (   FAMILIAR) 4566-CHLR0001
0001267398 ADJUST HVAC CONTROLS/ TOO COLD/ 68 DEG. (SWINFORD NOTIFIED) 4481RM0101A
0001260080 CHILL WATER PUMP 2 IS ON AND IN ALARM. GARY LAYNE NOTIFIED. 4524
0001263627 ADJUST HVAC CONTROLS/ TOO HOT 4202RM0416
0001247567 REPLACE SAF FAN BEARINGS ON BOOSTER UNIT. KEITH PULLUM CONTACT 4475-AH0002

0001260041 4481 / E-9 REPLACE BELTS ON AH0017 (2022) 4481-AH0017
0001259689 4610 / E-4 REPAIR FLEX CONNECTION ON AH0011(2026) 4610-AH0011
0001256892 CHECK DXAC ABOVE CEILING ADJACENT TO ROOM 6216. 2026 4203RM6216
0001234520 NOISY AH 4200RMG0006
0001251292 REPLACE BELTS AND SET TENSION 4708B-AH0018
0001259963 4760 / 102 AH EXHAUST FAN OUTSIDE BUILDING MAKING A LOT OF NOISE. 4760RM0102

0001259982 CHECK ALIGNMENT, CHANGE BELT AND CHECK SHEAVES (HILL) 4727-AH0002
0001261835 CHECK BURNING BELT ODOR 4705RMA0204B

Page 25 of 106

(b)(4)

(b)(4)



TOH Workload History 7/1/2005 - 6/30/2006

WONUM DESCRIPTION LOCATION
0001251256 REPAIR HEAT ON RM AC UNIT ON TOP LEVEL 4347
0001251284 WALK BUILDING 4200 FOR FREEZE WATCH ( RICH) 4200
0001259798 4760-DXAC4 NEEDS A SYSTEM FOR FREON LEAKS PER PERRY  4760-DXAC0004
0001254192 ADJUST HVAC CONTROLS TOO HOT 4200RM0536
0001254114 REPLACE BEARINGS IN AH ABOVE CEILING (POC TOM MCCALISTER AT 544-

3696)
4707RM0109A

0001267509 RETURN AIR FAN IS OFF AND IN ALARM. GARY LAYNE NOTIFIED. 4487C-AH0001
0001267577 SUPPORT MILLWRIGHTS IN BLDG. 4610, 4619 AND 4481 (NEWTON) MSFC
0001263651 4727-AH2-SAF OFF/A. 4727-AH0002
0001259938 ADJUST HVAC CONTROLS/ TOO HOT 4487RMB0123
0001259780 4663A0CRU1-SAF OFF/ALARM. M.RICH NOTIFIED. 4663A-CRU0001
0001259782 4493-CRU1-SAF OFF/A, M.RICH NOTIFIED. 4493-CRU0001
0001259819 4755-CHWS-CHWP2 OFF/A, M.RICH NOTIFIED. 4755-CHWP0002
0001259781 4723-DXAC4-SAF OFF/A, RICH NOTIFIED. 4723-DXAC004A
0001248004 4481 /  4481 AH-007-E8 INSPECT AND CHECK VIBRATION BEARING ARE 

MAKING NOISE. (CORN)
4481-AH0007

0001267295 4718-AH1-RH LOW ALARM  G LAYNE NOTIFIED 4718
0001267393 ADJUST HVAC CONTROLS TOO COLD ( SWINFORD AWARE) 4727RM0111
0001267471 DISENGAGE AH0003 ( NAVES) 4727-AH0003
0001274580 4739-AH1-SAF, REPLACE DRIVE BELTS. (MCAGHREN) 4739-AH0001
0001256940 REPLACE STEAM CYLINDER FILL VALVE KIT ON HUM0011 4650-HUM0011
0001263623 SPT IS IN HIGH ALARM. AREA IS FEED BY AH17. GARY LAYNE NOTIFIED. 4481RM0522
0001259824 4610-AHB3-SAF OFF/A. M.RICH NOTIFIED. 4610-AH00B3
0001254022 AH0022 MAKING NOISE (NAVES) 4708B-AH0022
0001254023 AH0020 MAKING NOISE ( NAVES) 4755-AH0020
0001254025 REPAIR PNEUMATIC CONTROLS ON AH0001 ( NAVES) 4702-AH0001
0001274651 REPLACE BELTS AND SET TENSION 4487B-AH0005
0001263643 DPT1 IS IN LOW ALARM. GARY LAYNE NOTIFIED. 4727
0001247597 AH7-HWV HAS A BAD ACTUATOR. 4475-AH0007
0001254208 4650-CHWS-CHWP1  CHWP1 OFF IN ALARM.  J. MCCAGHREN NOTIFIED. 4650-CHWP0001
0001254330 4705-AH19E-SAF OFF/ALARM. J.MCCAGHREN NOTIFIED. 4705-DXAC0004
0001247596 AH4-HWV HAS A BAD ACTUATOR. 4475-AH0004
0001260187 ALIGN MOTOR AND FAN BEARINGS 4481-AH0017
0001260191 REPLACE BELTS AND SET TENSION 4481-AH0016
0001267466 REPAIR FLEX CONNECTOR ON AH0028 ( JOEL) 4705-AH0028
0001260181 REPLACE BELTS AND SET TENSION ON AH0001 4312-AH0001
0001256830 REPLACE ROLLER WHEELS ON HUM0002 4708B-HUM0002
0001256831 REPLACE ROLLER WHEELS ON HUM0003 4708B-HUM0003
0001259656 DXAC-SPT'S IN HIGH ALARM. SWINFORD NOTIFIED 4723
0001267595 REPLACE DPT ON AH0001 ( R. CALRK FAMILIAR) 4623-AH0001
0001267599 DISABLE AH3 & ENABLE AH3. H.WRIGHT FAMILIAR . WO TO HVAC 4207-AH0003
0001247831 4470-RM100-SPT IS IN HIGH ALARM.  TOM FREY NOTIFIED. 4470RM0100
0001259768 RESET CONTROLS CHLR0001 4566 E3 4566
0001259771 TURN OFF AIR HANDLER FOR REPAIRS 4583
0001259733 SOFTWARE LAB ROOM 219 TOO HOT - ADJUST THERMOSTAT 4-5 DEGREES 4755

0001263621 CHECK EQUIPMENT DUE TO POWER LOSS (POLLARD) 4570
0001254322 DISENGAGE SAF0001 ( NAVES) 4708-SAF0001
0001260011 4723 REPAIR OR REPLACE BROKEN TUBING ON BOTH RETURN AIR DAMPER 

ACTUATORS
4723RM0126

0001259791 4555 EF-2 OFF ALARM B DUNN NOTIFIED 4555
0001259713 REPLACE BELTS ON AH 4711-AH0009
0001260193 REPLACE BELTS AND SET TENSION 4481-AH0003
0001260194 REPLACE BELTS AND SET TENSION 4481-AH0008
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0001260015 4481 AH-17 OFF IN ALARM AK CHECKING 4481-AH0017
0001129968 ADJUST HVAC CONTROLS/ TOO HOT 4202RM0400A
0001130057 DXAC3-SAF...OFF/ALARM. LAYNE NOTIFIED 4708
0001129944 ADJUST HVAC CONTROLS TOO COLD 4202RM0400A
0001133054 ADJUST HVAC CONTROLS TOO HOT 4674RM0115
0001130033 4702-AH2-SAF, TOGGLING ON/OFF, RESTORE TO SERVICE. M.RICH NOTIFIED. 4702-DXAC0002

0001130086 ADJUST HVAC CONTROLS TOO COLD 4203RM1201
0001130091 ADJUST HVAC CONTROLS/ TOO COLD 4708RM0249
0001130032 4653-PABX-SAF1, SWAPPED OVER TO BACKUP. M.RICH NOTIFIED. 4653RM0024
0001130456 REPLACE BELTS AND SET TENSION ( KENT P) 4755-AH0025
0001129908 ADJUST HVAC CONTROLS/ TOO HOT/ 84 DEG. 4755RM0323
0001130429 ADJUST HVAC CONTROLS TOO HOT, TEMP IS IN THE 80'S IN THE RM AREA 4487RMB0185
0001130410 REPLACE MOTOR ON FTU125 ( ST. JOHN) 4200RMG0013
0001126798 ADJUST HVAC CONTROLS/ TOO COLD 4200RMG0039
0001126802 ADJUST HVAC CONTROLS TOO COLD 4200RM0956
0001126790 ALIGN SHEAVE USING LASER ALIGNMENT 4663C-AH0004
0001126805 THE CAFETERIA IN BUILDING 4610 HAS BEEN FREEZING COLD FOR SEVERAL 

DAYS NOW. IT`S VERY UNCOMFORTABLE AND LOTS OF PEOPLE HAVE 
COMPLAINED, BUT I DON`T THINK ANYONE HAS REPORTED THIS. THANKS!

4610RMC0100

0001126800 4612 / E2 REPLACE AHU MOTOR9(2313) 4612RM1300
0001118367 Chiller one is off and in alarm. Swinford notified. 4570
0001120964 ADJUST HVAC CONTROLS TOO HOT 4610RM5013
0001118600 Hot water pump 3 is off and in alarm. Gary Layne notified. 4203-HWP0003
0001123727 4663B-PRIP2-CHWS ON ALARM P   NOTIFIED 4663
0001123866 ADJUST HVAC CONTROLS TOO COLD, TEMPS 66 TO 68 4708RM0163
0001123815 ADJUST HVAC CONTROLS/ TOO COLD 4494EAST
0001124185 REPAIR LEAKING AH11 4707-AH0011
0001124177 ADJUST HVAC CONTROLS/ TOO COLD/ IN THE 60'S 4494EAST
0001123687 4618 HIGH STEAM PRESSURE SWINFORD NOTIFIED 4618
0001123850 85 DEGREES - CANNOT BREATH - ROOM 131 4487
0001118881 ADJUST HVAC CONTROLS/ TOO HOT/ NO AIR 4200RM0210A
0001123716 4481-ACMP3_4 LOW ALARM P   NOTIFIED 4481-ACMP0003
0001123777 AH40-SAF...OFF/ALARM. SWINFORD NOTIFIED 4481
0001123741 RM522-SPT IN HIGH ALARM.   NOTIFIED. 4481
0001123496 CH1-CHWST IN HIGH ALARM. WADELL NOTIFIED 4663
0001123838 EXTREMELY COLD AIR COMING FROM VENTS IN ROOMS 100-113 (STEAM 

TURNED ON YET?)
4619RM0101

0001123732 4718-1-ACCU1-ALARM, CHECK AND RESET ALARM. M.RICH NOTIFIED. 4718-1-CHLR0001
0001123712 4663B-HWC1-HWST HIGH ALARM 4663
0001118395 RAF off in alarm. Swinford notified. 4619-AH0024
0001123664 4650 / 201 CONNECT CONTROL AIR TO REHEAT COIL OUTSIDE RM.201 (2030) 4650RM0201
0001123663 4650 / 203 CONNECT CONTROL AIR TO REHEAT COIL OUTSIDE RM.203 (2030) 4650RM0203
0001118399 Chiller 1 is off and in alarm. Unit has toggled off and on 24 times since 9/6/05. Swinford 

notified.
4570

0001110390 MILLWRIGHTS TO CHECK AHB-1 NOISEY 4203
0001110719 ADJUST HVAC CONTROLS/ TOO COLD 4674
0001105702 4203 VAV 431 CHECK DAMPER OPERATION 4203-AH0004
0001118406 PLEASE CHECK A/C AIR FLOW IN RMA 225B 4487
0001121025 4203-HWS-HWP3, OFF/ALARM. J.MCCAGHREN NOTIFIED. 4203-HWP0003
0001105674 REPLACE BELTS, SET TENSION AND ALIGN SHEAVES 4667-SAF0011
0001121022 4471-H&V1-SAF, OFF/A. M.RICH NOTIFIED. 4471-HV0001
0001121020 4475-AH2-RAF, OFF/A M.RICH NOTIFIED. 4475-AH0002
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0001110382 4663 ROOM A109-SPT-1 LOW ALARM 4663RMA0109
0001120981 ADJUST HVAC CONTROLS/ TOO COLD/ IN THE 60'S IN ROOMS 129 AND 132B 4491FLR01

0001118519 ADJUST HVAC CONTROLS/ TOO HOT/ ENTIRE BLDG. 4202
0001102674 CHECK OPERATION AND PERFORMANCE ON DXAC0001 4312-DXAC0001
0001102248 ADJUST HVAC CONTROLS IN ROOMS 105 AND IN B100/ TOO HOT 4755
0001102247 REPAIR CRU0003 4436RM0112
0001102303 ADJUST HVAC CONTROLS/ TOO HOT 4755RM0211
0001102220 4760 ROOM 201 HIGH SPT AK CHECKING 4760RM0201
0001102209 4473-sump2-lo_alarm p   notified 4473
0001095329 ALIGN SHEAVES AND SET TENSION 4583-AH0001
0001095585 AH1 off in alarm. Swinford notified. 4241-AH0001
0001095509 ADJUST HVAC CONTROLS TOO COLD IN RM 601 & 602 4200FLR06
0001095500 AH11-SPT IN HIGH ALARM. SWINFORD NOTIFIED 4718-AH0001
0001095476 ADJUST HVAC CONTROLS/ TOO HOT/ 80 DEG. 4619RM0142
0001098695 ADJUST HVAC CONTROLS TOO HOT 4494FLR01
0001098663 DXAC3-SPTZ1 HIGH IN ALARM. NOTIFIED GARY LAYNE. 4723
0001098686 ADJUST HVAC CONTROLS TOO HOT 4708RM1107
0001095807 ADJUST AIR FLOW 4619RM0223
0001102275 ADJUST HVAC CONTROLS/ TOO HOT IN ROOMS 2421 AND 2422 4203FLR02
0001098708 HWS-HWP4 OFF IN ALARM. NOTIFIED STEVE SWINFORD. 4707
0001102173 4663B-M_1-ALARM G LAYNE NOTIFIED 4663
0001095838 ADJUST HVAC CONTROLS/ NO AIR 4723RM0122
0001102139 4610-AH2-SAF, OFF/ALARM, M.RICH NOTIFIED. 4610-AH0002
0001102132 4727-AH2-SAF, OFF/A, NEEDS BOTH DRIVE BELTS REPLACED. 4727-AH0002
0001102266 ADJUST HVAC CONTROLS/ TOO HOT/ BLOWING HOT AIR 4203FLR05
0001102105 ADJUST HVAC CONTROLS/ TOO COLD/ 68 DEG. 4705RMA0201
0001090315 4487C-AH1-SAF  UNIT OFF IN ALARM.  J. MCCAGHREN NOTIFIED. 4487
0001089758 REPLACE MOTOR BASE ON AH0001 4653-AH0001
0001084071 4487C-AH22-SAF IS OFF/A:NOTIFIED LAYNE 4487C-AH0022
0001084022 ADJUST HVAC CONTROLS/ TOO COLD/ 58 DEG. 4522
0001083819 TOO HOT 4487RMB0200B
0001090539 ADJUST HVAC CONTROLS TOO HOT 4481RM0438A
0001089793 4653-AH1-SAF  UNIT OFF IN ALARM.  J. SCRIVNER NOTIFIED TO CHECK 

CURRENT.
4653

0001083858 AIR HANDLING UNIT BLOWING WARM AIR INSTEAD OF COLD 4755
0001083780 NOISY AH 4708RM0116
0001089783 4610-HWS-HWP3 IS ON AND IN ALARM.  TOM FREY NOTIFIED. 4610-HWP0003
0001083915 4653-PABX-SAF1 OFF/ALARM. M.RICH NOTIFIED TO RESTART. 4653-DXAC0001
0001083977 ADJUST HVAC CONTROLS/ TOO HOT 4203RM3004
0001086964 ADJUST HVAC CONTROLS TOO COLD 4201RMB0013
0001086961 NO AIR 4723
0001084006 4760 ROOM M201 HIGH SPT & RH% AK CHECKING 4760RM0201
0001090512 ADJUST HVAC CONTROLS TOO HOT IN 105A & B 4205FLR01
0001090505 ADJUST HVAC CONTROLS TOO HOT IN RM 222F 4200RM0222
0001089839 REPAIR HUM0001, 6, 3, 5 4650FLR01
0001089806 4727 / E-1 INSTALL NEW FILTERS IN UNITS. 2326 TOH 4727RM0103
0001070561 4241 AH1 IS NOT COOLING:NOTIIFIED LAYNE 4241-AH0001
0001064351 4583 /  INSTALL AUTOMATIC CONDENSATE RELEASE ON CONTROL AIR 

COMPRESSOR 0005.
4583-ACMP0005

0001064452 4619-DXAC3-SAF IS OFF/A:NOTIFIED SWINFORD 4619-DXAC0003
0001070284 4663bCHILLER 1 HEAD PRESSURE IS IN HIGH ALARM:NOTIFIED  4663B-CHLR0001
0001077709 ADJUST HVAC CONTROLS/ TOO HOT 4244WEST
0001077706 REPLACE BELT AND SET TENSION 4708-SAF0014
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0001070332 4475 HWP-1 OFF IN ALARM FREY CHECKING 4475-HWP0001
0001064372 4723-DXAC3-SPTZ1 IS IN HIGH ALARM:NOTIFIED LAYNE 4723RM0111A
0001070489 REPLACE MOTOR ON AHU #15 4708A-AH0015
0001070524 4723 ACCU NEEDS TO BE RESET:NOTIFIED PERRY  4723
0001064465 REPAIR NOISY AH 4755RM0301A
0001077672 Room 201 RH is in high alarm. Gary Layne notified. 4760-DXAC0004
0001077592 4207 AH4, TV Studio is too cold. Layne notified 4207-AH0004
0001077587 CHECK FOR EXTREME NOISE, POSSIBLE BEARING. IN PIT 4615 46AREA
0001077563 REPAIR DXAC-UNIT COOLING FAN 4250WEST
0001077653 4663A ROOM A109 IN HIGH ALARM OSCAR CHECKING 4663RMA0109
0001064092 ADJUST HVAC CONTROLS TOO HOT 4200PENT
0001077634 4610-SPMP1-SUHIAL, IN HIGH ALARM. W.RITTER NOTIFIED. 4610-SPMP001A
0001064489 ADJUST HVAC CONTROLS TOO HOT IN RM 106 AREA 4705FLR01
0001064071 AH1 & AH2 SAF NOT COOLING. NOTIFIED STEVE SWINFORD. 4707
0001070399 DISENGAGE AH0007 /NAVES 4718-1-AH0007
0001070340 4471-HV5-SAF OFF ALARM. J.MCCAGHREN NOTIFIED. 4471-HV0005
0001070396 DISENGAGE AH0006/ NAVES 4718-1
0001064386 ADJUST HVAC CONTROLS TOO HOT 4487RMA0225A
0001057404 ADJUST HVAC CONTROLS TOO HOT 4471RMA0103
0001057482 UNIT 4707-CRU0006 IS IN ALARM. 4707RM0157A
0001056528 REPAIR LEAKING AH-UNIT 4705RMB0214
0001057434 4720-WALKIN-COOLR, IN HIGH SPT ALARM. A.K. LAFARLETT NOTIFIED. 4720-COLR0001
0001057767 4487-RM B142  SECURITY REPORTS AUDIBLE ALARM FROM RM B142 AT 4487.  

J. MCCAGHREN NOTIFIED.
4487RMB0142

0001057808 ADJUST BELT WITH GAUGE 4708-AH00B2
0001052324 C wing 2d floor Rm 208. Received call that room was too warm. Notified Steve Swinford. 4708

0001057848 ADJUST HVAC CONTROLS/ TOO HOT/ 80 DEG./ NO AIR 4732RM0111
0001057538 REPLACE FAN AND MOTOR SHEAVES 4653-AH0001
0001057536 ADJUST BELT TENSION WITH GAUGE 4650-AH0005
0001064403 4707 / T112E REPAIR LEAKING CHILL WATER CHILLER IN EQUIPMENT ROOM 

# 4 (ROOM T112E OR E-4) OF BUILDING 4707 TOWER.
4707RMT0112E

0001064047 AH10 HAS NO DELTA T ACROSS COOLING COIL. NOTIFIED STEVE SWINFORD. 4205-AH0010

0001057820 ADJUST TEMPS FOR EVENT 4316
0001057802 RESET AIRHANDLER ( HIGGINBOTTOM) 4312
0001070632 4711-AH14-SAF  UNIT OFF IN ALARM.  J. MCCAGHREN NOTIFIED 4711
0001057527 REPLACE FILTERS (2026) 4663RMA0184
0001057645 ADJUST HVAC CONTROLS/ NO AIR IN ENTIRE BLDG. 4655
0001057641 CHECK AH 28 FOR LEAK THROUGH ON STEAM VALVE:NOTIFIED SWINFORD 4707-AH0028

0001057494 FREEZ1 IN HIGH ALARM. SWINFORD NOTIFIED 4707
0001057838 REPLACE TEMPERATURE CONTROL 4244-CRU0001
0001050803 REPAIR BROKEN BELT ON AH-UNIT ON THE FOURTH LEVEL OF THE TOWER 4707TWR04

0001044163 4251-DXAC3-SAF  UNIT OFF IN ALARM.  J. MCCAGHREN NOTIFIED.  MOTOR 
NEEDS TO BE REPLACED.

4251

0001043849 CHECK OPERATION OF DXAC0003, MAKING A BUZZING NOISE 4244-DXAC0003
0001043902 4705 / E-17 SET TENSION ON AH0027 (2022) 4705-AH0027
0001050538 4650 /  E-2 REPLACE MOTOR BEARINGS IN HWP0001, PTI FIND 4650-HWP0001
0001050535 4702 /  REPLACE BELT ON EAFOOO1 E-1, PTI FIND 4702-EAF0001
0001044058 4570-CHWS-CHWP1, IN UNAUTHORIZED OF ON. M.RICH NOTIFIED. 4570-CHWP0001
0001044005 ADJUST HVAC CONTROLS TOO HOT--NO AIR 4708RMB0024
0001050719 REPAIR/ REPLACE MOTOR ON AH4 IN ROOM E4 4663RMA0184
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0001043927 ADJUST HVAC CONTROLS TOO HOT/ NO AIR FLOW 4205RM0105F
0001043888 CHECK, REPAIR WINDOW UNIT / POC TIM LAWRENCE 4-2660 4612RM1123
0001043980 4492-AH1-SAF, SAT TOO HIGH, RESET 2ND STAGE. M.RICH NOTIFIED. 4492-DXAC0001
0001038840 HIGH HUMIDITY IN LAB/ LAYNE AWARE 4708RM0123
0001050620 4708-hwp1b is off/a:notified swinford 4708
0001050459 RM201 RH AND SPT HIGH IN ALARM. NOTIFIED STEVE SWINFORD. 4760
0001044159 4653 PABX-1 OFF IN ALARM AK CHECKING 4653
0001039150 CLEAN STRAINER AND BACK FLUSH CHILL WATER COIL 4487AB-AH0021
0001050836 REPAIR LEAK ON AHU. 4487RMB0187A
0001044203 REPAIR AIRHANDLER, INOPERABLE, LOCATED OUTSIDE, EAST SIDE 4549EAST
0001044043 DISENGAGE AH0011 ( NAVES) 4708
0001050612 UNKNOWN ALARM IN LAB AIR PRESSURE 4205RM0105
0001044205 ADJUST HVAC CONTROLS TOO HOT--(POSSIBLY AH TURNED OFF) 4755RM0105
0001043984 4708 /  ISOLATE AND RESTORE POWER TO AH00B13 4708
0001028039 4491-AH1-SPTZ3 IS IN HIGH ALARM:NOTIFIED LAYNE 4491-AH0001
0001039122 4251 / 11 ROOM TOO HOT.  NO AIR COMING FROM VENT.  AIR CONDITIONER 

NOT WORKING.
4251RM0011

0001033345 A WING AH20-RAF TOGGLING ON/OFF IN ALARM. NOTIFIED H.WRIGHT. 4708
0001027888 4207-AH2'S RAT IS READING TOO HIGH:NOTIFIED  4207-AH0002
0001028045 ADJUST HVAC CONTROLS TOO COLD 4610RM4037
0001028040 ADJUST HVAC CONTROLS TOO HOT 4481RM0506A
0001039013 NO AIR IN TEST STAND 300 4561
0001033443 4570-CH1-CTL  CHILLER 1 AND PUMP 1 OFF IN ALARM AT 4570.  J. 

MCCAGHREN NOTIFIED.
4570

0001038919 ADJUST HVAC CONTROLS TOO HOT 4755FLR04
0001039000 4723-DXAC4-SPTZ1, IN HIGH ALARM, P.   NOTIFIED. 4723-DXAC004A
0001038997 4723 HAS HIGH SPT'S.  AK LAFARLETT NOTIFIED. 4723-DXAC0001
0001033536 4619-AH30-SAF IS OFF/A:NOTIFIED SWINFORD 4619-AH0030
0001033524 4723-DXAC4-SPT  SPACE TEMP IN HIGH ALARM.  J. MCCAGHREN NOTIFIED. 4723

0001038918 M-WING RECEIVED CALL THAT OCCUPANTS ARE WARM AND THEY SMELL 
SOMETHING LIKE A BURNT BELT COMING FROM AN AIR HANDLER. 
NOTIFIED GARY LAYNE.

4663

0001038767 CLEAN STRAINER ON AH0002 4663M-AH0002
0001044063 4705-AH3-RH  ROOM A106 RELATIVE HUMIDITY IN HIGH ALARM.  J. 

MCCAGHREN NOTIFIED.
4705

0001039220 4619E9 /  REPAIR OR REPLACE UNION ON DRAIN LINE ON AIRHANDLER 21 4619RME0009
0001039056 4201-PABX-RH IS IN HIGH ALARM:NOTIFIED LAYNE 4201
0001033514 ADJUST HVAC CONTROLS TOO HOT 4306
0001027874 TOO COLD  - 62 DEGREES IN OFFICE AREA 4202RM0116
0001038847 ADJUST HVAC CONTROLS TOO HOT 4202RM0300D
0001039129 CLEAN STRAINER AND BACK FLUSH CHILLED WATER COIL ON AH0001 4707-AH0001
0001039128 AC VENT LEAKING CONDENSATE INTO COPY MACHINE (NOTIFIED STEVE 

SWINFORD)
4732RM0108

0001071159 ADJUST HVAC CONTROLS/ TOO COLD 4708RM0138
0001038995 4708B-AHB1-CDKT PLEASE CONFIRM READING OF THIS SENSOR AND REPAIR 

OR REPLACE AS NEEDED
4708

0001027716 ADJUST HVAC CONTROLS TOO HOT/ 85 DEG. 4663RMB0202
0001039061 ADJUST HVAC CONTROLS TOO HOT , 80 DEGREES 4200RM0603A
0001038878 ADJUST HVAC CONTROLS TOO HOT IN ROOMS A208M AND A212L 4487-AWING
0001027895 4760-WALKIN-COOLR1 IS IN HIGH ALARM:NOTIFIED SWINFORD 4720
0001027735 4707-AH9-SAF, OFF ALARM, J.MCCAGHREN NOTIFIED. 4707-AH0009
0001038929 CHILLER #3 AND CHWP#2 OFF IN ALARM. NOTIFIED GARY LAYNE. 4207
0001033399 CLEAN STRAINER ON AH0023 (  4619-AH0023
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0001027606 AH11 NO DELTA T. TOO WARM. NOTIFIED GARY LAYNE. 4205
0001027604 AH9 NO DELTA T. TOO WARM. NOTIFIED GARY LAYNE. 4205
0001021202 ADJUST HVAC CONTROLS TOO HOT--NO AIR 4487RMC0162
0001027634 4493 RM.160 /  ADJUST DIRECTION OF AIRFLOW A D CHECK HUMIDITY AS 

PER CUSTOMER REQUEST .H.WRIGHT
4493RM0160

0001027830 ADJUST HVAC CONTROLS TOO COLD 4712RMD0121
0001021170 4692-RM1-SPT, IN HIGH SPT ALARM. J.MCCAGHREN NOTIFIED. 4692
0001027818 CHECK OPERATION OF AH-UINIT, NO AIR FLOW 4623FLR01
0001027721 REPAIR LEAK ON AH0003 (2023) 4487B-AH0003
0001356659 AHB2-SARH IS IN HIGH ALARM. SENSOR NEEDS TO BE CHECKED FOR 

ACCURACY. (NORTON)
4207

0001356690 4705-AH10-SAF IS ON AND IN ALARM.  TOM FREY NOTIFIED. 4705-AH0010
0001351274 REPAIR AIRCONDITION UNIT IN ROOFING TRAILER IN M-1 YARD. M1YARD
0001356785 ADJUST HVAC CONTROLS TOO HOT  (85DEG) 4203RMB0102
0001351035 CHECK FOR SOURCE OF HISSING SOUND 4612RM1410
0001348815 4711-AH13  AIR FILTERS NEED CHANGING PER J. MCCAGHREN 4711
0001021371 4707 AH-7 OFF IN ALARM FREY CHECKING LEFT OVER FROM OUTAGE 4707-AH0007
0001338298 DXAC02 IS IN HIGH SPT ALARM. SWINFORD NOTIFIED. 4723
0001332716 PABX-RH IN HIGH ALARM. LAYNE NOTIFIED 4583
0001021372 4708 AHB-3 RAF OFF IN ALARM FREY CHECKING LEFT FROM OUTAGE 4708
0001332714 AH10-CCSAT IN HIGH ALARM. LAYNE NOTIFIED 4205
0001356719 ADJUST HVAC CONTROLS/ TOO COLD (62 DEG.) 4202RM0420
0001332880 REPAIR DRAIN ON AH 11A (BROKEN OFF) 4708RM1114A
0001021377 REPAIR LEAK ON REHEAT COIL (2023) 4487RMAB0201
0001330001 REPLACE MOTOR TO ACMP 4531
0001338302 4202 / 122A HVAC REPORTS NOT ENOUGH COOLING, CHECK TO SEE IF MORE 

AIR AVALIABLE. 2026
4202RM0122A

0001332945 ADJUST HVAC CONTROLS TOO HOT ( CHRISTY DANE NOT FOUND IN 
GLOBAL LISTING)

4200RM0149A

0001344871 4619 HUMIDIFIER 12 ROOM 169 REPAIR SYSTEM 4619RM0169
0001341991 4315-AH3-SAF, GAS BURNER OFF, RESTORE TO SERVICE. J.MCCAGHREN 

NOTIFIED.
4315-AH0003

0001351294 REPLACE BELTS AND SET TENSION 4705-AH0047
0001021376 REPAIR FLEX DUCTWORK ABOVE THE CEILING (2026) 4487RMB0180
0001344926 ADJUST HVAC CONTROLS TOO COLD 4201RM0424
0001332772 INVESTIGATE LOW STATIC AIR PRESSURE (NEWTON AWARE) 4207-AH0003
0001326895 CH1-CTL...OFF/ALARM. O.WRIGHT NOTIFIED 4653
0001344995 ADJUST HVAC CONTROLS TOO HOT, TEMP @ 80 4487RMAB0217
0001351056 4708 E-12.  SECURITY REPORTS AN BAD NOISE AND SMELL COMING FROM 

THE EQUIPMENT ROOM.  TOM FREY NOTIFIED.
4708-BFP0001

0001335702 ADJUST HVAC CONTROLS/ TOO HOT  (77 DEG. WITH FAN ON) 4487RMA0217B
0001335710 CHECK DXAC UNIT ON S.W. SIDE OF BLDG. CREATING AN ODOR 4656
0001356709 4718-CHWS-CHWP1 IS TOGGLING.  AK LAFARLETT NOTIFIED. 4718-CHWP0001
0001342088 REPAIR LEAKING AIR HANDLER NEAR ROOM 101 BEHIND THE CURTAIN 4707FLR01
0001351012 REPLACE BELTS ON AH0007 (2022) 4705RMC0105
0001351010 REPLACE BELTS ON AH0006A (2022) 4705RMC0105
0001348758 TURN ON AIR AT SOUTH END OF BUILDING 4666RM0371
0001356696 4705-AH14-SAF IS ON AND IN ALARM.  TOM FREY NOTIFIED. 4705-AH0014
0001351199 RESET AIR COOLED CONDENSING UNIT. NOTIFIED LARRY NAIVES. 4723
0001351174 CHANGE FILTERS IN AH022A IN E - 11. NOT ON P.M. 4663A-AH022A
0001313874 REPLACE BEARINGS AND REPAIR SHAFT ON DXAC0001 4539-DXAC0001
0001344903 ADJUST HVAC CONTROLS TOO HOT, PLEASE CHECK SET POINT IN SUITE 4201RM0119
0001335800 HWC3-HWST IN LOW ALARM. NAVES NOTIFIED 4487
0001320518 TURN DOWN OR OFF BASEMENT AIR CONDITIONER 4201
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0001327192 CRU0001A OF IN ALARM (2030) 4663RMM0103
0001327089 ADJUST HVAC CONTROLS IN CHEMICAL STORAGE AREA/ AC NOT WORKING 

PROPERLY
4739

0001327059 ADJUST HVAC CONTROLS/ TOO HOT 4708RM0247
0001338108 4755-WATER-LEAK  USER REPORTS WATER STANDING AROUND UNIT IN E4.  

M. RICH NOTIFIED.
4755

0001326983 4530-AH1-SAF IS OFF AND IN ALARM.  MATT RICH NOTIFIED. 4530-AH0001
0001356579 4202 ELEV. ROOM HIGH SPT ALARM BOND CHECKING 4202
0001320447 ADJUST HVAC CONTROLS/ BLOWING DEHUMIDIFIED AIR (TOO STUFFY) 4708RM1206
0001342077 ADJUST HVAC CONTROLS TOO COLD ( SWINFORD AWARE) 4487RMB0214
0001300854 REPLACE AIR HANDLER MOTOR WITH NEW E PLUS MOTOR 4663C-RAF0003
0001300850 REPLACE FAN AND MOTOR SHEAVES ON RAF0023 4619-RAF0023
0001348835 DISABLE AH0007 (  4493RM0155
0001294347 HWS-HWP1...OFF/ALARM. LAYNE NOTIFIED 4755-HWP0001
0001314083 NO AIRFLOW , TOO HOT 4708RM0229
0001307868 PULL PUMP AND CARRY TO SHOP REPAIR 4747RM0108
0001294350 CHECK AIR FLOW, DOORS NOT CLOSING PROPERLY FROM EXCESSIVE AIR 

PRESSURE ( THIGPEN)
4600

0001320554 ADJUST HVAC CONTROLS TOO HOT 4312FLR01
0001313918 ADJUST HVAC CONTROLS TOO COLD IN NORTH HALL 4202RM0511
0001307544 ADJUST HVAC CONTROLS/ TOO COLD/ IN THE 60'S 4583RM0170
0001300871 4727 / 102-12 NEED AIR CONDITIONER EVALUATED TO SEE IF IT CAN BE 

REDIRECTED BUT FOLKS IN THE CUBICLES TO THE LEFT AND RIGHT ARE 
ALSO COLD.

4727RM0102-12

0001338006 REPAIR MOTOR BRACKET ON CRU0003 ( NAVES) 4708-CRU0003
0001338186 4205 /  UNSTOP DRAIN AH 10UNIT. 4205-AH0010
0001338029 USER IN ROOM 226 AND 229 IS TOO COLD. FEED BY AH6. HWC3 TEMP IS IN 

LOW ALARM. L. NAVES NOTIFIED.
4708A-AH0006

0001338356 ADJUST HVAC CONTROLS/ TOO COLD (WHOLE FLOOR) 4755FLR03
0001344946 REPAIR CRU 17 (HERSHEL WRIGHT FAMILIAR) 4207-CRU0017
0001344873 4670 FREY CHECKING AH-1,2,3 OFF IN ALARM AFTER POWER OUTAGE 4670-AH0001
0001287217 REPLACE ACTUATOR & CHILLWATER VALVE ON  CRU0009 - GARY LAYNE 

FAMILIAR
4207-CRU0009

0001332850 4207 CHWP-2 OFF IN ALARM   CHECKING 4207-CHWP0002
0001021335 ADJUST HVAC CONTROLS TOO HOT--NO AIR 4655
0001287364 REPLACE BELTS ON EAF0002 (2022) 4607-EAF0002
0001294178 ADJUST HVAC CONTROLS TOO HOT 4202RM0211
0001301237 4205-AH8  AIR FILTERS AND BELTS NEED REPLACING PER J. MCCAGHREN. 4205
0001317385 REPLACE FAN BEARINGS ON AH0014 4205-AH0014
0001313878 4487 / E-46 ISOLATE POWER TO AH0004 (2030) 4487RMW0103A
0001021311 4561-CH1 IS OFF/A:NOTIFIED SWINFORD 4561-CHLR0001
0001317417 DISABLE AND ENABLE CHWP0006 FOR REPAIR (  4473
0001317416 DISABLE CHWP0003 FOR REPAIR (  4473
0001327078 4471 /  AH0011 LOCATED IN E-2 HAS A LOUD MOTOR NOISE. PERFORM 

VIBRATION ANALYSIS.  J. GRIMES POC
4471-AH0011

0001326939 ADJUST HVAC CONTROLS TOO HOT ( SWINFORD AWARE) 4202RM0406
0001330094 REPLACE BELTS AND SET TENSION 4487A-AH0027
0001330088 REPLACE MOTOR BEARINGS 4353-ACMP0001
0001330070 CLEAN STRAINER ON PRIM PUMP0002 4663B-PRIP0002
0001314084 VERIFY OPERATION OF CRU0001 4436-CRU0001
0001330050 4755-CRU6-ALARM, IN ALARM, J.MCCAGHREN NOTIFIED. 4755-DXAC0006
0001284496 TURN DOWN AIR FLOW (BLOWING TOO STRONG ON USER) 4600RM1305
0001021314 CLEAN CHILLWATER STRAINER 4203-AH0004
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0001294510 FIX AIR CONDITIONING IN ROOM 112. RECORDED TEMPERATURES EXCEED 

90 DEGREES IN PM. NOTE: REST OF BUILDING SEEMS UNAFFECTED.
4727RM0112

0001307748 ADJUST THE WATER FLOW THROUGH CH2 TO 2800 GPM. 4473
0001294536 REPLACE PACKING IN CWP0001 4473
0001294531 REPLACE PACKING IN CWP0006 4473
0001267376 ADJUST HVAC CONTROLS IN ROOM C178/ 85 DEG. 4487-CWING
0001260227 4492-DXAC0001 /  INSTALL INLINE PNEUMATIC FILTER BEFORE T-8000`S..NO 

EQ. BARCODE NO.     H.WRIGHT FAMILIAR . W.O. GOES TO HVAC!
4492-DXAC0001

0001021367 ADJUST HVAC CONTROLS TOO HOT/ NO AIR 4487RMAB0215
0001260202 4487 / E-7 REPLACE MOTOR SHEAVE ON AH0019C  (2322) 4487RMA0183F
0001260036 ADJUST HVAC CONTROLS/ TOO COLD ON THE FITNESS SIDE 4315
0001259877 ADJUST HVAC CONTROLS/ TOO COLD 4711RMW0112A
0001259688 4610 / E6 REPAIR FLEX CONNECTION ON AH0025(2026) 4610-AH0025
0001259986 PUT HOA FOR HV22 AND 38 BACK IN THE AUTO POSITION. LAYNE NOTIFIED 4708

0001267489 4708 / MEZZ ISOLATE AND RESET POWER TO SAF0001 (2030) 4708
0001267347 4201-ELEV-SPT IS IN HIGH ALARM.  TOM FREY NOTIFIED. 4201-DXAC0002
0001284503 DISENGAGE AH0032 ( NAVES) 4755-AH0032
0001284502 DISENGAGE AH0001 ( NAVES) 4727-AH0001
0001259726 4708 /  SAF0001 ON THE MEZZANINE, BELT GUARD NEEDS ADDITIONAL 

SUPPORT BRACKETS TO KEEP THE GUARD OFF OF THE SHEAVES. (GRIMES)
4708-SAF0001

0001021239 In alarm. AC notified. 4493-CRU0001
0001253952 USER IN ROOM 254 CALLED IN A COLD CALL. AH2 SPT SENSOR IS LOCATED 

IN SW HALLWAY IN FRONT OF E6. AH2 IS LOCATED IN E6.   
NOTIFIED.

4481-AH0002

0001291087 CHILL WATER PUMP 2 IS OFF AND IN ALARM. 4205-CHWP0002
0001307721 ADJUST HVAC CONTROLS TOO HOT 85 DEGREES 4487RMB0219B
0001307683 CHECK RELATIVE HUMIDITY AND TEMP IN SPRAY BOOTH 4739RM0104
0001294467 4708A-M_ALARM FREY CHECKING 4708
0001294147 TURN AH-UNIT BACK ON TO ROOM ONCE PLASTIC HAS BEEN REMOVED 

FROM VENTS
4205RM0110

0001310706 ADJUST HVAC CONTROLS/ (HOT AND STUFFY) (SWINFORD NOTIFIED) 4663RMM0117
0001300928 4436 RM 109 RH HIGH ALARM LAYNE 4436
0001294256 4436-RM 109  USER REPORTS AIR HANDLER UNIT IN RM 109 MAKING LOUD 

NOISE.  M. RICH NOTIFIED.
4436

0001329994 4612 / 1311 TEMPERATURE NEEDS TO BE INCREASED TO BE CLOSER TO 80F. 4612RM1311
0001326881 CHWS-CHWP1...OFF/ALARM. SWINFORD NOTIFIED 4531
0001330014 CLEAN STRAINER ON CRU0007 4663M-CRU0007
0001324101 REPAIR CONTROLS ON AH0018A ( NAVES) 4705-AH018A
0001260052 4707 TOWER AH11 /  REPAIR LEAK IN STEAM COIL. AH0011 IS ON LEVEL 4 

(  
4707-AH0011

0001247672 DISENGAGE AH0048 ( NAVES) 4705-AH0002
0001281477 4723 DXAC-4 ZONE 1 IN HIGH ALARM 4723
0001251325 SUPPORT SHEETMETAL ON AH11 (S.VANN) 4711-AH0011
0001251324 ASSIST MILLWRIGHTS ON AH  (POLLARD) 4670BSMT
0001281392 BEARINGS IN SQUIRREL CAGE BLOWER ARE MAKING LOUD KNOCKING 

SOUND.
4315-AH0002

0001287539 EVALUATE ACMP TO SEE IF IT IS NEEDED 4619RMB0137A
0001281315 START UP SAF0003 FOR SUMMER  ( VANN) 4707
0001281373 4531-CHWS-CHWP1  PUMP OFF IN ALARM.  M. RICH NOTIFIED. 4531
0001301005 4205 AH7 PLEASE CHECK THE FILTERS ON THIS UNIT 4205
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0001294131 UPS CRU IN ALARM (RICH) 4475
0001320623 4629 / OS.N. CHILLER IS WINTERIZED. NEED TO MAKE READY AND LOAD 

TEST FOR SUMMER USE. GARY LAYNE FAMILIAR.
4629

0001301102 ADJUST HVAC CONTROLS/ TOO HOT IN ROOMS B262 AND B263 (80 DEG.)  
(LAYNE NOTIFIED)

4487-BWING

0001317475 AH1....OFF/ALARM. LAYNE NOTIFIED 4561
0001310629 CHILLER 8 IS IN HIGH FLOW ALARM AT 3300 GPMS. NEEDS TO BE ADJUSTED 

TO 2800 GPM.   NOTIFIED.
4473-CHLR0008

0001247729 AH0013 MAKING NOISE ( NAVES) 4755-AH0013
0001247728 REPLACE BELTS ON DXAC0003 ( NAVES) 4777-DXAC0003
0001247764 AIR CONDITIONER RUNNING FULL BLAST AGAINST HEAT SE CORNER 4201RM0220
0001260260 HOT WATER CONVERTER IS IN LOW ALARM. GARY LAYNE NOTIFIED. 

LOCATED IN ROOM 102
4649

0001259801 4759-CRU1-ALARM.  AK LAFARLETT NOTIFIED. 4759-CRU0001
0001256885 RAF IS OFF AND IN ALARM. GARY LAYNE AND LARRY NAVES NOTIFIED. 

UNIT IS CONTINUOUS RUN.
4708A-AH0020

0001251309 REPAIR CONTROL AIR LEAK ON AH#2/ CWING (NAVES) 4708
0001274650 REPLACE BELTS AND SET TENSION 4491-AH0003
0001267468 AH0026 MAKING NOISE ( NAVES) 4705-AH0026
0001267467 DISENGAGE AH0011 ( NAVES) 4707-AH0011
0001267397 ADJUST HVAC CONTROLS TOO COLD 4200RM0105
0001274652 REPLACE BELTS AND SET TENSION 4487B-AH0004
0001281720 4493-AH0005 /  DISABLED AHU5 FOR SERVICES . H.WRIGHT FAMILIAR . WO 

TTO HVAVC
4493-AH0005

0001300951 NO AIR 4663RMM0117
0001300939 UCS REQUESTED TO CHECK CR6 (H.WRIGHT) 4473
0001301255 REPAIR NOISY BELTS ON CRU0023 IN RM.160 4663
0001301099 CH9-GPM IN LOW ALARM. SWINFORD 4473
0001021324 REPLACE TENSION BELTS AND SET TENSION 4705-AH013A
0001287357 4723 DXAC-4 ZONE 1 IN HIGH ALARM 4723
0001267598 DISABLE AHU8 & REENABLE.  H.WRIGHT FAMILIAR . W.O. TO HVAC. 4207-AH0008
0001267597 SUPPORT MILLWRIGHT ON AHU5..H.WRIGHT FAMILIAR ..W.O. TO HVAC.. 4207-AH0005
0001253975 ADJUST HVAC CONTROLS/ TOO COLD 4481RM0390
0001259784 4708A-M_1-ALARM, IN ALARM DUE TO POWER. L.BORDEN NOTIFIED. 4708A-MDT0001
0001254220 REPAIR PNEUMATIC LEAKS IN E-14 PANEL ( JOEL) 4663RMC0262
0001259984 ADJUST HVAC CONTROLS/ TOO HOT 4707RM0156
0001242411 REPLACE BELT AND SET TENSION 4718-AH0009
0001327157 CLEAN STRAINER ON CRU0004 4663B-CRU0004
0001327131 ADJUST HVAC CONTROLS TOO HOT IN C200 & C202 ( SWINFORD AWARE) 4487FLR02-C
0001294415 ADJUST HVAC CONTROLS/ TOO HOT AND HUMID IN ROOMS 132 AND 134 4623FLR01
0001301035 ADJUST CONTROLS TOO COLD 4201BSMT
0001297966 ADJUST HVAC CONTROLS/ TOO HOT 4631RMA0107
0001294404 ADJUST HVAC CONTROLS/ TOO HOT 4708RM0106
0001294399 CHILLER STAGE 1 AND 2 COOLING IS OFF. CHILLER IS ON AND CLEAR. 

USERS ARE REPORTING TO HOT.
4531

0001021233 ICE MACHINE NOT WORKING 4748
0001256958 A WING AH20-RAF...OFF/ALARM. SWINFORD NOTIFIED 4708
0001287571 ADJUST HVAC CONTROLS TOO HOT 4200RMG0006
0001287503 CHECK, REPAIR MOTOR ON AH0003 4353-AH0003
0001259813 RM101C-SPT IN LOW ALARM.   NOTIFIED 4663
0001287302 ADJUST HVAC CONTROLS TOO HOT ( SWINFORD AWARE) 4201RM0201
0001281509 PROVIDE REQUIRED INFORMATION ON THE TAG-REQUIRED INFORMATION 

MISSING ON LOTO TAG ON A/C UNIT
4566RM0104

0001281463 4471-AH7 ON ALARM P   NOTIFIED 4471-AH0007
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0001281419 SUPPORT MILLWRIGHTS (NEWTON) 4353-AH0003
0001281366 START UP FOR SUMMER SAF0002 (VANN) 4707
0001281364 SUPPORT SHEETMETAL 4707RM0122
0001281362 SUPPORT MILLWRIGHTS (VANN) 4727RM0116
0001267306 DISENGAUGE AH#1 (NAVES) 4728-AH0001
0001263620 CHECK EQUIPMENT DUE TO POWER LOSS (POLLARD) 4583
0001259826 4487C-AH1-SAF OFF/A, M.RICH NOTIFIED. 4487C-AH0001
0001256825 ADJUST HVAC CONTROLS/ TOO HOT/ APPROACHING 80 DEG. 4200RM0222
0001301153 NOISY CRU0003 UNIT 4663-BWING
0001251286 WALK BUILDING FOR FREEZE WATCH ( RICH) 4711
0001248016 ADJUST HVAC CONTROLS/ TOO HOT 4487RMB0279
0001259898 ADJUST THERMOSTAT TOO HOT (80 DEGREES) 4487RMB0213B
0001251298 REPLACE FAN BEARINGS 4205-AH0001
0001251297 REPLACE BELTS, ALIGN SHEAVES AND SET TENSION 4207-AH0003
0001274837 CLEAN CHILLWATER COILS AND DRAIN PAN 4471-AH0009
0001259770 RESET CONTROLS AH0007 BLDG 4566 E2 -   FAMILIAR 4566
0001278288 4487A-AH4-SAF OFF ALARM. RESTORE TO SERVICE. M.RICH NOTIFIED. 4487A-AH0004
0001313942 OFF AND IN ALARM. AK NOTIFIED. 4760-DXAC0004
0001326975 4705-CHWS-CHWP1 OFF AND IN ALARM.  PERRY   NOTIFIED. 4705-CHWP0001
0001307765 ADJUST HVAC CONTROLS TOO COLD 4674RM0203
0001238972 4618  / 201 STEAM AIR HANDLER 4618 HV0001 HAS A LEAK IN THE COIL. 

AFTER UNIT HAS BEEN IN OPERATION AND TURNED OFF, A STREAM OF 
WATER COMES OUT FROM BOTTOM OF UNIT .

4618-HV0001

0001327113 ADJUST HVAC CONTROLS/ NO AIR (LAYNE NOTIFIED) 2ND FLR. LRR 4203FLR02
0001327101 4727-AH4-SAF  UNIT OFF IN ALARM.  J.  MCCAGHREN NOTIFIED. 4727-AH0004
0001284481 MOTOR BASE IS DAMAGED ON AH0001 IN E-1. NEEDS TO BE REPAIRED 

BEFORE BELT TENSION CAN BE SET.
4494-AH0001

0001284477 ADJUST PACKING ON CHWP0002 ON WEST SIDE OF BUILDING NEXT TO 
COOLING TOWER RON CORN  FAMILIAR

4666-CHWP0002

0001260174 CHECK EQUIPMENT DUE TO POWER LOSS - CHILLER (POLLARD) 4570
0001260173 CHECK EQUIPMENT DUE TO POWER LOSS - CHILLER (POLLARD) 4583
0001021228 Surge in power sent UPS into alarm. Tom Frey notified. 4207-UPS0001
0001263611 AH0001 OFF ( JOEL) 4487C-AH0001
0001260277 CLEAN STRAINERS ON PABX UNITS ( NOTIFIED ROBERSON) 4207RM0140
0001260268 ADJUST HVAC CONTROLS TOO HOT, TEMPS 81 TO 82 4487RMAB0217
0001260196 ALIGN SHEAVES AND SET TENSION 4493-AH0005
0001260189 SET BELT TENSION 4481-AH0004
0001254024 DISENGAGE AH0012 (NAVES0 4705-AH0012
0001256837 ADJUST HVAC CONTROLS TOO COLD 4203RM2413
0001254315 ROOM 160 RH IS IN LOW ALARM. SWINFORD NOTIFIED. 4493-AH0008
0001248031 HOT WATER PUMP IS ON AND IN ALARM. SWINFORD NOTIFIED. 4612A-HWP0002
0001253998 REPAIR CRU0004 (2030) 4663C-CRU0004
0001271509 ADJUST HVAC CONTROLS/ TOO HOT/ NO AIR (SWINFORD NOTIFIED) 4777RM0100A
0001260021 4610-AH23-SAF  UNIT OFF IN ALARM.  J. MCCAGHREN NOTIFIED. 4610-AH0023
0001287495 4485-CHWS-CHWP1  CHILLED WATER PUMP ON IN ALARM.  J. MCCAGHREN 

NOTIFIED.
4485

0001260008 PUT DATA LOGGER BELOW FLOOR AND COLLECT T&H DATA 4207RM0027
0001294168 4708 AHB-3 RAF OFF IN ALARM FREY CHECKING 4708
0001239196 PABX-SAF1....OFF/ALARM; SAF2....ON/ALARM 4471
0001239068 ADJUST HVAC CONTROLS TOO COLD 4200RMG0013
0001239181 4619-AH24-FREEZE, RESET FREEZSTAT. M.RICH NOTIFIED. 4619-AH0024
0001313833 4249  /  MODIFY GUARD ON AHU 2 4249-AH0002
0001254320 DRAIN CHILL WATER SYSTEM FOR OUTSIDE CONTRACTOR (  4666
0001254107 ADJUST HEIGHT OF GATE BETWEEN TOWER PITS (POLLARD) 4473
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0001307704 ADJUST HVAC CONTROLS/ TOO HOT 4494
0001238986 SUPPORT MILLWRIGHTS TO TURN OFF EQUIMENT (VANN) 4727-AH0003
0001235224 4707 AH-7 OFF IN ALARM FREY CHECKING 4707-AH0007
0001235229 4205-AH17-SAF OFF/A. RESTORE TO SERVICE, J.MCCAGHREN NOTIFIED. 4205-AH0017
0001231501 ALIGN SHEAVES AND SET TENSION 4732-AH0006
0001231306 UH4-SAF OFF IN ALARM. 4555-UH0004
0001231209 REPAIR CONTROLS ON AH 18A 4705RME0107
0001224611 AH11-SARH IS READING LOW RH. VERIFY SENSOR READING AND 

OPERATION.
4711-AH0011

0001239223 4708 / BASEMENT ALIGN BASE AND MOTOR ON SAF0013 (2322) 4708-SAF0013
0001224835 4566 NOISE ON AHU ROOM 145 AK CHECKING 4566-AH0007
0001224441 ADJUST TEMP AND AIRFLOW ( ST. JOHN) 4203RM5252
0001231561 ADJUST HVAC CONTROLS/ TOO COLD ON WEST END 4663FLR01-A
0001220299 UNIT IS OFF IN ALARM AFTER BEARRING WERE REPLACED. HVAC NOTIFIED. 4705-AH007A

0001224729 AH25 IN E-12 IS ON IN ALARM. NOTIFIED MATT RICH. 4705-AH0025
0001231344 CHANGE OUT CLEAN RM FILTERS 4619RM0155
0001217083 ADJUST HVAC CONTROLS TOO HOT 4610RM1038
0001217061 SET BELT TENSION ON AH0004 4666-AH0004
0001227852 REPAIR BELTS ON AH-UNIT BEHIND SOFI SPRAY BOOTH 4707RM0154
0001220366 4663M-RM103-RH IN LOW ALARM. J.MCCAGHREN NOTIFIED. 4663RMB0103
0001224754 INADEQUATE HEAT- 4487RMB0147
0001217050 NO HEAT IN SPRAY CELL OF TOWER, TEMP IS AT 55 4707TOWER
0001217030 4487B-HWS-HWP2 TOGGLING IN/OUT OF STATUS ALARM. M.RICH NOTIFIED. 4487B-HWP0002

0001220342 PULL PUMP AND BRING TO MILLWRIGHTS SHOP FOR SEAL REPLACEMENT 4747-HWP0001

0001217172 ADJUST HVAC CONTROLS TOO HOT ( WRIGHT) 4612RM1510
0001209441 CHECK AH FOR ZERO WATER PRESSURE/ HUMIDIFIER PROBLEMS IN RM109A 4436RM0109

0001224668 GET SPECIFICATIONS FOR NEW PARTS (POLLARD) 4670-AH0002
0001217223 REPAIR CONDENSATE LEAK ON HOT WATER CONVERTER IN RM E2/RM 8. ( 

RICH)
4653RM0008

0001217120 4619-SPMP4-SUHIAL IN HIGH ALARM. J.SCRIVNER NOTIFIED. 4619-SPMP004
0001227806 REPAIR HUMIDIFIER #9 4650-HUM0009
0001224868 NO HEAT 4471RMA0102E
0001224857 REPAIR CONTROL AIR LEAK ON AH26 (NAVES) 4705-AH0026
0001224847 AH1 IS OFF AND IN ALARM. LOCATED IN E1 ON NORTHEAST CORNER OF 

BUILDING.
4250-AH0001

0001209478 4487-RMA144-HUM  HUMIDITY ALARM IN ALARM.  M. RICH NOTIFIED. 4487
0001209309 4705 /  4705, E15, 4705-AH0019A, REPAIR WATER LEAK ON AIR OPERATED 

VALVE
4705-AH0019

0001209308 4708 /  PERFORM VIBRATION TEST ON MOTOR 4708-AH00B2 IN E 6 4708-AH00B2
0001217283 ADJUST HVAC CONTROLS/ TOO HOT/ 80 DEG. 4476RM0113B
0001209555 COVER VENT, AIRFLOW TOO HARD AND NOISEY 4200RM0940B
0001224488 AH1 ZONE 3 @ 79.8 DEGREES HIGH IN ALARM. NOTIFIED GARY LAYNE. 4491
0001217020 ADJUST HVAC CONTROLS TOO COLD 4663RMA0181A
0001209568 4663B 160 HIGH SPT-2 AK CHECKING 4663RMB0160
0001204760 ADJUST HVAC CONTROLS TOO COLD ON THE 4TH FLOOR, RM 4032 AREA 

TEMP IN THE LOW 60'S
4610RM4032

0001204674 AH10 IS OFF AND IN ALARM. LOCATED IN THE SOUTH HIGHBAY. SWINFORD 4755-AH0010

0001201506 4561-AH2-SAF  UNIT OFF IN ALARM.  M. RICH NOTIFIED. 4561
0001209595 REPLACE BELTS AND SET TENSION ON AH0002 4315-AH0002
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0001209590 REPLACE BELTS AND SET TENSION ON AH00B3 4663B-AH00B3
0001209287 REPLACE AHU MOTOR WITH NEW E-PLUS MOTOR 4718WEST
0001209286 ADJUST HVAC CONTROLS/ TOO HOT 4306
0001209282 REPLACE CONDENSER WATER GAUGE ON CHLR003 (  4473-CHLR0003
0001198455 CHECK OPERATION OF AH-UNIT , ONLY COLD AIR BLOWING 4202RMB0100
0001201325 ADJUST HVAC CONTROLS/ TOO COLD/ 58 DEG. IN TS201 4522
0001195246 STMV2 HIGH IN ALARM @ 52PSI WITH HIGH LIMIT OF 25PSI. NOTIFIED GARY 

LAYNE.
4493

0001188324 REPLACE BELTS, AND SET TENSION 4705-AH0007
0001195528 4711-AH11-FINAL_FILTER IS REPORTING DIRTY 4711-AH0011
0001195442 ADJUST HVAC CONTROLS TOO COLD 4723FLR01
0001195585 REPLACE BELTS ON AH0047 AND CHECK SHEAVE ALIGNMENT ,ADJUST IF 

NEEDED PT&I FIND RM.B202
4705-AH0047

0001195489 4723 HAS NO REHEAT ON THE AIR HANDLERS.  TOM FREY NOTIFIED. 4723-DXAC0001
0001201227 REPAIR NOISY AHB0003 4619
0001188179 CH1-CTL TOGGLING IN/OUT OF ALARM. NOTIFIED GARY LAYNE. 4653
0001195383 4583 ROOM 180 HIGH SPT FREY CHECKING 4583RM0180
0001195593 4476 / E-1 ISOLATE POWER ON RAF0002 (2030) 4476-RAF0002
0001195276 4487B AH-1 OFF IN ALARM SWINFORD NOTIFIED 4487B-AH0001
0001188196 ACMP OFF/ ALARM/ (H.WRIGHT) 4207-ACMP0006
0001188193 CWING/ HV38 OFF/ RESTORE TO SERVICE (NAVES) 4708FLR02
0001195293 ISOLATE AND RESTORE POWER ON AH0001 (2030) 4487B-AH0001
0001195290 CLEAN STRAINERS ON AH0006 (2023) 4493-AH0006
0001181429 4561-AH1-SAF  UNIT OFF IN ALARM.  HVAC NOTIFIED. 4561
0001209488 ADJUST HVAC CONTROLS/ TOO COLD/ 60 DEG. 4674RM0115
0001181524 4663 RM C180 JOEL CHECKING NOISEY CRU-1 4663C-CRU0001
0001181440 A WING CRU6-SAF IS TURNED OFF. THIS IS A CONTINUOUS RUN UNIT. 

NOTIFIED STEVE SWINFORD.
4663

0001181521 4708 SUMP-5 IN ALARM TURNER NOTIFIED HAVING PETTUS CHECK 4708
0001021343 4487B AHUS 8-9 AND 21 ARE OFF/A:NOTIFIED RONNIE NEWTON 4487
0001173591 4561-AH2-SAF  UNIT OFF IN ALARM.  J. MCCAGHREN NOTIFIED. 4561
0001173612 CHILL WATER PUMP 2 IS OFF AND IN ALARM. CHILLER IS OFF AND CLEAR. 

GARY LAYNE NOTIFIED.
4583

0001173504 VERIFY OPERATION OF OAD FOR AH5-SAF. SWINFORD NOTIFIED 4610
0001181597 GARY LAYNE HAS REPORTED A SMALL STEAM LEAK ON THE REHEAT COIL 

TO THE OUTSIDE AIR. AH1 IS LOCATED IN E1 ON THE WEST SIDE OF 
BUILDING

4491-AH0001

0001181585 4619 HV3 OFF ALARM P   NOTIFIED 4619
0001181412 ADJUST HVAC CONTROLS/ TOO COLD 4203RM1230
0001173446 REPAIR ICE MACHINE IN THE KITCHEN AREA 4728FLR01
0001173427 ADJUST HVAC CONTROLS TOO HOT, TEMP IN THE 80'S 4610RM4036
0001173487 4708B AH21 RH LOW ALARM P   NOTIFIED 4708
0001169901 B WING AH12 SHOWS THAT IT IS ON AND CLEAR, HOWEVER RON CORN SAID 

THAT THE UNIT NEVER CAME ON. NOTIFIED STEVE SWINDFORD.
4708

0001169945 4707 RM107 /  THE USER SAYS THE UNIT IS NOT PROPERLY HEATING THIS 
ROOM. SEE ROBERT CARROL

4707RM0107

0001169940 4650 / 0116 REPAIR HUM0007 4650-HUM0007
0001173587 4708 ROOM 1110 LOW RH% FREY CHECKING 4708RM1110
0001167336 HIGH TEMPERATURE ALARM 4207RM0101
0001167334 REPLACE THERMAL LIMIT SWITCHES 4549-DXAC0002
0001167250 4707-RM129 LOW STATIC PRESSURE NAVES NOTIFIED 4707
0001167195 4493 AH-6 HAS 2 ZONE IN LOW RH% ALARM FREY CHECKING 4493-AH0006
0001167180 RM128-SPT HIGH IN ALARM. NOTIFIED GARY LAYNE. 4491
0001167285 REPAIR SHAFT END GUARD ON AH-9. 2326 4708B-AH0009
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0001169897 REPAIR WIRING ON HV-12 IN HI BAY, JOE ALDRIDGE IS FAMILIAR. 4650RM0021
0001167366 BITTERLY COLD - BRYAN PUNG'S OFFICE 4202RM0522
0001167354 AIR HANDLER DOES NOT SEEM TO BE OPERATING IN LAB 103, LAB 101 AND 

HIBAY
4205RM0103

0001163136 REPAIR VSD ON AH0030 4619-AH0030
0001167931 ADJUST HVAC CONTROLS/ TOO HOT 4200FLR02
0001167899 ADJUST HVAC CONTROLS/ TOO HOT/ 80 DEG. 4200RM0226
0001160097 PABX-SAF1...OFF/ALARM.   NOTIFIED 4653
0001160111 ADJUST HVAC CONTROLS TOO COLD IN 1085, D& C AREA 4610FLR01
0001163145 C WING ROOM C180. RECEIVED COLD CALL. NOTIFIED GARY LAYNE. 4663
0001160595 ADJUST HVAC CONTROLS TOO COLD IN RM'S 106 & 106A 4207FLR01
0001160072 REPAIR CIRCULATING FAN#1, NOT RUNNING ( NAVES) 4708RMB0003
0001160183 ADJUST HVAC CONTROLS TOO COLD, TEMPS BELOW 50 IN THE 115 AREA 4755RM0115
0001160585 ADJUST HVAC CONTROLS/ TOO COLD/ (AIR BLOWING ON HEAD) 4201RM0435
0001160177 4663 ROOM M101 TOO HOT FREY CHECKING 4663RMM0101
0001154255 REPLACE BELTS AND SET TENSION 4200-ACMP0003
0001160182 4610-AH5-SAF  UNIT OFF IN ALARM.  J. MMCAGHREN NOTIFIED. 4610
0001160152 ADJUST HVAC CONTROLS/ TOO COLD/ IN THE 60'S 4202RM0211A
0001153836 CH1-CTL OFF IN ALARM. NOTIFIED GARY LAYNE. 4583
0001153861 4493 AH-6 RH% LOW ON 3 OF 4 ZONES NEWTON CHECKING 4493-AH0006
0001148339 ADJUST HVAC CONTROLS/ TOO COLD 4200RM0808
0001148281 REPLACE BELTS AND SET TENSION 4732-AH0003
0001147713 ADJUST HVAC CONTROLS/ TOO COLD 4202RM0122
0001147694 ADJUST HVAC CONTROLS/ TOO COLD 4600FLR02
0001147698 AB WING AH22 OAD. CHECK OAD FOR PROPER OPERATION. NOTIFIED GARY 

LAYNE
4487

0001144702 ADJUST HVAC CONTROLS TOO COLD IN RM'S 606C, 613, 614 4201FLR06
0001147715 ADJUST HVAC CONTROLS TOO HOT, 75 DEGREES 4487RMB0269A
0001147710 ADJUST HVAC CONTROLS TOO COLD, TEMP IN LOWER 60'S 4494FLR01
0001144666 ADJUST HVAC CONTROLS/ TOO COLD IN ROOMS 115 AND 116 (IN THE 60'S) 4755FLR01
0001147929 ADJUST HVAC CONTROLS/ TOO COLD/ 69 DEG. 4610RM4032
0001144633 STMV1 LOW PRESSURE. NOTIFIED GARY LAYNE. 4619
0001148326 4663 ROOM M-211 HIGH SPT FREY CHECKING 4663RMM0211
0001147945 ADJUST HVAC CONTROLS TOO COLD 4610RM3049
0001154321 RM235. RECEIVED COLD CALL FROM CHARLENE   NOTIFIED GARY 

LAYNE.
4708

0001154288 Room 211 spt2 is in high alarm. Steve Swinford and Harold Hopkins notified. 4663-MWING
0001159917 DXAC1 LOW HEAT. RECEIVED COLD CALL. NOTIFIED GARY LAYNE. 4607
0001177072 ADJUST HVAC CONTROLS / TOO HOT/ 83 DEG. 4202RM0613
0001159903 4663 / B WING CLEAN STRAINER ON CRU0002 (2023) 4663-BWING
0001175736 SHOP AIR WAS REPORTED TO HAVE LOW PRESSURE. LOCATED IN THE EAST 

CLEAN ROOM HIGH BAY. REPORTED BY JIM DUNN. GARY LAYNE NOTIFIED.
4708

0001159902 4663 / B WING CLEAN STRAINER ON CRU0003 (2023) 4663-BWING
0001159901 4663 / B WING CLEAN STRAINER ON CRU0004 (2023) 4663-BWING
0001153881 4610-AH1 ON ALARM 4610
0001153862 4708 ROOM 1110 LOW RH% NEWTON CHECKING 4708RM1110
0001167252 PLEASE TURN ON THE HEAT!!!! 4582
0001144612 CRU1 IN ALARM. NOTIFIED GARY LAYNE. 4203
0001144709 STMV2 HIGH IN ALARM. NOTIFIED GARY LAYNE. 4702
0001160651 4629 ROOM 108 HIGH SPT FREY CHECKING 4629RM0108
0001139088 REPLACE BELTS AND SET TENSION ON SAF0001 4708B-SAF0001
0001144671 STMVLV-STMP2 LOW IN ALARM. NOTIFIED GARY LAYNE. 4705
0001136122 4312-RM4-SPT IS IN HIGH ALARM.  TOM FREY NOTIFIED. 4312-DXAC0001
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0001188252 4200-SAF6-SAF  UNIT OFF IN ALARM.  R. CLARK NOTIFIED. 4200
0001195481 4476-RM113-RH LOW ALARM SWINFORD NOTIFIED 4476
0001160230 THE ROOM IS ENTIRELY TOO COLD.  PLEASE ADJUST THERMOSAT ASAP!! 4705RMA0102A
0001160206 HIBAY REPLACE BELTS ON AH004A (2022) 4705-AH0004
0001070742 RESET CHILLER , SOUTH SIDE 4566SOUTH
0001181456 INSTALL AIR VENT VALVES ON SAF COILS 4207-AH00B2
0001204787 AH9 SAF OFF IN ALARM. NOTIFIED GARY LAYNE. 4707
0001195579 ADJUST HVAC CONTROLS TOO   COLD IN THE AFTERNOONS, CONTACT 

USER
4663RMB0222

0001195573 ALIGN SHEAVES AND SET TENSION 4705-AH004A
0001195563 ADJUST HVAC CONTROLS TOO HOT, 76 DEGREES 4200RM0224A
0001184515 B WING AH1-RAF OFF IN ALARM. NOTIFIED GARY LAYNE. 4612
0001153952 ESTABLISH CHILLWATER FLOW THROUGH COIL FOR AH6 4471RM0187C
0001188215 HWC1-HWST LOW IN ALARM @ 120 DEGREES F.  NOTIFIED GARY LAYNE. 4649
0001184514 HWS-HWP4 TOGGLING ON/OFF IN ALARM. NOTIFIED GARY LAYNE. 4708
0001142068 4663b-RMB218-SPT IN HIGH ALARM. M.RICH NOTIFIED. 4663RMB0218
0001153883 4619-AH30 ON ALARM 4619
0001153855 CHWST AND CHWRT LOW IN ALARM. NOTIFIED GARY LAYNE. 4583
0001181614 DXAC2 IS OFF AND IN ALARM. GARY LAYNE NOTIFIED. 4251-DXAC0002
0001139051 AH MAKING NOISE (NAVES) 4755-AH0025
0001159866 ADJUST HVAC CONTROLS/ TOO HOT 4306
0001201518 DISABLE AND RESET POWER TO AH0006 (2030) 4708RM0153
0001220358 4649-HWC1-HWST IN LOW ALARM, ADJUST REGULATOR. 4649RM0102
0001159951 ADJUST HVAC CONTROLS/ TOO COLD/ IN THE 60'S 4708RM1254
0001142552 STMV2 HIGH IN ALARM. NOTIFIED STEVE SWINFORD. 4707
0001145299 STMV1 LOW IN ALARM. NOTIFIED GARY LAYNE. 4707
0001136491 ADJUST HVAC CONTROLS TOO HOT 4202RM0400B
0001142115 ADJUST HVAC CONTROLS TOO HOT 4207RM0030A
0001142535 C WING AH3-RAF OFF IN ALARM. NOTIFIED STEVE SWINFORD. 4487
0001070750 REPAIR LEAKING CRU0008 UNIT/ EAST SIDE OF BLDG. 4663RMA0109
0001070748 REPAIR BROKEN CONDENSATE LINE TO SUMP PUMP NEAR CRU0009 

(BLACKWOOD FAMILIAR)
4663RMB0160

0001142523 4666-AH4-SAF, OFF/A, J.MCCAGHREN NOTIFIED. 4666-AH0004
0001142021 HV2-SAF OFF IN ALARM. NOTIFIED GARY LAYNE. 4656
0001136107 4663A-RM109 TOO COLD G LAYNE NOTIFIED 4663RMA0109
0001144706 CHWS-CHWP2 OFF IN ALARM. NOTIFIED GARY LAYNE. 4583
0001136483 SAF IS OFF AND IN ALARM. GARY LAYNE NOTIFIED. 4250-AH0001
0001131399 LEAKING CRU-UNIT 4663RMM0103
0001129909 REPAIR LEAKING AH-UNIT 4733FLR01
0001133003 DISENGAGE AH0024 ( NAVES) 4755-AH0024
0001130142 4487BC AH-7 OFF IN ALARM FREY CHECKING 4487BC-AH0007
0001129953 REDUCE AIRFLOW AND ADJUST TEMPS TOO COLD, IN RM'S 334 & 336 4201FLR03
0001130124 HWS-HWP4...OFF/ALARM. SWINFORD NOTIFIED 4707
0001132974 Unit Heater SAF is toggling off and in alarm. Gary Layne notified. 4555-UH0001
0001130372 ADJUST HVAC CONTROLS TOO COLD 4200RMP0109
0001130155 REPLACE PACKING IN HWP0003 4755-HWP0003
0001132996 ADJUST HVAC CONTROLS/ TOO HOT 4202RM0519
0001130444 ADJUST HVAC CONTROLS/ TOO HOT 4200RM0603A
0001130024 4663A-RM109-SPT3 IS IN HIGH ALARM.  TOM FREY NOTIFIED. 4663
0001130102 ADJUST HVAC CONTROLS TOO COLD NO HEAT 4708RM0226
0001130097 ADJUST HVAC CONTROLS TOO HOT 4200RM0508A
0001130089 ADJUST HVAC CONTROLS/ TOO COLD 4708RM0247
0001130081 ADJUST HVAC CONTROLS/ TOO COLD 4610RMC0100
0001129914 ADJUST HVAC CONTROLS/ TOO HOT/ ENTIRE BLDG. 4494
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0001130358 PLEASE ADJUST HVAC - NO HEAT - TOO COLD 4708RM0220
0001126815 AH3-SAF OFF IN ALARM. NOTIFIED STEVE SWINFORD. 4711
0001130115 SAF2-RAF OFF IN ALARM. ST.JOHN NOTIFIED 4201
0001124226 ADJUST HVAC CONTROLS TOO COLD, WEST END 4244RM0100
0001118410 4718-1-ACCU1-ALRM,  IN SUMMARY ALARM. M.RICH NOTIFIED. 4718-1-CHLR0001
0001120976 CHECK LIEBERT UNITS IN ALARM 4207RM0145B
0001118559 4203-HWS-HWP3  UNIT OFF IN ALARM.  P.   NOTIFIED. 4203
0001126843 ADJUST HVAC CONTROLS TOO COLD IN 131, A & B 4708FLR01
0001124192 ADJUST HVAC CONTROLS/ TOO COLD/ 65 DEG. 4487RMAB0208
0001123780 AH5-SAF...OFF/ALARM. SWINFORD NOTIFIED 4476
0001126829 4205-AH20-SAF, RESTORE HOT WATER FLOW THROUGH HOT WATER COIL. 4205-AH0020

0001123751 4708A-M_1-ALARM  WATER DETECTION ALARM M_1 AT RM E20 IN ALARM.  
S. SWINFORD NOTIFIED.

4708

0001123827 ADJUST HVAC CONTROLS/ TOO HOT 4200RM0612
0001123666 4650 / E-1 CONNECT CONTROL AIR TO STEAM VALVE ON HV0005 (2030) 4650RM0117
0001123621 AH6 AND AH7-SAF...OFF/ALARM LEFT OVER FROM FIRE-DRILL. SWINFORD 

NOTIFIED
4732

0001118405 4629-DXAC2-SAF, RESTORE TO SERVICE. M.RICH WAS NOTIFIED. 4629-DXAC0002
0001105695 PABX-RH HIGH IN ALARM. NOTIFIED STEVE SWINFORD. 4201
0001105692 CHECK, REPAIR INOPERABLE AH-UNIT IN HALL OUTSIDE OF RM M213 4663FLR02-M
0001118458 ALIGN SHEAVES AND SET TENSION 4610-AH0044
0001118455 REPLACE BELT AND SET TENSION 4610-AH0009
0001118454 ADJUST BELT TENSION WITH GUAGE 4610-AH0008
0001110725 DXAC1 and DXAC2 SPT are in high alarm. Swinford notified. 4723-DXAC0001
0001118417 4619-AH40-SAF  UNIT OFF IN ALARM.  HVAC NOTIFIED. 4619
0001120998 ADJUST HVAC CONTROLS/ TOO HOT 4244WEST
0001105669 REPLACE BELTS, SET TENSION AND ALIGN SHEAVES 4667-SAF0006
0001110387 4481 room 263a high static RICH CHECKING OUT 4481RM0263A
0001118288 NEED COLD AIR-REALLY WARM B306 B308, B108 4203
0001118539 CRU1-ALARM IN ALARM. ST.JOHN NOTIFIED 4203
0001118396 Off in alarm. Swinford notified. 4471-HV0008
0001110723 CHILLER CONTROL IS OFF IN ALARM. SWINFORD NOTIFIED. 4570
0001105662 ADJUST HVAC CONTROLS/ TOO HOT/ NO AIR FLOW 4200RM0217C
0001120682 CHECK NOISY OUTBOARD BEARING ON PRIMARY CHILL WATER PUMP #5 ( 

 
4473-PRIP0005

0001110707 CHECK, REPAIR MOTOR ON AH0001 4653-AH0001
0001113439 SLOW RMP TO PREVENT NEW MOTOR FROM AMPING OUT ON AH0001 4653-AH0001
0001118465 ADJUST HVAC CONTROLS/ TOO COLD 4315
0001118463 ADJUST HVAC CONTROLS/ TOO COLD 4487RMAB0205
0001092621 VERIFY OPERATIONAL READINESS OF CRU0006 IN DX MODE UNDER FULL 

LOAD CONDITION FOR UPCOMING SCHEDULED OUTAGE. H.WRIGHT IS 
FAMILIAR.

4207-CRU0006

0001102245 ADJUST HVAC CONTROLS/ NO AIR/ TOO HOT IN PRC OFFICE AREAS 4205
0001102244 NO AIR 4723
0001098710 REPAIR CONTROLS AND REINSTALL DUCT ON H&V UNIT 4619RM0148
0001095818 4241 ROOM 116 MUGGY NEED TO CHECK OUT REASON 4241RM0116
0001095565 4755 CHWP-1 OFF IN ALARM FREY CHECKING 4755-CHWP0001
0001102305 ADJUST HVAC CONTROLS/ TOO HOT/ INOPERABLE AH 4481RM0265B
0001098653 AH4-FILTER HIGH IN ALARM. NOTIFIED STEVE SWINFORD. 4205
0001102196 ADJUST HVAC CONTROLS/ TOO HOT/ 80 DEG. 4755RM0304
0001102190 4201-PABX SYSTEM SWAPPED ST JOHN NOTIFIED 4201
0001102175 ADJUST HVAC CONTROLS/ TOO COLD/ IN THE 50'S 4202RM0526
0001095502 ADJUST HVAC CONTROLS TOO HOT 4612RM1116
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0001095499 ADJUST HVAC CONTROLS/ TOO COLD 4200FLR05
0001102151 REPLACE BELTS ON AHU'S IN EQUIPMENT RM ON THE NW CORNER 4241
0001095583 REPLACE FAN AND MOTOR SHEAVES 4755-AH0024
0001095441 UNIT HAS BAD VIBRATION , BEHIND ROOM 131, 4707, AH0020 4707-AH0020
0001095361 4715 ROOM 100 HIGH SPT FREY CHECKING 4715RM0100
0001095546 AHB3-SAF...OFF/ALARM. SWINFORD NOTIFIED 4619
0001102171 ADJUST HVAC CONTROLS/ TOO HOT 4200RM0828
0001102342 REPAIR LEAKING OVERHEAD AH 4663RMB0107A
0001102149 4610-AH2-SAF OFF ALARM HVAC NOTIFIED 4610
0001089802 4707 TOWER /  REPAIR OR REPLACE CONTROL AIR COMPRESSOR 4707TOWER
0001090316 4471-AH17-SAF  UNIT OFF IN ALARM.  J. MCCAGHREN NOTIFIED. 4471
0001082129 SPACE TEMPS GETTING TOO WARM. NOTIFIED STEVE SWINFORD. 4723
0001089738 4481-RM263A-STATIC IS IN HIGH ALARM:NOTIFIED LAYNE 4481RM0263A
0001089679 REPAIR PNEUMATIC AIR LEAK (   FAMILIAR) 4200GROUND
0001089734 ALIGN SHEAVES AND SET TENSION 4207-AH0004
0001089716 REPLACE BELTS ON AH0001 (2022) 4663RMM0104
0001089715 4205-M.5-WTRDET IN ALARM. M.RICH AND W.RITTER NOTIFIED. 4205-MDT0005
0001087045 ADJUST HVAC CONTROLS TOO HOT, TEMPS NEAR 76 TO 77 4481RM0100
0001087042 ADJUST HVAC CONTROLS TOO COLD, TEMP IN THE 60'S 4476RM0113
0001084080 4205-AH8  UNIT CHILLED WATER PIPING NEEDS NEW INSULATION.  

CURRENT PROBLEMS CAUSING CONDENSATION.
4205

0001084130 CHECK OPERATION OF AH-UNIT, COMPRESSOR OUT 4566RM0115
0001084073 TOO HOT - ADJUST THERMOSTAT 4200RM0952
0001083994 4475-AH2-RAF  IS TOGGLING.  TOM FREY NOTIFIED. 4475-AH0002
0001087018 4471-HV8-SAF, OFF/A, J.MCCAGHREN NOTIFIED. 4471-HV0008
0001089868 4205-M.3-WTRDET IS IN ALARM:NOTIFIED SWINFORD 4205-MDT0003
0001084034 TOO COLD IN SE END OF BASEMENT 4201BSMT
0001084187 4241-AH2-SAF, OFF/ALARM, J.MCCAGHREN NOTIFIED. 4241-AH0002
0001064376 4610 / 4006 OFFICE AREA IS HOT AND UNCOMFORTABLE.  PLEASE ADJUST 

AIR CONDITIONING TO LOWER TEMPERATURE IN THIS AREA.
4610RM4006

0001064466 CHECK OPERATION OF AIR HANDLER, NO COOL AIR 4707RM0133
0001064421 4707 / T104 REPAIR AIR HANDLER # 4707-HV0012 WHICH IS LOCATED ON THE 

2ND LEVEL OF BUILDING 4707 TOWER.
4707RMT0104

0001064509 C WING RM261 RECEIVED CALL THAT AH20 MAKING EXCESSIVE NOISE. 4663
0001077535 AH28/29 SPT LOW IN ALARM. NOTIFIED STEVE SWINFORD. 4707
0001064497 4583 ROOM 180 HIGH SPT FREY CHECKING 4583RM0180
0001070529 4619 AH-40 OFF IN ALARM AK CHECKING 4619
0001070592 CLEAN CONDENSER COIL ON DXAC0003 ( P.   FAMILIAR) 4650-DXAC0003
0001064363 4650-DXAC1-SPT ALARM IS IN ALARM:NOTIFIED LAYNE 4650-DXAC0001
0001064468 ADJUST HVAC CONTROLS/ TOO COLD 4708RM0110
0001077654 4244 dxac-2 off in alarm osar checking 4244-DXAC0002
0001070344 RESET ACCU 4723
0001064062 CHECK MOTOR WINDINGS ON SECONDARY CHWP0004 4473-SECP0004
0001070303 AH2-RAF OFF IN ALARM. NOTIFIED GARY LAYNE. 4475
0001070345 4663-HWP3 IS ON/A:NOTIFIED LAYNE 4663B-HWP0003
0001064512 ADJUST HVAC CONTROLS/ NO AIR (LAYNE NOTIFIED) 4723RM0122
0001077671 PABX-SAF2 is on and in alarm. Gary Layne notified. 4201
0001077719 ADJUST HVAC CONTROLS/ TOO HOT 4481RM0218
0001070563 REPLACE CONDENSER FAN COVER ON HEAT PUMP 2 ( NEWTON) 4650
0001070545 REPAIR AIRHANDLER, POSSILBY BROKEN BELT/ NEWTON AWARE 4200RMG0015A
0001070315 REPAIR 4728-CHWS-CHWST1 IS FAILED:REPAIR 4728
0001064515 4487BC AH7 RH IS IN HIGH ALARM:NOTIFIED LAYNE 4487BC-AH0007
0001077490 A WING RM285: RECEIVED WARM CALL. NOTIFIED STEVE SWINFORD. 4663
0001070347 AH12 RM1105 SPT 77.4 TOO WARM NOTIFIED STEVE SWINFORD. 4708
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0001064374 ADJUST HVAC CONTROLS/ WHOLE BLDG. TOO HOT/ IN THE 80'S 4202
0001064167 REPLACE BELTS AND SET TENSION 4250-AH0004
0001064314 ADJUST HVAC CONTROLS/ TOO COLD/ IN THE 60'S 4493RM0135
0001057440 4619-AH30-SAF, J.MCCAGHREN NOTIFIED. 4619-AH0030
0001057592 4612B-AH1-RAF IS OFF AND IN ALARM.  TOM FREY NOTIFIED. 4612B-AH0001
0001057812 ADJUST BELT TENSION WITH GAUGE 4708-AH0B12
0001064288 4202-SAF1-SAF  UNIT OFF IN ALARM.  M. RICH NOTIFIED. 4202
0001057618 4493 AH-6&7 HIGH RH% AK CHECKING 4493-AH0006
0001057807 ADJUST BELT TENSION WITH GAUGE 4708A-AH0016
0001057877 4723-DXAC3 AND DXAC4-SPTZ1 IN LOW ALARM. J.MCCAGHREN NOTIFIED. 4723-DXAC004A

0001057604 4723 HIGH TEMPS P   NOTIFIED 4723
0001057841 ADJUST HUMIDITY CONTROL ON CRU0006, HUMIDITY IS AT 70% AND NEEDS 

TO BE AT 60%
4476-CRU0006

0001057539 REPLACE BELT AND ALIGN SHEAVES 4628-CTWR0001
0001057662 ADJUST HVAC CONTROLS/ TOO COLD IN ENTIRE BLDG. 4306
0001057590 CLEAN STRAINER AND RESTORE CHILL WATER FLOW TO  AH0005 4487B-AH0005
0001057594 4707-AH23-SAF IS OFF AND IN ALARM.  TOM FREY HAS BEEN NOTIFIED. 4707-AH0023
0001064280 4481-AH16-SAF, OFF/ALARM, A.K. NOTIFIED. 4481-AH0016
0001057633 4723 ACCU IS OFF:NOTIFIED LAYNE 4723
0001057660 REPAIR LEAKING  AND STOPPED UP AH 4707-AH0031
0001057904 AH1-SAF OFF IN ALARM. NOTIFIED GARY LAYNE. 4561-AH0001
0001057737 HWP0009 MODIFY PUMP BASE TO INSURE ALIGNMENTS ARE SECURE...PTI 

FIND
4708A-HWP0009

0001057521 4723-DXAC1-SPT IS IN HIGH ALARM:NOTIFIED SWINFORD 4723-DXAC0001
0001064183 ADJUST HVAC CONTROLS/ TOO COLD 4708RM0130A
0001050853 4203 / 3003 REPLACE BELTS ON AH0003 (2022) 4203-AH0003
0001043894 THERE IS NO AIR FLOW INTO B229A.  ROOM IS TOO HOT. 80 DEG F. 4487RMB0229A
0001050747 4663 / E-4 CLEAN CHILL WATER COIL ON AH0004 (2023) TOH 4663RMA0184
0001050809 4708b-m.1-alarm is in alarm:notified Swinford 4708B-MDT0001
0001043903 4705 / 124 SET TENSION ON AH0002 (2022) 4705RM0124
0001044171 REPAIR CONTROL AIR LEAK AT THERMOSTAT IN BATTERY ROOM. 4708RMB0018B
0001050424 A wing AH20-RAF toggling on/off numerous times. 4708
0001044017 ADJUST HVAC CONTROLS TOO HOT--80DEG. 4487RMA0278
0001050669 AH9-SAF...OFF/ALARM. SWINFORD NOTIFIED 4707
0001050553 4487C-AH1-SAF  UNIT OFF IN ALARM.  M. RICH NOTIFIED. 4487
0001038842 ADJUST HVAC CONTROLS TOO HOT--NO AIR 4481RM0390
0001050786 ADJUST HVAC CONTROLS TOO HOT--BLOWING HOT AIR 4200RMG0013
0001044271 OUTSIDE AIR CONDITIONER ON EAST SIDE OF BUILDING MAKING NOISE 4760
0001044133 4492-AH1-SPT IS IN HIGH ALARM:NOTIFIED SWINFORD 4492
0001044057 4708B-M_1-ALARM, IN ALARM. M.RICH NOTIFIED. 4708B-MDT0001
0001050638 4708B-M_1-ALARM 4708
0001044050 DISENGAGE AH0001 ( NAVES) 4707-AH0001
0001043914 ADJUST HVAC CONTROLS TOO HOT--TOO COLD/ IN THE 60'S 4487RMB0180
0001044164 4471-AH8-SAF  UNIT OFF IN ALARM.  J. MCCAGHREN NOTIFIED. 4471
0001044080 ADJUST HVAC CONTROLS TOO HOT 4471RM0192C
0001038837 REPAIR DRAIN 4612-HP0007
0001050622 REPLACE WATER CONDENSER MAKEUP VALVE ON CHILLER 4718
0001043871 4473-CH5-CTL IS OFF/A:NOTIFIED SWINFORD 4473-CHLR0005
0001039160 ADJUST HVAC CONTROLS TOO HOT ON S.S. OF BLDG. NEAR 2200 AREA 4203FLR02
0001038853 AH2 SAT SENSOR BAD. 4707
0001043961 4707-AH6-RH IS IN HIGH ALARM:NOTIFIED LAYNE 4707-AH0006
0001044044 DISENGAGE AH0044 ( NAVES) 4708B-AH0015
0001044042 REPAIR VARIBLE SPEED DRIVE ON AH0008 4487A-AH0008
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0001050636 4731-AH1-SAF OFF ALARM 4731
0001050772 4707-ah6-RH IS IN HIGH ALARM:NOTIFIED SWINFORD 4707-AH0006
0001027909 NOISE FROM FAN:NOTIFIED SWINFORD 4629-DXAC0003
0001039130 CLEAN STRAINER AND BACK FLUSH CHILLED WATER COIL ON AH0002 4707-AH0002
0001039137 ADJUST HVAC CONTROLS TOO HOT--80 DEG. 4708RM0163
0001039116 ADJUST HVAC CONTROLS TOO HOT , 80 DEGREES 4492WEST
0001039101 ADJUST HVAC CONTROLS TOO HOT, NO AIR 4610RM5006A
0001039089 4663A-CRU1-SAF IS TOGGLING OFF/A:NOTIFIED SWINFORD 4663A-CRU0001
0001038915 ADJUST HVAC CONTROLS TOO HOT (FESKE) 4494FLR01
0001033520 REPAIR INOPERABLE AIR HANDLER--NOT COOLING OR MAINTAINING 

PROPER HUMIDITY--
4663RMM0213

0001033492 ADJUST HVAC CONTROLS TOO HOT 4203RM4253
0001044248 4723 DXAC-1 HIGH SPT FREY CHECKING 4723
0001033366 HAVE PT&I CHECK MOTOR FOR NOISES, EAST END, COOLING TOWER 4718EAST
0001039063 4760-RM118-SPT IS IN HIGH ALARM:NOTIFIED SWINFORD 4760RM0118
0001039058 4663M-CRU7-SAF IS OFF/A:NOTIFIED LAYNE 4663M-CRU0007
0001038993 4629-DXAC5-SAF IS ON AND IN ALARM.  TOM FREY NOTIFIED. 4629-DXAC0005
0001038992 4723-ACCU1-CTL DOES NOT SEEM TO BE COOLING PROPERLY.  TOM FREY 

NOTIFIED.
4723

0001038990 4481-AH16-SAF IS OFF AND IN ALARM.  TOM FREY NOTIFIED. 4481-AH0016
0001033272 AIR CONDITIONING  IS NOT WORKING 4614RM0107
0001033427 4708B-M.1-ALARM IS IN ALARM:NOTIFIED LAYNE 4708B-MDT0001
0001027885 TOO COLD 4612RM1012
0001038845 AH40-SAF OFF IN ALARM. NOTIFIED H.WRIGHT. 4755
0001039207 THE AIR IN THIS ROOM DOES NOT SEEM TO BE WORKING PROPERLY. IT`S 

VERY HOT, COMPARED TO THE HALLWAY AND OTHER ROOMS. I WOULD 
JUST LIKE FOR SOMEONE TO CHECK IT. I HAD SOMEONE IN HERE AND THEY 
SAID IT WAS EXTREMELY HOT.

4663RMB0200

0001039075 DPT ON 4487C-AH1 IS READING TOO  LOW:NOTIFIED SARTAIN 4487C-AH0001
0001038746 ALIGN SHEAVES USING LASER ALIGNMENT ON AH021B 4663A-AH021B
0001033609 ADJUST HVAC CONTROLS TOO HOT--IN THE 80'S 4200RM0412A
0001038909 CHECK MUSTY SMELL FROM AC UNIT 4491RM0126
0001038904 INOPERABLE CHILLER/ COMPRESSOR FAILURE 4566RM0171
0001027687 REPLACE BELTS AND SET TENSION ON AH0044 4610-AH0044
0001027884 REPAIR LEAK ON AHUNIT, WATER UNDER RAISED FLOOR 4629FLR01
0001027662 ADJUST HVAC CONTROLS TOO COLD/ 69 DEG. 4708RM0251
0001027758 CHECK, REPAIR AC UNIT IN PAINT SHOP, TOO HOT 4650RM0018
0001027608 AH44-SAF OFF IN ALARM. NOTIFIED GARY LAYNE. 4610
0001351240 ADJUST HVAC CONTROLS TOO HOT 4203RM2244
0001351277 REPAIR AIR CONDITIONER IN PLASMA TORCH CONTROL ROOM #140A, 

BLDG. 4711
4711RMW0140A

0001356807 CHECK NOISY AH0008 (  4471-AH0008
0001341938 ADJUST HVAC CONTROLS TOO COLD, 68 DEGREES (SWINFORD AWARE) 4487RMAB0211
0001354368 ADJUST HVAC CONTROLS TOO HOT, TEMPS IN THE 80'S IN THE SUITE AREA 4201RM0624B

0001332695 ADJUST HVAC CONTROLS/ ROOMS 251 AND 254 ARE HOT AND MUGGY 4708FLR02
0001335791 RESET AIR COLLED CONDENSING UNIT. NAVES NOTIFIED 4723
0001338131 SET BELT TENSION 4522-AH0001
0001338129 REPLACE BELTS AND SET TENSION 4493-AH0002
0001338125 REPLACE FAN AND MOTOR SHEAVES 4487B-AH0004
0001338111 4723-DXAC4-SPT  SPACE TEMPERATURE IN HIGH ALARM.  M. RICH NOTIFIED. 4723

0001332843 4723 DXAC-4 ZONE 1 IN HIGH ALARM 4723
0001345103 TOO COLD IN BASEMENT B109 4202RM0109

Page 43 of 106

(b)(4)



TOH Workload History 7/1/2005 - 6/30/2006

WONUM DESCRIPTION LOCATION
0001332879 REPAIR DRAIN ON AH11 4708RM1114A
0001332878 ADJUST HVAC CONTROLS/ TOO HOT/ 80 DEG. 4487RMAB0216
0001338204 CHECK HVAC UNIT/ NOT MAINTAINING ADEQUATE SPACE TEMPERATURE 4715RM0100

0001330019 ADJUST HVAC CONTROLS/ TOO HOT/ IN THE 80'S 4436RM0105
0001348783 CLEAN STRAINERS ON CHILL WATER LINES ON AH0004 ( O. WRIGHT) 4487C-AH0004
0001348782 CLEAN STRAINERS ON CHILL WATER LINES ON AH0003 ( O. WRIGHT) 4487C-AH0003
0001335793 DXAC12-SAF...OFF/ALARM. NAVES NOTIFIED 4648
0001356692 4705-AH11-SAF IS ON AND IN ALARM.  TOM FREY NOTIFIED. 4705-AH0011
0001351027 BUILDING IS HOT, RESET AIR COOLED CONDENSING UNIT. HVAC NOTIFIED. 4723

0001348809 4583 ROOM 180 HIGH SPT AK CHECKING 4583RM0180
0001337919 RM113-SPT2 IN HIGH ALARM. NAVES NOTIFIED 4663
0001327183 4727-AH4-SAF, ADJUST DP SWITCH, J.MCCAGHREN NOTIFIED. 4727-AH0004
0001326925 4732 / 132 CHANGE BELTS AND SET TENSION ON EAF0004 (2022) 4732RM0132
0001330056 ROOM B5A IS HOT. PERFORM HVAC TEST AND BALANCE TO AHB1 LOCATED 

IN BASEMENT EQUIPMENT ROOM E-1. ZONE # 4 APPEARS TO HAVE 
INADAQUATE AIR FLOW. DOCUMENT ALL READINGS. STEVE SWINFORD 
FAMILIAR.

4207RMB0002

0001345016 NO AIR FLOW 4570RM0106
0001345086 ADJUST HVAC CONTROLS TOO HOT  (NAVES AWARE) 4663RMA0164
0001354280 RAF IS OFF AND IN ALARM. LARRY NAVES NOTIFIED. 4612B-AH0001
0001332942 ROOM 100 IS IN HIGH SPT ALARM. NAVES NOTIFIED. 4715RM0100
0001345179 TOO COLD 4522
0001356701 4705-AH36-SAF IS ON AND IN ALARM.  TOM FREY NOTIFIED. 4705-AH0036
0001351320 ADJUST HVAC CONTROLS/ TOO COLD 4619RM0144
0001351319 ADJUST HVAC CONTROLS/ TOO HOT 4619RM0223
0001356594 CHANGE FILTERS IN AH00B1 IN E-1 PER HVAC REQUEST. 4207-AH00B1
0001327029 4487 / B229A ROOM IS 80 DEG F @ 9:30 A. M.  NO AIRFLOW COMING FROM 

VENTS.  PLEASE LOWER TEMPERATURE A FEW DEGREES TO ~76 - 77.
4487RMB0229A

0001314073 UNIT IS OFF AND IN ALARM. HVAC NOTIFIED. 4619-AH0039
0001338223 4705 AH-29 HUMIDIFIER OFF IN ALARM STEWART CHECKING 4705-AH0029
0001338329 4705 /  REPLACE FILTERS IN AH0022 LOCATED OVER ROOM 203. NOT ON P.M.( 

 
4705

0001338209 CWING RM 261 SAF LOUD NOISE. SWINFORD NOTIFIED 4663RMC0261
0001327091 ADJUST HVAC CONTROLS/ TOO HOT IN ROOMS 135A AND 133 ( VERY LITTLE 

AIR FLOW)
4485FLR01

0001317458 4202-SAF1-SAF  UNIT OFF IN ALARM.  ST. JOHN NOTIFIED. 4202
0001327007 INVESTIGATE WATER IN AH PAN 4566RM0152
0001327001 AIR IS GOING OFF AND ON 4203RMB0302A
0001313767 ADJUST HVAC CONTROLS TOO HOT, HIGH HUMIDITY IN RM'S 107 THROUGH 

110
4485FLR01

0001313766 ADJUST HVAC CONTROLS TOO COLD IN RM'S 128 THROUGH 132 4485FLR01
0001313916 4251-DXAC3-SAF OFF ALARM 4251
0001327147 AH5B IS OFF AND IN ALARM. SWINFORD NOTIFIED. 4619
0001327120 CHILLER NEEDS TO BE RESET. WARM TEMPS REPORTED BY USER AND 

VERIFIED BY UCS. GARY LAYNE NOTIFIED.
4531

0001301177 RAF IS OFF AND IN ALARM. SWINFORD WAS NOTIFIED. 4600-AH0004
0001301028 AH3-SAF....OFF/ALARM. SWINFORD NOTIFIED 4353
0001300880 CH1CTL...OFF/ALARM. SWINFORD NOTIFIED 4561
0001300855 REPLACE BELTS AND ALIGN SHEAVES ON SAF0001 4663RMM0104
0001297962 ALL OF THE DXAC SPTS ARE IN HIGH ALARM. ALL OF THE COOLING STAGES 

ARE OPEN. GARY LAYNE NOTIFIED.
4723

0001307726 4707 AH-12 HIGH SPT FREY CHECKING 4707-AH0012
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0001307569 4653-HWS-HWP1, RESTORE TO UCS CONTROL. M.RICH NOTIFIED. 4653-HWP0001
0001320742 CH1-CTL...OFF/ALARM. SWINFORD NOTIFIED 4583
0001332717 ADJUST HVAC CONTROLS TOO HOT 76.6 4200RM0210A
0001338338 4353 AH-4 LOW TEMP FREY CHECKING 4353-AH0004
0001338045 ADJUST HVAC CONTROLS TOO HOT IN THE RMC154 AREA 4487RMC0154
0001337996 TURN ON AH-UNIT OR CHECK OPERATION OF AIR, TOO HOT IN THE OFFICE 

AREA OF THE NBS
4705FLR01

0001320756 4485-AH2A-SAF OFF/ALARM, RESTORE UNIT TO SERVICE. J.MCCAGHREN 
NOTIFIED.

4485-AH002A

0001320700 4727 / 112-17 ROOM IS 75 DEGREES IN THE MORNING, GETS HOTTER IN THE 
AFTERNOON,   NEEDS TO BE REGULATED LIKE OTHER ROOMS IN BUILDING 
4727.  COULD BE HEALTH HAZARD FOR THOSE WITH BREATHING ISSUES.  
THANKS!

4727RM0112-17

0001307856 4583 /  AH0001 LOCATED IN THE NORTH WEST CORNER OF THE BUILDING 
NEEDS TO HAVE THE MOTOR  CHECKED. IT IS EXESSIVELY HOT TO THE 
TOUCH (GRIMES).

4583-AH0001

0001301007 4315 AH3 OFF ALARM P   NOTIFIED 4315
0001313768 AH4-SPTZ1 IN HIGH ALARM. SARTAIN NOTIFIED 4487
0001310614 ADJUST HVAC CONTROLS TOO HOT 4708RM0245
0001294345 UNSTOP DRAIN ON CRU 4207-CRU0015
0001294271 ADJUST HVAC CONTROLS TOO COLD/HVAC AWARE 4663RMA0173
0001313888 REPLACE MOTOR BEARINGS ON DXAC0002 4566-DXAC0002
0001313847 CHECK AND OR ADJUST CH3 FLOW RO 2800 GPM. 4473
0001307545 ADJUST HVAC CONTROLS/ TOO HOT/ 80 DEG. IN ROOMS 101 AND 103 4483FLR01
0001294472 4470 HIGH SPT FREY CHECKING 4470
0001338007 REPAIR HUM0005 ( NAVES) 4708A-HUM0005
0001338005 REPAIR HUM0004 ( NAVES) 4708A-HUM0004
0001338000 REPLACE BELTS AND SET TENSION ON AH0026 4755-AH0026
0001332690 TOO HOT IN THE SHOPS - TOO COLD IN THE OFFICES - COME IN SOUTH END 

OF BUILDING AND RING DOORBELL ROOM A107
4631

0001338364 AH BLOWING STRONG AND LOUD/ ALSO NEEDS FILTER PUT BACK IN THAT 
WAS TAKEN DOWN BY USER

4200RM0204B

0001332838 4207 CHWP2 OFF ALARM AK NOTIFIED 4207
0001338071 4530 AH-01 OFF IN ALARM AK CHECKING 4530-AH0001
0001294207 LEAKING WATER OUT OF UNIT.  POSSIBLE COIL LEAK. 4570RMB0010
0001281528 AH24-SAF...OFF/ALARM. LAYNE NOTIFIED 4755-AH0024
0001301004 4723-DXAC4-SPTZ1 IN HIGH SPT ALARM. T.FREY NOTIFIED. 4723-DXAC004A
0001307673 ADJUST HVAC CONTROLS/ TOO COLD/ 62 DEG. (SWINFORD NOTIFIED) 4201RM0606A
0001294353 REPAIR VALVE ON HOT WATER SUPPLY LINE LEAKING AT END OF 

AIRHANDLER NO. AH0003.
4663

0001300953 REPLACE BELT ( POLLARD) 4554-DXAC0001
0001317381 REPLACE FAN AND MOTOR SHEAVE 4200-AH0003
0001300927 NO AIR 4561
0001327079 4481 /  AH0007 LOCATED IN E-8 NEEDS THE INBOARD FAN BEARING 

CHECKED. PERFORM VIBRATION ANALYSIS.  J GRIMES POC
4481-AH0007

0001330065 CLEAN STRAINER ON CRU0002 4663A-CRU0002
0001330092 REPLACE BELTS AND ALIGN SHEAVES 4481-AH0010
0001326966 REPAIR, REPLACE MOTOR ON COOLING TOWER 4628
0001021315 CLEAN CHILLWATER STRAINER 4203-AH0005
0001281654 CHILLER IS OFF AND IN ALARM. SWINFORD NOTIFIED.   ONSITE. 4666
0001313948 4619-AH39-SAF  UNIT OFF IN ALARM.  SUSPECTED BAD STATUS 4619
0001294539 OUTSIDE NORTH EAST EXIT DOOR OF ROOM 100, OVERHEAD NEEDS TO 

HAVE THE MOTOR CHECKED. IT IS A DIRECT DRIVE UNIT AND IT APPEARS 
TO BE LOCKED UP.

4755-AH0019
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0001294532 REPLACE PACKING CWP0005 4473
0001294527 CHECK BEARNINGS IN AH 0002 SOUTH HY BAY BEHIND TARP 4755-AH0002
0001274616 ADJUST HVAC CONTROLS TOO COLD 4200RMP0110
0001274615 REPAIR HVAC CONTROLS ( ST. JOHN) 4202RMB0105
0001274734 ADJUST HVAC CONTROLS/ TOO COLD/ 62 DEG. IN ROOM 219 AND 

SURROUNDING AREA (SWINFORD NOTIFIED)
4666RM0219

0001274691 LOW HUMIDITY (SWINFORD NOTIFIED) 4436RM0109
0001259827 4487C-AH2-SAF OFF/A, M.RICH NOTIFIED. 4487C-AH0002
0001267487 4708 / MEZZ ISOLATE AND RESET POWER TO SAF0003 (2030) 4708
0001267356 PUT PANELS BACK ON CRU IN RM 101 (REPORTED AS A SAFETY VIOLATION). 

  NOTIFIED
4207RM0101

0001284501 DISENGAGE AH0002 ( NAVES) 4727-AH0002
0001284457 C WING AH2-RAF...OFF/ALARM. LAYNE NOTIFIED 4487-CWING
0001259712 CHECK AND REPAIR AIR DRYER 4250RM0017
0001287581 ADJUST HVAC CONTROLS/ TOO HOT/ NO AIR FLOW 4487RMA0100B
0001287578 CHECK FLOW AND ASSOCIATED CONTROLS (WRIGHT) 4473-CHLR0002
0001307665 REPLACE MOTOR BEARINGS ON AH0003 4203-AH0003
0001301003 4530-AH1-SAF OFF/A. T.FREY NOTIFIED. 4530-AH0001
0001247842 4471-AH8-SAF  UNIT OFF IN ALARM.  J. MCCAGHREN NOTIFIED. 4471
0001287586 CHECK CONDENSER WATER PIPING VIBRATION (WRIGHT) 4473-CWP0003
0001313835 ADJUST HVAC CONTROLS/ TOO HOT/ NO AIR 4487RMC0200
0001310709 ADJUST HVAC CONTROLS/ TOO COLD/ 68 DEG. 4487RMC0181B
0001271547 ADJUST HVAC CONTROLS TOO HOT 4207RM0115
0001259985 AH1-SAF...OFF/ALARM. LAYNE NOTIFIED 4583
0001254261 COOLING TOWER OVERFLOWING.    FAMILIAR . W.O. GOES TO 

HVAC...
4207-CTWR0001

0001326896 SUMP1-ALARM. O.WRIGHT NOTIFIED 4473
0001330009 CLEAN STRAINER ON CRU001B 4663M-CRU001B
0001247982 PABX 01 IN ON AND IN ALARM AFTER MONTHLY SWAP OVER. GARY LAYNE 

NOTIFIED. LOCATED IN B24-B.
4708

0001324102 REPAIR PNEUMATIC CONTROLS ON AH0023 ( NAVES) 4705-AH0023
0001259743 ADJUST HVAC CONTROLS/ TOO HOT 4306
0001320724 NO AIR FLOW 4708RMB0012
0001292726 HIGH HUMIDITY ( RICH) 4436RM0109
0001247732 INSTRUCT PIPEFITTERS HOW TO DRAIN CHILLED WATER SYSTEM ( 

 
4666RM0284

0001284438 REPLACE BOOT IN HOT WATER VALVE ON AH0007 ( NAVES) 4755-AH0007
0001284437 REPLACE EP SWITCH ON AH0021 ( NAVES) 4755-AH0021
0001329988 REPAIR PNUEMATIC CONTROLS ON AH0001 ( NAVES) 4705-AH0001
0001247675 AH0001 MAKING NOISE ( NAVES) 4727-AH0001
0001021351 INVESTIGAGE BURNING ODOR COMING FROM AIR HANDLER 4708RM0163
0001287553 ADJUST HVAC CONTROLS/ TOO COLD 4612RM1026
0001320523 TURN OFF COLD AIR BLOWING 4202RM0127
0001294143 ADJUST HVAC CONTROLS/ TOO COLD/ 68 DEG. (LAYNE NOTIFIED) 4201RM0437B
0001317411 DISENGUAGE SAF #2 (NAVES) 4708
0001326977 4723-ACCU1-CTL IS NOT COOLING.  AK LAFARLETT NOTIFIED. 4723-DXAC0001
0001326935 TURN ON HEAT 4315
0001281736 REPAIR AH0007 4755-AH0007
0001281724 ADJUST BELT ON AH-UNIT, MAKING NOISE ( PULLUM) 4631-AH0001
0001281690 OFF ALARM AFTER USER 4492
0001251304 INSTALL BAR CODE ON HUM#5 (NAVES) 4705-HUM0005
0001274682 ADJUST HVAC CONTROLS TOO COLD IN RM'S 104 & 106 4627FLR01
0001274670 TURN OFF AH0001 FOR REPAIRS (  4583-AH0001
0001274654 REPLACE BELTS AND ADJUST SHEAVES 4610-RAF0011
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0001267470 DISENGAGE AH0018 ( NAVES) 4708B-AH0018
0001274645 REPLACE BELT AND ALIGN SHEAVES 4522-AH0001
0001267269 LOST AC TO CALIBRATION AREA 4650FLR01
0001281717 4473 CT  /  CHECK WATER LEAK AT COOLING TOWER.H.WRIGHT FAMILIAR .  

WO TO HVAC.
4473

0001294264 4760 /  EXPANSION JOINT BAD ON EAF0002 4760  (YOCUM) 4760-EAF0002
0001297988 4666 ROOM 245 LIEBERT LEAKING WATER FREY CHECKING 4666RM0245
0001301254 REPAIR HUM0001 4650-HUM0001
0001300964 REPAIR LEAKING AIRDRYER.E 1 4250-ADRY0001
0001287468 SUPPORT MILLWRIGHTS (NEWTON) 4353-AH0003
0001314045 4481 AH-1 ON IN ALARM 4481-AH0001
0001267596 THERE IS A LEAK COMING FROM THE AIR HANDLER IN THE NORTH WEST 

CORNER OF THE LTA ON THE 2ND FLOOR.
4619RM0145

0001332833 4723 ACCU NEEDS TO BE CHECKED AK 4723
0001254026 4207-WTRDET-ALARM SWINFORD NOTIFIED 4207
0001320471 CH1-CTL...OFF/ALARM. H.WRIGHT NOTIFIED 4561
0001242410 REPLACE BELT AND SET TENSION 4755-AH0020
0001324153 TURN OFF AIR/ TOO COLD 4487RMB0233
0001281469 4481 AH17 OFF ALARM P   NOTIFIED 4481-AH0017
0001281278 REPORT BY USER THAT AH2-SAF IS NOT COOLING. LAYNE NOTIFIED 4207-AH0002
0001344940 ADJUST HVAC CONTROLS/ TOO HOT (HERSHEL WRIGHT FAMILIAR) 4207RM0114
0001326863 4727 / 102 TURN AIR HANDLER BACK ON IN ABOVE ROOM. 4727RM0102
0001332876 NO AIRFLOW ( SWINFORD AWARE) 4723
0001332829 4207-CRU16-SAF, ADJUST DP SWITCH. M.RICH  NOTIFIED. 4207-CRU0016
0001287309 ADJUST HVAC CONTROLS/ TOO HOT/ 81 DEG. (LAYNE NOTIFIED) 4205RM0113B
0001327161 CLEAN STRAINER ON CRU0008 4663B-CRU0008
0001281712 4561 /  SUPPORT CONTRACTOR ON START-UP OF EQUIPMENT [   

FAMILIAR]
4561

0001326878 4566 /  REPOSITION HANGAR ON COPPER LINES FROM DXAC0002 IN E-1 
(RUSSELL)

4566-DXAC0002

0001259825 4610-AH23-SAF OFF/A. M.RICH NOTIFIED. 4610-AH0023
0001256875 REPAIR HUMIDIFIERS HUM00011- NO POWER TO UNIT (LOCATED NEAR SW 

ENTRANCE)
4650-HUM0011

0001281403 SUPPORT MILLWRIGHTS (NEWTON) 4610RM1009
0001021323 ALIGN SHEAVES AND REPLACE BELTS 4705-AH004A
0001304564 CHECK OUT REPAIR VIBRATION IN UNIT.RM.3003 4203-AH0003
0001294477 2ND FLOOR TOO HOT 4200RM0210
0001294475 TOO HOT 4200RM0808
0001296936 REPAIR PNEUMATIC AIR LEAK ON AH12 (NAVES) 4708RM0153
0001296706 CHECK CONTROLS ON AH1 (NAVES) 4718-AH0001
0001294461 4207 HWC-1 IN LOW ALARM TURNER NOTIFIED 4207
0001259668 4711-AH9-SAF  UNIT OFF IN ALARM.  M. RICH NOTIFIED. 4711-AH0009
0001281710 4493-AH0008 /  DISABLED AHU8 FOR SERVICE ..H.WRIGHT FAMILIAR ..  WO 

TO HVAC (WRIGHT)
4493-AH0008

0001281382 REPAIR HUM0002 4650-HUM0002
0001274776 HV13B-SAF...OFF/ALARM. SWINFORD NOTIFIED 4619
0001281425 4353-AH3 OFF ALARM SWINFORD NOTIFIED 4353-AH0003
0001267307 AH#2 MAKING NOISE (NAVES) 4727-AH0002
0001267305 INSTALL BAR CODE ON AH14 (NAVES) 4708RM1110B
0001267303 LOG OPERATION OF DXAC UNIT (WADDEL FAMILIAR) 4629-DXAC0002
0001259816 4711 ROOM E 179A AK CHECKING ALARM 4711RME0179A
0001256956 START AND STOP AH0010 ( VANN) 4755-AH0010
0001239609 VERIFY TEMP TRIP SETTING FOR UNIT FREEZE STAT. 4619-AH0024
0001239140 REPAIR STATIC PRESSURE TRANSMITTER ON COLD DECK 4201-SAF0001
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0001320562 TOO WARM 4312RM0109
0001301195 ADJUST HVAC CONTROLS/ TOO HOT 4202RM0420
0001259913 COMPUTER LAB TOO HOT (80 DEGREES) 4708RM0163
0001251293 REPLACE BELTS AND ALIGN SHEAVES 4205-AH0002
0001274836 CLEAN CHILLWATER COILS AND DRAIN PAN 4481-AH0004
0001247659 ADJUST HVAC CONTROLS/ TOO COLD (H.WRIGHT FAMILIAR) 4207RM0123
0001274845 4209-PROCESS WATER  ALARM FOUND BY SECURITY.  J. MCCAGHREN 

NOTIFIED.
4209

0001259752 DXAC 9 ROOM 126B HEAT IS OUT 4707-DXAC0009
0001313956 DISENGAGE SAF0002 ( NAVES) 4708B-SAF0002
0001307882 ADJUST HVAC CONTROLS/ TOO COLD (NOTIFIED SWINFORD) 4202RM0127
0001327218 ADJUST CONTROLS ON HWC0001 ( NAVES) 4708RMB0001A
0001327026 MXAT FAILED HIGH. LAYNE NOTIFIED 4723
0001239009 ADJUST HVAC CONTROLS TOO HOT 4200RMG0011
0001313977 REPLACE 7 1/2 HP MOTOR ON CHILL WATER PUMP0001 4570-CHWP0001
0001247813 TURN ON AIRHANDLER 4653RM0035
0001284491 RAF20 IS NOISY  RM 209AB 4487AB-RAF0020
0001287343 4205-M_4-WTRDET IS IN ALARM.  TOM FREY NOTIFIED. 4205-MDT0001
0001239180 4663C-HUMD01. REPAIR HUMIDIFIER. (RICH) 4663C-HUM0001
0001263612 AH0002 OFF ( JOEL) 4487C-AH0002
0001260195 ALIGN SHEAVES AND SET TENSION 4561-AH0004
0001260192 REPLACE BELTS AND SET TENSION 4476-AH0009
0001260190 REPLACE FAN BEARING 4476-AH0003
0001254021 REPAIR CONTROL AIR LEAK ON AH0009 ( NAVES) 4708B-AH0019
0001259655 WAY TOO HOT IN ROOM D12 4708
0001260185 ALIGN MOTOR AND FAN SHEAVES 4481-AH0005
0001247712 C WING AH1-SAF OFF IN ALARM. NOTIFIED H.WRIGHT. 4487
0001267286 4705-AH19B-SAF, REPLACE BURNT STARTER COIL. (MCGRATHERN) 4705-AH019B
0001239066 AH10-REPLACE HOA IN STARTER/DISCONNECT. 4475
0001259806 4487BC-AH1-SAF OFF/A, RESTORE TO SERVICE. L.NEWTON NOTIFIED 4487BC-AH0001
0001287410 REPLACE BOOT ON CHILL WATER VALVE ( NAVES) 4755-AH0006
0001287345 4205-M_2-WTRDET IN ALARM. RESTORE TO NORMAL SERVICE. A.K 

LAFARLETT NOTIFIED.
4205-MDT0002

0001287396 REPAIR PNEUMATIC CONTROL AIR LEAK ( NAVES) 4708-AH0B13
0001267268 AH1-SAF...OFF/ALARM. VAN NOTIFIED 4707
0001284461 VERIGY OPERATION OF COMPRESSOR ON DXAC4-SAF. LAYNE NOTIFIED 4629-DXAC0004
0001294505 ADJUST HOT WATER CONTROLS (  4207BSMT
0001294346 EF1-FAN...OFF/ALARM. LAYNE NOTIFIED 4555
0001274861 TURN OFF AH 0001 FOR REPAIRS LARRY WADELL FAMILIAR THIS IS FOR 

HVAC TURN BACK ON WHEN WORK IS FINISHED
4583-AH0001

0001281481 4251 DXC001 /  REPAIR FILTER RACK THAT HAS BEEN DAMAGED SO THAT 
FILTER WILL SLIDE IN EASIER  (  

4251-DXAC0001

0001281436 CRU5 OFF ALARM LAYNE NOTIFIED 4436-CRU0005
0001274842 4475 CHWP-2 ON IN ALARM FREY CHECKING 4475-CHWP0002
0001307858 BWING AH3-SAF...OFF/ALARM. SWINFORD NOTIFIED 4487-BWING
0001254321 TURN OFF EXHAUST FAN FOR RPAIRS (  4663RMA0162
0001231481 ADJUST HVAC CONTROLS TOO COLD, 50 DEGREES IN THE B276 AREA 4487RMB0276
0001235228 4205-AH1 SAF OFF/A. RESTORE TO SERVICE, J.MCCAGHREN REPORTS (4) B105 

BELTS NEEDED.
4205-AH0001

0001231478 DISENGAGE AH00018 ( NAVES) 4205-AH0018
0001238968 ADJUST HVAC CONTROLS/ TOO HOT/ 80 DEG. IN ROOMS 2057, 2059 AND 2061 4610FLR02

0001231533 ADJUST HVAC CONTROLS TOO HOT 4306RM0106
0001231266 REPAIR HUM0001 4650-HUM0001
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0001224830 4619 SUMP-4 IN ALARM 4619-SPMP004
0001224823 ADJUST HVAC CONTROLS/TOO COLD 4202RM0418
0001227887 REPAIR CONTROL AIR LEAK ON AH18 (NAVES) 4705-AH0018
0001224593 RECEIVED HOT CALL FROM MRS. FOWLER THAT BLDG IS TOO WARM. 

NOTIFIED GARY LAYNE.
4491

0001217324 4663B CRU-0016 OFF IN ALARM FREY CHECKING 4663
0001220368 CHECK AH-UNIT, CONTINUOUSLY RUNNING ( HIGGINBOTTOM) 4312WEST
0001224840 4619 / E-4 REPAIR OR REPLACE CHECK VALVE ON SUMP PUMP (2023) 4619RMB0137A
0001224726 B WING AH21-SAF OFF IN ALARM. NOTIFIED AK. 4487
0001217300 4707 / 109A AIR HANDLER IS MAKING NOISE,  POSSIBLE FAILING DRIVE 

BELT.  UNIT IS LOCATED ABOVE CEILING.
4707RM0109A

0001224755 CHECK UNIT FOR BAD VIBRATION. ROOM 107 4467-DXAC0001
0001217340 ADJUST HVAC CONTROLS VERY COLD 4663RMM0117
0001217009 ADJUST HVAC CONTROLS TOO COLD, 55 DEGREES IN RM B164 & HALL AREA 4487FLR01-B

0001224784 ADJUST HVAC CONTROLS/ TOO COLD IN THE 1400 AREA/ 62 DEG. 4612FLR01
0001209345 4353 AH4 OFF IN ALARM SWINFORD NOTIFIED 4353-AH0004
0001224667 ASSIST MILLWRIGHTS (POLLARD) 4666RM0108
0001224663 ADJUST HVAC CONTROLS/ TOO HOT 4663RMA0164
0001220306 REPLACE BELT AND SET TENSION 4666-HV0001
0001220300 REPLACE BELTS AND SET TENSION 4628-AH0001
0001224853 DISENGAUGE HWP1 (NAVES) 4747-HWP0001
0001231268 4555-UH1 & 2  UNIT HEATER 1 & 2 OFF IN ALARM.  J. MCCAGHREN NOTIFIED. 4555

0001209323 ADJUST HVAC CONTROLS TOO COLD, EXCESSIVE AIRFLOW 4200RM0212
0001209313 4473-PCHWP005 /  TAKE CHILLER 5 & PCHWP5 OUT OF SERVICE FOR REPAIR 

TO PCHWP5 BEARING.    FAMILIAR.
4473-CHLR0005

0001231511 INVESTIGATE CHEMICAL FUMES COMING FROM AIR DUCT (STEVE 
SWINFORD NOTIFIED)

4200RM0226

0001224774 4650 / E-3 IN FRONT OF THE CHILLER--CLEAN UP WATER ON FLOOR AND 
TAKE MEASURES TO PREVENT FUTURE LEAKAGE-

4650RM0019N

0001212994 DISENGAGE AH0003 ( NAVES) 4705-AH0003
0001212993 AH0048 MAKING NOISE ( NAVES) 4705-AH0048
0001204631 NO STEAM TO STEAM VALVE 2 LOCATED IN E-2. SWINFORD NOTIFIED. 4702
0001204676 4464 / 200 THERE IS APPROXIMATELY 0.5" IN THE PAN OF 4464-AH0001 AND 

4464-AH0002.  CHECK FOR POSSIBLE LEAKS.
4464RM0200

0001201298 4487A-AH6-SAF, OFF/A J.MCCAGHREN NOTIFIED. 4487A-AH0006
0001198619 DISENGAGE HWP0001 ( NAVES) 4723
0001209594 ALIGN SHEAVES AND SET TENSION ON AH00B3 4619-AH00B3
0001209281 REPAIR VSC0004 (  4473-VSC0004
0001197941 AH0001 MAKING NOISE ( NAVES) 4718-2
0001201376 ADJUST HVAC CONTROLS/ TOO HOT IN ROOMS 242 AND 242A 4201FLR02
0001197929 AH1-SAF OFF IN ALARM. NOTIFIED GARY LAYNE. 4733-AH0001
0001195495 4619-SPMP4-SUHIAL, IN ALARM, W.RITTER NOTIIFIED. 4619-SPMP004
0001195248 STMV2 HIGH IN ALARM @ 22PSI WITH SET POINT OF 10PSI. NOTIFIED GARY 

LAYNE.
4702

0001188332 REPLACE BELTS AND SET TENSION 4705-AH0027
0001188331 ALIGN SHEAVES AND SET TENSION 4705-AH0025
0001188330 ADJUST BELT TENSION 4705-AH0018
0001188325 REPLACE BELTS, AND SET TENSION 4705-AH0010
0001188199 D WING HV1-SAF OFF IN ALARM. NOTIFIED STEVE SWINFORD. 4612
0001188210 REPLACE DRAINAGE VALVE WITH BALL VALVE ON HUM0020 4708
0001195366 RECEIVED HOT CALL THAT RM260 IS READING 82 DEGREES. NOTIFIED GARY 

LAYNE.
4493
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0001197901 PUNGENT SMELL COMING FROM AIR HANDLER IN ROOM - TURNED OFF 

UNTIL INVESTIGATED
4583RM0180

0001188337 ADJUST HVAC CONTROLS/ TOO COLD/ 59 DEG. 4200RM0222
0001195518 CHILLER 2 LOCATED IN E2 IS CYCLING OFF AND ON. SWINFORD NOTIFIED. 4570-CHLR0002
0001195333 ADJUST HVAC CONTROLS TOO HOT 4202RM0420
0001195370 CHWS-CHWP3 OFF IN ALARM. NOTIFIED HERSHALL WRIGHT. 4666
0001195594 4476 / E-1 ISOLATE POWER ON AH0001 (2030) 4476-AH0001
0001209533 ADJUST HVAC CONTROLS/ TOO COLD/ IN THE 60'S 4306RM0101
0001181580 4610-PABX-SAF2 IS ON AND IN ALARM.  AK LAFARLETT RESPONDING. 4610RM1039
0001195435 DISENGUAGE SAF14 (NAVES) 4718-SAF0014
0001195433 DISENGUAGE SAF12 (NAVES) 4718-SAF0012
0001173559 ADJUST HVAC CONTROLS TOO COLD 4201RM0614A
0001173496 CHECK FLOW ON HOT WATER COIL IN AH0007 (2023) 4493-AH0007
0001173452 ROOM 201 SPT IS IN HIGH ALARM AT 82.6. ROOM IS FEED BY DXAC4. DXAC4 

SAT IS ALSO IN HIGH ALARM AT 101.5. STEVE SWINFORD NOTIFIED.
4760-DXAC0004

0001181622 ADJUST HVAC CONTROLS TOO HOT 4200RM0224
0001173320 HOOK UP UCS CONTROLS TO HOT WATER PUMP #1 (RANDY CLARK 

FAMILIAR)
4475

0001173421 CHECK TEMPS IN RM'S 110 & 111 TOO COLD 4656FLR01
0001173615 CRU 9 IS OFF AND IN ALARM. GARY LAYNE NOTIFIED. 4207-CRU0009
0001179256 REPAIR LEAKING STEAM COIL ON AH6 4728RM0110
0001177110 ADJUST HVAC CONTROLS TOO COLD 4708RM0235A
0001173503 AHB3-SAF...OFF/ALARM. LAYNE NOTIFIED 4610
0001173613 PERFORM INSPECTIONS AND ADJUSTMENTS TO UNITS IN BLDG. BY 

REQUEST OF ENGINEERING
4631

0001167369 AH7 LOCATED IN ROOM 147A IS ON AND IN ALARM. HVAC NOTIFIED. 4619-AH0007
0001167145 NO HEAT 4553
0001167143 ADJUST HAVAC CONTROLS/ TOO COLD 4202RM0613
0001167284 CHECK AH004 TO SEE WHY IT IS NOT HEATING   AH004 IS IN RM 124 4570-AH0004
0001167200 4471-AH17-SAF, REPAIR TOGGLING STATUS. 4471-AH0017
0001181562 4491 /  RM.136 E 1. REPLACE LEAKING PRE HEAT COIL AH001. 4491-AH0001
0001169898 REPAIR WIRES ON MOTOR OF HV-10 IN HB, JOE ALDRIDGE FAMILIAR. 4650RM0021
0001167903 HOT WATER CONVERTER 1 SUPPLY AND RETURN TEMP IN LOW ALARM. 

HVAC NOTIFIED.
4475

0001167362 ADJUST HVAC CONTROLS/ TOO HOT - 85 DEGREES 4674RM0101
0001167133 ADJUST HVAC CONTROLS TOO COLD 4203FLR03
0001160243 HV13B IS OFF AND IN ALARM. USER CALLED IN A COLD CALL TO ROOM 147 

AT BUILDING 4619. HVAC NOTIFIED.
4619-HV0013

0001167901 ADJUST HVAC CONTROLS/ TOO COLD 4244WEST
0001167409 ADJUST HVAC CONTROLS/ TOO COLD IN ROOMS 603 AND 604A 4200FLR06
0001160661 ADJUST HVAC CONTROLS TOO COLD 58 DEGREES 4610RM1074
0001160063 ADJUST HVAC CONTROLS/ IN THE 60'S/ TOO COLD 4200RM0612
0001160652 4493 AH-6 LOW RH% FREY CHECKING 4493-AH0006
0001160142 ADJUST HVAC CONTROLS , TOO COLD. NOTE: RM 240 IS TOO COLD, CHECK 

TO SEE IF ADJUSTMENTS AFFECTS BOTH RM'S
4201RM0242

0001160185 NO HEAT IN OFFICE AREAS 4483FLR01
0001160162 REPAIR LEAKING HOT WATER COIL ON SAF0001 4200-SAF0001
0001160591 NO HEAT IN ROOMS 136 AND 138 (58 DEG.) 4707FLR01
0001154290 ADJUST HVAC CONTROLS/ TOO HOT/ 80 DEG. 4487RMC0127
0001160220 SUPPLY AIR TEMP IS IN LOW ALARM. REPORTED TO UCS BY SWINFORD 4727-AH0001
0001154252 REPLACE BELTS AND SET TENSION 4200-SAF0003
0001154250 REPLACE BELTS AND SET TENSION 4200-AH0006
0001154021 RH in Room 140 (feed by AH6) is in high alarm. HVAC notified. 4493-AH0006
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0001147848 4487C-HWS-HWP2 IS TOGGLING.  TOM FREY NOTIFIED. 4487C-HWP0002
0001147849 4649-CHLR1-CHWP1, REPAIR MOTOR/PUMP COUPLING. (RICH) 4649RM0109
0001147697 ADJUST HVAC CONTROLS/ TOO HOT IN ROOMS 420 AND 422A/ 90 DEG. 4202FLR04
0001146907 ADJUST HVAC CONTROLS/ TOO COLD/ 62DEG. 4471RM0213
0001153856 DXAC1-SAF OFF IN ALARM. NOTIFIED GARY LAYNE. 4251
0001147951 ADJUST HVAC CONTROLS/ TOO COLD (CUBICLE 5102) 4600FLR05
0001147924 ADJUST HVAC CONTROLS/TOO COLD 4200RM0120
0001147927 ADJUST HVAC CONTROLS TOO COLD/ ST. JOHN AWARE 4200RM0211
0001142564 ADJUST HVAC CONTROLS TOO COLD IN RM'S 104 & 107 4315FLR01
0001070671 4619-AH30-SAF IS OFF/A:NOTIFIED SWINFORD 4619-AH0030
0001159891 4663 RM M211 CLEAN STRAINER ON CRU-8 & 9 4663M-CRU0008
0001154332 REPLACE BELTS ON AH0034 ( R. DAVIS FAMILIAR) L. NEWTON 4619-AH0034
0001159953 ADJUST HVAC CONTROLS TOO COLD IN RM'S 304 & 305 4200FLR03
0001159930 ADJUST HVAC CONTROLS TOO COLD 4200RM0534
0001144595 INVESTIGATE BUZZING COMING FROM HEATING AND AIR VENTS 4610RM3077
0001160608 CRU4 IS OFF AND IN ALARM. 4663M-CRU0004
0001160084 BREAK ROOM TOO COLD. 4629RM0107
0001159863 CLEAN CHILL WATER STRAINER ON CRU0004 4663C-CRU0004
0001154296 Room 160 spt2 is high and in alarm. 4663-BWING
0001153958 M_1-ALARM IN ALARM. SWINFORD NOTIFIED 4708
0001177075 CHECK AND REPAIR ACMP 4612RM2400
0001173634 ADJUST HVAC CONTROLS/ TOO COLD 4487RMB0121A
0001181530 4561-AH1-SAF  UNIT OFF IN ALARM.  J.  MCCAGHREN NOTIFIED. 4561-AH0001
0001169957 TOO COLD 4650RM0108
0001167190 ADJUST HVAC CONTROLS/ TOO COLD IN ROOMS 601, 602 AND 603 4200FLR06
0001147764 ADJUST HVAC CONTROLS/ TOO COLD/ 63 DEG. IN THE 1200 WING 4612RM1200
0001160087 4610-RM2007 IS TOO HOT IN THE AFTERNOONS. 4610-AH0020
0001167326 4566 / 151 HEAT IS TOO HOT IN THIS ROOM.  ALSO IN THE LADIES ROOM THE 

HEAT IS TOO HOT.
4566RM0151

0001148299 ADJUST HVAC CONTROLS/ TOO COLD IN ROOMS 514 AND 517A 4201FLR05
0001148277 ADJUST HVAC CONTROLS/ TOO COLD/ 50 DEG. 4201RM0624A
0001154232 Chill water pump 1 is on and in alarm. Swinford notified. 4718-1-CHWP0001
0001136109 REPLACE BELTS AND CHECK ALIGNMENT ON AH-UNIT 4471RMC0105B
0001195285 4493-STMVLV-STMP2, ADJUST REGULATOR FOR PROPER STEAM PRESSURE. 

J.MCCAGHREN NOTIFIED.
4493RM0155

0001159913 ACMP1-CMP IN ALARM. NOTIFIED GARY LAYNE. 4201-ACMP0001
0001070725 REPLACE BELTS AND SET TENSION ON AH0010 4708B-AH0010
0001204700 ADJUST HVAC CONTROLS TOOHOT 4487RMA0262
0001173489 4200-SAF6-SAF, OFF ALARM, A.K. LAFARLETT NOTIFIED. 4200-SAF0006
0001201497 4747 BUILDING COLD / HEAT TURNED OFFAK NOTIFIED 4747
0001169869 ADJUST HVAC CONTROLS/ TOO COLD 4306
0001195428 4473-HCFC-TROUBLE 4473
0001139079 4718-1-AH7-RH  UNIT RH IN LOW ALARM. 4718-1
0001195572 SET BELT TENSION 4705-AH0036
0001195569 PULL PUMP AND CARRY TO SHOP FOR BEARING REPLACEMENT 4612A-HWP0003
0001136096 REPAIR HUMIDIFIER LEAK IN SPRAY BOOTH 4707RM0154
0001160009 4711-AH1-SAF, OFF/A, H.WRIGHT CALLED IN. 4711-AH0001
0001188272 CHECK NOISY AHIRHANDLER OVER HEAD 4708RM0116A
0001159856 ADJUST HVAC CONTROLS/ TOO HOT/ 80 DEG. 4494
0001159852 HIGH HUMIDITY (CONTACT CURT POLZIN AT 4-1566) 4205RM0101E
0001070720 REPLACE MOTOR BEARINGS ON AH0014 4205-AH0014
0001147828 AH3-SAF OFF IN ALARM. NOTIFIED GARY LAYNE. 4711-AH0003
0001070721 ALIGN SHEAVES USING ALIGNMENT TOOL 4708B-AH0004
0001181385 STMV2 IN E-2 IS LOW IN ALARM (4.8PSI). NOTIFIED STEVE SWINFORD. 4702
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0001142044 ADJUST HVAC CONTROLS/ TOO COLD 4663RMA0169
0001136142 CH1-CTL...OFF/ALARM. LANE NOTIFIED 4524
0001181603 4708-WATER LEAK SECURITY REPORTS A LEAK IN RM B2 OF THE 

BASEMENT.  HVAC NOTIFIED.
4708

0001177112 MXAT LOW IN ALARM (35.4 DEGREES) FOR AH38 IN ROOM B117. NOTIFIED 
STEVE SWINFORD.

4705

0001159942 ADJUST HVAC CONTROLS/ TOO COLD ON THE 6TH AND 7TH FLOOR, 
ESPECIALLY ROOMS 612 AND 730/ IN THE 60'S

4200

0001239178 4619-AH33-SAF, TOGGLING ON/OFF, ADJUST STATUS. M.RICH NOTIFIED. 4619-AH0033
0001167898 HOT WATER CONVERTER 3 SUPPLY TEMP IS IN LOW ALARM AT 68 DEGREES. 

LOCATED IN E1.
4708

0001224683 ADJUST HVAC CONTROLS TOO COLD 4610RM5017
0001224670 SUMP0002 IN HIGH WATER ALARM (   FAMILIAR) 4473
0001136198 4759 DXAC-2 MAKING NOISE FREY CHECKING 4759-DXAC0002
0001070663 4656-DXAC1-SAF IS OFF/A:NOTIFIED SWINFORD 4656-DXAC0001
0001167335 TOO HOT 4200RM0114
0001136523 INVESTIGATE ODOR COMING FROM AIR RETURN 4200RM0216
0001136129 4663RM A109 SPT-1 TOO   TOO  AK  CHECKING 4663RMA0109
0001134494 CHECK OPERATION OF EQUIPMENT IN OVERHEAD EQUIPMENT RM 4205RM0101D
0001136485 CHECK AIR FLOW ( POC JENNIFER ROMINE) 4200RM0730E
0001142366 HOT WATER PUMP 1 IS OFF AND IN ALARM. LOCATED IN E1 ON NORTH 

WEST SIDE OF BUILDING. GARY LAYNE NOTIFIED.
4723

0001142416 Off and in alarm. Gary Layne notified. 4610-AH0021
0001142173 4648 DXAC-1 ON IN ALARM 4648-DXAC0001
0001136163 AH1-SAF...OFF/ALARM. SWINFORD NOTIFIED 4727-AH0001
0001136167 TURN OFF AH 4,5, AND 6 4708RM1191
0001142533 AB WING CHWS-PSI HIGH IN ALARM. NOTIFIED STEVE SWINFORD. 4487
0001142549 ADJUST HVAC CONTROLS TOO HOT 4708RM1209
0001142546 ADJUST HVAC CONTROLS TOO COLD 4316
0001142409 Room 201 RH is in high alarm. 4760-DXAC0004
0001136106 4655-DXAC2 OFF ALARM G LAYNE NOTIFIED 4655-DXAC0002
0001070681 ADJUST HVAC CONTROLS/ TOO HOT AND HUMID IN ROOMS 110 AND IN 217 4708

0001129947 4487C-AH20-RAF OFF ALARM LAYNE NOTIFIED 4487
0001129899 INSTALL NEW FILTERS IN AH-48. 2026 4705-AH0048
0001133002 DISENGAGE AH0001 ( NAVES) 4755-AH0001
0001130031 4755-AH12-SAF, TOGGLING ON/OFF. M.RICH NOTIFIED. 4755-AH0002
0001133023 ADJUST HVAC CONTROLS/ TOO HOT 4610RM5039
0001129966 ADJUST HVAC CONTROLS TOO COLD, TEMP IN THE 60'S 4200RM0101
0001133018 ADJUST HVAC CONTROLS TOO HOT 4610RM5027
0001129943 4708A-M_1-ALARM. REPAIR CAUSE AND CLEAN. J.MCCAGHREN NOTIFIED. 4708A-MDT0001

0001130104 ADJUST HVAC CONTROLS TOO COLD NO HEAT 4708RM0235
0001130058 ADJUST HVAC CONTROLS TOO HOT 4202RM0610
0001129922 4612D-HV1-SAF, OFF/A, RESTORE TO SERVICE, M.RICH NOTIFIED. 4612D-HV0001
0001129902 FREEZING COLD 4202RM0400
0001129891 AIR CONDITION CONTROLS HISSING - CHECK FOR AIR LEAK 4472RM0005
0001130436 4755 /  CHANGE BELTS ON AH0017 NORTH HIBAY SOUTH WALL 4755-AH0017
0001126777 ADJUST HVAC CONTROLS/ TOO COLD/  60 DEG. 4487RMB0276
0001126792 REPLACE BELTS AND ALIGN SHEAVES 4619-RAF0023
0001126813 B WING-HWS-HWP2 ON IN ALARM. 4487
0001130051 ADJUST HVAC CONTROLS/ TOO COLD/ NO HEAT (WALTON-JACKSON) IN 

ROOMS 2&3
4251

0001124225 ADJUST HVAC CONTROLS TOO COLD 4666RM0204
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0001120967 ADJUST HVAC CONTROLS TOO HOT 4524
0001124181 ADJUST CONTROLS FOR WINTER HEATING ( ST. JOHN) 4200
0001124154 ADJUST HVAC CONTROLS/ TOO COLD IN ROOMS 200, 204, AND 224 / IN THE 

50'S
4201FLR02

0001123650 ADJUST HVAC CONTROLS TOO HOT, 80.6 DEGREES 4663RMC0174
0001118884 Victor Davis has reported that DXAC1 and DXAC3 are off. 4572-DXAC0001
0001123873 ADJUST HVAC CONTROLS TOO COLD, USER KEEPS TRIPPING BREAKER 

WITH HEATER
4202RM0122

0001126824 4485 HWP-2 ON IN ALARM AK CHECKING 4485-HWP0002
0001123688 4473 CH7 FAILED TO START THIS MORNING H WRIGHT NOTIFIED 4473-CHLR0007
0001123745 4663B HWC IN LOW ALARM AK CHECKING 4663
0001123833 ADJUST HVAC CONTROLS/ TOO COLD/ 60 DEG. IN ROOMS 1008, 1018, 1020, 

1020B
4612

0001123770 ADJUST HVAC CONTROLS/ TOO HOT/ 80 DEG. 4481RM0428
0001118926 RAF is off and in alarm. AH1 return air fan is located in E1 at the NE corner of the 

building.
4250-AH0001

0001124221 UNIT NEEDS BELTS.  UNIT IS IN S.W. CORNER OF SOUTH HIGHBAY 4755-AH0001
0001123787 HEAT NOT TURNED ON IN EXERCISE AREA 4315RM0107
0001123784 ADJUST HVAC CONTROLS/ TOO COLD/ IN THE 60'S 4487RMB0273
0001110303 4708-AH00B2 /  REPAIR CONDENSATE LEAKS IN  PAN AND PIPING. RE-

INSULATE.
4708-AH00B2

0001118457 REPLACE BELTS AND SET TENSION 4610-AH0031
0001118453 REPLACE BELTS AND SET TENSION 4610-AH0007
0001110391 4707-AH1-SAF  UNIT OFF IN ALARM.  J. MCCAGHREN NOTIFIED. 4707
0001110311 ADJUST HVAC CONTROLS/ TOO HOT 4481RM0323
0001118485 ADJUST HVAC CONTROLS/ TOO COLD/ 66 DEG. 4481RM0305
0001105660 INVESTIGATE BUZZING IN CEILING 4476RM0122
0001102632 4619 AH06 is off in alarm. Located in room 152/153. 4619-AH0006
0001102237 ADJUST HVAC CONTROLS/ TOO NOT/ 81 DEG. ON WHOLE FLOOR 4755RM0321
0001098651 PABX-SAF1 ON IN ALARM. NOTIFIED STEVE SWINFORD. 4471
0001098650 PABX SAF1 ON IN ALARM AND PABX SAF2 OFF IN ALARM. NOTIFIED STEVE 

SWINFORD.
4201

0001095529 ADJUST HVAC CONTROLS TOO COLD 4201RM0437
0001102194 REPAIR AC UNIT 4520
0001095331 REPLACE MOTOR BEARINGS 4494-AH0001
0001095821 4663-M_1-ALARM  MOISTURE ALARM IN ALARM AT 4663.  J. MCCAGHREN 

NOTIFIED.
4663

0001102192 4201 ELEV SPT HIGH ALARM ST JOHN NOTIFIED 4201
0001095470 HIGH TEMP ALARM IN M213 4663RMB0213
0001098687 CHECK OPERATION OF AH-TOO HOT, THEN TOO COLD SYSTEM CYCLING 4650RM0020D
0001095468 CWING AH3-RAF...OFF/ALARM. LAYNE NOTIFIED 4487C-AH0003
0001092588 A WING ROOM 109-SPT3 HIGH IN ALARM. NOTIFIED STEVE SWINFORD. 4663
0001102655 RESTORE AIR CONDITIONING OPERATION TO MIX / CAST LAB, BLDG. 4767.  

UNIT DID NOT RESTART AFTER SHORT POWER OUTAGE RECENTLY.
4767

0001095770 Return air fan off in alarm. Swinford notified. 4487C-AH0020
0001095814 ADJUST HVAC CONTROLS/ TOO HOT 4487RMC0209
0001102347 REPLACE STRAINER ON AH0042 ( D. RICE FAMILIAR) 4755-AH0042
0001102345 CLEAN CHILL WATER STRAINER ON AH0041( D. RICE FAMILIAR) 4755-AH0041
0001102170 4491-AH1-SPTZ3 HIGH ALARM LAYNE NOTIFIED 4491
0001098668 AH1-SAF OFF IN ALARM. NOTIFIED STEVE SWINFORD. 4241
0001098665 NOISY AH IN EQIPMENT ROOM 4201RM0203
0001102153 ADJUST HVAC CONTROLS TOO COLD 4755RM0232
0001102138 ADJUST HVAC CONTROLS TOO COLD 4315
0001089653 ADJUST HVAC CONTROLS/ NO AIR/ 80 DEG. 4705RMA0114
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0001090337 ADJUST HVAC CONTROLS/ NO AIR 4723RM0122
0001089694 DISCONNECT AND REMOVE OLD CHILLER NOT IN USE LOCATED IN 

MECHANICAL CHASE OUTSIDE OF ROOM 121
4708RM0153

0001089737 4723-DXAC3-SPTZ1 IS IN HIGH ALARM:NOTIFIED O. WRIGHT 4723
0001084051 ADJUST HVAC CONTROLS/  TOO HOT/ NO AIR 4203FLR04
0001092600 AH24-SAF OFF IN ALARM. NOTIFIED GARY LAYNE. 4755-AH0024
0001090295 ADJUST HVAC CONTROLS/ TOO HOT 4200RMG0013A
0001090545 4487A-AH4-SAF, ON IN ALARM, RETURN TO UCS CONTROL. J.MCCAGHREN 

NOTIFIED.
4487A-AH0004

0001089735 REPLACE BELTS AND SET TENSION 4353-AH0003
0001083783 ADJUST HVAC CONTROLS/ NO AIR 4723RM0122
0001089817 ADJUST HVAC CONTROLS/ TOO COLD 4619RM0139
0001089814 ADJUST HVAC CONROLS/ TOO COLD/ IN THE 60;S 4487RMC0236
0001083860 4659 / 10 PLEASE CHANGE FILTER IN AC WINDOW UNIT. 4659RM0010
0001090533 NO AIR 4659FLR01
0001084085 4561-AH3-SAF  UNIT OFF IN ALARM.  J. MCCAGHREN NOTIFIED. 4561
0001083960 NEEDS MILLWRIGHTS TO REBUILD SUMP PUMP B - EQUIPMENT ROOM E1 

(FRANKIE HOLT FAMILIAR)
4610

0001090590 ADJUST HVAC CONTROLS/ TOO HOT 4481RM0413
0001090018 4663A-RM109-SPT1 IS IN LOW ALARM:NOTIFIED SWINFORD 4663
0001087022 ADJUST HUMIDITY, AT 85% 4705RMA0106
0001084113 4723-ACCU IS OFF/A:NOTIFIED LAYNE 4723
0001090339 REPLACE 4570 CONDENSER WATER PUMP2 DP 4570RMB0010
0001089838 REPAIR HUM0002 4650-HUM0002
0001084025 ADJUST HVAC CONTROLS/ TOO HOT 4251
0001084003 4650-CHWS-CHWP1 IS OFF AND IN ALARM.  AK LAFARLETT NOTIFIED. 4650-CHWP0001
0001084001 Pipe fitter busted air line. 4200
0001089821 4570-CH1-CTL IS OFF/A:NOTIFIED LAYNE 4570-CHLR0001
0001064338 ALIGN SHEAVES AND SET TENSION 4708A-HWP0005
0001064335 ADJUST BELT TENSION WITH GAUGE 4708-AH0B13
0001077617 ADJUST HVAC CONTROLS/ TOO HOT/ NO AIR 4705RMA0101B
0001077553 NO AIR ON THE WEST SIDE OF BLDG. 4656WEST
0001070334 REPAIR CEILING WATER LEAK. J.MCCAGHREN NOTIFIED. 4566RM0137
0001070422 REPAIR CHILLWATER SENSOR ON CHLR0007 (  4473-CHLR0007
0001077703 REPLACE BELTS AND SET TENSION TO AH26 ABOVE ROOM 1210 4708
0001064480 4707-AH10 SAT IS TOO HIGH:NOTIFIED SWINFORD 4707-AH0010
0001070613 REINSULATE CHILLWATER LINES (LANE) 4670-AH0003
0001077742 CONFERENCE RM 10TH FLOOR ROOM TO COLD ATTENDEES TURNING BLUE 4200RMP0110

0001070343 4707-AH9-SPT IS IN LOW ALARM:NOTIFIED LAYNE 4707-AH0009
0001064453 4481-RM263A-STATIC IS IN HIGH ALARM:NOTIFIED SWINFORD 4481RM0263A
0001064498 4723 DXAC1 IN HIGH ALARM AK CHECKING 4723
0001077519 4760 ROOM 201 HIGH SPT FREY CHECKING 4760RM0201
0001064490 REPAIR HUM0003 4650-HUM0003
0001070316 4728-CHWS-CHWRT1 IS FAILED 4728
0001070651 ADJUST HVAC CONTROLS/ TOO HOT IN WHOLE BLDG. ESPECIALLY IN 

ROOMS 109 AND 112
4436

0001064436 REPAIR LEAKING AH BEHIND SOPHIE BOOTH 4707RM0154
0001077572 ADJUST HVAC CONTROLS/ TOO HOT/ 80 DEG. IN ROOM 613 AND ON WHOLE 

FLOOR
4202FLR06

0001070364 B WING CR163 RH HIGH IN ALARM. NOTIFIED GARY LAYNE. 4708
0001070363 REPAIR CHILL WATER LEAK ON AH-UNIT ON THE WEST SIDE/ CHRIST 

AWARE
4650WEST

0001070318 4728-CHWS-CHWST2 IS FAILED 4728
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0001070392 AH0016 IN ALARM ( P.   FAMILIAR) 4481-AH0016
0001077569 ADJUST HVAC CONTROLS/ LARGE AC UNIT INOPERABLE/ NO AIR 4583RM0205
0001057788 4473-SECP4 IS OFF/A:NOTIFIED LAYNE 4473-SECP0004
0001057398 ADJUST HVAC CONTROLS TOO HOT--NO AIR 4708RMB0024D
0001057522 4612B-AH1-RAF IS OFF/A:NOTIFIED SWINFORD 4612B-RAF0001
0001064296 INSTALL AC LOCKOUT ON WEDNESDAY 8/24/05 DUE TO LIQUID HYDROGEN 

TRANSFER
4531

0001064285 4312 ah-1 off   CHECKING 4312-AH0001
0001057436 4618-AH2-SAF, RESTORE TO SERVICE, J,MCCAGHREN NOTIFIED. 4618-AH0002
0001064305 4312-RM4-SPT IS IN HIGH ALARM:NOTIFIED LAYNE 4312
0001057875 4723 DXAC-3 HIGH SPT AK CHECKING 4723
0001057607 4653-CH1-CTL OFF ALAR P   NOTIFIED 4653
0001057740 4707-RM129-RH IS IN HIGH ALARM:NOTIFIED LAYNE 4707RM0129
0001064127 REPAIR, REPLACE WINDOW UNIT, LOCKED UP 4707RM0126
0001057601 4723-DXAC3-SPTZ1 IN SLIGHT HIGH SPT ALARM. M.RICH NOTIFIED. 4723-DXAC003A
0001057588 CHECK NOISY AH0001, ABOVE RM 106 4475-AH0001
0001057579 CLEAN HOT WATER STRAINER 4493RM0106
0001064158 4718-AH5-SAF  UNIT OFF IN ALARM.  J. MCCAGHREN NOTIFIED. 4718-AH0005
0001057739 ADJUST HVAC CONTROLS TOO HOT 4708RM0138
0001064346 ADJUST HVAC CONTROLS/ TOO HOT/ 84 DEG. 4250RM0068
0001057587 4723-DXAC1-SPT IS IN HIGH ALARM:NOTIFIED LAYNE 4723-DXAC0001
0001064385 CHECK OPERATION OF AH-UNIT, NOT RUNNING 4572
0001064382 ADJUST HVAC CONTROLS TOO HOT 4201RM0607
0001064380 ADJUST HVAC CONTROLS TOO HOT 4201RM0328
0001050705 4707 /  REPAIR LEAK IN PIPING TO AHU 23  ABOVE ROOM 157A. 4707-AH0023
0001050704 ADJUST HVAC CONTROLS TOO COLD 4610RM5032
0001064451 4493-RM160-RH IS IN HIGH ALARM:NOTIFIED SWINFORD 4493RM0160
0001057857 4650 / 0133 REPAIR HUMIDIFIERS (0003, 0005, 0001) 4650RM0133
0001057758 4711 ROOM W174 WATER LEAKING IN FLOOR FROM AHU AK CHECKING 4711-AH0011
0001057513 4656-HV2-SAF IS OFF/A WHEN UCS SENDS ON COMMAND 4656-HV0002
0001057630 REPAIR LEAKING AIR HANDLER /CHRIST AWARE 4539FLR01
0001057847 4561-CH1-CTL IS OFF/A:NOTIFIED LAYNE 4561-CHLR0001
0001064187 REPAIR DRAIN LINE FROM AH0001 4353-AH0001
0001050468 4708B M_ALARM SWINDFORD PASSING TO 2ND SHIFT 4708
0001044106 REPAIR ENVIRONMENTAL CONTROLS 4650RM0104
0001044135 4619-HWS-HWP2 IS TOGGLING:NOTIFIED NEWTON 4619-HWP0002
0001050500 A WING STMV1 PRESSURE LOW IN ALARM. NOTIFIED GARY LAYNE. 4487
0001043870 4708B-M.1-ALARM IS IN ALARM:NOTIFIED SWINFORD 4708B-MDT0001
0001043990 ADJUST HVAC CONTROLS TOO HOT--AC STUCK IN HEAT MODE/ DWING/ 

NORTH SIDE
4712

0001050635 4487DC-HWS-HWP2 OFF ALARM 4487
0001050693 ADJUST HVAC CONTROLS TOO COLD--64 DEG. 4493-CRU0001
0001043891 4718 CHWP1'S VSD IS RUNNING TO FAST:NOTIFIED LAYNE 4718-CHWP0001
0001044076 ALIGN SHEAVES AND SET TENSION 4619-AH0024
0001043987 4705-AH36-SAF, RESTORE TO SERVICE. M.RICH NOTIFIED. 4705-AH0036
0001043909 4727 / E-2 INSTALL NEW FILTERS IN AH-3 AND 4. 2026 4727-AH0003
0001050881 B wing AH1-RAF off in alarm. Notified Steve Swinford. 4612
0001044066 4619-DXAC2-SAF  UNIT OFF IN ALARM.  M. RICH NOTIFIED. 4619
0001044182 CHECK COOLING OF DRINKING COOLER 4656
0001050837 UNCLOG DRAIN ON AHU. 4487RMB0187A
0001050640 4707-AH23-SAF OFF ALARM 4707
0001050616 4487C-AH0002 /  MOTOR OR BEARINGS MAKING NOISE 4487C-AH0002
0001050477 ADJUST HVAC CONTROLS TOO COLD 4570RM0106
0001038824 REPLACE COOLING FAN MOTOR ON VSC0005 4610-VSC0005
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0001038823 REPLACE COOLING FAN MOTOR ON VSC0008 4610-VSC0008
0001043845 ADJUST HVAC CONTROLS TOO HOT ON NORTH END 4566NORTH
0001027894 4619-AH23 COOLING COIL DOES NOT HAVE ENOUGH DELTA T:NOTIFIED 

LAYNE
4619-AH0023

0001039139 REPAIR BROKEN PANELS ON AH IN RETURN AIR DUCT 4610-AH0003
0001028028 CLEAN CHILL WATER STRAINER 4663B-AH0011
0001038792 4708B M_ALARM FREY CHECKING 4708
0001039107 REMOVE FLUSH AND CLEAN AND REINSTALL CHILLED WATER COILS IN 

AH20.  THIS WORK WILL NEED TO BE PERFORMED AFTER HOURS.
4755-AH0020

0001039012 ADJUST HVAC CONTROLS TOO HOT--NO AIR TO BLDG. 4646
0001039005 4201 PABX-1 OFF IN ALARM AK CHECKING 4201
0001039029 UNSTOP CONDENSATE LINE ON AH0021 4619RME0009
0001033663 REPAIR LEAK ON DXAC 0001 4614-DXAC0001
0001033661 ADJUST HVAC CONTROLS TOO HOT--SET POINT WAS SET UP WHEN IT WAS 

COLD, NOW NEEDS TO BE LOWERED
4201RM0618A

0001033456 REPAIR HUMIDIFIER.0009 4650-HUM0009
0001032886 AH2 CFM07 LOW IN ALARM. 4475
0001038780 ADJUST HVAC CONTROLS TOO HOT--ENTIRE BLDG.--IN THE 80'S 4244
0001033351 4200 ROOM G 11 TOO HOT FREY CHECKING 4200RMG0011
0001039126 4619 /  4619 E-3 AHOOB2 MODIFY & STABILIZE GUARD TO INSURE PROPER 

CLEARANCE BETWEEN BELT & GUARD ,ALSO BE SURE STABILIZE GUARD 
FROM ALL SHAKING

4619-AH00B2

0001039123 4487 / B241 ROOM IS HOT ... AIR NEEDS WORKED ON. 4487RMB0241
0001038819 ADJUST HVAC CONTROLS TOO HOT 4628RM0101
0001038996 4655-DXAC2-SPT IS IN HIGH ALARM.  AK LAFARLETT NOTIFIED. 4655-DXAC0002
0001039062 4628 IS TOO HOT:NOTIFIED LAYNE 4628
0001039238 ADJUST HVAC CONTROLS TOO HOT , IN THE 80'S 4492FLR01
0001038935 CHECK CONDENSATION BUILD UP ON FLOORS 4494
0001033273 REPLACE SHEAVE ON AH0003 (2322) 4610RMC0104
0001028036 4650-AH3-SAF IS OFF/A:NOTIFIED LAYNE 4650-AH0003
0001028078 REPAIR AIR LEAK IN LINE NEAR UNIT 4656-HV0005.  LEAK IS LOCATED ON 

VERTICAL SUPPORT BEAM ABOVE UNIT.
4656RM0100

0001038773 AH1-SPT TOO HIGH. NOTIFIED GARY LAYNE. 4241-AH0001
0001038940 REPLACE CHILLED WATER STRAINER ON AH0001 4707-AH0001
0001039001 4723-ACCU1-CTL, GAS AND OIL LEAKING FROM UNDER UNIT. 4723-DXAC0001
0001033540 4205-AH12 DOES NOT HAVE A DELTA T:NOTIFIED SWINFORD 4205-AH0012
0001033538 4619-AHB1-SPT IS IN HIGH ALARM 4619-AH00B1
0001039192 4487B-AH3 STATIC IS TOO LOW :NOTIFIED SWINFORD 4487B-AH0003
0001038881 4494-AH1-SAF IS OFF AND IN ALARM. 4494-AH0001
0001028066 REPLACE BELTS AND SET TENSION ON AH0018 4708B-AH0018
0001033557 OUTSIDE 3001 THERE IS A NOISE COMING FROM THE CEILING LIKELY FROM 

THE AIR HANDLING SYSTEM THAT MUST BE A PART THAT IS WORN AND 
NEEDS REPAIR.  PLEASE SEND AIR GUYS OVER TO LOOK AT NEARBY PARTS 
AND REPAIR.

4203RM3001

0001027747 REPAIR HUMIDIFIER #14 (NAVES FAMILIAR) 4708RM1110A
0001027926 4610 DXAC04 LOW SPT AK CHECKING 4610-DXAC0004
0001027636 4708B-SAF0005 /  FROM WORK ORDER 0000982436 TASK 10: VACUUM 

CONDENSATE PANS WITH A SHOP VAC
4708B-SAF0005

0001027794 4708A-AH20-RAF OFF ALARM 4708
0001027814 REPAIR LEAKING AH-UNIT 4541-DXAC0001
0001027964 REPAIR AC-UNIT, NOT COOLING IN THE BREAK RM 4649FLR01
0001027703 ADJUST HVAC CONTROLS TOO HOT IN NISC MANAGERS OFFICE (CONTACT 

CATHY LINN)
4629

0001021214 4205-AH10 DOES NOT HAVE A DELTA T:NOTIFIED SWINFORD 4205-AH0010
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0001027567 ADJUST HVAC CONTROLS TOO HOT 4315RM0107
0001027828 ADJUST HVAC CONTROLS TOO COLD 4491RM0129
0001027907 TOO COLD 4202RM0118
0001021392 4619-AH30-SAF  UNIT OFF IN ALARM.  HVAC NOTIFIED. 4619
0001351252 HEATERS IN HALLWAY NEAR ROOM 101 ARE RUNNING. LARRY NEWTON 

NOTIFIED.
4481

0001351282 REPLACE GASKET MATERIAL TO SEAL AIR HANDLER DOORS ON 4707-
AH0031.

4707-AH0031

0001356704 4723 HAS SEVERAL HIGH TEMPS.  TOM FREY NOTIFIED. 4723-DXAC0001
0001351022 LIEBERT NOT COOLING 4666RM0245
0001335794 DXAC3-SAF...OFF/ALARM. NAVES NOTIFIED 4251-DXAC0003
0001345174 4561-CH1-CTL  CHILLER 1 OFF IN ALARM.  HVAC NOTIFIED. 4561
0001335716 ADJUST HVAC CONTROLS/ TOO COLD 4663RMM0117
0001335711 TURN ON A-V AND LOWER TEMP ( PLEASE REPORT FINDINGS TO WANDA) 

NAVES FAMILIAR
4708RM0180

0001338130 ALIGN SHEAVES AND SET TENSION 4493-AH0008
0001338126 REPLACE BELTS AND SET TENSION 4487C-AH0001
0001332862 4492-AH1-SPT  SPACE TEMPERATURE IN HIGH ALARM.  P.   

NOTIFIED.
4492

0001344978 UNIT IS OFF AND IN ALARM. HVAC NOTIFIED. 4205-AH0018
0001335708 CHILLER 1 CHILL WATER SUPPLY TEMP SENSOR (CHWST) NEEDS TO BE 

REPLACED
4718

0001332713 EF1-SAF...OFF/ALARM. SWINFORD NOTIFIED 4555
0001356843 UNIT IS OFF AND IN ALARM. NAVES NOTIFIED. 4631-AH0002
0001329996 ADJUST HVAC CONTROLS/ ENTIRE BLDG. HAS NO AIR 4666RM0358
0001329986 ADJUST HVAC CONTROLS/ TOO HOT AND HUMID IN ROOMS 2002 AND 2003 4610FLR02

0001021407 ADJUST HVAC CONTROLS TOO HOT 4707RM0154
0001332944 HIGH SPT 4649RM0100B
0001327186 4531-CHWS-CHWP1 OFF/A. J.MCCAGHREN NOTIFIED. 4531-CHWP0001
0001327153 OFF AND IN ALARM. SWINFORD NOTIFIED. 4207-CHWP0002
0001326926 4203 / B200A CHANGE BELTS AND SET TENSION ON EAF0001 (2022) 4203RMB0200A
0001344991 ADJUST HVAC CONTROLS TO HOT, NO AIR 4666RM0351
0001341945 REPLACE BELTS ON RAF0003 IN E17 C WING CONTACT RON CORN BEFORE 

PERFORMING TASK.
4663C-RAF0003

0001348824 REPAIR DUCT JOINT--FLAPPING SOUND IS COMING FROM LOOSE DUCT TAPE 
AT THE JOINT ABOVE CEILING OF THE MEN`S ROOM.I THINK THIS BELONGS 
TO SHEETMETAL TO REPAIR

4600RM1006

0001335712 ADJUST HVAC CONTROLS IN EAST C WING NEAR ROOM C134/ NO AIR 
(SWINFORD NOTIFIED)

4487-CWING

0001338057 4631-AH3-SAF, RETURN CONTROL TO UCS. M.RICH NOTIFIED. 4631-AH0003
0001341970 REPAIR LEAK ON HOT WATER VALVE ON AH004A ( NAVES) 4705-AH0004
0001317443 REPLACE BELTS AND SET TENSION ON AH0002 (2022) 4711-AH0002
0001332952 4473 CT-2 FAN OFF IN ALARM NAVES NOTIFIED 4473
0001317369 CHILLER 6 WATER FLOW METER IS FAILD. SWINFORD AND   

NOTIFIED.
4473

0001327056 RESTORE AIR TO BLDG. 4561
0001341998 REPAIR HUM0001 & HUM0005 HAVE ERRORS, HUM0003 LEAKING 4650RM0111
0001338072 4708 PABX-1 SAF OFF IN ALARM AK CHECKING 4708
0001332939 REPAIR LEAKING AIR HANDLER ON NORTH WALL ACROSS FROM COLUMN 

13
4705RMC0101

0001313825 ADJUST HVAC CONTROLS TOO COLD 4702RM0100
0001317472 ADJUST HVAC CONTROLS/TOO COLD 4202RMB0109
0001326981 4205-AH18-SAF IS OFF AND IN ALARM.  MATT RICH NOTIFIED. 4205-AH0018
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0001344834 ADJUST HVAC CONTROLS TOO HOT 4666RM0251
0001332747 4207-CHWS-CHWP1  PUMP TOGGLING.  M. RICH NOTIFIED. 4207
0001332743 4732 AH-6 ON IN ALARM 4732-AH0006
0001354332 ADJUST HVAC CONTROLS/ TOO HOT/ 89 DEG. IN TRAILOR BEHIND BLDG.  

(NAVES NOTIFIED)
4728

0001354329 REPAIR LEAKING AIR HANDLER 4487RMB0155C
0001337911 ADJUST HVAC CONTROLS TOO HOT, CHECK THERMOSTAT 4481RM0215
0001327060 CH1-CTL...OFF/ALARM. LAYNE NOTIFIED 4628
0001301016 CHECK SOUND COMING FROM  E-2 EQUIPMENT ROOM MAKING A 

WHISTLING SOUND
4561

0001300849 ALIGN MOTOR AND SHEAVES ON AH0008 4663C-AH0008
0001297990 4312 AH-1 FREY TURNING OFF & ON IN SUPPORT OF   OUTAGE 4312-AH0001
0001332712 ADJUST HVAC CONTROLS TOO HOT 4610RM5038B
0001338062 4708- PABX IS IN ALARM.  LARRY NAVES NOTIFIED. 4708-DXAC0002
0001348834 CHECK NOISY COOLING TOWER FAN0001 (  4473
0001304531 ADJUST HVAC CONTROS/ TOO HOT/ 80 DEG. 4708RM1251
0001294283 ADJUST HVAC CONTROLS/ TOO COLD/ WHOLE BLDG. 4207
0001298000 4727 / 112-109 HEAT HAS BEEN ON FOR OVER A WEEK NOW. OR EITHER THE 

AIR IS COMPLETELY SHUT DOWN AND IT JUST FEELS LIKE HEAT. MUST 
COME DURING WORKING HOURS WHEN ALL COMPUTERS AND EMPLOYEES 
ARE PRESENT TO REALIZE HOW HOT IT IS.

4727FLR01

0001301129 RESET LOW HUMIDITY ALARM ON AH-UNIT OUTSIDE OF RM A105 4663RMA0105
0001307827 4663 ROOM B 113 FREY CHECKING RH ALARMS 4663
0001294297 REPLACE CONTROL BOARD 4638-DXAC0001
0001301187 NO AIR FLOW TOO HOT ( SWINFORD AWARE) 4663RMA0221
0001307513 ADJUST HVAC CONTROLS/ TOO HOT / NO AIR IN ROOMS 11-20E AND IN 201-

210
4650

0001317437 4583 ROOM 180 HIGH SPT FREY CHECKING 4583RM0180
0001310656 4670 SUNP-6 IN ALARM BORDEN CHECKING 4670
0001301009 HUMIDITY ALARM IN RM 1027 P   NOTIFIED 4610
0001291146 REPLACE BELT & ADJUST BELT RON CORN FAMILIAR. 4707-AH0019
0001356695 4705-AH12A-SAF IS ON AND IN ALARM.  TOM FREY NOTIFIED. 4705-AH012A
0001356687 4705-AH7-SAF IS ON AND IN ALARM.  TOM FREY NOTIFIED. 4705-AH0007
0001287550 4492 /  REPAIR LEAKS ON EVAPORATIVE CONDENSER. H.WRIGHT FAMILIAR . 

WO TO HVAC . NO EQUIPMENT BARCODE.
4492

0001332961 4205 AH-18 OFF IN ALARM BOND CHECKING 4205-AH0018
0001281587 4760-RM201-SPT  SPACE TEMPERATURE IN HIGH ALARM.  J. MCCAGHREN 

NOTIFIED.
4760RM0201

0001298003 ADJUST HVAC CONTROLS/ NO AIR 4666RM0238A
0001300957 CLEAN CONDENSER ON DXAC0002 ( POLLARD) 4540
0001317384 ALIGN SHEAVES AND SET TENSION 4205-AH0012
0001317418 ENABLE AH0002 AFTER REPAIRS (  4315-AH0002
0001320468 AH5-SAF...OFF/ALARM. SWINFORD NOTIFIED 4471
0001330086 REPLACE 2 HOT GAS BY-PASS SENSORS 4561-CHLR0001
0001330067 CLEAN STRAINER ON CRU0004 4663A-CRU0004
0001327121 CHECK THE CONDENSING UNIT. BUILDING HAS HIGH TEMPS ON THE DXAC 

UNITS. GARY LAYNE NOTIFIED.
4723

0001317414 DISABLE CHWP0001 FOR REPAIRS (  4473
0001021338 RESET AH-HANDLER DUE TO POWER OUTAGE 4487RMC0117
0001281568 REPLACE MOTOR ON AH0016 ( CABLER) 4755-AH0016
0001294522 EAF0003 NEEDS TO HAVE FAN BEARINGS CHECKED. 4755-EAF0003
0001307803 4708-AH22-SAT CRITICAL SENSOR FAILED G LAYNE NOTIFIED 4708
0001294161 4755 /  REPAIR LEAK ON HOT WATER SUPPLY LINE ON AH0015 .AH0015 IS IN 

THE S.E. CORNER OF THE NORTH HIGHBAY.
4755-AH0015
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0001021352 4708B-AH20-DEHUM IS OFF/A:NOTIFIED SWINFORD 4708B-AH0020
0001247605 ADJUST HVAC CONTROLS/ TOO COLD 4200RM0611A
0001248030 4487-HWC01 LOCATED IN E-37 (C178E) IS REPORTING LOW SUPPLY TEMP. 

SWINFORD NOTIFIED.
4487

0001259833 ADJUST HVAC CONTROLS/ TOO COLD 4612RM1414
0001260258 CHILLER IS IN ALARM. GARY LAYNE NOTIFIED. 4718
0001254314 UNIT IS TOGGLING IN AND OUT OF ALARM. SWINFORD NOTIFIED. LOCATED 

ABOVE THE CEILING IN 109A
4707-AH0004

0001254200 4650 CHWP-1 OFF IN ALARM AK CHECKING 4650-CHWP0001
0001259820 4481-AH8-SAF OFF/A, REPLACE BELTS. K.PULLUM CALLED IN. 4481-AH0008
0001287349 4707-AH19-SAF OFF/A. RESTORE TO SERVICE. M.RICH NOTIFIED. 4707-AH0019
0001259728 4708 /  HWP0007 IN E-7 NEEDS TO BE PULLED FOR REPAIRS.  (GRIMES) 4708RMB0001C
0001314064 4315 / 103 TOO HOT IN MENS LOCKER ROOM 4315RM0103
0001294464 ADJUST HVAC CONTROLS/ TOO HOT 4203RM4310
0001313846 ADJUST HVAC CONTROLS/ TOO HOT/ 81 DEG. 4487RMC0214
0001254088 4708A-AH14-RH LOW ALARM P   NOTIFIED 4708
0001294442 EXHAUST FAN 2 LOCATED ON THE ROOF EAST SIDE IS OFF AND IN ALARM. 

SWINFORD NOTIFIED.
4600

0001313824 ADJUST HVAC CONTROLS/ TOO HOT 4207RM0121
0001263642 ICY COLD AIR BLOWS DIRECTLY ON HER - PLEASE CLOSE VENTS 4202RM0417
0001259799 4707-SUBSTRATE-AH IS NOT COOLING PER USER.  AK NOTIFIED.(NEWSOM) 4707RM0156B

0001254245 HEATER HV7B-SAF NOT RUNNING, 145 4619RM0145
0001323224 ADJUST HVAC CONTROLS TOO HOT 4200RMG0013D
0001324087 ADJUST HVAC CONTROLS TOO COLD 4663RMA0169
0001320577 4251-UH2-SAF  UNIT OFF IN ALARM.  M. RICH NOTIFIED. 4251
0001278267 REPLACE THE SPT AND RH SENSOR IN ROOM 100. SENSOR IS NOT READING 

PROPERLY. SWINFORD NOTIFIED.
4707-AH0021

0001291101 AIRHANDLER IN ALARM ( SWINFORD AWARE) 4541-DXAC0001
0001330006 CLEAN STRAINER ON CRU0012 4663B-CRU0012
0001251349 AH2-SAF...OFF/ALARM. SWINFORD NOTIFIED 4561
0001294251 4708B-HWS-HWP1A, CHECK FOR SEVERE VIBRATION. 4708B-HWP001A
0001294132 RESET CHILLER 6, AND RUN CHILLER (RICH) 4473-CHLR0006
0001247727 CHECK CONTROLS ON HWC0001 ( NAVES) 4735
0001281688 STEAM OUTAGE SUPPORT 4493
0001021339 4487AB AH1-AH2 ARE OFF/A:NOTIFIED LAYNE 4487
0001251302 CHECK PRE-HEAT COIL ON AH11 (NAVES) 4711-AH0011
0001251310 DISENGUAGE SAF#2 (NAVES) 4708
0001274662 CHECK, REPAIR AH0003 ( NEWTON NOTIFIED) 4487BC-AH0003
0001274646 REPLACE BELTS AND SET TENSION 4494-AH0001
0001254084 4720-WALKIN-COOLER1 IS IN HIGH ALARM.  TOM FREY NOTIFIED. 4720-COLR0001
0001267454 REPAIR REPLACE STATIC PRESSURE SENSOR FOR EXTERNAL HOT DECK ON 

SAF0001
4202-SAF0001

0001274593 4570 CHWP4 IS TOGGLING IN AND OUT OF ALARM. STEVE SWINFORD 
NOTIFIED.

4570

0001267371 BACK UP AIRDRYER IN ALARM 4692
0001281714 4487B-AH0005 /  SUPPORT MILLWRIGHTS..H.WRIGHT FAMILIAR .  HVACR 

GETS WO..
4487B-AH0005

0001300938 UCS REQUESTED TO CHECK CR#4 FOR RUNNING (H.WRIGHT) 4473
0001300920 ADJUST HVAC CONTROLS IN 4561-A/ NO AIR FLOW 4561
0001260081 CHILL WATER PUMP 1 IS OFF AND IN ALARM. GARY LAYNE NOTIFIED. 4650
0001260016 4650 AH-4 MXAT IN HIGH ALARM AK CHECKING 4650-AH0004
0001320736 CH1-CHHP IN LOW ALARM. SWINFORD NOTIFIED 4583
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0001281676 ROOM 201 IS IN HIGH SPT ALARM. FEED BY DXAC4. SWINFORD NOTIFIED, 

NAVES ONSITE.
4760-DXAC0004

0001314416 INOPERABLE CRU UNIT/ (HIGH HUMIDITY) (LAYNE NOTIFIED) 4708-CRU0003
0001287402 HIGH WATER ALARM ON AIR CONDITIONER #2 (SWINFORD NOTIFIED) 4493RM0149
0001287348 4481-AH17-SAF OFF/A, RESTORE TO SERVICE. M.RICH 4481-AH0017
0001354366 4614-SPT'S  SPACE TEMPERATURES IN HIGH ALARM.  M. RICH NOTIFIED. 4614
0001251351 ADJUST HVAC CONTROLS/ TOO HOT/ 80 DEG. 4759RM0102
0001259998 RELIEF VALVE ON CONTROL AIR ACMP WON'T RESEAT 4531
0001254221 REPAIR AIR LEAK AT REGULATOR ( JOEL) 4487RMB0126F
0001254195 4583 ROOM 180 HIGH SPT AK CHECKING 4583RM0180
0001256888 4650-CHWS-CHWP1 IS IN ALARM.  TOM FREY NOTIFIED. 4650-CHWP0001
0001242413 REPLACE BELTS AND SET TENSION 4708B-AH0009
0001242407 REPLACE BELT AND ALIGN SHEAVES 4755-AH0026
0001274818 COMPUTER RM 208 IS IN HIGH ALARM. ROOM IS FED FROM UNIT AH2. THE 

BUILDING IS ON A PORTABLE CHILLER THAT UCS DOESN'T MONITOR. THE 
ENTIRE BUILDING APPEARS TO BE WARM.

4674-AH0002

0001337973 RESTORE COOLING TO BLDG. 4596
0001242325 RELOCATE UCS TEMPERATURES/ S.S. HIBAY 4555SOUTH
0001253996 4207 AH-4 TOGGLING FREY CHECKING 4207-AH0004
0001327155 CLEAN STRAINER ON CRU0002 4663B-CRU0002
0001351085 EXCESSIVE WATER COMING FROM CHILLER TO FLOOR DRAIN 4663RMC0106
0001335785 4663B-RM160-SPT2, IN HIGH SPT ALARM. RESTORE TO NORMAL. M.RICH 

NOTIFIED.
4663RMB0160

0001326854 CH1-CTL...OFF/ALARM. SWINFORD NOTIFIED 4561
0001254089 4718-AH1-SAF OFF IN ALARM P   NOTIFIED 4718
0001310625 ADJUST HVAC CONTROLS/ TOO HOT (LOCKED ROOM) 4610RM1045
0001021322 REPLACE MOTOR SHEAVES ON AH0037 OVER TOOL RM 4705-AH0037
0001301238 4487C-AH1 & 2  UNITS OFF IN ALARM.  J. MCCAGHREN NOTIFIED. 4487
0001021281 4473-CH5-CTL IS OFF/A:NOTIIED SWINFORD 4473-CHLR0005
0001287504 REPLACE MOTOR ON AH-UNIT ABOVE RM 113B 4205RM0113B
0001287499 ADJUST HVAC CONTROLS TOO HOT 4200RMG0011
0001287308 TOO HOT ( POLLARD) 4648
0001247840 4561-CHWP-1 OFF IN ALARM AK CHECKING 4561-CHWP0001
0001324151 AIR OFF 4201RM0607
0001281471 4205-M_1-WTRDET IS IN ALARM.  AK LAFARLETT NOTIFIED. 4205-MDT0005
0001281422 SUPPORT MILLWRIGHTS (NEWTON) ON AH#5 4619
0001281406 SUPPORT MILLWRIGHTS (NEWTON) ON AH0005 4619
0001281404 SUPPORT MILLWRIGHTS (NEWTON) 4353-AH0003
0001281365 START UP FOR SUMMER SAF0001 (VANN) 4707
0001267304 DISENGAUGE AH#6 (NAVES) 4708
0001263613 POWER OUTAGE/ SHORTAGE IN SUBSTATION (POLLARD) 4554-DXAC0001
0001259778 4207 HOSC ANNEX, RESTORE CRU'S (4) TO SERVICE. 4207RM0150
0001259734 TEMPERATURE TO HOT - ADJUST THERMOSTATE 4-5 DEGREES COOLER 4200RM0610
0001251279 4202-ACMP1-CMP IN ALARM. LAYNE NOTIFIED 4202
0001239177 4473-CWS-CWBVI (BYPASS VALVE) IS STUCK OPEN IN ALARM, REPAIR. 4473-CTWR0001
0001320604 ADJUST HVAC CONTROLS TOO COLD 4315RM0107
0001251287 WALK BUILDING FOR FREEZE WATCH ( RICH) 4650
0001248067 REPAIR WATER LEAK ON AH0002 4708RM0138
0001274876 4583-AH1-SAF  UNIT OFF IN ALARM.  J. MCCAGHREN NOTIFIED. 4583
0001301143 TURN ON AIR (SWINFORD NOTIFIED) 4205RM0110
0001313933 4570-CH2-OFF IN ALARM 4570
0001307806 ADJUST HVAC CONTROLS/ NO AIR FLOW/ TOO HOT 4610RM1049
0001307802 ADJUST HVAC CONTROLS TOO HOT ( SWINFORD AWARE) 4203RMB0306
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0001326979 4473-CH6-EVAP_GPM IS IN LOW ALARM.  CHECK THE CHILLER FOR PROPER 

OPERATION.  MATTHEW RICH NOTIFIED.
4473-CHLR0006

0001021229 Return Air Fan on and in alarm. Tom Frey notified. Located on 2nd floor, A wing, in the 
ceiling of the corridor outside of room 1256.

4708A-AH0021

0001307647 4600-AH2-SAF IS ON AND IN ALARM.  AK LAFARLETT NOTIFIED. 4600-AH0002
0001307641 NO AIRFLOW 4487RMC0233
0001021218 4663M-CRU7 IS TOGGLING:NOTIFIED LARRY  4663M-CRU0007
0001284490 AH/15 NEEDS BELTS REPLACED 2 EA. B59 4755-AH0015
0001284476 AH0001 LOCATED IN E-1, NEEDS TO HAVE THE INBOARD MOTOR BEARING 

CHECKED. IT IS VERY NOISY.
4570-AH0001

0001287242 4760 ROOM 210 HIGH SPT FREY CHECKING 4760RM0201
0001284485 REPLACE SHEAVES ON AH0001. 4739-AH0001
0001284478 REPLACE PACKING IN CHWP0001 ON WEST SIDE OF BUILDING BESIDE 

COOLING TOWER
4666-CHWP0001

0001267287 4663D-AH1-SAF OFF/A. M.RICH NOTIFIED. 4663D-AH0001
0001260170 POWER OUTAGE; SORTAGE IN SUBSTATION - DXAC 1 (POLLARD) 4554
0001239228 USER HAS REPORTED COLD TEMPS IN C WING ROOM C180. S. SWINFORD 

NOTIFIED.
4663RMC0180

0001248006 4663 /  REPLACE BELT ON EXHAUST FAN OVERHEAD IN E5 4663A. 1- A21 
BELT. (GRIMES)

4663

0001248005 4663D /  AH-001 NEEDS SHEAVES REPLACED ON MOTOR  AND FAN. HAVE TO 
ENTER THROUGH   BROWN OFFICE RM.122C. (CORN)

4663D-AH0001

0001247951 SECURITY REPORTED NOISE AH UNIT IN E-46 4487-BWING
0001263615 CRU0003 OFF ALARM, ADJUST DP SWITCH ( R. CLARK) 4436-CRU0003
0001263614 AH0003 OFF ( JOEL) 4315-AH0003
0001260184 SET BELT TENSION 4471-AH0007
0001247660 C WING RM C180 CRU IS OFF. NOTIFIED STEVE SWINFORD. 4663
0001274761 REPAIR FLEX CONNECTION ON AH0020 (2026) 4610-AH0020
0001239176 4251-DXAC3-SAF OFF/ALARM. RESTORE TO SERVICE. M.RICH NOTIFIED. 4251-DXAC0003
0001259805 4487C-AH22-SAF OFF/A, RESTORE TO SERVICE. L.NEWTON NOTIFIED. 4487C-AH0022
0001294248 4649-PABX-SPT1 IS IN HIGH ALARM.  TOM FREY NOTIFIED. 4649-DXAC0005
0001326984 4531-AH1-SAF IS OFF AND IN ALARM.  MATT RICH NOTIFIED. 4531-AH0001
0001297948 ADJUST HVAC CONTROLS TOO HOT 4201RM0119
0001304573 ADJUST HVAC CONTROLS TOO COLD 4315
0001294427 4727 / 106 CHECK THERMOSTAT CONTROLS FOR BREAKROOM - TOO HOT - 

APPROXIMATELY 80 DEGREES.
4727RM0106

0001294170 4473-CH9-EVAP_GPM IN HIGH ALARM. J. MCCAGHREN NOTIFIED. 4473-CHLR0009
0001294167 4708A AH-21 RAF ON IN ALARM 4708A-AH0021
0001291076 DPT ON LOOPA IS IN LOW ALARM. SWINFORD NOTIFIED. 4473
0001310605 USERS COMPLAINING ABOUT THE BUILDING BEING TO WARM. SWINFORD 

NOTIFIED.
4316

0001254105 SUPPORT MILLWRIGHTS (POLLARD) 4583-AH0001
0001254326 AH002 MAKING NOISE ( NAVES) 4708B-AH0022
0001254325 REPAIR PNEUMATIC CONTROLS ON AH0003 (NAVES) 4708B-AH0003
0001231477 AH0012 MAKING NOISE ( NAVES) 4205-AH0012
0001239191 4755 NE CORNER AHU LEAKING AK CHECKING 4755
0001231527 ADJUST HVAC CONTROLS TOO HOT 4610RM5013
0001231304 INVESTIGATE CHEMICAL SMELL COMING FROM AH LOCATED IN S.W. 

ENTRANCE IN HALLWAY
4487RMA0100

0001231525 REPAIR CRU001, INOPERATIVE 4663C-CRU0001
0001231496 REPLACE FAN BEARINGS 4205RM0203
0001239182 4711-AH11-SAF OFF/ ALARM. P.   NOTIFIED. 4711-AH0011
0001224544 4623-AH1-SAF IS OFF/ALARM DUE TO LOSS OF BELT. J.GRIMES CALLED IN. 4623-AH0001
0001224442 ATTACH LOOSE DUCT TO SUPPLY AIRVENT ( ST. JOHN) 4203RM5252
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0001224436 REPLACE CHECK VALVE ON AH0004 ( HILL) 4650-AH0004
0001227885 ADJUST HVAC CONTROLS/ TOO HOT 4610RM5013
0001231364 4708 / E-1 RESTORE POWER TO SUMP007A (2013) 4708-SPMP006A
0001224587 ADJUST HVAC CONTROLS/ TOO HOT/ APPROX. 80 DEG. 4487RMB0101C
0001231575 4471 PABX-1 OFF IN ALARM FREY CHECKING 4471
0001220357 4723-DXAC2-SAF TOGGLING ON/OFF. J.MCCAGHREN NOTIFIED. 4723-DXAC002A
0001224626 REPLACE BELTS ON AH 4492RM0102
0001231221 ADJUST HVAC CONTROLS TOO COLD 4200RM0120
0001231495 STMV1-STMP HAS NO STEAM. LAYNE NOTIFIED 4583
0001217088 ADJUST HVAC CONTROLS TOO COLD, TEMP STAYING AROUND 64 4487RMB0262
0001227856 ADJUST HVAC CONTROLS TOO HOT IN RM AREA 151 THRU 154D 4566FLR01
0001227847 ADJUST HVAC CONTROLS TOO COLD IN C120 AREA 4487FLR01-C
0001217228 4711-AH4-SAF.  PLEASE CONFIRM PROPER OPERATION. 4711-AH0004
0001217237 4663 B107 USER REQUESTED RH% BE CHECK AK IN ROUTE 4663RMB0107
0001213063 REPAIR HUM0001 4487RMW0103A
0001224876 ADJUST HVAC CONTROLS TOO HOT, TEMP IN THE 80'S 4200RM0828Z
0001224713 4207-CHWP2-AUTO_MODE IN ALARM. M.RICH NOTIFIED. 4207-CHWP0002
0001227860 4250-AH1-SAF  UNIT OFF IN ALARM.  J. MCCAGHREN NOTIFIED. 4250
0001220308 REPLACE BELTS AND SET TENSION 4707-AH0031
0001220297 REPLACE FAN BEARINGS 4755-AH0010
0001217119 4471 E-1 NOISE IN ROOM FREY CHECKING 4471RM0176
0001209386 REPLACE BELTS ON AH0011 (2022) 4711-AH0011
0001209369 ADJUST HVAC CONTROLS TOO COLD 4755FLR04
0001217101 ADJUST HVAC CONTROLS/ TOO COLD 4610RM1064
0001224586 B WING CRU16-SAF OFF IN ALARM. NOTIFIED H.WRIGHT. 4663
0001231586 ADJUST HOT DECKS , RAISE TEMPERATURE TO BLDG ( M. RICH) 4200
0001231535 ADJUST HVAC CONTROLS/ TOO HOT/ 79DEG. 4306RM0101
0001209497 REPLACE MOTOR BEARING ON COND0004. R. CORN CONTACT 4570RMB0010
0001231510 ADJUST HVAC CONTROLS/ TOO COLD/ 62 DEG. (GARY LAYNE NOTIFIED) 4708RM0114
0001217294 ADJUST HVAC CONTROLS/ TOO HOT/ 80 DEG. 4674RM0101
0001224700 INSTALL DAMPER TO CONTROL AIR FLOW INTO B-100 (ST. JOHN) 4202RM0100
0001204752 REPLACE BELT GUARD ON AH0006 (2026) 4566-AH0006
0001209368 4708B-AH20-DEHUM OFF IN ALARM MR POLLARD NOTIFIED 4708
0001201110 REPLACE CHILL WATER GAUGE ON CHILLER 2 (  4473-CHLR0002
0001199916 B WING RM218, 224, & 226 SPT HIGH IN ALARM. NOTIFIED GARY LAYNE. 4663-BWING
0001213048 4674-AH7-SAF, REPLACE DRIVE BELTS TO CORRECT BAD STATUS. 4674-AH0007
0001209570 4487 / E-18 PULL HWP0002 AND CARRY TO MILLRIGHT SHOP FOR REPAIR 

(2023)
4487RMB0001

0001201378 CH1-CTL OFF IN ALARM. NOTIFIED GARY LAYNE. 4561
0001209591 REPLACE BELTS AND SET TENSION ON AH0037 4619-AH0037
0001209589 CHECK, REPAIR BELTS ON CHILLER IN THE S.E CORNER OF C260 4663RMC0260
0001209291 ADJUST HVAC CONTROLS/ TOO COLD 4520
0001206198 ADJUST HVAC CONTROLS/ TOO HOT IN ROOMS 828T AND 828Z 4200FLR08
0001201477 4471-H&V2 OFF IN ALARM SWINFORD NOTIFIED 4471
0001201797 ADJUST HVAC CONTROLS TOO HOT, 80'S 4755RM0203
0001188269 HWC3-HWST 65.2 DEGREES LOW IN ALARM. NOTIFIED GARY LAYNE. 4708
0001188226 REPLACE DEFECTIVE PARTS ON HUM0001 4650-HUM0001
0001195584 REPLACE BELTS ON AH0048 CHECK AND ALIGN SHEAVES IF NEEDED PT&I 

FIND  RM.B202
4705-AH0048

0001195583 REPLACE BELTS ON AH0049 CHECK AND ALIGN SHEAVES IF NEEDED PT&I 
FIND  RM.B202

4705-AH0049

0001195497 4209-PWS-FC1 & FC2 IN LOW SUMP ALARM. P.   NOTIFIED. 4209
0001188306 UNIT IS TOGGLING OFF AND IN ALARM. SWINFORD NOTIFIED. 4755-AH0012
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0001184520 HWC3-HWST HIGH IN ALARM @ 234 DEGREES WHICH IS ABOVE HIGH 

LIMITOF 200 DEGREES. NOTIFIED STEVE SWINFORD.
4708

0001201260 ADJUST HVAC CONTROLS/ TOO HOT/ 85 DEG. 4202RM0420
0001197899 CHECK CHILLER FOR STEAM LEAK ON AH0010 4707-AH0010
0001195291 RESTORE CHILL WATER FLOW ON AH0007 (2030) 4493-AH0007
0001181427 THE HVAC SYSTEM IN 4663/C180 HAS STOPPED WORKING.  WE NEED THE 

SYSTEM REPAIRED.  THE LABEL ON THE SYSTEM IS 4663C CRU0001.
4663RMC0180

0001181419 SET TENSION ON BELTS ON AH0031 (2022) 4707-AH0031
0001201486 4718-1-ACC1-ALARM.  TOM FREY NOTIFIED. 4718-1
0001195436 DISENGUAGE SAF15 (NAVES) 4718-SAF0015
0001021279 REPAIR  SECONDARY PUMP #2 LEAKING IN BWING BASEMENT /NEWTON 

AWARE
4663BSMT

0001021263 CHECK, REPAIR LEAKING PORTABLE AH-UNIT 4612RM1027
0001021262 NO AIR, CHILLER OFF ON THE SOUTH SIDE 4566SOUTH
0001181388 ADJUST HVAC CONTROLS TOO COLD 4663RMC0180
0001021222 CHECK, REPAIR AH-UNIT NOT OPERATING PROPERLY T0236
0001181537 4471 AH8  OFF IN ALARM 4471
0001173342 A WING HWS-HWP3 IS ON IN ALARM. THIS IS A STANDBY PUMP. NOTIFIED 

GARY LAYNE.
4708

0001173411 NO HEAT 4316
0001181397 ADJUST HVAC CONTROLS/ OK, IN THE A.M. BUT GETS  COLDER AND 

COLDER AS THE DAY PROGRESSES
4200RM0828Y

0001177044 HOT WATER CONVERTER SUPPLY TEMP IS IN LOW ALARM. CONVERTER 
LOCATED IN RM102. GARY LAYNE NOTIFIED.

4649

0001167256 4475-AH2-RAF OFF ALARM MR H WRIGHT NOTIFIED 4475
0001173600 ADJUST HVAC CONTROLS TOO COLD 58 DEGREES 4612RM2401
0001167400 4522 BASEMENT /  REPAIR BAD WATER LEAK AT AIRHANDLER. WATER IS 

ON FLOOR
4522BSMT

0001169896 REPAIR/REPLACE BELT GUART ON HV-10 IN H.B. 2326 4650RM0021
0001169895 REPAIR OR REPLACE BELT GUARD ON HV-12 IN H.B. 2326 4650RM0021
0001167168 REPAIR SAF0001 MAKING NOISE ( NAVES) 4708
0001159833 REGULATE TEMPERATURES IN COMPUTER LAB 163.  FRONT OF THE ROOM 

IS 72 DEGREES, HOWEVER THE BACK OF THE ROOM IS 78 DEGREES
4708RM0163

0001160640 OFF AND IN ALARM. HVAC NOTIFIED. 4619-DXAC0003
0001160059 4711-AH2 OFF ALARM LAYNE NOTIFIED 4711-AH0002
0001160146 ADJUST HVAC CONTROLS TOO COLD IN 5002, 5004 & 5006 4610FLR05
0001160064 4487 / E31 LOUD AIR SOUND FROM EQUIPMENT ROOM E31.  SOUNDS LIKE A 

DAMPER MAY BE OPEN.  THIS MAY BE INTENTIONAL, BUT IF NOT, I 
THOUGTH I SHOULD LET SOMEONE KNOW.

4487RMB0211

0001160119 ACMP1...OFF/ALARM. SWINFORD NOTIFIED 4200-ACMP0001
0001163078 REWORK DRAIN ON AH0002 IN BC WING 4487BC-AH0002
0001160123 ADJUST HVAC CONTROLS/ TOO COLD/ 63 DEG. 4566RM0122
0001153963 ADJUST HVAC CONTROLS/ TOO HOT 4200RM0224
0001154320 CH1-CTL TOGGLING ON/OFF IN ALARM. NOTIFIED GARY LAYNE. 4605
0001147878 AH6-HUMIDIFIERS; VERIFY OPERATIONS. SWINFORD NOTIFIED 4718-1
0001148284 REPLACE  BELTS AND SET TENSION 4755-AH0041
0001144707 CHWS CHWP2 ON IN ALARM. NOTIFIED GARY LAYNE. 4524
0001147847 4623- CHLR2-CHWST.  IS IN HIGH ALARM.  TOM FREY NOTIFIED. 4623-CHLR0002
0001144696 ADJUST HVAC CONTROLS/ TOO COLD 4353RM0137
0001147857 STMV2 LOW IN ALARM.  NOTIFIED MATT RICH. 4705
0001153860 CHLR2-CHWST HIGH IN ALARM. NOTIFIED  4623
0001154006 4650-AH2-SPTZ7  SPAECE TEMPERATURE IN HIGH ALARM IN ZONE SEVEN.  

HVAC NOTIFIED.
4650

0001163128 4464 ROOM 109 TOO HOT FRY CHECKING HIGH SPT 4464RM0109
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0001167258 ADJUST HVAC CONTROLS TOO HOT 4610RM2061
0001163117 4708 / 235 PLEASE CHECK VENTS IN 235 AND 235A TO ENSURE VENT IS 

OPENED PROPERLY.  USER COMPLAINING OF NOISE AND INCONSISTENT 
HEATING.

4708RM0235

0001142038 ADJUST HVAC CONTROLS TOO COLD 4708RM0135A
0001159861 CH1-ACCI-ALARM. NOTIFIED STEVE SWINFORD. 4718-1
0001154305 4711-AH1-SAF  UNIT OFF IN ALARM.  J. MCCAGHREN NOTIFIED. 4711
0001167203 ADJUST HVAC CONTROLS TO COLD IN 115 & 116 4755FLR01
0001142369 ADJUST HVAC CONTROLS/ TOO COLD IN NORTH HALLWAY FROM ROOMS 

1001-1101
4612NORTH

0001142196 REPAIR LEAKING STEAM COIL ON AH0004 ( BLACKWOOD) 4666-AH0004
0001160178 4649 CHWP OFF IN ALARM FREY CHECKING 4649
0001144657 4493 ah-8 low rh% ak checking 4493-AH0008
0001147851 4619 DXAC2 OFF ALARM P   NOTIFIED 4619
0001159978 VERIFY AC-UNIT IS OPERATIONAL, LOCATED ON THE 2ND LEVEL, BAY 4 4564
0001142067 4708B-HWS-HWP1A OFF ALARM P   NOTIFIED 4708
0001153837 AH6 RH2 AND RH3 LOW IN ALARM. NOTIFIED GARY LAYNE. 4493
0001147779 ADJUST HVAC CONTROLS/ TOO COLD 4485RM0128B
0001169892 ADJUST HVAC CONTROLS TOO COLD 4203RM2413
0001169875 ADJUST HVAC CONTROLS TOO COLD 4629RM0108
0001147745 CRU1 IN ALARM. NOTIFIED STEVE SWINFORD. 4203
0001139086 ALIGN SHEAVES AND SET TENSION ON AH0001 4473-AH0001
0001159890 4707 AH-32 LOW RH% ROOM 121 4707-AH0032
0001070745 RESET CHILLER (  4566-CHLR0001
0001136099 CHECK OPERATION OF AH-UNIT, NO AIRFLOW 4708RM0116A
0001136461 UNIT OF OFF AND IN ALARM. OSCAR WRIGHT REQUESTED W/O. 4727-AH0001
0001070741 RESET DXAC0002 (  4566-DXAC0002
0001160197 THERE IS NO HEAT IN ROOM 147.  THE AIR HANDLER IS NOT WORKING. 4619RM0147
0001154292 ADJUST HVAC CONTROLS TOO HOT IN MEN'S LOCKER ROOM 4705RM0120
0001169906 TURN OFF AH6 FOR EMI LAB 4708RM1280
0001195511 CHECK OPERATION OF AH-UNIT IT HIBAY, TOO HOT 4205RM0101
0001201495 4481-AH9-MXAT LOW ALARM AK NOTIFIED 4481
0001169955 REPLACE MOTOR BEARINGS 4494-AH0001
0001144674 B WING RMS 226 & 229 RECEIVED COLD CALL. NOTIFIED GARY LAYNE. 4708
0001195571 REPLACE FAN AND MOTOR SHEAVES 4705-AH0030
0001169858 NO HEAT 4755RM0234
0001160642 4707 / 105A &C  TURN ON HEAT IN RESTROOM 105A AND 105C. 4707
0001154306 4649-CHLR1-CHWP1  UNIT OFF IN ALARM.  HVAC NOTIFIED. 4649
0001181596 4708A-M1 MOISTURE ALARM IN E20. GARY LAYNE NOTIFIED. 4708
0001147879 AH3-RH IN LOW ALARM. SWINFORD NOTIFIED 4487
0001204780 STMV2 @ 0PSIG LOW IN ALARM. NOTIFIED STEVE SWINFORD. 4702
0001142567 ADJUST HVAC CONTROLS/ TOO HOT/ 80 DEG. 4755RM0329
0001239090 REPLACE OVERLOAD ON DANFOSS VSCON SAF (  4487RMA0193
0001159941 ADJUST HVAC CONTROLS/ TOO COLD/ IN THE 60'S 4610RM3068
0001195259 CLEAN COILS AT INTAKE ON AH-1 IN BASEMENT. 4522RMT0101
0001224762 NO HEAT IN THE B253 AREA 4487FLR02-B
0001224682 ADJUST HVAC CONTROLS TOO HOT 4200RM0119
0001224669 SUMP 0001 IN HIGH WATER ALARM (   FAMILIAR) 4473
0001147884 ADJUST HVAC CONTROLS/ TOO COLD ON SOUTH END 4202FLR06
0001142130 LOW HWST AND HWRT. LAYNE NOTIFIED 4649
0001141676 HWS-HWP1 OR 2 OFF IN ALARM. NOTIFIED GARY LAYNE. 4723
0001173407 4707 E2 /  USER SAYS THEY HAVE NO HEAT AND THAT THEY HAVE 

ALREADY TURNED THIS IN TO BE REPAIRED  AH0012
4707RM0138D

0001136470 REPAIR INOPERABLE AC- UNIT 4640
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0001142381 Unit is off and in alarm. Gary Layne notified. 4315-AH0004
0001139077 4471-HV2-SAF  UNIT OFF IN ALARM.  J. MCAGHREN NOTIFIED. 4471
0001144661 4316 AH-2 HEAT OFF IN ALARM FREY CHECKING 4316-AH0002
0001136478 4612D STEAM PRESSURE 1 LOCATED IN E6 IS IN HIGH ALARM. GARY LAYNE 

NOTIFIED.
4612

0001139027 REPAIR OR REPLACE HV&C  IN ROOM 145. 4619RM0145
0001136006 RM180-SPT HIGH IN ALARM. NOTIFIED STEVE SWINFORD. 4583
0001136024 4727-AH3-SAF, OFF/A, RESTORE TO SERVICE. M.RICH N OTIFIED. 4727-AH0003
0001142060 4708B-HWS-HWP1B IS TOGGLING ON AND OFF DUE TO NO WATER IN LINES.  

TOM FREY NOTIFIED.
4708B-HWP001A

0001136175 ADJUST HVAC CONTROLS/ TOO HOT/ 81 DEG. 4610RM4039
0001136007 ADJUST HVAC CONTROLS TOO HOT TEMP IN THE HIGH 80'S 4583FLR01
0001142146 AH11-SPT IN HIGH ALARM. LAYNE NOTIFIED 4718
0001136108 4723-HWP1 OR 2 ON ALARM G LAYNE NOTIFIED 4723
0001134503 ADJUST HVAC CONTROLS/ TOO COLD--VERY COLD 4653RM0027
0001132998 ADJUST HVAC CONTROLS/ TOO HOT 4610RM3087
0001129926 4251-DXAC1-SAF OFF/A, RESTORE TO SERVICE. M.RICH NOTIFIED. 4251-DXAC0001
0001130105 ADJUST HVAC CONTROLS TOO COLD NO HEAT 4708RM0236
0001130103 ADJUST HVAC CONTROLS TOO COLD NO HEAT 4708RM0229
0001130076 ADJUST HVAC CONTROLS TOO COLD 62 DEGREES 4487RMC0168
0001129948 4755-AH7-SAF OFF ALARM LAYNE NOTIFIED 4755-AH0007
0001129895 ROOM TO COLD - UPSTAIRS (201-210) TOO HOT 4650RM0020
0001130068 ADJUST HVAC CONTROLS/ NO HEAT IN ENTIRE BLDG. 4702
0001130011 4711  MEZZINIE /  CHECK NOISY AIR HANDLER. 4711-AH0011 ON MEZZININE. 4711-AH0011

0001129894 ADJUST HVAC CONTROLS , TEMPS NOT REGULATED IN RM'S 202, 203 ,204 & 
205

4650FLR02

0001130382 HWC2-HWST LOW IN ALARM. NOTIFIED GARY LAYNE. 4570
0001130459 REPAIR REPLACE COOLING TOWER MAKEUP VALVE 4663
0001130452 ALIGN SHEAVES AND SET TENSION 4628-AH0002
0001130141 4723 DXAC's all in high alarm FREY CHECKING 4723
0001126756 REPAIR HOT WATER PUMP #2 COUPLING 4487B-HWP0002
0001126746 ADJUST HVAC CONTROLS/ TOO COLD IN ROOMS 100-360 4566
0001126786 REPLACE MOTOR BEARINGS ON HA0023 4619-AH0023
0001130451 REPLACE BELTS AND SET TENSION 4623-AH0002
0001130025 4583-RM180-SPT IS IN HIGH ALARM.  TOM FREY NOTIFIED. 4583
0001124183 ADJUST CONTROLS FOR WINTER HEATING ( ST. JOHN) 4202
0001124160 ADJUST HVAC CONTROLS/ TOO COLD/ 60'S 4485RM0116
0001123728 4707-AH19-SAF IS OFF AND IN ALARM.  AK LAFARLETT NOTIFIED. 4707-AH0019
0001123875 REPAIR CHILLER BELTS 4663RMC0210
0001124176 ADJUST HVAC CONTROLS/ TOO HOT/ 82 DEG. 4583RM0206
0001124231 CH1-CTL TOGGLING ON/OFF IN ALARM. NOTIFIED GARY LAYNE. 4605
0001123807 ADJUST HVAC CONTROLS/ TOO COLD 4487-CWING
0001123853 4663C AH-3 RAF OFF IN ALARM FREY CHECKING 4663C-AH0003
0001118605 Chiller 1 is in alarm. Located at 4718-1. Gary Layne notified. 4718-1
0001123795 OFFICE FREEZING COLD - FAN BLOWING COLD AIR INSTEAD OF HOT 4491RM0129
0001123750 4205-AH20 SAF  UNIT OFF IN ALARM.  J. MCCAGHREN NOTIFIED. 4205
0001123659 4583-PABX-SAF'S HAVE SWAPPED OVER.  TOM FREY NOTIFIED. 4583
0001118496 CH1-CTL...OFF/ALARM. SWINFORD NOTFIED 4570
0001123785 ADJUST HVAC CONTROLS/ TOO HOT IN ROOMS 20B AND 20D--82 DEG. 4650FLR01
0001124250 REPAIR SEALS ON HWP0001 4755-HWP0001
0001124236 REPAIR STEAM LEAK ON HOT WATER CONVERTER 4471RMC0105B
0001110286 TOO COLD 4201RM0437B
0001118931 REPAIR EAF0007 , MAKING NOISE 4711-EAF0007
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0001118954 4464 -80 C FREEZER IN HIGH ALARM FREY CHECKING 4464
0001110705 ADJUST HVAC CONTROLS/ TOO COLD 4200RM0601A
0001118456 REPLACE BELTS AND SET TENSION 4610-AH0021
0001118481 CH1-CTL...OFF/ALARM. LAYNE NOTIFIED 4561
0001105680 ADJUST HVAC CONTROLS/ TOO COLD 4663RMM0103
0001105665 REPLACE BELTS, SET TENSION AND ALIGN SHEAVES 4667-SAF0002
0001110386 4244 DXAC-2 OFF IN ALARM RICH CHECKING 4244-DXAC0002
0001110308 4663 ROOM C260 CRU'S MAKING NOISE FREY CHECKING 4663RMC0260
0001102678 TURN OFF AH IN LAB 110 A,B AND C 4205
0001120993 REPAIR AC UNIT (NAVES) 4482
0001113437 ADJUST HVAC, ROOM TEMPERATURE IS 80 DEGREES F AT 3:30 PM. 4487RMA0114
0001105664 REPLACE BELTS, SET TENSION AND ALIGN SHEAVES 4667-SAF0001
0001105659 ADJUST HVAC CONTROLS/ TOO COLD/ IN THE 60'S 4663RMC0109
0001102630 Sump Pump 3 in high alarm. Pump 5 and 6 amps are in low alarm. 4670
0001118451 4650 / 133 REPAIR HUM0003 & HUM0005 4650-HUM0003
0001110688 ADJUST HVAC CONTROLS/ TOO COLD 4200RM0916B
0001092628 4629 ROOM 108 HIGH SPT FREY CHECKING 4629RM0108
0001102227 4487C-AH1-SAF  UNIT OFF IN ALARM.  J. MCCAGHREN NOTIFIED. 4487
0001102302 REPLACE MOTOR. MOTOR TEMP IS RUNNING 351 DGS. 4653-AH0001
0001102222 4707 WALK-IN FREEZER 2 IN HIGH ALARM 4707
0001095330 ADJUST BELT TENSION WITH GAUGE 4570-AH0003
0001095322 ALIGN SHEAVES AND SET TENSION 4570-AH0002
0001098709 AH20-DEHUM IN ALARM. NOTIFIED STEVE SWINFORD. 4708
0001098723 4708 PABX-1 OFF IN ALARM AK CHECKING 4708
0001102117 CHECK AND REPAIR LEAK ON AH 4570-AH0001
0001095427 TOO HOT P   NOTIFIED 4629
0001098654 RM263A-STATIC HIGH IN ALARM. NOTIFIED HERSHALL WRIGHT. 4481
0001102148 4610-RAF21-SAF OFF ALARM 4610
0001095561 4663B M_1 ALARM FREY CHECKING 4663
0001095581 4663B-CRU18-SAF  UNIT NEEDS FILTERS REPLACED PER J.  MCCAGHREN. 4663
0001098760 AH24 FILTER IS DIRTY IN ALARM.  LEFT MESSAGE FOR STEVE CARPENTER. 4619

0001092640 4566RME2 /  REPAIR LEAK ON AIR HANDLER DRAIN 4566RM0147
0001092632 4723 DXAC-3 HIGH SPT AK CHECKING 4723
0001086976 RM366. RECEIVED COLD CALL. NOTIFIED STEVE SWINFORD. 4481RM0366
0001083941 4707 / 131 REPLACE FAILING V-BELT (SIZE A26) ON AIR HANDLER #AH0020,  

CLEAN ROOM  # 131, BLDG. 4707.
4707RM0131

0001089713 4663 b113 moisture alarm frey checking 4663
0001083967 ADJUST HVAC CONTROLS/ TOO COLD IN ROOMS 216, 217, 218, 220 AND 220C 4708FLR02

0001090566 4732 / 132 BOTTOM RIGHT CORNER OF HUM0002 RUSTED AND NEEDS TO BE 
CHECKED OUT FOR LEAKS.

4732RM0132

0001090313 4487A AH-5,22,27 FREY PUTTING IN HAND UCS HAS SHORT IN COM LINE 
LOST CONTROL

4487A-AH0005

0001089792 4205-AH18-SAF  UNIT OFF IN ALARM.  J. MCCAGHREN NOTIFIED. 4205
0001087034 DXACS HIGH IN ALARM. NOTIFIED GARY LAYNE. 4723
0001089782 4583-RM180-SPT IS IN HIGH ALARM.  TOM FREY NOTIFIED. 4583
0001083852 AH3-RHZ1 HIGH IN ALARM. NOTIFIED GARY LAYNE. 4705
0001083846 CH1-CTL OFF IN ALARM. NOTIFIED GARY LAYNE. 4561
0001084041 CHECK BEARINGS ON AH (NEWTON) 4712-DXAC0001
0001089685 ADJUST HVAC CONTROLS TOO COLD 4481RM0366
0001083864 NO AIR 4723RM0122
0001089712 4491 CRU-1 MAKING NOISE FREY CHECKING 4491-CRU0001
0001089853 CHECK AIR FLOW, NO AIR 4200RM0828Y
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0001083816 A wing-AH20-RAF toggling in/out of alarm. Notified Steve Swinford. 4708
0001083998 4475-AH2-RAF TOGGLING ON/OFF. M.RICH NOTIFIED. 4475-AH0002
0001088976 ADJUST HVAC CONTROLS TOO HOT 4705RMA0201
0001064464 NO AIR 4723
0001064337 ADJUST BELT TENSION WITH GAUGE 4708-AH00B4
0001077630 REPAIR LEAKING AH 4663RMA0301
0001077641 4201CONTROL AIR LEAK E1 P   NOTIFIED 4201
0001077554 ALL DXAC'S NOT COOLING. NOTIFIED GARY LAYNE. 4723
0001077549 REPAIR AIR HANDLER, INOPERABLE, NO AIR 4723
0001077748 4561-CH1-CTL  UNIT OFF IN ALARM.  J. MCCAGHREN NOTIFIED. 4561
0001077602 INVESTIGATE VIBRATING NOISE IN CEILING 4201RM0310
0001070541 4487B-CHWS-DPT4 IS READING TOO LOW:NOTIFIED SWINFORD 4487B-AH0007
0001070548 ADJUST HVAC COTROLS/ NO AIR IN ROOMS C242 AND C244 4487-CWING
0001064395 4583 ROOM 180 HIGH SPT AK CHECKING 4583RM0180
0001064272 REPAIR INOPERABLE AC 4759RM0102
0001077644 4205-CHWS-PUMPALARM.  AK LAFARLETT NOTIFIED. 4205-CHWP0002
0001077655 4570-CH1-CTL  UNIT OFF IN ALARM.  S. VANN CALLED OUT TO REPAIR. 4570
0001077568 RM201-RM HIGH IN ALARM. NOTIFIED GARY LAYNE. 4760
0001070321 ADJUST HVAC CONTROLS TOO HOT 4201RM0520
0001064364 4467-AH1-SAF IS OFF/A:NOTIFIED LAYNE 4467
0001070594 4623 CHILLER 2 IS NOT MEETING SUPPLY TEMP:NOTIFIED SWINFORD 4623-CHLR0002
0001070533 EXCESSIVE AIR FLOW, GETTING TOO COLD 4487RMB0218
0001077583 4583 ROOM 180 HIGH SPT FREY CHECKING 4583RM0180
0001064284 4471-PABX-SAF1...OFF/ALARM, SAF2...ON/ALARM.   NOTIFIED 4471
0001077652 4201 PABX-1 OFF IN ALARM OSCAR CHECKING 4201
0001077749 4561-CH1  OIL LEVEL NEEDS TO BE CHECKED PER J. MCCAGHREN. 4561
0001057399 ADJUST HVAC CONTROLS TOO HOT 4200RM0828Y
0001064299 REPAIR COOLING CART 4777RM0101
0001057505 4619 HWP-4 OFF IN ALARM FREY CHECKING 4619-HWP0004
0001057576 ADJUST HVAC CONTROLS/ TOO HOT 4708RMB0002
0001064303 ADJUST HVAC CONTROLS/ TOO COLD 4708RM0110
0001057431 4663B CRU0017 FREY CHECKING 4663
0001064265 4493 /  PULL PUMP CHWP0002 FOR BEARING REPAIR PT&I FIND 4493-CHWP0002
0001064125 ADJUST HVAC CONTROLS/ TOO HOT 4201RM0624B
0001057876 4475 raf-2 OFF IN ALARM FREY CHECKING 4475-RAF0002
0001064248 REPAIR AH-UNIT, HIGH HUMIDITY ( CONTACT USER) 4493RM0140
0001057869 ADJUST HVAC CONTROLS/ TOO HOT 4708RMB0012
0001064058 ADJUST HVAC CONTROLS/ TOO HOT--82 DEG. 4485RM0123
0001064117 4583 ROOM 180 HIGH SPT FREY CHECKING 4583RM0180
0001057540 REPLACE BELT AND SET TENSION 4666-AH0004
0001057533 RESTORE UCS CONTROL ON AUTOMATIC SIDE OF 4708A-HWP3 IN 

EMI:NOTIFIED SWINFORD
4708

0001057581 4475-AH1 DOES NOT HAVE A GOOD DELTA T:NOTIFIED WRIGHT 4475-AH0001
0001064291 4708A-AH15 & 22-SAF  UNITS OFF IN ALARM.  J. MCCAGHREN NOTIFIED. 4708
0001064327 CHECK VIBRATION IN AH11 4708RM1114A
0001057349 REPAIR CONDENSATE LEAK IN LARGE TENT ON LARGE AC 4705
0001057852 4650 / 0104 INSTALL  HVAC DIFFUSER 4650RM0104
0001057437 4612B-AH1-RAF, OFF/A, M.RICH NOTIFIED. 4612B-AH0001
0001057837 4203-AH4 VAV 432 HAS LOW CFM WITH THE BOX AT MAX 4203-AH0004
0001057747 REPAIR AH-UNIT, NOT OPERATING 4759RM0102
0001057901 BELTS ARE WORN AND NEED TO BE REPLACED 4207-AH00B1
0001064221 REPLACE BELTS AND SET TENSION WITH GAUGE 4732-AH0008
0001043979 4487A-AH8-SAF, RESTORE TO SERVICE. M.RICH NOTIFIED. 4487A-AH0008
0001043864 ADJUST HVAC CONTROLS TOO COLD 4205RM0105B
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0001043900 4485-AH2A-SAF, OFFALARM. M.RICH NOTIFIED. 4485-AH002A
0001043892 ADJUST HVAC CONTROLS TOO HOT 4482RM0101
0001050765 UNSTOP DRAIN ON CRU0001 4612-CRU0001
0001044168 SUPPLY AIR FAN SF1 HAS LOOSE BELTS THAT ARE SLAPPING AGAINST THE 

GUARD
4708-SAF0001

0001050730 W140B REPAIR AIR CONDITIONING IN PLASMA TORCH CONTROL ROOM. 4711RMW0140
0001038859 4650 / 0100A REPAIR AH / NOISE 4650RM0100A
0001038855 INVESTIGATE AIR FLOW PROBLEMS 4200FLR03
0001038843 ADJUST HVAC CONTROLS TOO COLD (NAVES FAMILIAR) 4708RM0130
0001050820 4209-PWP1 IS OFF/A:NOTIFIED LAYNE 4209
0001044217 4707-AH6-RH IS IN HIGH ALARM:NOTIFIED LAYNE 4707
0001050856 4205 / SOUTH CLEAN STRAINER ON AH0011 (2023) 4205-AH0011
0001043945 4653-CH1 IS CYCLING:NOTIFIED LAYNE 4653-CHLR0001
0001050641 4761 UNKNOWN ALARM 4761
0001050696 4476-AH8-SAF IS OFF/A:NOTIFIED SARTAIN 4476-AH0008
0001050695 4605-CH1-CTL IS SHORTCYCLING:NOTIFIED LAYNE 4605-CHLR0001
0001050692 REPAIR AH0007--TOO HOT (TAYLOR) 4203-AH0007
0001044049 DISENGAGE AH0037 ( NAVES) 4705-AH0037
0001050682 ADJUST HVAC CONTROLS TOO HOT 4559
0001050869 A wing AH20-RAF toggling on/off in alarm. Notified Steve Swinford. 4708
0001050860 ADJUST HVAC CONTROLS TOO HOT ON ENTIRE WEST WING--80 DEG. 4653RM0027C
0001044000 CHECK OPERATION OF AH0003 4207-AH0003
0001043946 4473-CH1-CTL IS OFF/A:NOTIFIED LAYNE 4473-CHLR0001
0001043885 REPLACE 4708A-AH14-RAT 4-WIRE SENSOR WITH A 2-WIRE TRANSMITTER 4708A-AH0014

0001038866 4650 / 0116 REPAIR HUM0008 4650-HUM0008
0001050833 HWP0002 E-7 MOTOR BEARINGS NEED REPLACED PT&I FIND 4708RMB0001C
0001043983 4711 / W175A CHANGE BELTS AND SET TENSION ON AH0005 (2022) 4711-AH0005
0001033439 PABX RH HIGH ALARM P   NOTIFIED 4471
0001033245 CHECK, REPAIR AH-UNIT, NOT COOLING 4739RM0106
0001033244 CHECK OPERATION OF AH0001, NOT COOLING 4732-AH0001
0001038885 4487A AH-1 & 3 OFF IN ALARM FREY CHECKING 4487A-AH0003
0001039045 ADJUST HVAC CONTROLS TOO HOT--86 DEG/ APPROACHING 90'S IN THE 

AFTERNOON
4747RM0109

0001033325 CLEAN STRAINER ON HOT WATER SYSTEM ( BLACKWOOD) 4561RM0104
0001028032 REPAIR HOT WATER LEAK ON AH0003 4650-AH0003
0001039088 4494-AH1-SPTZ6 IS TOO HIGH:NOTIFIED SWINFORD 4494-AH0001
0001038740 M WING CRU7-SAF OFF IN ALARM. NOTIFIED STEVE SWINFORD. 4663M-CRU0007
0001039002 4715 ROOM 100 HIGH SPT ALARM AK CHECKING 4715
0001033596 ADJUST HVAC CONTROLS TOO HOT 4306
0001033532 CHECK LOUD AIR NOISE IN HALL OUTSIDE RM B149A, TOO COLD 4487FLR02-B
0001028049 AIR CONDITIONER QUIT WORKING - TEMPERATURE 80 AND RISING 4492RM0107
0001033328 ADJUST HVAC CONTROLS TOO COLD 4205RM0105B
0001039202 CHECK , REPAIR LEAK ON WALL UNIT 4767RM0001
0001033602 ADJUST HVAC CONTROLS /TOO HOT IN WEST TENTS 4619WEST
0001027792 4312-RM4-SPT HIGH ALARM P   NOTIFIED 4312
0001033487 ADJUST HVAC CONTROLS TOO HOT 4203RM1230
0001038768 ADJUST HVAC CONTROLS TOO HOT FOR FLIGHT HARDWARE IN ROOMS 118--

-122
4723

0001039221 4619E5 /  REPAIR LEAKING CHILL WATER VALVE 4619RM0201
0001039057 4553-AH1-SAF IS OFF/A:NOTIFIED LAYNE 4553-AH0001
0001033373 REPLACE HUMIDIFIER CONTACTOR 4612RM1502
0001033621 ADJUST HVAC CONTROLS TOO HOT--CONTACT USER AT 603-6434 IF TRAILER 

IS LOCKED
T0298
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0001039145 CLEAN STRAINER AND BACK FLUSH CHILL WATER COIL 4249-AH0002
0001038745 ALIGN SHEAVES USING LASER ALIGNMENT ON AH022A 4663A-AH022A
0001039183 ADJUST HVAC CONTROLS TOO HOT, NO AIR 4708RM0103
0001038931 B-WING-MI-ALARM. NOTIFIED STEVE SWINFORD. 4708
0001027891 4708-RM1110-RH IS IN HIGH ALARM:NOTIFIED SWINFORD 4708RM1110
0001027601 REPLACE BELTS, ALIGN AND SET TENSION 4570-AH0001
0001027600 ALIGN SHEAVES AND SET TENSION 4522-AH0001
0001027746 REPAIR STEAM VALVE (NAVES FAMILIAR) 4707-AH0019
0001027679 NO AIR 4203RMB0107
0001027893 4492 AH1 SPT IS TOO HIGH:NOTIFIED SWINFORD 4492
0001027890 4610-DXAC4-SPT IS IN LOW ALARM:NOTIFIED SWINFORD 4610-DXAC0004
0001027690 ADJUST HVAC CONTROLS TOO HOT 4610RMC0100
0001260165 4207 ROOM 140 HIGH SPT'S FREY CHECKING 4207RM0140
0001259772 START CHILLER CHLR0001 -   FAMILIAR 4566
0001259773 LOG OPERATION OF DXAC UNIT DXAC0002-   FAMILIAR 4629
0001267299 REROUTE DRAIN LINE FROM AH-UNIT, OUTSIDE OF MACHINE SHOP ON THE 

WEST SIDE
4705WEST

0001251283 WALK BUILDING FOR FREEZE WATCH ( RICH) 4663
0001254020 4707-AH9-SPT  SPT IN LOW ALARM.  M. RICH NOTIFIED. 4707-AH0009
0001267422 RAF0B12 IN E-2 NEEDS THE BELT GUARD REPAIRED OR REPLACED. 4708-RAF0B12
0001259783 4205 CHWP1 AND 2 OFF/ALARM DUE TO POWER OUTAGE. M.RICH NOTIFIED. 4205-CHWP0001

0001259795 4759 CRU1 IN ALARM P   NOTIFIED 4759
0001253954 ROOM HAS TEMPERATURE HAS REACHED 80+ DEGREES FOR THE LAST 

SEVERAL DAYS
4487RMB0229A

0001254118 ADJUST HVAC CONTROLS TOO HOT, TEMPS REACHING THE 80'S BEFORE 
NOON

4201RM0106

0001254184 AH20-DEHUM...OFF/ALARM. SWINFORD NOTIFIED 4708
0001263622 PABX SPT IS IN HIGH ALARM. GARY LAYNE NOTIFIED. 4708
0001267273 HUMIDIFIER NOT PUTTING OFF ENOUGH HUMIDITY 4707RMT0112
0001259727 4619 /  AH0040 NEEDS BELT TENSION ADJUSTED AND ALSO NEEDS BAR 

CODE STICKERS. (GRIMES)
4619-AH0040

0001251348 AH12-SAF...OFF/ALARM. SWINFORD NOTIFIED 4705
0001256834 REPLACE FLEXIBLE HOSE ON HUM0001 ( L. NEWTON FAMILIAR) 4487B-HUM0001
0001256862 REPAIR AIR HANDLER NO. DXAC0001 IN E1 EQUIPMENT ROOM NO.114 

LEAKING WATER ON FLOOR.
4566-DXAC0001

0001267419 AH0001 NEEDS GREASE LINE REPLACED 4583-AH0001
0001259823 4732-AH7-SAF OFF/A. J.MCCAGHREN NOTIFIED 4732-AH0007
0001259880 ADJUST THERMOSTAT - TEMPERATURE LOW 60'S DUE TO AIR HANDLERS 4491RM0126
0001260006 PUT DATA LOGGER ABOVE FRONT COLLECT T&H DATA 4207RM0022
0001260007 PUT DATA LOGGER BELOW FLOOR AND COLLECT T&H DATA 4207RM0022
0001260009 PUT DATA LOGGER ABOVE FLOOR AND COLLECT T&H DATA 4207RM0029
0001260171 SUPPORT OUTSIDE CONTRACTOR - CHILLER 1 (POLLARD) 4628
0001260226 4492-ADRY0001 /  REPLACE OIL SEPERATOR FILTER .  H.WRIGHT FAMILIAR. 

W.O.  GOES TO HVAC! (WRIGHT)
4492-ADRY0001

0001247646 ADJUST HVAC  CONTROLS TOO HOT, 90'S IN 215, B & C 4202RM0215
0001248022 ADJUST HVAC CONTROLS/ TOO HOT 4487RMC0185
0001254086 4650-DXAC1-SPTALM IN ALARM. T.FREY NOTIFIED. 4650RM0100
0001253995 4715 ROOM 101 HIGH SPT FREY CHECKING 4715RM0101
0001267344 INSTALL AIR VENT ON STEAM AND CHILLWATER SYSTEM ON AH # 47 4705-AH0047
0001259817 4650 CHWP-1 OFF IN ALARM AK CHECKING 4650-CHWP0001
0001254175 4650 / 0114 TOO COLD (68.9 DEG.) 4650RM0114
0001251336 4708B-AH20-DEHUM  DEHUMIDIFIER OFF IN ALARM.  J. MCCAGHREN 

NOTIFIED.
4708
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0001263619 POWER OUTAGE (POLLARD) 4555-DXAC0001
0001256925 CHWS-CHWP1...ON/ALARM. SWINFORD NOTIFIED 4650-CHWP0001
0001259769 RESET CONTROLS AH0004 BLDG 4566 E2 -   FAMILIAR 4566
0001263618 CRU0005 OFF ALARM, REPLACE DP SWITCH ( R. CLARK) 4436-CRU0005
0001253959 RESTART ACMP ON AH-UNIT (   FAMILIAR) 4653
0001254304 ADJUST HVAC CONTROLS/ TOO COLD  (IN THE 60'S) 4711RMW0130
0001256832 CHILLER IS IN GENERAL ALARM. SWINFORD NOTIFIED. 4718-1
0001256953 START AND STOP SAF 1 & 2 FOR MILLWRIGHTS ( VANN) 4708-SAF0001
0001253997 4707 SEWER ALARM WEATHERS CHEKCING 4707
0001247931 REPAIR HUM0005 4650-HUM0005
0001247933 REPAIR WATER LEAK ON CRU0023 4663B-CRU0023
0001251278 AH1-SPT IN HIGH ALARM. LAYNE NOTIFIED 4492
0001251305 INSTALL BAR CODE ON HUM#6 (NAVES) 4705-HUM0006
0001256842 NOISY AH 4487RMB0135
0001248050 4203 DXAC-1 CHANGE FILTER 4203
0001247862 ADJUST HVAC CONTROLS TOO COLD 4471RMA0115
0001254319 TURN OFF AIR HANDLER FOR REPAIR (  4663D-AH0001
0001254323 REPAIR PNEUMATIC CONTROLS ON AHB0004 ( NAVES) 4708B-AH0004
0001256882 HUMIDITY OUT OF SPEC 4650RM0100
0001254324 ADJUST CONTROLS ON HOT WATER CONVERTER #3 ( NAVES) 4708RMB0030C
0001259990 ADJUST HVAC CONTROLS/ TOO COLD/ NO HEAT 4612RM1026
0001242375 4619 AH-30 ON IN ALARM 4619-AH0030
0001242374 4610 AH-23 ON IN ALARM 4610-AH0023
0001231566 4708 / 1280 REPLACE 85% FILTERS IN AH-0005. 2326 4708RM1280
0001254098 WALKIN-COOLR1 IN HIGH ALARM.   NOTIFIED 4610
0001247571 4241 / 121D 2 IT WAS NOTED DURING TORNADO DRILL THAT HEAT STRIPS IN 

AIR DUCT HAS BEEN DISCONNECTED. INVESTIGATE AND 
REPAIR/RECONNECT DUCT HEATER.

4241RM0121D

0001248000 4708 /  NEED TO READ UNIT BEARINGS WERE MAKING A NOISE AT 4708 AH 
B4 RM B1A/ RM E09.(CORN)

4708

0001247739 REPAIR WATER LEAK IN LADIES RESTROOM. M.RICH NOTIFIED.  LEAK IN 
HOT WATER LINE WHICH HAS BEEN SHUT OFF UNTIL REPAIRED.

4203RM1001A

0001242414 REPLACE MOTOR BEARINGS ( CONTACT KEITH PULLUM) 4475-AH0002
0001251322 INSTALL CUTOFF VALVES ON CHILLWATER LINES (BLACKWOOD FAMILIAR) 4666RM0263

0001259839 ADJUST HVAC CONTROLS/ TOO HOT/ 82 DEG. IN 12O0 WING 4612
0001259777 4708-PABX SAF1 AND SAF2 SWAPPED OVER. SWAP BACK. L.NEWTON 

NOTIFIED.
4708RMB0024B

0001259804 4487C-AH5-SAF OFF/A RESTORE AFTER POWER OUTAGE. L.NMEWTON 
NOTIFIED

4487C-AH0005

0001239135 REPAIR CONTROL VALVE ON HVAC SYSTEM BC 143 - HISSING 4487
0001239166 4315 / 107 HVAC  MAKING THUMPING SOUND ABOVE OFFICES. 4315RM0107
0001242331 ADJUST HVAC CONTROLS/ TOO COLD 4487RMC0124A
0001242358 UNIT IS OFF AND IN ALARM. STEVE SWINFORD NOTIFIED. 4251-DXAC0003
0001247930 REPAIR HUM0009 4650-HUM0009
0001259751 REPAIR LEAK ON AH19A 4705RME0015
0001254090 4708A-M_1-ALARM P   NOTIFIED 4708
0001254265 CHECK NOISEY AHU2.   FAMILIAR . 4475-AH0002
0001259716 AIR CONDITIONER BEEPING IN ENVIRONMENTAL CONTROL ROOM 4612RM1401
0001242415 REPLACE BELTS ( KEITH PULLUM) 4475-AH0001
0001251303 INSTALL BAR CODE ON HUM#4 (NAVES) 4705-HUM0004
0001248062 ADJUST HVAC CONTROLS TOO HOT 4708RM0138
0001248008 4663 /  4663 AH002A ON ROOF OF M WING NEEDS MOTOR BASE ADJUSTMENT 

BOLTS REPAIRED OR REPLACED. (GRIMES)
4663-MWING
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0001235274 ADJUST HVAC CONTROLS/ TOO COLD/ (LIKE A WIND TUNNEL) 4201RM0435
0001251289 ADJUST HVAC CONTROLS/ NO AIR IN ROOMS B4 AND B5A 4207BSMT
0001251306 INSTALL BAR CODE ON HUM#9 (NAVES) 4707-HUM0009
0001254130 SILENCE ALARM IN TEMPERATURE CONTROLLER 4207-CRU0003
0001239222 4708 / BASEMENT ALIGN BASE AND MOTOR ON SAF0014 (2322) 4708-SAF0014
0001247783 REPAIR OVER HEAD DUCT, KEEPS COMING LOOSE FROM UNIT 4571
0001247794 REPLACE FILTERS IN AHU-0011. 2326 4711RMW0108A
0001248052 4663C-ACMP1-PSI IN LOW ALARM. J.MCCAGHREN NOTIFIED. 4663C-ACMP0001
0001239008 CHLR2-CHWST HIGH IN ALARM. NOTIFIED GARY LAYNE. 4623
0001231599 STEAM PRESSURE IN FAILED IN LOW ALARM. S. SWINFORD NOTIFED. 

LOCATED IN E1
4561

0001231529 ADJUST HVAC CONTROLS TOO COLD ( ON GOING ISSUE, PLEASE LET USER 
KNOW IF THIS CAN BE FIXED OR A SOLUTION CAN BE FOUND)

4663RMB0222

0001231388 NO HEAT (62 DEG.) 4487RMA0121
0001231280 CHECK COOLING UNIT/ RUNNING WARM 4244RM0115A
0001231341 ADJUST HVAC CONTROLS TOO COLD 4487RMC0146
0001227801 DXAC02 OFF IN ALARM. LOCATED ON WEST SIDE OF HIGH BAY 1. HVAC 

NOTIFIED.
4251-DXAC0002

0001254190 4720 WALKIN COOLER 1 IN HIGH ALARM LAYNE NOTIFIED 4720
0001254198 4650 HWCTEMP IN LOW ALARM AK CHECKING 4650
0001231502 ALIGN SHEAVES AND SET TENSION 4732-AH0004
0001231505 ALIGN SHEAVES AND SET TENSION 4718-AH0001
0001239110 4315 /  REPLACE BELT ON AH0004 ABOVE RM. 117 PT&I FIND 4315-AH0004
0001248029 REPORTING A HIGH SPACE TEMP.  UNIT IS FORMALLY KNOWN AS DXAC1 

AND IS LOCATED IN E2. SWINFORD NOTIFIED.
4707-AH0012

0001239207 4712-AH2&3  UNITS OFF IN ALARM.  J. MCCAGHREN NOTIFIED. 4712
0001239209 4555-UH2 & UH3  UNITS OFF IN ALARM.  J. MCCAGHREN NOTIFIED. 4555
0001239215 ADJUST HVAC CONTROLS/ TOO HOT 4610RM2059
0001251295 REPLACE BELTS AND SET TENSION 4205-AH0006
0001251296 REPLACE BELTS AND ALIGN SHEAVES 4205-AH0016
0001247736 4473 PLANT WENT DOWN FREY CHECKING PIT LOW ALARM 4473
0001251308 INSTALL BAR CODE ON DXAC #5 4707-DXAC0005
0001231513 REPLACE BELTS AND SET TENSION 4755-EAF0003
0001231512 ALIGN SHEAVES AND SET TENSION 4708B-AH0022
0001227804 ADJUST HVAC CONTROLS IN ROOMS 119---128/ TOO HOT/ 80 DEG. 4666FLR01
0001227807 REPAIR HUMIDIFIER #11 4650-HUM0011
0001227861 4250-AH6-SAF  UNIT OFF IN ALARM.  J. MCCAGHREN NOTIFIED. 4250-AH0006
0001231479 AH0017A MAKING NOISE ( NAVES) 4705-AH0017
0001231524 ADJUST HVAC CONTROLS TOO COLD 4201RM0624
0001235238 PLEASE ADJUST HVAC - TOO COLD 4708RMB0024C
0001239174 REPLACE OAD MOTOR ON AH9 (P.  4481
0001239184 4555-UH1-SAF, OFF IN ALARM, M.RICH NOTIFIED. 4555-UH0001
0001239185 4250-AH8-SAF OFF IN ALARM. P.   NOTIFIED. 4250
0001239229 ADJUST HVAC CONTROLS/ TOO COLD/ 67 DEG. 4201BSMT
0001242092 ADJUST HVAC CONTROLS/ TOO HOT 4202RM0510
0001242327 ADJUST HVAC CONTROLS/ TOO COLD 4202RM0615
0001245623 ADJUST HVAC CONTROLS/ TOO HOT 4203RM5002
0001254067 ADJUST HVAC CONTROLS TOO COLD 4708RM0250
0001254238 NOISY (CRU0002) 4663RMA0109
0001231454 REPAIR/ REPLACE BEARINGS AND BELT ON AH (O.WRIGHT) 4583-AH0001
0001235186 CHECK HUMIDITY 4711RME0180
0001239074 INSTALL NEW DRAIN VALVE KIT ON HUM0002 (   FAMILIAR) 4650-HUM0002
0001251323 ASSIST OUTSIDE CONTRACTORS ON CONTROLS (POLLARD) 4561-CHLR0001
0001239033 ADJUST HVAC CONTROLS TOO COLD 4627RM0104

Page 71 of 106

(b)(4)

(b)(4)

(b)(4)



TOH Workload History 7/1/2005 - 6/30/2006

WONUM DESCRIPTION LOCATION
0001239047 ADJUST HVAC CONTROLS TOO COLD IN CONFERENCE RM ON THE 3RD 

FLOOR LEVEL
4666FLR02

0001231256 ADJUST HVAC CONTROLS TOO COLD, 62.8 DEGREES 4610RM2096
0001254045 MALFUNCTIONING ACMP (SMOKING) 4201BSMT
0001247998 4705 / C101 IN THE EVENINGS WHEN THE HVAC HANDLER, LOCATED 

BETWEEN COLUMS 14  & 15 ON THE NORTH WALL, CUTS OFF WATER FROM 
THE UNIT FALLS ONTO THE FLOOR BELOW CREATING A SLIP, TRIP AND 
FALL HAZARD.

4705RMC0101

0001231448 ADJUST HVAC CONTROLS/ TOO HOT/ 80 DEG. 4200RMG0034C
0001235260 THE HUMIDITY CONTROL SYSTEM IS NOT FUNCTIONING,HUMIDITY LEVEL 

UNDER 20%.
4705RMB0120

0001239183 4570-AH1-SAF, OFF IN ALARM. M.RICH NOTIFIED. 4570-AH0001
0001239195 PABX-SAF1...OFF/ALARM; SAF2...ON/ALARM. NEWTON NOTIFIED 4471
0001254262 DISABLE  AHU 5 FOR REPAIR .  W. O. GOES TO HVAC     FAMILIAR . 4207-AH0005

0001247738 4663B-AH10-SAF, REPLACE MOTOR. J.SCRIVNER NOTIFIED. 4663B-AH0010
0001239034 ADJUST HVAC CONTROLS TOO HOT, FANS RUNNING BUT RM IS STUFFY 4708RM0242
0001239051 TOO HOT, AH-U'S NOT RUNNING IN RM'S 130 THRU 135 4708FLR01
0001247999 4708B /  NEED TO READ UNIT MOTOR WAS MAKING A NOISE 4708B AH06 

MEZZANINE. (CORN)
4708

0001231441 4650 / 120A REPAIR HUM0004 / LEAKING ON FLOOR 4650-HUM0004
0001247833 4708A-AH4-SAF, STATUS TOGGLING, ADJUST DP SWITCH. M.RICH NOTIFIED. 4708A-AH0004

0001247861 4707-AH4-SAF  UNIT OFF IN ALARM.  M. RICH NOTIFIED. 4707
0001247863 ADJUST HVAC CONTROLS TOO COLD IN 136 & 138 AREAS 4707FLR01
0001247834 4708A-AH4-SAF, CHANGE THE STRECHED DRIVE BELT (ONE B-59). 4708A-AH0004
0001247711 CHWS-LOW FLOW IN ALARM. NOTIFIED HERSHAL WRIGHT. 4631
0001247624 4619-AH40-SAF   UNIT OFF IN ALARM.  J. MCCAGHREN NOTIFIED. 4619-AH0040
0001247673 RAFB0002, MAKING NOISE ( NAVES) 4708-RAF00B2
0001247725 NO HEAT IN HIBAY AH0001 ( NAVES) 4761-AH0001
0001247726 DXAC0002 MAKING NOISE ( NAVES) 4776-DXAC0002
0001239083 C WING HWC1-HWST @ 99.0 LOW IN ALARM. NOTIFIED GARY LAYNE. 4487
0001231431 REPLACE BELTS ON AH0004 EAST SIDE OF BUILDING OUTSIDE PT&I FIND 4205-AH0004
0001239096 4619 / 146 THERE IS A STEAM LEAK COMING FROM AIR HANDLER, 4619-

HV0012.
4619-HV0012

0001254091 4708B-CR163-RH LOW ALARM P   NOTIFIED 4708
0001224742 ADJUST HVAC CONTROLS/ TOO COLD/ 63 DEG. 4487RMB0233A
0001224588 ADJUST HVAC CONTROLS/ TOO COLD IN ROOMS 118C AND 118D 4205FLR01
0001224759 ADJUST HVAC CONTROLS/ TOO COLD/ (IN THE 60'S) 4202RM0613
0001227795 HV 7 AND HV7A ARE ON ALARM. GARY LAYNE NOTIFIED. LOCATED IN THE 

CENTRAL HIGHBAY
4619-HV0007

0001242409 REPLACE BELT, ALIGN SHEAVES AND SET TENSION 4755-AH0025
0001242403 AH1-HDKT TEMP READINGS ARE ERRATIC. NOTIFIED STEVE SWINFORD. 4666-AH0001
0001247674 DISENGAGE SAFB2  IN E2( NAVES) 4708BSMT
0001247676 AH0031 MAKING NOISE ( NAVES) 4707-AH0031
0001247718 AH3-SAF OFF IN ALARM. NOTIFIED H.WRIGHT. 4712
0001254149 REPAIR WATER LEAK ON AIRHANDLER NO AH00001 4491-AH0001
0001247584 REPAIR LEAKING AH0024 4755-AH0024
0001247992 CHILLER 2 SUPPLY TEMP IN HIGH ALARM. GARY LAYNE NOTIFIED. 4623
0001247986 PABX 02 IS OFF AND IN ALARM. GARY LAYNE NOTIFIED. 4653
0001224712 4207-AHB1-SAF IS OFF AND IN ALARM.  TOM FREY NOTIFIED. 4207-AH00B1
0001247800 INSTALL AIR VENT ON PREHEAT COIL 4711-AH0011
0001247801 INSTALL AIR VENT ON REHEAT COIL ON AH0011 4711-AH0011
0001231541 ADJUST HVAC CONTROLS TOO COLD 4481RM0201

Page 72 of 106

(b)(4)

(b)(4)



TOH Workload History 7/1/2005 - 6/30/2006

WONUM DESCRIPTION LOCATION
0001239095 4600 / W ENTRAN THERE IS A LOUD BELT-TYPE NOISE COMING FROM 

ABOVE THE CEILING NEAR THE WEST EXIT ON THE FIRST FLOOR.
4600

0001247612 AH40-SAF OFF IN ALARM. NOTIFIED STEVE SWINFORD. 4619-AH0040
0001247731 SUPPORT PIPEFITTERS TO CLEAN STRAINERS (  4663B-CRU0010
0001254327 4487C HWC-2 IN LOW ALARM WEATHERS CHECKING (FREY) 4487
0001248051 4207 ROOM 30A LOW RH% AK CHECKING 4207RM0030A
0001224556 TURN OFF AH0005 FOR REPAIRS (  4666-AH0005
0001224557 TURN OFF AH0001 FOR REPAIRS (  4666-AH0001
0001209314 4250-AH0001 /  REPAIR LEAKING PNEUMATIC LINE. 4250-AH0001
0001231503 ALIGN SHEAVES AND SET TENSION 4727-AH0004
0001224558 REPLACE FAN AND MOTOR SHEAVES 4623-AH0001
0001209495 REPLACE MOTOR BEARING RON CORN CONTACT 4570-CNDP0003
0001220355 4201 PABX-SAF-1 OFF IN ALARM FREY CHECKING 4201
0001220336 CLEAN STRAINERS ON CRU #7 4663RMB0160
0001220337 CLEAN STRAINERS ON CRU #0009 4663RMB0160
0001220338 CLEAN STRAINERS ON CRU#10 4663RMB0160
0001204731 4566 /  REPLACE PUMP BEARINGS IN CHWP0002 LOCATED IN RM.171 PT&I 

FIND
4566-CHWP0002

0001217227 4711-AH3-SAF.  PLEASE CONFIRM PROPER OPERATION. 4711-AH0003
0001231538 ADJUST HVAC CONTROLS/ TOO HOT/ 87 DEG. 4200RM0828Z
0001231476 AH0017 MAKING NOISE ( NAVES) 4205-AH0017
0001231480 CHECK CONTROLS ON HOT WATER CONVERTER LOCATED  IN 4708 

BASEMENT ( NAVES)
4708RMB0039

0001224858 ADJUST HVAC CONTROLS/ TOO HOT 4663RMM0117
0001227814 ADJUST HVAC CONTROLS TOO COLD, FREEZING 4663RMB0222
0001224560 TOO COLD, RAISE TEMP BY 2 DEGREES PER USERS 4629RM0108
0001224790 HWC1-HWST IN LOW ALARM. LAYNE NOTIFIED 4649
0001231415 REPAIR/ REPLACE SUMP PUMP (PATTERSON) 4551BSMT
0001217321 CHECK VOLUME OF AIRFLOW AND CHECK TO SEE WHAT TYPE OF FILTERS 

ARE BEING USED AND REPORT THE RESULTS TO MICHAEL SCHOENFELD AT 
544-4557

4205RM0110

0001195570 REPLACE FAN BEARINGS ON AH UNIT. 4619-AH005B
0001224722 4776-DXAC1-SAF, REPAIR CONDENSATE LEAK FROM REHEAT COIL ON THIS 

UNIT.
4776-DXAC0001

0001231493 4487A-STMVLV-STMP1  STEAM VALVE PRESSURE IN LOW ALARM.  M. RICH 
NOTIFIED.

4487

0001231583 INVESTIGATE WATER LEAK ON THE 6TH FLR ( M. RICH FAMILIAR) 4203FLR06
0001231584 INVESTIGATE SECOND LEAK ON THE 6TH FLR ( M. RICH FAMILIAR) 4203FLR06
0001231595 OFF AND IN ALARM. SWINFORD NOTIFIED. UNIT IS LOCATED IN RM 107. 4707-AH0007
0001224636 4487 / E-18 REBUILD HWP0002 (2322) 4487RMB0001
0001235200 ADJUST HVAC CONTROLS TOO COLD IN RM'S 2 & 3 4494FLR01
0001231556 CRU0001, MAKING NOISE 4207-CRU0001
0001239082 HWC5-HWST @213.6 HIGH ALARM. NOTIFIED GARY LAYNE. 4481
0001239133 ACTIVITIES BUILDING FREEZING COLD 4316
0001231585 ISOLATE AH0012 FOR ASBESTOS OUTAGE ( M. RICH) 4708A-AH0012
0001231587 REPAIR PNEUMATIC AIR LEAK ON TRANSMITTER ( M. RICH) 4200GROUND
0001238987 SUPPORT MILLWRIGHTS TO TURN OFF EQUIMENT (VANN) 4727-AH0004
0001239011 REPAIR ACTUATOR FOR PREHEAT VALVE  ON AH0021 4628
0001231504 ALIGN SHEAVES AND SET TENSION 4727-AH0003
0001217065 REPLACE FAN AND MOTOR SHEAVES ON AH0002 4670-AH0002
0001227863 4610-AH5-SAF  UNIT OFF IN ALARM.  J. MCCAGHREN NOTIFIED. 4610-AH0005
0001224555 TURN OFF AH0004 FOR REPAIRS (  4666-AH0004
0001231452 SET SET POINT ON CRU0002 AT 78 DEG. 4663RMB0160
0001217052 ADJUST HVAC CONTROLS TOO HOT (RM 515C) 4202FLR05
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0001227843 REPAIR BELT GUARD THAT IS HITTING BELT AND PULLEY ON AH002 RM 134 4628-AH0002

0001220367 NO HEAT IN RM 100A 4312RM0100A
0001224551 DISABLE AH0001 (  4628-AH0001
0001227841 REPAIR BEARINGS ON BLOWER 4627-DXAC0003
0001201526 ADJUST HVAC CONTROLS TOO HOT, 89 DEGREES 4487RMC0168
0001201527 ADJUST HVAC CONTROLS, NO HEAT 4487RMC0168
0001201530 ADJUST HVAC CONTROLS TOO HOT IN 603 & 603A 4200FLR06
0001209280 TURN OFF  AIR HANDLER FOR REPAIRS (  4566-AH0006
0001224709 4610-WALKIN-FREEZ1 IS IN HIGH ALARM.  GARY LAYNE NOTIFIED.  PERRY 

  RESPONDING.
4610RMC0104

0001224854 DISINGAUGE HWP2 (NAVES) 4747-HWP0002
0001224855 REPAIR CONTROL AIR LEAK ON AH1A (NAVES) 4705-AH001A
0001209464 4481-HWS-HWP4 IS OFF AND IN ALARM.  TOM FREY NOTIFIED. 4481-HWP0004
0001239190 4732 ROOM 131 LOW RH% AK CHECKING 4732RM0131
0001224591 ADJUST HVAC CONTROLS TOO HOT IN 112A, & 118 4491FLR01
0001224643 4705-AH17A-SAF  UNIT OFF IN ALARM.  M. RICH NOTIFIED. 4705
0001224721 4776-UH1-SAF, IS OFF/ALARM. M.RICH NOTIFIED. 4776
0001224785 ADJUST HVAC CONTROLS/ TOO COLD/ 62 DEG. IN THE 2400 AREA 4612FLR02
0001209552 ADJUST HVAC CONTROLS TOO COLD, FREEZING IN THE 730 SUITE 4200FLR07
0001212990 HWP1 LOCATED IN E02 IS ON AND IN ALARM. SWINFORD NOTIFIED. 4674RM0103
0001213049 4708B-RM151-STATIC IN LOW ALARM OF .00484IWC. J.MCCAGHREN 

NOTIFIED.
4708

0001209532 ADJUST HVAC CONTROLS/ TOO COLD/ 55 DEG. 4520
0001224838 4619-SUMP4-SUHIAL  SUMP PUMP 4 IN HIGH ALARM.  J. SCRIVNER NOTIFIED. 4619

0001220322 DXAC04 OFF IN ALARM. GARY LAYNE NOTIFIED. LOCATED IN E1 NORTH 
WEST SIDE OF BUILDING.

4723

0001224856 ADJUST CONTROLS ON AH28 (NAVES) 4705-AH0028
0001204692 4760-HV2 AND HV3 ARE OFF AND IN ALARM. SWINFORD NOTIFIED. 4760-HV0002
0001216998 REPAIR WINDOW UNIT NOT HEATING 4707RM0126B
0001217094 ADJUST HVAC CONTROLS/ TOO HOT/ 80 DEG. 4487RMB0269A
0001217192 ADJUST HVAC CONTROLS TOO COLD 4203RM1108
0001224437 ADJUST HVAC CONTROLS TOO COLD 4200RMG0011A
0001224839 4205-AH1-SAF  UNIT OFF IN ALARM.  J. MCCAGHREN NOTIFIED. 4205-AH0001
0001227823 DRAIN DOWN CHILLED WATER PIPE TO INSTALL NEW UCS SENSORS 4524RM0102
0001231249 ADJUST HVAC CONTROLS/ TOO COLD 4200RMG0011A
0001231492 ADJUST HVAC CONTROLS TOO COLD, 65 4493RM0103
0001231573 4471 /  REPAIR CONTROL AIR LEAK ABOVE HV0003. 4471-HV0003
0001231574 4471 /  REPAIR CONTROL AIR LEAK BEHIND THERMOSTAT SOUTH WEST 

CORNER ROOM 173A.
4471RM0173A

0001231579 4473-CHWST  CHILLED WATER SUPPLY TEMPERATURE IN HIGH ALARM.  J. 
MCCAGHREN NOTIFIED.

4473

0001220304 CHILLER 2 IS OFF AND IS ALARM. GARY LAYNE NOTIFIED. 4570
0001213036 ADJUST HVAC CONTROLS/ TOO COLD/ IN THE 60'S 4491RM0129
0001216986 CHECK AIR FLOW, TOO NOISY AND VERY LOUD. AIR PRESSURE CAUSING 

DOORS TO SLAM
4487RMC0203

0001217087 WALKIN COOLER HITEMP IN ALARM. NOTIFIED GARY LAYNE. 4464
0001224470 REPAIR HUM0009/LEAKING WATER ON FLOOR 4650-HUM0009
0001224485 AC/ HEATING UNIT INOPERABLE 4520
0001227871 4707-AH6-SPT  SPACE TEMPERATURE IN LOW ALARM.  J. MCCAGHREN 

NOTIFIED.
4707

0001231305 AH12-SAF TOGGLING ON/OFF IN ALARM. 4755-AH0012
0001217360 SUMP 1 IS IN HIGH ALARM. G. LAYNE AND   NOTIFIED. 4473
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0001224730 AH2-SAF OFF IN ALARM. NOTIFIED MATT RICH. 4610-AH0002
0001209298 ADJUST HVAC CONTROLS TOO HOT 4201RM0238
0001209302 ADJUST HVAC CONTROLS AND CLOSE OFF VENT/ TOO COLD 4200RM0210E
0001167427 RH IS IN LOW ALARM. HVAC NOTIFIED. 4487BC-AH0002
0001213055 4487 / C234 ROOM TEMPERATURE IS TOO HIGH.  NEIGHBORING ROOMS ARE 

MUCH COOLER.
4487RMC0234

0001224662 ADJUST HVAC CONTROLS/ TOO HOT/ 80 DEG. 4610RM2058A
0001228089 NOISY AH (B5) (NAVES) 4708RMB0034
0001224731 AH8-SAF OFF IN ALARM. NOTIFIED MATT RICH. 4471-AH0008
0001231251 M4473-CHWST3-ENABLE IN DSAB ALARM. FOR CHWST LOOPC. NOTIFIED 

GARY LAYNE.
4473

0001231401 ADJUST HVAC CONTROLS TOO COLD, 66 DEGREES 4708RM0114
0001231489 ADJUST HVAC CONTROLS TOO COLD 4494FLR01
0001239003 RESTORE AIRFLOW TO THE WEST END OF THE BUILDING (2026) TOH 4494WEST
0001201440 REPLACE MOTOR BEARINGS 4705-AH017A
0001201292 4205 / 101 ISOLATE POWER ON AH0001 (2030) 4205-AH0001
0001201286 4705 AH-3 OFF IN ALARM FREY CHECKING 4705-AH0003
0001201393 4623 CHILLER 2 OFF IN ALARM FREY CHECKING 4623-CHLR0002
0001224728 AH12 TOGGLING ON/OFF IN ALARM. NOTIFIED AK. 4755
0001224559 DISABLE FIRE ALARMS 2/02/06 7:30AM TILL 3:00PM 4312BSMT
0001227858 4619 SUMP-4 IN ALARM PRANCE CHECKING 4619-SPMP004
0001224705 4708 / MEZZ. RESPONDED TO HVAC REQUEST TO CHECK NOISY SAF-1 ON 

MEZZININE.
4708-SAF0001

0001224520 AC UNIT HUMMING/ ROOM IS HOT 4610RM3017
0001212988 REPAIR CHILL WATER LEAK ON CHILL WATER VALVE 4436RM0102
0001204633 ADJUST HVAC CONTROLS TOO HOT 4200RM0114
0001204650 REPLACE STEAM CYLINDER ON HUM0010 4650-HUM0010
0001209279 TURN OFF COOLING TOWER FAN, PUMPS AND MAKE UP WATER (  4583

0001209283 REPLACE CONDENSER WATER GAUGE ON CHLR0004 (  4473-CHLR0004
0001209312 4207-VFD0001 /  VSC1 OFF IN ALARM //H.WRIGHT FAMILIAR. 4207-VSC0001
0001197918 4619 AH-7 ON IN ALARM HOS IN HAND 4619-AH0007
0001195592 4653 / E-1 DISABLE AND RESET POWER ON HWP0001(2030) 4653-HWP0001
0001204733 4566  /  REPLACE MOTOR BEARINGS IN CHWP0002 LOCATED IN RM. 171 PT&I 

FIND
4566-CHWP0002

0001102646 CHECK AH0007, MAKING NOISE, VIBRATING 4755-AH0007
0001224448 ADJUST HVAC CONTROLS/ TOO HOT 4203RMB0305
0001224564 CLEAN STEAM AND CHILL WATER COILS ON AH0010 4707-AH0010
0001195451 ADJUST HVAC CONTROLS TOO COLD 4485RM0100
0001195455 ADJUST HVAC CONTROLS TOO COLD 4202RM0312
0001195558 ADJUST HVAC CONTROLS/ TOO HOT / 80 DEG. 4487RMB0269A
0001195588 4251 DXAC-2 OFF IN ALARM (EMAILED LAYNE) 4251-DXAC0002
0001200234 BC WING AH2 & AH3 RH IS LOW IN ALARM <40RH. NOTIFIED GARY LAYNE. 4487

0001201262 ADJUST HVAC CONTROLS TOO HOT, 80'S 4566RM0108
0001209592 REPLACE BELTS AND SET TENSION ON AH005A 4619-AH005A
0001217066 REPLACE BELTS AND SET TENSION ON AH0031 4707-AH0031
0001217256 REPAIR / REPLACE NOISY BELTS ON AH 5B (NEWTON) 4619BSMT
0001209367 CH1 OFF IN ALARM G LAYNE NOTIFIED 4561-CHLR0001
0001209431 ADJUST CONTROLS , CHECK OPERATION OF UNIT, VARIOUS TEMPS IN RM 4663RMM0200
0001201476 4618 / 201A SET AIR COMPRESSOR TO 90 PSI MIN AND 110 PSI MAX, WHICH IS 

NEEDED TO OPERATE CONTROL VALVES. AIR COMPRESSOR CURRENTLY 
OPERATING AT 60 -80 PSI WITH RELIEF VAVE AT 90 PSI. THEREFORE, RELIEF 
VALVE NEEDS TO SET FOR HIGHER SETPOINT.

4618RM0201A
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0001212997 AH0001 MAKING NOISE ( NAVES) 4705-AH0001
0001217034 4656-HV3-SAF OFF IN ALARM. J.MCCAGHREN NOTIFIED. 4656-HV0003
0001217215 4623-CHLR2-CTL IS OFF AND IN ALARM.  SWINFORD NOTIFIED. 4623-CHLR0002
0001213027 INSPECT FAN ASSEMBLY ON AH0002 E-1 4727-AH0002
0001201528 ADJUST HVAC CONTROLS TOO HOT 4487RMC0185
0001209428 4623-CHWS-CHWST HIGH ALARM SWINFORD NOTIFIED 4623
0001209479 4202-SAF 1&2  STATIC PRESSURE IN LOW ALARM ON SAF 1 & 2.  J. 

MCCAGHREN NOTIFIED.
4202

0001231514 ADJUST HVAC CONTROLS/ TOO COLD/ 46 DEG. / NEEDS TO MAINTAIN A 
TEMP. OF 50 TO 70 DEG.

4767

0001231537 AH5-SAF...OFF/ALARM. LAYNE NOTIFIED 4712
0001209593 REPLACE BELTS AND SET TENSION ON AH0001 4612D-AH0001
0001224578 AH2 KEEPS TOGGLING IN/OUT OF ALARM. NOTIFIED GARY LAYNE. 4702
0001224589 NO HEAT 4200RMG0013F
0001224602 ACMP1-CMP IN ALARM. NOTIFIED S.SWINFORD. 4202
0001204740 4707 FREY CHECKING AH-29 OFF IN ALARM 4707-AH0029
0001220296 REPAIR CONDUIT TO HWP0001 4605-HWP0001
0001224723 SUMP4-SUHIAL IN ALARM. DUNN NOTIFIED 4619
0001201442 REPLACE FAN AND MOTOR SHEAVES 4705-EAF0047
0001201438 REPLACE FAN AND MOTOR SHEAVES 4705-AH012A
0001201269 PLEASE CHECK AIR HANDLER IN COMPUTER LAB 163.  MAKING A LOUD 

NOISE.
4708RM0163

0001201357 ADJUST HVAC CONTROLS TOO HOT, NO AIR FLOW 4200RM0708
0001201411 LOW RELATIVE HUMIDITY, TOO MUCH STATIC ELECTRICITY. NEED HVAC 

SUPPORT CHECK CRU.
4207RM0101

0001217243 4487C-AH22-SAF  UNIT OFF IN ALARM.  M. RICH NOTIFIED. 4487
0001195612 CHILLER 1 CONTROL IS OFF AND IN ALARM. SWINFORD NOTIFIED. 4583
0001204768 ADJUST HVAC CONTROLS TOO COLD 4315RM0107
0001209288 ADJUST HVAC CONTROLS TOO COLD 4663RMM0200
0001209586 REPLACE BELTS AND SET TENSION ON HA0B3B 4663A-AH0B3B
0001209587 REPLACE BELTS AND SET TENSION ON AH0013 4663B-AH0013
0001195209 ADJUST HVAC CONTROLS TOO HOT, 85 DEGREES 4202RM0420
0001195323 ADJUST HVAC CONTROLS TOO COLD 4200RM0120
0001195494 4487B-AH4-RH, REPAIR HUMIDIFIERS TO CORRECT LOW HUMIDITY IN AREA. 

M.RICH NOTIFIED.
4487B-AH0004

0001195545 RETURN AIR FAN IS OFF AND IN ALARM. 4487C-AH0003
0001197942 AH0017 MAKING NOISE ( NAVES) 4708
0001201435 ADJUST BELT TENSION 4705-AH010A
0001201254 CHECK OPERATION OF AH-UNIT. TEMP IS FINE IN THE A.M., BUT BY 10:30 OR 

SO IT BECOMES VERY COLD
4705RMA0204

0001201305 4487A-AH6-SAF OFF/A, J.MCCAGHREN NOTIFIED. 4487A-AH0006
0001201384 AH0025 MAKING NOISE (NAVES) 4705-AH0025
0001201387 AH0047 MAKING NOISE ( NAVES) 4705-AH0047
0001201389 AH0049 MAKING NOISE ( NAVES) 4705-AH0049
0001212986 ADJUST HVAC CONTROLS/ TOO COLD/ IN THE 60'S 4202RM0515A
0001188262 VACUUM COIL AND BOTTOM OF FILTER RACK 4728
0001188329 CONTRACTORS REQUESTED HVAC TO PUT THE UNIT IN HAND. 4530-AH0001
0001195543 RH IS IN HIGH ALARM. UNIT FEEDS THE CLEAN ROOM. GARY LAYNE 

NOTIFIED.
4718-AH0001

0001197893 REPAIR DXAC0002 ( VANN FAMILIAR) 4702-DXAC0002
0001197861 ROOMS 218, 219, 222, 224, 226 SPT ARE ALL IN HIGH ALARM. FEED FROM 

AHB1 LOCATED B001 OR E2. GARY LAYNE NOTIFIED.
4663-BWING

0001198145 DISENGAGE HUM0020 ( NAVES) 4708
0001198244 RAF0002B MAKING NOISE ( NAVES) 4708
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0001198567 COOLING WATER TOWER NEAR ROOM 122 FLOODING PARKING LOT 4570
0001201479 REPAIR LEAKING HUMIDIFIER 4650RM0112
0001204788 AHB3-SAF OFF IN ALARM. NOTIFIED GARY LAYNE. 4708
0001181459 INSTALL AIR VENT VALVES ON SAF COILS 4493-AH0007
0001197927 HWS REGULATOR NEEDS ADJUSTMENT IN RM E155. NOTIFIED J. 

MCCAGHREN.
4493

0001217168 REPLACE STEAM TRAP ON AH0004, NEAR RM 20 ( HILL) 4650-AH0004
0001184511 ADJUST HVAC CONTROLS/ TOO HOT 4200RM0119
0001195375 AH4-SAF OFF IN ALARM. NOTIFIED LARRY NAIVES. 4707
0001195427 4481-AH9-MXAT CHECK LOCATION OF THIS SENSOR 4481-AH0009
0001195434 DISENGUAGE SAF13 (NAVES) 4718-SAF0013
0001195437 DISENGUAGE SAF16 (NAVES) 4718
0001195438 4708B-AH20-RARH LOW ALARM LAYNE NOTIFIED 4708B-AH0020
0001220325 CHECK, REPAIR AH0021 MAKING NOISE ( NEWTON) 4610-AH0021
0001220302 REPLACE BELTS AND SET TENSION 4656-AH0001
0001195576 REPLACE MOTOR BEARINGS 4705-AH007A
0001209472 4312 ROOM 4 HIGH SPT AK CHECKING 4312RM0004
0001195492 4663M-RM103-RH LOW ALARM P   NOTIFIED 4663
0001201510 4723 DXAC2 OFF ALARM P   NOTIFIED 4723
0001204642 DISABLE UNIT FOR REPAIRS (POLLARD) 4619RMB0136
0001204645 TURN UNIT OFF FOR BOLT REPLACEMENT AND RESTART (POLLARD) AH4A 4705RMA0109

0001204648 DISABLE UNIT FOR REPAIRS (POLLARD) 4705-AH0036
0001204649 ASSIST MILLWRIGHTS ON AH6 BELT ALIGNMENT (POLLARD) 4705-AH0006
0001204697 CHILLER 2 (10 TON CHILLER LOCATED ON NORTH SIDE OF BUILDING) HAS A 

HIGH CHILL WATER SUPPLY TEMP. SWINFORD NOTIFIED.
4623-CHLR0002

0001204778 4705-AH22-SAF  UNIT OFF IN ALARM.  J. MCCAGHREN NOTIFIED. 4705
0001204781 A WING HWS-HWP4 OFF IN ALARM. NOTIFIED STEVE SWINFORD THAT THIS 

PUMP IS A STANDBY PUMP THAT WAS PLACED INTO OPERATION BECAUSE 
PUMP #3 WAS PULLED FOR MAINTENANCE.

4708

0001204782 AH5-FZSTAT OFF IN ALARM. NOTIFIED STEVE SWINFORD. 4610
0001209408 4707-AH19-SAF OFF ALARM LAYNE NOTIFIED 4707-AH0019
0001209489 ADJUST HVAC CONTROLS TOO HOT, 80'S 4610RM2058A
0001213037 ADJUST HVAC CONTROLS TOO HOT, 78 DEGREES 4200RM0224
0001213040 ADJUST HVAC CONTROLS/ TOO HOT (THE VISITORS GALLERY) 4205RM0112A
0001217029 4610-AHB3-SAF, OFF/ALARM. M.RICH NOTIFIED 4610-AH00B3
0001217057 CHECK OPERATION OF HVAC UNIT, INOPERATIVE 4663RMC0180
0001217073 ADJUST HVAC CONTROLS/ TOO COLD 4200RM0120
0001167148 MAKE ADJUSTMENTS OR REPAIRS NEEDED TO MAINTAIN 80 DEG F IN ROOM 

1311A.
4612RM1311

0001188247 6TH FLOOR TOO COLD 4200RM0603
0001195402 BELTS OR SHEAVES ARE MAKING A NOISE ( SEE ED  4663-BWING
0001195491 4663B-AH14_B204-SPT HIGH ALARM P   NOTIFIED 4663
0001195544 STEAM PUMP 2 IS READING LOW PRESSURE, LOCATED OUTSIDE E4. GARY 

LAYNE NOTIFIED.
4702

0001209297 B-WING AH20-DEHUM OFF IN ALARM. NOTIFIED GARY LAYNE. 4708
0001209350 REPAIR LEAKING AND NOISY AIR COMPRESSOR 4608
0001204739 4708B AH-21 OFF IN ALARM AK CHECKING AH-5  DXAC1-4 4708B-AH0021
0001195292 RESTORE CHILL WATER FLOW ON AH0006 (2030) 4493-AH0006
0001190993 CLEAN COIL ON AH0031 4610-AH0031
0001209388 REPLACE BELTS ON AH0008 (2022) 4711-AH0008
0001197915 CHECK ODOR, POSSIBLY COMING FROM BELTS 4205RM0101
0001217063 REPLACE BELTS AND SET TENSION ON HV0002 4666RM0263
0001201508 4708A-AH20-RAF OFF ALARM P   NOTIFIED 4708
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0001201287 4473-AH1-SAF, OFF/ALARM. J.MCCAGHREN NOTIFIED. 4473-AH0001
0001201386 AH0003 MAKING NOISE ( NAVES) 4705-AH0003
0001201443 4718-AH1-RH HIGH ALARM G LAYNE NOTIFIED 4718-AH0001
0001201494 4205-AH4 OFF ALARM MR NAVES NOTIFIED 4205
0001204786 AH4 SAF OFF IN ALARM. NOTIFIED GARY LAYNE. 4707
0001209327 4570-CH2-CTL  CHILLER OFF IN ALARM.  J. MCCAGHREN NOTIFIED. 4570
0001209380 SET UP CONTROLLER/ MALFUNCTIONG (H.WRIGHT) 4207-AH0006
0001209475 ADJUST HVAC CONTROLS ON THE FITNESS SIDE/ TOO COLD 4315
0001209537 THERE IS NO HEAT IN THIS SIDE OF THE BUILDING.  IT`S COOOOLD! 4631RMA0102
0001201444 SLOW RPM FAN ON AH0001, PER USER 4522-AH0001
0001195582 4207 CHWP-1 IN ALARM FREY CHECKING 4207-CHWP0001
0001195590 4629 ROOM 108 IN HIGH ALARM FREY CHECKING 4629RM0108
0001195390 REPLACE BELTS ON RAF0001 (2022) 4487B-RAF0001
0001204751 E-4 REPAIR CANVAS CONNECTION ON AH0010 (2026) 4610-AH0010
0001188205 CHECK HUM0020 FOR WATER USAGE 4708
0001188207 CHECK HUM0021 FOR WATER USAGE 4708
0001188208 CHECK HUM0001 FOR WATER USAGE 4708
0001188209 CHECK HUM0003 FOR WATER USAGE 4708
0001191008 RECEIVED COLD CALL FROM GEORGE BANKSTON. SPT FOR AH3 AND AH4 

READING APPROX 62 DEGREES WITH STEAM VALVES OPEN @ 100%. 
NOTIFIED GARY LAYNE.

4727

0001184471 CHECK, REPAIR HUMIDIFIER LEAKING 4650RM0100B
0001188319 UNIT IS OFF AND IN ALARM. 4708A-AH0014
0001200941 REPLACE CONDENSER WATER GAUGE (  4473
0001188194 HV 24 OFF/ RESTORE TO SERVICE/ CWING (NAVES) 4708FLR02
0001188195 HV 25 OFF/ RESTORE TO SERVICE/ A WING (NAVES) 4708FLR02
0001195335 SUMP2-LO ALARM ACTIVATED. NOTIFIED STEVE SWINFORD. 4473
0001197895 ADJUST HVAC CONTROLS TOO HOT 4493RM0140
0001197897 STMP2 IN HIGH ALARM CAUSING RM 140 TO GO INTO HIGH ALARM. 4493RM0140
0001201288 4205-AH4-SAF OFF/A. M.RICH  NOTIFIED. 4205-AH0004
0001201312 ADJUST HVAC CONTROLS/ TOO COLD/ 68 DEG. 4612RM1036
0001181438 ADJUST HVAC CONTROLS/ TOO COLD/ 62 DEG. 4202RM0127
0001181443 DXAC2-SAF OFF IN ALARM. NOTIFIED STEVE SWINFORD. 4251-DXAC0002
0001181491 ADJUST HVAC CONTROLS TOO HOT IN 242 & 242A 4201FLR02
0001181502 CHECK LOW HUMIDITY, AT 9.7% 4487RMA0226
0001181508 EXHAUST ODOR COMING THROUGH VENTS 4200RM0508B
0001181510 ADJUST HVAC CONTROLS/ TOO HOT/ 90 DEG. (SWINFORD NOTIFIED) 4200RM0119
0001181548 ADJUST HVAC CONTROLS/ TOO HOT/ 80 DEG. 4200RM0119
0001188293 4663 A019 LOW SPT-3 AK CHECKING 4663RMA0109
0001188185 4583 PABX -1 OFF IN ALARM FREY CHECKING 4583
0001188184 4471 PABX-1 OFF IN ALARM FREY CHECKING 4471
0001147939 REPAIR OR REPLACE BELT ON AH-UNIT IN THE HIBAY 4656RM0100
0001181528 4727-CONDENSATE PUMP  SECURITY REPORTS PUMP IN NEED OF 

MAINTENANCE J. MCCAGHREN NOTIFIED.
4727

0001181618 4649 HOT WATER CONVERTER SUPPLY TEMP IS IN LOW ALARM. GARY 
LAYNE NOTIFIED.

4649RM0102

0001181619 STEAM PUMP 2 STEAM VALVE IS IN HIGH ALARM. LOCATED SOUTH OF 
BUILDING OUTSIDE E4. GARY LAYNE NOTIFIED.

4707

0001188191 AWING-HV 20 OFF/ RESTORE TO SERVICE (NAVES) 4708FLR02
0001188192 AWING/ HV22 OFF/ RESTORE TO SERVICE (NAVES) 4708FLR02
0001181387 C WING RM C180 RECEIVED COLD CALL. NOTIFIED GARY LAYNE. 4663
0001181411 ADJUST HVAC CONTROLS TOO COLD 4202RM0111B
0001181431 ADJUST HVAC CONTROLS TOO COLD 4315RM0103
0001181436 AH38 MXAT @ 32.4 DEGREES IN ALARM. NOTIFIED STEVE SWINFORD. 4705
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0001181529 4200-SAF6-SAF  UNIT OFF IN ALARM.  J. MCCAGHREN NOTIFIED. 4200-SAF0006
0001181505 ADJUST HVAC CONTROLS TOO HOT IN THE AFTERNOONS, THE HEAT IS 

UNBEARABLE
4610RM2061

0001201439 REPLACE BELTS AND SET TENSION 4705-AH013A
0001188328 REPLACE BELTS AND SET TENSION 4705-AH0014
0001197876 UPS SPT IS IN HIGH ALARM. GARY LAYNE NOTIFIED. 4610
0001195519 ADJUST HVAC CONTROLS TOO HOT TEMP IS AT 80 DEGREES 4612RM1307
0001195339 REPLACE REHEAT VALVE WITH 9 TO 13 SPRING RANGE, NORMALLY 

CLOSED NEED ASAP
4723RM0120

0001167930 THE AIR HANDLER IN ROOM 170 IS NOT RUNNING.  THERE IS NO HEAT. 4619RM0170
0001201379 HWC5-HWST IN E-1 IS @ 196.9 WHICH IS HIGHER THAN THE HIGH LIMIT OF 

190 DEGREES. NOTIFIED GARY LAYNE.
4481

0001167724 ADJUST HVAC CONTROLS TOO HOT IN 222F 4200RM0222
0001167889 ADJUST HVAC CONTROLS TOO COLD 4201RM0240A
0001169939 4650 / 0103 REPAIR HUM0011 4650-HUM0001
0001181417 4200-SAF6-SAF  UNIT OFF IN ALARM.  J. MCCAGHREN NOTIFIED. 4200-SAF0006
0001181579 4653-PABX-SAF1 IS OFF AND IN ALARM.  AK LAFARLETT NOTIFIED. 4653RM0024
0001181581 4583-PABX-SAF2 IS ON AND IN ALARM.  AK LAFARLETT NOTIFIED AND 

RESPONDING.
4583RM0171A

0001181420 REMOVE AND REPLACE SENSOR ON HUMIDIFIER001 DRAIN PAN (2013) 4708MEZZ
0001195595 4747 / 108 VACUUM FILTER RACK ON AH0001 (2033) 4747-AH0001
0001195490 4708B-SAF6-FZSTAT IN ALARM P   NOTIFIED 4708
0001195493 4708A-AH14 CHECK THE HUMIDIFIER RM 1110/1110A LOW RH P   

NOTIFIED
4708

0001195391 REPLACE BELTS ON AH0001 (2022) 4487B-AH0001
0001169953 REPLACE BELTS AND ALIGN SHEAVES 4708A-AH0020
0001167911 ADJUST HVAC CONTROLS TOO COLD 4663RMB0222
0001153906 REPLACE FILL TUBE ASSEMBLY ON AH0004 4487RMW0103A
0001169879 4708 / 250 PLEASE ADJUST HVAC - TOO COLD 4708RM0250
0001169887 ADJUST HVAC CONTROLS/ TOO COLD/ 66 DEG. 4201RM0238B
0001169907 ADJUST HVAC CONTROLS/ TOO COLD 4200RM0736
0001169919 ADJUST HVAC CONTROLS TOO COLD IN 206 & 211 4200FLR02
0001169949 CHECK TEMPS IN 228 & 228C, ONE SIDE IS HOT AND THE OTHER IS TOO 

COLD
4200FLR02

0001188211 REPAIR OR REPLACE H&V0007B 4619
0001188223 ADJUST HVAC CONTROLS TOO COLD, TEMPS IN THE LOW 60'S 4200RM0222D
0001188266 HWC1-HWST 132.5 DEGREES LOW IN ALARM. NOTIFIED GARY LAYNE. 4481
0001190956 HWC1-HWST @ 115.4 DEGREES LOW IN ALARM. NOTIFIED STEVE SWINFORD. 4649

0001169888 ADJUST HVAC CONTROLS/ TOO COLD 4600RM5201
0001188312 4723 DXAC-4 ZONE 1 IN HIGH ALARM 4723
0001188177 HWC5-HWST @ 212 DEGREES ABOVE HIGH LIMIT OF 190DEGREES. IN 

ALARM. NOTIFIED GARY LAYNE.
4481

0001181616 UNIT IS OFF AND IN ALARM. GARY LAYNE NOTIFIED. 4705-AH0038
0001167216 THE AIR HANDLER IN ROOM 147 IS NOT RUNNING.  THERE HAS BEEN NO 

HEAT IN THE ROOM FOR 2 WEEKS.
4619RM0147

0001177116 NO HEAT 4727SOUTH
0001181383 ADJUST HVAC CONTROLS/ TOO COLD/ NO HEAT 4705RMA0102A
0001181501 RM129-SPT IN HIGH ALARM. SWINFORD NOTIFIED 4707
0001188322 CHECK NOISY AH0003 4315-AH0003
0001173438 STEAM PRESSURE 2 LOCATED OUTSIDE IN E4 IS SHOWING HIGH ALARM 

THEN TOGGLEING TO FAILED. GARY LAYNE NOTIFIED.
4707

0001169941 4650 / 137 REPAIR HUM0003 4650-HUM0003
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0001159919 CHECK TEMPS AND HUMIDITY SENSOR IN MCC CELL, READING IS AT 81 ( 

SEE USER)
4707RMT0112

0001163079 ADJUST HVAC CONTROLS/ TOO COLD 4702RM0104
0001167171 RESTORE HV0037 TO SERVICE ( NAVES) 4708
0001167248 ADJUST HVAC CONTROLS TOO COLD 4728RM0103A
0001173318 ADJUST HVAC CONTROLS/ TOO COLD IN ROOMS 220A AND 220B (64 DEG.) 4708FLR02
0001173321 ADJUST HVAC CONTROLS/ TOO HOT 4487RMC0128
0001173336 RECEIVED CALL FROM DR. MOKLIN THAT OFFICE IS TOO COLD IN RM134. 

PLEASE CHECK POSITION OF TEMP SENSOR IN RM136 TO DETERMINE IF IT IS 
IN CORRECT LOCATION FOR BOTH ROOMS. WHEN WE CHANGED SETPOINT 
THE TEMP CHANGE WAS TOO RAPID.

4249

0001173379 COLD - TURN HEAT UP 2-3 DEGREES 4436RM0105
0001173380 REALLY, REALLY COLD - ABOUT 65 DEGREES - TURN UP ABOUT 5 DEGREES 4485RM0110
0001173412 REPLACE TEMPERATURE AND HUMIDITY SENSOR 4650RM0100
0001173740 ADJUST HVAC CONTROLS/ TOO COLD/ 65 DEG. 4708RM0114
0001195533 ADJUST HVAC CONTROLS/ TOO COLD/ 68 DEG. 4610RM5027
0001195591 4487 ROOM A144 FREY CHECKING ALARM 4487RMA0144
0001173436 STEAM PRESSURE 1 LOCATED OUTSIDE 139 IS READING IN LOW ALARM. 

GARY LAYNE NOTIFIED.
4707

0001173460 HWC2 IS IN LOW ALARM. BUILDING STEAM AND HWP ARE NORMAL. HWC2 
IS LOCATED IN E2

4570

0001173521 ADJUST HVAC CONTROLS TOO HOT, 80 DEGREES 4200RM0738
0001021213 4718-AH6-RARH AND RAT ARE IN HIGH ALARM:NOTIFIED SWINFORD 4718-AH0006
0001021181 4494-AH1 ZONE 6 IS NOT MAKING SET POINT:ZONE DAMPER STAYS AT 

100%:NOTIFIED SWINFORD
4494-AH0001

0001027648 4487C-AH1-SAF, OFF/ALARM. M.RICH NOTIFIED. 4487C-AH0001
0001337974 4627-ERV1-SAF, OFF ALARM. RESTORE TO SERVICE. M.RICH NOTIFIED. 4627-ERV0001
0001335775 ADJUST HVAC CONTROLS TOO HOT 4487RMC0150
0001351207 CHECK SQUEEKING BELTS ON RAF 4663RMC0106
0001351206 ADJUST HVAC CONTROLS TOO HOT IN 918A & B ( NAVES AWARE) 4200FLR09
0001351201 REPAIR AH-UNIT, BLOWING HOT AIR 4648
0001344977 CRU2 IS OFF AND IN ALARM. HVAC NOTIFED. 4663-MWING
0001335780 4619 AH-7 ON IN ALARM FREY CHECKING 4619-AH0007
0001335735 TROUBLE SHOOT CRU0001 ( SWINFORD AWARE) 4436-CRU0001
0001332866 4205-AH18-SAF  UNIT OFF IN ALARM.  HVAC NOTIFIIED. 4205
0001335752 CHECK OPERATION OF AC UNIT, NOT COOLING PROPERLY 4596
0001361797 ADJUST HVAC CONTROLS/ TOO HOT 4708RM0230
0001338374 REPAIR EXHAUST HOOD FOR EXHAUST FAN/  (NOT PULLING AIR LIKE IT 

SHOULD)
4623RM0126D

0001338058 4475-AH2-RAF, OFF/ALARM. M.RICH NOTIFIED. 4475-AH0002
0001337971 4723-DXAC2-SPT  SPACE TEMPERATURE IN HIGH ALARM.  J. MCCAGHREN 

NOTIFIED
4723

0001338205 ADJUST HVAC CONTROLS/ TOO HOT/ IN THE 80'S 4487RMB0137
0001332965 4711-AH5  J. MCCAGHREN REPORTS DP SWITCH NEEDS NEW COVER 

INSTALLED.
4711-AH0005

0001356894 4670 AH-1 OFF IN ALARM AK CHECKING 4670-AH0001
0001330031 ADJUST HVAC CONTROLS/ TOO COLD 4663RMM0117
0001332922 HIGH SPACE TEMPS IN ROOMS 1110 AND 1110A. GARY LAYNE NOTIFIED. 4708A-AH0014
0001332917 EXHAUST FAN 1 IN SOUTH HIGHBAY IS OFF AND IN ALARM. 4555
0001351246 AC UNIT NOT RUNNING IN MEZZANINE AREA 4572
0001354357 REPLACE BELTS ON AH0003 (2022) 4487BC-AH0003
0001354356 CLEAN STRAINER AND BACKFLUSH COIL CRU0017 (2023) 4610-CRU0017
0001338055 4723-DXAC1 IS NOT COOLING.  TOM FREY NOTIFIED. 4723-DXAC0001
0001345132 CLEAN STRAINER.AH6 4205-AH0006
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0001341954 HWP4 IS TOGGLING ON AND IN ALARM. LOCATED IN E-4. LARRY NEWTON 

NOTIFIED.
4481

0001345146 ADJUST HVAC CONTROLS TOO HOT 4249RM0135
0001345140 ADJUST HVAC CONTROLS TOO HOT, AH IN HIGH HUMDITY IN A142 ( NAVES 

AWARE)
4487FLR01-A

0001326961 4531-CH1 NOT COOLING SWINFORD NOTIFIED 4531
0001335705 CLEAN CHILLWATER STRAINERS ON AH21 4487RMAB0104
0001332867 4648-DXAC1-SAF  UNIT OFF IN ALARM.  HVAC NOTIFIED. 4648-DXAC0001
0001356699 4705-AH27-SAF IS ON AND IN ALARM.  TOM FREY NOTIFIED. 4705-AH0027
0001344860 ADJUST HVAC CONTROLS/ TOO HOT/ 80 DEG. 4708RMB0012
0001342078 ADJUST HVAC CONTROLS/ NO AIR ON FIRST FLOOR 4600RM1423
0001327211 DISENGAUGE AH#9 (NAVES) 4718-AH0009
0001327209 DISENGAUGE SAF#1 (NAVES) 4718-SAF0001
0001313913 4619-AH33-SAF OFF ALARM 4619
0001341992 4631-CHLR1-CNTL, OFF/A, RESTORE TO SERVICE. J.MCCAGHREN NOTIFIED. 4631-CHLR0001
0001338066 4755-CRU7-ALARM.  MATT RICH NOTIFIED. 4755-DXAC0007
0001327199 RAF0009 REPLACE BELTS AND SET TENSION.  PTI FIND 4487RMB0187A
0001327191 CRU0001B OF IN ALARM (2030) 4663RMM0103
0001327058 ADJUST HVAC CONTROLS/ TOO HOT 4201RM0126
0001327042 CLEAN CHILLWATER STRAINERS 4207-CRU0002
0001327005 ADJUST HVAC CONTROLS/ TOO HOT IN ROOMS 110 AND 115 4755FLR01
0001314139 4200 CHECK FOR WATER AFTER RAIN AHU'S OFF DUE TO ASBESTOS 

OUTAGE
4200

0001310703 ADJUST HVAC CONTROLS TOO HOT 4487RMC0203
0001326882 CH1-CTL...OFF/ALARM. SWINFORD NOTIFIED 4628
0001354288 ADJUST HVAC CONTROLS/ NO AIR (NAVES NOTIFIED)  (ENTIRE BLDG. 

WITHOUT AIR)
4614RM0105

0001327032 DXAC1-SAF...OFF/ALARM. LAYNE NOTIFIED 4566-DXAC0001
0001300847 ALIGN MOTOR  AND PUMP ON HWP0001 4708B-HWP0001
0001298015 NO AIR 4561
0001332706 CLEAN CHILL WATER STRAINER AND BACK FLOW COIL 4708B-AH0006
0001350979 ADJUST HVAC CONTROLS TOO HOT, 82 DEGREES 4610RM3045A
0001344971 4610-AHB3-SAF, OFF/ALARM. RESTORE TO SERVICE. M.RICH  NOTIFIED. 4610-AH00B3
0001344870 4674 CHILLER & SAF-1 OFF IN ALARM AFTER 4674-CHLR0001
0001341990 4707-AH4-SAF, OFF/A, RESTORE TO SERVICE. J.MCCAGHREN NOTIFIED. 4707-AH0004
0001304492 REPLACE MOTOR BEARINGS ON AH0005 4471-AH0005
0001294221 ADJUST HVAC CONTROLS/ TOO HOT/ TURN OFF HEAT 4566NORTH
0001301031 FREEZING COLD 4202RM0215
0001300900 4653 DXAC-1 FREY TURNING OFF & ON IN SUPPORT OF RAINEY (   FOR 

ASBESTOS OUTAGE
4653-DXAC0001

0001310620 TURN AIR BACK ON, TOO HOT 4755RM0313A
0001301154 ADJUST HVAC CONTROLS TOO HOT 4561RM0101
0001301148 NO AIR 4612RM2408B
0001301196 ADJUST HVAC CONTROLS TOO COLD  IN THE 50'S 4487RMA0114
0001320541 TOO COLD ROOM A169 4663
0001313940 SPACE TEMP IS READING HIGH. AK WITH HVAC NOTIFIED AND IS ONSITE. 4723RM0115
0001307653 4487AB AH-20,21,& 22 OFF IN ALARM RICH CHECKING 4487AB-AH0020
0001327184 4727-AH4-SAF, RETURN TO UCS CONTROL. J.MCCAGHREN NOTIFIED. 4727-AH0004
0001291144 REPLACE BELTS AND SET TENSION.  4708, AH0029, E-16 4708A-AH0029
0001291138 NEED TO CHECK THE FAN BEARINGS ON AH0002 IN ROOM 117, LOCATED ON 

THE SOUTH WALL AT COLUMN [B].
4755-AH0002

0001294451 4708 HOT WATER CONVERTER 3 IS IN LOW ALARM. LOCATED IN THE EMI 
FACILITY.

4708

0001332828 4207-CHWS-CHWP2, RESET FAULT ON VFD. M.RICH NOTIFIED. 4207-CHWP0002
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0001356820 4481 AH-15 OFF IN ALARM AK CHECKING 4481-AH0015
0001344948 TURN OFF CRU#1 AND TURN ON CRU#2 PER JESSIE STUTS CONT. 4207RM0140
0001287480 4755 /  NEED TO CHECK THE OUTBOARD BEARING ON AH0005 LOCATED IN 

ROOM 117 AT COLUMN E.
4755-AH0005

0001301171 NORTH WALL NEED TO HAVE MOTOR BEARINGS CHECKED. 4755-AH0009
0001287363 REPLACE BELTS ON EAF0003 (2022) 4607-EAF0003
0001307684 AH 12 IS HISSING 4708
0001294174 CHECK MOTOR ON AH0B3B 4663A-AH0B3B
0001300954 CHECK CHILLER ( POLLARD) 4530
0001317376 REPLACE BELTS AND SET TENSION 4200-AH0001
0001281290 ADJUST THE TEMPERATURE IN G13-D. 4200RMG0013
0001330093 REPLACE BELTS AND SET TENSION 4487A-AH0022
0001307692 ADJUST HVAC CONTROLS/ TOO COLD/ 64 DEG. 4755FLR03
0001281503 ADJUST HVAC CONTROLS TOO HOT IN 222F ( NOTIFIED HVAC) 4200RM0222
0001281543 AC DOES NOT APPEAR TO BE WORKING AGAIN. 4251RM0009
0001294526 AH0025 ON THE NORTH WALL, NEED TO CHECK THE MOTOR BEARINGS. THE 

MOTOR IS HOT AND MAKING EXESSIVE NOISE.
4755-AH0025

0001294523 EAF0001 NEEDS TO HAVE THE FAN BEARINGS CHECKED. COULD BE FAN 
OUT OF BALANCE.

4755-EAF0001

0001317454 4530-AH1-SAF  UNIT OFF IN ALARM.  M. RICH NOTIFIED. 4530
0001274621 REPAIR LEAKING PNEUMATIC STAT ( NEWTON) 4481RM0101D
0001274595 ADJUST HVAC CONTROLS TOO HOT ( SWINFORD AWARE) 4200RMP0110
0001260024 ADJUST HVAC CONTROLS/ 4TH FLOOR TOO COLD/ 64 DEG. 4202RM0416
0001259980 ROOM IS STUFFY -SEEMS TO HAVE NO AIR FLOW 4201RM0119
0001259978 WATER LEAKING FROM A/C UNIT AT ENTRANCE 4583
0001259858 ADJUST HVAC CONTROLS/ TOO HOT IN ROOMS 104 AND 106 4627FLR01
0001021268 ADJUST HVAC CONTROLS/ TOO COLD 4487RMB0180
0001260178 4315-SPT  SPACE TEMPERATURE AT 4315 LOW PER USER.  J. MCCAGHREN 

NOTIFIED.
4315

0001256827 FLUID COOLING TOWER 1 AND 2 ARE READING LOW LEVELS. MAKE UP 
VALVE IS OPEN, DRAIN VALVE IS CLOSED. GARY LAYNE NOTIFIED, ST. 
JOHN ON SITE.

4209

0001254169 CHECK RM AREAS OF 201 THROUGH 210 FOR BEING TOO HOT 4650FLR02
0001247566 RELOCATE 4 DEFUSERS ON EAST-WEST RUN ON NORTH SIDE OF BLDG. 

APPROX. 4 FT.
4629

0001247565 REPLACE HVAC DEFUSER IN BREAK RM, N.E. CORNER OF BLDG. WITH 6 IN. 
DUCT WITH DAMPER

4629FLR01

0001259792 4760 RM 201 HIGH TEMP ALARM P   NOTIFIED 4760
0001259725 4708 /  SAF0001 ON THE MEZZANINE, THE OUTBOARD ACCELEROMETER 

NEEDS TO BE REINSTALLED. THE MOUNTING HOLE IS STRIPPED OUT. 
(GRIMES)

4708-SAF0001

0001259633 ADJUST HVAC CONTROLS/ TOO HOT 4476RM0200
0001287580 NOISY AH 4755-AH0016
0001313853 RM A114-SPT IN HIGH ALARM. LAYNE NOTIFIED 4487RMA0114
0001247841 4610-AHB3-SAF  UNIT OFF IN ALARM.  M. RICH NOTIFIED. 4610
0001310654 4583 ROOM 180 HIGH SPT AK CHECKING 4583RM0180
0001254268 CHECK NOISEY AHU5 //H.WRIGHT FAMILIAR.W.O. GOES TO HVAC......... 4207-AH0005
0001271516 4663M ROOM 101C HIGH SPT SWINFORD NOTIFIED 4663RMM0101C
0001254269 REPLACE CW GAUGE . H.WRIGHT  FAMILIAR. 4473-CHLR0002
0001330036 ROOM 1110A SPT IS IN HIGH ALARM. THERE APPEARS TO BE NO CHILL 

WATER TO THE UNIT. HVAC NOTIFIED.
4708A-AH0014

0001292589 PABX IN HIGH HUMIDITY ( RICH) 4201
0001330005 CLEAN STRAINER ON CRU0011 4663B-CRU0011
0001247661 A WING CRU6-SAF OFF IN ALARM. NOTIFIED STEVE SWINFORD. 4663
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0001281564 C WING AH2-RAF...OFF/ALARM. SWINFORD NOTIFIED 4487
0001287485 E-3 SET TENSION ON AH0003 (2022) 4476-AH0003
0001294140 ADJUST HVAC CONTROLS/ TOO HOT/ 84 DEG. (SWINFORD NOTIFIED) 4200RM0603A
0001301087 ADJUST HVAC CONTROLS/ TOO COLD IN ROOMS B200, B201 AND B202 4487-BWING
0001317407 CHECK LEAK ON HUMIDIFIER #1 (NAVES) 4739RM0105
0001317406 DISENGUAGE AH#1 (NAVES) 4739-AH0001
0001317405 DISENGUAGE AH 24 (NAVES) 4755-AH0024
0001247730 SUPPORT PIPEFITTERS TO CLEAN STRAINERS (  4663B-CRU0007
0001281735 REPLACE FAN BEARINGS ONA AH0024 4755-AH0024
0001281687 MALFUNCTION/ALARM SUPPORT 4207
0001021329 ADJUST BELT TENSION WITH GAUGE 4705-AH019A
0001259800 4207-RM107A HAS A HIGH TEMP ALARM PER SECURITY. 4207-CRU0005
0001251307 INSTALL BAR CODE ON DXAC #4 (NAVES) 4707-DXAC0004
0001274656 REPLACE BELTS AND SET TENSION 4610-AH0022
0001291098 ADJUST HVAC CONTROLS/ TOO HOT/  LITTLE OR NO AIR ON FIRST AND 

SECOND FLOOR
4656

0001300945 ACMP INOPERABLE 4559-ACMP0001
0001281656 ELEVATOR SPT IS IN HIGH ALARM. SWINFORD NOTIFIED AND ST. JOHN 

NOTIFIED.
4201

0001307886 AIR CONDITIONING NOT WORKING. 4760RM0118
0001291112 4203 AH-4 ON IN ALARM FREY CHECKING 4203-AH0004
0001287368 4522-AH1-SAF  UNIT OFF IN ALARM.  HVAC NOTIFIED. 4522
0001332745 4755 CRU-6 & 7 IN ALARM FREY CHECKING 4755
0001332981 DXAC03 IS OFF IN ALARM. LOCATED IN THE EAST SIDE OF THE NORTH HIGH 

BAY. LARRY NAVES NOTIFIED.
4251-DXAC0003

0001021316 ADJUST HVAC CONTROLS TOO HOT 4203RM4254
0001259659 4715 ROOM 101 IN HIGH ALARM SWINFORD NOTIFIED 4715RM0101
0001259809 4205-EF7-FAN OFF/A, RESET AFTER POWER OUTAGE. M.RICH NOTIFIED. 4205RM0104
0001247828 FAN RUBBING SHROUD B-WING NW SIDE 4487
0001242412 REPLACE BELTS AND SET TENSION 4708B-SAF0002
0001313932 4487C-HWC1-HWST HIGH ALARM 4487
0001337977 4200 / G-42 REMOVE AND REPLACE ACCESS PANELS ON AH0008 (2026) 4200RMG0042
0001287299 NO AIR (swinford notified) 4711RME0179
0001327159 CLEAN STRAINER ON CRU0006 4663B-CRU0006
0001259785 4708-AH4-SAF OFF/ALARM. L.NEWTON NOTIFIED. 4708A-AH0004
0001327105 ADJUST HVAC CONTROLS TOO COLD ( POC STEPHANIE JORDAN) 4481RM0423A
0001242376 4471 AH-1 ON IN ALARM 4471-AH0001
0001332913 REPLACE TOUCH PAD ON CHWP0001 4207-CHWP0001
0001332896 AB WING AH20 & AH21 NOT COOLING. NOTIFIED SARTAIN. 4487-ABWING
0001294542 SAF#1 OFF IN ALARM (NAVES) 4708-SAF0001
0001294476 TOO HOT 2ND FLOOR 80 DEGREES 4612RM2408
0001297965 REPAIR AC UNIT 4596
0001294441 ADJUST HVAC CONTROLS/ TOO HOT/ NO AIRJ IN ROOMS 726A AND 726F 4200FLR07
0001297941 ADJUST HVAC CONTROLS/ TOO COLD (LAYNE NOTIFIED) 4200RMG0006A
0001317457 4531-CHWS-CHWP1  UNIT OFF IN ALARM.  M. RICH NOTIFIED. 4531
0001313890 ADJUST HVAC CONTROLS/ TOO HOT IN ROOMS 104 AND 106 4627FLR01
0001287340 REPAIR PNEUMATIC AIR LEAK ( RICH) 4200RMG0001
0001287424 CHILLER IS OFF AND IN ALARM. HVAC NOTIFIED. 4561
0001287390 AH3-SAF...OFF/ALARM. SWINFORD NOTIFIED 4353
0001267308 DISENGAUGE DXAC #1 (NAVES) 4723-DXAC0001
0001256824 ADJUST HVAC CONTROLS/ TOO HOT 4476RM0200
0001314339 REPLACE OUTBOARD VERTICAL ACCEL. CABLE ON AH0020 C WING 2ND 

FLOOR E60
4487C-AH0020

0001021227 AH2 off in alarm. Located in equipment room north mezzanine. 4205-AH0002
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0001251285 ADJUST HOT DECK CONTROLS AT 4200 ( RICH) 4200
0001256855 STOP WATER FROM LEAKING AROUND AIR HANDLER IN E2 EQPT.ROOM NO. 

B10 IN BASEMENT.
4570RMB0010

0001251294 REPLACE BELTS AND SET TENSION 4205-AH0003
0001248074 ADJUST HVAC CONTROLS TOO HOT, TEMP IS AT 80 DEGREES 4610RM2058A
0001254049 AIR HANDLER IS BLOWING VERY LOUDLY IN ROOM 354.  THIS ROOM IS A 

LOCKED AREA SO PLEASE CALL 544-3389 OR 544-7176 FOR ACCESS TO 
OFFICE.

4666RM0354

0001247657 ASSIST MILLWRIGHTS WITH AH (STEVE VANN FAMILIAR) 4705-AH0017
0001274838 CLEAN CHILLWATER COILS AND DRAIN PAN 4471-AH0010
0001281541 AH1-RAF...OFF/ALARM. SWINFORD NOTIFIED 4476
0001274632 4583 RM180 HIGH TEMP P   NOTIFIED 4583
0001294244 REPAIR HUMIDIFIER #1 (VANN FAMILIAR) 4705-HUM0001
0001300882 COMPRESSORS NOT RUNNING EVEN THOU CHILL HAS ON COMMAND. 

SWINFORD NOTIFIED
4531

0001294171 4718-AH1-RH IN HIGH ALARM (45.88%). M.RICH NOTIFIED. 4718-AH0001
0001310603 ADJUST HVAC CONTROLS/ TOO COLD (60 DEG.) 4487RMA0114
0001313914 4619-AH19-SAF OFF ALARM 4619
0001307759 REPLACE BELTS ON AH0009 4487B-AH0009
0001307600 ADJUST HVAC CONTROLS TOO COLD 4708RM0235
0001173523 AIR TOO COLD, BLOWING DOWN ON USER 4202RM0120
0001173603 ADJUST HVAC CONTROLS TOO COLD -BWING 4487RMB0115B
0001173617 4663B ROOM 218 SPACE TEMP IS TOGGLING IN AND OUT OF HIGH ALARM. 

GARY LAYNE NOTIFIED.
4663RMB0218

0001181424 MSFC / MULTI ASSIST ENG. ON INSPECTION OF COILS AT VARIOUS 
LOCATIONS. 2326 TOH

MSFC

0001190992 CLEAN DRAIN PAN ON AHB0001 4610-AH00B1
0001177096 4707 AH-31 LOW SPT FREY CHECKING 4707-AH0031
0001184517 D WING HV1-SAF OFF IN ALARM. NOTIFIED GARY LAYNE. 4612
0001184516 HV1-SAF OFF IN ALARM. NOTIFIED GARY LAYNE. 4618
0001181586 4619 HV5 OFF ALARM P   NOTIFIED 4619
0001181584 4619 HV2 OFF ALARM P   NOTIFIED 4619
0001181583 4618 HV1 OFF ALARM P   NOTIFIED 4618
0001181525 4200 AH-6 ON IN AL;ARM JOEL CHECKING 4200-AH0006
0001181526 4471 HAS A H&V UNIT MAKING A LOUD NOISE.  JOEL MCCAGHREN 

NOTIFIED.
4471

0001173590 4707 AH-31 REPLACE BELTS MAPLES IN ROUTE 4707-AH0031
0001057736 HWP0010 MODIFY PUMP BASE TO INSURE THAT ALIGNMENTS ARE SECURED 

PROPERLY...PTI FIND
4708A-HWP0010

0001190948 CHECK ACMP FOR OIL LEAK (A.WALTON) 4702-ACMP0001
0001181591 4200 SAF6 OFF ALARM P   NOTIFIED 4200
0001163115 4487 / C104 A LOT OF NOISE COMING FROM CEILING IN BUILDING 4487 ROOM 

C104.  APPEARS TO BE RELATED TO AIR HANDLER.
4487RMC0104

0001163171 ADJUST HVAC CONTROLS TOO COLD 4487RMB0273
0001169884 NO HEAT ( BLACKWOOD) 4619RM0164C
0001173331 RM3003A COLD CALL. PER WAYNE GAMWELL. 4610RM3003A
0001173570 ADJUST HVAC CONTROLS/ TOO COLD/ ALSO ON THIRD FLOOR (60'S) 4610RM3024
0001181452 ADJUST HVAC CONTROLS/ TOO COLD/ 64 DEG. 4610RM2058A
0001181617 UNIT IS OFF AND IN ALARM. GARY LAYNE NOTIFIED. 4618-HV0001
0001188244 AH6-RH READING 28 WHICH IS BELOW THE LOW LIMIT OF 40. NOTIFIED 

GARY LAYNE.
4718-1

0001195574 REPLACE BELTS AND SET TENSION 4705-AH006A
0001188323 REPAIR AHU AND REPLACE INBOARD BEARING 4705-AH0003
0001169874 ADJUST HVAC CONTROLS TOO COLD 4708RM1244
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0001169903 TURN OFF AH 4 FOR EMI LAB 4708RM1280
0001169905 TURN OFF AH 5 FOR EMI LAB 4708RM1280
0001190942 CHECK, REPAIR NOISY EQUIPMENT 4610RM1059
0001195289 CLEAN STRAINERS ON AH0007 (2023) 4493-AH0007
0001188334 ADJUST BELT TENSION 4705-AH0028
0001160076 ADJUST HVAC CONTROLS/ TOO HOT 4487RMB0269A
0001160594 ROOM 129 STATIC PRESSURE IS IN LOW ALARM. SWINFORD NOTIFIED. 4707-AH0031
0001160657 ADJUST HVAC CONTROLS TOO COLD 4200RM0342A
0001160677 ADJUST HVAC CONTROLS/ TOO HOT/ 80 DEG. 4202RM0211
0001163111 ADJUST HVAC CONTROLS/ TOO HOT 4708RM0209
0001167169 RESTORE HV0020 TO SERVICE ( NAVES) 4708
0001167170 RESTORE HV0034 TO SERVICE ( NAVES) 4708
0001167264 FREEZING COLD IN B222 4663
0001167266 VERY VERY COLD 4200RM0149
0001169954 REPLACE BELTS AND ALIGN SHEAVES 4708A-AH0026
0001173586 4708 ROOM 163 LOW SPT FREY CHECKING 4708
0001173589 4707 ROOM 129 LOW STATIC PRESSURE FREY CHECKING 4707RM0129
0001160033 ADJUST HVAC CONTROLS TOO COLD 4708RM0120
0001160073 REPAIR CIRCULATING FAN#2, NOT RUNNING ( NAVES) 4708RMB0003
0001160074 REPAIR AH0014, MAKING NOISE ( NAVES) 4708A-AH0014
0001167187 4707 / 100 REPAIR NOISY AIR HANDLER ATTACHED TO FUME HOOD # 4707-

100-01.  AIR HANDLER IS LOCATED ON WALL BEHIND ROOM 100, HIGH BAY 
AREA.

4707RM0100

0001181598 SUPPLY AIR FAN IS OFF AND IN ALARM. GARY LAYNED NOTIFIED. 4471-AH0008
0001160043 ADJUST HVAC CONTROLS/ TOO HOT 4202RM0527A
0001160044 ADJUST HVAC CONTOLS/ TOO COLD 4202RM0422B
0001160047 ADJUST HVAC  CONTROLS TOO COLD 4487RMB0109A
0001160057 ADJUST HVAC CONTROLS/ TOO HOT IN ROOMS 101 AND 102 4483FLR01
0001176822 CRU IN ROOM C180 WAS REPORTED BY THE USER AS BEING OFF WITH AN 

ON COMMAND. GARY LAYNE NOTIFIED.
4663RMC0180

0001177038 ADJUST HVAC CONTROLS/ TOO COLD (WHOLE SECOND FLOOR) (60 DEG.) 4612RM2408
0001181527 4200-STMVLV-STMP IS IN HIGH ALARM.   LARRY WEATHERS NOTIFIED. 4200
0001173434 CHANGE AIR FILTERS IN AH-UNITS, 4 & 5 4629RM0112
0001167425 ADJUST HVAC CONTROLS/ TOO COLD/ NO HEAT 4708RM1265
0001181602 4708A A_1ALARM WEATHERS CALLED IN TO REPAIR LEAK ON HW SYSTEM 

ON WASHINGTON REQUEST
4708

0001160611 HOT WATER CONVERTER SUPPLY TEMP IS IN LOW ALARM AT 138 DEGREES. 
RETURN TEMP IS 131.4 AND THE STEAM VALVE IS 100 PERCENT OPEN. HVAC 
NOTIFIED.

4649

0001160678 NO HEAT IN ROOMS 1264 AND 1265 4708
0001163093 ADJUST HVAC CONTROLS TOO COLD 4663RMC0180
0001167137 ADJUST HVAC CONTROLS/ TOO HOT IN ROOMS 224 AND 224A 4200FLR02
0001167138 ADJUST HVAC CONTROLS / TOO COLD 4200RM0226
0001173486 4610 PABX SWAPPED P   NOTIFIED 4610
0001173488 4200-ACMP1-CMP IN ALARM, RESTORE TO SERVICE. P.   NOTIFIED. 4200-ACMP0001

0001167315 DXAC3-SAF...OFF/ALARM. HVAC NOTIFIED 4251-DXAC0003
0001167347 NO HEAT IN HIBAY (HEAT FANS NOT WORKING) 4244
0001173396 4707-AH6-SPT IN LOW ALARM. M.RICH  NOTIFIED. 4707-AH0006
0001177043 ADJUST HVAC CONTROLS/ TOO COLD 4704
0001188224 RM121 RH <20% LOW IN ALARM. NOTIFIED STEVE SWINFORD. 4707
0001167408 ADJUST HVAC CONTROLS/ TOO HOT 4200RM0612
0001159862 ADJUST HVAC CONTROLS TOO HOT 4487RMA0215
0001159879 102, 106 HEAT NOT OPERATIONAL 4760FLR01
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0001159948 ADJUST HVAC CONTROLS/  TOO COLD IN ROOMS B105, 108, AND 109 4487-BWING
0001160071 REPAIR H&V0002, WILL NOT RUN ( NAVES) 4760-HV0002
0001160117 ADJUST HVAC CONTROLS TOO COLD 4201FLR06
0001160126 ADJUST HVAC CONTROLS TOO COLD 4200RMG0013F
0001160147 ADJUST HVAC CONTROLS TOO COLD 4705RMA0102A
0001160153 ADJUST HVAC CONTROLS TOO HOT 4200RM0612
0001160156 NO HEAT 4755RM0234
0001160180 4471-AH8-SAF  UNIT OFF IN ALARM.  J. MCCAGHREN NOTIFIED. 4471-AH0008
0001160181 4561-AH2-SAF  UNIT OFF IN ALARM.  J. MCCAGHREN NOTIFIED. 4561-AH0002
0001160187 4708A-AH4-SAF  UNIT OFF IN ALARM.  HVAC NOTIFIED. 4708
0001160192 ADJUST HVAC CONTROLS TOO COLD, NO HEAT IN 100 AREA 4702FLR01
0001167175 RESTORE HV0035 TO SERVICE (NAVES) 4708
0001167414 SHUT OFF HOT WATER TO VAV01. SWINFORD NOTIFIED. 4487C-AH0022
0001160242 ADJUST HVAC CONTROLS/ TOO COLD 4203RM1109
0001160584 NO HEAT (55 DEG.) 4707RM0107
0001167289 REPLACE MOTOR SHEAVE AND VBELT. 4201-DXAC0002
0001169948 HWC2-HWST HIGH IN ALARM 220 GREATER THATN 172 HIGH LIMIT. 

NOTIFIED GARY LAYNE.
4481

0001173471 REMOVE SHEET METAL COVERS FOR ENG. TO OBTAIN TEMPERATURE 
READINGS. 2326

MSFC

0001154319 AH5-SAF ON IN ALARM. NOTIFIED GARY LAYNE. 4476
0001159851 REPAIR HUMIDIFIER #2 4718-2
0001163125 4629 ROOM 108 HIGH SPT AK CHECKING 4629RM0108
0001147827 CHECK VIBRATION ABOVE CEILING 4205RM0114D
0001160011 4619-AH30-SAF, OFF/ALARM. H.WRIGHT CALLED IN. 4619-AH0030
0001124251 REPAIR SEALS ON HWP0002 4755-HWP0002
0001159966 REPAIR LEAKING H&V0001 4618-HV0001
0001154234 CHECK SETTINGS, OUT OF SPEC 4650RM0118
0001169922 4708A AH-4 OFF IN ALARM FREY CHECKING 4708A-AH0004
0001163123 ADJUST HVAC CONTROLS/ TOO COLD (4100 AREA) 4203FLR04
0001159845 ADJUST HVAC CONTROLS/ TOO COLD/ IN ROOMS 235, 237 AND 239 4708FLR02
0001167927 REPLACE BROKEN BELT E 33 4487B-RAF0021 4487B-RAF0021
0001118289 PLEASE CONNECT HEAT STRIPS TO NEW UNIT 4596
0001147928 ADJUST HVAC CONTROLS TOO COLD, 65 DEGREES 4202RM0204A
0001147953 ADJUST HVAC CONTROLS/ TOO COLD 4200RM0728C
0001159922 REPAIR HUMIDIFIER ON AH0006 KEEPS GOING INTO ALARM 4493-AH0006
0001142375 ADJUST HVAC CONTROLS TOO COLD 4306
0001167288 CH.6 HAS LOW OIL TEMPERATURE . REPAIR OIL HEATER.H.WRIGHT  

FAMILIAR .
4473-CHLR0006

0001123680 REPAIR AC 4482RM0101
0001057787 4493-AH7-VORTEX DAMPERS ARE STAYING CLOSED DUE TO MONITOR 

POINT, CHECK MONITOR POINT 4493-AH7-STATIC
4493-AH0007

0001160113 ADJUST HVAC CONTROLS/ TOO COLD 4482RM0101B
0001167416 REPAIR AH-UNIT (   FAMIALIAR) 4471RM0203
0001167992 REPLACE CONTROLS ON HOT WATER CONVERTER OVER RM 216 4471RM0216
0001160036 ADJUST HVAC CONTROLS TOO COLD 4653EAST
0001160070 DISENGAGE SAF0017 ( NAVES) 4718
0001160128 ADJUST HVAC CONTROLS/ TOO COLD 4570RM0200A
0001160171 ADJUST HVAC CONTROLS/ TOOHOT 4207RM0116
0001163163 STMV1 LOW IN ALARM. NOTIFIED GARY LAYNE. 4492
0001163165 STMV1 HIGH IN ALARM. NOTIFIED GARY LAYNE. 4727
0001173490 4312-RM4-SPT IN HIGH ALARM, A.K. LAFARLETT NOTIFIED. 4312RM0004
0001153832 FREEZING COLD 4708RM1252
0001153863 4708A-AH4-SAF  UNIT OFF IN ALARM.  L. NAVES NOTIFIED. 4708
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0001154268 ADJUST HVAC CONTROLS/ TOO HOT 4610RM2085
0001159839 ADJUST HVAC CONTROLS/ TOO HOT/ 80 DEG. 4610RM5013
0001159867 NO HEAT 4619RM0147
0001160068 ADJUST HVAC CONTROLS/ TOO COLD 4481RM0367A
0001160188 4619-DXAC3-SAF  UNIT OFF IN ALARM.  HVAC NOTIFIED. 4619-DXAC0003
0001160234 THERE IS NO HEAT IN ROOM 147.  THE AIR HANDLER IS NOT RUNNING. 4619RM0147
0001163131 4723-HWC-HWST, HOT WATER CONVERTER SUPPLY TEMP INCREASE 

NEEDED.
4723RM0125

0001167253 ADJUST HVAC CONTROLS TOO COLD 4481RM0104
0001145300 LOW HUMIDITY ALARM IN EAST SIDE LAB 4476EAST
0001147742 RESTORE CONTROL AIR TO HOT WATER CONVERTER IN BWING BASEMENT 4487-BWING

0001147744 ADJUST HVAC CONTROLS TOO HOT IN RM'S C127 -C131 TEMPS RANGE FROM 
79 TO 83

4487FLR01-C

0001167196 4755-HWC1-HWST, REPAIR SENSOR, GIVING FAILED READINGS. 
J.MCCAGHREN NOTIFIED.

4755RM0119

0001153971 CHECK/REPAIR AIR HANDLER0VIBRATING SOUND COMING FROM UNIT 4244-DXAC0002
0001159947 ADJUST HVAC CONTROLS/ TOO COLD/ IN THE 60'S ESPECIALLY IN ROOMS 

515 AND 515A
4202FLR05

0001160112 ADJUST HVAC CONTROLS TOO HOT 4663RMM0101
0001167290 AH17 IS TOGGLING OFF IN ALARM. SWINFORD NOTIFIED. 4471-AH0017
0001173335 A WING MOISTURE ALARM ACTIVATED IN E-20. M_1 ALARM. NOTIFIED 

STEVE SWINFORD.
4708

0001173341 HWS-HWP1 OFF IN ALARM. NOTIFIED GARY LAYNE. 4475
0001167370 UNIT IS SHOWING ON AND IN ALARM. HVAC NOTIFIED. 4663D-AH0001
0001173494 CHECK  WATER FLOW ON HOT WATER COIL IN AH0031 (2023) 4707-AH0001
0001173495 REPLACE BELT ON AH00B2 (2022) 4207-AH00B2
0001154243 DISENGAGE SAF0007 ( NAVES) 4718-SAF0007
0001154245 DISENGAGE SAF0008 ( NAVES) 4718-SAF0008
0001154248 DISENGAGE SAF0011 ( NAVES) 4718-SAF0011
0001160085 THE HUMIDITY IS TOO LOW ON THE 2ND FLOOR OF 4619. 4619FLR02
0001160133 ADJUST HVAC CONTROLS/ TOO COLD IN ROOMS A260 AND A262 4663-AWING
0001163143 AH1-SAF TOGGLING ON/OFF IN ALARM. NOTIFIED GARY LAYNE. 4583
0001163164 STMV3 HIGH IN ALARM. SENSOR FAILED. NOTIFIED GARY LAYNE. 4666
0001167211 4487B-RMB230A IS IN HIGH ALARM LAYNE NOTIFIED 4487
0001167300 4619-AH24-SAF, REPLACE TOGGLING FREEZSTAT. M.RICH NOTIFIED. 4619-AH0024
0001167301 4491-AH1-PHT1 IN LOW ALARM, M.RICH NOTIFIED. 4491-AH0001
0001167303 4712-AH4-SAF OFF/ A, RESTORE TO SERVICE. M.RICH NOTIFIED. 4712-AH0004
0001163114 4481 ROOM 263 LOW STATICLAYNE CHECKING 4481RM0263
0001163130 4250-AH6-SAF, OFF/ALARM, RESTORE TO SERVICE. J.MCCAGHREN NOTIFIED. 4250-AH0006

0001159864 REPAIR BUSTED HOT WATER COIL 4747
0001148336 ADJUST HVAC CONTROLS/ TOO COLD/ 60 DEG. 4202RM0231A
0001154246 DISENGAGE SAF0010 ( NAVES) 4718-SAF0010
0001167182 AH6-RH2 HIGH IN ALARM. NOTIFIED GARY LAYNE. 4493
0001167197 4481-AH5-SAF, ADJUST DP SWITCH, TOGGLING ON/OFF. J.MCCAGHREN 

NOTIFIED.
4481-AH0005

0001163082 REPLACE AH MOTOR 4733
0001148317 4619-AH31-SAF OFF ALARM K TURNER NOTIFIED 4619
0001167306 PABX-SAF1...OFF/ALARM.   NOTIFIED 4653
0001154253 REPLACE BELTS AND SET TENSION 4200-SAF0006
0001147861 4312-RM4-SPT  SPACE TEMPERATURE IN HIGH ALARM.  J. MCCAGHREN 

NOTIFIED.
4312RM0004

0001147871 ADJUST HVAC CONTROLS TOO HOT 4708RM0209
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0001147940 ADJUST HVAC CONTROLS/ TOO COLD 4487RMB0106
0001148274 ADJUST HVAC CONTROLS TOO COLD, 65 4708RM0235
0001153822 4629 / 114 TOO COLD. 4629RM0114
0001160662 AH1 OFF IN ALARM. NOTIFIED STEVE SWINFORD. 4250-AH0001
0001160663 MXAT LOW IN ALARM. NOTIFIED STEVE SWINFORD. 4610
0001160669 AH1 PHT LOW IN ALARM. NOTIFIED STEVE SWINFORD. 4628-AH0001
0001147756 4610-AH5-SAF, OFF/A, J.MCCAGHREN NOTIFIED 4610-AH0005
0001147862 4663-M WING  USER REPORTS HIGH TEMPERATURE IN RM 101 OF M WING.  

M. RICH NOTIFIED.
4663RMM0101

0001148342 4650 / 120A REPAIR HUMIDIFIER - LEAKING WATER ON FLOOR 4650RM0120A
0001166158 STMV2 HIGH IN ALARM. NOTIFIED GARY LAYNE. 4707
0001167130 ADJUST HVAC CONTROLS TOO COLD 60 DEGREES 4723FLR01
0001167274 4708B SAF4 IS OFF AND IN ALARM. LOCATED ABOVE ROOM 151. HVAC 

NOTIFIED.
4708

0001159897 4663 / B WING CLEAN STRAINER ON CRU0008 (2023) 4663-BWING
0001160098 4470 LOW SPT AK CHECKING 4470
0001154303 4493 AH-6 LOW RH% FREY CHECKING 4493-AH0006
0001153996 4470 HIGH SPT FREY CHECKING 4470
0001142175 4619 AH-30 ON IN ALARM 4619-AH0030
0001142174 4570 AH-04 ON IN ALARM 4570-AH0004
0001159899 4663 / B WING CLEAN STRAINER ON CRU0006 (2023) 4663-BWING
0001154009 Air Compressor located in E2 has reported in at having low pressure 4485
0001154263 ADJUST HVAC CONTROLS/ TOO COLD 4759RM0102
0001159885 PLEASE ADJUST HVAC - NO HEAT 4755RM0232
0001159898 4663 / B WING CLEAN STRAINER ON CRU0007 (2023) 4663-BWING
0001169889 AH 12 MAKING LOUD NOISE 4708
0001154256 ALIGN SHEAVES AND SET TENSION 4200-AH0003
0001154257 REPLACE BELTS AND SET TENSION 4207-AH0003
0001154254 REPLACE BELTS AND SET TENSION 4200-ACMP0002
0001153978 HOT WATER LINE TO HVAC SYSTEM IN EQUIPMENT ROOM IS LEAKING. 4487RMC0178E
0001167346 RM108-SPT IN HIGH ALARM. SWINFORD NOTIFIED 4629
0001027834 ADJUST HVAC CONTROLS/TOO HOT 4471RM0206
0001153921 REPAIR OVERHEAD LEAK ON AH-UNIT 4663RMM0101
0001154317 AH20 OFF IN ALARM. NOTIFIED GARY LAYNE. 4205
0001159894 4732-AH7-SAF  UNIT OFF IN ALARM.  J.  MCCAGHREN NOTIFIED. 4732
0001159929 6TH FLOOR CUBICLE 6305 COMPLAINING OF NOISE IN THE CEILING. 

NOTIFIED STEVE SWINFORD.
4203RM6305

0001160010 4702-AH2-SAF, OFF/A, H.WRIGHT CALLED IN. 4702RM0116
0001160121 ADJUST HVAC CONTROLS/ TOO HOT 4201RM0119B
0001160138 ADJUST HVAC CONTROLS/ TOO COLD 4201RM0240A
0001133012 CHECK AND REPAIR H&V0011 4619-HV0011
0001095399 REACTIVATE HVAC / NEED ASAP 4667RM0100
0001154272 REPAIR BELTS ON AH 4650RM0104
0001154029 AHB4B and AHB4C supply fans located in the basement have broken belts. HVAC and 

Millwrights notified.
4708A-AH0014

0001147771 ADJUST HVAC CONTROLS/ TOO COLD/ 65 DEG. 4492EAST
0001153999 4663 ROOM B113 HIGH ALARM ON SPT-2 AK CHECKING 4663
0001153884 4570-AH4 ON ALARM 4570
0001154295 CLEAN CHILL WATER STRAINER ON CRU0003 4663B-CRU0003
0001144613 ADJUST HVAC CONTROLS/ TOO COLD 4201RM0614
0001147723 ADJUST AIRFLOW, BLOWING TOO HARD 4200RM0346C
0001142132 TOO COLD 40 DEGREES F - STEVEN BURKE 4200RM0828
0001144694 SHUT DOWN AH FEEDING ROOMS 217-220--TOO COLD 4708
0001147730 ADJUST HVAC CONTROLS/ TOO COLD 4629RM0114
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0001153880 4708B-M.1-ALARM M RICH NOTIFIED 4708
0001153886 4623-CHLR2-CHWST HIGH ALARM M RICH NOTIFIED 4623
0001153900 ADJUST HVAC CONTROLS/ TOO COLD IN THE CHAMBER 4190
0001153918 CH2-CHWST IN HIGH ALARM. SWINFORD NOTIFIED 4623
0001142094 ADJUST HVAC CONTROLS TOO COLD IN THE 613 AREA 4201FLR06
0001147775 ADJUST HVAC CONTROLS, TOO COLD IN HALL NEAR 1206, 64 DEGREES 4612FLR01
0001057463 REINSTALL 4477-AH1 CHILL WATER VALVE 4477-AH0001
0001118899 REPLACE MOTOR ON PABX00001 UNIT 4201
0001153991 4663 ROOM M211 HIGH SPT   CHECKING 4663RMM0211
0001154307 4755-AH18  USER REPORTS COLD TEMPERATURES IN OFFICE FED BY UNIT.  

H. MCCAGHREN NOTIFIED.
4755

0001159937 ADJUST HVAC CONTROLS/ TOO HOT 4612RM1030
0001154331 REPLACE BELT ON AH0002 ( L. NEWTON) 4623-AH0002
0001163124 4708B M_ALARM FREY CHECKING 4708
0001163126 4705 AH-4A OFF IN ALARM FREY CHECKING 4705-AH004A
0001153932 ADJUST HVAC CONTROLS IN ROOMS  2301,2302,2303, 2309, 2310, AND 2127/ 

TOO COLD ( IN THE 60'S)
4600FLR02

0001153951 ADJUST HVAC CONTROLS/ (WHOLE THIRD FLOOR) TOO COLD 4600RM3303
0001153959 AH1-SAF...OFF/ALARM. SWINFORD NOTIFIED 4728
0001153970 RM211-SPT1IN HIGH ALARM. LAYNE NOTIFIED 4663
0001153975 4723 VDXAC-4 IN HIGH ALARM LAYNE NOTIFIED 4723
0001148282 REPLACE BELTS AND SET TENSION 4755-AH0025
0001148286 REPLACE  BELTS AND SET TENSION 4718-AH0003
0001148287 REPLACE  BELTS AND SET TENSION 4718-AH0009
0001139092 ADJUST HVAC CONTROLS/ TOO HOT/ 80 DEG. 4570RM0113
0001142197 ADJUST HVAC CONTROLS/ TOO HOT 4200RMG0013D
0001142397 ADJUST HVAC CONTROLS/ TOO COLD 4663RMB0222
0001160008 4471-AH12-SAF IS OFF AND IN ALARM.  TOM FREY NOTIFIED. 4471-AH0012
0001144654 4561 ROOM 301 TOO COLD CAN CHECK THUR. 4561RM0301
0001148006 ADJUST HVAC CONTROLS TOO COLD 4600FLR04
0001148314 ADJUST HVAC CONTROLS/ TOO COLD/ 69 DEG. 4600RM5122
0001148288 REPLACE  BELTS AND SET TENSION 4728-AH0001
0001154262 REPLACE BELTS (ROCKY DAVIS FAMILIAR) 4747-AH0001
0001142522 4723-HWP-HWP1or2, OFF/A. J.MCCAGHREN NOTIFIED. 4723-HWP001A
0001146763 ADJUST HVAC CONTROLS TOO COLD 4201RM0336
0001147692 ADJUST HVAC CONTROLS/ TOO COLD 4200RM0120
0001147796 NO HEAT IN ROOMS 114, 117, AND 119 4708FLR01
0001147801 ADJUST HVAC CONTROLS TOO COLD 4201RM0119
0001147936 REPLACE OIL HEATER 4473-CHLR0006
0001151394 UNIT BLOWING FREEZING COLD AIR 4201
0001154005 4485-ACMP-PSI  AIR COMPRESSOR PSI IN LOW ALARM.  HVAC NOTIFIED. 4485
0001136476 STEAM PUMP 1 IN HIGH ALARM. GARY LAYNE NOTIFIED. LOCATED IN E1 4702
0001133059 4570 CHILLER 2 TOGGLING BADLY 4570-CHLR0002
0001130075 ADJUST HVAC CONTROLS/ TOO HOT/ 89 DEG. 4200RM0538
0001126754 ADJUST HVAC CONTROLS TOO COLD ON THE WEST SIDE OF BLDG 4353WEST
0001142553 STMV1 LOW  SHOWING NO STEAM. NOTIFIED STEVE SWINFORD. 4752
0001144656 4493 AH-6/7 LOW RH% AK CHECKING 4493-AH0006
0001142178 4485 HWC -01 IN HIGH ALARM 4485
0001136018 4656 HV-2 CHECK HOA UCS DOESN'T HAVE CONTROL 4656-HV0002
0001133060 4605 CHILLER TOGGLING TOO MUCH 4605-CHLR0001
0001139047 AH MAKING NOISE (NAVES FAMILIAR) 4755-AH0016
0001139053 AH MAKING NOISE (NAVES) 4755-AH0033
0001147881 AH2-RH IN LOW ALARM. SWINFORD NOTIFIED 4487
0001147977 4487B AH-4 FREY CHECKING LOW RH% 4487B-AH0004
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0001147855 4718-1-ACC1-ALARM.  TOM FREY NOTIFIED. 4718-1
0001136176 ADJUST HVAC CONTROLS TOO HOT 4202RM0526
0001142065 4493-AH6-HUMIDIFIERS.  JOEL MCCAGRHEN HAS REPLACED BOTH THE 

CANNISTERS ON HUMIDIFIER 1 AND ALSO REPLACED THE DRAIN VALVE ON 
THE NORTH CANNISTER.

4493-AH0006

0001144668 STMVLV-STMP1 LOW IN ALARM. NOTIFIED GARY LAYNE. 4475
0001144669 STMVLV-STMP1 LOW IN ALARM. NOTIFIED GARY LAYNE. 4493
0001133015 RESET AH-UNIT (DUQUETTE) 4312
0001142412 CHWP3 is off and in alarm. Gary Layne notified. 4666
0001142538 AH5-SAF ON IN ALARM. THIS IS A STANDBY UNIT. NOTIFIED STEVE 

SWINFORD.
4476

0001144663 4205-AH20-SAF  UNIT OFF IN ALARM.  J. MCCAGHREN NOTIFIED. 4205
0001144708 STMV1 LOW IN ALARM. NOTIFIED GARY LAYNE. 4487
0001145786 AH2 RECEIVED COLD CALL. NOTIFIED GARY LAYNE. 4653
0001147679 CRU7 IN ALARM. 4755
0001142524 4618-HV1-SAF, OFF/A, J.MCCAGHREN NOTIFIED. 4618-HV0001
0001142534 STMVLV-STMP2 LOW IN ALARM. NOTIFIED STEVE SWINFORD. 4705
0001147751 4583-CHWS-CHWP2, OFF/A, M.RICH NOTIFIED. 4583-CHWP0002
0001147753 4205-AH20-SAF, OFF/A, M. RICH NOTIFIED. 4205-AH0020
0001136471 ADJUST HVAC CONTROLS TOO COLD IN RM'S 611C & 611B 4200FLR06
0001153882 4659-DXAC1 ON ALARM 4659
0001142177 4614 DXAC-2 ON IN ALARM 4614-DXAC0002
0001142176 4618 AH-2 ON IN ALARM 4618-AH0002
0001142069 CRU10 MAKING UNUSUAL NOISE. RANDY NOTIFIED 4663
0001147737 REPAIR STEAM LEAK ON WEST SIDE AHEE653 4708RMB0030
0001153859 4663B-CH1-CTL IS OFF AND IN ALARM.  TOM FREY NOTIFIED. 4663
0001126841 ADJUST HVAC CONTROLS TOO COLD 4487RMA0201
0001126845 ADJUST HVAC CONTROLS/ TOO HOT 4476RM0113
0001129903 FEELS LIKE THE AC IS ON 4705RMA0103
0001147965 ADJUST HVAC CONTROLS/ TOO COLD/ 69 DEG. 4610RM2099
0001129998 ADJUST HVAC CONTROLS/ TOO HOT/ 80 DEG. 4487RMB0269A
0001139049 DISINGAUGE AH 1 (NAVES) 4755-AH0001
0001147791 4629-DXAC2 OFF ALARM P   NOTIFIED 4629-DXAC0002
0001147850 4623-CHWST HIGH ALARM P   NOTIFIED 4623
0001147856 STMV3 HIGH IN ALARM. NOTIFIED MATT RICH. 4666
0001142539 MAKE-UP WATER PRESSURE HIGH IN ALARM. NOTIFIED STEVE SWINFORD. 4473

0001142548 STMV1 LOW IN ALARM. NOTIFIED STEVE SWINFORD. 4707
0001142554 HWC1-HWST LOW IN ALARM. NOTIFIED STEVE SWINFORD. 4619
0001147678 CRU6 IN ALARM. 4755
0001146404 ADJUST HVAC CONTROLS/ TOO HOT 4203RM5002
0001159844 REPLACE REGULATOR TO HOT WATER MAKE UP 4755RM0119
0001142497 REPAIR LEAK ON AH0027. WATER ON FLOOR. 4708
0001142141 REPAIR LEAKING AH-UNIT 4705RMB0100
0001130157 ADJUST HVAC CONTROLS TOO HOT ON THE EAST END OF B-WING, 1ST 

FLOOR
4487FLR01-B

0001132995 ADJUST HVAC CONTROLS/ TOO HOT/ 79 DEG. 4487RMC0233
0001133013 TURN AIRHANDLER BACK ON , IN RM'S C242, 43 & 44 4487FLR02-C
0001147860 4755 LOW RH% CALLED IN BY SECURITY AUDIBLE ALARM   

CHECKING
4755RM0215

0001130122 ADJUST HVAC CONTROLS/ TOO HOT 4708RM1266A
0001130381 ADJUST HVAC CONTROLS TOO HOT, 80 DEGREES 4755RM0301C
0001133006 DISENGAGE AH0008 ( NAVES) 4755-AH0008
0001136514 ADJUST HVAC CONTROLS TOO HOT, NO AIR FLOW 4202
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0001139078 4718-1-AH6-RH  UNIT RH IN LOW ALARM. 4718-1
0001141423 CRU1-ALARM. NOTIFIED GARY LAYNE. 4203
0001147726 ADJUST HVAC CONTROLS TOO HOT 4610RMC0100
0001147754 4610-AH1-SAF, OFF/A, M.RICH NOTIFIED. 4610-AH0001
0001147766 ADJUST HVAC CONTROLS TOO COLD 4610RM2028
0001144609 CHECK, REPAIR MOTOR RUNNING HOT 4653-AH0001
0001136097 ADJUST HVAC CONTROLS TOO HOT, IN THE RM AREA OF 200A 4570RM0200A
0001130095 ADJUST HVAC CONTROLS TOO COLD, 68 DEGREES EAST 4494FLR01
0001130107 ADJUST HVAC CONTROLS/ ON BWING EAST END FLR2 4487-BWING
0001130416 ADJUST HVAC CONTROLS TOO COLD ON THE WHOLE FLOOR 4203FLR04
0001142364 Return air fan is off and in alarm. Gary Layne notified. 4487C-AH0003
0001142536 CHWS-PSI HIGH IN ALARM. NOTIFIED STEVE SWINFORD. 4613
0001144608 ADJUST HVAC CONTROLS/ TOO COLD/ 60 DEG. 4610RM2012A
0001144673 AH5-SAF OFF IN ALARM. NOTIFIED GARY LAYNE. 4610
0001142022 HV11B-SAF OFF IN ALARM. NOTIFIED GARY LAYNE. 4619
0001142074 4711-AH1-SAF  UNIT OFF IN ALARM.  J. MCCAGHREN NOTIFIED. 4711
0001142078 4619-AHB3-SAF  UNIT OFF IN ALARM.  HVAC NOTIFIED. 4619
0001142097 AH20-SAF...OFF/ALARM. LAYNE NOTIFIED 4205
0001147752 4316-AH2-HEAT1, FAILED TO FIRE BURNER. J.MCCAGHREN NOTIFIED. 4316-AH0002
0001147858 STMV1 LOW IN ALARM. NOTIFIED MATT RICH. 4707
0001147859 CH3-CHWST IN HIGH ALARM.   NOTIFIED 4623
0001136498 ADJUST HVAC CONTROLS/ TOO HOT 4612RM1125
0001144645 ADJUST HVAC CONTROLS TOO HOT 4612RM1102
0001147917 CHECK AND SEE WHY HEAT IS NOT WORKING      STEAM COIL MAY NOT BE 

ON
4621-AH0001

0001130458 4605 Chiller control is toggling off in alarm. Gary Layne notified. 4605
0001132989 ADJUST HVAC CONTROLS TOO HOT 4202RM0420
0001136174 TURN ON AH 4,5, AND 6 4708
0001124241 ADJUST HVAC CONTROLS/ TOO COLD IN ROOMS C168 AND C172A 4487EAST
0001124242 ADJUST HVAC CONTROLS/ TOO HOT IN ROOMS C181A AND C177A--83 DEG. 4487SOUTH

0001124244 ADJUST HVAC CONTROLS/ TOO HOT 4202RM0610
0001124245 ADJUST HVAC CONTROLS TOO COLD, 59 DEGREES IN RM'S B244 & B235 4487RMB0244
0001144692 REPAIR / REPLACE FAILING DRIVE BELTS ON CLEAN ROOM AIR HANDLER      

# 4707 AH0021.
4707-AH0021

0001136172 ADJUST HVAC CONTROLS TOO HOT--84 DEG. 4570RM0106
0001136481 ADJUST HVAC CONTROLS/ TOO HOT 4203RM1203
0001153961 REPLACE BELTS ON AH0032 4619-AH0032
0001132969 ADJUST HVAC CONTROLS TOO HOT IN THE 168, 169 AREA'S 4583FLR01
0001133043 CHECK OPERATION OF CRU0005, LOW HUMIDITY 4663RMA0109
0001134497 ADJUST HVAC CONTROLS TOO WARM, NEEDS TO BE WITH IN SPEC IN COLD 

RM
4481RM0508

0001130454 REPLACE BELTS AND SET TENSION ( KENT P.) 4755-AH0021
0001130455 REPLACE BELTS AND SET TENSION (KENT P.) 4755-AH0033
0001130457 REPLACE BELTS ANS SET TENSION ( KENT P) 4755-AH0016
0001124161 ADJUST HVAC CONTROLS/ TOO HOT IN THE AM AND TOO COLD IN PM 4663RMC0174
0001124182 ADJUST CONTROLS FOR WINTER HEATING ( ST. JOHN) 4201
0001130356 CHECK OPERATION OF AH-UNIT, TOO HOT 4755RM0323
0001134508 ADJUST HVAC CONTROLS/ TOO COLD 4627
0001126791 ALIGN SHEAVE USING LASER ALIGNMENT 4663B-AH0012
0001126793 REPLACE BELTS AND SET TENSION 4663B-AH00B1
0001126794 REPLACE BELTS AND SET TENSION 4612C-AH0001
0001126830 4711-AH3-SAF, REPLACE DIRVE BELTS. 4711-AH0003
0001126831 4711-AH11-SAF, REPLACE DRIVE BELTS 4711-AH0011
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0001130453 REPLACE BELTS AND SET TENSION 4666-AH0004
0001120980 ADJUST HVAC CONTROLS/ TOO COLD 4250RM0033
0001136477 STEAM PUMP 1 LOCATED IN E1 IS IN HIGH ALARM. GARY LAYNE NOTIFIED. 4207

0001142159 ADJUST HVAC CONTROLS TOO COLD 4491RM0112A
0001142367 HV11B SUPPLY AIR FAN IS ON AND IN ALARM. LOCATED IN EAST HIGH BAY. 

GARY LAYNE NOTIFIED.
4619-HV0011

0001118412 4487b ah-4 low RH AK CHECKING 4487B-AH0004
0001126783 PERFORM PRECISION ALIGNMENT ON HWP0001 4612RME0003
0001142055 CH1-CTL OFF IN ALARM. NOTIFIED GARY LAYNE. 4561
0001126784 PULL HWP2 AND CARRY TO MILLWRIGHTS SHOP FOR REPAIRS 4612RME0003
0001142061 4707-WALKIN-COOLR3 IS IN LOW ALARM.  TOM FREY NOTIFIED. 4707
0001130394 POWER TO AH IS GOING OFF AND ON 4583RM0180
0001142133 TOO COLD 4202RM0120
0001142167 ADJUST HVAC CONTROLS, OR RELOCATE THERMOSTAT. RM IS AT 63 

DEGREES ( SEE USER)
4202RM0122

0001077512 AH5-SAF HOH ON UCS SIDE NEEDS REPAIR. 4718
0001123774 ADJUST HVAC CONTROLS/ TOO COLD 4487RMA0201
0001123754 NEED MASS OF CAP. TUBES IN FRONT OF COIL REDONE SO IT WON`T SNAG 

FILTERS WHEN REMOVED/INSTALLED . 2230
4315RM0117

0001123800 ADJUST HVAC CONTROLS/ TOO HOT/ IN THE 80'S 4487RMC0181A
0001136023 REPAIR STEAM LEAK. L.WEATHERS NOTIFIED 4203RMB0200A
0001126787 REPLACE MOTOR BEARINGS ON HV0001 4612D-HV0001
0001123766 ADJUST HVAC CONTROLS TOO COLD, AH0020 RUNNING 4487RMAB0205
0001123783 ADJUST HVAC CONTROLS/ TOO COLD 4674RM0201
0001123803 NOISY AH/ BLOWING ALOT OF COLD AIR / IN THE 60'S 4570
0001135984 A WING AH11A-SAF OFF IN ALARM. NOTIFIED STEVE SWINFORD. 4708
0001142072 4487AB CHWS IN HIGH ALARM AK CHECKING 4487
0001136502 4718-1 CHWS IN HIGH ALARM, AK CHECKING 4718-1
0001123854 ADJUST HVAC CONTROLS/ TOO HOT IN ROOMS 127 AND 131 4487FLR01
0001123667 4650 / E-1 CONNECT CONTROL AIR TO STEAM VALVE ON HV0007 (2030) 4650RM0117
0001123665 4650 / E-1 CONNECT CONTROL AIR TO REHEAT COIL OUTSIDE RM.205 (2030) 4650RM0117
0001129910 ADJUST HVAC CONTROLS/ TOO COLD/ 52 DEG. 4623RM0126D
0001124152 ADJUST HVAC CONTROLS TOO COLD, TEMP IN THE 60'S 4623RM0132
0001123861 4619-AH40-SAF  UNIT OFF IN ALARM.  J. MCCAGHREN NOTIFIED. 4619
0001123684 AC RATTLES LIGHT FIXTURE (STEVE SWINFORD FIXED ONE FOR HIM 

BEFORE)
4205RM0114

0001139072 4655 SE CORNER INSIDE STEAM LEAK ON  H&V CLARK CHECKING 4655
0001136499 REPAIR LEAKING CHILLWATER LINE 4201RMB0015
0001136136 REPLACE BELTS AND SET TENSION ON AH0008 (2022) 4471-AH0008
0001123697 NOISY AH 21 4708
0001120989 ADJUST HVAC CONTROLS TOO HOT TEMPS 82 4200RM0712
0001121021 RAISE SET POINT FROM 75 TO 78 FOR ENERGY CONSERVATION 4250RM0068
0001133076 CHWS-PUMPALARM IN ALARM. NOTIFIED STEVE SWINFORD. 4205
0001134504 HWC1-HWST LOW IN ALARM. NOTIFIED GARY LAYNE. 4649
0001136009 CH1-CTL OFF IN ALARM. NOTIFIED STEVE SWINFORD. 4561
0001136019 4760 ROOM 201 HIGH SPT FREY CHECKING 4760RM0201
0001105701 4203 FTU 404 CHECK DAMPER (CALC. SHOWS O BUT PUTTING OUT MAX 

CFM'S)
4203-AH0004

0001118464 ALARM ON AH--(GARY LAYNE NOTIFIED) 4707RM0103
0001123828 CRU0005 INOPERABLE 4707-CRU0005
0001102128 4241 AH-2 HIGH TEMPS FREY CHECKING 4241-AH0002
0001102119 ADJUST HVAC CONTROLS/ TOO HOT/ NO AIR/ IN THE 80'S 4200RM0610
0001136025 4485-AH1A-SAF, OFF/A, RESTORE UNIT, M.RICH NOTIFIED. 4485-AH001A
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0001095512 ADJUST HVAC CONTROLS TOO COLD 4200RM0916
0001095768 REPLACE CONDENSATE PUMP ON CRU0008 4663B-CRU0008
0001118518 ADJUST HVAC CONTROLS TOO COLD 4487RMA0250
0001118592 CHECK, REPAIR RELIEF AIR DAMPER 4203FLR03
0001124144 ADJUST HVAC CONTROLS TOO COLD 4612RM1114
0001124405 ADJUST HVAC CONTROLS TOO COLD, FREEZING 4612RM1120A
0001126806 ADJUST HVAC CONTROLS/ TOO HOT/ 80 DEG. 4755RM0301C
0001130087 ADJUST HVAC CONTROLS/ TOO COLD IN ROOM 239 4708RM0239
0001130117 ADJUST HVAC CONTROLS/ TOO COLD 4755FLR03
0001132405 Off and in alarm. Notified HVAC and Brenda Wade per SOP. 4663M-CRU001C
0001135983 AH1-SAF OFF IN ALARM. NOTIFIED STEVE SWINFORD. 4583
0001135985 HWS-HWP1 OR 2 ON IN ALARM. NOTIFIED STEVE SWINFORD. 4723
0001118381 Off and in alarm. Swinford notified. 4244-DXAC0002
0001118384 TOO HOT! 4200RM0828
0001126789 REPLACE BELTS AND ALIGN SHEAVES 4619-AH00B3
0001133056 4610 WALKIN COOLER AK CHECKING HIGH SPT 4610
0001118593 CHECK, REPAIR RELIEF AIR DAMPER 4203FLR02
0001118900 ADJUST HVAC CONTROLS/ TOO HOT 4244RM0115
0001120969 ADJUST HVAC CONTROLS TOO HOT 4522
0001123493 RECONNECT TRANSDUCER FOR STMV1-STMP 4650
0001124139 TURN OFF AIR/ TOO COLD 4612RM1036
0001113434 REPLACE BELTS AND SET TENSION ON AH0013 (2022) 4481-AH0013
0001118484 ADJUST HVAC CONTROLS TOO HOT, NO AIR FLOW 4200RM0828
0001057811 REPLACE FAN AND MOTOR SHEAVE 4708-AH011A
0001102102 ADJUST HVAC CONTROLS/ TOO COLD 4200RM0956
0001102096 ADJUST HVAC CONTROLS TOO COLD 4471RMC0113
0001110277 CLOSE VENT (FREEZING COLD) 4200RM0712B
0001110398 4471-AH9-SAF  UNIT OFF IN ALARM.  J. MCCAGHREN NOTIFIED. 4471-AH0009
0001110729 4723 DXAC-4 ZONE 1 IN HIGH ALARM SWINFORD NOTIFIED 4723
0001110383 4663 ROOM C260 LOW TEMP AK CHECKING 4663RMC0260
0001095791 HV 1, HV 2, and HV 8 are off and in alarm. They are located in room 188J. Swinford 

notified.
4471RM0188J

0001118411 4493-RM160-RH IN LOW ALARM. M.RICH NOTIFIED. 4493RM0160
0001118414 4610-AH1-SAF  UNIT OFF IN ALARM.  M. RICH NOTIFIED. 4610
0001118292 4570-CH1-CTL OFF ALARM SWINFORD NOTIFIED 4570
0001118409 4203-CRU1-SAF, OFF ALARM, RESTORATION NEEDED. M.RICH  NOTIFIED. 4203-CRU0001
0001130034 AH11A-SAF...OFF/ALARM.   NOTIFIED 4708
0001118493 REPAIR DRAIN ON CONDENSATE ( HILL FAM.) 4663B-CRU0008
0001098698 CHECK HUMIDITY IN RM'S 116 & 118 4650FLR01
0001133001 DISENGAGE AH0017 IN NORTH HIBAY (NAVES) 4755-AH0017
0001130062 UPS-SPT IN LOW ALARM. LAYNE NOTIFIED 4207
0001110369 HV OFF IN ALARM AFTER A FIRE ALARM. LOCATED IN EAST HIGH BAY IN 

FRONT OF ROOM 147A. GARY LAYNE NOTIFIED.
4619-HV0012

0001124204 4205-AH20-SAF  UNIT OFF IN ALARM.  J.  MCCAGHREN NOTIFIED. 4205
0001118408 CHECK THE AIRFLOW IN 4487A-RMA219 NORTH CONFERENCE ROOM  PER 

RANDY CLARK.
4487

0001130137 EQUIPMENT ROOM AH0001- -CLEAN UP WATER ON FLOOR AND TAKE 
MEASURES TO PREVENT FUTURE LEAKAGE-

4315-AH0001

0001095321 REPLACE BELTS, ALIGN SHEAVES AND SET TENSION 4561-AH0004
0001102668 REPAIR NOISY AIR HANDLING UNIT OUTSIDE OF ROOM 31A 4650RM0031A
0001102217 POSSIBLE STOPPED UP DRAIN ON CRU1.   NOTIFIED 4244-CRU0001
0001092610 REPLACE BELTS AND SET TENSION 4708B-AH0021
0001092645 REPLACE BELTS AND SET TENSION 4755-AH0024
0001110271 REPLACE DRAIN  ON AIR HANDLER #4 (E2) 4727-AH0004

Page 93 of 106

(b)(4)

(b)(4)



TOH Workload History 7/1/2005 - 6/30/2006

WONUM DESCRIPTION LOCATION
0001095420 4487B-RM203A IS NOT COOLING. 4487B-AH020A
0001095418 4205-M_3-WTRDET IS IN ALARM.  TOM FREY NOTIFIED. 4205
0001118445 CHECK, REPAIR WHISTLING NOISE IN VENT 4708RM0251B
0001095826 REPLACE BELTS AND ADJUST SHEAVE ON AH0019C (2022) 4487A-AH0019C
0001110385 4723 DXAC-4 HIGH SPT RICH CHECKING 4723
0001110690 RH IS HIGH IN ROOM 201 WHICH IS FED BY DXAC4. DXAC IS LOCATED 

ABOVE THE ROOM.
4760-DXAC0004

0001102666 4619-AH6-SAF  UNIT OFF IN ALARM.  HVAC NOTIFIED. 4619
0001105708 SAF1 OFF IN ALARM AND SAF2 IS ON IN ALARM. NOTIFIED STEVE 

SWINFORD.
4201-SAF0001

0001110353 ADJUST HVAC CONTROLS/ TOO HOT 4200RM0106
0001092578 REPAIR/ REPLACE DISCONNECT/ O.S./ EAST SIDE 4596-DXAC0001
0001090544 CHARLIE DILL LOCATED IN 4203/6102 HAS INDICATED THE OFFICE HIS HOT 

AND HAS ASKED TO HAVE IT CHECKED.
4203RM6102

0001092582 ADJUST HVAC CONTROLS TOO COLD 4471RMC0112C
0001102246 ADJUST HVAC CONTROLS/ TOO HOT ON THIRD AND FOURTH FLOOR/ IN THE 

80'S
4755-AH0004

0001102241 RM 105 AND D100 TOO HOT. SWINFORD NOTIFIED 4755
0001102146 ADJUST HVAC CONTROLS TOO COLD IN RM'S 526 & 526A 4202FLR05
0001102270 REPAIR AH0002 (  4315-AH0002
0001092643 DXAC1-SAF OFF IN ALARM. NOTIFIED STEVE SWINFORD. 4251
0001095426 4723-DXAC3Z1 HIGH TEMP. P   NOTIFIED 4723
0001095429 M.3-WTRDET-ALARM IN ALARM.   NOTIFIED 4205
0001095430 AH1-SAF...OFF/ALARM.   NOTIFIED 4487
0001102214 4707-WALKIN-FREEZER2, IS IN HIGH SPT ALARM. M.RICH NOTIFIED. 4707SOUTH
0001095552 REPAIR/ REPLACE MOTOR ON AHB3 4619
0001102300 REPLACE ICE MAKER IN REFRIGERATOR 4200RM0915
0001102258 ADJUST HVAC CONTROLS TOO HOT 4755FLR03
0001102292 INOPERABLE ACMP/ NO AIR TO ENTIRE BLDG. 4659
0001095773 ADJUST HVAC CONTROLS TOO HOT, HUMID 4708RM0110
0001095805 ADJUST HVAC CONTROLS TOO HOT 4708RM0116A
0001095528 ADJUST HVAC CONTROLS TOO COLD 4201RM0437
0001090493 REPLACE CONDENSER WATER PUMP3 DP SWITCH 4570RMB0010
0001102210 4650-CHWS-CHWP1 OFF ALARM P   NOTIFIED 4650
0001087449 ADJUST HVAC CONTROLS TOO COLD, TEMPS IN THE 50'S 4487RMA0114
0001098662 A WING ROOM109-SPT HIGH IN ALARM. NOTIFIED GARY LAYNE. 4663
0001038822 REPLACE COOLING FAN MOTOR ON VSC0009 4610-VSC0009
0001105700 4715-RM100-SPT SI IN HIGH ALARM.  TOM FREY NOTIFIED. 4715
0001105703 4723-DXAC4-SPTZ1 IS IN HIGH ALARM.  THE COMPRESSOR NEEDS TO BE 

RESET.  TOM FREY NOTIFIED.
4723

0001064443 ADJUST HVAC CONTROLS TOO HOT TMEP AT 82 4487RMC0174B
0001070398 DISENGAGE AH0013 /NAVES 4718-1-AH0013
0001084188 4471-AH9-SAF, OFF/ALARM, J.MCCAGHREN NOTIFIED. 4471-AH0009
0001083851 RM201-RH HIGH IN ALARM. NOTIFIED GARY LAYNE. 4760
0001092598 RM100-SPT HIGH IN ALARM. NOTIFIED RON LEE AND GARY LAYNE. 4715
0001083854 TOO COLD IN TESTING LAB ROOMS 114&116 4650RM0114
0001090578 RECEIVED HOT CALL FROM LEM THAT BLDG HAS NOT AIR CONDITIONING. 

NOTIFIED GARY LAYNE.
4656

0001064206 ADJUST HVAC CONTROLS/ TOO HOT--80DEG. 4250RM0068
0001087024 CH-T CTL OFF IN ALARM. NOTIFIED STEVE SWINFORD. 4473
0001092634 4663B M_1-ALARM FREY CHECKING 4663
0001092631 4205 M_5 ALARM FREY CHECKING 4205
0001090314 4663A ROOM A109 SPT_1 LOW ALARM SPT-3 IN HIGH ALARM FREY 

CHECKING
4663RMA0109
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0001083859 CONFERENCE ROOM TOO COLD 4610RM3100
0001083945 RM201-RH HIGH IN ALARM. NOTIFIED STEVE SWINFORD. 4760
0001083946 AH28 SPT & RH HIGH IN ALARM. NOTIFIED GARY LAYNE. 4707
0001084018 NO AIR 4200RMG0015A
0001095562 4707 HWP-4 OFF IN ALARM AK CHECKING 4707
0001083995 4760-RM201-SPT IS IN HIGH ALARM.  TOM FREY NOTIFIED. 4760-DXAC0004
0001077705 REPLACE BELT AND SET TENSION 4708-SAF0013
0001070642 4487-AH-UNITS  SEVERAL UNITS OFF IN ALARM AT 4487.  J. MCCAGHREN 

NOTIFIED.
4487

0001084000 RAF off in alarm. Will run in bypass due to bad DP sensor per Perry  4475-AH0002
0001084002 Chiller is out causing space temps to run high. Perry   will reset chiller. 4723
0001083886 CLEAN COIL SURFACE AND DRAIN PAN ON CHILLWATER COIL 4491-AH0001
0001083792 4491 / 132D THERE IS WATER DRIPPING STEADY DOWN FROM THE AIR 

CONDITION IN THE CEILING. THE WATER IS RUNNING UNDERNEATH THE 
DOCUMENT FILING SHELVES.

4491RM0132D

0001092625 RM101-SPT HIGH IN ALARM. NOTIFIED DANNY JORDAN AND GARY LAYNE. 4715

0001057768 4708A-AH24-SAF  UNIT OFF IN ALARM.  J. MCCAGHREN NOTIFIED. 4708A-AH0024
0001070773 4708B-AH7-SAF  UNIT OFF IN ALARM.  J. MCCAGHREN NOTIFIED. 4708
0001084186 4471-AH2-SAF, OFF/ALRM, J.MCCAGHREN NOTIFIED. 4471-AH0002
0001089654 ADJUST HVAC CONTROLS/ TOO HOT/ IN THE 80'S/ NO AIR 4481RM0101B
0001084032 TO HOT ADJUST THERMOSTAT 4708RM0229
0001084112 4707-HWS-HWP4 IS OFF/A:NOTIFIED LAYNE 4707
0001089849 4251-DXAC1-SAF IS OFF/A:NOTIFIED SARTAIN 4251-DXAC0001
0001090327 REPLACE BELTS AND ALIGN SHEAVES 4663RMM0104
0001090543 REPLACE BELTS AND SET TENSION ( RON) 4200RMG0015A
0001077700 ALLIGN SHEAVES AND SET TENSION 4708B-AH0012
0001077701 REPLACE BELTS AND ALIGN SHEAVES 4708B-AH0022
0001077702 SET BELT TENSION USING GAUGE 4708C-AH0001
0001077708 REPLACE BELTS AND SET TENSION 4728-AH0001
0001084194 4251-DXAC1-SAF, OFF/A, J.MCCAGHREN NOTIFIED. 4251-DXAC0001
0001092573 CHANGE BELTS ON AH 4711NORTH
0001088606 ADJUST HVAC CONTROLS TOO HOT 4471RMA0102E
0001092590 E3 AH1 EXCESSIVE NOISE. CALLED IN BY WALLACE. NOTIFIED STEVE 

SWINFORD.
4207

0001083775 REPAIR/ REPLACE BLADES ON AC UNIT THAT HAS FALLEN OFF 4520
0001090558 4663M-AH1-SAF, OFF ALARM, J.MCCAGHREN NOTIFIED 4663M-AH0001
0001083801 ADJUST HVAC CONTROLS/ TOO HOT 4200RM0109
0001089805 4727 / E-2 INSTALL NEW FILTERS IN UNITS. 2326 TOH 4727RM0114A
0001084174 4663M UP-SAF OFF IN ALARM SWINFORD NOTIFIED 4663
0001089690 RM263A-STATIC HIGH IN ALARM. NOTIFIED H.WRIGHT. 4481
0001095346 RM263A-STATIC IS HIGH IN ALARM. LEFT MESSAGE ON DR. MIKE 

ROBINSON'S PHONE AND NOTIFIED GARY LAYNE.
4481

0001089787 4723 DXAC4 SPTZ1 HIGH ALARM P   NOTIFIED 4723
0001095505 REPAIR INOPERABLE ACMP 4561
0001077753 TR298 / MAG #1 A/C WINDOW UNIT IN SKEET CLUB OUT BUILDING 

(MAGAZINE NO. 1) CONTINUALLY TRIPS CIRCUIT BREAKER.  THIS BUILDING 
IS LOCKED AT ALL TIMES, PLEASE CONTACT RANDY THORNTON AT 603-
6434 OR PHILIP WEST AT 544-2044 FOR ACCESS.

T0298

0001095503 RM263A-STATIC IN HIGH ALARM. SWINFORD NOTIFIED 4481RM0263A
0001084009 4467 / 103 SAFETY FINDING 11021 - INSUFFICIENT AIR FLOW, ROOM 103. 

RETEST AIR FLOW, CORRECT IF NECESSARY
4467RM0103

0001070744 RESET AH0007 (  4566-AH0007
0001089687 ADJUST HVAC CONTROLS TOO COLD 4200RMP0110
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0001089789 4312-AH1-SAF, HIGH SPT ALARM. M.RICH NOTIFIED. 4312-AH0001
0001089781 4610-SUM1-SUHIAL IS IN ALARM.  MIKE PRANCE NOTIFIED. 4610
0001070743 RESET AH0006 (  4566-AH0006
0001089691 AH10-CCSAT HIGH IN ALARM. NOTIFIED H.WRIGHT. 4205
0001090579 REPAIR LEAKING AH IN TOOL CRIB 4705RMC0109
0001089790 4653-AH1-SAF  UNIT OFF IN ALARM.  J. MCCAGHREN NOTIFIED. 4653
0001070567 ADJUST HVAC CONTROLS/ TOO HOT/ 80 DEG. 4566RM0122
0001084104 ADJUST HVAC CONTROLS, NO AIR 4732FLR01
0001086975 RECEIVED CALL THAT AH2 ISN'T WORKING. NOTIFIED SWINFORD 4561-AH0002
0001089791 4663M-UPS1-SPT  UNIT OFF IN ALARM.  M. RICH NOTIFIED. 4663
0001070400 DISENGAGE AH00B2 /NAVES 4708
0001070470 4583-AH1-SPT IS TOO HIGH:NOTIFIED LAYNE 4583-AH0001
0001070630 4663-PRIP2-CHWS  PUMP OFF IN ALARM.  J. MCCAGHREN NOTIFIED. 4663
0001077599 ADJUST HVAC CONTROLS/ NO  AIR 4723RM0122
0001084074 BLDG GETTING TOO WARM. NOTIFIED NCS HVAC. 4723
0001084075 PABX-SAF1 OFF IN ALARM AND SAF2 ON IN ALARM. NOTIFIED TOM FRY. 4201
0001084004 4475-AH2-SAF IS OFF AND IN ALARM.  LARRY LANKFORD NOTIFIED. 4475-AH0002
0001089747 4708A-AH20-RAF OFF ALARM , SWINFORD NOTIFED 4708A-AH0020
0001089711 4705 ROOM B120 ODOR SPELLS LIKE BELTS ON AH-29 MAPLES CHECKING 4705-AH0029
0001095587 Pump is on and in alarm. Swinford notified. 4610-HWP0003
0001089684 ADJUST HVAC CONTROLS/ TOO HOT/ NO AIR 4481RM0105
0001102141 REPAIR LEAKING AIR HANDLER 4705RMB0100
0001084020 REPAIR BROKEN P TRAP ON AH1 4727-AH0001
0001095422 4618-AH2-SAF, RESTORE TO UCS CONTROL. M.RICH NOTIFIED. 4618-AH0002
0001086996 CHECK REPAIR NOISY AIR HANDLER, POSSIBLY BELTS 4630
0001095449 ADJUST HVAC CONTROLS/ TOO HOT/ IN THE 80'S 4250RM0068
0001102150 CLEAN STRAINERS ON CRU0007 (BLACKWOOD) 4663RMA0105
0001102152 CLEAN STRAINERS ON CRU00011 4663-BWING
0001098722 4708 ROOM 1105 HIGH SPT AK CHECKING 4708A-AH0012
0001098720 4205 AH-10 HIGH CCSAT(69.2) FREY CHECKING 4205-AH0010
0001098719 4201 PABX-1 OFF IN ALARM FREY CHECKING 4201
0001089708 ADJUST HVAC CONTROLS/ TOO COLD IN ROOMS 217-220 4708FLR02
0001095485 ADJUST HVAC CONTROLS/ TOO COLD/ 66 DEG. 4306
0001102164 INSPECT CRU'S FOR  COIL LEAKS 4663RMB0160
0001089826 ADJUST HVAC CONTROLS TOO COLD, TEMP IS BETWEEN 66 & 68 4487RMB0151
0001090297 NO AIR FLOW 4487RMA0135
0001090312 NO AIR FLOW IN THE 2ND FLOOR AWING AREA 4487FLR02-A
0001090562 4732 / 131 CRU0001 CONTROL PANEL INDICATES UNIT IS HEATING BUT IS 

ACTUALLY IN COOLING MODE.
4732-CRU0001

0001095501 REPAIR HUMIDIFIER #6 4650-HUM0006
0001102645 SAF is off in alarm. Gary Layne, John Davis, and Brenda Wade has been notified. Located 

in E31 or room M104B.
4663

0001083769 ADJUST HVAC CONTROLS/ BLOWING HOT AIR 4487RMC0234
0001083902 ADJUST HVAC CONTROLS/ TOO HOT 4200RM0952
0001083918 ADJUST HVAC CONTROLS/ NO AIR 4200RMG0015A
0001083943 4487 / B229A THERE IS NO AIRFLOW INTO 4487 B229A.  PREVIOUS WO WAS 

CLOSED WITHOUT INPUT FROM REQUESTOR.  SEE WO 0001043894.
4487RMB0229A

0001083970 ADJUST HVAC CONTROLS/ TOO COLD 4708RM0110
0001092602 AHB3-RAF OFF IN ALARM. NOTIFIED GARY LAYNE. 4708
0001084207 REPAIR AIRHANDLER, NOT WORKING PROPERLY 4554-DXAC0001
0001102125 4471 / E-1 REPAIR BELT GUARD ON AH-10. 2326 4471-AH0010
0001090565 4732 / 150 AIR HANDLER (AH0004) HAS AN AUDIBLE IMBALANCE.  ALIGNMEN 

NEEDS TO BE ASSESSED.
4732-AH0004

0001098711 8TH FLOOR CONF RM815 TOO WARM. NOTIFIED GARY LAYNE. 4200
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0001098726 4618-AH2-SAF, OFF/ALARM. M.RICH NOTIFIED. 4618-AH0002
0001102115 CH1-CTL OFF IN ALARM. NOTIFIED GARY LAYNE. 4570
0001102163 4570-CH1-CTL OFF/ALARM SWINFORD NOTIFIED 4570
0001102205 4487BC-AH3-SAF, OFF/ALARM, M.RICH NOTIFIED. 4487BC-AH0003
0001102228 4570-CH1-CTL  CHILLER ONE OFF IN ALARM.  M. RICH NOTIFIED. 4570
0001083791 TOO HOT 4472RM0005
0001087026 RESET AIR HANDLER 4723RM0122
0001090591 DXAC1-SAF OFF IN ALARM. NOTIFIED STEVE SWINFORD. 4251
0001098652 PABX-SAF1 IN ALARM. NOTIFIED STEVE SWINFORD. 4663
0001098706 AH26-SAF OFF IN ALARM. NOTIFIED GARY LAYNE. 4707
0001098707 AHB3-RAF OFF IN ALARM. NOTIFIED GARY LAYNE. 4708
0001089732 REPLACE BELTS AND SET TENSION 4728-AH0001
0001089733 REPLACE BELTS AND SET TENSION 4755-AH0026
0001070415 CHWRT SENSOR IS FAILED. NEEDS NEW SENSOR. 4473
0001084023 RESET CHILLER ON EAST WING 4566EAST
0001084049 4487 / B241 ROOM IS HOT .... NO AIR FLOW IN ROOM 4487RMB0241
0001084054 TOO COLD 4487FLR02
0001095448 SPT IN HIGH ALARM. SWINFORD NOTIFIED 4312
0001095586 Off in alarm. Swinford notified. 4707-AH0009
0001095771 4708-AHB3-RAF, return air fan is off and in alarm. Swinford notified. AHB3 located in 

the basement in E6.
4708B-AH0003

0001095772 REPAIR HUMIDIFIER MAKING LOUD NOISE/SWINFORD AWARE 4718-1FLR02
0001077707 REPLACE BELTS AND SET TENSION 4718-AH0006
0001090576 M4663-AH1-SAF, REPLACE DRIVE BELT. 4663M-AH0001
0001098713 CHWP1 OFF IN ALARM. NOTIFIED GARY LAYNE. 4471
0001098725 4663A-RM109-SPTZ2, SPTZ2 IN HIGH SPT ALARM. J.MCCAGHREN NOTIFIED. 4663RMA0109

0001102346 CLEAN CHILL WATER STRAINER ON AH0020 ( D. RICE FAMILIAR) 4755-AH0020
0001102301 CLEAN CHILL WATER STRAINER ON AH0040 4755-AH0040
0001077767 HV3-SAF OFF IN ALARM. NOTIFIED GARY LAYNE. 4471
0001077768 HV1-SAF OFF IN ALARM. NOTIFIED GARY LAYNE. 4471
0001095510 ENTIRE BLDG. TOO HOT 4203
0001095796 ADJUST HVAC CONTROLS/ TOO COLD 4200RM0514B
0001064433 REPAIR 4476-AH2-SPTZ3, READING 140 DEGREES 4476TWR03
0001057751 ADJUST HVAC CONTROLS/ TOO HOT/ 80 DEG. 4436RM0107
0001057783 4471-HV5-SAF IS TOGGLING OFF AND ON. 4471-HV0007
0001057791 ADJUST HVAC CONTROLS TOO HOT, TEMP NEAR 85 4471RM0192C
0001077527 BC WING AH3-SAF OFF IN ALARM. NOTIFIED STEVE SWINFORD. 4487
0001077710 RAF is toggling off and in alarm. Located in the ceiling in A-wing on the second floor by 

room 1264
4708A-AH0020

0001077520 4583 R00M 180 IN HIGH ALARM FREY CHECKING 4583RM0180
0001064146 HIGH HUMIDITY 4493RM0160
0001064166 REPLACE BELTS AND SET TENSION 4250-AH0003
0001064151 ALIGN SHEAVES AND SET TENSION 4250-AH0002
0001064259 4487 /  REPAIR MOTOR BASE ON AIR HANDLING UNIT.   4487C-AH0002, E-44 4487
0001064366 CLEAN CHILL WATER STRAINER 4205RM0100X
0001070306 ADJUST HVAC CONTROLS TOO COLD 4708RM0103
0001077646 RM180-SPT IN HIGH ALARM.   NOTIFIED 4583
0001077642 4619-SPMP4-SUHIAL MONDRAGON NOTIFIED 4619
0001070573 CLEAN CHILL WATER COIL (PATTERSON) 4670-AH0003
0001057835 4203-AH4 VAV407 HAS LOW CFM WITH BOX AT MAX 4203-AH0004
0001070518 NO AIR 4707RM0157
0001070664 4670/4674 PORTABLE CHILLER IS DOWN:NOTIFIED SWINFORD 4674
0001070668 4670-8THLEVEL-RH IS IN HIGH ALARM:NOTIFIED SWINFORD 4670
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0001070730 4583-CHILLER 1 IS OFF/A:NOTIFIED SWINFORD 4583-CHLR0001
0001077586 4471-H&V8-SAF OFF/ALARM. M.RICH NOTIFIED. 4471-HV0008
0001083916 4707-HWS-HWP4 (E3) OFF/ALARM, M.RICH NOTIFIED. 4707
0001064266 4493 /  CHECK NOISEY CHWP0002 IN E-4 OR RM. 155 AT 4493 4493-CHWP0002
0001070769 4583 ROOM 180 HIGH SPT FREY CHECKING 4583RM0180
0001070621 4353 AH-4 SPT IN HIGH ALARM FREY CHECKING 4353-AH0004
0001057821 ADJUST HVAC CONTROLS/ TOO COLD/ IN THE 60'S 4481RM0230
0001064061 CHECK AND REPAIR VSC0004 4473-VSC0004
0001070576 REPAIR BROKEN  1 1/4 INCH CONDENSATE DRAIN LINE ON AIR HANDLER 29, 

ON TOP OF CLEAN ROOM 114.  WATER IS NOW RUNNING THROUGH CEILING, 
INTO CLEAN ROOM.  CLEAN UP WATER INSIDE CLEAN ROOM 114, BLDG. 
4707.

4707RM0114

0001033411 REPLACE MOTOR BEARINGS ON AH0003 4203-AH0003
0001070455 REPLACE SPLINE ON HWP0001 (2022) 4475-HWP0001
0001064420 4707 / B L1&2 REPAIR AIR HANDLER # CC-530  WHICH IS LOCATED ON THE 

LEVEL BETWEEN LEVELS 1 AND 2 OF BUILDING 4707 TOWER.
4707

0001083996 4475-AH2-SAF OFF/A, T.FREY NOTIFIED. 4475-AH0002
0001038841 NOISY AH 4207RM0107
0001084185 4205 AK CHECKING OFF IN ALARM AH-6 & 20 AFTER OUTAGE BY 

MILLWRIGHTS
4205-AH0006

0001077704 REPLACE BELTS AND SET TENSION ABOVE ROOM 241 4708C-AH0021
0001083818 AIR CONDITIONING NOT WORKING 4739RM0106
0001077595 RH in room 201 is in High alarm. RH is feed off of DXAC4. 4760-DXAC0004
0001083989 ROOM TO WARM 4312RM0109
0001077633 4670-AH1-SAF, TOGGLING STATUS. M.RICH NOTIFIED. 4670-AH0001
0001077656 4244-DXAC2-SAF  UNIT OFF IN ALARM.  S. VANN NOTIFIED. 4244
0001057573 CHECK AIR FLOW/ STUFFY 4251RM0003
0001057628 REPAIR REFRIGERATOR 4494RM0014
0001064098 ADJUST HVAC CONTROLS/ TOO HOT/ NO AIR FLOW 4487RMB0203A
0001064255 ADJUST HVAC CONTROLS TOO HOT, 78 TO 80 DEGREES 4200RM0712
0001070789 4708A-RM1105-SPT IS IN HIGH ALARM:NOTIFIED LAYNE 4708RM1105
0001075992 DXAC4-SAF OFF IN ALARM. NOTIFIED STEVE SWINFORD. 4760
0001077759 REPAIR LEAKING ACMP/ LEAKING OIL AND WATER-(ED SIVLEY NOTIFIED) 4483
0001077697 HV2  off and alarm. HVAC notified. 4471-HV0002
0001077765 M WING CRU8-SAF GOING ON/OFF IN ALARM. NOTIFIED GARY LAYNE. 4663
0001083982 AH2-STATIC ON SAT SIDE IS FAILED. NOTIFIED GARY LAYNE. 4475
0001064219 ADJUST HVAC CONTROLS/ 80 DEG. 4485RM0123
0001064223 ADJUST HVAC CONTROLS TOO HOT, NO AIR FLOW IN RM'S 110, 112 & 114 4485FLR01
0001064342 EVALUATE AIR FLOW FOR ADEQUATE AIR/ VENTALTION 4485RM0123
0001070286 ADJUST HVAC CONTROLS TOO HOT, NO AIR, STUFFY 4619RM0149
0001077766 AH1-SAF OFF IN ALARM. NOTIFIED GARY LAYNE. 4656
0001077769 ADJUST HVAC CONTROLS/ TOO COLD/ IN THE 60'S 4481RM0431
0001083870 DXAC 1 THRU 4 NOT COOLING. NOTIFIED GARY LAYNE. 4723
0001070591 REPAIR DXAC0001 4566-DXAC0001
0001064124 REPAIR AH-UNIT, INOPERABLE 4485RM0116
0001064126 REPAIR AH-UNIT, ROOM OUT OF SPEC 4715FLR01
0001064178 TURN AIR ON 4723
0001064360 NO AIR 4760RM0118
0001064375 ADJUST HVAC CONTROLS/ NO AIR IN ROOMS 1105 AND 1107 4708FLR01
0001077639 4583 RM 180 HIGH TEMP ALARM P   NOTIFIED 4583
0001057757 ADJUST HVAC CONTROLS/ TOO HOT AND HUMID/ 80 DEG. IN ROOMS 136, 137 

AND 138
4707FLR01

0001070469 4708A-AH15-SAF IS OFF/A:NOTIFIED LAYNE 4708A-AH0015
0001070317 4728-CHWS-CHWRT2 IS FAILED:NOTIFIED LAYNE 4728
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0001077632 4610-SUMP1-SUHIAL IS IN ALARM.  MARTIN LUDLOW HAS BEEN NOTIFIED. 4610

0001064448 REPAIR FLOAT ON SUMP IN COOLING TOWER (O. WRIGHT) 4583
0001057469 CHECK/REPAIR A/C UNITS THAT APPEAR TO BE FREEZING UP EVERY DAY 

AROUND NOON
T0236

0001070314 REPAIR 4353 CHWS CHWST SENSOR 4353
0001070558 REPAIR INIOPERABLE AH--(NO AIR) 4241-AH0001
0001070565 4207-AHB1-SAF IS OFF/A:NOTIFIED LAYNE 4207-AH00B1
0001070595 4663-HWS-HWP3 IS ON/A:NOTIFIED LAYNE 4663B-HWP0003
0001064393 T4185 DXAC001 /  RETURN AIR FLEX IS OFF AND NEEDS TO BE REPLACED T4185-DXAC0001
0001089820 4487A-RM114-SPT IS IN LOW ALARM:NOTIFIED LAYNE 4487RMA0114
0001064365 ADJUST HVAC CONTROLS TOO HOT, 79 DEGREES 4202RM0300D
0001070397 DISENGAGE AH0011A/ NAVES 4708A-AH0011
0001077594 4471 HV8 SAF off in alarm. Located in the SW part of the building in E3. 4471-HV0008
0001077612 HV2 off in alarm. Layne notified. 4471-HV0002
0001077618 RAF is off in alarm. Layne notified. Located NE corner of building in E1 4250-AH0001
0001050854 4530 / OUTSIDE REPAIR POWER SUPPLY TO DXAC0001 (2030) 4530-DXAC0001
0001050744 4205 AH-12 CHECK CHW CONTROL VALVE LEAKING THROUGH AK 4205-AH0012
0001050525 4708 / B-25 ADJUST HVAC.  TOO HOT 4708RMB0025
0001064257 4718-AH1-RH HIGH ALARM LAYNE NOTIFIED 4718
0001064434 CHANGE FILTERS (NEWTON) 4551-DXAC0001
0001070614 CHECK ALIGNMENT ON HOT WATER PUMP #2 4708RMB0001A
0001070464 CHANGE FILTERS ON DX UNIT                             NOT ON PM PROGRAM 4607RM0109
0001070329 4583 ROOM 180 HIGH SPT FREY CHECKING 4583RM0180
0001070337 CRU IN RM A144 HAS A HUMIDITY HIGH ALARM. M.RICH NOTIFIED. 4487RMA0144
0001070338 4203-AH6-SAF, OFF/A. M. RICH NOTIFIED. 4203-AH0006
0001070339 4475-AH2-RAF OFF/A, M.RICH NOTIFIED. 4475-AH0002
0001044047 DISENGAGE AH0003 ( NAVES) 4705-AH0003
0001057913 ADJUST HVAC CONTROLS/ TOO HOT/ NO AIR 4655
0001064049 ADJUST HVAC CONTROLS TOO COLD 4493RM0135
0001064247 REPAIR INOPERABLE ACMP/ NO AIR/ TOO HOT 4659RM0015
0001070625 4583 ROOM 180 HIGH SPT AK CHECKING 4583RM0180
0001064392 USER WOULD LIKE THE BELTS CHECKED AND OR REPLACED SEE JIM 

HAYWOOD
4663C-CRU0003

0001070413 4707-AH29 STEAM REHEAT IS NOT MAKING A GOOD DELTA T:NOTIFIED 
SWINFORD

4707-AH0029

0001064435 CHANGE FILTERS (NEWTON) 4551-DXAC0002
0001070708 4481-RM263A-STATIC IS IN HIGH ALARM:NOTIFIED SWINFORD 4481RM0263A
0001070411 TOO HOT ON N. END OF BUILDING 4728
0001057704 REPAIR, ADJUST CRU0001 TOO COLD 4493-CRU0001
0001064282 4473-CH5-GPM, IN LOW ALARM. A.LAFARLETT NOTIFIED. 4473-CHLR0005
0001057406 CHECK OPERATION OF AH-UNIT 4487RMW0106
0001064478 4708B-SAF6-SAT IS FAILED:NOTIFIED SWINFORD 4708B-AH0019
0001050591 REPLACE COLD DECK TEMPERATURE SENSOR & TRANSMITTER 4708A-AH0014
0001050615 ADJUST HVAC CONTROLS ON THE NORTH SIDE OF BLDG 4566NORTH
0001050823 TURN OFF AH 4, 5, AND 6 BY 1:00 P.M. ON 8/9/05 4708RM1191
0001064235 4353-AH4-RARH HIGH ALARM O WRIGHT NOTIFIED 4353
0001064275 4583-CH1-CHHP HIGH ALARM P   NOTIFIED 4583
0001064276 4705-FID01-WTRD P   NOTIFIED 4705
0001064283 4471-PABX-SAF2 SWAPPED OVER, P.   NOTIFIED. 4471-DXAC0001
0001064324 4493 RM 160 RH IS IN HIGH ALARM:NOTIFIED  4493RM0160
0001064362 4708B-CR163-RH IS IN HIGH ALARM:NOTIFIED LAYNE 4708
0001064501 4583-RM180-SPT DXAC UNIT SUPPLYING ROOM OFF CAUSING HIGH 

TEMPERATURE.  J. MCCAGHREN NOTIFIED.
4583
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0001070336 REPLACE LEAKING CHW VALVE ON AH2. J.MCCAGHREN NOTIFIEED. 4475-AH0002
0001057535 ADJUST BELT TENSION WITH GAUGE 4628-AH0001
0001021330 ALIGN SHEAVE WITH ALIGNMENT TOOL 4705-DXAC0004
0001044045 DISENGAGE AH0026 ( NAVES) 4755-AH0026
0001057445 ADJUST HVAC CONTROLS TOO HOT 4566RM0156
0001057462 ADJUST HVAC CONTROLS TOO HOT 4570FLR01
0001057537 ADJUST BELT TENSION WITH GAUGE 4666-AH0001
0001057546 ALIGN SHEAVES AND SET TENSION 4707-AH0003
0001064506 ADJUST HVAC CONTROLS/ NO AIR IN ROOMS 102-106 4656EAST
0001057515 4656-HV3-SAF IS OFF/A WHEN UCS SENDS AN ON COMMAND:NOTIFIED 

LAYNE
4656-HV0003

0001070322 4732-AH6-SAF IS OFF/A:NOTIFIED LAYNE 4732-AH0006
0001070382 4708B-RMB4-SPT IS IN HIGH ALARM:NOTIFIED LAYNE 4708
0001070704 PENTHOUSE CHILL WATER LINE LEAK:NOTIFIED RON CHRIST 4610
0001057397 ADJUST HVAC CONTROLS TOO HOT--NO AIR 4708RM0226
0001070300 4723-ACCU NEEDS TO BE RESET:NOTIFIED SWINFORD 4723
0001070301 4663B-RM160-SPT2 IS IN HIGH ALARM:NOTIFIED  4663RMB0160
0001070302 4663A-RM109-RH IS IN HIGH ALARM:NOTIFIED  4663
0001057543 REPLACE MOTOR BEARINGS 4674-CHWP0001
0001057508 ADJUST HVAC CONTROLS/ NO AIR TO ENTIRE BLDG. 4202RM0125
0001057578 ADJUST HVAC CONTROLS TOO HOT IN RM'S A225 & A255A 4487FLR02-A
0001057746 ADJUST HVAC CONTROLS TOO HOT 4493RM0151
0001070666 4619-AH31-SAF IS OFF/A:NOTIIFED SWINFORD` 4619-AH0031
0001070672 4610-AHB1-SAF IS OFF/A:NOTIFIED SWINFORD 4619-AH00B1
0001070673 4619-AHB3-SAF IS OFF/A:NOTIIFED SWINFORD 4619-AH00B3
0001070680 CHECK AIR FLOW 4494FLR01
0001070685 4487 B WING UNITS ARE OFF/A:NOTIFIED SWINFORD 4487
0001070686 4487 AB WING UNITS ARE OFF/A:NOTIFIED SWINFORD 4487
0001043988 REPAIR LEAKING HUMIDIFIER AT N.W. ENTRANCE RAMP 4650
0001070283 CLEAN CHILL WATER STRAINER ON AH0016 AWING ( CONTACT LARRY 

NAVES WHEN COMPLETED SO HE CAN INSPECT UNIT)
4708A-AH0016

0001050548 4663 CRU-1 ROOM A109 MAKING NOISE O. WRIGHT CHECKING 4663A-CRU0001
0001050698 4708A-RM1110-SPT IS IN HIGH ALARM:NOTIFIED LAYNE 4708RM1110
0001057762 4708B AHB-3 OFF IN ALARM FREY CHECKING 4708
0001033542 4205-CHWS-CHWP1 IS INTERMITTEDLY OFF/A:NOTIFIED LAYNE 4205-CHWP0001
0001057516 4656-HV4-SAF IS OFF/A WHEN UCS SENDS AN ON COMMAND:NOTIFIED 

LAYNE
4656-HV0004

0001057517 4656-HV5-SAF IS OFF/A WHEN UCS SENDS AN ON COMMAND:NOTIFIED 
SWINFORD

4656-HV0005

0001050432 CHECK OPERATION OF AIRHANDLER, NO AIR FLOW 4732
0001050850 4711-AH12-SAF  UNIT OFF IN ALARM.  J. MCCAGHREN NOTIFIED. 4711
0001057377 REPAIR AH-UNIT, NOT COOLING IN SHOP AREA 4774FLR01
0001038906 RESET CHILLER 4566RM0147
0001064322 CLEAN STRAINER ON AH0010 4205-AH0010
0001064274 4481-AH16-SAF IS OFF AND IN ALARM.  TOM FREY NOTIFIED. 4481-AH0016
0001064197 LOSS OF AIR FLOW ALARM 4493-CRU0001
0001050547 ADJUST HVAC CONTROLS TOO HOT--NO AIR 4605
0001057884 4481-AH6-SAF OFF/A. J.MCCAGHREN NOTIFIED. 4481-AH0006
0001057895 4205-AH17-SAF OFF/A, J.MCCAGHREN NOTIFIED. 4205-AH0017
0001064079 REPAIR A-UNIT, NOT OPERATING PROPERLY 4759RM0102
0001057809 ALIGN SHEAVES WITH ALIGNMENT TOOL 4708-AH00B5
0001043857 REPLACE MOTOR BEARINGS ON CHWP0002 4674-CHWP0002
0001038744 ALIGN SHEAVES USING LASER ALIGNMENT ON AH021A 4663A-AH021A
0001038743 ADJUST BELT TENSION WITH GAUGE ON AH0013 4663B-AH0013
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0001028044 REPAIR DAMPER ON ACTUATOR ON EAF0009 4203-EAF0009
0001044048 UNSTOP DRAIN ON DXAC0001 ( NAVES) 4774-DXAC0001
0001057749 4250-AH1-RAF IS OFF/A 4250
0001057786 4708 AHB3 SAF IS OFF/A:NOTIFIED LAYNE 4708-AH00B3
0001057905 AH3-SAF OFF IN ALARM. NOTIFIED GARY LAYNE. 4561-AH0003
0001057642 4655-DXAC2-SAF IS OFF/A:NOTIFIED SWINFORD 4655-DXAC0002
0001057701 4493-AH6 RHS ARE IN HIGH ALARM:NOTIFIED LAYNE 4493-AH0006
0001044109 ADJUST HVAC CONTROLS/ TOO COLD 4201RMB0071
0001057491 ACMP1-PS1 IN LOW ALARM. SWINFORD NOTIFIED 4481
0001057580 CHECK HOT WATER CONTROLS (  4475
0001057586 4487B AH5 SPT IS IN HIGH ALARM:NOTIFIED SWINFORD 4487B-AH0005
0001057617 CRU1-ALARM IN ALARM.   NOTIFIED 4493-CRU0001
0001057632 4205-ah10 DOES NOT HAVE A DELTA T ON THE COOLING SIDE:NOTIFIED 

LAYNE
4205-AH0010

0001057804 ADJUST BELT TENSION WITH GAUGE 4707-AH0032
0001057805 ADJUST BELT TENSION WITH GAUGE AND CHECK SHEAVES FOR WEAR 4707-EAF0007
0001057806 REPLACE BELTS AND ALIGN SHEAVES 4708A-AH0006
0001050537 4674 /  CHECK NOISEY PUMP IN E-1 CHWP0002 4674-CHWP0002
0001050516 REPAIR LEAKING AH 0007 (H.WRIGHT FAMILIAR) 4487-AWING
0001050627 4207-RM140-WTRDET IS IN ALARM.  HERSHEL WRIGHT HAS BEEN NOTIFIED. 4207

0001050628 4708-PABX-SAF1 IS OFF AND IN ALARM.  HERSHEL WRIGHT NOTIFIED. 4708
0001050630 4708B-AH20-DEHUM IS IN ALARM.  HERSHEL WRIGHT NOTIFIED. 4708B-AH0020
0001050637 4708B-AH20-DEHUM OFF ALARM 4708
0001057394 UNIT NOT COOLING LIKE IT SHOULD. 4200-DXAC0002
0001050766 UNSTOP DRAIN ON AH-UNIT 4707-AH0023
0001050697 4707-SEWER-ALARM IS IN ALARM:NOTIFIED ROBERSON 4707
0001064292 REPAIR TEMPORARY AC UNIT--INOPERABLE 4760RM0104
0001057542 ADJUST OR REPLACE PACKING IN PUMP 4666-CWP0002
0001057544 ALIGN SHEAVES AND SET TENSION 4707-AH0001
0001057611 4723-ACCU-CTL IS NOT COOLING.  THERE IS A HIGH SPT ON DXAC3.   AK 

LAFARLETT NOTIFIED.
4723

0001057609 4493-CRU1-ALARM.  AK LAFARLETT NOTIFIED. 4493-CRU0001
0001057506 4663M-CRU1D IS OFF AND IN ALARM.  TOM FREY HAS BEEN NOTIFIED. 4663M-CRU001D
0001057503 4663M CRU-07 FREY CHECKING WATER IN FRONT ON UNIT 4663M-CRU0007
0001057433 4583 PABX-1 OFF IN ALARM FREY CHECKING 4583
0001057432 4487A AH-1 & 3 OFF ALARM BORDEN CHECKING AFTER POWER OUTAGE 4487A-AH0001
0001057423 4720 WALK-IN COOLER IN LOW ALARM FREY CHECKING 4720
0001050848 4708-AH-14 CCSAT SENSOR FAILED FREY CHECKING 4708A-AH0014
0001050461 ADJUST HVAC CONTROLS TOO HOT 4487RMA0212L
0001039038 INSTALL  INSULATION AROUND WINDOW AIR CONDITIONER 4483
0001047889 CHANGE DESAKIT IN HVAC UNIT 4707RM0154
0001050846 REPAIR CONDENSATE LINE, DRIPPING ON EQUIPMENT, CALL 4-4169 IF 

TESTING
4554RM0109

0001064279 4708B-AH20-DEHUM, OFF/A, A.K. NOTIFIED. 4708B-HUM0020
0001057761 4205M_5 IN ALARM FREY CHECKING 4205
0001050603 ADJUST HVAC CONTROLS TOO HOT--IN THE 80'S 4200RMG0011A
0001043926 ADJUST HVAC CONTROLS TOO COLD 4200RM0828
0001044051 DISENGAGE AH0002 ( NAVES) 4707-AH0002
0001044065 4487C-AH4-SAF  UNIT OFF IN ALARM.  J. MCCAGHREN NOTIFIED. 4487C-AH0004
0001050507 CHECK NOISE / LAYNE AWARE 4663RMB0205
0001050701 HVAC THERMOSTAT LEAKING AIR 4566RM0138
0001057442 ADJUST HVAC CONTROLS TOO HOT IN SHOP AREA 4774
0001057597 4493-RM160-RH IN HIGH ALARM. M.RICH NOTIFIED. 4493-AH0008
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0001057600 4663A-RM012-RH IN HIGH ALARM. M.RICH NOTIFIED.2 4663RMA0012
0001057629 ADJUST HVAC CONTROLS TOO HOT, NO AIR IN 2402 AREA, TEMP IN THE 80'S 4612RM2402

0001057665 4481-RM263A-STATIC IS IN HIGH ALARM:NOTIFIED LAYNE 4481RM0263A
0001057785 4711 AH12 SAF IS OFF/A:NOTIFIED LAYNE 4711-AH0012
0001057634 4205-AH4-FILTER IS IN ALARM:NOTIFIED CARPENTER 4205-AH0004
0001057898 CHANGE FILTERS IN AH001 AND AH002 4727RM0103
0001057735 AH0004 NEED BELT CHANGE PTI FIND 4476-AH0004
0001057803 REPLACE BELT AND SET TENSION 4707-AH0011
0001064230 REPAIR LEAKING AH 4476RM0110A
0001064306 4205-AH10-CCSAT IS IN HIGH ALARM:NOTIFIED LAYNE 4205-AH0010
0001064357 4481-RM263A-STATIC IS IN HIGH ALARM:NOTIFIED LAYNE 4481RM0263A
0001064155 4723-ACCU IS NOT COOLING.  TOM FREY NOTIFIED. 4723
0001057874 4205M_5 ALARM FREY CHECKING 4205
0001044074 ADJUST HVAC CONTROLS TOO HOT, NO AIR FLOW 4306
0001050442 REPAIR CONTROLS ON STEAM STATION #2 IN WEST HIBAY (H.WRIGHT 

FAMILIAR)
4619WEST

0001057557 4493-RM160-RH IS IN HIGH ALARM:NOTIFIED WRIGHT 4493RM0160
0001057741 4561-CH1-CTL IS OFF/A:NOTIFIED LAYNE 4561-CHLR0001
0001057836 4203-AH4 VAV420 HAS LOW CFM WITH THE BOX AT MAX 4203-AH0004
0001004859 REPAIR SAF0001 4481-SAF0001
0001050534 4666 /  ALIGN SHEAVES AND ADJUST BELT TENSION ON HV0001 E-2, PTI FIND 4666-HV0001

0001057765 4493 CRU-1 IN ALARM AK CHECKING 4493-CRU0001
0001044004 ADJUST HVAC CONTROLS TOO COLD--60 DEG.--POC IS RICHARD BOOTHE AT 

544-3028
4612RM1504A

0001057745 TIGHTEN BELTS (NEWTON) 4612-CRU0003
0001064149 ALIGN SHEAVES AND SET TENSION 4732-AH0006
0001064150 ALIGN SHEAVES AND SET TENSION 4732-AH0007
0001039240 REPAIR LEAKING AIR DUCT 4653RM0027C
0001057545 ALIGN SHEAVES AND SET TENSION 4707-AH0002
0001077536 REPAIR LEAKING AH-UNIT 4487RMC0169
0001077534 REPAIR LEAK ON AH0026 4755-AH0026
0001039140 ADJUST HVAC CONTROLS TOO HOT 4487RMAB0215
0001039142 4249-AH2-CDKT IS NOT MAKING SETPOINT:NOTIFIED LAYNE 4249-AH0002
0001038854 M WING RM M117. WATER FOUNTAIN NOT COOLING. 4663
0001070560 4708-RMB4-SPT IS IN HGIH ALARM:NOTIFIED SWINFORD 4708RMB0004
0001070562 4493-CHWS-CHWP1 IS ON/A:NOTIFIED LAYNE 4493-CHWP0001
0001077516 AH5-SAF OFF IN ALARM. NOTIFIED STEVE SWINFORD. 4718
0001064339 ADJUST BELT TENSION WITH GAUGE 4708B-AH0001
0001070722 SET BELT TENSION WITH GAUGE 4708B-AH0005
0001070726 SET BELT TENSION WITH GAUGE 4708B-AH0011
0001033645 CHECK AIR CONDITIONER OPERATION IN ELECTRICAL SHOP FOR PROPER 

OPERATION.
4705RMB0120

0001034125 ADJUST HVAC CONTROLS TOOHOT 4200RM0916B
0001039047 HIGH HUMIDITY 4487RMBC0104
0001039071 ADJUST HVAC CONTROLS TOO HOT 4492RM0191
0001038835 CHECK OPERATION OF ENVIRONMENTAL UNIT AT SOFI SPRAY BOOTH 4707RM0154
0001044219 PUT 4249 UNITS IN HAND FOR UCS TO COMPLETE WORK ON TRUNK 

LINE:NOTIFIED RANDY CLARKE
4249

0001044242 ADJUST HVAC CONTROLS TOO HOT 4655RM0100
0001038742 ADJUST BELT TENSION WITH GAUGE ON AH008 4207-AH0008
0001038756 ADJUST HVAC CONTROLS TOO HOT--LITTLE OR NO AIR FLOW 4200FLR05
0001038961 4487 / B126B THE AIR CONDITIONER IS NOT WORKING AGAIN. 4487RMB0126B
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0001050621 4718-CH1-CHWST IS IN HIGH ALARM:NOTIFIED NAVES 4718-CHLR0001
0001050639 4708-AHB3-RAF OFF ALARM 4708
0001050720 4663a-ah4-SAF IS OFF/A:NOTIFIED  4663A-AH0004
0001027659 REPAIR STEAM LEAK ON AH0019 ( THOMAS AND MATT FAM.) 4707-AH0019
0001050743 4205 AH-9 & 10 CLEAN STRAINERS WEATHERS CHECKING 4205-AH0009
0001050855 4205 / SOUTH CLEAN CHILL WATER STRAINER ON AH0009 (2023) 4205-AH0009
0001038783 ADJUST HVAC CONTROLS TOO HOT--80 DEG. 4492
0001044039 ADJUST HVAC CONTROLS TOO COLD 4205RM0105F
0001038868 4650 / 0133 REPAIR HUM0005 4650-HUM0005
0001039193 LOWER LEAVING WATER TEMP ON CHILLER:NOTIFIED LAYNE 4653-CHLR0001
0001057373 REPAIR HUM0002 4650-HUM0002
0001044161 4708 PABX-1 OFF IN ALARM AK CHECKING 4708
0001044062 4705-AH3-RHZ1 IS IN HIGH ALARM:NOTIFIED AK 4705RMA0106
0001033375 REPLACE BEARINGS ON BLOWER 4610RM4030
0001039032 ADJUST HVAC CONTROLS TOO HOT 4201RM0421
0001039198 ADJUST HVAC CONTROLS TOO HOT, TEMP 80.5 4201RM0334
0001050702 ADJUST HVAC CONTROLS TOO COLD 4202RM0510A
0001043974 CHECK, REPAIR AH-UNIT INOPERABLE 4663RMB0172
0001050545 ADJUST HVAC CONTROLS TOO COLD (IN THE 60'S) 4205RM0105
0001050644 4723-ACCU IS NOT COOLING.  PERRY   NOTIFIED. 4723
0001050814 ADJUST HVAC CONTROLS TOO HOT 4205RM0105B
0001050815 ADJUST HVAC CONTROLS TOO HOT IN ENTIRE BLDG. 4732
0001050851 4653-CH1-CTL  UNIT OFF IN ALARM.  J. MCCAGHREN NOTIFIED. 4653
0001050646 4707-AH28&29-SPT IS IN LOW ALARM.  AK LAFARLETT NOTIFIED. 4707-AH0028
0001050648 4708B M_ALARM AK CHECKING 4708
0001050480 REPAIR LEAKING AH-UNIT IN HIBAY 4251RM0001
0001044091 ACMP CONTINUOUSLY RUNNING 4728RM0110
0001050473 4707 AH-7 OFF IN ALARM AK CHECKING 4707-AH0007
0001039059 4707-AH1 DOES NOT HAVE DELTA T 4707-AH0001
0001039060 4707-AH2 DOES NOT HAVE A DELTA T 4707-AH0002
0001050543 CHECK ACMP FOR SHOP AIR 4561
0001044079 REPLACE BELTS AND SET TENSION 4619-RAF0023
0001043889 INSPECT RETURN AIR DUCT ABOVE THE CELING FOR LEAKS AND DAMAGE 4494

0001044251 REPLACE BELTS AND SET TENSION ON AH0001(2022) 4312-AH0001
0001044250 REPLACE BELTS AND SET TENSION ON AH0007(2022) 4481-AH0007
0001033335 SM. TENT PLEASE CHECK OUT THE A/C UNIT FOR THE SMALL TENT. YOU 

CAN USUALLY FEEL HOT AND COLD SPOTS AT DIFFERENT LOCATIONS BUT 
NOW ALL ARE HOT SPOTS.

4705FLR01

0001039019 REPAIR NOISY AH-UNIT IN SHOP 4774
0001039046 ADJUST HVAC CONTROLS TOO HOT--81 DEG. 4619RM0128A
0001039050 ADJUST HVAC CONTROLS TOO HOT 4708RM1212
0001039080 4561 is too hot:notified Swinford 4561
0001039117 CLEAN WINDOW UNIT, NOT COOLING PROPERLY LOCATED IN OFFICE 4678FLR01
0001039014 AC UNIT BLOWING BLACK PARTICLE THROUGH VENTS 4202RM0119B
0001043872 ADJUST HVAC CONTROLS TOO HOT 4481RM0105
0001043929 NO AIR, TEMP IN THE 90'S 4542FLR01
0001044064 4711-AH12-SAF  UN IT OFF IN ALARM.  M. RICH NOTIFIED. 4711
0001050458 UNSTOP DRAIN ON AH0001, LEAKING 4712-AH0001
0001043854 TURN AC UNIT BACK ON, RM LOCKED 4707RM0153
0001044046 DISENGAGE AH0016 ( NAVES) 4755-AH0016
0001044224 ADJUST HVAC CONTROLS TOO HOT--NO AIR (SWINFORD NOTIFIED) 4561
0001057407 4708A-AH14-RAT IS FAILED:NOTIFIED NAVES 4708A-AH0014
0001039067 ADJUST HVAC CONTROLS TOO HOT 4712RMD0126
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0001039103 LOWER SET POINT, HAVING CLASSES AND NEEDS TO BE BELOW 75 IN CLASS 

RM "D"
4200RMG0013

0001039115 CHECK CRU0001, MAKING NOISE SEE USER FOR DETAILS 4663A-CRU0001
0001039168 ADJUST HVAC CONTROLS TOO HOT 4200RM0712
0001044120 ADJUST HVAC CONTROLS TOO HOT, NO AIR AT 90 DEGREES + 4583RM0205
0001044125 ADJUST HVAC CONTROLS TOO WINDY 4203RM6209
0001027967 REPAIR NOISY AIRHANDLER ON THE ROOF OF BWING 4663-BWING
0001039081 4760-DXAC4-SAF IS TOGGLING OFF:NOTIFIED SWINFORD 4760-DXAC0004
0001033539 4205-AH7 DOES NOT HAVE A GOOD DELTA T:NOTIFIED SWINFORD 4205-AH0007
0001038811 ADJUST HVAC CONTROLS TOO COLD 4650RM0118
0001050660 ADJUST HVAC CONTROLS TOO COLD IN THE 510 AREA 4202FLR05
0001043982 4711 / HI BAY CHANGE BELTS AND SET TENSION ON AH0014 (2022) 4711-AH0014
0001043981 4353 / E-2 CHANGE BELTS AND SET TENSION ON AH0002 (2022) 4353-AH0002
0001039165 4241 / 116 ROOM 116 IS TOO HOT. TEMPERATURE NOT CONSISTANT WITH 

ADJACENT AREAS. SEE BUILDING MANAGER
4241RM0116

0001043890 4207-AH5-SAF IS OFF/A:NOTIFIED LAYNE 4207-AH0005
0001044077 REPLACE BELTS AND SET TENSION 4619-AH00B2
0001044078 REPLACE BELTS AND SET TENSION 4619-HV006C
0001021319 REPLACE FAN AND MOTOR SHEAVES ON AH0003 4705-AH0003
0001039201 CHECK NOISY RETURN AIR FAN ON AH0003 (  4487B-AH0003
0001039118 4715-RM100-SPT IS IN HIGH ALARM:NOTIFIED TOM FREY 4715RM0100
0001027773 CHECK, HUMIDITY AT 70% 4476RM0113
0001039087 4487AB-AH21 VAVS 1-3 HAVE HIGH SPACE TEMPS:NOTIFIED SWINFORD 4487AB-AH0021
0001038977 D-WING AH1-SAF ON IN ALARM. NOTIFIED STEVE SWINFORD. 4663
0001039082 UNSTOP DRAIN ON DXAC0002 (NAVES FAM.) 4705-DXAC0002
0001033334 REPAIR AIR HANDLER BELTS/MOTOR ON AH0003.  MOTOR AND/OR BELTS 

MAKING NOISE.
4203RM3003

0001038814 REPAIR LEAKING AC UNIT IN ROOM9 T0236
0001039125 4201-PABX-RH, IN HIGH ALARM (3%). J.MCCAGHREN NOTIFIED. 4201RMB0011
0001039127 4473-CH4-CHHP IN HIGH ALARM. J.MCCAGHREN NOTIFIED. 4473-CHLR0004
0001027868 REPAIR/REPLACE 4619-CHWS-CHWRT SENSOR:FAILING REPEATEDLY 4619
0001028033 CLEAN DRAIN PAN ON AH0007 4705-AH0007
0001043896 REPAIR NOISY AH-UNIT 4487RMB0187A
0001027782 4605 / ALL (1) AH-1 MOTOR (7.5HP). PLEASE MEASURE THE VOLTAGE, 

CURRENT AND KW  FOR THIS. (2) AH-2 MOTOR (10.0HP) . PLEASE MEASURE 
THE VOLTAGE, CURRENT AND KW  FOR THIS.

4605-AH0001

0001043876 CLEAN CHILL WATER STRAINER ON AH0012 4205-AH0012
0001043875 CLEAN CHILL WATER STRAINER ON AH0007 4205-AH0007
0001039226 REPAIR LEAKING AH ON NORTH WALL/ EAST SIDE 4705RMC0101
0001027783 4705 / HIGH BAY A FEW WEEKS AGO 1OF 3 EXISTING HEATER STRIPS WAS 

CONNECTED IN THE LARGE TENT HEAT PUMP IN ORDER TO HELP REDUCE 
HUMIDITY IN THE TENT. IT IS NOT SUFFICIENTLY CONTROLLING THE 
HUMIDITY . PLEASE CONNECT THE OTHER TWO AVAILABLE STRIPS.

4705

0001027887 TOO HOT - 1100 WING 4610
0001033665 AH8-SAF OFF IN ALARM. NOTIFIED GARY LAYNE. 4476-AH0008
0001039170 UNSTOP DRAIN (RICE FAMILIAR) 4732-AH0007
0001038753 ADJUST HVAC CONTROLS TOO HOT 4627RM0104
0001038975 CH4-CHHP IS 4.3 HIGH IN ALARM. NOTIFIED STEVE SWINFORD. 4473
0001039054 4473-ch4-chhp IS IN HIGH ALARM:NOTIFIED LAYNE 4473-CHLR0003
0001039095 4646 / 109 CHECK BALANCE OF AIR FLOW. STEVE SWINFORD IS AWARE 4646RM0109
0001033606 ADJUST HVAC CONTROLS TOO HOT--NO AIR 4610RM3050A
0001050440 00003823 /  BELTS NEED REPLACING ON AH0017, 4755 4755-AH0017
0001038950 ADJUST HVAC CONTROLS TOO HOT 4755RM0331
0001039189 4723-ACCU1 IS NOT RUNNING:NOTIFIED SWINFORD 4723
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0001039006 4708B-M_1-ALARM  MOISTURE ALARM IN B WING.  MCCAGHREN NOTIFIED. 4708

0001033501 REPAIR INOPERABLE AH-UNIT 4646FLR01
0001043943 REPAIR 4475-AH2-VAV08 CFM:READING 0 WHEN VAV WANTS MAX:NOTIFIED 

 
4475-AH0002

0001044059 4629-DXAC4-SAF OFF ALARM 4629
0001038989 4487B-AH7-SAF HOT CALL BY DARREN REED.  TOM FREY NOTIFIED. 4487B-AH0007
0001038999 4244, RM115A SPT IN HIGH ALARM. A.K. NOTIFIED. 4244RM0115A
0001038791 4201 PABX-1 OFF IN ALARM FREY CHECKING 4201
0001033503 4708A-AH20-RAF IS TOGGLING:NOTIFIED LAYNE 4708A-AH0020
0001039113 REPAIR LEAKING AH-UNIT 4436RM0107-10
0001028042 CLEAN CHILL WATER STRAINER ON AH0026 4708A-AH0026
0001039055 4663A-CRU1-SAF IS TOGGLING:NOTIFIED LAYNE 4663A-CRU0001
0001021353 ADJUST HVAC CONTROLS TOO HOT--82 DEG. 4487RMC0177
0001033527 ADJUST HVAC CONTROLS TOO HOT, NO AIR 4566RM0158
0001038820 INVESTIGATE HUMIDITY, WALLS SWEATING 4475RM0116
0001038887 4610-AHB1-SAF, OFF/ALARM, M.RICH NOTIFIED. 4610-AH00B1
0001038898 4619-AH30-SAF, OFF/ALARM, M.RICH NOTIFIED. 4619-AH0030
0001039007 4487C-AH1-SAF  UNIT OFF IN ALARM.  M. RICH NOTIFIED. 4487
0001039064 ADJUST HVAC CONTROLS TOO HOT--NO AIR 4708RM1132
0001033513 ADJUST HVAC CONTROLS TOO COLD --IN THE 60'S 4712RMB0109
0001044055 4250-DXAC0001 IN RM68 HAS A LOCAL ALARM.  TOM FREY NOTIFIED. 4250-DXAC0001
0001044061 4583-PABX-RH IS IN HIGH ALARM:NOTIFIED AK 4583
0001033376 REPAIR LEAK ON HUMIDITY SUPPLY TUBE 4205FLR01
0001044016 REPAIR OVERHEAD LEAKS ON AH-UNITS , WEST WALL 4707RM0157
0001038910 CLEAN STRAINER AND BACK CHILL WATER COIL ON AH0001 4707-AH0001
0001027924 RESTORE A/C TO AREA 4572RM0201
0001033436 4570-CHWS-CHWP1 IS ON AND IN ALARM.  TOM FREY NOTIFIED. 4570-CHWP0001
0001028021 AIR HANDLER GOING OFF AND ON NO COOL AIR 4759RM0103
0001028034 4493-RM160-RH IS IN HIGH ALARM:NOTIFIED LAYNE 4493RM0160
0001027925 4201 SE DOOR NOT WORKING BORDEN CHECKING 4201
0001021355 4707-HWP4 IS OFF/A:NOTIFIED LAYNE 4707
0001027591 CT-WLVLA LOW IN ALARM. NOTIFIED GARY LAYNE. 4718
0001027605 AH10 NO DELTA T. TOO WARM. NOTIFIED GARY LAYNE. 4205
0001027572 ADJUST HVAC CONTROLS TOO COLD 4200RM0160
0001021219 4708A-RM1105-SPT IS IN LOW ALARM:NOTIFIED SWINFORD 4708
0001021241 4707-AH9-SPT IS IN HIGH ALARM:NOTIFIED RICH 4707-AH0009
0001021373 4708 PABX-1 OFF IN ALARM FREY CHECKING 4708
0001129969 ADJUST HVAC CONTROLS TOO HOT, TEMP 86 DEGREES 4612RM1103
0001123722 EXTREME TEMPERATURES - SENSOR IN LOCKED ROOM NEEDS TO BE 

MOVED
4610RM1043

0001124240 ADJUST HVAC CONTROLS/ TOO COLD IN ROOMS 115 AND 116 4755FLR01
0001130088 ADJUST HVAC CONTROLS/ TOO COLD 4708RM0245
0001130101 ADJUST HVAC CONTROLS TOO COLD NO HEAT 4708RM0217
0001130383 HWC1-HWST LOW IN ALARM. NOTIFIED GARY LAYNE. 4649
0001130385 UH1-SAF OFF IN ALARM. NOTIFIED STEVE SWINFORD. 4555
0001130409 HWS-HWP1 ON IN ALARM. NOTIFIED STEVE SWINFORD. 4618
0001130502 ADJUST HVAC CONTROLS/ TOO HOT/ 82 DEG. 4610RM2058A
0001126803 ADJUST HVAC CONTROLS TOO HOT 4610RM3091
0001130126 CRU1-SAF...OFF/ALARM. SWINFORD NOTIFIED 4663
0001098724 4201-PABX-SAF, SWAP BACK TO NORMAL. M.RICH NOTIFIED. 4201-CRU0005
0001050763 REPAIR 4487-CHWS-DPT4:SWINFORD NOTIFIED 4487B-AH0007
0001130373 CHECK SHEAVES AND ALIGNMENT ON H&V0012A 4619-HV0012
0001118460 ADJSUT BELT TENSION WITH GUAGE 4712-AH0004
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0001118462 REPLACE BELTS AND SET TENSION 4712-AH0005
0001102688 ADJUST HVAC CONTROLS/ TOO HOT (USER IS IN RM.4422) 4203FLR04
0001118565 4607 / 110 POC:  TIM ROGERS @ 4-6472.  REPAIR SUPPLY FAN #11 ON THE 

WEST WALL.
4607RM0110

0001118324 ADJUST HVAC CONTROLS TOO COLD 4487RMC0168
0001120962 REPAIR AC UNIT, INOPERABLE 4777RM0100A
0001120965 ADJUST HVAC CONTROLS/ TOO HOT 4522
0001105691 ADJUST TEMPS BY 2 DEGREES, TOO COLD 4487RMB0229B
0001110336 ADJUST HVAC CONTROLS/ TOO COLD/ 63 DEG. 4306
0001110356 Off and in alarm. Gary Layne notified. 4244-CRU0001
0001118882 ADJUST HVAC CONTROLS/ TOO HOT 4522
0001129921 4708A-AH11A-SAF, OFF/A,RESTORE TO SERVICE.  J.MCCAGHREN NOTIFIED. 4708A-AH0011

0001130030 4205-AH20-SAF, OFF/A, RESTORE TO SERVICE. A.LAFARLETT NOTIFIED. 4205-AH0020
0001102240 REPAIR REFRIGERATOR/ NOT COOLING 4494RM0014
0001110738 4653-AH1-SAF  UNIT OFF IN ALARM.  J. MCCAGHREN NOTIFIED. 4653
0001126821 4663M RM 211 LOW SPT AK CHECKING 4663RMM0211
0001126823 4485 AH-2 ON IN ALARM AK CHECKING 4485-AH0002
0001113411 ADJUST HVAC CONTROLS/ TOO HOT IN ROOMS A215 AND A111 4487-AWING
0001126751 RECEIVED COLD CALL THAT HIGH BAY WASN'T GETTING ANY HEAT. 

NOTIFIED GARY LAYNE.
4555

0001102624 ADJUST HVAC CONTROLS / TOO HOT/ REPLACE TEMPERATURE SENSOR 4707RMT0112
0001126750 RECEIVED COLD CALL FROM JIM DUNN FOR ROOMS 1128-1132. NOTIFIED 

GARY LAYNE.
4708

0001129963 ADJUST HVAC CONTROLS IN THE RM 245, 247 & 249 AREA TOO COLD ( 
WOUGH)

4708FLR02

0001118459 ADJUST BELT TENSION WITH GUAGE 4712-AH0003
0001129961 ADJUST HVAC CONTROLS/ TOO COLD/ ALSO CHECK WEST END OF BLDG. 4353RM0137
0001129907 HWS-HWP1 OFF IN ALARM. NOTIFIED NEWTON. 4561
0001110352 ADJUST HVAC CONTROLS TOO COLD, IN THE 60'S 4202RM0314B
0001110389 4203 ROOM B200A NOISE ON AC UNIT RICH CHECKING 4203RMB0200A
0001113390 ADJUST HVAC CONTROLS TOO COLD, TEMP IS 66 DEGREES 4487RMC0216
0001129900 INSTALL NEW FILTERS IN AH-47. 2026 4705-AH0047
0001129898 INSTALL NEW FILTERS IN AH-49. 2026 4705-AH0049
0001123655 4663 ROOM C147 TOO HOT 4663
0001102658 4708A AH-21 RAF ON IN ALARM 4708A-AH0021
0001121016 4708 sump-3 in alarm borden checking 4708
0001083959 NEEDS COVER FOR CEILING VENT IN ROOM A102D (POPE IS AWARE) 4471
0001123658 4524-CHWS-CHWP2 IS ON AND IN ALARM.  TOM FREY NOTIFIED. 4524-CHWP0001
0001123746 4493 AH-8 LOW RH% AK CHECKING 4493-AH0008
0001123729 4718-1-ACC1-ALARM.  AK LAFARLETT NOTIFIED. 4718-1
0001102182 ADJUST HVAC CONTOLS/ TOO COLD/ IN THE 60'S 4485RM0116
0001102286 REPAIR AIRHANDLER FEEDING 2ND FLOOR, AREA STAYS HOT 4583FLR02
0001102642 ADJUST HVAC CONTROLS/ TOO HOT 4202RM0222A
0001121015 4663B CRU-4 FREY CHECKING NOISEY UNIT 4663B-CRU0004
0001113412 ADJUST HVAC CONTROLS/ TOO HOT (ENTIRE BLDG.) 4306
0001118320 CLOSE VENT TO REDUCE AIR FLOW 4481RM0431
0001110305 ADJUST HVAC CONTROLS/ TOO COLD 4610RM2062B
0001110326 ADJUST HVAC CONTROLS TOO COLD 4663RMA0223
0001123733 4353-AH4-SAF, OFF/ALARM, RESTORE TO SERVICE. M.RICH NOTIFIED. 4353-AH0004
0001123769 ADJUST HVAC CONTROLS/ TOO COLD IN HALLWAY OF 302---331--54 DEG. 4481
0001120978 Room 201 RH is in high alarm. 4760-DXAC0004
0001123816 HUMIDITY/TEMPATURE ALARM GOING OFF 4707RM0103
0001102343 ADJUST HVAC CONTROLS/ TOO HOT 4487RMC0176
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