
TOH Workload History 7/1/2006 - 6/30/2007

WONUM DESCRIPTION LOCATION
0001458853 INSTALL STANDBY CONTROL AIR COMPRESSOR. 4570-ACMP0001
0001351263 4475 AH-2 RAF OFF IN ALARM FREY CHECKING 4475-AH0002
0001356849 CHILLER 2 NEEDS TO BE CHECKED. SUPPLY WATER TEMP AND RETURN 

WATER TEMP ARE ABOVE 56 DEGREES AND THE BUILDING IS STARTING 
TO WARM UP. SWINFORD NOTIFIED.

4570

0001351106 ADJUST HVAC CONTROLS TOO COLD, FREEZING 4202RM0502
0001361819 AH1-SAF...OFF/ALARM. NAVES NOTIFIED 4631-AH0001
0001350879 REPLACE TOUCH PAD ON VSC0001 ( NAVES) 4735-VSC0001
0001356564 ADJUST HVAC CONTROLS/ TOO HOT 4653RM0030
0001356587 4487C-AH1 & 2  SAF'S  UNITS OFF IN ALARM.  M. RICH NOTIFIED. 4487
0001356822 4723 DXAC ALL HAVE HIGH SAT'S FREY RESETTING CONDENSOR 4723
0001356821 4201 PABX LOW SPT FREY CHECKING 4201
0001356583 4723 DXAC-2 SPT IN HIGH ALARM FREY CHECKING 4723RM0106
0001356568 START CHILLER AND CHILLWATER SYSTEM (WADELL FAMILIAR) 4566RM0147
0001356652 NO AIR FLOW 4471RMB0103
0001356797 REPAIR LEAK ON AH0005 4583-AH0005
0001351242 CHECK TEMP ON CRU UNIT 4244-CRU0001
0001356706 4705-CHWS-CHWP1 OFF/A, M.RICH NOTIFIED. 4705-CHWP0001
0001356723 REPAIR WATER LEAK FROM OVERHEAD AC (SWINFORD NOTIFIED) 4755RM0315
0001356861 124A HIGH BAY TOO HOT 4650RM0124
0001356883 ADJUST HVAC CONTROLS/ TOO HOT AND HUMID IN ROOMS 107 AND 145 4207FLR01

0001356886 BLDG NOT COOLING. NOTIFIED LARRY NAIVES. 4207
0001356908 ADJUST HVAC CONTROLS TOO COLD 63 DEGREES ( NAVES AWARE) 4207RM0021
0001361816 ADJUST HVAC CONTROLS TOO COLD ( NAVES AWARE) 4708RM0163
0001351135 A/C IS BLOWING HOT AIR 4487RMC0158
0001351017 OPERATE CONTROLS ON AH0003 (2030) 4200RM0106
0001351007 OPERATE CONTROLS ON AH0001 (2030) 4476-AH0001
0001351262 4487 BC AH-2 & 3 ODOR FREY CHECKING 4487BC-AH0002
0001356897 4481 / 501 REPLACE BELTS ON AH0015 (2022) 4481-AH0015
0001356786 REPAIR LATCH ON DOOR OF AH11 (NAVES) 4711-AH0011
0001337994 REPLACE KEY PAD ON VSC ON CHWP0001 ( NAVES) 4707-CHWP0001
0001351016 CRU0011 IS NOT COOLING (2030) 4476RM0202C
0001348766 FROM WORK ORDER 0001324686 TASK 50: INSPECT VAPOR HOSES       

NEED TO DISASSEMBLE AND DESCALE
4707-HUM0001

0001348767 FROM WORK ORDER 0001324683 TASK 10: CHECK OPERATION AND 
CONTROLS  NEED TO DISASSEMBLE AND DESCALE

4707-HUM0010

0001351001 4755-HWS-HWP1 OFF/A. M.RICH NOTIFIED. 4755-HWP0001
0001351063 4648-DXAC1-SAF  UNIT OFF IN ALARM.  M. RICH NOTFIED. 4648-DXAC0001
0001351099 TOO HOT ROOMS 226, 229 4708FLR02
0001351114 4711-AH11-FINAL_FILTER IS SHOWING ALARM. CHECK DIFFERENTIAL 

PRESSURE AND ADJUST DP SWITCH.
4711RMW0108A

0001356790 ADJUST HVAC CONTROLS/ TOO COLD IN ROOMS 105 AND 110 4708FLR01
0001356921 REPLACE BELTS AND SET TENSION 4708-AH00B2
0001356922 REPLACE MOTOR AND FAN SHEAVE 4708-AH011A
0001351000 4705-AH7,AH6, AND AH6A-SAF, ALL OFF/A RESTORE TO SERVICE. 

J.MCCAGHREN NOTIFIED.
4705-AH0007

0001356725 ADJUST HVAC CONTROLS TOO HOT 4481RM0218
0001361792 REPAIR STEAM STATION CONTROLS 4705
0001354359 ALIGN BELTS ON AHU5 (SEND TO MILLWRIGHTS) 4650-AH0005
0001350943 REPLACE MOTOR ON CRU0004 ( NAVES) 4476-CRU0004
0001354289 AIR CONDITIONING IS NOT WORKING.  THIS IS A CLEANROOM AND 

REQUIRES TEMP AND HUMIDITY CONTROL.
4705RMB0119
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WONUM DESCRIPTION LOCATION
0001356597 RESTART ALL AH-UNITS DUE TO POWER OUTAGE IN MACHINE SHOP ( J. 

MCCATHREN FAMILIAR)
4705FLR01

0001359640 CHECK, ALIGN AND REPLACE BELTS ON SAFB12 4708RMB0038
0001359641 CHECK, ALIGN AND REPLACE BELTS ON RAF B12 4708RMB0038
0001351241 ADJUST HVAC CONTROLS/ TOO COLD/ IN THE 60'S 4708RM0132
0001356914 CLEAN STRAINER ON ZONE 1 REHEAT 4491-AH0001
0001356915 REPAIR LEAK ON REHEAT COIL 4491-AH0001
0001359583 ADJUST HVAC CONTROLS TOO HOT 4487RMB0106
0001361803 ADJUST HVAC CONTROLS/ TOO HOT/ 80 DEG. 4481RM0101A
0001361805 ADJUST HVAC CONTROLS/ TOO HOT/ NEAR 80 DEG. 4739RM0106
0001356924 REPLACE BELTS AND SET TENSION 4708B-AH0011
0001341952 REPAIR CHWP2 MOTOR BASE LOCATED IN E1. POC R. CORN 4464-CHWP0002
0001356677 RH SENSOR IS READING HIGH ALARM. SENSOR NEEDS TO BE CHECKED 

OR REPLACED.
4708B-AH0021

0001359613 ADJUST HVAC CONTROLS TOO HOT 4674RM0101
0001359582 REPLACE CONDENSER FAN MOTOR ON DXAC0004 4705-DXAC0004
0001356916 REPLACE BELTS AND SET TENSION 4708A-AH0015
0001356577 4715 LOWER TEMPS IF POSSIBLE FOR POWER OUTAGE FRIDAY FREY 

CHECKING
4715RM0100

0001356917 REPLACE BELTS AND SET TENSION 4708A-AH0016
0001356665 4663-CHWS DPT03 IS READING LOW ALARM (-6). SENSOR NEEDS TO BE 

CHECKED AND OR REPLACED.  (NORTON)
4663

0001351165 4583 ROOM 180 HIGH SPT FREY CHECKING 4583RM0180
0001356845 ADJUST HVAC CONTROLS/ TOO HOT/ AC NOT RUNNING 4759RM0102
0001356733 ADJUST HVAC CONTROLS/ TOO HOT/ 80 DEG. (NAVES NOTIFIED) 4708RM0163
0001356726 REPAIR LEAK ON AC UNIT (SWINFORD NOTIFIED) 4539RM0100
0001356890 4475 AH-2 OFF IN ALARM SARTAIN CHECKING 4475-AH0002
0001356537 4708 / B12 PLEASE ADJUST HVAC - TOO HOT 4708RMB0012
0001361807 ADJUST HVAC CONTROLS/ TOO HOT 4200RMG0013D
0001341944 REINSTALL ACCELEROMETER ON NEW MOTOR 4463 E17 RAF0003 4663C-RAF0003
0001351037 FREEZING COLD ON SOUTH END OF M103 - NORTH END COMFORTABLE 

TEMPERATURE
4663FLR01-M

0001354203 ADJUST HVAC CONTROLS/ TOO HOT IN ROOMS 110C AND 115 4755FLR01
0001361832 B WING AH4-SAF...OFF/ALARM. NAVES NOTIFIED 4487
0001351205 B WING AHB1 RM224 HIGH IN ALARM. NOTIFIED LARRY NAIVES. 4663
0001354335 ADJUST HVAC CONTROLS/ TOO HOT---CHILLER WATER TOO HIGH 4653
0001351086 ADJUST HVAC CONTROLS , TOO HOT AND HIGH HUMIDITY 4708RM0251
0001361776 RESET ACCU. NAVES NOTIFIED 4723
0001356912 REPLACE BELTS ON CRU0039 ( JOEL FAMILIAR) 4705-AH0039
0001356923 REPLACE BELTS AND SET TENSION 4708-AH00B4
0001356898 4670 / SE LEG REPLACE BELTS ON AH0001 (2022) 4670-AH0001
0001356611 ADJUST HVAC CONTROLS/ TOO HOT (BETWEEN 78-80 DEG.) 4487RMB0213B
0001351276 THE CHILLER DOES NOT SEEM TO BE OPERATING THAT COOLS THIS 

ROOM.  AIR IS BLOWING BUT IT IS NOT COOL.
4566RM0123

0001351300 4648-DXAC1-SAF  UNIT OFF IN ALARM.  HVAC NOTIFIED. 4648-DXAC0001
0001351047 REPAIR LEAKING AH0001 ( NAVES) 4583-AH0001
0001356718 4759-CRU1-ALARM  CRU1 IN ALARM.  M. RICH NOTIFIED. 4759
0001345049 ADJUST HVAC CONTROLS TOO HOT 4708RM0206
0001351008 OPERATE CONTROLS ON AH0001 (2030) 4476-AH0001
0001351168 4650-AH5-SAF  MOTOR GONE BAD PER J.  MCCAGHREN. 4650-AH0005
0001356595 CHANGE FILTERS IN AH0008 IN UPS ROOM PER HVAC KEQUEST. 4207-AH0008
0001351163 TOO HOT IN ROOM 119A 4650RM0119
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0001304511 4708 / 1190 CHECK AIRFLOW AND AIR LOUDNESS IN BATHROOM #1190 IN 

THE EMI LAB.  USERS HAVE EXPRESSED CONCERN FOR THE LOUDNESS 
AND AIR FLOW.  CONTACT GLENN SHELBY @ 0694.

4708RM1190

0001356925 REPLACE BELTS AND SET TENSION 4708-DXAC0007
0001354330 ADJUST HVAC CONTROLS TOO HOT 4707RM0103
0001356608 ADJUST HVAC CONTROLS/ TOO COLD 4491RM0129
0001356669 ADJUST HVAC CONTROLS/ TOO HOT/ NO AIR ON WEST END (SWINFORD 

NOTIFIED)
4487-CWING

0001356877 REPAIR DXAC0001 4760-DXAC0001
0001356775 ADJUST HVAC CONTROLS TOO HOT 4487RMB0200D
0001351290 ROOM IS HOT.  THERE IS NO AIR FLOW. 4487RMB0241
0001348852 TOO HOT 4663RMB0222
0001359615 PABX 1 AND 2 DID NOT SWAP OVER PROPERLY. LARRY NAVE NOTIFIED. 4653
0001354347 4692 HIGH SPT FREY CHECKING 4692
0001356589 4487B-AH8-SAF  UNIT OFF IN ALARM.  M. RICH NOTIFIED 4487
0001345098 ADJUST HVAC CONTROLS TOO HOT, CHECK FOR STEAM BEING ON IN 

GRIND SHOP
4705FLR01

0001338236 PULL PUMP AND CARRY TO SHOP FOR BEARING REPLACEMENT 4705-CHWP0001
0001345046 ADJUST HVAC CONTROLS TOO COLD 4708RM1244
0001356551 AC FREEZING UP 4759RM0102A
0001361870 ADJUST HVAC CONTROLS/ TOO HOT 4663RMC0182
0001361852 REPAIR WINDOW AC UNIT/ NOT COOLING 4554
0001337995 REPLACE KEY PAD ON VSC, CHWP0002 ( NAVES) 4707-CHWP0002
0001348839 ADJUST HVAC CONTROLS TOO HOT 4663RMA0164
0001260026 CHECK NOISE IN AC UNIT 4631RMA0107
0001356918 REPLACE BELTS AND SET TENSION 4708A-AH0028
0001361849 NO AIR 4678RM0105
0001356605 REDUCE AIR NOISE IN MAIN ENTRANCE 4200RM0149
0001356612 ADJUST HVAC CONTROLS TOO HOT 4200RM0510A
0001351281 REPAIR EXHAUST FAN. INOPERABLE. RM.129C. 4707-EAF0001
0001356705 4708A-HWC1-HWST IN LOW ALARM. M.RICH NOTIFIED. 4708RMB0001A
0001356757 ADJUST HVAC CONTROLS TOO COLD, 62 DEGREES 4487RMC0243
0001351264 4200 ROOM 527 HIGH SPT FREY CHECKING 4200RM0527
0001348817 TOO HOT 4487RMC0200
0001344985 REPAIR WATER LEAK IN LADIES RESTROOM IN CEILING COMING FROM 

AC UNIT
4244

0001338112 REPLACE GASKET ON HUM0004 (NAVES) 4708B-HUM0004
0001356670 ROOM 160-2 SPT IS IN HIGH ALARM. PLEASE CHECK SENSOR. SWINFORD 

NOTIFIED.
4663

0001356833 ADJUST HVAC CONTROLS/ TOO COLD 4485RM0118
0001351221 ADJUST HVAC CONTROLS/ TOO HOT 4487RMB0106
0001356561 ADJUST HVAC CONTROLS/ TOO HOT AND STUFFY (ONLY AIR COMING 

FROM ONE VENT)
4203RMB0312

0001361791 VERIFY OPERATION OF CHWV ON AH4-SAF. NAVES NOTIFIED 4250
0001359638 ADJUST HVAC CONTROLS TOO HOT 4663RMB0219
0001361793 RESET AH-UNIT DUE TO POWER OUTAGE 4194RM0006
0001354344 ADJUST HVAC CONTROLS/ TOO HOT IN ROOMS 30 AND 30A  (IN THE 80'S) 4653FLR01

0001351062 4205-AH18-SAF  UNIT OFF IN ALARM.  M. RICH NOTIFIED. 4205-AH0018
0001359628 4207 HWC-1 IN E-1 LOW TEMPS FREY CHECKING 4207
0001324111 REPLACE TOUCH PAD ON VSC0002 4619-VSC0002
0001351148 REPAIR LEAKING AHUNIT AT THE BAY AREA ON THE NORTH END 4583NORTH
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0001354275 ADJUST HVAC CONTROLS/ TOO COLD (IN THE 60'S) (SWINFORD NOTIFIED) 4200RM0106

0001361833 ADJUST HVAC CONTROLS/ TOO HOT/ INTAKE AIR VENT ON AC IS 
BLOCKED

4205RM0116G

0001361814 CHECK SENSOR IN ROOMS 115, 117 AND 118 4702FLR01
0001361838 4570-HWS-HWP1 IS ON AND IN ALARM.  TOM FREY NOTIFIED. 4570-HWP0001
0001361836 4707-HWS-HWP3 IS OFF AND IN ALARM.  TOM FREY NOTFIED. 4707-HWP0003
0001351275 REPLACE BELTS ON EAF0007. EQUIPMENT #00010522. 4711-EAF0007
0001356653 ADJUST HVAC CONTROLS/ TOO HOT 4487RMB0201B
0001351253 NO AIRFLOW 4201RM0128A
0001356588 RESET AH-UNIT DUE TO POWER OUTAGE ( J. MCCATHREN NOTIFIED) 4705RMA0201
0001351312 ADJUST HVAC CONTROLS/ TOO HOT (LARRY NAVES NOTIFIED) 4200RM0210
0001354320 CHECK OPERATION OF AH-UNITS IN  NORTH HALL 4708FLR02
0001354383 ADJUST HVAC CONTROLS/ TOO HOT 4201RM0503
0001356547 ADJUST HVAC CONTROLS ON EAST PERIMETER---NO AIR---84 DEG. 4201FLR05
0001356563 ADJUST HVAC CONTROLS/ TOO HOT IN THE 3200 AREA 4203FLR03
0001361881 NO AIR 4759RM0102
0001356720 ADJUST HVAC CONTROLS/ TOO HOT 4250RM0035H
0001356791 4487 / B229A ROOM IS 80 DEGREES.  PLEASE LOWER TEMPERATURE TO 76-

77.
4487RMB0229A

0001356808 ADJUST HVAC CONTROLS TOO HOT 4487RMA0140
0001356832 ADJUST HVAC CONTROLS TOO COLD 4491RM0128
0001356824 4708 / E-20 WTRDET ALARM ZONE 7  (2030) 4708RM1280
0001356782 REPAIR LEAK COMING FROM VENT 4205RM0109C
0001356801 ADJUST HVAC CONTROLS THROUGH OUT THE MONTH OF AUGUST DO TO 

CLASSES BEING  TOO HOT
4200RMG0013D

0001356920 REPLACE BELTS AND SET TENSION 4708A-AH0029
0001350954 ADJUST HVAC CONTROLS TOO HOT, LOW AIR FLOW 4485RM0128A
0001350978 ADJUST HVAC CONTROLS TOO HOT TEMP IN THE UPPER 80'S 4707RM0154
0001351043 AIR NEEDS TO BE TURNED ON IN ABOVE ROOM. 4727RM0112
0001351292 REPAIR LEAK ABOVE AH1 DRIPPING ON UNIT ( STEVE DEVANEY AWARE ) 4491-AH0001

0001351141 ADJUST HVAC CONTROLS TOO HOT, 69 DEGREES ( SWINFORD AWARE) 4663RMM0103
0001351314 REPAIR AH PULLING IN OUTSIDE AIR IN MECHANICAL ROOM  (NAVES 

NOTIFIED)
4631SOUTH

0001356559 ADJUST HVAC CONTROLS/ TOO HOT/ NO AIR (SWINFORD NOTIFIED) 4524
0001356567 TURN ON AH #6 (WADELL FAMILIAR) 4566RM0171
0001345167 REPAIR AH-UNIT LOCATED ON THE WEST END OF THE BLDG. KEEPS 

CYCLING ON AND OFF
4353WEST

0001356806 CHECK WATER COMING FROM DUCT WORK ON AH0001 ( H.WRIGTH) 4491-AH0001
0001351166 4723 DXAC'S ALL HAVE HIGH SAT'S FREY CHECKING 4723
0001330096 REPLACE FAN AND MOTOR SHEAVE 4487A-AH0019B
0001365749 REPLACE BELTS ON AH0021 4707-AH0021
0001361969 CHWS CHWP4 ON IN ALARM. NOTIFIED JAMES. 4570
0001361916 CH1-CTL...OFF/ALARM. NAVES NOTIFIED 4666
0001361988 CONTROL AIR IS IN LOW ALARM AND DROPPING. SWINFORD NOTIFIED. 4353-ACMP0001

0001368469 REPLACE FAILED ZONE DAMPER ACTUATOR ON ZONE 2 4250-AH0004
0001365747 ADJUST HVAC CONTROLS TOO COLD (  4306
0001368448 4674-CH1-CTL, REPAIR STATUS, VERIFY OPERATION WITH UCS. 4674-CHLR0001
0001361892 4723 HAS SEVERAL HIGH TEMPS.  JAMES BOND NOTIFIED. 4723-DXAC0001
0001368483 ADJUST HVAC CONTROLS/ TOO HOT/ NO AIR 4711RMW0175
0001375891 PLEASE CONFIRM THE PROPER OPERATION OF BOTH COMPRESSORS 4623
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TOH Workload History 7/1/2006 - 6/30/2007

WONUM DESCRIPTION LOCATION
0001375903 REPAIR COMPRESSOR ON CHILLER, INOPERATIVE ( NAVES AWARE) 4653
0001375968 4583-RM180-SPT  SPACE TEMP IN HIGH ALARM.  S. VANN NOTIFIED. 4583
0001361961 REPLACE BELT ON EXHAUST FAN IN EQUIPMENT ROOM. 4705RME0101
0001361964 82 DEGREES HOT! ROOMS 26 & 27 4653RM0026
0001382589 4610 walk-in-freezer1 HIGH ALARM 4610
0001382701 NO AIR  (naves notified) 4631RMC0105
0001382783 (COOLING TOWERS) SUMP 1 SAND FILTRATION SYSTEM OFF (O. WRIGHT 

FAMILIAR)
4473

0001382788 ADJUST HVAC CONTROLS TOO HOT 4200RMG0013D
0001382801 ADJUST HVAC CONTROLS TOO HOT ( ST. JOHN FAMILIAR) 4203RMB0305
0001382830 UNIT IS REPORTED AS BEING OFF. UCS SHOWS THE UNIT TO BE ON AND 

CLEAR (STATUS ONLY). LARRY NAVES NOTIFIED.
4755-AH0001

0001368686 REPLACE PACKING IN PUMP 4666-CHWP0001
0001372882 PLEASE CHECK EXHAUST FAN IN MEN`S RESTROOM 1221 - USER`S 

REPORT THE FAN IS BLOWING OUT AND NOT PULLING THE AIR IN AND 
EXHAUSTING PROPERLY

4708RM1221

0001382644 4723 DXAC ALL HAVE HIGH SAT'S AK RESETTING CONDENSOR 4723
0001368629 4493 / 155 ALIGN CWP0002 (2322) 4493RM0155
0001368675 ALIGN COUPLINGS AND CHECK FOR DAMAGE ON CHWP0002 4656-CHWP0002
0001368687 REPLACE BELTS AND SET TENSION ON AH0002 4674-AH0002
0001368502 NO AIRFLOW 4494RM0002
0001379667 REPAIR LEAKING AIRHANDLER IN STORAGE AREA (COFIELD) 4465FLR01
0001379725 CHECK SET POINTS IN 13A THROUGH D, TOO HOT 4605FLR01
0001382509 REPAIR AC UNIT--NOT COOLING--87 DEG. 4640
0001382596 ADJUST HVAC CONTROLS/ NO AIR 4481RM0380
0001372855 ADJUST HVAC CONTROLS TOO HOT, 85 DEGREES IN THE  NORTH SIDE OF 

RM
4200RM0222

0001372848 ADJUST HVAC CONTROLS TOO COLD 4202RM0313
0001376002 ADJUST HVAC CONTROLS/ TOO HOT/ 80 DEG. IN ROOMS 812 AND 818 4200FLR08
0001382507 ADJUST HVAC CONTROLS/ TOO HOT (CO-ORDINATE WITH CINDY 

VEMMER IN ROOM 910)
4200RM0900

0001389134 REPAIR LEAKING AH-UNIT IN SOFI SPRAY BOOTH ( ROBERSON NOTIFIED) 4707RM0156

0001389453 UNSTOP DRAIN ON AH0017, LEAKING ( ROBERSON AWARE) 4755-AH0017
0001368779 CLEAN STRAINERS AND BACK FLUSH COIL IN MEZZANINE AREA/ AH0003 4475

0001376107 ACCU NEEDS TO BE RESET. NAVES NOTIFIED. 4723
0001368425 REPAIR DRAIN LINE ON AH0001 4612B-AH0001
0001368673 REPLACE BELTS AND SET TENSION ON AH0002 4623-AH0002
0001467726 REPLACE BELTS ON AH0012 4663B-AH0012
0001467711 ADJUST HVAC CONTROLS TOO COLD 63 DEGREES 4493RM0103
0001467748 COLD IN BACK PART OF MEN`S DRESSING ROOM 4315RM0103
0001467761 4708A-AH20-RAF OFF/ALARM. J.MCCAGHREN NOTIFIED. 4708A-AH0020
0001464984 ADJUST HVAC CONTROLS TOO COLD ( NAVES AWARE) 4487RMC0203
0001464849 REPLACE BELTS AND SET TENSION 4473-AH0001
0001464795 HWS-HWP1...OFF/ALARM. SWINFORD NOTIFIED 4755-HWP0001
0001464691 4583-AH1-SAF  UNIT OFF IN ALARM.  J. MCCAGHREN NOTIFIED. 4583
0001464744 ADJUST HVAC CONTROLS/ TOO HOT/ NEAR 80 DEG. 4202RM0522
0001464842 REPLACE BELTS AND SET TENSION 4727-AH0003
0001464650 ADJUST HVAC CONTROLS/ TOO COLD IN ROOMS 1101, 1103, 1121 A&B 4708FLR01
0001464702 REPAIR EXPOSED WIRE ON TOP OF VAV519 HALLWAY NEAR 5437. CRAFT 

2230
4203RM5437
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0001464701 CONTROLS NOT WIRED ON BOX VAV-119 LOCATED ON THE 1ST FLOOR IN 

THE KITCHEN. 2230
4203RM1101

0001464558 4200 / 610 ADJUST THERMOSTAT SO THE ROOM DOES NOT REACH 80 
DEGREES F.

4200RM0610

0001461544 ADJUST HVAC CONTROLS TOO HOT, 84 DEGREES 4200RM0828S
0001459690 CHECK SQUEAKY NOISE OVERHEAD OUTSIDE RM W112 4711FLR01
0001461571 TEMPERATURE IN THE ROOM IS 80 DEGREES. PLEASE ADJUST 

THERMOSTAT DOWN.
4200RM0610

0001461549 EXHAUST FAN 1 AND 2 ARE OFF AND IN ALARM. LOCATED IN RM107 (HI-
BAY). STEVE SWINFORD NOTIFIED.

4555

0001461613 NO AIRFLOW READING (  4487RMC0243
0001461611 REPAIR COVER ON AH0012 (  4475-AH0012
0001461546 TOO HOT 78 DEGREES F - ADJUST THERMOSTAT 4487
0001458776 A WING AH6 RAF IS OFF AND IN ALARM. LARRY NAVES NOTIFIED. 4487
0001458765 4707-AH4-SAF  UNIT OFF IN ALARM.  HVAC NOTIFIED. 4707-AH0004
0001458684 REPAIR HUMIDIFIER #1 4493-HUM0001
0001458628 4485-ACMP-PSI IN LOW ALARM. SWINFORD NOTIFIED 4485
0001458644 CHANGE FILTERS IN 4663C-AH0020 IN E-14.   NOT ON P.M. 4663C-AH0020
0001458842 TOO COLD 62 DEGREES F 4487
0001458812 SUPPORT MILLWRIGHT 4475
0001458583 4663A-AH4-STATIC IN HIGH ALARM. M.RICH NOTIFIED. 4663A-AH0004
0001458552 4251-UH2-SAF IS OFF ALARM 4251
0001455915 ADJUST HVAC CONTROLS/ TOO HOT/ IN THE 80'S 4583RM0124
0001452701 REPAIR CONDENSATE DRAIN  (HAMM) 4549-DXAC0001
0001452880 4663A-RM011-SPT  SPACE TEMPERATURE SENSOR NEEDS CALIBRATING 

PER J. MCCAGHREN.
4663RMA0011

0001428663 AH6-FINAL_FILTER IN ALARM. NAVES NOTIFIED 4493-AH0006
0001449871 ADJUST HVAC CONTROLS/ TOO HOT (NOTIFIED SWINFORD) 4202RM0420
0001449885 4612A AH-6 ON IN ALARM AK CHECKING 4612A-AH0006
0001449872 ADJUST HVAC CONTROLS TOO HOT, 80'S 4200RM0612
0001446487 REPAIR HUMIDIFIER ON CRU0007 4663B-CRU0007
0001446476 CHECK AIRFLOW,  NO AIR IN RM 8 T0236
0001446441 ADJUST HVAC CONTROLS TOO COLD 4202RM0215
0001446529 4481-AH20-SAF OFF ALARM, NAVES NOTIFED 4481-AH0020
0001446580 ADJUST HVAC CONTROLS TOO COLD 4487RMB0210
0001446330 ADJUST HVAC CONTROLS TOO COLD 4494FLR01
0001443604 4760 / 102 EXHAUST FAN RUNNING BUT NOT PULLING AIR. 4760RM0102
0001443543 REPAIR CONTROLS ON HV0007B ( NEWTON) 4619-HV0007
0001443539 REPAIR ON/OFF STATUS ON HV0007 ( NEWTON) 4619-HV0007
0001443537 ADJUST HVAC CONTROLS TOO HOT 4707RM0103
0001440352 BLACK POWDER ESCAPING AC VENT INTO ROOM 4732RM0111
0001440317 AH1-SAT EXTREMELY  COLD. NAVES NOTIFIED 4491-AH0001
0001440563 4760 HV1 NEEDS BELTS REPLACED PM  FIND 4760-HV0001
0001440486 ADJUST HVAC CONTROLS TOO HOT 4306RM0101
0001440485 BELTS NEEDS REPLACE AT 4607 EAF 04 HI BAY, WEST WALL RM.110/PM 

FIND
4607-EAF0004

0001440465 4663B EAF 1 ROOM B 10 FAN WILL NOT RUN  PM FIND 4663B-EAF0001
0001440427 REPLACE BELTS AND SET TENSION 4612A-AH0006
0001440425 REPLACE BELTS AND SET TENSION 4612A-AH0004
0001440417 HV0011-SLOW DOWN FAN ROOM 25 4650RM0025
0001437734 4251 UNIT HEATER 2 , OFF/ALARM. M.RICH NOTIFIED. 4251RM0001
0001434785 REPAIR OR REPLACE MOTOR ON HV3 HI BAY NORTH SIDE BELTS ARE OFF 

PM FIND
4708FLR01
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0001435014 ADJUST HVAC CONTROLS/ TOO HOT AND STUFFY (NAVES NOTIFIED) 

CHECK  WHOLE BLDG.
4705RMB0105

0001434966 REPLACE REMOTES ON AH0004 IN E4 BOX AND REMOTES ARE THERE 
NEED TO BE INSTALLED ON NEW MOTOR & BEARINGS

4663A-AH0004

0001434962 OUTSIDE EXHAUST FAN ON WEST SIDE OF BUILDING IS LOOSE AND 
NOISY.

4666WEST

0001434987 4610-SPMP1-SUHIAL  SUMP 1 WATER LEVEL IN HIGH ALARM.  K. BEVIS 
NOTIFIED.

4610

0001434774 4583 ROOM 180 HIGH SPT FREY CHECKING 4583RM0180
0001434902 CH1-CTL...OFF/ALARM. NAVES NOTIFIED 4605-CHLR0001
0001434949 CH1-ALARM. NAVES NOTIFIED 4653-CHLR0001
0001434878 4715 ROOM 101 HIGH SPT AK CHECKING 4715RM0101
0001434865 REPAIR CHILL WATER VALVE ON CRU0001 4707-CRU0001
0001434840 REPAIR STATUS ON H&V0018 4650-HV0018
0001434908 REPLACE SUPPLY AND RETURN TEMPERATURE SENSORS ON CHILLER #4 4583

0001434871 4653-CH1-ALARM  MR NAVES NOTIFIED 4653
0001431941 ADJUST HVAC CONTROLS TOO HOT 78 DEGREES 4202RM0420
0001428530 4723 DXAC ALL HAVE HIGH SAT'S FREY RESETTING CONDENSOR 4723
0001428481 BLOCK OFF DIFFUSER (O.WRIGHT FAMILIAR) 4663RMA0262
0001428778 USER REPORTS HIGH HUMIDITY IN THE LAB AREA, RM100 AND RM102. 4623FLR01
0001428724 REPLACE BELTS TO UNIT AT 4707 AH23 HI BAY EAST END RM.157B 

OVERHEAD/PM FIND
4707-AH0023

0001428715 BELT NEEDS REPLACE AT 4707 AH08 MENS RM/PM FIND 4707-AH0008
0001428617 4723-DXAC3-SPTZ1 IN HIGH ALARM OF 77 DEGS. A.K. LAFARLETT 

NOTIFIED.
4723RM0111A

0001428614 4723-RM111A-SPT IS IN HIGH ALARM.  TOM FREY NOTIFIED. 4723
0001428736 ADJUST HVAC CONTROLS/ TOO HOT / NO AIR IN ROOMS 101, 105, 108 AND 

109
4614FLR01

0001428592 ADJUST HVAC CONTROLS/ TOO COLD 4200RM0812G
0001428528 4583 ROOM 180 HIGH SPT FREY CHECKING 4583RM0180
0001425618 4650 /  4650 HV 12 HI BAY CENTER NEEDS BELTS CHANGEDPM 

GENERATED
4650-HV0012

0001425612 DXAC4/CRU1 OFF IN ALARM. NOTIFIED SWINFORD. 4566-DXAC0004
0001425598 4200 / 610 AFTERNOON TEMPERATURES ARE APPROACHING 80 DEGREES. 

REQUEST THERMOSTAT BE ADJUSTED DOWN.
4200RM0610

0001421769 REPAIR DEFFERENTIAL PRESSURE CONTROL ON H.W. PUMP #4 4708RM1280
0001425555 NO AIRFLOW IN OFFICE - TOO HOT 4612RM0005
0001421677 LOUD NOISE COMING FROM AIR VENT - SOUNDS LIKE BROKEN PIPE 4610RM2060
0001421628 4663-SPT'S  SPACE TEMPS IN HIGH ALARM.  R. CLARK NOTIFIED. 4663
0001421612 ABOVE CEILING REPLACE BELTS AND SET TENSION ON AH0002 4250-AH0002
0001421608 REPLACE FAN AND MOTOR SHEAVE ON AH0001 4524-AH0001
0001421606 REPLACE MOTOR BEARINGS ON AH0003 4203-AH0003
0001421558 GREASE LINE FITTING NEEDS REPLACE AT 4487B AH20/RM.E32 4487B-AH0020
0001421556 4487C E54 NEEDS 2 NEW BELTS A46 RAF3 4487RMC0157
0001421537 4723-DXAC1-ACCU IS NOT COOLING THE BUILDING.  TOM FREY NOTIFIED. 4723-DXAC0001

0001418414 AHB13-RAF...OFF/ALARM. NAVES NOTIFIED 4708
0001415091 DISABLE AND ENABLE AH0003 (  4207-AH0003
0001414931 RESET CHILLER ( M. RICH FAMILIAR) 4631
0001415198 DISABLE THE HEATING AND COOLING SYSTEM 4612RM1212
0001415172 CHANGE FILTERS IN FID0002 (2026) 4610-FID0002
0001414925 4619-AC5-SAF  UNIT OFF IN ALARM.  R. CLARK NOTIFIED. 4619
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0001414901 4723-DXAC1-SAF IS NOT COOLING.  AK LAFARLETT  NOTIFIED. 4723-DXAC0001
0001414823 BELT NEEDS REPLACED AT 4619 RAF 024 RM.222/RM.E06. 4619-RAF0024
0001415155 4619 AH.B-1 ON IN ALARM FREY CHECKING 4619
0001414838 REPAIR OR REPLACE MOTOR ON AH0016 4755-AH0016
0001414801 AH3-SAF...OFF/ALARM. NAVES NOTIFIED 4353
0001414995 NO AIR    (CONTACT CHERYL SMYTHE AT 544-4680 FOR ACCESS)   (naves 

notified)
4608

0001414921 4487A-AH5-SAF  UNIT OFF IN ALARM.  M. RICH NOTIFIED. 4487
0001414911 4487A AH-1 & 3 OFF IN ALARM AK CHECKING 4487A-AH0001
0001415190 ADJUST HVAC CONTROLS TOO HOT AND HUMID 4708RM0110
0001414969 AH1-SAF...OFF/ALARM. NAVES NOTIFIED 4530-AH0001
0001415039 AH 2 NEEDS BELTS AND SHEAVES PM REQUEST 4487AB-AH0002
0001412105 4610-SPMP1-SUHIAL  SUMP PUMP ONE IN HIGH ALARM.  K. BEVIS 

NOTIFIED.
4610

0001412104 4570-CHWP4  PUMP OFF IN ALARM.  J. MCCAGHREN NOTIFIED. 4570-CHWP0004
0001412130 REPAIR REPLACE MOTOR BEARINGS ON AH0003 4491-AH0003
0001409339 AH-UNIT IN ALARM, TOO HOT, RESET ( K. TURNER AWARE) 4759RM0102A
0001409336 ADJUST HVAC CONTROLS TOO COLD 4487RMA0152
0001409258 HIGH HUMIDITY, AT 70 % 4487RMC0242C
0001409228 4705 AH-18A OFF IN ALARM HAMM CHECKING 4705-AH018A
0001409227 4723 DXAC SAT'S ALL HIGH HAMM CHECKING 4723
0001409455 REPAIR AH0001, INOPERABLE 4570-AH0001
0001409386 REPAIR EAF0002 ON NORTH WALL RON CORN FAMILIAR 4473-EAF0002
0001409381 EAF 1 MOTOR NEEDS TO BE CHECKED PM REQUEST 4353-EAF0001
0001409380 4315 AH 3ROOF GREASE LINES SEEM TO BE STOPPED UP PM REQUEST 4315-AH0003
0001403347 RESET AIRHANDLER 4561
0001403504 DISABLE AH#48 AND ENABLE (H.WRIGHT) 4207RM0142A
0001409202 ADJUST HVAC CONTROLS/ TOO HOT/ NO AIR IN ROOMS 103 AND 104 4760FLR01
0001403263 CLEAN CONDENSER COIL (   FAMILIAR) 4650-DXAC0003
0001409161 NO AIRFLOW TOO HOT 4561
0001406682 4663A-RM109-RH2 IN HIGH ALARM. M.RICH NOTIFIED. 4663RMA0109
0001389172 4760-RM201-RH HIGH ALARM P   NOTIFIED 4760
0001403440 4663 ROOM B113-SPT-1 IN HGIH ALARM FREY CHECKING 4663
0001396443 RESTART CHILLER (   FAMILIAR) 4566-CHLR0001
0001403428 UPS1-SPT IN HIGH ALARM. NAVES NOTIFIED 4487
0001382679 REPLACE BELTS AND SET TENSION 4708B-AH0019
0001389081 CHECK HVAC CONTROLS TOO HOT ( NAVES AWARE) 4708RM0116A
0001396740 4353-AH3-SAF  UNIT OFF IN ALARM.  HVAC NOTIFIED. 4353-AH0003
0001396482 4473-SANDFILTER1-ALARM J HAMM NOTIFIED 4473
0001396408 ADJUST HVAC CONTROLS TOO COLD 66 DEGREES ( NAVES AWARE) 4487RMA0201
0001365712 4705-AH36-SAF  UNIT NEEDS BELT REPLACEMENT AND CHECK FOR 

MOTOR NOISE PER J. MMCAGHREN.
4705

0001396382 REPAIR LEAKING CRU0007 4663RMM0101
0001376200 CHECK AC FOR FREON LEVEL FOR MAXIMUM OUTPUT (ROCKET MOTOR 

STORED IN THIS AREA) CONTACT JOHN WEBSTER AT 544-0671 FOR 
ACCESS

4520

0001375961 RESET OUTSIDE CONDENSING UNIT, SATS IN HIGHALARM. P.   
NOTIFIED.

4723-DXAC0001

0001375967 4705 AH-19E OFF IN ALARM HARVELL CHECKING 4705-AH0019
0001361918 EF9-EAF...OFF/ALARM. J.DAVIS NOTIFIED 4203
0001365764 NOT  ENOUGH AIR FLOW 4487RMC0220
0001382753 INVESTIGATE DAMPNESS AND CONDENSATE FORMING ON WINDOWS  

(NAVES NOTIFIED)
4640RM0001
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0001361898 RESET ACCU. JODY NOTIFIED 4723
0001396595 ADJUST HVAC CONTROLS/ TOO HOT 4201RM0340
0001396551 REPLACE BELTS AND SET TENSION 4207-ACMP0002
0001403406 ADJUST HVAC CONTROLS/ TOO HOT/ NO AIR  (O.WRIGHT FAMILIAR) 4663RMA0285
0001396560 REPLACE MOTOR BEARINGS 4471-CHWP0002
0001389314 DEACTIVATE AH #18 4708
0001389394 REPAIR SENSOR ON AHU.  4471-AH0009, E-6, CRAFT 2324 4471-AH0009
0001389263 UNSTOP DRAIN ON AH#8 4481-AH0008
0001396689 ADJUST HVAC CONTROLS/ NO AIR/ TOO HOT 4249RM0152
0001403491 CRU01 IS IN ALARM. LOCATED IN ROOM 102A 4759-CRU0001
0001376069 4663 C261 HIGH ALARM FREY CHECKING 4663RMC0261
0001396658 ADJUST HVAC CONTROLS TOO HOT 4436RM0107
0001396642 ADJUST HVAC CONTROLS TOO HOT, 78.6 4487RMB0267A
0001368530 4487 / B229A ROOM IS 80 DEGREES.  PLEASE LOWER TEMPERATURE TO 76-

77
4487RMB0229A

0001400081 ADJUST HVAC CONTROLS TOO COLD 4353RM0152
0001389481 ADJUST HVAC CONTROLS/ TOO HOT/ NO AIR 4623RM0104
0001389472 ADJUST HVAC CONTROLS/ TOO HOT/ (IN THE 80'S) 4487RMA0100D
0001368796 ADJUST HVAC CONTROLS/ TOO HOT IN ROOMS 604, 812, AND 818 4200
0001400082 ADJUST HVAC CONTROLS TOO COLD 4353RM0156
0001382709 RM101-SPT IN HIGH ALARM. SWINFORD NOTIFIED 4715RM0101
0001376095 HOT CALL IN ROOM 13A BY THE USER. LARRY NAVES NOTIFIED. 4605
0001382478 ADJUST HVAC CONTROLS/ TOO HOT/ NO AIR 4590
0001403554 CHANGE FILTERS IN AH0003 IN E - 11 PER HVAC REQUEST. 4207-AH0003
0001403319 4487C-HWC3-HWST LOW ALARM NAVES NOTIFIED 4487
0001376011 AIR FILTER IS READING DIRTY. STEVE CARPENTER NOTIFIED. 4708A-AH0012
0001368455 CHWS SUPPLY & RETURN TEMPS IN HIGH ALARM. NOTIFIED JODY. 4623
0001393248 RESET VFD'S ON SAF1 AND SAF2 AFTER POWER OUTAGE. M.RICH 

NOTIFIED.
4201-SAF0001

0001389140 4487BC-AH7-RH HIGH ALARM MR NAVES NOTIFIED 4487
0001376024 CONTACTOR ON AH IMPROPERLY WORKING 4623RM0126D
0001376195 RESET TEMPERATURES IN EAST/WEST WING TO 85 4566FLR01
0001376068 4628 CHILLER OFF IN ALARM FREY CHECKING 4628-CHLR0001
0001375939 4627-ERV-1-SAF OFF/A, L.NEWTON NOTIFIED. 4627-ERV0001
0001361949 CHECK OPERATIONS OF HUMIDIFIER ON CRU0006 (WRIGHT) 4207-CRU0006
0001361902 BWING AH4-SAF...OFF/ALARM. FREY NOTIFIED 4487
0001365705 4566 CRU-1 OFF IN ALARM FREY CHECKING 4566
0001361956 CHECK HUMIDIFIER OPERATIONS ON CRU0005 (  4207-CRU0005
0001372834 REPAIR AH-UNIT, NOT DEHUMIDIFING 4732-CRU0002
0001368654 ADJUST HVAC CONTROLS TO COLD, 61 DEGREES IN RM'S 202 THRU 209 ( 

NAVES AWARE)
4708FLR02

0001368652 LOST AIRFLOW  IN THE CALIBRATION LAB AREA( NAVES NOTIFIED) 4650FLR01
0001403439 4583 ROOM 180 HIGH SPT AK CHECKING 4583RM0180
0001376082 ADJUST HVAC CONTROLS/ NO AIR (NOTIFIED SWINFORD) IN RMS. 108--114 4623FLR01

0001368358 4708 / 250 PLEASE ADJUST HVAC - HOT AND EXTREMELY HUMID IN THE 
250 AREA.

4708RM0250

0001396480 4707-AH29-SAF.  TOM FREY NOTIFIED. 4707-AH0029
0001372798 4487C-HWC1-HWST IN HI ALARM, SWINFORD NOTIFIED 4487
0001382643 4471-AH12-SAF, REPAIR FAN (HAS SHAFTOR BEARING PROBLEMS)  (RICH) 4471-AH0012

0001396399 4708FREY CHECKING LOW HWC TEMP FOR MEZZ 4708
0001648630 CHECK AND REPAIR REFRIGERANT CHARGE 4473-CHLR0005

Page 9 of 115

(b)(4)



TOH Workload History 7/1/2006 - 6/30/2007

WONUM DESCRIPTION LOCATION
0001642629 4718-FAN4-UBT  UPPER BEARING TEMPERATURE IN HIGH ALARM FOR 

FAN #4.  J. MCCAGHREN NOTIFIED.
4718

0001637115 ADJUST HVAC CONTROLS/ TOO HOT (80 DEG.) 4487RMB0200D
0001637133 STATIC AIR PRESSURE IS IN HIGH ALARM. LARRY NAVES NOTIFIED. 4487C-AH0004
0001637154 4487 / B140A LOUD SOUND OF RUSHING AIR COMING FROM ABOVE THE 

CEILING.  MAY BE FROM THE HVAC SYSTEM.  SOMEONE NEEDS TO 
IDENTIFY THE PROBLEM AND FIX IT.

4487RMB0140A

0001640033 ADJUST HVAC CONTROLS TOO HOT ( ON GOING PROBLEM) 4666RM0211
0001642594 ADJUST HVAC CONTROLS TOO COLD IN 230 AREA 4561FLR02
0001642597 RM156-SPT IN HIGH ALARM, SWINFORD NOTIFIED 4707RM0156
0001642956 HOT WATER PUMP 3 IS OFF AND IN ALARM. THE PUMP IS LOCATED IN E3 

AND FEEDS HOT WATER CONVERTER 2. HVAC NOTIFIED.
4707-HWP0003

0001653310 4708-AH20-RAT IN HIGH ALARM 4708
0001653335 REPAIR DXAC0008 ( O. WRIGHT) 4755-DXAC0008
0001653411 4707 /  REPAIR WATER LEAK ON CRU0003 IN RM.102. RANDY CLARK IS 

FAMILIAR.  (   
4707-CRU0003

0001639994 4649 CHILLER NOT COOLING NAVES NOTIFIED 4649-CHLR0001
0001648180 REPAIR AH-UNIT, FROZEN UP ( SWINFORD AWARE) 4708RM0103
0001637049 ROOM TOO HOT: TEMPERATURE IN 4200/610 IS APPROACHING 80 

DEGREES, AND IT IS ONLY 10AM. IT WILL BE EVEN HOTTER BY 
AFTERNOON SINCE THE WINDOWS FACE WEST.

4200RM0610

0001637128 ROOM 396 (VAV09) IS TOO HOT PER THE USER. HVAC NOTIFIED, BOBBY 
POLLARD IS ONSITE.

4666-AH0004

0001653377 REPAIR LEAK ON LIEBERT UNIT ( BLACKWOOD AWARE) 4666RM0245A
0001648482 REPLACE BELTS ON AH0009 IN E3 BLDG. 4610. PMF 4610-AH0009
0001648384 REPLACE BELTS AND SET TENSION 4487B-AH0005
0001648483 REPLACE BELTS ON AH0010 IN E4 BLDG. 4610. PMF 4610-AH0010
0001596794 PLEASE REPLACE  DPS FOR CWP1 PERRY   IS AWARE  

(   
4718-CWP0001

0001642802 RM156-SPT IN HIGH ALARM. NAVES NOTIFIED 4707
0001648396 ADJUST HVAC CONTROLS TOO COLD 63 DEGREES ( NAVES AWARE) 4674RM0208
0001653276 ADJUST HVAC CONTROLS/ TOO HOT 4203RMB0309
0001655704 CWING AH3-SAF...OFF.ALARM. NAVES NOTIFIED 4487C-AH0003
0001655706 EXHAUST FAN 2B...OFF/ALARM. NAVES NOTIFIED 4203
0001657784 CHECK HI TEMPS AND MEASURE FLOW RATE ON CRU0007 4663B-CRU0007
0001657971 RETURN AIR FAN IS OFF AND IN ALARM. HVAC NOTIFIED. 4487C-AH0003
0001658020 HIGH BAY CLEAN CHILLED WATER TO CLOSED LOOP HEAT EXCHANGER, 

LOCATED ON EAST SIDE OF LARGE WALK IN OVEN, BLDG. 4707 HIGH 
BAY.

4707RM0119

0001658038 ADJUST HVAC CONTROLS TOO HOT 4346RM0136
0001657794 4705-DXAC6 MAKEUP AIR FILTER NEEDS REPLACEMENT PER J. 

MCCAGHREN
4705-DXAC0006

0001637148 CHECK MOTOR ON AC UNIT  (MAKING LOUD NOISE) 4482RM0100
0001653403 CHECK PUMP ON CHILLER, MAKING NOISE AND SMELLS HOT 4524
0001642866 ADJUST HVAC CONTROLS TOO HOT 4487RMC0220
0001642964 REPAIR REPLACE CHILL WATER SENSOR 4493-CRU0001
0001653278 ADJUST HVAC CONTROLS/ TOO COLD IN ROOMS 106 AND 106A 4207FLR01
0001639978 TOO HOT, NO AIRFLOW 4708RM1128
0001642747 CRU01 IS OFF AND IN ALARM. RM120 IS IN HIGH SPT ALARM. JODI HAMM 

NOTIFIED AND IS ONSITE.
4493-CRU0001

0001648629 SUPPORT MILLWRIGHTS ON TOP ALIGNMENT ON HWP0004 ( O. WRIGHT) 4708A-HWP0004

0001648465 CRU006 AND CRU0007 OFF IN ALARM JAMES BONDS RESPONDING (2030) 4755RM0215
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0001648467 AH0022 OFF IN ALARM JAMES BONDS RESPONDING (2030) 4487C-AH0022
0001648471 CHILLER #5 SURGING JAMES BONDS RESPONDING (2030) 4473-CHLR0005
0001648566 ADJUST HVAC CONTROLS/ TOO COLD IN ROOMS 118-137  (IN THE 60'S) 4485FLR01
0001626825 MY OFFICE IS TOO COOL. IT IS 65 TO 68 DEGREES. PLEASE INCREASE THE 

TEMPERATURE TO ABOUT 72 DEGREES.
4249RM0102A

0001627062 RH IS IN HIGH ALARM IN RM 160. HVAC NOTIFIED. 4493-AH0008
0001627063 HOT WATER CONVERTER IN E5 IS IN LOW ALARM. HVAC NOTIFIED. 4471
0001629774 4315-AH3-SAF  SUPPLY AIR FAN OFF IN ALARM.  J. MCCAGHREN 

NOTIFIED.
4315-AH0003

0001629816 ADJUST HVAC CONTROLS TOO HOT IN 202 & 209, 78 DEGREES 4708FLR02
0001629820 AIR HANDLER OFF  (NAVES NOTIFIED) 4493RM0149
0001632025 ADJUST HVAC CONTROLS/ TOO HOT IN ROOMS 204 AND 207 4708FLR02
0001632075 4467 DXAC-1 OFF IN ALARM SWINFORD NOTIFIED 4467-DXAC0001
0001632119 RUN CHLR0006, AFTER BEING OFF (  4473-CHLR0006
0001632144 ADJUST HVAC CONTROLS/ TOO HOT 4566RM0105
0001632162 CWING AH1-SAF...OFF/ALARM. NAVES NOTIFIED 4487-CWING
0001632163 ACMP1-PSI IN LOW ALARM. NAVES NOTIFIED 4353
0001632379 COLD CALL IN ROOM 1191. HVAC NOTIFIED. 4708RM1191
0001632391 102B WINDOW AIR CONDITIONER NOT WORKING 4760RM0102
0001634854 4718-1-AH7-RH 4718-1-AH0007
0001634885 REPLACE PURGE EVAPORATOR SIGHT GLASS   ( H WRIGHT) 4473
0001636939 4760 PLEASE CHECK THE SAT'S FOR DXAC3 AND DXAC4 4760
0001636964 4485-ACMP-PSI LOW ALARM O WRIGHT NOTIFIED 4485-ACMP0001
0001637020 ADJUST HVAC CONTROLS TOO HOT 4705RMB0120
0001637096 ADJUST HVAC CONTROLS/ TOO HOT/ NO AIR 4610RM1045
0001642579 ADJUST HVAC CONTROLS TOO COLD ( ST. JOHN AWARE) 4200RM0228
0001642630 4202-CHWS-CHWP2  UNIT TOGGLING.  HVAC NOTIFIED. 4202
0001642740 RESTORE SUPPLY AIR FAN TO SERVICE  (O.WRIGHT FAMILIAR) 4707-AH0002
0001642834 CHWS-CHWP2...OFF/ALARM. ST.JOHN NOTIFIEDE 4202
0001632376 CHECK AH-UNIT, FROZEN UP & LEAKING ( NAVES AWARE) 4315-DXAC0001
0001634078 CHECK NOISY BEARINGS IN MOTOR OF AH0001 4312-AH0001
0001639984 ADJUST HVAC CONTROLS/ NO AIR/ TOO HOT 4583RM0206
0001627067 4718-SAF0013 /  REPLACE BELT ON SAF0013 IN RM. 206 1 A 68 BELT IS 

NEEDED (PM FIND)
4718-SAF0013

0001632266 SPMP1-SUHIAL IN ALARM. DAVIS NOTIFIED 4202
0001640042 ADJUST HVAC CONTROLS TOO HOT 4203RMB0103
0001642851 REPAIR HUMIDIFIER PAN ON CRU0008 (  4207-CRU0008
0001648509 ADJUST HVAC CONTROLS TOO HOT, 77 DEGREES 4629RM0108
0001632255 REPLACE BELTS AND SET TENSION 4205-AH0008
0001632269 REPLACE BELTS AND SET TENSION 4471-AH0009
0001637051 ADJUST HVAC CONTROLS TOO COLD 4487RMC0127
0001651168 START CHILLER 4760RM0122
0001642805 ADJUST HVAC CONTROLS/ TOO HOT/ NO AIR (OVER 80 DEG.) 4708RM0254
0001642809 ADJUST HVAC CONTROLS/ TOO HOT 4755RM0313B
0001642988 NO AIR FLOW IN 251 & 254 ( FREY AWARE) 4708FLR02
0001636853 COLD AIR BLOWING DOWN ON USER 4203RM6242
0001648470 AH0008 OFF IN ALARM JAMES BONDS RESPONDING (2030) 4476-AH0008
0001637142 CLEAN HOT WATER & CHILL WATER COILS ON AH-B4A 4708RMB0001C
0001648408 DRAIN CHILL WATER LINES ( RUSSELL) 4663-BCWING
0001648410 CLEAN CHILL WATER STRAINER ON CRU0007 ( RUSSELL) 4663C-CRU0007
0001648387 CLEAN CHILL WATER STRAINER ON CRU0004 ( HILL) 4663C-CRU0004
0001648391 CLEAN CHILL WATER STRAINER ON CRU0005 ( HILL) 4663C-CRU0005
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0001632409 SEVERAL EXHAUST FANS ON A,AB,AND B WING NEED MINOR 

REPAIRS.STEVE CARPENTER IS AWARE.POC JEFF GRIMES.
4487

0001632230 REPAIR REPLACE EXHAUST FAN 4663RMA0272
0001642788 REPLACE BELTS AND SET TENSION 4487A-AH0001
0001642789 REPLACE BELTS AND SET TENSION 4487A-AH0002
0001648424 CLEAN STRAINER ON SECONDARY PUMP #3 LOCATED WEST END OF 

BWING BASEMENT
4663-BWING

0001632370 4705 SOUTH HIGHBAY, START ALL EXHAUST FANS. J. MCCAGHREN 
NOTIFIED.

4705RM0124

0001648427 CLEAN STRAINER ON PRIMARY PUMP #3 4663-BWING
0001632378 HOT CALL IN ROOM 610-05. HVAC NOTIFIED. 4200RM0610
0001642608 PUT HOA FOR AH3 BACK IN AUTO POSITION. SWINFORD NOTIFIED 4707
0001642719 AH7 IS OFF AND IN ALARM. SWINFORD NOTIFIED. 4707-AH0007
0001642736 CONDENSOR WATER PUMP 2 IS OFF AND IN ALARM. HVAC NOTIFIED. 4718
0001642811 REPAIR HUM0003 & 5 4650FLR01
0001634821 ADJUST HVAC CONTROLS TOO HOT, 76 DEGREES 4487RMA0100C
0001634882 REPLACE AIRHANDLER BELT ON DXAC0002 (   FAMILIAR) 4650-DXAC0002
0001636934 CHECK AIR SUPPLY TO RM'S 287 & 289, NO FRESH AIR 4666FLR02
0001637061 AH1-SAF...OFF/ALARM. NAVES NOTIFIED 4621-AH0001
0001646037 4473 CWP-1 OFF IN ALARM AK CHECKING 4473-CWP0001
0001648362 CLEAN STRAINER ON AH00B2 4207-AH00B2
0001648364 CLEAN STRAINER ON CRU0002 4207-CRU0002
0001648366 CLEAN STRAINER ON CRU0005 4207-CRU0005
0001648368 CLEAN STRAINER ON CRU0016 4207-CRU0016
0001648197 CHECK AND REPAIR STRAINERS ON CRU #16 4207RM0150
0001629731 REPLACE BELT ON EAF0003 ( PULLUM) 4487B-EAF0003
0001629779 REPLACE BELT ON AH0015 IN B101E AT 4487B. PMF 4487B-AH0015
0001629800 REPLACE BELT ON AH0009 IN C113/ E14 NE INSIDE BLDG 4705. SIZE IS B56 

(1).
4705-AH0009

0001629807 REPLACE BELT ON HV0001 SOUTH WALL OVERHEAD IN BLDG. 4704. SIZE 
B63 (1)

4704-HV0001

0001642971 4705 AH-25 ON IN ALARM BOND CHECKING 4705-AH0025
0001642972 4241 DXAC-1 ON IN ALARM BOND CHECKING 4241-DXAC0001
0001636945 TOO COLD 4203RM5154D
0001642581 ADJUST HVAC CONTROLS TOO COLD 4610RM3030
0001626945 REPLACE BELTS AND SET TENSION 4200-SAF0003
0001626946 REPLACE BELTS AND SET TENSION 4207-AH0002
0001626947 REPLACE BELTS AND SET TENSION 4207-AH0003
0001629797 REPLACE BELTS ON AH00048 IN B202 BLDG. 4705. SIZE BX61 (2) 4705-AH0048
0001629801 REPLACE BELT AT 4705 AH0029 RM.124,OUTSIDE RM.B120B 4705-AH0029
0001648354 CLEAN STRAINER ON AH0004 4207-AH0004
0001648355 CLEAN STRAINER ON AH0006 4207-AH0006
0001648359 CLEAN STRAINER ON AHB0001, SAF 4207-AH00B1
0001642696 PABX 1 AND 2 ARE NOT SWAPPING OVER PROPERLY. HVAC NOTIFIED. 4708
0001642722 RESTORE FLOW FOR CHILLWATER ON AH0012 ( O.WRIGHT) 4707-AH0012
0001642724 ADJUST HVAC CONTROLS/ TOO HOT (80 DEG.) 4201RM0119
0001642845 ADJUST HVAC CONTROLS TOO HOT 4201RM0224A
0001648186 VACUUM PAN AND DRAIN ON CRU0001 (  4493-CRU0001
0001648361 NO AIR FLOW ( NAVES AWARE) 4203RM2242
0001636994 4760-RM201-SPT IN HIGH ALARM. M.RICH NOTIFIED. 4760-DXAC0004
0001642633 4707-AH3-SAF  UNIT OFF IN ALARM.  M. RICH NOTIFIED. 4707
0001642745 PABX IN HIGH RH ALARM AND RUNNING ON THE BACKUP SAF. M.RICH 

NOTIFIED.
4708RMB0024B
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0001642951 ADJUST HVAC CONTROLS/ TOO HOT/ NO AIR 4739RM0106
0001636995 4706-RM201-RH  IN HIGH ALARM. M.RICH NOTIFIED. 4760-DXAC0004
0001636996 4707-RM156-SPT HIGH ALARM J HAMM NOTIFIED 4707
0001637007 BOTH CONT. STMVLV-STMP1 AND HWC1-HWST ARE IN LOW ALARM. 

JODY NOTIFIED
4475

0001637008 CONT. RUN HWC1-HWST IN LOW ALARM. JODY NOTIFIED 4718
0001642884 4493 CRU-1 IN ALARM BOND CHECKING 4493-CRU0001
0001629812 BELT NEEDS TO BE REPLACED AT 4619 EAF007,BASEMENT HALLWAY/PM 

FIND.
4619-EAF0007

0001642731 4493 / 109 CHILL WATER LEAK AT OVERHEAD, MOTOR OPERATED, VALVE 
STEM. CORRECT LEAK AND INSTALL  NEW INSULATION. LOCATION IS 
NEAR STEAM STATION AT SOUTH WALL

4493RM0109

0001648346 CLEAN STRAINER ON CRU0006 4207-CRU0006
0001648345 CLEAN STRAINER ON CRU0004 4207-CRU0004
0001637187 REPLACE BELTS AND SET TENISON 4663A-AH022B
0001632262 REPLACE BELTS AND SET TENSION 4306-DXAC0001
0001634798 ADJUST HVAC CONTROLS TOO HOT, 78 DEGREES 4201RM0624B
0001634799 ADJUST HVAC CONTROLS TOO HOT 4674RM0208K
0001634839 ADJUST HVAC CONTROLS TOO HOT 4200RM0808C
0001636865 ADJUST HVAC CONTROLS TOO HOT 4201RM0340
0001636905 ADJUST HVAC CONTROLS TOO HOT, 80 DEGREES ( NAVES AWARE) 4663RMM0201
0001636947 ADJUST HVAC CONTROLS TOO HOT 4201RM0119
0001642601 ADJUST HVAC CONTROLS/ TOO HOT  80 DEG. 4707RM0103
0001642607 RESTORE HOA TO AUT POSITION FOR AH2; FOR SUMMER USAGE. 

SWINFORD NOTIFIED
4707-AH0002

0001642671 HUMIDITY ALARM ( NAVES NOTIFIED) 4707RM0103
0001642603 RESTORE HOA  FOR AH1 TO AUTO FOR SUMMER USAGE. SWINFORD 

NOTIFIED
4707-AH0001

0001626851 4353-ACMP1-PSI  AIR COMPRESSOR PRESSURE IN LOW ALARM.  J. 
MCCAGHREN NOTIFIED.

4353-ACMP0001

0001626983 ADJUST HVAC CONTROLS/ TOO HOT 4487RMB0169
0001627001 AIR COMPRESSOR IS IN LOW ALARM AT 0PSI. LOCATED IN BWING E2. 

LARRY NAVES NOTIFIED.
4663

0001627029 TOO COLD (PREVIOUSLY TURNED TEMP DOWN 2 DEGREES WANTING IT 
TURNED BACK UP)

4487RMB0218

0001627051 ADJUST HVAC CONTROLS TOO COLD IN 106 & 106A 4207FLR01
0001627057 ADJUST HVAC CONTROLS TOO COLD 4207RM0111
0001642666 TIGHTEN BELT TENSION ON BOTH PUMPS ON COMPRESSOR ACMP0001 IN 

E1 4202.
4202-ACMP0001

0001642784 REPLACE BELTS AND SET TENSION 4476-AH0003
0001642786 REPLACE BELTS AND SET TENSION 4476-AH0008
0001629769 ADJUST HVAC CONTROLS/ TOO HOT 4561A
0001632421 TOO HOT SWINFORD NOTIFIED , 4312FLR01
0001633873 REPAIR FILTER DP TRANSMITTER ON AH0001 4312-AH0001
0001629805 REPLACE BELT ON RAF0021 IN 4708C ABOVE RM 241. 4708C-RAF0021
0001637143 REPLACE HOT WATER VALVE, NORMALLY CLOSED  TO COIL 8 TO 13 

SPRING RANGE
4708RMB0001C

0001639997 4436 ROOM 109 IN HIGH ALARM BOND CHECKING 4436RM0109
0001629780 REPLACE BELT ON AH0014 IN B101E AT 4487B.PMF 4487B-AH0014
0001632371 4708A-HWS-HWP3 NEEDS IMMEDIATE REPAIR OF SEVERE LEAKING, 

CAUSING MOISTURE ALARM.
4708A-HWP0003

0001627003 ADJUST HVAC CONTROLS/ TOO HOT 4723RM0101
0001629817 NO AIRFLOW 4707RM0103
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TOH Workload History 7/1/2006 - 6/30/2007

WONUM DESCRIPTION LOCATION
0001636932 4205-AH10-CCSAT HIGH ALARM MR. SWINFORD NOTIFIED 4205-AH0010
0001624088 REPLACE MOTOR BEARINGS ON CHWP0002 4205-CHWP0002
0001627056 HOT WATER CONVERTER HAS A LOW SUPPLY TEMP ALARM. HVAC 

NOTIFIED.
4718

0001632203 REPLACE BLOWER RELAY 4656-DXAC0004
0001639967 ADJUST HVAC CONTROLS TOO HOT 4666RM0296
0001627071 4607 /  EAF0003 LOCATED ON THE WEST WALL OF ROOM 110 NEEDS TO 

HAVE THE BELTS CHANGED.[2-A35].
4607-EAF0003

0001627075 4607 /  EAF0010 LOCATED ON THE WEST WALL OF ROOM 110 NEEDS TO 
HAVE THE BELTS CHANGED.[2-4L360].

4607-EAF0010

0001626782 CHECK, REPAIR AIRHANDLER VIBRATING CAUSING PROJECTOR TO 
VIBRATE

4708RM1232

0001620734 ADJUST HVAC CONTROLS TOO HOT 4200RMG0013A
0001620829 HOT WATER PUMP IS OFF AND IN ALARM. LARRY NAVES NOTIFIED. 4481-HWP0002
0001626873 ADJUST HVAC CONTROLS TOO COLD, TEMPS BELOW 65 IN 1103 & 1105 4612FLR01
0001632223 ADJUST HVAC CONTROLS TOO HOT 77 DEGREES 4612RM1208
0001626907 RM C260-SPT IN HIGH ALARM. NAVES NOTIFIED 4663RMC0260
0001626910 ASSIST ELECTRICIANS WITH CHILL WATER PUMP MOTOR  (POLLARD) 4666RM0365B
0001624046 REPLACE GREASE CARTRIDGE ON SAF0001 4708-SAF0001
0001624019 CHECK AND REPAIR OR REPLACE CHILL WATER SUPPLY TEMP SENSOR. 

SENSOR IS CURRENTLY FAILED. SENSOR IS LOCATED IN E-4.
4707

0001626747 ADJUST HVAC CONTROLS/ TOO COLD  (ST. JOHN NOTIFIED) 4200RMG0013G
0001626807 ADJUST HVAC CONTROLS/ TOO HOT IN ROOMS 225 AND 209 4708RM0225
0001627000 RESTORE POWER TO AIR HANDLER (   FAMILIAR) 4566-AH0007
0001626755 ADJUST HVAC CONTROLS/ TOO HOT 4200RM0818
0001627006 ADJUST HVAC CONTROLS TOO HOT, HUMID 4759RM0102A
0001632294 ADJUST HVAC CONTROLS TOO HOT ( ST. JOHN FAMILIAR) 4200RMG0013A
0001620725 HWC1-HWST IN LOW ALARM. NAVES NOTIFIED 4735
0001620661 UNIT CIRCULATING HOT AIR, CHECK AND DISABLE ( POLLARD) 4648-DXAC0001
0001608620 IDENTIFY SOURCE AND ELIMINATE WHATEVER IS CAUSING THE FLOOR 

VIBRATIONS IN ROOM 237.  POSSIBLE THE FIRST FLOOR AIR HANDLER.  
PLEASE ADVISE WANDA SEYMOUR OF CORRECTIVE ACTION

4708RM0237

0001632395 REPLACE BEARINGS IN MOTOR ON AH0001 AT 4621. 4621-AH0001
0001627043 REPAIR BELTS AND SET TENSION ON RAF0021 4487AB-RAF0021
0001624043 REPLACE GREASE CARTRIDGE ON CHWP0005 4473
0001620665 ADJUST HVAC CONTROLS TOO COLD 4200RM0728
0001634817 COMPUTER ROOM AIR UNIT IS OUT (SWINFORD NOTIFIED) 4203RMB0302A
0001620828 HWP02 IS OFF AND IN ALARM. HVAC NOTIFIED. 4485-HWP0002
0001620738 NOISY AH 4610RM3049
0001626948 REPLACE BELTS AND SET TENSION 4203-AH00B2
0001632330 ADJUST HVAC CONTROLS TOO HOT, AIRFLOW IS WARM AIR IN SHOP 

AREA
4759FLR01

0001620767 TIGHTEN BELTS AND CHECK ALIGNMENT ON AH0010 IN E178/E1 IN 4711. 4711-AH0010
0001636868 ADJUST HVAC CONTROLS TOO HOT 4610RMC0100
0001614754 CHECK FOR VIBRATION IN AH-UNIT OVERHEAD, CAUSING VIBRATION IN 

LIGHT FIXTURES
4610RM5010

0001634797 TOO COLD  (68 DEGREES) SWINFORD CONTACTED 4708RM1107C
0001636937 CHECK HVAC UNIT IN ALARM 4612RM0021A
0001636943 TOO HOT 4612RM1120
0001624085 ALIGN SHEAVES AND SET TENSION 4200-AH0003
0001620778 BELT MAKING NOISE PER.HVAC NEED TO REPLACE BELT AND CHECK 

ALIGNMENT AT 4250 AH002 ABOVE CEILING.
4250-AH0002
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TOH Workload History 7/1/2006 - 6/30/2007

WONUM DESCRIPTION LOCATION
0001600364 4200 /  BELT NEEDS TO BE REPLACE AT 4200 AH04 RM.G9-ABOVE CEILING 

OVER CASH/PM FIND.
4200RMG0009

0001600363 4200 /  NEED TO REPLACE BELT AT 4200 AH05 RM.G15A-ABOVE CEILING. 4200RMG0015A
0001617870 REPLACE PURGE EVAPORATOR SIGHT GLASS (H.WRIGHT) 4473-CHLR0009
0001624065 CLEAN ROOM 131 HUMIDITY HIGH,  DEHUMIDIFIER IS IN ALARM,  OFF 

LINE.
4707RM0131

0001626953 CHECK SQUEALING BELTS IN CRU0005 C-WING 4663C-CRU0005
0001626955 A PERSON IN THE ROOM SAID THAT CRU0007 MAID A NOISE LIKE A BELT 

WAS BREAKING AND HE WANTED IT CHECKED OUT. A-WING.
4663A-CRU0007

0001590525 REPAIR EAF0001, MAKING BAD NOISE ( TURNER NOTIFIED) 4202-EAF0001
0001632364 4708 HWC-3 CHECK STEMP & RTEMP SENSORS AK IN ROUTE 4708
0001632365 4200 SAF-1 ON IN ALARM PUT IN AUTO IF IN HAND AK CHECKING 4200-SAF0001
0001632366 4470 SPT IN HIGH ALARM AK CHECKING 4470
0001596977 CHECK, REPAIR NOISEY AIRHANDLER OVER RESTROOMS 4754
0001620726 ADJUST HVAC CONTROLS/ TOO COLD (62 DEG.) 4755RM0304
0001570929 4493 AH-6 LOW RH% BOND CHECKING 4493-AH0008
0001627027 ADJUST HVAC CONTROLS/ TOO HOT (85 DEG.) TURNER NOTIFIED 4705RMA0201
0001629771 4718 AH-3 HAS LOW RAT BOND CHECKING 4718-AH0003
0001624067 REPAIR INOPERABLE HUMIDIFIER BEHIND SOFI SPRAY BOOTH 4707RM0154
0001620650 ADJUST HVAC CONTROLS/ TOO COLD (66 DEG.) 4755RM0311
0001626931 4583 ROOM 180 HIGH SPT BOND CHECKING 4583RM0180
0001627030 4759 CRU-1 IN ALARM AK CHECKING 4759-CRU0001
0001632326 CHILLER SUPPLY TEMP IS IN HIGH ALARM. LARRY NAVES NOTIFIED. 4605
0001620900 RETURN AIR FAN IS OFF AND IN ALARM. LARRY NAVES NOTIFIED. 4619-AH0023
0001620846 4708-AHB12-SAF  UNIT OFF IN ALARM.  JAMES BOND RESPONDED. 4708
0001620786 4732 AH-6 ON IN ALARM PUT BACK IN AUTO 4732-AH0006
0001620787 4612B AH-2 ON IN ALARM PUT BACK IN AUTO 4612B-AH0002
0001620789 4583 ROOM 180 IN HIGH ALARMBOND CHECKING 4583RM0180
0001620790 4707 AH-21 OFF IN ALARM BOND CHECKING 4707-AH0021
0001626848 4473 CHLR-2 GPM IN HIGH ALARM AK CHECKING 4473-CHLR0002
0001627059 CHECK TORQUE CONVERTER ON CHILL WATER LINE ( HILL) 4473
0001611670 4708-CHWS-CHWP1  AK CAN'T GET UNIT TO START.  HE THINKS IT'S A 

DRIVE PROBLEM.
4708

0001626956 CHILL WATER PUMP 2 IS TOGGLING OFF AND IN ALARM. HVAC NOTIFIED. 4202-CHWP0002

0001608905 AH5 SPT IS IN LOW ALARM. HOT WATER VALVE IS OPENED 100 PERCENT. 
HVAC NOTIFIED.

4718-AH0005

0001608960 4760 / 102B AIR CONDITIONER IN CLEAN ROOM NOT WORKING.  CENTRAL 
UNIT.

4760RM0102

0001609008 4619-HV7C-SAF, RESTORE TO SERVICE. J.MCCAGHREN NOTIFIED. 4619-HV007C
0001609045 HWC2-HWST IN LOW ALARM. NAVES NOTIFIED 4708
0001611627 CLEAN COOLING TOWER (  4666
0001611632 AH4-SAF...OFF/ALARM. SWINFORD NOTIFIED 4707
0001614661 ADJUST HVAC CONTROLS/ TOO HOT/ NO AIR FLOW (NAVES NOTIFIED) 4487RMB0218
0001614681 4666-AH3-SAF PLEASE ALL DAMPERS ON THIS UNIT WITH UCS FOR 

PROPER OPERATION
4666

0001626834 EF20 FAN ON IN ALARM. NOTIFIED JAMES BOND. 4205
0001620788 4705 AH-5 ON IN ALARM PUT BACK IN AUTO 4705-AH0005
0001614729 REPLACE BELTS, CHECK SHEAVES FOR WEAR, AND SET TENSION 4718-AH0009
0001614730 REPLACE BELTS AND SET TENSION 4728-AH0005
0001620763 4628 CHLR-1 OFF IN ALARM NAVES NOTIFIED 4628-CHLR0001
0001620871 TEMPERATURE HUMIDITY ALARM SOUNDING 4707RM0103
0001614584 ADJUST HVAC CONTROLS/ TOO HOT 4202RMB0110A
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TOH Workload History 7/1/2006 - 6/30/2007

WONUM DESCRIPTION LOCATION
0001614618 REPLACE FLOW SWITCH ON CHLR0003 ( FREY) 4663B-CHLR0003
0001614702 4705-AH11-SAF IS OFF AND IN ALARM.  JOEL MCCAGHREN NOTIFIED. 4705-AH0011
0001614720 4705-AH12A-SAF IS OFF AND IN ALARM.  JOEL MCCAGHREN NOTIFIED. 4705-AH012A
0001608916 RM TO HOT (SWINFORD NOTIFIED) 4202RM0215B
0001611699 DXAC2-SAF...OFF/ALARM. NAVES NOTIFIED 4705
0001606049 REPAIR/REPLACE VAV  (NEWTON) 4612RM0026
0001606050 BLDG TOO HOT. 4649
0001608764 4670-AH3-SAF  UNIT OFF IN ALARM.  J. MCCAGHREN NOTIFIED. 4670
0001608898 ADJUST HVAC CONTROLS/ TOO HOT/ NO AIR 4561RM0219
0001609002 ROOM TO COLD (CALLER SAID SHE NOTIFIED HVAC) 4663RMA0178
0001609049 ADJUST HVAC CONTROLS/ TOO COLD IN ROOMS 119, 121 AND 123  (64 

DEG.)  NAVES NOTIFIED
4202FLR01

0001626819 4649-CH1-CHWRT HIGH ALARM NAVES NOTIFIED 4649-CHLR0001
0001629775 4200-SAF1-SAF OFF/ALARM. M.RICH NOTIFIED TO TROUBLESHOOT 

CIRCUIT
4200-SAF0001

0001611652 CHECK CRU0001, MAKING LOUD NOISE 4663RMM0103
0001611662 ADJUST HVAC CONTROLS/ TOO HOT 4203RMB0309
0001608894 4732-AH6-SAF  UNIT OFF IN ALARM.  J. MCCAGHREN NOTIFIED. 4732
0001609044 ADJUST HVAC CONTROLS TOO HOT  BETWEEN RM'S B106 & B102( NAVES 

AWARE)
4203BSMT

0001620770 REPLACE BELT ON AH0006 ON MEZANINE OVER RM W108A IN 4711. SIZE B-
42 (1).PMF

4711-AH0006

0001614638 4708B-SAF6 (AH19)-PHT IN LOW ALARM. J.MCCAGHREN NOTIFIED. 4708B-AH0019
0001620701 CHILLER OFF  (POLLARD) 4530-DXAC0001
0001620706 DISCONNECT CONTROLS FOR STEAM STATION (   FAMILIAR) 4612RM1400
0001614817 ADJUST HVAC CONTROLS/ TOO HOT/ 80 DEG.  (NAVES NOTIFIED) 4200RM0601
0001608762 4493-AH2  BELTS NEED TO BE CHANGED AND BLOWER ASSEMBLY 

CHECKED PER J. MCCAGHREN.
4493

0001608678 REPLACE BELTS AND SET TENSION 4619-RAF0024
0001620687 4600-AH3-RAF OFF/ALARM . M.RICH NOTIFIED. 4600-AH0003
0001624063 ADJUST HVAC CONTROLS TOO HOT 4203RMB0103
0001608687 REPAIR EXHAUST VENTILATION SYSTEM IN WOMEN`S BATHROOM 4612RM1013
0001609056 ADJUST HVAC CONTROLS TOO COLD 4201RMB0037
0001614627 LOW HUMIDITY 4612RM1311
0001614810 CHECK EXCESSIVE AIR NOISE 4663RMM0200
0001620682 4583-RM180-SPT HIGH ALARM J HAMM NOTIFIED 4583
0001603151 REPLACE MOTOR BEARINGS 4612A-AH0007
0001626917 ADJUST HVAC CONTROLS TOO HOT IN C100 AREA 4610RMC0100
0001626934 4570-AH1-FILTER  AIR HANDLER FILTER IN HIGH ALARM.  HVAC 

NOTIFIED.
4570-AH0001

0001624024 REPAIR EAF0001 4572-EAF0001
0001614796 ADJUST HVAC CONTROLS TOO HOT 4201RM0624B
0001614833 ADJUST HVAC CONTROLS/ TOO COLD  (IN THE 60'S) 4201RM0430C
0001614862 ADJUST HVAC CONTROLS TOO HOT ( FREY AWARE) 4487RMA0100C
0001617864 ADJUST HVAC CONTROLS/ TOO HOT 4471RM0178A
0001620707 REPLACE BELTS ON CRU UNIT (   FAMILIAR) 4663RMA0109
0001626840 4715-RM101-SPT HIGH ALARM J HAMM NOTIFIED 4715RM0101
0001596895 REPAIR HWP, KICKING OVER LOADS 4481-HWP0005
0001620713 AH23-RAF...OFF/ALARM. NAVES NOTIFIED 4619
0001614672 4727 / 112 TURN OFF THE AIR CONDITIONING IN ROOM 112 4727RM0112
0001614688 4760-RM201-SPT HIGH ALARM SWINFORD NOTIFIED 4760
0001614637 4711-AH15-SAF OFF/ALARM. J.MCCAGHREN NOTIFIED. 4711-AH0015
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TOH Workload History 7/1/2006 - 6/30/2007

WONUM DESCRIPTION LOCATION
0001590542 REPLACE FAN BEARINGS ON AH0004 LOCATED IN E-4 A WING (PT&I FIND) 4663A-AH0004

0001608727 ADJUST HVAC CONTROLS/ TOO COLD 4653RM0015
0001608731 4471-AH6-SAF OFF ALARM SWINFORD NOTIFIED 4471
0001608832 HV4-SAF OFF IN ALARM. NOTIFIED STEVE SWINFORD. 4650
0001608903 SECONDARY CHILL WATER PUMP 4 IS OUT OF SERVICE. LARRY NAVES 

NOTIFIED.
4473-SECP0004

0001620692 4707 AH-33 RH% IN LOW ALARM AK CHECKING 4707-AH0033
0001501654 ADJUST HVAC CONTROLS/ TOO COLD 4610RM1085
0001609724 ADJUST HVAC CONTROLS TOO HOT ( NAVES AWARE) 4705RMA0201
0001614700 4473 CHLR-9 OFF IN ALARM JODY CHECKING 4473-CHLR0009
0001620660 CHILLER OFF ( POLLARD) 4530-DXAC0001
0001614868 ADJUST HVAC CONTROLS/ TOO HOT (NEAR 80 DEG.) 4487RMA0111
0001603039 AH-UNIT NOT COOLING IN SHOP 4774FLR01
0001603192 ADJUST HVAC CONTROLS TOO COLD 4436RM0115
0001605994 AH5-SPT IN HIGH ALARM. SWINFORD NOTIFIED 4493-AH0005
0001606006 ADJUST HVAC CONTROLS/  HOT ROOMS OVER 80 (SWINFORD NOTIFIED) 

RM251&254
4708FLR02

0001611642 EAF0014 NEEDS TO HAVE THE BELTS CHANGED AND THE TENSION SET.2 
[AX35].

4607-EAF0014

0001608610 AH2A-SAF...OFF/ALARM. SWINFORD NOTIFIED 4485-AH0002
0001611643 LOCATED ON THE WEST WALL NEEDS TO HAVE THE BELTS CHANGED 

AND THE TENSION SET.
4607-EAF0004

0001603145 4705-AH11-SAF  UNIT OFF IN ALARM.  J. MCCAGHREN NOTIFIED. 4705-AH0011
0001603226 4707-AH4-SAF  UNIT TOGGLING.  J. MCCAGHREN NOTIFIED. 4707-AH0004
0001611711 4655-DXAC1-RAT PLEASE REPAIR OR REPLACE THIS SENSOR 4655
0001614604 ADJUST HVAC CONTROLS TOO HOT IN COMPUTER LAB 4755RM0217
0001614874 EF2A-EAF....OFF/ALARM. NAVES NOTIFIED 4203
0001608632 ADJUST HVAC CONTROLS TOO HOT, NO AIR 4707RM0133
0001611695 ADJUST HVAC CONTROLS/ TOO HOT  (COOL DOWN TO 70) 4203RM1201
0001600368 4760 /  SET TENSION ON BELTS ON EAF0006 BLDG. 4760 PAINT SHOP. 4760-EAF0006
0001611648 RM. E-17 NEEDS NEW BELTS AND SET TENSION  ALSO CHECKED SHEAVES 

(POC) TUCKER GEISE
4663C-AH0003

0001603008 4732-AH7-SAF  UNIT OFF IN ALARM.  J. MCCAGHREN NOTIFIED. 4732-AH0007
0001603219 HV IS ON AND IN ALARM. HVAC NOTIFIED. 4619-HV0007
0001614851 REPAIR DOOR ON AH 4708A-AH0028
0001590544 REPLACE BELT ON RAF003 IN E-17 C WING (PT&I FIND) CHECK SHEAVE 

WEAR ON FAN AND MOTOR.
4663C-RAF0003

0001608654 ADJUST HVAC CONTROLS/ TOO HOT  (FREY NOTIFIED) 4200RM0822D
0001608875 AH3 SPT23 FOR ROOM 3132 IS HIGH IN ALARM. 4203
0001608740 AC WALL UNIT ADJACENT TO AH0001, DRIPPING ON FLOOR 4203RMB0200A
0001602978 ADJUST HVAC CONTROLS TOO HOT IN 606A & 614 4201FLR06
0001605998 BLDG TOO HOT. SWINFORD NOTIFIED 4649
0001606001 ADJUST HVAC CONTROLS/ TOO HOT IN ROOMS A221 AND A223/ NO AIR 

FLOW  (NOTIFIED SWINFORD)
4663-AWING

0001609054 4619-AH23-RAF INVESTIGATE BLOWER MAKING NOISE 4619
0001611665 4619-AH31-SPT01, VAV01 TOO HOT. SWINFORD NOTIFIED 4619RM0156
0001611680 4619 / 156 TOO HOT  4619RM0156
0001614594 ADJUST HVAC CONTROLS/ TOO COLD (66 DEG.) 4200RM0220A
0001614749 EXHAUST FANS 1 AND 2 IN ROOM 107 (HI-BAY) ARE OFF AND IN ALARM. 

LARRY NAVES NOTIFIED.
4555RM0107

0001614794 4203-EF2A-EAF  UNIT OFF IN ALARM.  J. MCCAGHREN NOTIFIED. 4203
0001614804 AH2 IS OFF AND IN ALARM. HVAC NOTIFIED. 4618-AH0002
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WONUM DESCRIPTION LOCATION
0001614821 REPAIR DAMPER ( POLLARD) 4653-AH0003
0001596947 ADJUST HVAC CONTROLS / TOO HOT IN ROOMS 402 AND 440  (80 DEG.) 4200FLR04
0001602958 4708 / 139 PLEASE INCREASE AIRFLOW TO ROOM 139 (NAVES FAMILIAR) 4708RM0139
0001603064 ADJUST HVAC CONTROLS/ TOO HOT/ 82 DEG. 4200RM0601
0001603189 ADJUST HVAC CONTROLS/TOO HOT (80 DEG.) 4200RM0120
0001603195 HOT CALL BY USER IN ROOM 9 OF 4605. FEED BY CRU IN ROOM. CURRENT 

TEMP IN ROOM IS 77. HVAC NOTIFIED.
4605-CRU0001

0001608921 4655-DXAC2 PLEASE WE ONLY HAVE 10 DEGREE DROP WITH ALL 4 
STAGES ON SWINFORD AWARE

4655-DXAC0002

0001614641 4618-AH2-SAF OFF/ALARM.M.RICH NOTIFIED. 4618-AH0002
0001608675 REPLACE BELTS AND SET TENSION 4612D-HV0001
0001600349 4649 /  REPLACE BELTS, SET TENSION AND CHECK ALIGNMENT ON 

AH0001 IN A109 BLDG. 4649.
4649-AH0001

0001611720 REPLACE BELTS AND SET TENSION 4628-AH0002
0001603217 CHILL WATER PUMP 1 IS OFF AND IN ALARM. PUMP 2 HAS BEEN 

STARTED. POLLARD NOTIFIED.
4649

0001620794 REPAIR DRAIN LINE ON HUMIDIFIER IN ROOM 170B 4619RM0170B
0001603235 BELT NEEDS TO BE REPLACED AT 4707 AH 0029 RM.114 OVERHEAD/PM 

FIND.
4707-AH0029

0001614756 REPAIR/ REPLACE SHEAVE IN HIBAY ON AH1 4618-AH0001
0001608681 REPLACE BELTS AND SET TENSION 4663C-RAF0003
0001614696 4670-LEVEL8-SAF IS OFF AND IN ALARM.  AK LARARLETT NOTIFIED. 4670-CRU0002
0001608676 REPLACE BELTS AND SET TENSION 4619-AH0034
0001602912 REPLACE CONDENSER WATER GAUGES (  4666-CHLR0001
0001603021 REPAIR AH-UNIT NOT COOLING 4755RM0217
0001603067 BWING AH4-RH IN LOW ALARM. NAVES NOTIFIED 4487B-AH0004
0001603149 4610-AH44-SAF  UNIT OFF IN ALARM.  HVAC NOTIFIED. 4610-AH0044
0001603159 SPACE TEMP SENSOR IS TOGGLING INTO LOW ALARM. HAVE HVAC 

CHECK THE THE SPT SENSOR.
4610-AH0002

0001603175 ADJUST HVAC CONTROLS/ TOO HOT/ (80 DEG.)  (NAVES NOTIFIED) 4707RM0138C
0001603253 AH44-SAF...OFF/ALARM. SWINFORD NOTIFIED 4610-AH0044
0001614748 REPAIR INOPERABLE EXHAUST FAN 4203RM1101
0001614781 ADJUST HVAC CONTROLS/ TOO HOT ON EAST END 4487-BWING
0001597007 EXHAUST AIR FAN 6 OUT SIDE EAST END OF BUILDING CHECK OUT LOUD 

NOISE.
4711-EAF0006

0001608736 CHECK LEAKING AIRHANDLER ON THE WEST SIDE OF BLDG 4614WEST
0001609052 RESTORE POWER TO PUMP, FOUND DURING PM INSPECTION. PUMP 

WOULD NOT RESPOND TO SWITCH BEING TURNED ON . POC CEDRIC 
CORN

4705-HWP0006

0001596720 ADJUST HVAC CONTROLS TOO COLD 4203RM6425
0001596746 ADJUST HVAC CONTROLS/ TOO HOT--NO AIR  (NAVES NOTIFIED) 4201RM0614
0001603009 4732-AH6-SAF  UNIT OFF IN ALARM.  J. MCCAGHREN NOTIFIED. 4732-AH0006
0001596818 4755-AH25-SAF, CHECK MOTOR BEARINGS FOR WEAR.   (BOND) 4755-AH0025
0001603233 EAF0003 NEEDS BELT, ABOVE SOFI SPRAY BOOTH 4707. PMF 4707-EAF0003
0001596809 CHECK VIBRATING NOISE IN CEILING (POSSIBLE AH) 4200RM0728
0001600362 4475 /  NEED TO REPLACE BELT AT 4475 AH01 RM.106 OVERHEAD/PM FIND. 4475-AH0001

0001596987 AH UNIT IS MAKING A RUMBLING NOISE IN ROOM 16B PER THE USER. 
HVAC NOTIFIED.

4250-AH0001

0001596999 ADJUST HVAC CONTROLS/ TOO HOT  (78 DEG.) 4487RMA0111
0001608677 REPLACE BELTS AND SET TENSION 4619-EAF0002
0001609039 ADJUST HVAC CONTROLS/ TOO HOT/ 84 DEG.  (SWINFORD NOTIFIED) 4674RM0208K
0001609043 HWC1-HWST IN LOW ALARM. NAVES NOTIFIED 4702
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0001602995 REPAIR STEAM LEAK AT GATE VALVE FOR SECURITY. M.RICH NOTIFIED. 4676RM0101

0001608756 A WING SUMP2-LEVEL TOGGLING.  DUNN NOTIFIED 4663-AWING
0001611625 CHECK OUT OPERATION ON SCHWP0001 (  4473
0001608672 4707-AH4-SAF OFF ALARM S VANN NOTIFIED 4707
0001609036 DXAC4-SAF...OFF/ALARM. NAVES NOTIFIED 4705-DXAC0004
0001596868 REPAIR LEAKING AC UNIT 4203RMB0302
0001608786 ADJUST HVAC CONTROLS/ TOO COLD/ 50 DEG.  (NAVES NOTIFIED) 4522
0001608800 ADJUST HVAC CONTROLS/ TOO HOT/ 85 DEG.  (NAVES NOTIFIED) 4561RM0219
0001608922 STEAM STATION IN E2 IS IN HIGH ALARM AT 21 LBS. SETPOINT IS 10 LBS. 4702

0001608683 REPLACE BELTS AND SET TENSION, B124 (4) ON AH0006 IN 155 BLDG. 4493. 4493-AH0006

0001600365 4436 /  BELT NEEDS TO BE REPLACED AT 4436AH01 RM.116/RM.E02/PM 
FIND.

4436-AH0001

0001603152 REPLACE BELTS AND SET TENSION 4612A-AH0003
0001603153 REPLACE BELTS AND SET TENSION 4612A-AH0005
0001603154 REPLACE BELTS AND SET TENSION 4612A-AH0006
0001603147 4202-CHWS-CHWP2  UNIT TOGGLING.  HVAC NOTIFIED. 4202
0001603242 CHWS-CHWP2...OFF/ALARM. ST.JOHN NOTIFIED 4202-CHWP0002
0001606048 CHECK, REPAIR AH0003 TRIPPING OVER LOADS 4353-AH0003
0001600357 4708C /  REPLACE BELTS ON AH0002 IN CAFETERIA  4708C. (2) A-84. 4708
0001602897 STMV1 STMP IN E-1 IS HIGH IN ALARM. NOTIFIED LARRY NAIVES. 4702
0001600361 4475 /  GREASE LINE DISCONNECTED AT 4475 AH02 RM.143/PM FIND. 4475RM0143
0001585378 4566 /  REPLACE BELT SIZE A-41 (1). CHECK FAN SHEAVE, ON AH0005 IN 

ROOM 137 BLDG. 4566.
4566-AH0005

0001585380 4566 /  REPLACE BELTS ON AH0008 IN E2 ROOM 147 BLDG. 4566. SIZE A-49 
(2)

4566-AH0008

0001603047 REPAIR SQUEAKING BELT ON AH 7A 4705-AH007A
0001539519 NO HEAT (SWINFORD NOTIFIED) 4739RM0107
0001590656 ADJUST HVAC CONTROLS/ TOO COLD 4201RM0318
0001594255 ADJUST HVAC CONTROLS TOO HOT--(82 DEG.) 4702RM0202
0001600295 LOW CHILL WATER FLOW ALARM. MAY INDICATE A BYPASS PROBLEM 

ON THE CHILLER. SWINFORD NOTIFIED.
4561

0001600298 AH5 SUPPLY AIR TEMP SENSOR IS FAILED. HVAC NOTIFIED TO CHECK 
THE SENSOR.

4487A-AH0005

0001603025 NO AIR 4776
0001605983 AIR CONDITIONER OUT A901; NEEDS REPAIRED  (SWINFORD NOTIFIED) 4631
0001606041 ADJUST HVAC CONTROLS TOO COLD 58 DEGREES ( SWINFORD AWARE) 4522
0001596911 REMOVE TIMECLOCK FROM CONTROL WIRING, SO UCS CAN CONTROL  

IN THE "AUTO" POSITION . VERIFY OPERATION WITH UCS .
4614-DXAC0002

0001603120 ADJUST HVAC CONTROLS/ TOO HOT (80 DEG.) 4566RM0122
0001602923 4760 ROOM 201 HIGH SPT BOND CHECKING 4760RM0201
0001602933 4739 /  REPLACE BELTS, SET TENSION AND CHECK ALIGNMENT ON 

AH0001 IN -1 4739.PMF
4739-AH0001

0001600360 4487B /  SET TENSION ON BELT AND CHECK ALIGNMENT ON EAF0001 
4487B. PMF

4487

0001608752 4707-AH4-SAF IS OFF AND IN ALARM.  JAMES BOND NOTIFIED. 4707-AH0004
0001590681 NOISY AH  (NEWTON NOTIFIED) 4200RM0818E
0001590645 REPLACE BELTS AND SET TENSION 4600-AH0001
0001596913 4656-CHWS-CHWP1, INSTALL NEW SHAFT PACKING TO CORRECT LEAK 4656-CHWP0001
0001588242 4755-AH3-SAF, TOGGLING ON/OFF,  M.RICH NOTIFIED. 4755-AH0003
0001590609 4610-STMVLV-STMP2 HIGH ALARM J HAMM NOTIFIED 4610
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0001590823 HOT WATER PUMP 1 IS ON AND IN ALARM. LARRY NAVES NOTIFIED. 4481-HWP0001
0001596857 AH4-SAF...OFF/ALARM. SWINFORD NOTIFIED 4207
0001590854 4200 / 228B NO AIR FLOW FROM CEILING VENT IN ROOM. 4200RM0228B
0001588244 4656-AH1-SAF  UNIT NOT HEATING PROPERLY.  J. MCCAGHREN NOTIFIED. 4656

0001590521 TOO HOT 4200RM0408
0001590535 REPAIR LEAKING AC UNIT 4203RMB0302
0001590687 ADJUST HVAC CONTROLS TOO HOT 4200RM0601
0001590782 ADJUST HVAC CONTROLS TOO HOT 4202RM0420
0001570990 PULL HWP0002 AND TAKE TO SHOP FOR REPAIRS 4203-HWP0002
0001600367 4760 /  REPAIR GREASE LINES ON EAF0024 BLDG 4760 WEST SIDE. 4760-EAF0024
0001594191 ADJUST HVAC CONTROLS TOO COLD 4487RMC0216
0001594242 4663M-RM101  J. MCCAGHREN ADJUSTED CONTROLS PER USER REQUEST. 4663RMM0101

0001594253 ADJUST HVAC CONTROLS TOO COLD 4561RM0301
0001596702 ADJUST HVAC CONTROLS/ TOO COLD IN ROOMS P110 AND P110A 4200RMP0110
0001596791 PLEASE CHECK STATUS POINT ON DXAC1 FOR PROPER OPERATION 4251-DXAC0001
0001596820 4723-HWS-HWP1A OFF/A. M.RICH NOTIFIED. 4723-HWP001A
0001596829 4650-HV7-SAF OFF/A. M.RICH NOTIFIED. 4650-HV0007
0001596836 ADJUST HVAC CONTROLS/ TOO HOT 4200RM0601B
0001596863 CHWP1-AUTO_MODE IN ALARM. ST.JOHN NOTIFIED 4203-CHWP0001
0001596872 HWS-HWP1...ON/ALARM. SWINFORD NOTIFIED 4481
0001596873 HWS-HWP5...OFFF/ALARM. SWINFORD NOTIFIED 4481
0001603034 ADJUST HVAC CONTROLS/ TOO COLD  (IN THE 60'S)  IN ROOMS 1506 AND 

1508
4612FLR01

0001603160 ADJUST HVAC CONTROLS TOO HOT 4614FLR01
0001602889 B WING AH5 SAF IS OFF IN ALARM. NOTIFIED LARRY NAIVES. 4487-BWING
0001600359 4708A /  REPLACE BELTS, SET TENSION AND CHECK ALIGNMENTON 

AH0022 OVERHEAD HALLWAY BY ROOM 1234 BLDG 4708A. SIZE B-71 (2).
4708

0001590639 AHB3-HWV04 IS LEAKING THROUGH. 4619
0001590742 REPLACE BELT ON AH0003 IN N.E. LEG 1ST FLOOR BLDG. 4670. SIZE B-55 

(1).
4570-AH0003

0001546715 CHECK, REPAIR VENT HOOD MAKING BAD NOISE ( NEWTON AWARE) 4705RMA0106A
0001570924 REPAIR SEALS ON HWP#1 4471RM0198D
0001585231 4241-DXAC1-SAF  STEAM CONTROL VALVE LEAKING PER J. MCCAGHREN. 4241

0001580182 TURN ON AC UNIT/ TOO HOT 4653RM0035
0001585285 SET BELT TENSION 4610-AH0003
0001585288 REPLACE BELTS AND SET TENSION 4610-AH0020
0001590513 ADJUST HVAC CONTROLS/ TOO HOT/ 86 DEG.  (SWINFORD NOTIFIED) 4487RMA0100D
0001594247 4755-ELEV-SPT  SPACE TEMPERATURE IN HIGH ALARM.  L. NAVES 

NOTIFIED.
4755

0001596880 AH2-SAF...OFF/ALARM. SWINFORD NOTIFIED 4670
0001585284 REPLACE BELTS AND SET TENSION 4600-AH0001
0001588180 TOO COLD IN RM'S 1085C & D 4610FLR01
0001590473 TURN OFF AIR FLOW 4250RM0036B
0001590663 REPAIR CRU0001, MAKING NOISE ( HVAC AWARE) 4663A-CRU0001
0001590819 HOT WATER PUMP IS ON AND IN ALARM. LOCATED IN E4. LARRY NAVES 

NOTIFIED.
4471-HWP0001

0001596965 REPAIR LOOSE BELT GUARD ON DXAC0001 4731-DXAC0001
0001596998 ADJUST HVAC CONTROLS TOO HOT, 82 DEGREES 4610RM3045A
0001599457 AH12A IS OFF AND IN ALARM. HVAC NOTIFIED. 4705-AH012A
0001602914 DISABLE AH0003, FOR SERVICE (  4493
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0001602916 DISABLE/ENABLE AH0005 FOR REPAIRS (  4493-AH0005
0001602953 4653-PRIP1 OFF ALARM MR NAVES NOTIFIED 4653
0001579563 USERS REPORT THAT THE BUILDING IS HOT. UCS SHOWS 80 SPT. CHILL 

WATER SYSTEM HAS BEEN WINTERIZED. SWINFORD NOTIFIED.
4656

0001585139 ADJUST HVAC CONTROLS TOO COLD 4653RM0020
0001597033 CHECK OPERATION OF CRU0002, MAKING LOUD NOISE 4708-CRU0002
0001582638 CHECK OUT EXHAUST FAN. INOPERABLE. 4250RM0017
0001585346 REPLACE FAN SHEAVES ON AH0032 E-8 (PT&I FIND) 4619-AH0032
0001590667 REPLACE BEARINGS ON AH0002 4618-AH0002
0001590771 REPLACE BELTS AND SET TENSION ON EAF0023 IN BLDG 4607. 4607-EAF0023
0001590772 BELT,MOTOR AND FAN SHEAVES NEED TO BE REPLACED AT 4572 HV001 

STRUCTURAL TEST FACILITY.
4572-HV0001

0001590773 MOTOR, FAN SHEAVES AND BELT NEEDS TO BE REPLACED AT 4572 HV002 
STRUCTURAL TEST FACILITY.

4572-HV0002

0001602993 4353-AH4-SAF OFF/ALARM. M.RICH NOTIFIED. 4353-AH0004
0001602994 4610-HWS-HWP1 OFF/ALARM. M.RICH NOTIFIED. 4610-HWP0001
0001603239 4631-AH5-SAF  UNIT OFF IN ALARM.  J. MCCAGHREN NOTIFIED. 4631-AH0005
0001608662 4202-CHWS-CHWP2 TOGGLIING ON/OFF. M.RICH NOTIFIED. 4202-CHWP0002
0001579306 SUPPLY CFM IS TOGGLING INTO HIGH ALARM ON VAV17. SPACE TEMP IN 

ROOM 6307 IS BEING AFFECTED BY THE VAV.
4203-AH0006

0001579405 REPAIR LEAKING HUMIDIFIER ( NAVES AWARE) 4487RMAB0206
0001590735 CHANGE BELTS ON EAF0001 ( GEISE) 4203-EAF0001
0001579169 ADJUST HVAC CONTROLS/ TOO HOT IN ROOMS 113, 115 AND 115A 4491FLR01
0001579245 CHWS-DPT4 (LOCATED E-3 RM117A NSIDE OUTSIDE)TOGGLING FREY 

NOTIFIED
4476

0001579288 4487BC-AH7-RH LOW ALARM HVAC NOTIFIED 4487BC-AH0007
0001579289 4487A-RM114-SPT HIGH ALARM HVAC NOTIFIED 4487
0001585217 4605-AH2-SAF, OFF/A . M.RICH NOTIFIED. 4605-AH0002
0001585443 RM 160 RH IS IN LOW ALARM. LARRY NAVES NOTIFIED. 4493-AH0008
0001590757 REWIRE CONTROLS ON AH9 FOR UCS 4476-AH0009
0001585281 REPLACE BELTS AND SET TENSION 4561-AH0002
0001579438 REPLACE BELTS AND CHECK SHEAVES FOR WEAR 4493-AH0005
0001579491 LEVEL TOWER AREA. CHECK OUT AIR HANDLER TO SEE IF NEEDED TO 

RUN OR CAN BE SHUT OFF. NAVES FAMILIER.
4476TWR11

0001585239 HUMIDITY ALARM 4707RM0103
0001585262 ADJUST HVAC CONTROLS/ NO HEAT/ 58 DEG. (NOTIFIED SWINFORD) 4619RM0212
0001585488 NO HEAT, 58 DEGREES 4619RM0210
0001590522 REMOVE ANTI-FREEZE ( VANN FAMILIAR) 4718-1
0001590554 ADJUST HVAC CONTROLS/ TOO COLD 4619RM0204
0001590822 EXHAUST FAN 2 ON THE ROOF IS OFF AND IN ALARM. LARRY NAVES 

NOTIFIED.
4600

0001590856 4760 / 106 CHILLER ON ANODIZE TANK NOT COOLING 4760RM0106
0001588219 TOO HOT 4628RM0123
0001590600 CHECK TEMPERATURES IN B117 ( O. WRIGHT FAMILAR) 4663FLR01-B
0001585434 REPAIR STEAM LEAK ON DXAC0001 ( A. WALTON) 4731-DXAC0001
0001579364 4653-AH3  USER REPORTS COLD EMPERATURES IN EAST SIDE OF 

BUILDING.  J. MCCAGHREN NOTIFIED.
4653-AH0003

0001590523 ADJUST HVAC CONTROLS TOO COLD 4708RM0202
0001579392 ADJUST HVAC CONTROLS TOO HOT 4200RM0815
0001582667 ADJUST HVAC CONTROLS TOO COLD, SOUTH SIDE OF RM IS 52 DEGREES 4201RM0318B

0001582678 ADJUST HVAC CONTROLS TOO COLD ( NAVES AWARE) 4201RMB0037
0001564827 4487A-AH22-SAF TOGGLING ON/OFF. J.MCCAGHREN NOTIFIED. 4487A-AH0022
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0001579498 OIL NEED TO BE ADDED AT 4614 CTWR0001 COOLING TOWER,SW 

OUTSIDE/PM FIND.
4614-CTWR0001

0001585157 CHILLER 9 WAS PUT OOS BY UCS PROGRAMING. HVAC TO INVESTIGATE. 4473-CHLR0009

0001585163 CHILLER 1 IS OFF AND IN ALARM. HVAC NOTIFIED 4583
0001585362 REPAIR REPLACE INOPERATIVE EXHAUST FAN ( HILL0 4610RM5028
0001585252 BWING STMV2-STMP IN LOW ALARM. SWINFORD NOTIFIED 4612
0001585282 HWC3-HWST IN LOW ALARM. SWINFORD NOTIFIED 4619
0001588174 AH2-SAF...OFF/ALARM. SWINFORD NOTIFIED 4605
0001590526 REPAIR CRU0002 4605-CRU0002
0001523145 REPAIR REPLACE MOTOR ON AH00B3 4610-AH00B3
0001585286 REPLACE BELTS AND SET TENSION 4610-AH0010
0001585287 SET BELT TENSION 4610-AH0011
0001579516 NOISY CRU1A UNIT 4663RMM0103
0001585441 CHECK OPERATION OF AH-UNIT OVER RM, MAKING BAD NOISE 4244RM0101
0001586189 ADJUST HVAC CONTROLS/ 2ND FLR TOO HOT. NAVES NOTIFIED 4656FLR02
0001588212 CRU1-ALARM IN ALARM. SWINFORD NOTIFIED 4759
0001590824 CHILLER 1 IS OFF. HAVE HVAC CHECK CHILLER AND RETURN IT TO 

SERVICE. LARRY NAVES NOTIFIED.
4473-CHLR0001

0001585438 CLEAN STRAINERS ON VAV0001 FOR RM'S 29 A&B (  4207RM0029
0001590546 (CHWP002) CHILL WATER PUMP NEEDS TO BE ALIGNED P.O.C D. TUCKER 

GEISE
4705-CHWP0002

0001564713 REPLACE MOTOR SHIELD ON AH20, ROOM E14 4663-CWING
0001590813 REPAIR/ REPLACE COUPLINGS ON CHWP #2 4524-CHWP0002
0001596747 ADJUST HVAC CONTROLS/ TOO HOT  (IN THE 80'S)  NAVES NOTIFIED 4493RM0160
0001579495 REPAIR LEAKING COIL IN DUCTLINE OVER AH0002 LOCATED IN 

BASEMENT.
4670-AH0002

0001579286 4663M-RM103-RH LOW ALARM HVAC NOTIFIED 4663RMM0103
0001570932 4487B-AH8-SAF OFF/A, RESTORE. A.K. LAFARRLET 4487B-AH0008
0001570985 ADJUST HVAC CONTROLS TOO COLD ( NAVES AWARE) 4705RMB0102
0001570993 AH9 IS OFF AND IN ALARM. HVAC NOTIFIED. 4707-AH0009
0001570996 ADJUST HVAC CONTROLS/ TOO COLD 4487RMC0104
0001571038 4715-RM101-SPT IN LOW ALARM. INCREASE HEAT IN RM. M.RICH 

NOTIFIED.
4715RM0101

0001571046 4487A-RM114-SPT  SPACE TEMPERATURE IN HIGH ALARM.  J. 
MCCAGHREN NOTIFIED

4487FLR01

0001579259 4663B ROOM 113 SPT-1 IN HIGH ALARM SWINFORD NOTIFIED 4663
0001571050 4610-AH44-SAF  UNIT OFF IN ALARM.  J. MCCAGHREN NOTIFIED. 4610
0001571136 ADJUST THE GPM FLOW ON CHILLER 8. H.WRIGHT NOTIFIED. 4473
0001571055 4610-AH44-SAF  UNIT OFF IN ALARM.  J. MCCAGHREN NOTIFIED. 4610
0001571056 4707-AH12-SAF  UNIT OFF IN ALARM.  J. MCCAGHREN NOTIFIED. 4707
0001571007 ADJUST HVAC CONTROLS TOO COLD 4708RM0103
0001570970 ADJUST HVAC CONTROLS TOO HOT, TEMPS IN THE 80'S 4200RM0601
0001571000 ADJUST HVAC CONTROLS/ TOO COLD 4200RMG0013
0001571001 ADJUST HVAC CONTROLS TOO HOT 4487RMC0233
0001579279 RAF0021A REPLACE BELTS AND INSPECT SHEAVE WEAR.  GATHER 

INFORMATION IF SHEAVE CHANGE IS NEEDED. E-11(PT&I FIND JIMMY 
NEWTON AWARE)

4663

0001579170 ADJUST HVAC CONTROLS/ TOO HOT 4202RM0420
0001571053 4487AB-AH20-SAF  UNIT OFF IN ALARM.  HVAC NOTIFIED. 4487
0001585274 AH1-SAF...OFF/ALARM. SWINFORD NOTIFIED 4728
0001585404 OFF AND IN ALARM. ST. JOHN NOTIFIED. 4201-RAF0002
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0001585420 HV 37 IS ON AND IN ALARM. LOCATED IN RM 180 HIGH BAY. LARRY 

NAVES NOTIFIED.
4708

0001571059 4663C-RM210-SPT  SPACE TEMPERATURE IN HIGH ALARM.  HVAC 
NOTIFIED.

4663

0001574856 ROOM 4 IS IN HIGH TEMP ALARM. LARRY NAVES NOTIFIED. 4312
0001571032 4674 /  REPLACE FAN BEARINGS ON AH0007 E-1 (PT&I FIND) 4674-AH0007
0001585261 STMV2-STMP IN LOW ALARM. SWINFORD NOTIFIED 4702
0001574899 ADJUST HVAC CONTROLS/ TOO HOT 4312BSMT
0001574904 ADJUST HVAC CONTROLS/ TOO HOT IN ROOMS B174 AND B176   (90 DEG.) 4487-BWING

0001579352 4708A-HWS-HWP1 OFF ALARM J HAMM NOTIFIED 4708
0001579353 4708A-AH16-SAF OFF ALARM J HAMM NOTIFIED 4708A-AH0016
0001579361 AH14-STATIC TOGGLING. JODY NOTIFIED 4708
0001579475 4473-CH8  HVAC NEEDED TO REPAIR PURGE UNIT.  IT IS FREEZING UP PER 

J. MCCAGHREN.
4473-CHLR0008

0001585210 4708B-SAF1-RARH LOW ALARM J HAMM NOTIFIED 4708
0001582684 ADJUST HVAC CONTROLS FROM 74 DEGREES TO 72, OUT OF SPEC 4707RM0103
0001590714 4663B CRU-6 TOGGLING BOND CHECKING 4663B-CRU0006
0001579496 NEED TO CHANGED OIL AT 4607 CTWR0002 COOLING TOWER(NORTH 

TOWER),WEST OUTSIDE.
4607-CTWR0002

0001675462 HWC2-HWST HIGH IN ALARM. NOTIFIED AK. 4705
0001670024 ADJUST HVAC CONTROLS TOO HOT, 79 ( SWINFORD AWARE) 4708RM0209
0001670288 REPLACE BELTS AND SET TENSION 4705-AH0030
0001670116 EX9-EAF...OFF/ALARM. ST.JOHN NOTIFIED 4203-EAF0009
0001669994 CHECK OPERATION OF AH0004, VAV0002, UNIT IS PUTTING OUT 80 

DEGREE AIR
4610-AH0004

0001670082 ADJUST HVAC CONTROLS TOO HOT, 79 DEGREES 4708RM0202
0001667174 CRU1 IS IN GENERAL ALARM. NOTIFIED LARRY NAIVES. 4759-CRU0001
0001663928 ADJUST HVAC CONTROLS/ TOO HOT/ NO AIR ON ENTIRE 6TH FL. 4202RM0619A
0001663906 REPAIR COVER OVER REAR BEARING ON AH0022 IN E6 RM 2037 

BLDG.4610.
4610-AH0022

0001663854 REPAIR LEAKING AC UNIT  (LEAKING WATER) 4315RM0104
0001663819 CFM IS IN HIGH ALARM AND VFD IS AT 25%. TOM FREY NOTIFIED. 4708-SAF0001
0001663783 CHILLER 5 HAS A LOW FLOW ALARM. LARRY NAVES NOTIFIED AND H. 

WRIGHT IS ONSITE.
4473

0001663640 NO AIR (SWINFORD NOTIFIED) 4346
0001663560 ADJUST HVAC CONTROLS TOO COLD, 65 DEGREES 4202RM0313
0001663820 ALIGN AND COUPLE HWP0001 4481-HWP0001
0001663729 4755-AH1-SAF  UNIT OFF IN ALARM.  J. MCCAGHREN NOTIFIED. 4755
0001663773 REPAIR MIXING BOX ABOVE THE CEILING  IN 930 ( SWINFORD AWARE) 4200FLR09
0001663534 REPLACE BELTS AND SET TENSION 4600-RAF0003
0001663666 ADJUST HVAC CONTROLS TOO COLD 4619RM0138
0001663649 ADJUST HVAC CONTROLS TOO HOT 4202RM0307B
0001661008 UNIT IS OFF AND IN ALARM. LARRY NAVES NOTIFIED. 4619-AH0037
0001661005 LEVEL 9 SUPPLY AIR FAN IS OFF AND IN ALARM. LARRY NAVES 

NOTIFIED.
4670

0001657847 BWING SAF2-RH IN HIGH ALARM. M.RICH NOTIFIED 4708B-SAF0002
0001658027 NO AIRFLOW ( NAVES AWARE) 4656WEST
0001658019 PLEASE CHECK A/C UNITS IN ROOM.  THEY ARE NOT COOLING 

PROPERLY.
4572RMM0102

0001655723 ADJUST HVAC CONTROLS TOO HOT ( SWINFORD AWARE) 4487RMB0164
0001655710 DISABLE ZONES 5&6 FOR INSULATOR (  4473
0001653312 4755 CHWP-1 OFF IN ALARM JOEL CHECKING 4755-CHWP0001
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0001653306 4610 PABX-SAF-1 OFF IN ALARM AK CHECKING 4610
0001653283 LOBBY IS TOO HOT 4346RM0129
0001653400 HWC IN ALARM (  4207
0001653399 CUT CHRL0005 OFF FOR CURTIS LANE TO INSUALTE (  4473
0001653397 START CRU0006 FOR OUTAGE (  4207-AH0005
0001653449 USER HAS COMPLAINED ABOUT THE SMELL OF SMOKE IN RM66. HVAC 

NOTIFIED TO INVESTIGATE.
4250-AH0003

0001651146 CHECK, REPAIR NOISY AIRHANDLER 4755-AH0042
0001653353 ADJUST HVAC CONTROLS/ TOO HOT/ (80 DEG.) 4205RM0110
0001648360 HISSING THERMOSTAT 4485RM0107A
0001648325 HWS-HWP4LOCATED IN E-20 SHOWING OFF/ALARM. SWINFORD NOTIFIED 4708

0001648567 ADJUST HVAC CONTROLS/ TOO HOT  (NO AIR) 4471RMB0103
0001648553 REPAIR AH#7  (  4663RMB0102
0001648544 REPAIR CRU #9  (  4663RMC0210
0001648196 CHECK AND REPAIR STRAINERS ON CRU #15 4207RM0150
0001648382 REPLACE BELTS AND SET TENSION 4487B-AH0001
0001648363 CLEAN STRAINER ON CRU0001 4207-CRU0001
0001648546 ADJUST HVAC CONTROLS TOO HOT ( NAVES AWARE) 4203RM6220
0001648485 REPLACE BEELTS ON AH0040 IN E8 BLDG. 4610. PMF 4610-AH0040
0001648311 AH8-SAF...OFF/ALARM. SWINFORD NOTIFIED 4471-AH0008
0001648220 4707-RM129-RH H WRIGHT NOTIFIED 4707RM0129
0001648490 CHECK TEMPS 4346
0001648472 CONDENSER WATER PUMP OFF IN ALARM JAMES BONDS RESPONDING 

(2030)
4473

0001642775 ADJUST HVAC CONTROLS/ TOO HOT AND STUFFY--85 DEG. 4705RMA0201
0001642752 RM156-SPT IN HIGH ALARM. JODY NOTIFIED 4707
0001642741 RESTORE SUPPLY AIR FAN TO SERVICE  (O.WRIGHT FAMILIAR) 4707-AH0003
0001642739 RESTORE SUPPLY AIR FAN TO SERVICE  (O.WRIGHT FAMILIAR) 4707-AH0001
0001642718 REPAIR LEAK ON CRU0006 4663A-CRU0006
0001642843 AH10-CCSAT IN HIGH ALARM. ST. JOHN NOTIFIED 4205-AH0010
0001642614 B WING AH2-SAF...OFF/ALARM. SWINFORD NOTIFIED 4612B-AH0002
0001642615 ADJUST HVAC CONTROLS/ TOO HOT IN ROOMS B106A AND B106B 4487-BWING
0001640039 USER IS TOO COLD IN RM15. ROOM IS FEED BY AH2 IN E3. NAVES 

NOTIFIED.
4653-AH0002

0001642606 ADJUST HVAC CONTROLS TOO HOT 4566RM0133
0001642798 CHWS-CHWP2...TOGGLING ON AND OFF IN ALARM. ST.JOHN NOTIFIED 4202
0001642797 ADJUST HVAC CONTROLS TOO HOT ( NAVES AWARE) 4202RM0619A
0001637158 TURN ON AH 23 4708RM1232
0001637084 REPLACE MOTOR ON AH0001 4621-AH0001
0001636948 ADJUST HVAC CONTROLS TOO HOT 4487RMBC0143
0001637043 REPLACE BELTS ON AH0001 ( PULLUM) 4663C-AH0001
0001636993 4473-CH2-CTL OFF/A, INVESTIGATE OUTAGE. J.BOND NOTIFIED. 4473-CHLR0002
0001636922 PLEASE ADJUST HVAC IN ROOM 110 - TOO COLD 4708RM0110
0001637116 ADJUST HVAC CONTROLS/ TOO COLD 4200RM0344
0001636998 4760-DXAC4 HAS A LOW TEMP AND HIGH HUMIDITY 4760-DXAC0004
0001637038 CHECK CRU0004, MAKING LOUD NOISE 4708-CRU0004
0001634812 CHILLER IN E-1 CYCLES OFF AND ON EVERY MORNING ACCORDING TO 

USER. HVAC NOTIFIED TO INVESTIGATE.
4524

0001634837 VARIFY DAMPER OPERATION ON VAV631 4203RM6418
0001634824 CHECK OPERATION OF AH-UNIT CYCLING ON AND OFF 4638-DXAC0001
0001632047 ADJUST HVAC CONTROLS/ TOO COLD (IN THE 60'S)  IN ROOMS 365 AND 

365A
4666FLR03
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0001632040 REPAIR CRU#4 4666-CRU0004
0001632031 ADJUST HVAC CONTROLS/ TOO COLD 4711RMW0112A
0001632308 ADJUST HVAC CONTROLS/ TOO HOT 4666RM0211
0001632264 REPLACE OIL FILTER ON CHILLER 4561
0001632145 ADJUST HVAC CONTROLS/ TOO COLD 4566RM0117
0001632270 REPLACE BELTS AND SET TENSION 4471-AH0010
0001632263 REPLACE BELTS AND SET TENSION 4353-AH0002
0001632156 ACMP1-PSI IN LOW ALARM. JODY NOTIFIED 4353
0001632293 REPAIR EAF ON ROOF.NO PM NUMBER.POC GRIMES. 4487-AWING
0001632292 REPAIR EAF ON ROOF.NO PM NUMBER.POC GRIMES. 4487-ABWING
0001632291 REPAIR EAF ON ROOF.NO PM NUMBER.POC GRIMES. 4487-BWING
0001634841 4201 ROOM 624E & 624A TOO HOT 4201RM0624E
0001632090 AIR CONDITIONING IS HOLDING DOORS OPEN ON WEST END OF A WING. 4663-AWING

0001632089 REMOVE AND REPLACE BELT GAURD (2026) 4200RMG0001
0001629760 ADJUST HVAC CONTROLS/ TOO HOT (76 DEG.) 4487RMA0100C
0001629798 REPLACE BELT ON AH015A RM C107 OVERHEAD IN 4705. ADD OIL TO 

BEARINGS.BELT SIZE 4L550.
4705-AH015A

0001629796 REPLACE BELTS ON AH0047 IN B202 BLDG. 4705. SIZE A54 (2) 4705-AH0047
0001626949 REPLACE BELTS AND SET TENSION 4205-AH0004
0001626933 4705-AH36  REPAIR CONTROLS ON AH36 IN SOUTH HIGH BAY. J. 

MCCAGHREN IS FAMILIAR WITH PROBLEM.
4705-AH0036

0001626927 ADJUST HVAC CONTROLS/TOO HOT 4705RMB0111
0001626885 ADJUST HVAC CONTROLS/ TOO HOT 4200RM0716A
0001626861 ADJUST HVAC CONTROLS TOO COLD, 62 DEGREES 4674RM0203
0001626753 ADJUST HVAC CONTROLS TOO HOT 4759RM0102A
0001624082 ALIGN SHEAVES AND SET TENSION 4755-EAF0003
0001624040 CHECK CHILL WATER LINE TO INDUCTION FURNACE ( BLACKWOOD 

AWARE)
4612RM1105

0001627074 4607 /  EAF0012 LOCATED ON THE WEST WALL OF ROOM 110 NEEDS TO 
HAVE THE BELTS CHANGED.[2-A35].

4607-EAF0012

0001626841 AH17 SAF TOGGLING ON/OFF IN ALARM. NOTIFIED AK. 4471-AH0017
0001626835 AB WING AH21 SAF ON IN ALARM. 4487AB-AH0021
0001626842 CHWS CHWST IN HI ALARM. NOTIFIED AK. 4623
0001627032 ADJUST HVAC CONTROLS TOO HOT 4200RM0732
0001620769 REPLACE BELT ON AH0009 ABOVE CEILING IN RM 113A IN 4711. SIZE B-43 

(1).
4711-AH0009

0001620715 HWC1-HWST IN LOW ALARM. NAVES NOTIFIED 4605
0001620663 REPLACE DAMPER MOTOR ON AH0002 ( L.  4656-DXAC0002
0001620855 4708 / E-2 REPAIR STARTER ON AH00B12  JACK MOORE RESPONDING (2013) 4708RMB0038

0001620712 BWING AH21-SAF...OFF/ALARM. NAVES NOTIFIED 4487-BWING
0001620716 ADJUST HVAC CONTROLS TOO COLD IN THE 514 AREA 4201RM0514
0001617841 4708 / 133A PLEASE ADJUST HVAC - TOO COLD 4708RM0133A
0001617869 REPLACE SURGE PUMP DOWN SWITCH (H.WRIGHT) 4473-CHLR0009
0001617868 REPLACE PURGE EVAPORATER SIGHT GLASS  (H.WRIGHT) 4473-CHLR0001
0001617866 ADJUST HVAC CONTROLS IN ROOMS A,B AND C--TOO COLD (68 DEG.) 4201RM0430
0001614734 B WING, DXAC01 IS OFF AND IN ALARM. UNIT LOCATED IN ROOM 163 

(COMPUTER ROOM). HVAC NOTIFIED.
4708-DXAC0001

0001614718 4663A-AH22B-SAF IS OFF AND IN ALARM.  MATT RICH NOTIFIED. 4663A-AH022B
0001614701 4200 SAF-1 OFF IN ALARM AK CHECKING 4200-SAF0001
0001614797 4755-AH18-SAF  UNIT OFF IN ALARM.  HVAC NOTIFIED. 4755-AH0018
0001614872 4487C-AH1-SAF  UNIT OFF IN ALARM.  J. MCCAGHREN NOTIFIED. 4487
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0001614788 4487 UPS SPT IN HIGH ALARM AK CHECKING 4487A-UPS0001
0001614768 SPACE TEMP IS IN HIGH ALARM. CRU02 HAS BEEN TURNED OFF BY THE 

USER. HVAC NOTIFIED.
4605-CRU0002

0001614732 REPLACE BELTS AND SET TENSION 4755-AH0008
0001614582 AH1 AND AH2-SAF DOES NOT HAVE HEAT. NAVES NOTIFIED 4653
0001611723 ADJUST HVAC CONTROLS TOO HOT 4200RMG0013
0001611722 REPLACE MOTOR BEARINGS 4666-CHWP0001
0001611718 ALIGN SHEAVES AND SET TENSION 4670-AH0003
0001611626 TURN OFF POWER TO AIRHANDLER FOR REPAIRS (  4674-AH0007
0001611623 REPLACE HEAT CONTROLLER STAGE 3  (  4207-CRU0001
0001609029 ADJUST HVAC CONTROLS TOO HOT ( NAVES AWARE) 4203RM1201
0001608965 AH OFF IN ROOMS 3130 AND 3132 4203FLR03
0001608795 ADJUST HVAC CONTROLS/ TOO HOT (80 DEG.)  NAVES NOTIFIED 4708RM0139
0001608981 AIR CONDITIONER UNIT OUT 4520
0001608739 REPAIR LEAK ON CHILL WATER SUPPLY ( CELL 783-1028) 4203RMB0200A
0001608946 RM TO HOT 81 DEGREES AND RISING 4487RMB0277
0001608915 AWING HOT WATER CONVERTER IN E7 HAS A LOW HOT WATER SUPPLY 

TEMP. HVAC NOTIFIED.
4708

0001609031 AH39-SAF...OFF/ALARM. NAVES NOTIFIED 4619
0001609009 4619-HV7C-SAF, TRIPPING OVERLOADS, CORRECT. K.BEVIS  NOTIFIED. 4619-HV007C
0001608661 4616-HV7A-SAF ON IN ALARM. CORRECT CONTROL. J.MCCAGHREN 

NOTIFIED
4619-HV007A

0001608753 4755-AH8-SAF IS OFF AND IN ALARM.  JAMES BOND NOTIFIED. 4755-AH0008
0001608674 REPLACE BELTS AND SET TENSION 4612D-AH0001
0001608630 ADJUST HVAC CONTROLS TOO HOT 4739RM0107
0001608885 REPLACE FAN SHIFT ON AH3 4670-AH0003
0001608884 REPLACE BELTS ON H&V4 4631
0001606044 ADJUST HVAC CONTROLS TOO HOT 4674RM0101
0001606057 ZONE 2 IN HIGH TEMP ALARM. ZONE 2 FEEDS ROOMS 101 AND 103. 

SENSOR LOCATED IN 103. HVAC NOTIFIED.
4249-AH0001

0001603234 NEED TO REPLACE BELT AT 4707 EAF 006 RM.123A/RM. E6/PM FIND. 4707-EAF0006
0001603232 NEEDS BELT REPLACED ON EAF0005 IN ROOM 128 BLDG. 4707.PMF 4707-EAF0005
0001603224 REPLACE DP TUBING ON DXAC1 O WRIGHT AWARE 4655
0001603201 REPAIR CONDENSATION PIPE ON DXAC UNIT O.S. OF ROOM 4663RMB0109
0001603157 REPLACE FAN BEARINGS 4612C-AH0001
0001603093 RM156-SPT IN HIGH ALARM. FREY NOTIFIED 4707
0001603041 4653 / 4 {AVD CLEANER}  FAN MOTOR ON REFRIGERATOR IS   

LOWER FINNED COILS ON CHILLER DO NOT TO DEFROST,,,, PLEASE SEND 
LARRY WADEL TO PERFORM WORK...

4653RM0004

0001602990 4715-RM101-SPT IS IN HIGH ALARM.  JAMES BOND NOTIFIED. 4715RM0101
0001602911 ADD OIL TO CHILLER SUMP (   ) 4561-CHLR0001
0001603037 ADJUST HVAC CONTROLS / TOO HOT (TEMP. 76.5) 4656RM0202
0001602904 RECEIVED HOT CALL THAT ENTIRE BLDG IS WARM. NOTIFIED LARRY 

NAIVES.
4654

0001603024 ADJUST HVAC CONTROLS TOO HOT 4200RM0504
0001603163 PLEASE ADJUST HVAC TO ROOM 139 - STILL TOO WARM 4708RM0139
0001600355 4473 /  REPLACE BELTS, ALIGN AND SET TENSION ON AH0001 IN BLDG. 

4473. SIZE B-60 (3).
4473-AH0001

0001600294 ADJUST HVAC CONTROLS TOO HOT, IN THE 80'S 4487RMA0173
0001600278 ADJUST HVAC CONTROLS/ TOO HOT 4249RM0103
0001596877 ADJUST HVAC CONTROLS/ TOO COLD  (TOO MUCH AIR BLOWING) 4202RM0401
0001596870 RELOCATE PRE HEAT TEMP SENSOR FROM DOWN STREAM OF COOLING 

COIL TO BETWEEN HEATING AND COOLING COILS.
4708B-AH0019
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0001596768 CHECK REPAIR NOISE COMING FROM VENTS 4203RM1105
0001596755 REPAIR LEAKING AIR HANDLER ON THE EAST END OF 4TH FLOOR ( M. 

RICH VALVED OFF)
4755FLR04

0001596754 VALVE OFF LEAKING AIRHANDLER ON THE EAST END OF 4TH FLOOR ( M. 
RICH NOTIFIED)

4755FLR04

0001596819 CHECK ROOM FOR STEAM RELIEF VALVE BLOWING OFF. M.RICH 
NOTIFIED.

4201RMB0011

0001596812 4487AB-AH21-SAF IS ON AND IN ALARM.  JAMES BOND NOTIFIED. 4487AB-AH0021
0001596745 ADJUST HVAC CONTROLS/ TOO HOT  (IN THE 80'S)--NAVES NOTIFIED 4487RMC0220
0001596789 REPLACE BAD PRESSURE SWITCH  (PERRY   FAM.) 4718-CHWP0001
0001597006 PLEASE REPAIR THE OAD/RAD FOR AH4 4723
0001594229 ADJUST HVAC CONTROLS/ TOO COLD  (IN THE 60'S)  NOTIFIED KEN 

TURNER
4610RM5019

0001594226 ADJUST HVAC CONTROLS/ TOO HOT 4663RMA0223
0001596937 ADJUST HVAC CONTROLS/ TOO COLD (52 DEG.) 4522
0001594198 ADJUST HVAC CONTROLS TOO HOT 4200RM0601B
0001594252 4629-DXAC5-OFF ALARM SWINFORD NOTIFIED 4629-DXAC0005
0001596813 4614-DXAC2-SAF IS ON AND IN ALARM.  JAMES BOND NOTIFIED. 4614-DXAC0002
0001596905 CHECK , REPAIR VAV0004 ON AH0006, MAKING LOUD NOISE LOCATED IN 

OR NEAR A152
4487A-CRU0006

0001596908 4600-AH2-SAF ON/ALARM. A.K. LAFARLETT NOTIFIED. 4600-AH0002
0001596907 4487A-AH6-SAF, ON IN ALARM. A.K. LAFARLETT NOTIFIED. 4487A-AH0006
0001590878 REPLACE BELTS AND LUBRICATE EAF0002 ON THE ROOF 4600ROOF
0001590861 4353-AH4-SAT  HVAC NEEDED TO CHECK SENSOR AND WIRING BETWEEN 

FID01 AND SENSOR TO ENSURE CIRCUIT INTEGRITY.
4353-AH0004

0001590678 ADJUST HVAC CONTROLS TOO COLD 4728RM0103
0001590865 4251-DXAC1-SAF, OFF/ALARM. J.MCCAGHREN NOTIFIED. 4251-DXAC0001
0001590509 INSTALL REMOTE GREASE LINES (POC JERRY BROWN ON CHANNEL 2) 4674-AH0007
0001590780 ADJUST HVAC CONTROLS/ TOO HOT/ 89 DEG. IN ROOMS 112, 202 AND THE 

WEST SIDE OF BLDG.  (NAVES NOTIFIED)
4656WEST

0001588213 CH1-CHWST IN HIGH ALARM. SWINFORD NOTIFIED 4718-1
0001585147 AH IN ALARM IN NORTH HIBAY 4755NORTH
0001585146 ADJUST HVAC CONTROLS/ TOO COLD (60 DEG.) 4653RM0026
0001585280 HWC1-HWST IN LOW ALARM. SWINFORD NOTIFIED 4619
0001585269 AH,1,2,3,AND 4-SAF...OFF/ALARM. SWINFORD NOTIFIED 4727
0001585263 NO HEAT  (SWINFORD NOTIFIED) 4201RMB0053
0001585242 AH26-SAF...OFF/ALARM. SWINFORD NOTIFIED 4755
0001585236 AH4-SAF...OFF/ALARM. SWINFORD NOTIFIED 4205
0001582587 ADJUST HVAC  CONTROLS/ TOO COLD--60DEG. 4711RMW0108
0001585220 4553 AH-1 & DXAC-1 OFF IN ALARM AK CHECKING 4553-AH0001
0001582613 AH5 SPT AND SUPPLY TEMP IS IN HIGH ALARM. CHILL WATER COIL IS 

100% OPENED. LARRY NAVES NOTIFIED.
4718-AH0005

0001585207 4666-HV1-SAF ON/ALARM. TURN OFF FOR ASBESTOS OUTAGE. M.RICH 
NOTIFIED.

4666-HV0001

0001585439 CLEAN STRAINER ON VAV0004 (  4207RM0025
0001579561 ADJUST HVAC CONTROLS/ TOO HOT/ 80 DEG. 4202RM0420
0001579447 AH5 SPACE TEMP IS IN HIGH ALARM. TOM FRY NOTIFIED. 4487B-AH0005
0001579462 4209 PWS-FC1_LEVEL NOTIFIED NAVES OF BOTH SUMPS BEING IN LOW 

ALARM
4209

0001579195 ADJUST HVAC CONTROLS TOO HOT 4610RM5035
0001579287 4708A-RM1110A-RH LOW ALARM HVAC NOTIFIED 4708RM1110
0001579262 4583 AH-1 OFF IN ALARM BOND CHECKING 4583-AH0001
0001579267 4200-SAF1-SAF  UNIT OFF IN ALARM.  M. RICH NOTIFIED. 4200
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0001579266 4316-AH2-SAF  UNIT OFF IN ALARM.  J. MCCAGHREN NOTIFIED. 4316
0001579330 4487AB-AH20-OAD  PLEASE REPAIR OR REPLACE 4487AB-AH0020
0001579358 4711-AH15-ALARM.  MATT RICH NOTIFIED, 4711-AH0015
0001574925 ADJUST HVAC CONTROLS/ TOO HOT 4656RM0213
0001574906 NO AIR FLOW IN HALLWAY 4487RMBC0101
0001571063 ADJUST HVAC CONTROLS/ TOO HOT 4708RM1107
0001570987 AH05 IS ZONES ARE IN LOW TEMP. STEAM DOES NOT APPEAR TO BE 

PRESENT AT THE STEAM VALVE.
4666-AH0005

0001570939 INVESTIGATE ROARING SOUND COMING FROM EQ.RM. NEXT TO ROOM 
B155A. A.K.LAFARLETT NOTIFIED.

4487RMB0155C

0001570881 ADJUST HVAC CONTROLS/ TOO HOT (80 DEG.)  IN ROOMS 1306 AND 1307 4612FLR01
0001571057 4485-AH2-SAF  UNIT OFF IN ALARM.  HVAC NOTIFIED. 4485
0001571039 4481 AH-9 OFF IN ALARM AK CHECKING 4481-AH0009
0001564740 ROOM 129 STATIC PRESSURE IS IN LOW ALARM. FEED BY AH31. HVAC 

NOTIFIED.
4707-AH0031

0001564732 REPAIR LEAKING PREHEAT COIL 4674-AH0001
0001564724 HOT WATER CONVERTER 3 (EMI FACILITY) IS IN LOW SUPPLY AND 

RETURN ALARM. HVAC NOTIFIED.
4708

0001564711 ADJUST HVAC CONTROLS/ TOO HOT 4202RM0619A
0001564652 4487C-AH1-SAF  UNIT OFF IN ALARM.  J. MCCAGHREN NOTIFIED. 4487C-AH0001
0001564636 REPLACE TRAP ON REHEAT ABOVE RM 248 ( WEDGE AND CLARK 

FAMILIAR)
4708RM0248

0001564634 ADJUST HVAC CONTROLS TOO HOT, 75 4650RM0131
0001564705 AIR COMPRESSOR 1. BASEMENT. CHANGE OUT BELTS. 4202-ACMP0001
0001564566 UNIT IS OFF AND IN ALARM. LARRY NAVES NOTIFIED. 4707-AH0004
0001564615 ADJUST HVAC CONTROLS/ TOO HOT  (CONTACT PAT SAGE IN ROOM 1021 

FOR DETAILS)
4610FLR05

0001564612 ADJUST HVAC CONTROLS/ TOO COLD IN ROOMS A173 AND A175 4487-AWING
0001564791 AH33 RH IS IN LOW ALARM. 4707-AH0033
0001564583 UNIT IS ON AND IN ALARM. LARRY NAVES NOTIFIED. 4619-HV007B
0001564502 INSTALL BELT ON EXHAUST FAN OVER DOOR,  AND SEE WHY NOT ON 

PM. SCHEDULE.
4493RM0155

0001564555 E1 AH B1 CLEAN STRAINERS AND BACK FLUSH COIL 4663
0001564602 ADJUST HVAC CONTROLS/ TOO COLD  (IN THE 60'S)   (NAVES NOTIFIED) 4487RMAB0211
0001564569 ADJUST HVAC CONTROLS/ TOO HOT/ 77 DEG. 4708RM0249
0001564411 TURN OFF AH #12 AT 3:00 ON 2/9/07 AND TURN BACK ON AT CONCLUSION 

OF CHILLWATER OUTAGE
4707RM0138D

0001564456 4650-HV7-SAF OFF ALARM NAVES NOTIFIED 4650-HV0007
0001564384 4471 HWP-2 OFF IN ALARM BOND CHECKING 4471-HWP0002
0001561851 AH15-SAF...OFF/ALARM. NAVES NOTIFIED 4711
0001559201 ADJUST HVAC CONTROLS TOO COLD 65 DEGREES 4708RM0218
0001558859 4207 /  SPMP001B LOCATED IN E-1 NEED TO HAVE THE COUPLING 

REPAIRED OR REPLACED. LOVEJOY 95    (GRIMES).
4207-SPMP001B

0001558855 4708 /  REPLACE BELTS ON AH0005 E20 2 B53 BELTS ARE NEEDED  (CORN) 4708RM1280
0001558854 4708 /  REPLACE BELT ON AH006 E20 2 B53 NEEDED [RON CORN FAMILIAR] 4708RM1280

0001558853 4708 /  REPLACE BELT AH0001 WEST HI-BAY 1 A64 BELT [RON CORN 
FAMILIAR]

4708WEST

0001558998 4471-AH8-SAF OFF/A. M.RICH NOTIFIED. 4471-AH0008
0001559240 CRU02 IS OFF AND IN ALARM. LARRY NAVES NOTIFIED. 4663M-CRU0002
0001559003 4653-HWC2-HWST  HOT WATER TEMPERATURE IN LOW ALARM.  M. RICH 

NOTFIED.
4653

0001558917 4200-DXAC3-SAF  UNIT OFF IN ALARM.  M. RICH NOTIFIED. 4200-DXAC0003
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0001559119 ADJUST HVAC CONTROLS/ TOO COLD 4200RM0149
0001559046 ADJUST HVAC CONTROLS/ TOO COLD 4705RMB0102
0001559096 ADJUST HVAC CONTROLS TOO COLD 4201RM0238A
0001559092 ADJUST HVAC CONTROLS TOO COLD 4666RM0351
0001559083 4619 / 153 AND 154/  TOO COLD, 53 DEG AIR COMING OUT OF VENTS 4619FLR01
0001559032 REPAIR LEAKING COIL IN OVERHEAD HEATER IN E3EQPT. ROOM 137 S. W. 

CORNER OUTSIDE.
4491RM0137

0001558895 B WING RARH IS LOW IN ALARM. NOTIFIED LARRY NAVES. 4708
0001559269 4674 PORTABLE CHILLER APPEARS OFF IN ALARM BOND CHECKING 4674
0001558931 ADJUST HVAC CONTROLS TOO COLD 4570
0001561873 4656-HV5-SAF  UNIT OFF IN ALARM.  J. MCCAGHREN NOTIFIED. 4656
0001558874 REPAIR HOT WATER COIL 4207RM0148
0001556609 REPAIR STARTER ACMP0001( GRAY AWARE) 4656-ACMP0001
0001555619 4628-AH1 OFF ALARM SWINFORD NOTIFIED 4628-AH0001
0001556665 CHECK THE CONTROLS ON THE OUTSIDE AIR DAMPERS. ST.JOHN 

NOTIFIED.
4202

0001556593 AC UNIT CUTTING OFF AND ON 4203RM5242
0001553460 BC WING AH3-SAF; VERIFY THAT HEAT STRIPES ARE OPERATIONAL. 

NAVES NOTIFIED
4487BC-AH0003

0001553131 CHECK 4200 EAF-0005 , RESTROOM EXHAUST FAN LOCATED IN 
ELEVATOR MACHINE ROOM PENTHOUSE. NEED TO INCREASE SPEED IF 
POSSIBLE TO PROVIDE MORE EXHAUST AIR FOR RESTROOMS. 2322

4200-EAF0005

0001553450 PULL HWP0007 FOR BEARING REPLACEMENT 4610RMB0101
0001553423 ADJUST HVAC CONTROLS TOO COLD 4200RMP0109
0001553366 ADJUST HVAC CONTROLS TOO COLD ( NAVES AWARE) 4202RM0400
0001553315 AH22-SAF...OFF/ALARM. SWINFORD NOTIFIED 4705-AH0022
0001553776 REPLACE BELTS, ALIGN SHEAVES AND SET TENSION 4250-AH0001
0001553658 ADJUST HVAC CONTROLS TOO COLD 4610RM1085
0001553654 REPAIR CRU0012 4663B-CRU0012
0001553652 REPAIR CRU0008 4663B-CRU0008
0001553651 REPAIR CRU0007 4663B-CRU0007
0001553540 ADJUST HVAC CONTROLS/ TOO HOT IN ROOMS 5417 AND 5420 4600FLR05
0001553571 4612B-AH1-SAF OFF/A. J.MCCAGHREN NOTIFID. 4612B-AH0001
0001553437 REPAIR HUMIDIFIER  LEAKING ON FLOOR 4650RM0133
0001553577 4708C-AH4-SPT, VERIFY OR REPAIR SENSOR AND WIRING F TO FID01 4708C-AH0004
0001553575 4705-AH22-SAF OFF/A , J.MCCAGHREN NOTIFIED. 4705-AH0022
0001553605 ADJUST HVAC CONTROLS TOO COLD IN HIBAY 4656RM0100
0001553561 4583 AH-1 OFF IN ALARM BOND CHECKING 4583-AH0001
0001553244 B WING SAF2-RARH LOW IN ALARM. 4708B-SAF0002
0001553647 ADJUST HVAC CONTROLS/ TOO HOT  (H.WRIGHT) 4207-AH0003
0001553506 AH22 IS TOGGLING OFF AND ON. HVAC NOTIFIED. 4487A-AH0022
0001553226 REPAIR ZONE DAMPER ACTUATOR ON AH0002 4666-AH0002
0001553487 ISOLATE AND RESTORE POWER TO HV0002 (2030) 4708-HV0002
0001553186 4481-AH18-SAF OFF/A. J.MCCAGHREN NOTIFIED. 4481-AH0018
0001553185 4663 /  NEED TO REPLACE BELT AT 4663C AH04 RM.C206/E13/PM FIND. 4663C-AH0004
0001550200 ADJUST HVAC CONTROLS/ TOO COLD/ NO HEAT 4471RMA0103
0001550168 4708-AH4-SAF  UNIT OFF IN ALARM.  J. MCCAGHREN NOTIFIED. 4708
0001550151 CHILLER IS IN ALARM. LARRY NAVES AND PERRY   NOTIFIED. 4718-1
0001550095 PUMP IS OFF AND IN ALARM. HVAC NOTIFIED. 4707-HWP0003
0001550196 REPLACE FAN AND MOTOR SHEAVE 4755-EAF0001
0001546880 UNIT IS OFF DUE TO POWER OUTAGE. SARTAIN NOTIFIED. 4487C-AH0020
0001546875 UNIT OFF DUE TO POWER OUTAGE. SARTAIN NOTIFIED. 4487C-AH0001
0001546867 UNIT IS OFF DUE TO POWER OUTAGE. SARTAIN NOTIFIED. 4487A-AH0005
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0001546765 HV2 IS OFF AND IN ALARM. HVAC NOTIFIED. 4656-HV0002
0001546495 4650-AH3-RAT IS IN LOW ALARM 4650-AH0003
0001546461 4610-AHB3-SAF OFF/ALARM. J.MCCAGHREN NOTIFIED. 4610-AH00B3
0001546707 UNIT IS OFF AND IN ALARM. HVAC NOTIFIED. 4708C-AH0021
0001546436 INVESTIGATE NOISY AIR FLOW IN 105F AND 105G 4205FLR01
0001546671 4205 /  NEED TO SET TENSION TO BELT AT 4205 AH017 PENTHOUSE/PM 

FIND.
4205-AH0017

0001543207 ADJUST HVAC CONTROLS TOO COLD 4487RMA0100D
0001543206 ADJUST HVAC CONTROLS TOO COLD ( NAVES AWARE) 4663RMA0214
0001543138 REPAIR LEAKING HVAC UNIT 4705RMC0107
0001539660 REPLACE BELTS AND SET TENSION 4718-AH0004
0001539414 RESTORE MAKE UP TO HOT WATER SYSTEM 4707RM0129C
0001539643 ADJUST HVAC CONTROLS TOO COLD, TEMP IS 63 4711RMW0114A
0001539617 CHECK.FILTER IN DXAC0004 PER UCS REQUEST 4629-DXAC0004
0001539344 4203 /  RM.B101. TIGHTEN BELT ON EAF0002. 4203-EAF0002
0001539582 ADJUST HVAC CONTROLS TOO COLD 4200RM0216
0001539499 4759 ROOM 102A CRU LEAKING RICH CHECKING 4759-CRU0001
0001539475 REPAIR LEAKING HUMIDIFIER 4708RM1191
0001533155 4707-WALKIN-COOLR3  TEMPERATURE IN HIGH ALARM.  J. MCCAGHREN 

NOTIFIED.
4707

0001532975 REPLACE COUPLING ELEMENTS IN HWP0001 4475-HWP0001
0001532784 4705 AH-19E RAT SENSOR FAILED 4705-AH0019
0001532856 ADJUST HVAC CONTROLS/ TOO COLD (IN THE 60'S) 4201RM0430C
0001532983 ADJUST HVAC CONTROLS/ TOO HOT 4203RM2102A
0001529644 4487A AH-5 ON IN ALARM AK CHECKING 4487A-AH0005
0001529681 REPLACE BELTS AND SET TENSION 4708B-AH0005
0001529674 ADJUST HVAC CONTROLS TEMPS OUT OF SPEC AND LOW HUMIDITY 4759RM0102A
0001529612 AHB2-SAF...OFF/ALARM. NAVES NOTIFIED 4708
0001529658 REDUCE AIRFLOW FROM OVERHEAD LIGHT FIXTURES OVER CUBICLE 610-

9.
4200RM0610

0001526427 RECEIVED CALL FROM OFFICER HART THAT BLDG WAS TOO WARM. 
NOTIFIED OSCAR WRIGHT.

4312

0001523146 AH21 SPT IS IN HIGH ALARM. COLD DECK TEMP IS 84 AND THE SUPPLY 
TEMP IS 82 WITH 100% TO CHW COIL. LARRY NAVES NOTIFIED.

4708B-AH0021

0001523115 4718 /  REPLACE MOTOR BEARINGS ON 4718-AHU0002 4718-AH0002
0001519160 UNIT IS OFF AND IN ALARM. LARRY NAVES NOTIFIED. 4707-AH0009
0001518924 ADJUST HVAC CONTROLS/ TOO COLD 4201RM0437B
0001518973 ADJUST HVAC CONTROLS TOO HOT  IN RM'S 2 & 3( NAVES AWARE) 4494FLR01
0001518987 ADJUST HVAC CONTROLS/ TOO COLD 4755RM0108
0001519180 REPLACE BELTS AND SET TENSION 4708B-AH0003
0001519174 REPLACE BELTS AND SET TENSION 4708A-AH0016
0001519111 4708-AHB3-RAF 4708
0001519072 CHECK NOISE COMING FROM VENTS 4200RM0212
0001516179 AH1 IS OFF AND IN ALARM. JOEL HAS BEEN NOTIFIED. 4653-AH0001
0001512773 4485-ACMP-PSI  AIR COMPRESSOR SHOWING LOW PRESSURE.  J. 

MCCAGHREN NOTIFIED.
4485-ACMP0001

0001512770 4707 AH-28 & 29 HAS HIGH SPT FREY CHECKING 4707-AH0028
0001512697 REMOVE AND REPLACE SUPPORTS ON AH0019 AND AH0018 (2026) 4708MEZZ
0001510245 AH26 IS OFF AND IN ALARM. THERE MAY ALSO BE A STEAM LEAK AT 

THE STEAM VALVE. PERRY   NOTIFIED.
4705-AH0026

0001507523 REPLACE CHECK VALVE ON HWP0001 4755-HWP0001
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0001507913 CHECK THERMOSTAT LOCATION, 1 OUT OF 4 RMS STAY TOO HOT ( 

CHECK FOR SOLUTION FOR RM STAYING TOO COOL TO BE SEPERATE 
FROM OTHERS) SEE MS. LOLLAR

4203RM2102

0001507348 DISABLE/ ENABLE AH#5  (H.WRIGHT) 4493-AH0005
0001507345 DISABLE FOR REPAIR AH 6 AND 7 (H.WRIGHT) 4493RM0155
0001507378 NO HEAT 4705RMC0105
0001507480 ADJUST HVAC CONTROLS/ TOO HOT 4200RM0120
0001507267 ADJUST HVAC CONTROLS TOO HOT, 80'S 4708RM0209
0001507202 4656-HV3-SAF OFF/ALARM. J.MCCAGHREN NOTIFIED. 4656-HV0003
0001507139 REPAIR LEAKING HUM0003 4708A-HUM0003
0001507400 CHECK ALIGNMENT ON CHWP 4471-CHWP0002
0001507461 ADJUST HVAC CONTROLS/ TOO COLD  (O.WRIGHT) 4666RM0210A
0001507456 REPAIR AC UNIT IN CLEAN ROOM  (NO AIR) 4656WEST
0001507299 4708B-AH20-RH LOW ALARM  SWINFORD NOTIFIED 4708
0001507586 ADJUST HVAC CONTROLS/ TOO HOT 4200RM0160
0001507581 REPAIR RELIEF DAMPER THAT HAS OPENED UP/ NOISY AND PUTTING 

OUT HOT AIR
4610RM1042

0001507418 NO HEAT ON AH0004 & AH0001 ( P.  4561
0001507416 BUSTED BOOT ON HOT WATER VALVE, AH0025  ( P.  4755-AH0025
0001507315 4473 HCFC  (LOW) ALARM J HAMM NOTIFIED 4473
0001507210 HEAT NOT WORKING 4760RM0101
0001507323 4570-AH2 ON  ALARM J HAMM NOTIFIED 4570-AH0002
0001502744 ADJUST HVAC CONTROLS/ TOO COLD 4203RM2102A
0001501711 ADJUST HVAC CONTROLS/ TOO HOT IN ROOMS 5-10 4612FLR01
0001501538 ADJUST HVAC CONTROLS TOO HOT 4202RM0127
0001501285 4739 /  REPAIR LEAKING COIL OVER FILTER RACK IN AH0001 IN E-1.  

(   
4739-AH0001

0001501521 H&V 0009 OFF 4707-HV0009
0001501731 4649-HWS1-HWST, CORRECT LOW SUPPLY TEMP, J.MCCAGHREN AND 

R.CLARK WAS CALLED IN,
4649RM0102

0001501690 REPAIR HUM0002 4650-HUM0002
0001501377 SET TENSION 4476-AH0003
0001501371 REPLACE BELTS AND SET TENSION 4487A-AH0019B
0001504528 SET BELTS TENSION AND CHECK ALIGNMENT 4487B-AH0005
0001501677 WALLACE REPORTS THAT ROOM 108 IS TOO COLD IN THE EVENINGS AND 

AT NIGHT. HAVE HVAC CHECK THE AREA ON SECOND SHIFT
4629RM0108

0001501473 4487A-AH27-SAF  UNIT OFF IN ALARM.  J. MCCAGHREN NOTIFIED. 4487A-AH0027
0001501647 ADJUST HVAC CONTROLS TOO COLD 4201RM0622
0001501353 4705 /  4705 EAF18 ROOF CENTER NEED BELTS REPLACED 2 EA. A 86 PM 

REQUEST
4705-EAF0018

0001501577 ADJUST HVAC CONTROLS/ TOO COLD 4663RMA0223
0001501303 ADJUST HVAC CONTROLS/ TOO HOT 4201RM0340
0001501741 4487A-AH6-RAF OFF/ALARM. J.MCCAGHREN NOTIFIED. 4487A-AH0006
0001501678 TOO COLD AS REPORTED BY USER. LARRY   IS ONSITE FOR 

HVAC.
4629RM0114

0001501459 4718-AH5-SPT IN LOW ALARM. M.RICH NOTIFIED. 4718-AH0005
0001501740 RE-INSTALL AND CALIBRATE CONTROLS ON HOT WATER CONVERTER 

(2030)
4610RMB0101

0001498905 TURN ON AH'S ON 6TH FLOOR AND POSSIBLY THROUGHOUT THE BLDG. ( 
OFF DUE TO FIRE ALARM)

4203FLR06

0001495258 CHLR2-CHWST HIGH IN ALARM. NOTIFIED MATT RICH. 4623-CHLR0002
0001495254 4718-AH6-RAT LOW ALARM FRY NOTIFIED 4718
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0001495403 PABX1 IS IN A STATE OF ALARM. LOCATED IN RM B113. LARRY NAVES 

NOTIFIED.
4663

0001495451 CHECK SUPPLY AIR TEMP SENSOR. SENSOR IS READING 29.6 DEGREES. 
THE SPACE TEMP IS READING 77.2 AND THE RETURN AIR IS 78.3. HVAC 
NOTIFIED.

4707-AH0002

0001495190 ADJUST HVAC CONTROLS/ TOO HOT/ IN THE 80'S  (NAVES NOTIFIED) 4201RM0100
0001495491 4203-SERVE-FREEZE  FREEZER IN HIGH ALARM.  J. MCCAGHREN 

NOTIFIED.
4203

0001495260 AH8-SAF IS ON IN ALARM. NOTIFIED MATT RICH. 4471
0001495342 RESTORE AH4 AND AH2 BACK TO NORMAL OPERATION. SWINFORD 

NOTIFIED
4718

0001492535 4487C-AH21-VAV4 HWV CHECK FOR PROPER OPERATION 4487
0001492517 4249-AH2-Z1 DAMPER PLEASE CHECK FOR PROPER OPERATION NAVES 

NOTIFIED
4249

0001492448 ADJUST HVAC CONTROLS/ TOO HOT 4200RM0508D
0001492452 TOO HOT RM 215B NAVES NOTIFIED 4202
0001488526 HV1-SAF...OFF/ALARM. NAVES NOTIFIED 4618-HV0001
0001488724 ADJUST HVAC CONTROLS/ TOO HOT 4718RM0105E
0001486330 REPAIR REHEAT OVER RM 126 4707RM0126
0001486302 LOCATED IN THE EAST END OF THE BASEMENT UNDER THE CLEAN 

ROOM, NEEDS TO HAVE THE BELTS CHANGED. [3-B-173] IS THE SIZE 
WRITTEN ON THE UNIT.

4708-SAF0013

0001486309 DXAC05 IS OFF AND IN ALARM. LARRY NAVES NOTIFIED AND LARRY 
NEWTON IS ONSITE.

4629-DXAC0005

0001486356 REPAIR OUTSIDE AIRDAMPER ON AH0002 ( O. WRIGHT) CLARK FAMILIAR 4250-AH0002

0001486285 ADJUST HVAC CONTROLS/ TOO HOT  (SWINFORD NOTIFIED) 4663RMA0286
0001483437 REPAIR REPLACE MOTOR 4476-AH0008
0001483433 REPLACE BELTS AND SET TENSION 4471-AH0006
0001483363 ADJUST HVAC CONTROLS TOO HOT 4202RM0215B
0001483359 SUMP2-SANDFILTER IN ALARM. SWINFORD NOTIFIED 4473
0001483334 HWS-HWP2...OFF/ALARM. SWINFORD NOTIFIED 4612
0001483309 CHECK NOISE IN ACMP ( O. WRIGHT) 4207RM0127A
0001483263 RESTORE WATER FLOW TO VAV0004 ( L. NEWTON FAMILIAR) 4610
0001483472 HOT WATER CONVERTER 5 IN E1 HAS HIGH SUPPLY TEMP. VERIFY THAT 

THE STEAM VALVE TO THE CONVERTER IS CLOSED AND NOT LEAKING.
4481RM0125

0001483452 HOT WATER CONVERTER 1 HAS LOW SUPPLY TEMP. LOCATED IN E1 4702RM0113
0001480541 REPAIR REPLACE MOTOR SHEAVE ON AH0004 4663A-AH0004
0001480470 ADJUST HVAC CONTROLS TOO COLD IN 526, & 526A 4200FLR05
0001480468 REPLACE CHILLER CONTROL PANEL ART (  4207RM0143
0001477501 HOT WATER CONVERTER SUPPLY TEMP IS IN LOW ALARM. STEAM IS 

PRESENT TO THE BUILDING. HVAC NOTIFIED.
4702

0001477482 REPLACE BELTS AND SET TENSION 4205-AH0007
0001477303 CHECK AIRFLOW 4705RMB0120
0001474630 AH6-RH3 IN LOW ALARM. NAVES NOTIFIED 4493-AH0006
0001477202 4487-AH3 VAV2 PLEASE CHECK VAV HOT WATER FLOW 4487
0001477345 ADJUST HVAC CONTROLS/ TOO HOT (H.WRIGHT NOTIFIED) 4200RM0728
0001477276 4656-HV3-SAF, OFF/ALARM , M.RICH NOTIFIED. 4656-HV0003
0001477222 4487-AH3-VAV7, PLEASE CHECK HOT WATER FLOW 4487
0001477210 4487C-AH3 VAV5, PLEASE CHECK HOT WATER FLO 4487C-AH0003
0001477198 ADJUST HVAC CONTROLS/ TOO COLD (IN THE 50'S)--H.WRIGHT NOTIFIED 4487RMC0156
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0001477339 CH1-CTL...OFF/ALARM. NAVES NOTIFIED 4605
0001477297 4619-AC5-SAF  UNIT OFF IN ALARM.  J. MCCAGHREN NOTIFIED. 4619
0001477219 LOCATED IN ROOM 155 IN THE WEST HIGH BAY HAS A LOUD MOTOR 

NOISE.
4619-AH005B

0001477174 ADJUST HVAC CONTROLS TOO COLD IN 205, 218 &B 229 4708FLR02
0001477132 4708A AH-14 LOW RH% FREY CHECKING 4708A-AH0014
0001477309 AH2-SAF...OFF/ALARM. NAVES NOTIFIED 4476-AH0002
0001474135 ADJUST HVAC CONTROLS TOO COLD, 67 DEGREES 4487RMC0118
0001474130 ADJUST HVAC CONTROLS TOO HOT 4200RM0120
0001474136 ADJUST HVAC CONTROLS/ TOO COLD 4200RM0424
0001474109 ADJUST HVAC CONTROLS/ TOO HOT/ 76 DEG. 4708RM1107
0001470249 ADJUST HVAC CONTROLS/ TOO COLD  (NAVES NOTIFIED) 4316
0001470771 ADJUST HVAC CONTROLS/ TOO HOT  (80 DEG.) 4202RM0420
0001470725 4656-HV2-SAF  UNIT OFF IN ALARM.  SWINFORD NOTIFIED. 4656
0001470718 ACMP1-PSI IN LOW ALARM. JODY NOTIFIED 4353-ACMP0001
0001470712 4702-STMVLV-STMP2 HIGH ALARM J HAMM NOTIFIED 4702
0001470723 4610-HWS-HWP3  PUMP TOGGLING.  M. RICH NOTIFIED. 4610-HWP0003
0001470708 4487A-UPS1-VENT2, OFF/ALARM,  M.RICH NOTIFIED. 4487A-EAF0002
0001470709 4610-SPMP1-ALARM B DUNN NOTIFIED 4610
0001470685 ADJUST HVAC CONTROLS/ TOO HOT--84 DEG. 4705RM0114
0001464797 VERIFY OPERATION OF RHWV2. SWINFORD NOTIFIED 4485
0001467693 REPAIR BUSTED STEAM COIL ON AH0002 4670-AH0002
0001464891 DPT3 ON AH11 IS READING -3.8 AND BOTH PUMPS ARE RUNNG. HVAC 

NOTIFIED.
4707

0001467787 REPLACE MOTOR BEARINGS ON CHWP0001 4250-CHWP0001
0001464978 ADJUST HVAC CONTROLS TOO COLD 4708RM1254
0001464974 ADJUST HVAC CONTROLS TOO COLD 4487RMC0200
0001464972 ADJUST HVAC CONTROLS TOO COLD, 63 DEGREES 4610RM3032
0001464783 ADJUST HVAC CONTROLS/ TOO HOT 4306RM0101
0001464846 REPLACE FAN AND MOTOR SHEAVE 4663C-AH0008
0001464863 ADJUST HVAC CONTROLS/ TOO HOT/ 80 DEG. (ST. JOHN NOTIFIED) 4200RM0601B
0001464671 4200-SAF1-OFF IN ALARM J HAMM NOTIFIED 4200-SAF0001
0001464754 NO HEAT T0236
0001464793 SAF1....OFF/ALARM. SWINFORD NOTIFIED 4250
0001464668 4485-ACMP-ALARM, IN LOW ALARM. M.RICH NOTIFIED. 4485-ACMP0002
0001464645 REPAIR THERMOSTAT ON EAF 4663RMB0169A
0001464614 ADJUST HVAC CONTROLS TOO HOT 4200RM0402
0001464745 ERV2...OFF/ALARM. NAVES NOTIFIED 4315
0001464630 REPAIR LEAKING CHILLWATER LINE--BLUE WASTE CONTAINER FULL OF 

WATER
4200-AH0006

0001464688 4353-AH4-SAF  UNIT OFF IN ALARM.  M. RICH NOTIFIED. 4353-AH0004
0001464724 ADJUST HVAC CONTROLS TOO COLD 4648
0001461527 CHANGE FILTERS ON HUM0006 4705-HUM0006
0001461612 REPAIR COVER ON AH0004 (  4475-AH0004
0001458792 ALIGN SHEAVES AND SET TENSION ON RAF0023 4619-RAF0023
0001458682 REINSULATE STRAINERS ON AH 7&8 4200RMG0042C
0001458663 DXAC4-SAF...OFF/ALARM. JODY NOTIFIED 4629-DXAC0004
0001458568 4708B-RM150B-DOOR, OPEN IN ALARM. M.RICH NOTIFIED. 4708RM0150
0001458915 4200 EAF 3 RM G 1 NEED BELTS CHANGED. PM FIND 4200-EAF0003
0001458856 SWITCH AH VALVES FROM CHILL TO STEAM 4707RMT0100
0001458826 REPAIR HUM0001/ ALARM 4650-HUM0001
0001452709 4674 ROOM 208 IN HIGH ALARM FREY CHECKING 4674RM0208
0001455900 4251-UH2-SAF OFF/ALARM. J.MCCAGHREN NOTIFIED. 4251RM0001
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0001455882 4650-CHWS-CHWV BUILDING CHILL WATER VALVE CHECK OPERATION 4650
0001452780 AH1 SAF ON IN ALARM. NOTIFIED TOM STEWART. 4656
0001452836 4200 / 601B TOO HOT IN CORNER OFFICE.  PLEASE TURN AIR DOWN FOR 

THIS AREA.
4200RM0601B

0001449890 4705 AH-26 ON IN ALARM FREY CHECKING 4705-AH0026
0001446573 ADJUST HVAC CONTROLS/ TOO HOT 4200RM0956
0001446566 NOISY HVAC SYSTEM 4707RM0153
0001446527 ADJUST HVAC CONTROLS/ TOO HOT--NO AIR 4705RMC0107
0001446398 AH4A-SAF...OFF/ALARM. JODY NOTIFIED 4708
0001446308 4487B-AH4-RH  IN LOW ALARM. 4487B-AH0004
0001446296 4612 / E13 REPLACE STARTER ON AHU 6 4612RM0029
0001446278 ADJUST HVAC CONTROLS/ TOO HOT 4708RM0138
0001443618 4718 CHWS HIGHER THAN CHWR FREY CHECKING 4718-CHWP0001
0001443598 REPLACE BLOWN MOTOR 4610-CRU0001
0001440562 4760 HV 5 NEEDS BELTS  REPLACED PM FIND 4760-HV0005
0001440559 BELT NEED REPLACE AT 4475 AH004 RM.113/PM FIND 4475-AH0004
0001440551 REPAIR WATER LEAK ON H&V 6A - WEST HIBAY 4619
0001440310 4711-AH1-SAF  UNITO FF IN ALARM.  J. MCCAGHREN NOTIFIED. 4711-AH0001
0001440540 CHECK MOTOR ON H&V 1 - WEST HIBAY 4619
0001440516 CHECK MOTOR ON H&V 2 -  WEST HIBAY 4619
0001440522 ADJUST HVAC CONTROLS/ TOO COLD 4200RM0342
0001440245 4718-CHWS-CHWP1, TOGGLING ON/OFF. J.MCCAGHREN NOTIFIED. 4718-CHWP0001
0001440483 BELTS NEEDS REPLACE AT 4607 EAF 02 HI BAY, WEST WALL RM.110/PM 

FIND
4607-EAF0002

0001440481 4607 WEST WALL EXHAUST FAN NEEDS BELTS REPLACED FAN 7  PM FIND 4607-EAF0007

0001440190 TURN ON AH 4, 5, AND 6 4708RM1191
0001440181 CHILLER 1 IS OFF AND IN ALARM. LARRY NAVES NOTIFIED. 4561-CHLR0001
0001440426 REPLACE BELTS AND SET TENSION 4612A-AH0005
0001440191 TOO COLD IN THE 313 AREA 4755FLR03
0001437750 TURN OFF AH-UNITS FOR TESTING 4708RM1191
0001440226 RM105 USER REPORTS BEING TO HOT. SETPOINT IS 72 AND RM SENSOR IS 

READING 75. ZONE 1 OFF OF AH1.
4436-AH0001

0001435039 REPAIR CONTROLS ON H&V0005 4667-HV0005
0001434984 4487BC AH-1 OFF IN ALARM FREY CHECKING 4487BC-AH0001
0001434750 ADJUST HVAC CONTROLS/ TOO COLD 4487RMB0106
0001432003 4631CHILLER 1 IN ALARM AK CHECKING 4631-CHLR0001
0001432001 4487A AH-4 REPAIR OR REPLACE DP SWITCH UNIT SHOWS ON IN ALARM 

ALL THE TIME
4487A-AH0004

0001431985 ADJUST HVAC CONTROLS/ TOO HOT (POOR AIR FLOW) 4201RM0524
0001431984 ADJUST HVAC CONTROLS/ TOO COLD/ 65 DEG. (SWINFORD NOTIFIED) 4493RM0111A
0001428770 ADJUST HVAC CONTROLS TOO COLD 4202RM0420
0001428755 SUMP 1 IS IN LOW ALARM. HVAC NOTIFIED. 4473
0001428742 CHILL WATER SUPPLY TEMP IS READING HIGH. HVAC NOTIFIED. 4649
0001428716 BELT NEEDS REPLACE AT 4707 AH16 SOFI SPRAY ROOF/PM FIND 4707-AH0016
0001428704 4493-AH1-SAF  UNIT OFF IN ALARM.  L. NEWTON NOTIFIED. 4493-AH0001
0001428685 REPLACE BELTS ON AH0007 4610-AH0007
0001428495 SUPPORT MILLWRIGHT 4493
0001425621 4667 /  SET TENSION AT 4667 EAF10 ON SOUTH WALL INSIDE/PM REQUEST. 4667-EAF0010

0001425620 4667 /  UNIT WAS NOT COOLING AT 4667 AH01 IN CONTROL RM.100 
OVERHEAD/PM REQUEST.

4667-AH0001

0001428566 REBUILD CHILLWATER PUMP #1 4705RMM0100A
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0001425592 4203-AH10-SAF  UNIT OFF IN ALARM.  R. CLARK NOTIFIED. 4203
0001425574 REPAIR LEAK AROUND AIR HANDLER ON NORTH WALL 4708RM0180
0001421702 TOO COLD IN RM 822 AND 826 4200FLR08
0001418378 REPLACE MOTOR & FAN SHEAVE ON AH0001 E 1 4353-AH0001
0001421655 REPAIR HOT WATER CONTROLLER 4708RM1123A
0001421631 4201-PABX-RH HIGH ALARM R SARTAIN NOTIFIED 4201FLR01
0001421622 4207-CRU9-SAF IS OFF AND IN ALARM.  JAMES BONDS NOTIFIED, 4207-CRU0009
0001421611 REPLACE BELTS AND SET TENSION ON AH0001 4249-AH0001
0001421609 ALIGN PUMP AND MOTOR SHAFTS ON HWP0001 4209-HWP0001
0001421607 REPLACE FAN BEARINGS ON AH0003 4203-AH0003
0001421574 UNSTOP DRAIN ON DXAC0002 4705-DXAC0002
0001418387 CLEAN CHILLWATER STRAINER ON AH#29 IN ROOM B120 4705-AH0029
0001418418 REPLACE BELTS AND SET TENSION.  4610-AH0024, STAIRWELL 2ND 

FLOOR.
4610-AH0024

0001415030 REPLACE BAD BEARING IN CRU UNIT 4436-CRU0003
0001415016 DXAC6-SAF...OFF/ALARM. NAVES NOTIFIED 4653
0001414904 SAF1-SAF...OFF/ALARM. M.RICH NOTIFIED 4200
0001414808 4663-B113-SPT  SPACE TEMPERATURE IN HIGH ALARM IN RM B113.  M. 

RICH NOTIFIED
4663

0001414807 4755-AH16-SAF  UNIT OFF PER D. CROUCH.  M. RICH NOTIFIED. 4755
0001414809 4485-AH2A-SAF  UNIT OFF IN ALARM.  J. MCCAGHREN NOTIFIED. 4485
0001414927 4619-AH31-SAF  UNIT OFF IN ALARM.  R. CLARK NOTIFIED. 4619-AH0031
0001414895 4583-RM180-SPT IS IN HIGH ALARM.  MATT RICH NOTIFIED. 4583-CRU0001
0001414926 4619-AH7-SAF  UNIT OFF IN ALARM.  R. CLARK NOTIFIED. 4619-AH0007
0001414924 4619-AHB1-SAF  UNIT OFF IN ALARM.  M. RICH NOTIFIED. 4619
0001414865 COLD - CLOSE NOISY VENTS - SEE SUSAN TIDWELL IN ROOM 826 4200RM0822E
0001414870 4653-CH1-ALARM O WRIGHT NOTIFIED 4653
0001414902 AWING RM169-SPT-2 IN HIGH ALARM. AK NOTIFIED 4663
0001414922 4487A-AH27-SAF  UNIT OFF IN ALARM.  M. RICH NOTIFIED. 4487
0001415044 AH 1 EQ. ROOM 1 FAN AND MOTOR NEEDS NEW SHEAVES PMREQUEST 4487A-AH0001
0001415043 AH 27 IN E26 NEEDS VIBRATIONCHECKPM GENERATED 4487A-AH0027
0001412144 CHWS-CHWP1...OFF/ALARM. NAVES NOTIFIED 4471-CHWP0001
0001412103 4707-HUMIDIFIER 6 NEEDS REPLACEMENT HOSE. LOCATED ABOVE RM 

220
4707-HUM0006

0001412022 ADJUST HVAC CONTROLS/ TOO HOT IN SUITES E-G 4200RM0828
0001412021 ADJUST HVAC CONTROLS/ TOO HOT/ IN SUITES A-D 4200RM0828
0001409356 4487B /  BELT NEEDS TO BE REPLACED AT 4487B RAF01 IN RM.103/E13.PM 

GENERATED
4487RMB0103

0001409250 ADJUST HVAC CONTROLS/ NO AIR 4315RM0107
0001409248 CHECK, REPAIR NOISY AIRHANDLER ( J. NEWTON AWARE) 4708RM0116A
0001409490 4561-CH1-CTL  CHILLER OFF IN ALARM.  J. MCCAGHREN NOTIFIED. 4561-CHLR0001
0001409440 CHILLER 1 IS IN GENERAL ALARM. LARRY NAVES NOTIFIED. 4653-CHLR0001
0001409389 AH018A NEEDS TO HAVE SOME REMOTE GREASE LINES INSTALLED. 4705-AH018A
0001409384 REPAIR EAF0005 ON NORTH WALL RON CORN FAMILIAR 4473-EAF0005
0001409229 4473 SUMP-1 SANDFILTER IN ALARM HAMM CHECKING 4473
0001409402 CHECK AIRHANDLER, BLOWING HOT AIR 4487RMB0169
0001400071 ELEVATOR SPT IS IN HIGH ALARM. ST. JOHN NOTIFIED. 4201
0001403364 TURN OFF EAF0002 AT SHIPPING AND RECIEVING 4631-EAF0002
0001403200 CHILLER CONTROL IS IN ALARM. CHILLER IS ON AND CLEAR. LARRY 

NAVES NOTIFIED.
4653

0001406708 SUPPORT INSULATOR (  4475RM0141
0001403326 4723-DXAC4-SPTZ2 IS IN HIGH ALARM.  TOM FREY NOTIFIED. 4723-DXAC0001
0001403421 AHB1-SAF...OFF/ALARM. H.WRIGHT NOTIFIED 4207
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0001396442 RESTART AIR HANDLER (   FAMILIAR) 4566-AH0008
0001389503 CHILLER # 9 IS DOWN. NOTIFIED STEVE SWINFORD. 4473
0001409174 ADJUST HVAC CONTROLS TOO HOT 4200RM0812
0001389244 REPAIR LEAKING CHILL WATER VALVE @ CRU0004 IN RM C260 4663C-CRU0004
0001403258 4761 /  BELTS NEED REPLACING AT 4761 AH-01 ON THE ROOF. 4761-AH0001
0001389203 4202-SAF1-SAF IS OFF AND IN ALARM.  LARRY NAVES NOTIFIED. 4201-SAF0001
0001389267 ADJUST HVAC CONTROLS TOO HOT 4487RMBC0143D
0001389370 DXAC4-SAF OFF IN ALARM. NOTIFIED LARRY NAIVES. 4629-DXAC0004
0001382719 ADJUST HVAC CONTROLS TOO COLD, 55 DEGREES 4202RM0122
0001389349 AH17A IS OFF AND IN ALARM. UNIT LOCATED ON NORTH SIDE OF HI-BAY 

WEST END. NAVES NOTIFIED.
4705

0001403550 4561-CH1-CTL  CHILLER OFF IN ALARM.  J. MCCAGHREN NOTIFIED. 4561-CHLR0001
0001396655 ADJUST HVAC CONTROLS/ TOO HOT/ NO AIR FLOW 4201RM0128A
0001396654 ADJUST HVAC CONTROLS/ TOO HOT 4241RM0116
0001382598 4715-RM101-SPT IN HIGH ALARM SWINFORD NOTIFIED 4715RM0101
0001379643 ADJUST HVAC CONTROLS/ TOO HOT 4487RMA0200D
0001396486 AHB3-SAF...OFF/ALARM. JODY NOTIFIED 4708
0001376133 REPAIR LEAKING AIRHANDLER 4759RM0105
0001376034 UNSTOP DRAIN ON AH0015, WATER RUNNING INTO HALL ( ROBERSON 

AWARE)
4755-AH0015

0001375826 4561-CH1-CTL, OFF/ALARM, M.RICH NOTIFIED. 4561-CHLR0001
0001376124 ADJUST HVAC CONTROLS  TOO COLD 4207RM0112
0001382779 CLEAN STRAINER ON CRU0007 4663C-CRU0007
0001382877 4663B / E-2 REPLACE BELTS ON AH00B1 (2022) 4663RMB0001
0001382817 REPAIR HUM0003 4650-HUM0003
0001375837 4487 /  DRAIN TANK, CHANGE OIL,AIR FILTER AND BELTS ON AIR 

COMPRESSOR 2 IN AB101
4487RMAB0101

0001382747 4705-AH0027 ON IN ALARM AK CHECKING 4705-AH0027
0001379676 4604 / 11/E1 HVAC- PNUEMATIC CYLINDER WHICH CONTROLS HVAC 

DAMPER LEAKS AND DOES NOT WORK.  ROOM HAS NO AIR-
CONDITIONING.  REPLACE PNUEMATIC CYLINDER PLEASE.

4653RM0025

0001379698 4727 / 102B CHECK AIRFLOW INTO ROOM 102B - ROOM IS VERY WARM. 4727RM0102B
0001396384 NO AIR IN WAREHOUSE 4631
0001394242 CLEAN CHILLWATER STRAINERS 4707-AH0012
0001368352 AH19E IS OFF AND IN ALARM. SWINFORD AND P.   NOTIFIED. 

LOCATED IN E15 IN THE MACHINE SHOP ON THE NORTH PLATFORM
4705

0001389467 ADJUST HVAC CONTROLS TOO COLD IN THE MORNINGS 4200RM0408D
0001376113 AH1 SPT IS IN HIGH ALARM. HVAC TO CHECK DX COMPRESSOR IN E2. 

SWINFORD NOTIFIED.
4492

0001403441 4708-AHB5-SAF  UNIT OFF IN ALARM.  J. MCCAGHREN NOTIFIED. 4708
0001396552 REPLACE BELTS AND SET TENSION 4207-AH0002
0001396550 REPLACE BELTS AND SET TENSION 4205-AH0014
0001396549 REPLACE BELTS AND SET TENSION 4205-AH0011
0001396547 REPLACE BELTS AND CHECK SHEAVES FOR WEAR 4205-AH0008
0001368449 4707-AH19-SAT, RETERMINATE SENSOR CONNECTON, VALUE TOGGLING 

CAUSING CPC TO NOT CALCULATE CORRECTLY. M.RICH NOTIFIED.
4707-AH0019

0001396511 REPLACE FILTERS IN DXAC0002 4759-DXAC0002
0001389268 ADJUST HVAC CONTROLS/ TOO HOT/ NO AIR BEGINNING WITH ROOM 204 4619FLR02

0001403318 4707-HWC1-HWST LOW ALARM NAVES NOTIFIED 4707
0001389321 REPLACE MOTOR BEARINGS 4203-AH0006
0001382866 REPAIR OR UNSTOP LEAKING AH-UNIT ( TURNER AWARE) 4663RMA0015
0001382862 ADJUST HVAC CONTROLS TOO HOT, 78-80 4653WEST
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0001396609 CHECK NOISY AIR HANDLER IN CLEAN RM 1110  AHU 0014 4708A-AH0014
0001389367 REPLACE MOTOR ON EAF0006 4207-EAF0006
0001403570 ADJUST HVAC CONTROLS TOO HOT, 80 DEGREES 4200RM0601B
0001403520 HV24 IS ON AND IN ALARM. LOCATED IN THE HIGHBAY (RM180) ON THE 

SOUTH SIDE
4708

0001403380 AH1 MXAT SENSOR NEEDS TO BE REPLACED.  NOTIFIED LARRY NAIVES. 4494

0001396533 RH IS READING HIGH. HAVE HVAC CHECK DEHUM. SWINFORD NOTIFIED. 4708B-SAF0002

0001382920 ADJUST HVAC CONTROLS TOO HOT IN A117 & A119 4487FLR01-A
0001382686 ADJUST HVAC CONTROLS/ TOO HOT/ NO AIR  (NOTIFIED NAVES) 4203RM3305
0001376137 USER IS COMPLAINING OF ROOM 108 BEING TO HOT. FEED BY DXAC02. 

RAT IS 80.0. SWINFORD NOTIFIED.
4629-DXAC0002

0001382723 REPAIR LEAKING AIR HANDLER 4200RMG0042
0001375797 ADJUST HVAC CONTROLS TOO HOT 4663RMA0286
0001382909 DISENGAUGE CHWP #2 (H.WRIGHT) 4493-CHWP0002
0001375038 CLEAN STRAINER ON CRU0002 4732-CRU0002
0001368776 ADJUST HVAC CONTROLS/ TOO COLD (60 DEG.)  (NAVES NOTIFIED) 4481RM0107
0001376066 4470 HIGH SPT FREY CHECKING 4470RM0100
0001375895 4653 CH1 OFF ALARM NAVES NOTIFIED 4653-CHLR0001
0001379670 CHECK OPERATION OF AH0001, NOT COOLING PROPERLY 4732-AH0001
0001389217 4471-CHWP1-AUTO_MODE, RETURN HOA TO "AUTO. M.RICH NOTIFIED. 4471-CHWP0001
0001382502 ADJUST HVAC CONTROLS/ TOO COLD (55 DEG.) (SWINFORD NOTIFIED) 4202RM0122
0001379707 4718-1-AH13-SAF  UNIT OFF IN ALARM.  J. MCCAGHREN NOTIFIED. 4718-1
0001403553 CHANGE FILTERS IN  AH0005 IN E - 6 PER HVAC REQUEST. 4207-AH0005
0001368574 CHILLER IS IN ALARM. SWINFORD NOTIFIED. 4653
0001400050 ADJUST HVAC CONTROLS/ TOO HOT 4663RMA0275
0001403228 ROOM 156 SPT IN HIGH ALARM. LARRY NAVES AND RICHARD WELCH 

NOTIFIED.
4707

0001400045 CHECK AH#1  (H.WRIGHT) 4353-AH0001
0001368493 UNSTOP AH DRAIN 4707
0001393277 ADJUST HVAC CONTROLS TOO HOT 4708RM1209
0001393274 ADJUST HVAC CONTROLS TOO HOT 4627RM0107
0001375871 4705 AH19E OFF ALARM 4705
0001368578 ADJUST HVAC CONTROLS TOO HOT 4663RMA0175
0001386101 REPLACE BELTS 4481-AH0005
0001382799 4727 / 102B OCCUPANT OF RM. 102B TOO HOT. NOT ENOUGH AIR FLOW. 

102A HAS AN ABUNDANCE OF AIR FLOW. DIVERT MORE TO 102B. 2026
4727RM0102B

0001400104 REINSTALL REMOTE VIBRATION SENSORS ON AH0001 4491-AH0001
0001396737 4708 /  4708 AH B4 RM.E7 MOTOR AND FAN SHEAVES NEED REPLACE. 4708
0001396735 4663B /  BELTS NEED REPLACED AT 4663B AH 12 RM.203B. 4663
0001396672 COOLING TOWER 2 FAN IS OFF AND IN ALARM. SWINFORD NOTIFIED. 4473
0001376060 ADJUST HVAC CONTROLS/ TOO HOT/ NO AIR 4674RM0101
0001368761 4723 DXAC-3 HIGH SPT AK CHECKING 4723
0001361947 CHECK HUMIDIFIER OPERATIONS ON CRU0003 (  4207-CRU0003
0001368628 4723-DXAC1-SPT  SPACE TEMP IN HIGH ALARM.  S. VANN NOTIFIED. 4723
0001365710 4707-AH21-SAF  UNIT OFF IN ALARM.  M. RICH NOTIFIED. 4707-AH0021
0001376134 ADJUST HVAC CONTROLS/ TOO HOT/ 80 DEG. 4610RM5002A
0001396537 ADJUST HVAC CONTROLS/ TOO HOT IN CHEMICAL STORAGE AREA/  

NEEDS TO BE BELOW 70 DEG.
4767

0001368339 EXHAUST FAN 9 IS OFF AND IN ALARM. ST. JOHN NOTIFIED. 4203-EAF0009
0001375940 4471-CHWS-CHWP1, OFF/ALARM. L.NEWTON NOTIFIED. 4471-CHWP0001
0001396376 CLEAN CONDENSER COIL ON CHILLER ON DXAC UNIT 4718-1
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0001372857 4605 CHILLER OFF IN ALARM AK CHECKING 4605-CHLR0001
0001368723 NO AIR FLOW 4619RM0129A
0001386081 UNIT IS OFF AND IN ALARM. LARRY NAVES NOTIFIED. 4612A-AH0001
0001365750 REPLACE BELTS ON AH0010A 4705-AH0010
0001376101 RESTORE AIR, TEMPS AT 94 TO 96 4631RMC0106
0001365707 4487BC AH-2 HIGH SPT FREY CHECKING 4487BC-AH0002
0001670286 REPLACE BELTS AND SET TENSION 4612C-AH0001
0001670241 ADJUST HVAC CONTROLS/ TOO HOT 4755RM0217
0001670092 RM180-SPT IN HIGH ALARM. NAVES NOTIFIED 4583RM0180
0001669908 ADJUST HVAC CONTROLS TOO HOT IN 1032 & 1034 4612FLR01
0001672868 REPAIR SWITCH ON EAF0001 IN E1 BUILDING 4702. 4702-EAF0001
0001670022 CHECK AND ASSURE COOLING  (O.WRIGHT 4755-AH0025
0001670117 ADJUST HVAC CONTROLS/ TOO HOT 4200RM0952
0001669988 4491-CRU1-ALARM  SWINFORD NOTIFIED 4491-CRU0001
0001667149 4583-RM109-SPT HIGH ALARM SWINFORD NOTIFIED 4583RM0109
0001667173 HWC1-HWST LOW IN ALARM. NOTIFIED OSCAR WRIGHT. 4718
0001667211 ADJUST HVAC CONTROLS TOO HOT, BLOWING WARM AIR IN SUITE 102 4200FLR01
0001663900 REPLACE BELTS ON EAF0012 ON ROOF 4612. 4612-EAF0012
0001663589 ADJUST HVAC CONTROLS TOO HOT, 85 DEGREES 4201RM0618A
0001663626 CH1-CTL...OFF/ALARM. JODY NOTIFIED 4570
0001663548 NO AIRFLOW ON WEST SIDE OF BLDG. ( NAVES AWARE) 4570WEST
0001663473 CH1-CTL...OFF/ALARM. POLLARD NOTIFIED 4524-CHLR0001
0001663538 REPLACE BELTS AND SET TENSION 4610-AH00B3
0001663672 ADJUST HVAC CONTROLS TOO HOT, NO AIR FLOW 4708RM0103
0001663665 CHECK VIBRATION FROM BLOWER BEHIND RM 104 ( NEWTON NOTIFIED) 4205RM0104

0001661050 4711 ROOM W129 CHECK HUMIDIFIER FOR MR. THOM 4711-AH0003
0001661032 ADJUST HVAC CONTROLS/ TOO HOT/ NO AIR 4200RM0712
0001657929 4473-CT5-CTL  COOLING TOWER 5 IS ON IN ALARM.  J. MCCAGHREN 

NOTIFIED.
4473

0001657880 AH1-SAF...OFF/ALARM. NAVES NOTIFIED 4656-AH0001
0001657846 BWING SAF1-RH IN HIGH ALARM. M.RICH NOTIFIED 4708B-SAF0001
0001657830 ADJUST HVAC CONTROLS TOO HOT 4200RM0818
0001658047 ADJUST HVAC CONTROLS/ TOO HOT/ NO AIR IN CLEAN ROOM ON SOUTH 

END OF BLDG.
4656SOUTH

0001657793 4241-AH4-SAF  UNIT OFF IN ALARM.  J. MCCAGHREN NOTIFIED. 4241-AH0004
0001657882 ADJUST HVAC CONTROLS TOO HOT 4614RM0104A
0001655707 CHECK AIRFLOW 4346
0001655698 REPAIR NOISE ON DXAC0006 4708-DXAC0006
0001655701 4473-CH4-CTL  CHILLER #4 DID NOT START PROPERLY.  J. MCCAGHREN 

NOTIFIED.
4473-CHLR0004

0001653349 ADJUST HVAC CONTROLS/ TOO HOT 4200RM0106
0001653327 ADJUST HVAC CONTROLS/ TOO COLD (NOTIFIED NAVES) 4207RM0111
0001653315 4610-AH11-SAF IS OFF AND IN ALARM.  JOEL MCCAGHREN NOTIFIED 4610-AH0011
0001653445 ADJUST HVAC CONTROLS TOO HOT 4200RM0818
0001653438 ADJUST HVAC CONTROLS TOO HOT 4650RM0122
0001653430 ADJUST HVAC CONTROLS TOO HOT 4203RMB0305
0001653369 NO AIR FLOW 4487RMB0126A
0001653287 ADJUST HVAC CONTROLS/ TOO HOT  (NO AIR FLOW) 4201RM0520A
0001653334 NO AIR FLOW 4471RMA0105
0001653313 4203-AH3-SAF IS OFF AND IN ALARM.  JOEL MCCAGHREN NOTIFIED. 4203-AH0003
0001653406 4711 AH-11 CHECK SAT-2 SENSOR SHOWING HIGH TEMP ON UCS 

CONTROLS
4711-AH0011
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0001651160 NO AIR FLOW TOO HOT 4471RMA0103
0001653371 4203 / 4234 LOUD NOSIE COMING FROM AC VENT IN CEILING. 4203RM4234
0001653352 ADJUST HVAC CONTROLS/ TOO HOT 4200RM0106
0001648443 RESET CONTROLS  (   FAMILIAR) 4566-DXAC0002
0001648532 REPAIR CRU UNIT  (  4207-CRU0014
0001648393 REPLACE BELT ON AH0026 ( NEWTON AWARE) 4755-AH0026
0001648198 CHECK AND REPAIR STRAINERS ON CRU # 17 4207RM0150
0001648187 RM 108 & HALLWAY TOO COLD, 68 DEGREES (  4493RM0108
0001648365 CLEAN STRAINER ON CRU0009 4207-CRU0009
0001648144 ADJUST HVAC CONTROLS TOO HOT ( OFFICER SUMMER) 4312FLR01
0001648353 CLEAN STRAINER ON AH0005 4207-AH0005
0001648351 CLEAN STRAINER ON AH0008 4207-AH0008
0001648341 CLEAN STRAINER ON CRU0011 4207-CRU0011
0001648338 CLEAN STRAINER ON CRU0008 4207-CRU0008
0001648334 CLEAN STRAINER ON CRU0017 4207-CRU0017
0001648411 INSTALL WATER LINE TO FLUSH CHILL WATER ( RUSSELL) 4663-BWING
0001648529 ADJUST HVAC CONTROLS TOO COLD 4201RM0201
0001648332 CLEAN STRAINER ON CRU0003 4207-CRU0003
0001648479 CLEAN STRAINER ON CRU00011  TOH   (2023) 4663B-CRU0011
0001648468 CRU001OFF IN ALARM JAMES BONDS RESPONDING (2030) 4493-CRU0001
0001645995 AHB2 IN THE BASEMENT IS MAKING A LOUD NOISE. ST.JOHN NOTIFIED. 4203

0001642753 4493 AK CHECKING ALARM ON CRU-1 4493-CRU0001
0001642746 UNIT IS OFF AND IN ALARM. TEX NOTIFIED AND IS ONSITE. 4561-AH0004
0001642955 UNIT IS OFF AND IN ALARM. HVAC NOTIFIED. 4759-CRU0001
0001642946 REPLACE DESICCANT ON AIRDRYER0002 ( FREY) 4618
0001642881 RESET CHLR0001 (  4566-CHLR0001
0001642842 ADJUST HVAC CONTROLS/ TOO HOT/ ALARMS SOUNDING 4541RM0107
0001642613 ADJUST HVAC CONTROLS/ TOO HOT/ 80 DEG. 4610RM1052A
0001642609 ADJUST HVAC CONTROLS TOO HOT 76 DEGREES 4493RM0103
0001642599 HUMIDIFIER ALARM ON CRU#7 4663
0001639982 ADJUST HVAC CONTROLS/ TOO HOT 4755RM0217
0001629752 USER IS TOO COLD IN ROOM 102. FEED BY AH4. LARRY NAVES NOTIFIED 

AND BOBBY POLLARD ONSITE.
4561-AH0004

0001637090 CHECK NOISE COMING FROM VENTS OVERHEAD 4200RM0728
0001636997 4346-ERV OFF ALARM J HAMM NOTIFIED 4346
0001636870 REPAIR LEAKING AHU ABOVE CEILING 4244RM0101
0001637185 REPLACE BELTS AND SET TENISON 4663A-AH021B
0001637177 4612B-AH2-SAF STATUS IS TOGGLING IN ALARM 4612B-AH0002
0001637183 REPLACE BELTS AND SET TENISON 4207-AH0003
0001637071 4315-AH3  UNIT NOT HEATING PROPERLY.  J. MCCAGHREN NOTIFIED. 4315
0001632226 ADJUST HVAC CONTROLSL/ TOO HOT IN ROOM B143C 4487RMB0143
0001632217 ADJUST HVAC CONTROLS/ TOO HOT IN KITCHEN AREA AND IN HALLWAY 4610RMC0104

0001634884 REPAIR DXAC0004 (  4650-DXAC0004
0001634849 NO AIR FLOW B WING - SENT OUT MAT RICH 4487
0001632140 ADJUST HVAC CONTROLS TOO HOT, BAD VIBRATION COMING FROM AC 4610RM5010

0001632258 ALIGN SHEAVES AND SET TENSION 4205-AH0014
0001632256 ALIGN SHEAVES AND SET TENSION 4205-AH0011
0001632191 ADJUST HVAC CONTROLS/ TOO HOT (80 DEG.) 4610RM2077
0001634842 4312 ROOM 4 IN HIGH SLSRM BOND CHECKING 4312RM0004
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0001634818 CHILLER 1 WAS PUT OUT OF SERVICE BY INFOSCAN. SWINFORD 

NOTIFIED TO INVESTIGATE CHILLER.
4473-CHLR0001

0001629806 REPLACE BELT ON HV0014 IN TOWER 4707 LEVEL 2, SIZE B63 (1) 4707-HV0014
0001626999 REPAIR CONTROLS ON STEAM STATION (   FAMILIAR) 4650RM0126
0001626994 REPAIR AIR DRYER  (   FAMILIAR) 4761-ADRY0001
0001626940 CHECK OPERATION OF AIRHANDLER UNIT, TOO HOT, NO AIRFLOW 4570RM0113
0001626883 CLEAN COIL AND DRAIN PAN ON DXAC 4650
0001626876 CWING AH4-SAF...OFF/ALARM. SWINFORD NOTIFIED 4487C-AH0004
0001624084 REPLACE BELTS AND SET TENSION 4200-AH0002
0001626837 AH12 SAF ON IN ALARM. NOTIFIED JAMES BOND. 4471-AH0012
0001624074 4619-AH23-RAF, OFF/A, J.MCCAGHREN NOTIFIED. 4619-AH0023
0001627072 4607 /  EAF0015 LOCATED ON THE WEST WALL OF ROOM 110 NEEDS TO 

HAVE THE BELTS CHANGED.[2-A45].
4605WEST

0001627069 4200 /  ON THE MEZZANINE, IN THE BASEMENT[WHERE AH0002 IS 
LOCATED] NEEDS TO BE REBULDED.

4200-AH0002

0001620795 REPLACE BROKEN BELT ON AH 4718-AH0009
0001620766 REPLACE BELTS ON AH0008 IN E2 BLDG 4711.PMF 4711-AH0008
0001620688 4610-HWS-HWP2 OFF ALARM. M.RICH NOTIFIED. 4610-HWP0002
0001620730 AH3-SPTZ1 AND SPTZ2 TOO HOT. NAVES NOTIFIED 4666
0001620683 4708B-SAF2-RAT LOW ALARM J HAM NOTIFIED 4708
0001620807 CHILLER 8 WENT OFF AND IN ALARM THEN WAS PUT OOS BY UCS 

PROGRAMMING. LARRY NAVES NOTIFIED.
4473-CHLR0008

0001620705 REPLACE DAMPER MOTOR ON AH2  (  4656RM0118
0001620850 4487C-AH1-SAF  UNIT OFF IN ALARM.  J. MCCAGHREN NOTIFIED. 4487
0001620718 HWC1 AND HWC2-HWST IN HIGH ALARM. NAVES NOTIFIED 4203
0001620633 4493 /  AH0006,LOCATED IN E-4/E-155 DOWNSTAIRS, MOTOR SHEAVE IS 

WORN AND NEEDS TO BE  REPLACED.
4493-AH0006

0001614842 4727 / 115 TURN AIR CONDITIONING UP IN ROOMS 112 AND 115 - TOO 
COLD TO WORK COMFORTABLY.  TEMPS ARE IN THE 60`S!

4727RM0115

0001614890 ADJUST HVAC CONTROLS/ TOO COLD 4200RM0160
0001614606 AH15-SAF-ALARM IN ALARM.  SWINFORD NOTIFIED 4711
0001614634 4623 CHWS & R ARE IN HIGH ALARM BOND CHECKING 4623-CHLR0002
0001614727 REPLACE BELTS AND SET TENSION 4718-AH0002
0001611721 SET BELT TENSION 4631-AH0003
0001611717 REPLACE BELTS AND SET TENSION 4666-AH0005
0001611716 TURN OFF AH-HANDLER, RM'S TOO COLD 4723
0001611692 4674 /  REPLACE BELTS ON EAF0002 IN 103 BLDG. 4674. 4674-EAF0002
0001611672 4476-AH8-SAF  UNIT OFF IN ALARM.  M. RICH NOTIFIED. 4476
0001611647 BASEMENT CHECK SHEAVE ALIGNMENT AND ASSURE THAT BELTS 

WANT SLIP OFF. ( PT&I FIND)
4200-AH0002

0001611645 E-1 BASEMENT CHWP0001 MODIFY GUARD SO  THAT ALL BEARING 
POINTS ARE EXPOSED FOR VIBRATION ANALYSIS

4201-CHWP0001

0001609046 HWC1-HWST IN LOW ALARM. NAVES NOTIFIED 4485
0001608878 A WING RM109 SPT2 IS HIGH IN ALARM. NOTIFIED LARRY NAIVES. 4663-AWING
0001609038 AH8-SAF...OFF/ALARM. NAVES NOTIFIED 4755
0001609047 EF6-SAF...OFF/ALARM. SWINFORD NOTIFIED 4711
0001608865 ADJUST HVAC CONTROLS/ TOO HOT/ IN ROOMS 5016 AND 5030 4610FLR05
0001608863 ADJUST HVAC CONTROLS/ TOO HOT IN ROOM AND IN NORTH SIDE OF 

BLDG.
4610RM2096

0001608706 OVERFLOWING COOLING TOWER ON THE WEST SIDE 4666WEST
0001608812 ADJUST HVAC CONTROLS TOO HOT, 5010, 5010B & 5026 4610FLR05
0001608794 REPAIR CONTROL ACMP 4522
0001596792 REPAIR AH         (TURNED OFF BY USER) 4755-AH0025
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0001596790 REPLACE VFD DRIVE (HOA)  PERRY   FAM. 4718-VSC0001
0001585255 ADJUST HVAC CONTROLS/ TOO COLD 4619RM0203
0001597004 PLEASE REPAIR THE OAD/RAD FOR AH3 4723
0001594186 ADJUST HVAC CONTROLS/ TOO HOT  (NAVES NOTIFIED) 4471RMA0102E
0001594189 ADJUST HVAC CONTROLS TOO COLD N 1020 AREA 4612RM1020
0001596889 REPAIR AND VERIFY SAF1 OUTSIDE AND RETURN AIR DAMPER 

ACTUATORS
4708B-SAF0001

0001590689 ADJUST HVAC CONTROLS TOO HOT 4759RM0102
0001590649 REPLACE BELTS AND SET TENSION 4663A-AH0B3B
0001590636 ADJUST HVAC CONTROLS TOO COLD 4201RM0520
0001590833 CHECK POSITIVE PRESSURE IN CLEAN TENT IN HIBAY 4705FLR01
0001590832 ADJUST HVAC CONTROLS TOO HOT 4251RM0011
0001590857 4200 / 601B TOO HOT-CUSTOMER STATES IT IS 80 + IN OFFICE 4200RM0601B
0001590853 4612 / 1508 FUME EXTRACTION HOOD IS NOT WORKING.  SUSPECT THAT 

BELT ON ROOF MAY BE OFF FAN MOTOR.
4612RM1508

0001590797 ADJUST HVAC CONTROLS TOO HOT, IN THE 80'S 4200RM0601
0001590795 ADJUST HVAC CONTROLS, TOO COLD AND EXCESSIVE AIRFLOW 4610RM1071
0001590460 REPAIR HUMIDIFIER IN EMI LAB 4708RM1191
0001590539 4628-CH1-ALARM MR NAVES NOTIFIED 4628
0001590783 CHECK LEAK ON CHWP0001 4531-CHWP0001
0001590796 ADJUST HVAC CONTROLS/ TOO HOT/ NO AIR  (NAVES NOTIFIED) 4561RM0208
0001590696 EXHAUST FAN TWO ON THE ROOF IS OFF AND IN ALARM. HVAC 

NOTIFIED.
4600-ROOF0001

0001585101 CH1-CHWST IN HIGH ALARM. SWINFORD NOTIFIED 4718-1
0001585297 ADJUST HVAC CONTROLS/ TOO COLD (58 DEG.) 4201RM0318A
0001585289 REPLACE FAN AND MOTOR SHEAVE 4610-AH0041
0001585260 STMV-STMP IN LOW ALARM. SWINFORD NOTIFIED 4628
0001582682 CHANGE BELTS AND SET TENSION  (GEISE) 4583-AH0004
0001582677 ADJUST HVAC CONTROLS/ TOO COLD 4610RM3033
0001582634 4707 AH-5 OFF IN ALARM BOND CHECKING 4707-AH0005
0001585215 4708B-AH20-RARH LOW ALARM 4708
0001582631 AH4 IS OFF AND IN ALARM. HVAC NOTIFIED. 4707-AH0004
0001585399 EXHAUST FAN 2B IS OFF AND IN ALARM. JAMES ST. JOHN NOTIFIED. 4203
0001585218 AH3 MXAT AND RAT IN HIGH ALARM. JODY NOTIFIED 4666
0001585155 HOT WATER PUMP 1 IS OFF AND IN ALARM. HVAC NOTIFIED AND 

POLLARD IS ONSITE.
4653-HWP0001

0001579564 SILENCE HUMIDITY ALARM ON AH-UNIT AND DISCONNECT IF POSSIBLE 4732RM0131

0001579227 4312 /  NEED A COUPLING ON PUMP AT 4312-CHWP001 RM.115/RM.E01/PM 
FIND.

4312-CHWP0001

0001579326 NOISY AH ON NORTH WALL 4755-AH0002
0001579390 SECONDARY PUMP 06 IS OUT OF SERVICE. LARRY NAVES NOTIFIED. 4473-SECP0006
0001579349 4653-HWC2-HWST HI ALARM SWINFORD NOTIFIED 4653
0001579348 4708B-SAF2-RAT LOW ALARM SWINFORD NOTIFIED 4708
0001579499 4614-DXAC1-SAF  UNIT OFF IN ALARM.  J. MCCAGHREN NOTIFIED. 4614-DXAC0001
0001579280 4670 NE LEG BASMENT CWP0001 CWP0002  NEEDS GUARDS REPLACED 

(POC) RICK YOCOM
4670-CHWP0002

0001579332 4487B-AH20A-VAV12 NO CFM'S 4487B-AH0020
0001579347 4481-HWC5-HWST HI ALARM 4481
0001574924 ADJUST HVAC CONTROLS TOO HOT 4200RM0601B
0001574033 ADJUST HVAC CONTROLS/ TOO HOT (90 DEG.)  SWINFORD NOTIFIED 4487RMB0106
0001571045 4200-RM 527-SPT  ROOM TEMP.  IN HIGH ALARM.  J. MCCAGHREN  

NOTIFIED.
4200
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0001571005 ADJUST HVAC CONTROLS TOO COLD, NO HEAT 4666RM0208
0001571070 ADJUST HVAC CONTROLS/ TOO COLD 4202RM0119
0001571116 USER REPORTS THAT THEY ARE TOO COLD IN RM 301. HVAC NOTIFEID. 4561-AH0004
0001570884 4471 /  AH0006 LOCATED IN E10 NEEDS TO HAVE THE BEARINGS 

CHECKED.  (PULLAM)
4471-AH0006

0001570883 4471 /  AH0008 LOCATED IN E6 NEEDS TO HAVE THE BEARINGS CHECKED.  
(GRIMES)

4471-AH0008

0001571156 ADJUST THE GPM FLOW ON CHILLER 9. FLOW IS READING 1890GPM IN 
LOW ALARM. H.WRIGHT NOTIFIED.

4473

0001571051 4487B-AH20A-SAF  UNIT OFF IN ALARM.  HVAC NOTIFIED. 4487
0001571064 ADJUST HVAC CONTROLS/ TOO COLD/ 61 DEG.  (NAVES NOTIFIED) 4755RM0300
0001570986 AHB1 IS OFF AND IN ALARM. ST.JOHN REPORTS THAT AHB1 HAS A BAD 

MOTOR.
4203

0001570933 4487A-AH20A-SAF OFF/A. A.K.LAFARLETT NOTIFIED. 4487B-AH020A
0001571158 EXHAUST FAN 2 IS OFF AND IN ALARM. LARRY NAVES NOTIFIED. LARRY 

NEWTON ONSITE.
4600

0001571009 STATUS ON CONDENSOR WATER PUMP 1 AND 2 IS INCORRECT. HVAC 
NOTIFIED.

4718

0001571144 4250 AH-1 ON IN ALARM 4250-AH0001
0001570954 HWP0005  HAS  LEAKING  PROBLEMS  MAY NEED  NEW  SEALS  PULL 

PUMP AND CARRY TO SHOP FOR REPAIRS. P.O.C  D.GEISE
4708A-HWP0005

0001571159 UNIT IS OFF AND IN ALARM. LARRY NAVES NOTIFIED. PERRY   
ONSITE

4707-AH0004

0001569634 ADJUST HVAC CONTROLS TOO COLD ( SWINFORD AWARE) 4200RM0702
0001564340 AWING AH1-SAF...OFF/ALARM. NAVES NOTIFIED 4487
0001564742 ADJUST HVAC CONTROLS TOO COLD 64 DEGREES 4487RMB0200D
0001564723 ADJUST HVAC CONTROLS/ TOO HOT 4202RM0207
0001564720 ADJUST HVAC CONTROLS/ TOO COLD 4487RMC0150
0001564716 ADJUST HVAC CONTROLS TOO COLD 4631RMB0101
0001564650 4708 PABX SAF-1 OFF IN ALARM AK CHECKING ALSO AHB-3 RAF OFF 4708
0001564586 UNIT HEATER IS OFF AND IN ALARM. LOCATED ON THE SOUTH WALL. 

LARRY NAVES NOTIFIED.
4776

0001564578 ADJUST HVAC CONTROLS/ TOO HOT (NAVES NOTIFIED) 4200RM0211
0001564396 4207-AH3-STATIC HIGH ALARM 4207-AH0003
0001564427 ADJUST HVAC CONTROLS/ TOO COLD 4600RM3404
0001564535 4487A-AH5-SAF  UNIT OFF IN ALARM.  J. MCCAGHREN NOTIFIED. 4487
0001564518 CH1-CTL...OFF/ALARM. NAVES NOTIFIED 4561
0001564479 ADJUST HVAC CONTROLS TOO HOT ( NAVES AWARE) 4200RM0712
0001564388 4663B / B211 REPAIR SHEAVE ON AH0014 (2022) 4663RMB0211
0001564489 ADJUST HVAC CONTROLS/ TOO HOT (80 DEG.) 4471RMB0103
0001564474 HWS-HWP1...TOGGLING. SWINFORD NOTIFIED 4674-HWP0001
0001561921 NOISY AH 4203RM6216
0001561890 ADJUST HVAC CONTROLS/ TOO COLD IN ENTIRE BLDG.   (66 DEG.) 4202RM0420
0001561854 CLEAN CHILLWATER STRAINER AND FLUSH COILS 4663
0001561848 4663B-SECP0002 /  ROOM B0001  REPAIR LEAKING PUMP SECP0002   (HOLT) 4663B-SECP0002

0001558981 ADJUST HVAC CONTROLS ON 3RD FLOOR (ESPECIALLY ROOM 3303  (IN 
THE 60'S)

4600FLR03

0001558857 4705 /  ACMP0002 LOCATED IN E.2  NEEDS FILTER REPLACED  (GRIMES) 4705-ACMP0002
0001558850 4714 /  NEEDS THE DRYER MOVED ON ACMP 0001 SO WE CAN CHANGE 

THE OIL  (PULLAM)
4714-ACMP0001

0001559253 UNIT IS ON AND IN ALARM. CHECK THE HOA FOR AUTO CONTROL. 4471-HV0008
0001558997 4312-RM4-SPT IN HIGH ALARM OF 83.4 DEGS. M.RICH NOTIFIED. 4312RM0004
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0001558973 CHECK, REPAIR EXCESSIVE NOISEY AIRFLOW 4663RMM0200
0001558868 4728 /  ACMP0001 LOCATED IN E-2 NEEDS TO HAVE THE OIL CHANGED. 

COMPRESSOR MAY NEED TO BE MOVED IN ORDER TO COMPLETE TASK   
(GRIMES).

4728-ACMP0001

0001559090 ADJUST HVAC CONTROLS/ TOO COLD 4203RM3414B
0001559052 HWC1-HWST IN LOW ALARM. ROBERSON NOTIFIED 4735
0001558959 ADJUST HVAC CONTROLS TOO COLD 62 DEGREES 4201RM0624D
0001559089 ADJUST HVAC CONTROLS TOO COLD 4600RM3208
0001559179 4708A /  AH0005 NEEDS BELT INSTALLED. IN ROOM 1280/E20 BLDG. 4708A. 

PM FIND
4708RM1280

0001558989 4250-AH8-SAF OFF/A, M.RICH NOTIFIED. 4250
0001559132 4708 / 201 PLEASE CHECK HVAC ROOM 201 REPORTING EXTREMELY COLD 

TEMPERATURES
4708RM0201

0001559191 ADJUST HVAC CONTROLS/ TOO COLD (58 DEG.) 4755RM0232A
0001559005 4471-AH8-SAF  UNIT OFF ON FREEZESTAT.  M. RICH NOTIFIED. 4471
0001556658 A TAD ON CHILLY SIDE.  NEED TEMPS ADJUSTED HIGHER A DEGREE OR 

SO.
4306RM0101

0001556636 4610-AHB3-SAF OFF/ALARM, J.MCCAGHREN NOTIFIED. 4610-AH00B3
0001556565 REPLACE BELTS AND SET TENSION 4476-AH0002
0001556613 ADJUST HVAC CONTROLS/ TOO COLD (IN THE 60'S) 4201RM0430C
0001555455 ALIGN SHEAVES AND SET TENSION 4476-AH0001
0001556587 4473-CWS-CWBV OPEN ALARM SWINFORD NOTIFIED 4473
0001553467 AH7 MAKING NOISE  (POLLARD) 4674-AH0007
0001553432 ADJUST HVAC CONTROLS/ TOO COLD 4249RM0152
0001553664 4471-AH8 OFF ALARM SWINFORD NOTIFIED 4471-AH0008
0001553403 ADJUST HVAC CONTROLS/ TOO HOT  (IN THE 90'S)--NAVES NOTIFIED 4202RM0215
0001553385 ADJUST HVAC CONTROLS/ TOO COLD 4494RM0003
0001553382 ADJUST HVAC CONTROLS TOO HOT, 85 DEGREES ( NAVES AWARE) 4200RMG0013B
0001553380 PLEASE ADJUST HVAC, TOO COLD IN 1215 4708RM1215
0001553363 AH2-SAF...OFF/ALARM. NEWTON NOTIFIED 4605-AH0002
0001553359 AH4-SAF...OFF/ALARM. NEWTON NOTIFIED 4605
0001553335 4631-AH4-SAF IS OFF IN ALARM, SWINFORD NOTIFED 4631-AH0004
0001553331 4471-AH8-SAF IS OFF IN ALARM, SWINFORD NOTIFED 4471-AH0008
0001554443 4708A-AH4 OFF SWINFORD NOTIFIED 4708A-AH0004
0001553297 4316-COLD TEMPERATURES  USER REPORTS COLD IN BUILDING.  M. RICH 

NOTIFIED.
4316

0001553280 4623 PLEASECHECK THE COMPRESSORS ON CH2 4623
0001553637 REPLACE BELTS AND SET TENSION 4471-AH0006
0001553573 4650-HV17-SAF OFF/A. J.HAMM NOTIFIED. 4650-HV0017
0001553572 4650-HV13-SAF OFF/A. J.HAMM NOTIFIED. 4650-HV0013
0001553602 ADJUST HVAC CONTROLS TOO COLD 4483RM0103
0001553249 4487A-HWS-HWP1 OFF ALARM 4487A-HWP0001
0001553128 HWS-HWP3...OFF/ALARM. NAVES NOTIFIED 4707
0001553254 4708A-RM1110A-RH LOW ALARM 4708RM1110A
0001553569 4203-CRU1-ALARM. IN ALARM. J.MCCAGHREN NOTIFIED. 4203-CRU0001
0001553498 ADJUST HVAC CONTROLS TOO COLD 4200RM0120
0001553494 NO HEAT IN 1215 & 1217 ( NAVES AWARE) 4708FLR02
0001553288 4200 SAF-1 OFF IN ALARM AK CHECKING 4200-SAF0001
0001553118 ADJUST HVAC CONTROLS TOO COLD 4487RMC0156
0001553358 HWS-HWP4...OFF/ALARM. NAVES NOTIFIED 4674
0001553532 CHECK, REPAIR VAV0004 ON AH0006, MAKING NOISE LOCATED IN A152 4487A-AH0006
0001553223 TURN OFF STEAM TO HOT WATER EXCHANGER FOR REPAIRS (  4674RM0103
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0001553190 ADJUST HVAC CONTROLS/ TOO COLD/ NO HEAT 4471RMA0103
0001553486 ISOLATE AND RESTORE POWER TO HV0003 (2030) 4708-HV0003
0001553482 ISOLATE AND RESTORE POWER TO HV0007 (2030) 4708-HV0007
0001553480 ISOLATE AND RESTORE POWER TO HV0009 (2030) 4708-HV0009
0001553161 4315, OCCUPANTS COLD. M.RICH NOTIFIED. 4315
0001550132 ADJUST HVAC CONTROLS/ TOO COLD 4203RMB0303
0001550124 UNIT IS OFF AND IN ALARM. HVAC NOTIFIED. 4650-HV0013
0001546555 ADJUST TEMPS, TOO COLD (  4656RM0110
0001546553 ADJUST HVAC CONTROLS TOO COLD, 65 DEGREES 4708RM0247A
0001546780 ADJUST HVAC CONTROLS/ NO HEAT 4757
0001546719 HOT WATER CONVERTER 1 IS IN LOW ALARM. HVAC NOTIFIED. 4735
0001546716 HOT WATER CONVERTER 1 IS IN LOW ALARM. LOCATED IN 102. HVAC 

NOTIFIED.
4649RM0102

0001546889 ADJUST HVAC CONTROLS TOO COLD 4203RM5407
0001546882 ADJUST HVAC CONTROLS TOO COLD 4487RMA0173
0001546668 4471 /  NEED TO REPLACE BELT AT 4471 AH018 ATTIC/PM FIND. 4471-AH0018
0001543217 ADJUST HVAC CONTROLS TOO COLD, TEMP AT 67 4600RM3303
0001543137 ADJUST HVAC CONTROLS/ TOO HOT 4200RMG0013B
0001540851 ADJUST HVAC CONTROLS TOO COLD, 66 DEGREES 4711RMW0112
0001543125 4618-HWS-HWP1  IS OFF ALARM, O.WRIGHT NOTIFED 4618-HWP0001
0001539663 REPLACE BELTS AND SET TENSION 4727-AH0003
0001539428 REPLACE MOTOR ON AH-UNIT 4487RMW0103A
0001539642 ADJUST HVAC CONTROLS TOO COLD, TEMPS IS 64 4705RMA0109
0001539630 MOTOR HAD LUBRICATE LEAKING FROM IT AT 4203 AH03 RM.3003/PM 

FIND.
4203-AH0003

0001539340 ADJUST HVAC CONTROLS/ TOO COLD 4631RMA0107
0001539138 4656-HV3 UNIT MAKING LOUD NOISE 4656-HV0003
0001539556 ADJUST HVAC CONTROLS TOO HOT IN 3130 & 3136 ( SWINFORD AWARE) 4203FLR03

0001539536 REPAIR INOPERABLE CHILLER 4755RM0122
0001539512 CHECK STEAM OPERATION IN TOWER, NO HEAT 4707TOWER
0001539501 4755 AH-33 REPLACE BELTS FOUND SQUEALING BY HVAC 4755-AH0033
0001539500 4755 NOISE FROM UNIT ROOM 212 RICH CHECKING 4755RM0212
0001537762 4656-EF1, PLEASE CHECK FOR PROPER OPERATION 4656-EAF0001
0001539488 OCCUPANT REQUEST THAT HVAC TURN OFF CRU DUE TO HOT TEMPS. 

JAMES NOTIFIED
4491

0001532926 AIRHANDLER IN ALARM ( SWINFORD AWARE) 4707RM0103
0001533006 4200-AH2 AND SAF1 OFF IN ALARM.  J. MCCAGHREN NOTIFIED. 4200-AH0002
0001532826 ASSISTED PIPEFITTERS ON SAND FILTERS (O.WRIGHT) 4473
0001532870 4200-SAF1-SAF OFF ALARM J BONDS NOTIFIED 4200
0001532770 CHECK, EVALUATE ODOR ( NAVES AWARE) 4207
0001529643 4614 DXAC-2 ON IN ALARM AK CHECKING 4614-DXAC0002
0001529682 REPLACE BELTS AND SET TENSION 4708B-AH0010
0001526442 CHECK BELTS ON BLOWER MOTOR 4755RM0400B
0001526435 4487C-AH1-RAF  UNIT OFF IN ALARM.  HVAC NOTIFIED. 4487C-AH0001
0001526402 4570-CH2-CTL OFF ALARM,   NOTIFIED 4570
0001526399 4718-2-AH2-RH IN HI ALARM, L.NAVES NOTIFIED 4718-2-AH0002
0001526441 BWING AH3-SAF...OFF/ALARM. NAVES NOTIFIED 4708B-AH0003
0001526425 AH7 RH IS LOW IN ALARM. NOTIFIED OSCAR WRIGHT. 4718-1
0001523136 CHECK PURGE SYSTEM  (H.WRIGHT) 4207RM0143
0001523110 4705 /  AH0003 LOCATED IN E-2 NEED TO HAVE THE MOTOR BEARINGS 

CHECKED.THEY ARE GETTING NOISY.   (GRIMES)
4705-AH0003
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0001519173 HV7C IS OFF AND IN ALARM. LOCATED IN THE CENTRAL HIGHBAY. 

LARRY NAVES NOTIFIED.
4619-HV007C

0001519172 HV8 IS OFF AND IN ALARM. LARRY NAVES NOTIFIED. 4471-HV0008
0001519140 ADJUST HVAC CONTROLS/ TOO COLD 4315
0001519060 ADJUST HVAC CONTROLS/ TOO COLD 4663RMB0200
0001518968 4200-AH2-SAF, REPLACE BELTS AND SET TENSION. 4200-AH0002
0001518981 DRYOUT CHLR#1 CONTROL PANEL  (H.WRIGHT) 4718-CHLR0001
0001519176 REPLACE SHEAVES AND BELTS 4708-AH00B2
0001519169 REPLACE BELTS AND SET TENSION 4663B-AH0013
0001519087 REPAIR OVERHEAD RELAY IN HEAT STRIP 4561
0001519117 4708B-SAF2-FILTER IS SHOWING DIRTY ALARM. 4708
0001519063 4485-ACMP-PSI IN LOW ALARM. A.K.LAFARLETT NOTIFIED. 4485-ACMP0001
0001516162 4708A AH-11A OFF IN ALARM AK CHECKING 4708A-AH0011
0001516138 AH28 AND 29 SUPPLY TEMP IS IN HIGH ALARM. MIXED AIR TEMP IS 76 

DEGREES AND COLD DECK TEMP IS 76 DEGREES. THE CHILL WATER 
VALVE IS 100% OPEN. HVAC NOTIFIED.

4707-AH0028

0001512795 SUPPORT MILLWRIGHTS ON CHWP#1  (H.WRIGHT FAMILIAR) 4705RMM0100A
0001512793 REPAIR VSD#1  (H.WRIGHT FAMILIAR) 4705RMM0100A
0001512651 DISABLE/ENABLE AH0005 FOR SERVICE (  4493-AH0005
0001512649 REPAIR REFRIGERANT EXHAUST FAN ON ROOF (  4207RM0148
0001512693 RM121 RH LOW IN ALARM. NOTIFIED HERSHELL WRIGHT. 4707
0001512660 ADJUST HVAC CONTROLS/ TOO COLD/  (50 DEG.) IN NORTH END OF 

HIBAY( ACCESS FROM OUTSIDE)
4487RMA0114N

0001512797 HWC2 IN E-5 IS IN LOW ALARM. THE CONVERTER STEAM VALVE IS 100% 
OPENED. LARRY NAVES NOTFIEID.

4471

0001512760 CHWS-DPT2 FAILING HIGH IIN ALARM. NAVES NOTIFIED 4476
0001512728 ADJUST HVAC CONTROLS/ TOO HOT/ 80 DEG. 4200RM0601
0001512726 ADJUST HVAC CONTROLS/ TOO HOT IN ROOM AND ON THIRD FLOOR 4201RM0304A
0001512571 ADJUST HVAC CONTROLS TOO HOT 4200RM0818
0001512569 REPAIR STEAM LEAK ON AH0026 ( O. WRIGHT) HOLMES AND HALLMARK 

FAMILIAR
4705-AH0026

0001507466 REPLACE BELTS AND SET TENSION 4475-AH0002
0001507457 SET BELT TENSION AND CHECK ALIGNMENT 4605-AH0002
0001507321 4755-AH12 OFF ALARM J HAMM NOTIFIED 4755-AH0012
0001507231 NO HEAT ( NAVES AWARE) 4200RM0918
0001507198 4471-AH8-SAF OFF/ALARM. A.K. LAFARLETT NOTIFIED. 4471-AH0008
0001507142 REPLACE DISPLAY / KEYPAD ON VSC0001 (  4705-VSC0001
0001507277 ADJUST HVAC CONTROLS/ TOO COLD 4666RM0250B
0001507401 100C-SPT IN HIGH ALARM. NAVES NOTIFIED 4655
0001507147 AH4-SAF...OFF/ALARM. NAVES NOTIFIED 4476-AH0004
0001507538 CHILLER 1 IS OFF AND IN ALARM. AH UNITS IN THE BUILDING ARE 

CALLING FOR CHILL WATER. LARRY NAVES NOTIFIED.
4605-CHLR0001

0001507412 ADJUST HVAC CONTROLS TOO COLD, IN THE 60'S RM 208 AREA 4674RM0208
0001507203 4618-HV1-SAF, OFF/ALARM. J.HAMM NOTIFIED. 4618-HV0001
0001507261 TOO HOT 4202RM0127
0001504490 REPLACE STEAM VALVE TO CONVERTER #1 4203
0001502474 REPAIR CHILLER LEAK ON EAST SIDE/ O.S. OF BLDG. 4711EAST
0001502210 ADJUST HVAC CONTROLS/ TOO COLD 4708RM1121B
0001501701 ADJUST HVAC CONTROLS/ TOO HOT 4436RM0112
0001501621 4353-AH3-SAF  ELECTRICIANS NEED TO CHECK MOTOR PER M. RICH.  

MAY NEED REPLACING.
4353-AH0003

0001504539 REPLACE BELTS AND SET TENSION 4493-AH0007
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0001501284 4200 / 610 PLEASE ADJUST ROOM TEMPERATURE TO A APPROPRIATE 

OFFICE ENVIRONMENT LEVEL.
4200RM0610

0001501529 ADJUST HVAC CONTROLS TOO COLD 4600RM1103
0001501376 REPLACE BELTS AND SET TENSION 4476-AH0009
0001504529 REPLACE BELTS AND SET TENSION 4487C-AH0002
0001504526 CHWS-CHWP1A AND 1B TOGGLING IN ALARM. NAVES NOTIFIED 4623
0001501440 4473-CH9-CTL OFF ALARM 4473
0001501503 ADJUST HVAC CONTROLS TOO COLD 4201RM0618A
0001501304 AH3-SAF...OFF/ALARM. SWINFORD NOTIFIED 4353-AH0003
0001501426 4475-AH1-SAF OFF ALARM SWINFORD NOTIFIED 4475-AH0001
0001501422 4605-AH2-SAF OFF ALARM SWINFORD NOTIFIED 4605-AH0002
0001501483 4755-AH26-SAF  UNIT OFF IN ALARM.  HVAC NOTIFIED. 4755-AH0026
0001501478 4353-AH3-SAF  UNIT OFF IN ALARM.  J. MCCAGHREN NOTIFIED. 4353-AH0003
0001501471 4250-AH6-SAF  UNIT OFF IN ALARM.  J. MMCAGHREN NOTFIED. 4250-AH0006
0001501462 CH3-CHWRP TOGGLING. JODY NOTIFIED 4663
0001501427 ADJUST HVAC CONTROLS/ TOO COLD/ 60'S 4610RM1067
0001501359 DISENGUAGE AHB4B  (PERRY   FAMILIAR) 4708RMB0003A
0001501496 AWING AH27-SAF...OFF/ALARM. NAVES NOTIFIED 4487A-AH0027
0001498909 4619 AH-5A HIGH SPT SWINFORD NOTIFIED 4619-AH005A
0001498886 ADJUST HVAC CONTROLS/TOO COLD 4491RM0129
0001498919 4708B-SAF6-SAF,  (4708B-AH19-SAF) REPAIR CONDENSATE DRAIN. 4708B-AH0019
0001495255 4718-AH1 LOW TEMP/HIGH RH J HAMM NOTIFIED 4718-AH0001
0001495247 REPLACE BELTS ON GAS PACK 4316
0001495535 ADJUST HVAC CONTROLS TOO COLD 4663RMA0214
0001495481 LOW STATIC PRESSURE ON THE UNIT. HVAC NOTIFIED. 4487A-AH0005
0001495404 AH36 IS OFF AND IN ALARM. LARRY NAVES NOTIFIED 4619-AH0036
0001495372 DISABLE AH0002 FOR REPAIRS (  4316-AH0002
0001495397 ADJUST HVAC CONTROLS TOO COLD 4663RMA0223
0001495410 ADJUST HVAC CONTROLS/ TOO HOT 4200RM0815
0001495203 4487C-AH21-VAV15 HWV CHECK FOR PROPER OPERATION 4487
0001495341 ADJUST HVAC CONTROLS/ TOO COLD IN THE 1200 WING 4612FLR01
0001495263 HWC1-HWST HIGH IN ALARM. NOTIFIED MATT RICH. 4485
0001492519 ADJUST HVAC CONTROLS/ TOO HOT/ 80DEG. 4200RM0601
0001492446 ADJUST HVAC CONTROLS/ TOO COLD IN ROOMS 916 AND 918 4200FLR09
0001488728 4612D-AH1-SAF  UNIT OFF IN ALARM.  J. MCCAGHREN NOTIFIED. 4612
0001488576 4708A-AH4-SAF, OFF/A. M.RICH NOTIFIED. 4708A-AH0004
0001488679 ADJUST HVAC CONTROLS/ TOO COLD 4200RM0956
0001486365 ADJUST HVAC CONTROLS TOO HOT 4610RM1045
0001486358 CHECK, REPAIR WATER VALVE FOR HUMIDIFIER ON CRU0002 4610-CRU0002
0001488803 NO HEAT 4761RM0101
0001483470 ADJUST HVAC CONTROLS TOO COLD 4249RM0100A
0001483426 INVESTIGATE NOISE UNDER FLOOR  (NAVES NOTIFIED) 4663RMB0210
0001483389 REPAIR LEAK ON HUM0003 4708B-HUM0003
0001483325 AH2-RAF...OFF/ALARM. SWINFORD 4475-AH0002
0001483306 4610-HWS-HWP3  PUMP OFF IN ALARM.  HVAC TO BE NOTIFIED. 4610-HWP0003
0001483328 HV2-SAF...OFF/ALARM. SWINFORD NOTIFIED 4656-HV0002
0001483285 SECURITY REPORTS STANDING WATER ON THE WATER ON THE FLOOR IN 

THE BASEMENT. JOEL NOTIFIED
4201BSMT

0001480499 ADJUST HVAC CONTROLS/ TOO HOT 4663RMA0286
0001480498 RESTORE HOT WATER CONTROLS (PERRY   FAMILIAR) 4718RM0115
0001480475 AIR COMPRESSOR IN E6 IS IN LOW ALARM. OSCAR WRIGHT NOTIFIED. 4481
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0001480483 PLEASE ADJUST TEMPERATURE OF OFFICE.  CALIBRATED 

THERMOMETER READ 68 THIS MORNING AND READS 69 NOW. PREFERED 
TEMP WOULD BE 72 OR 73.

4493RM0135C

0001477541 4708C-AH6-SAF  UNIT NEEDS BELT REPLACED PER J. MCCAGHREN. 4708C-AH0006
0001477298 4570-AH2-SAF  UNIT OFF IN ALARM.  M. RICH NOTIFIED. 4570-AH0002
0001477275 4656-HV2-SAF, OFF/ALARM. M.RICH NOTIFIED. 4656-HV0002
0001477312 REPAIR REPLACE MOTOR ON HWP0003 4610-HWP0003
0001477296 ADJUST HVAC CONTROLS TOO HOT 82 4306
0001477461 ADJUST HVAC CONTROL TOO COLD 4708RM0247
0001477344 ADJUST HVAC CONTROLS/ TOO COLD IN ENTIRE BLDG. 4244FLR01
0001477232 4708B-RM151-STATIC LOW ALARM 4708
0001477195 ADJUST HVAC CONTROLS/ TOO HOT/ 80DEG. (ENTIRE BLDG.)  SARTAIN 

AWARE
4306

0001477167 ADJUST HVAC CONTROLS/ TOO HOT--80 DEG. 4612RM1030
0001477173 NO HEAT IN RM'S 101 THROUGH 103A & B 4483FLR01
0001477078 AH2-RAF...OFF/ALARM. NAVES NOTIFIED 4476-AH0002
0001474192 ADJUST HVAC CONTROLS TOO COLD 4200RMG0013F
0001474155 REPAIR REPLACE CONTROL ACMP 4612RM1511
0001474145 ADJUST HVAC CONTROLS/ TOO HOT IN ROOMS 105 AND 107 4485FLR01
0001470573 REPLACE W FILTER FOR AH#33  (VANN) 4707RM0122
0001470836 4619 /  NEED TO REPLACE BELTS AT 4619 HV 09A EAST HI BAY/PM FIND. 4619EAST
0001470788 ASSIST PIPEFITTERS ON STEAM COIL/ REPAIR AND TURN UNIT ON AND 

OFF  (HAMM)
4566

0001470754 HWP2...OFF/ALARM. NAVES NOTIFIED 4612
0001470751 ADJUST HVAC CONTROLS/ TOO HOT  (NOTIFIED NAVES) 4200RM0818
0001470722 4202 SAF-1 OFF IN ALARM AK CHECKING 4202-SAF0001
0001470667 NO HEAT IN HIBAY 4705
0001468857 NO HEAT 4472
0001470590 AH1-SAF...OFF/ALARM. SWINFORD NOTIFIED 4583-AH0001
0001464791 ADJUST HVAC CONTROLS TOO HOT ( SWINFORD AWARE) 4200RMG0013D
0001464785 ADJUST HVAC CONTROLS TOO HOT 4487RMAB0207
0001467741 4493 AH-6 LOW RH% FREY CHECKING 4493-AH0006
0001467713 CLEAN STRAINERS 4728RM0111
0001467707 M-1 ALARM. LARRY NAVES NOTIFIED. PERRY   ONSITE. 4708
0001464970 UNIT HEATER IN RM111 IS BLOWING COLD AIR. LARRY NAVES NOTIFIED. 4728

0001464877 ADJUST HVAC CONTROLS/ TOO COLD 4200RM0728A
0001464906 ADJUST HVAC CONTROLS TOO HOT 4487RMB0263
0001464850 ADJUST HVAC CONTROLS TOO COLD 4487RMC0236
0001464827 HV4 IS OFF AND IN ALARM. 4650-HV0004
0001464876 ADJUST HVAC CONTROLS/ TOO COLD/ 65 DEG. (ST. JOHN NOTIFIED) 4666RM0276B
0001464760 VERIFY OPERATION OF HWV. SWINFORD NOTIFIED 4250
0001464823 BWING AH21 HAS A LOW SPT. HVAC NOTIFIED. 4708
0001464615 PABX-SAF1 OFF IN ALARM. NOTIFIED STEVE SWINFORD. 4653
0001464749 REPAIR REPLACE MOTOR ON HWP0001 4487C-HWP0001
0001464746 ADJUST HVAC CONTROLS TOO COLD 50 DEGREES 4610RM2058A
0001464598 4207-RM11C HAS A HIGH HUMIDITY PER SECURITY.  TOM FREY NOTIFIED. 4207-CRU0003

0001464685 HWC1-HWST IS IN HIGH ALARM. LOCATED IN E-1. AK NOTIFIED. 4476
0001464646 REPAIR NOISY EXHAUST FAN 4612RM0011
0001464968 USERS REPORT THEY ARE COLD IN RM 1132. SAT IS 65.4 DEG ON THE 

UNIT. LARRY NAVES NOTIFIED.
4708A-AH0001

0001461526 CHANGE FILTERS ON HUM0005 4705-HUM0005
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0001458788 PULL PUMP AND CARRY TO MILLWRIGHT SHOP FOR REPAIRS ON 

HWP0007
4619-HWP0007

0001458681 REPLACE HOFFMAN VALVES ON RETURN CHILLWATER AIR LINE (JODY 
HAMM FAMILIAR)

4200RMG0001

0001458598 CHECK CONTROL SYSTEM ( O. WRIGHT) R. CLARK FAMILIAR 4628
0001458589 ADJUST HVAC CONTROLS TOO COLD 4653WEST
0001458580 4207-AH1-SAF, OFF/ALARM, J.MCCAGHREN NOTIFIED. 4207-AH0001
0001458885 CHECK AH0006 4487A-AH0006
0001458596 ADJUST HVAC CONTROLS/ TOO COLD  (H.WRIGHT NOTIFIED) 4494FLR01
0001458667 4244-DXAC2-SAF  UNIT OFF IN ALARM.  M. RICH NOTIFIED. 4244-DXAC0002
0001452692 REPLACE OIL SUMP HEATER ON CHLR0006 4473-CHLR0006
0001449846 4718-AH1-RH IN HI ALARM. SWINFORD NOTIFED 4718-AH0001
0001446478 4659-DXAC1-SAF IS OFF ALARM, SWINFORD NOTIFIED. 4659-DXAC0001
0001446304 4663B-RM107 IS WARM PER DONALD KUYKENDALL.  TOM FREY 

NOTIFIED.
4663RMB0107

0001446561 ADJUST HVAC CONTROLS/ TOO HOT AND STUFFY/ NO AIR/ IN THE 80'S--
NOTIFIED SWINFORD

4705RMA0217B

0001446445 REPAIR NOISY AIRHANDLER ABOVE RM'S 247 & 248 4708FLR02
0001446479 4481-RM263A-STATIC IN HI ALARM, SWINFORD NOTIFED 4481RM0263A
0001446400 AH2-RAF...OFF/ALARM.  JODY NOTIFIED 4475-AH0002
0001446483 DXAC 0007 LEAKING WATER ON FLOOR. 4708-DXAC0007
0001446331 ADJUST HVAC CONTROLS TOO COLD 4315FLR01
0001443619 4619 AH-5A TOGGLING FREY CHECKING 4619-AH005A
0001443580 ADJUST HVAC CONTROLS/ TOO HOT 4493RM0103
0001443593 RAF IS OFF AND IN ALARM. LARRY NAVES NOTIFIED. PERRY   

ONSITE.
4708A-AH0020

0001440577 CHECK BELTS THAT ARE SQUEALING WHEN UNIT STARTS ON AH0004 IN 
E-4  IN A-WING.

4663A-AH0004

0001440330 4205 /  REPLACE GREASE LINES ON AH UNIT.AH3 4205-AH0003
0001440313 CHECK AIR HANDLER ACROSS FROM ROOM 110B TO SEE IF LEAKING 4755FLR01
0001440288 HOT IN BUILDING.  AIR CONDITIONER NOT WORKING AGAIN. 4251RM0009
0001440280 REPAIR HWP0010 (P.   FAMILIAR) 4708A-HWP0010
0001440528 CHECK MOTOR ON H&V 4 -  WEST HIBAY 4619
0001440250 ADJUST HVAC CONTROLS TOO COLD, TEMP IN THE 60'S 4493RM0103
0001440248 HIGH TEMP ALARM INDICATOR SOUNDING IN THE BREAK ROON 

J.MCCAGHREN NOTIFIED.
4649-DXAC0005

0001440228 SUMP1 IS IN LOW ALARM. O.WRIGHT NOTIFIED. 4473
0001440472 EXHAUSE FAN NOT PULLING ENOUGH AIR - TOO HOT IN EQUIPMENT 

ROOM E14 OUTSIDE BUILDING
4612RM1204A

0001440185 AH02A LOCATED IN E3 (RM126) IS OFF AND IN ALARM. LARRY NAVES 
NOTIFIED.

4485RM0126

0001440184 UNIT IS OFF AND IN ALARM. LARRY NAVES NOTIFED 4244-DXAC0002
0001440432 BELT NEED REPLACE AT 4473 EAF 06 IN RM.1000/PM FIND. 4473-EAF0006
0001437700 PLEASE CHECK AIR UNIT IN FILM DEVELOPMENT ROOM LOCATED 4708 

WEST HIBAY (180).  UNIT TRIPS REPEATEDLY AFTER A FEW MINUTES OF 
USE.  POC IS DAN ROARK 5-4480 LOCATED IN 4708/135.

4708RM0180

0001437746 UH2 IS OFF AND IN ALARM. UNIT HEATER 2 LOCATED IN THE EAST SIDE 
OF HIGH BAY 1. LARRY NAVES NOTIFIED.

4251

0001440304 4663M-CRU8-SAF IS OFF AND IN ALARM.  AK LAFARLETT NOTIFIED. 4663M-CRU0008
0001440371 DXAC3-STATUS-ALARM IN ALARM. NAVES NOTIFIED 4244
0001435040 REPAIR CONTROLS ON H&V0006 4667-HV0006
0001434979 REPAIR INOPERABLE AIRHANDLER 4705RMC0105
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0001434969 THE ON AND OFF HANDLE FOR THE SALT SPRAY HOOD LOCATED IN E-2 

IS BROKEN AND NEEDS REPLACED.
4612RM1300

0001434986 4487C AH-22 OFF IN ALARM FREY CHECKING 4487C-AH0022
0001434920 ALIGN SHEAVES AND SET TENSION 4610-AH0010
0001434983 4203 DXAC-1 HIGH SPT AK CHECKING 4203
0001434941 SUMP4-SUHIAL IN ALARM. COLLIER NOTIFIED 4619
0001435078 4315-AH3-SAF GAS HEATER NOT ON. J.MCCAGHREN NOTIFIED. 4315-AH0003
0001432006 4436 RM 109 HIGH HUMIDITY. M.RICH NOTIFIED. 4436RM0109
0001431991 4207 AH-4 OFF IN ALARM SWINFORD NOTIFIED 4207-AH0004
0001431976 REMOVE DEFLECTOR FROM VENT 4610RM3077
0001431952 ADJUST HVAC CONTROLS TOO HOT 4708RMB0012
0001431946 CHILLER 1 IS IN ALARM. OSCAR WRIGHT NOTIFIED. 4653
0001428773 ADJUST HVAC CONTROLS TOO HOT, TEMP 80 4759RM0102A
0001428722 REPLACE BELT AT 4707 AH26 HI BAY EAST END RM. 119/PM FIND 4707-AH0026
0001428720 BEARING ARE MAKING NOISE AT 4705 AH20A RM. B201 OVERHEAD 2ND 

FLOOR/PM FIND
4705-AH020A

0001428719 BELT NEEDS REPLACED AT 4707 AH11 4TH LEVEL TOWER/PM FIND 4707-AH0011
0001428684 REPLACE BELTS AND SET TENSION ON AH0001 4605-AH0001
0001421773 REPLACE BELTS AND SET TENSION ABOVE CEILING 4250-AH0003
0001425544 ADJUST HVAC CONTROLS/ TOO COLD IN THE 200 AREA 4666NORTH
0001421653 EXHAUST FANS 1 AND 2 ARE OFF AND IN ALARM. SWINFORD NOTIFIED. 4555

0001421635 CHILLER #5 SURGING  (H.WRIGHT) 4473-CHLR0005
0001421615 4436-CRU3 OFF ALARM MR NAVES NOTIFIED 4436-CRU0003
0001421554 UNIT WAS MAKING A KNOCKING NOISE AT 4471 AH12 RM.195A/E08 PM 

REQUEST.
4471-AH0012

0001421540 NO AIRFLOW, TOO HOT ( NAVES AWARE) 4202RM0601
0001418389 EF1 WEST END IS OFF AND IN ALARM. LARRY NAVES NOTIFIED. PERRY 

  ONSITE TO RESET.
4600

0001418347 ADJUST HVAC CONTROLS TOO HOT 4353RM0129
0001415090 DISABLE AND ENABLE AH0008 (  4207-AH0008
0001415089 SUPPORT MILLWRIGHTS ON ACMP0002 & 1 ( H.WRIGHT) 4207
0001415068 ADJUST HVAC CONTROLS TOO HOT, IN 605 & 606A 4201FLR06
0001414888 ADJUST CHILL WATER FLOW ON CR5 (  4473-CHLR0005
0001415171 REPAIR LOOSE BELT GUARD ON AH0042 (2026) 4610-AH0042
0001415186 4481-AH7-SAF, OFF/A, HAVE MILLWRIGHTS LOOK AT BLOWER ASSY. 

J.MCCAGHREN REPORTED.
4481-AH0007

0001414908 4353 AH-4 OFF IN ALARM AK CHECKING ALSO CHECKING SAT SENSOR. 4353-AH0004
0001414997 ADJUST HVAC CONTROLS TOO HOT IN THE 20 B, C AND 200 AREA 4650FLR02
0001414803 4205 M_5WTRDET IN ALARM FREY CHECKING 4205
0001414923 4487A-AH22-SAF  UNIT OFF IN ALARM.  M. RICH NOTIFIED. 4487
0001415148 4533 /  CHECK OUT CONDENSER MOTOR FANS AND REPAIR AS NEEDED. 

4530-DXAC0002.
4533

0001415163 START CONDENSING UNIT. J.MCCAGHREN NOTIFIED. 4723-DXAC0001
0001414841 4707-RM129-RH HIGH ALARM NAVES NOTIFIED 4707RM0129
0001414907 4723 DXAC SAT'S ALL HIGH HAMM CHECKING 4723
0001409369 AH18A RM E107. USER REPORTS THAT THEY HAVE NO COOLING. UCS 

SHOWS SPT AROUND 80 DEGREES. HVAC NOTIFIED.
4705-AH0018

0001409318 ADJUST HVAC CONTROLS/ TOO HOT 4200RM0910
0001409261 CHECK NOISY AIRFLOW COMING FROM VENT 4200RM0601
0001409510 REPLACE FILTERS ON DXAC0001 4551-DXAC0001
0001409488 4476-AH3-SAF  UNIT OFF IN ALARM.  J. MCCAGHREN NOTIFIED. 4476-AH0003

Page 49 of 115

(b)(4)

(b)(4)

(b)(4)



TOH Workload History 7/1/2006 - 6/30/2007

WONUM DESCRIPTION LOCATION
0001409441 HV1 IS ON AND IN ALARM. LARRY NAVES NOTIFIED. POLLARD ONSITED. 4618-HV0001

0001409360 CLEAN COILS (POLLARD AWARE) 4660RM0101
0001403515 AH4 IS OFF AND IN ALARM. HVAC NOTIFIED. 4612A-AH0004
0001403497 ADJUST HVAC CONTROLS/ TOO HOT 4666RM0385
0001403531 ADJUST HVAC CONTROLS/ TOO HOT 4200RM0910
0001403278 AH HEATING INSTEAD OF COOLING 4755RM0217
0001400067 4727 / 102 CHECK LEVEL OF HUMIDITY IN AIR. 4727RM0102
0001386115 4202-SAF1-SAF  UNIT OFF IN ALARM.  M. RICH NOTIFIED. 4202
0001409170 REPAIR LEAK ON AH0026 IN COLUMN F ( ROBERSON AWARE) 4755-AH0026
0001389089 DXAC2-SAF...OFF/ALARM. NAVES NOTIFIED 4655-DXAC0002
0001389316 AH17-RAT IN HIGH ALARM. SWINFORD NOTIFIED 4708A-AH0017
0001393196 ADJUST HVAC CONTROLS/ TOO HOT 4653RM0013
0001389650 H&V 5 BELT GUARD IS RUBBING. PLEASE REPAIR. 4650
0001389233 4561-CH1  CHILLER OFF IN ALARM.  M. RICH NOTIFIED. 4561
0001389254 HCFC-ALARM IN ALARM. SWINFORD NOTIFIED 4570
0001396494 ADJUST HVAC CONTROLS/ TOO HOT/ NO AIR 4487RMC0200
0001379696 ADJUST HVAC CONTROLS/ TOO HOT 4663RMC0260
0001396490 4493-HA7-SAF, REPLACE BROKEN DRIVE BELT. J.BROWN NOTIFIED. 4493-AH0007
0001389357 REPAIR STARTER ON AH0001 4561-AH0001
0001376135 ADJUST HVAC CONTROLS TOO HOT IN RM'S 100 & 106 4739FLR01
0001375827 4492-AH1-SPT AREA IN HIGH SPT ALARM. J.MCCAGHREN NOTIFIED. 4492-DXAC0001
0001382515 REPLACE SHEAVES ON CRU0006 4663B-CRU0006
0001372801 REPLACE BELTS ON EXHAUST FAN SOUTH EAST CORNER RM. 119 4755RM0119
0001389463 REPAIR SHEAVES AND CHECK BEARINGS ON EAF0005 4476-EAF0005
0001389344 4561-AH1-SAF  UNIT OFF IN ALARM.  J. MCCAGHREN NOTIFIED. 4561-AH0001
0001389283 PUT HOA FOR CHWP1 IN THE AUTO POSITION. NAVES NOTIFIED 4481
0001365757 ADJUST HVAC CONTROLS/ TOO HOT/ 80 DEG. 4612RM1307
0001396554 REPLACE BELTS AND SET TENSION 4207-AH0008
0001409128 ADJUST HVAC CONTROLS/ TOO HOT/ 80 DEG.  (KEN TURNER NOTIFIED) 4200RM0610
0001396546 REPLACE BELTS, ALIGN SHEAVES AND SET TENSION 4205-AH0002
0001403333 4623-CHLR1-COMP1 WAS OFF AND IN ALARM.  JODY HAMM NOTIFIED. 4623-CHLR0001
0001403252 4583 ROOM 180 HIGH SPT FREY CHECKING 4583RM0180
0001396624 REPLACE BELTS AND ADJUST TENSION ON AH0001 LOCATED IN RM. C202 

PT&I FIND
4631-AH0001

0001396622 REPLACE BELTS AND ADJUST TENSION ON AH0003 IN RM. C202 PT&I FIND 4631-AH0003

0001389320 REPLACE MOTOR BEARINGS 4203-AH0005
0001361919 ADJUST HVAC CONTROLS TOO HOT 4570
0001368406 ADJUST HVAC CONTROLS TOO HOT 4475RM0112
0001376059 BILLY DUNN TO REPLACE FUSES IN THE MAIN SWITCH GEAR FOR 

CHILLER 1
4605

0001389151 4663B-RM160-SPT2 HIGH ALARM NAVES NOTIFIED 4663RMB0160
0001396606 REINSTALL REMOTE ACCELLS ON NEWLY INSTALLED AIRHANDLER 

MOTOR  4705-AH017A RM.C101
4705-AH017A

0001368529 4711 / W133 LABORATORY ROOM  # W133, BLDG. 4711 IS RUNNING VERY 
WARM.

4711RMW0133

0001367785 REPLACE BELT ON EXHAUST FAN IN ROOM 100. 4613
0001361900 RM1-SPT IN HIGH ALARM. AK NOTIFIED 4692
0001396579 4561-CH1-CTL  CHILLER OFF IN ALARM.  J. MCCAGHREN NOTIFIED. 4561
0001389231 4723 DXAC'S HIGH SAT'S AK CHECKING UNIT 4723
0001372817 ADJUST HVAC CONTROLS/ TOO COLD/ (IN THE 60'S) 4487RMC0129
0001372058 REPAIR AH#5 (   FAMILIAR) 4353-AH0005
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0001382906 NO AIR TO SPRAY BOOTH  (notified naves) 4739
0001375936 4723 HIGH SPACE TEMPERATURES.  PERRY   NOTIFIED. 4723-DXAC0001
0001375825 4464 WALK-IN COOLER CLARK CHECKING HIGH RH% 4464
0001406669 4663 /  MOTOR BEARINGS MAKING A NOISE ON AH0002.LOCATED IN 

ROOM A204-E9.  (GRIMES)
4663RMA0204

0001400064 REPAIR CONTROL AIR LINES 4566
0001382544 4723-DXAC4-SPT  SPACE TEMP IN HIGH ALARM.  M. RICH NOTIFIED. 4723
0001382599 ADJUST HVAC CONTROLS/ TOO HOT 4708RM1101A
0001389384 REPAIR MOTOR BEARINGS ON AH0017A 4705-AH0017
0001396683 4200 / 104 LITTLE TO NO AIR FLOW IN PETER COBUN`S OFFICE. 4200RM0104
0001375959 4583-CH1-CHHP, IN HIGH ALARM. 4583-CHLR0001
0001368532 ADJUST HVAC CONTROLS/ TOO COLD IN ROOMS 103-110 4708FLR01
0001368526 ADJUST HVAC CONTROLS/ TOO HOT/ NO AIR 4631RMC0104
0001386071 ADJUST HVAC CONTROLS/ TOO COLD OR TURN OFF AH 4491RM0129
0001403231 ADJUST HVAC CONTROLS TOO HOT IN 323 THROUGH 329 4755FLR03
0001368453 BLDG LOST COOLING. NOTIFIED HVAC JODY HAMM. 4723
0001396734 4612 /  CHECK BEARINGS MAKING NOISE ON BLOWER SHAFT OF AH0007 

IN  E - 5  NORTH SIDE OF A - WING.
4612

0001396730 4250 /  BELTS NEED REPLACE IN 4250 AH 01 IN RM. 17-E1. 4250-AH0001
0001389232 4493-AH6-RH2  HUMIDITY IN HIGH ALARM.  AK NOTIFIED. 4493
0001376003 ADJUST HVAC CONTROLS/ TOO HOT 4487RMB0106
0001375842 NOISY AH 4708RM0163
0001375805 ADJUST HVAC CONTROLS/ TOO HOT/ WHOLE FIFTH FLOOR ON NORTH 

SIDE
4201RM0510

0001372996 ADJUST HVAC CONTROLS/ TOO COLD (SARTAIN FAMILIAR)  (O.WRIGHT) 4487RMC0129

0001361946 CHECK OPERATIONS ON CRU0006 (  4207-CRU0006
0001375945 4623 CH1 COMPRESSOR 1 DID NOT RUN WHEN NEEDED J HAMM 

NOTIOFIED
4623

0001368769 ADJUST HVAC CONTROLS/ TOO HOT IN ROOMS 910A, 916, 916B, ETC. 4200FLR09
0001361939 REPAIR BELT GUARD THAT IS FALLING OFF AH002 IN ROOM 201-A 4618-AH0002
0001372844 REPAIR CONTROLLER ON CRU 4353-AH0005
0001365713 4705-AH17-SAF  UNIT HAS THROWN A BELT PER S. VANN. 4707
0001372883 AIR CONDITIONER IS OUT IN THIS ROOM FOR THIS FLOOR OF THE 

BUILDING AND IT IS VERY HOT...
4572RM0205

0001368780 ADJUST HVAC CONTROLS TOO COLD (   FAMILIAR) 4485RM0116
0001375993 ACCU NEEDS TO BE RESET. NAVES NOTIFIED. 4723
0001403287 CHECK AH-UNIT, MAKING NOISE 4539
0001368697 ADJUST HVAC CONTROLS TOO HOT, NO AIRFLOW 4200RM0340A
0001368714 CHECK VELOCITY ON VAV0006, AH0002 ( NEWTON) 4631-AH0002
0001361894 4203 3RD FLR TOO HOT HAMM NOTIFIED 4203FLR03
0001368413 4583 / 205 EMPLOYEE`S COMPLAINING ABOUT THE AIR CONDITIONER.  IT 

IS TOO HOT.
4583RM0205

0001368320 4491 / E-1 REATTACH OUTSIDE AIR ACTUATOR ON AH-1. SARTAIN 
FAMILIAR.

4491-AH0001

0001389334 MAKE-UP WATER_PRESSURE IN LOW ALARM. SWINFORD NOTIFIED 4473
0001368724 NOISY DXAC UNIT 4244RM0101
0001403572 ADJUST HVAC CONTROLS/ TOO HOT AND HUMID/ 80 DEG. 4487RMC0128
0001396363 CHECK BURNING ODOR COMING THROUGH VENTS 4487RMA0119
0001382831 UNIT IS REPORTED AS BEING OFF. UCS SHOWS THE UNIT TO BE ON AND 

CLEAR (STATUS ONLY). LARRY NAVES NOTIFIED.
4755-AH0011

0001675489 NO AIR FLOW 4600RM5409
0001675629 ADJUST HVAC CONTROLS TOO HOT, 85 DEGREES ( NAVES AWARE) 4201RM0336A
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0001675574 REPAIR LEAKING AC UNIT 4705RMC0109
0001670095 ADJUST HVAC CONTROLS TOO HOT, NO AIRFLOW 4200RM0101B
0001670290 REPLACE BELTS AND SET TENSION 4707-AH0011
0001670000 ADJUST HVAC CONTROLS TOO HOT 4610RM3049
0001670188 ADJUST HVAC CONTROLS/ TOO HOT/ NO AIR 4583RM0170
0001670079 ADJUST HVAC CONTROLS/ TOO COLD IN ROOMS 2082, 2084 AND 2086   (61 

DEG.)
4610FLR02

0001670054 4666-RM250-SPT IS IN HIGH ALARM.  LARRY NEWTON NOTIFIED. 4666-CRU0005
0001663904 REPLACE BEARINGS IN MOTOR ON AH0001 IN E03 4612D. 4612D-AH0001
0001663566 4670 HI TEMPS SWINFORD NOTIFIED 4670
0001663822 4207-RM140-SPT1  ROOM 140 SPACE TEMP IN HIGH ALARM.  J. 

MCCAGHREN NOTIFIED.
4207

0001663478 ADJUST HVAC CONTROLS/ TOO HOT 4201RM0340
0001663484 CHECK PURGE OPERATION (  4473-CHLR0006
0001663535 REPLACE BELTS AND SET TENSION 4600-RAF0004
0001663763 CHECK TEMPS. 4346
0001661007 CHILL WATER PUMP 1 IS OFF AND IN ALARM. CHWP2 IS ON AND IN 

ALARM. LARRY NAVES NOTIFIED.
4656-CHWP0001

0001632398 NEED TO REPLACE BEARING AND ADJUST OIL TUBE AT 4620 HV0001 
NORTH INSIDE/PM FIND.

4620-HV0001

0001657896 ADJUST HVAC CONTROLS/ TOO COLD 4203RM6147
0001655700 4203-EF2B-EAF  EXHAUST FAN OFF IN ALARM.  J. MCCAGHREN NOTIFIED. 4203

0001553550 4707 / 109A RESTORE HVAC OPERATION FOR AIR HANDLER 004, NORTH 
UNIT.  UNIT DOES NOT RESPOND TO THERMOSTAT DEMAND.

4707RM0109A

0001553252 4487A-HWC2-HWST, HWRT-LOW ALARM 4487
0001553230 ALLIGN HOT WATER PUMP 4618RM0201
0001553141 BWING SAF2-RARH IN LOW ALARM. NAVES NOTIFIED 4708
0001553285 POSSIBLE BAD COMPRESSOR,  JODY NOTIFIED 4653
0001553224 REPAIR EAF0005 ON THE ROOF (  4207-EAF0005
0001553642 ADJUST HVAC CONTROLS IN ROOMS 822 AND 826/ TOO COLD 4200FLR08
0001553247 4493-RM160-RH LOW ALARM 4493RM0160
0001553163 4708A /  AH0005 NEEDS BELT ALIGNMENT AND TENSION ADJUSTED IN 

ROOM 1280/E20 BLDG. 4708. PM FIND
4708A-AH0005

0001553191 4250 AH8-SAF OFF ALARM NAVES NOTIFIED 4250
0001553478 ISOLATE AND RESTORE POWER TO HV0011 (2030) 4708-HV0011
0001550074 UNIT IS OFF AND IN ALARM. HVAC NOTIFIED. 4708A-AH0004
0001550073 UNIT IS OFF AND IN ALARM. HVAC NOTIFIED. 4207-CRU0009
0001546827 4619 /  BELT TENSION NEEDS ADJUSTED  ONAH0033 IN E8 BLDG. 4619. PM 

FIND
4619-AH0033

0001546598 ADJUST HVAC CONTROLS TOO HOT 4663RMB0101
0001546764 NO STEAM IN E2. HVAC NOTIFIED. 4628RM0134
0001546518 UH1 SAF IS OFF IN ALARM. NOTIFIED LARRY NAIVES. 4555
0001546883 AH15 IS IN ALARM DUE TO POWER OUTAGE. S.VANN NOTIFIED 4711-AH0015
0001546441 4755 HWC-1 LOW TEMPS EARLY CAN'T KEEP SETPOINT 4755
0001546687 ADJUST HVAC CONTROLS TOO COLD 4666RM0347B
0001543142 4476-RM113-RH IN LOW ALARM, SWINFORD NOTIFED 4476RM0113
0001543173 ADJUST HVAC CONTROLS TOO COLD, 69 DEGREES 4705RMA0211
0001543168 SUPPORT MILLWRIGHTS (   IN E5 & E1 4207
0001542258 ADJUST HVAC CONTROLS TOO COLD 4705RMB0111
0001543184 HOT WATER CONVERTOR #1 IS LOW IN ALARM. 4561
0001539693 ADJUST HVAC CONTROLS TOO COLD (NAVES AWARE) 4316FLR01
0001539690 ADJUST HVAC CONTROLS/ TOO COLD/ NO HEAT 4201RM0340
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0001539425 REPLACE BELT ON AH/ EAST END OF CWING 4663-CWING
0001539421 REPLACE MOTOR ON H&V0002 4656-HV0002
0001539367 ADJUST HVAC CONTROLS/ TOO COLD IN ROOMS 4252, 4253 AND 4254 4203FLR04
0001539589 RH IS IN LOW ALARM. HVAC NOTIFIED. 4487BC-AH0003
0001539351 HIGH HUMIDITY 4732RM0135
0001539349 4760 / 101 START CHILLER ON ANODIZE TANK. 4760RM0101
0001538639 4656-HV2, THIS UNIT TRIPS THE BREAKER IN THE MCC WHEN TURNED ON 4656-HV0002

0001539331 HIGH HUMIDITY ( NAVES AWARE) 4707RM0103
0001539559 UNIT IS OFF AND IN ALARM. SWINFORD NOTIFIED. 4471-AH0010
0001538328 4656-EF3, PLEASE CHECK FOR PROPER OPERATION 4656
0001536394 AH5-SAF...OFF/ALARM. NAVES NOTIFIED 4487
0001536370 PRECISIONLY ALIGN HWP0001 4610-HWP0001
0001539491 4705-AH48-SPT  SPACE TEMPERATURE IN LOW ALARM.  JAMES NOTIFIED. 4705-AH0048

0001539483 ADJUST HVAC CONTROLS TOO HOT 4205RM0116F
0001536339 CHILLER 9 WAS PUT OUT OF SERVICE MY UCS PROGRAM. HVAC 

NOTIFIED.
4473-CHLR0009

0001532880 REPLACE HIGH PRESSURE SWITCH ON STEAM STATION (  4666RM0263
0001532879 SUPPORT CONTRACTOR ON CHECK OUT OF HVAC SYSTEM (  4656
0001533000 ADJUST HVAC CONTROLS TOO HOT 4201RM0319
0001533160 ADJUST HVAC CONTROLS/ TOO COLD IN THE FITNESS SIDE 4315
0001532825 UCS CALLED/ UNIT OFF/ MILLWRIGHTS CHANGING BELT (O.WRIGHT) 4708RMB0018D
0001532905 ADJUST HVAC CONTROLS TOO COLD IN G26 & 28 4200GROUND
0001532900 HWP1...OFF/ALARM. NAVES NOTIFIED 4475-HWP0001
0001533166 USER IS TOO COLD IN ROOM 526D. SAINT JOHN NOTIFIED. 4200RM0526D
0001532783 4705AH-16 RAT SENSOR FAILED 4705-AH0016
0001532972 VERIFY CHWRT SENSOR READING. NAVES NOTIFIED 4618
0001529642 4312 DISPATCH TOO COLD AK CHECKING 4312
0001526428 4487BC-AH2-RH IN LOW ALARM. NOTIFIED P.MITCHEL 4487BC-AH0002
0001523155 4201-PABX-SA1 ON ALARM SWINFORD NOTIFIED 4201
0001518896 ADJUST HVAC CONTROLS TOO HOT, 77 DEGREES 4200RMG0011
0001519179 AH IN ALARM 4707RM0103
0001518976 ADJUST BLOWER DRIVE BELT (   FAMILIAR) 4630-DXAC0001
0001519170 REPLACE BELTS AND SET TENSION 4663B-AH0014
0001518963 BELT AND SHEAVE NEED REPLACE ALSO NEED TO RESTORE POWER AT 

4612 EAF 04 RM.1115/PM FIND.
4612-EAF0004

0001518943 BELTS NEED REPLACING AT 4711 ROOM E178/E01 PM FIND 4711RME0178
0001516152 HOT WATER CONVERTER 1 IN E1 IS IN LOW ALARM. HVAC NOTIFIED. 4561RM0104
0001512701 CHECK NOISY AIRHANDLER OVER HEAD IN RM 330 4200RM0330
0001512774 4561-HWC1-HWST  CONVERTER SHOWING LOW SUPPLY TEMPERATURE.  

J. MCCAGHREN NOTIFIED.
4561

0001512650 DISABLE/ENABLE AHU 6 & 7 FOR SERVICE (  4493RM0155
0001512681 4708-AH20-RAT HIGH ALARM 4708
0001512778 REPAIR LEAKING THERMOSTAT 4561RM0111
0001512601 HOT! TURN DOWN HEAT 5-7 DEGREES 4739RM0107
0001512568 ADJUST HVAC CONTROLS TOO HOT 4487RMC0176
0001510279 ADJUST HVAC CONTROLS/ TOO HOT 4708RM0245
0001510268 ADJUST HVAC CONTROLS TOO COLD 4566RM0107A
0001508401 ADJUST HVAC CONTROLS TOO HOT, SEE USER WHEN ADJUSTING 4202RM0313
0001507352 VERIFY OPERATION OF CH8-CTL. NAVES NOTIFIED 4473
0001608703 REPAIR REHEAT ABOVE CEILING  (NEWTON) 4612RM1410
0001605989 ADJUST HVAC CONTROLS/ TOO COLD (SWINFORD NOTIFIED) 4610RM3033
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0001606019 ADJUST HVAC CONTROLS/ TOO HOT/ NO AIR  (SWINFORD NOTIFIED) 4759RM0102
0001603245 DXAC1 AND DXAC2...OFF/ALARM. NEWTON NOTIFIED 4614-DXAC0001
0001603215 ADJUST HVAC CONTROLS/ TOO COLD/ 60'S  (NAVES NOTIFIED) 4666RM0365
0001603156 REPLACE BELTS AND SET TENSION 4612B-AH0001
0001603002 4203 AH-4 OFF IN ALARM AK CHECKING 4203-AH0004
0001603033 NO AIR FLOW  (NAVES NOTIFIED) 4491RM0102
0001603244 AH3-SAF...OFF/ALARM. SWINFORD NOTIFIED 4353-AH0003
0001603129 4555 DXAC-1 OFF IN ALARM BOND CHECKING 4555-DXAC0001
0001602998 4485-HCW1-HWST IN HI ALARM. AK NOTIFIED. 4485
0001603090 ADJUST HVAC CONTROLS TOO HOT/ NOISY 4612RM1405
0001603241 ALIGN HWP0001 4707-HWP0001
0001602986 ADJUST HVAC CONTROLS/ TOO COLD IN ENTIRE BLDG. 4654RM0125
0001602881 ADJUST HVAC CONTROLS/ TOO HOT/ 80 DEG. ON EAST END OF BLDG. 

FROM ROOMS 172--180
4487-BWING

0001600369 4760 /  BELTS NEEDS REPLACED AT 4760 EAF002,SW OUTSIDE/PM FIND. 4760-EAF0002
0001600366 4760 /  SET TENSION ON BELTS AND CHECK ALIGNMENT ON EAF0023 

BLDG. 4760 SOUTH SIDE.
4760-EAF0023

0001600329 4628-CHWS-CHWP1 STATUS TOGGLING ON/OFF. J. MCCAGHREN NOTIFIED. 4628-CHWP0001

0001600319 OUTSIDE AIR CONDITIONER FOR TRAILER 4561A NEXT TO 4561 IS NOT 
WORKING.    ( NOTE. PER J. HANNON, IF WORK EXCEDES TOH WORK 
SUBMITT IDIQ)

4561

0001600297 ADJUST HVAC CONTROLS TOO HOT 4487RMA0136
0001600276 HV7A IS ON AND IN ALARM. HVAC NOTIFIED. 4619-HV007A
0001596855 ADJUST HVAC CONTROLS TOO COLD, FREEZING 4202RM0219
0001596828 4251-DXAC1-SAF OFF/A, M.RICH NOTIFIED. 4251-DXAC0001
0001596826 CRU1-ALARM IN ALARM. JODY NOTIFIED 4759-CRU0001
0001596824 4759-CRU1-ALARM IS IN ALARM. M.RICH NOTIFIED. 4759-CRU0001
0001596821 4759-CRU1-ALARM J HAMM NOTIFIED 4759-CRU0001
0001596811 4755-AH25-SAF IS OFF AND IN ALARM.  JAMES BOND NOTIFIED. 4755-AH0025
0001507454 SET BELT TENSION AND CHECK ALIGNMENT 4600-AH0001
0001507580 REPLACE BEARINGS AND MOTOR ON HWP0001 4610-HWP0001
0001507327 4776-UH1-SAF IS OFF AND IN ALARM.  AK LAFARLET NOTIFIED. 4776
0001507200 4463C-AH1-MXAT, IN LOW ALARM. J.HAMM NOTIFIED. 4663C-AH0001
0001507575 CHILLER 8 IS OUT OF SERVICE DUE TO LOW CURRENT. HVAC NOTIFIED. 4473-CHLR0008
0001507411 ADJUST HVAC CONTROLS/TOO HOT 4203RM1201
0001507404 ADJUST HVAC CONTROLS/ TOO HOT 4200RM0120
0001507312 4708-HWC2-HWST IN LOW ALARM. M.RICH NOTIFIED 4708RMB0001C
0001507272 ADJUST HVAC/ TOO COLD 4708RM1121B
0001507375 VERIFY OPERATION OF HWV FOR AH1-SAF. H.WRIGHT NOTIFIED 4487
0001507339 4705 /  AH0003 LOCATED IN E-2 NEEDS TO HAVE THE BELTS 

CHANGED,ALIGNED AND SET TENSION.
4705-AH0003

0001507253 ADJUST HVAC CONTROLS TOO COLD 4200RM0149
0001507239 ADJUST HVAC CONTROLS TOO COLD IN G6 & G13 4200GROUND
0001507417 LOST AIR PRESSURE ( P.  4708
0001507182 CHWS-CHWP2...OFF/ALARM. NEWTON NOTIFIED 4623
0001507196 TURN ON AIR HANDLER IN EQUIPMENT ROOM AT FRONT OF BLDG. 4747
0001504472 VIBRATING AH 4708RM1232
0001501710 ADJUST HVAC CONTROLS/ TOO COLD 4487RMA0152
0001501650 ADJUST HVAC CONTROLS/ TOO COLD 4200RM0509
0001504561 ADJUST HVAC CONTROLS/ TOO HOT IN ROOMS 712C AND 712D 4200FLR07
0001501539 CHECK, REPAIR LEAK ON AH0036 (P.   FAMILIAR) 4755
0001501526 ADJUST HVAC CONTROLS TOO HOT IN SUTE AREA 4200RM0828
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0001501424 4476-AH6-SAF OFF ALARM SWINFORD NOTIFIED 4476-CRU0006
0001501672 ADJUST HVAC CONTROLS TOO COLD 4610RM2048A
0001501364 ADJUST HVAC CONTROLS TOO COLD 4663RMA0214
0001501733 4481-HWC1-HWST, ADJUST STEAM TO CONVERTOR. J.MCCAGHREN. 4481RM0300
0001501484 NO HEAT, TOO COLD 4705RMA0101D
0001501467 4200 SAF-1 OFF IN ALARM AK CHECKING 4200-SAF0001
0001501441 ADJUST HVAC CONTROLS/ TOO HOT 4202RM0215
0001501620 4705-AH28-SAF  UNIT OFF IN ALARM.  J. MCCAGHREN NOTFIIED. 4705-AH0028
0001501354 4708 /  AH20 NEED PTI TO CHECK MOTOR BEARINGS PM REQUEST 4708
0001501351 4705 /  4705 EQ. ROOM 2 EAF.11 NEED SPYDER GEAR REPLACED PM 4705-EAF0011
0001501639 ADJUST HVAC CONTROLS TOO HOT 4202RM0511
0001501357 REPAIR/ REPLACE AS NEEDED  CHILLWATER PIPE LEAK ADJACENT TO 

AH1/ AND REINSULATE AND CHECK CHWP #1 AND #2 FOR LEAKS/ 
REPAIR/ REPLACE AS NEEDED

4656RM0118

0001501458 4612D-HV1-SAF, OFF ALARM, M.RICH NOTIFIED 4612D-HV0001
0001501344 4705 /  BELTS NEED REPLACE AT 4705 EAF 031 CENTER ROOF/PM FIND. 4705-EAF0031
0001498895 ADJUST HVAC CONTROLS/ TOO HOT (76 DEG.) 4201RM0340
0001495222 REPAIR DP SWITCH ON HW PUMP#1  (H.WRIGHT FAMILIAR) 4353-HWP0001
0001495413 UCS IS UNABLE TO CONTROL THE STEAM VALVE. SWINFORD NOTIFIED. 

VERIFY THAT THE VALVE IS NOT LEAKING.
4705-AH0026

0001495446 REPLACE 2 AIR REGISTERS 4306
0001495476 REPLACE FILTERS IN 4207-AH0005.  THEY WERE FOUND TO NEED 

REPLACING ON THE FRR.
4207-AH0005

0001495210 AH4 STATIC HIGH IN ALARM. CANNOT CONTROL THE VORTEX DAMPER. 
NOTIFIED LARRY NAIVES.

4663

0001495349 MWING CRU1C MAKING LOUD NOISE. NAVES NOTIFIED 4663RMM0103
0001495431 USER REPORTS THAT HE IS TWO COLD IN ROOM 153. LARRY NAVES 

NOTIFIED.
4619-AH0006

0001495230 4663 ROOM M101 TOO HOT CLARK CHECKING 4663M-CRU0002
0001495242 4476-AH6-SAF OFF ALARM SWINFORD NOTIFIED 4476
0001492537 4487C-AH21-VAV5 HWV CHECK FOR PROPER OPERATION 4487
0001488747 4707 HV 9 TOWER 2ND LEVEL BEARINGS NEED CHECKED 4707-HV0009
0001488659 4707 AH-9 LOW SPT AK CHECKING 4707-AH0009
0001486324 REPAIR REPLACE GUARD ON AH0002 4618-AH0002
0001486300 AFTER MAKING BELT ADJUSTMENTS BELT GUARD NEED 

MODIFICATIONS TO ELIMINATE RUBBING.  LOCATED IN MACHINE SHOP 
3RD LEVEL  AH0019A  E-15

4705RME0105A

0001486323 CHECK NOISE IN AH0002 4618-AH0002
0001488770 USER REPORTS TO UCS THAT THE SPACE TEMP IS 59 DEGREES. STRIP 

HEATERS 1 AND 2 ARE SHOWING ON. SWINFORD NOTIFIED.
4607-DXAC0001

0001488708 SAF1...OFF/ALARM; SAF2...ON/ALARM. NAVES NOTIFIED 4201
0001488551 ADJUST ALL HEATERS TO 68 DEGREES 4619RM0146
0001488543 ADJUST HVAC CONTROLS TOO COLD 4200RM0602
0001483454 HV01 IS OFF AND IN ALARM. HVAC NOTIFIED. 4612C-HV0001
0001483436 REPAIR REPLACE MOTOR 4476-HWP0002
0001483387 REPAIR LEAK ON HUM0001 4708B-HUM0001
0001483489 4610-HWS-HWP1 OFF/A, J.MCCAGHREN NOTIFIED. 4610-HWP0001
0001483229 ADJUST HVAC CONTROLS TOO HOT 78 DEGREES 4202RM0420
0001483292 4487BC-AH7-RH IN HIGH ALARM. M.RICH NOTIFIED. 4487BC-AH0007
0001483515 ADJUST HVAC CONTROLS/ TOO COLD AND TOO MUCH AIR  (SWINFORD 

NOTIFIED)
4201RM0218

0001477499 ADJUST HVAC CONTROLS/ TOO HOT IN ROOMS 1103 AND 1105 4612FLR01
0001477497 ADJUST HVAC CONTROLS/TOO HOT 4708RM1132
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0001477480 REPLACE BELTS AND SET TENSION 4203-AH00B3
0001477479 REPLACE BELTS AND SET TENSION 4203-AH00B2
0001477280 4476-AH3-RAF OFF ALARM J HAMM NOTIFIED 4476
0001477109 ADJUST HVAC CONTROLS TOO COLD 4203RM3250
0001477099 RESTORE HEAT TO BLDG 4747
0001477197 ADJUST HVAC CONTROLS/ TOO COLD (60 DEG.) 4666RM0271
0001477154 ADJUST HVAC CONTROLS/ TOO COLD IN ENTIRE BLDG. 4244FLR01
0001477172 ADJUST HVAC CONTROLS TOO HOT 4203RMB0305
0001477177 4656-HV2 OFF ALARM O WRIGHT NOTIFIED 4656-HV0002
0001470895 ADJUST HVAC CONTROLS/ TOO HOT (80 DEG.) 4566RM0108
0001470887 HOT WATER CONVERTER SUPPLY TEMP IS IN LOW ALARM. LOCATED IN 

E-5. STEAM IS PRESENT TO THE BUILDING. HVAC NOTIFIED.
4471RMC0105B

0001470835 4619 /  NEED TO REPLACE BELTS AT 4619 HV 06A WEST HI BAY RM.155/PM 
FIND.

4619RM0155

0001470826 REPLACE FILTERS IN ERV-1. 2326 4315ROOF
0001470825 REPLACE FILTERS IN ERV-2. 2326 4315ROOF
0001470834 4471-AH1-SAF  UNIT OFF IN ALARM.  J. MCCAGHREN NOTIFIED. 4471-AH0001
0001470790 REPLACE PRESSURE GUAGES ON STEAM STATION (HAMM) 4702RM0116
0001470742 AWING AH20-RAF...OFF/ALARM. NAVES NOTIFIED 4708
0001470655 ADJUST HVAC CONTROLS TOO COLD 63.5 DEGREES 4666RM0297A
0001470633 4650-HV4-SAF OFF/A, M.RICH NOTIFIED. 4650-HV0004
0001470715 4481-HWC2-HWST IN LOW ALARM. M.RICH NOTIFIED. 4481RM0518
0001470758 AH19-SAF...OFF/ALARM. NAVES NOTIFIED 4705-AH0019
0001470749 HCFC-ALARM IN ALARM. BONDS NOTIFIED 4473
0001470610 ADJUST HVAC CONTROLS TOO HOT, 82 DEGREES 4708RM0209
0001470595 CRU1-ALARM IN ALARM. SWINFORD NOTIFIED 4759-CRU0001
0001470591 ADJUST HVAC CONTROLS/ TOO COLD 4708RM1103
0001464967 ADJUST HVAC CONTROLS TOO COLD 4315FLR01
0001464773 ADJUST HVAC CONTROLS/ TOO HOT/ 80 DEG. 4202RM0215
0001464852 REPAIR LEAKING HUMIDIFIER (NAVES AWARE) 4650RM0109
0001464758 CHECK BURNING BELT ODOR COMING FROM TEMP. UNIT LOCATED 

OUTSIDE OF BLDG
4723

0001464794 AH26-SAF...OFF/ALARM. SWINFORD NOTIFIED 4755-AH0026
0001464835 HWP2 AND 4 ARE OFF AND IN ALARM. LARRY NAVES NOTIFIED. 4481
0001464865 NOISY H&V UNIT #15  (NEWTON AWARE) 4650
0001464635 AH13 SAF OFF IN ALARM. NOTIFIED LARRY NAVES. 4481-AH0013
0001464844 REPLACE FAN BEARING 4718-1-AH0006
0001464728 ADJUST HVAC CONTROLS TOO COLD 4202RM0402
0001464902 HWP1 IS OFF AND IN ALARM. LARRY NAVES NOTIFIED. 4570
0001461569 ADJUST HVAC CONTROLS TOO HOT 4200RM0610
0001458793 DXAC02 IS OFF AND IN ALARM. DXAC03 HAS BEEN STARTED. 4629-DXAC0002
0001458751 4623 AH-3 OFF IN ALARM FREY CHECKING 4623-AH0003
0001458744 FREEZING COLD 4203RM2315
0001458679 REPAIR HUMIDIFIER #4 4708RM1280
0001458939 REPLACE THE CHWS-CWST TRANSMITTERIN E-1, IT SHORTS TO GROUND 

IF MOUNTED TO   
4739

0001458914 4200 EAF 4 RM G1 NEED BELTS CHANGED. PM FIND 4200-EAF0004
0001458941 ADJUST HVAC CONTROLS TOO HOT 4200RM0408
0001452703 UNSTOP FLOOR DRAIN BESIDE AHB0004  (HAMM) 4708
0001453117 4650-CHWP1-AUTO_MODE IN ALARM, NOTIFED SWINFORD 4650
0001452784 C WING AH22 OFF IN ALARM. NOTIFIED PERRY  4487
0001446560 4760 / 106 START CHILLER ON ANODIZE TANK 4760RM0106
0001446377 ADJUST HVAC CONTROLS TOO COLD, FREEZING 4487RMC0128
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0001446617 4619 /   4619 AH5B BEARINGS ARE NOISY RM 155 HI BAY 4619RM0155
0001446463 ADJUST HVAC CONTROLS/ TOO HOT/ 80 DEG. 4200RM0601B
0001446575 ADJUST HVAC CONTROLS/ TOO HOT/ 82 DEG. 4202RM0420
0001446403 HV20-SAF...OFF/ALARM. JODY NOTIFIED 4708
0001446587 4663B ROOM 113 SPT 1 & 2 IN HIGH ALARM AK CHECKING 4663FLR01
0001446528 ADJUST HVAC CONTROLS TOO HOT, CHECK AIRFLOW  ( SWINFORD 

AWARE)
4203RMB0305

0001446524 ADJUST HVAC CONTROLS TOO HOT, NO AIRFLOW 4200RM0601B
0001446374 REPLACE BELTS ON H&V #3 IN WEST HIBAY (LARRY NEWTON FAMILIAR) 4619WEST

0001443628 4612A-AH6-SAF  UNIT OFF IN ALARM.  J. MCCAGHREN NOTIFIED. 4612
0001443544 REPAIR CONTROLS ON HV0007C ( NEWTON) 4619-HV0007
0001443570 REPAIR CAVED IN HVAC FILTERS IN AIR HANDLER IN ROOM 108 AND 

PERFORM MEASURES TO PREVENT THEM FROM CAVING IN.
4747RM0108

0001440594 ADJUSTS HVAC CONTROLS/ TOO HOT (80 DEG.) 4650RM0022F
0001440328 4476 /  REPAIR LEAKING AH UNIT.E1 4476RM0105
0001440547 AHB1 IS OFF AND IN ALARM. STEVE SWINFORD NOTIFIED. 4610
0001440303 4473-SUMP1-LO_ALARM J HAMM NOTIFIED 4473
0001440302 4524-CHWS-CHWP2 ON ALARM J HAMM NOTIFIED 4473
0001440473 AHB1, ZONE 4, ROOM B5A HAS CALLED IN A HOT CALL. TEMP IS READING 

81.1 DEGREES IN THE ROOM WITH A SETPOINT OF 72.0. HVAC AND 
WALLACE NOTIFIED.

4207

0001440478 4607  EX FAN 12 WEST WALL NEEDS BELTS REPLACED  PM FIND 4607-EAF0012
0001440457 CHECK LOUD AIR NOISE, TOO LOUD COMING THROUGH VENTS 4610RM4019
0001440443 BELTS NEED REPLACE AT 4473 AH01 ABOVE RM.1001.PM FIND 4473-AH0001
0001437749 ADJUST HVAC CONTROLS/ TOO COLD IN THE WORKOUT AREA  (NAVES 

NOTIFIED)
4315

0001440556 4631-CH1-CTL OFF/A, J.MCCAGHREN NOTIFIED. 4631-CHLR0001
0001437707 CHILLER IS IN ALARM. LARRY NAVES NOTIFIED. 4561
0001435037 REPAIR CONTROLS ON H&V0003 4667-HV0003
0001434988 4653-CHILLER  CHILLER 1 OFF IN ALARM.  J. MCCAGHREN NOTIFIED. 4653-CHLR0001
0001434922 ADJUST TEMPS IN TEST CELL 4623RM0126D
0001434921 ALIGN PUMP AND MOTOR SHAFTS 4605-HWP0002
0001434968 LOCATED IN ROOM 105 OVERHEAD NEEDS TO SHEAVES CHANGED. 4718-AH0011
0001434835 4207-CRU1 IN ROOM 140 MAKING LOUD NOISE 4207-CRU0001
0001434810 ADJUST HVAC CONTROLS TOO COLD 4612RM0028
0001435102 CHILL WATER PUMP 2 IS ON AND IN ALARM. CHILLER IS OFF AND CLEAR. 

HVAC NOTIFIED.
4524

0001434918 REPLACE BELTS AND SET TENSION 4610-RAF0011
0001434916 REPLACE BELTS AND SET TENSION 4610-AH00B3
0001434915 REPLACE BELTS AND SET TENSION 4610-AH00B2
0001432035 REPAIR LEAK ON AH 4.,E3 4353-AH0004
0001428491 WEEBER WALKIN FREEZER IS IN HIGH ALARM. HVAC AND RICHARD 

WELCH NOTIFIED.
4707

0001428826 CLEAN ALL REHEATS ASSOCIATED ON AH0007 4612A-AH0007
0001428717 BELT NEEDS REPLACE AT 4707 AH17 SOFI SPRAY ROOF/PM FIND 4707-AH0017
0001428615 WATER LEAK IN RM 12 SWINFORD NOTIFIED 4605
0001428613 4436-CRU0003 IS OFF AND IN ALARM.  JAMES BOND NOTIFIED. 4436-CRU0003
0001428612 4436-AH1-Z1 & Z2 ARE HOT.  JAMES BOND NOTIFIED. 4436-AH0001
0001428686 REPLACE BELTS ON AH00B1 4610-AH00B1
0001425619 4650 /  4650 HV10 HI BAY CENTER NEEDS BELTS CHANGED PM REQUEST 4650-HV0010
0001428750 RE ATTACH BELT GUARD ON AIR HANDLER 00B5. 4708RMB0034
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0001421763 HWP01 LOCATED IN E1 IS OFF AND IN ALARM. LARRY NAVES NOTIFIED. 4755-HWP0001

0001421771 ADJUST HVAC CONTROLS/ TOO COLD 4202RM0410
0001421710 DXAC01 IS NOT BLOWING OUT COLD AIR PER USER. LARRY NAVES 

NOTIFIED.
4553

0001418392 USER IS REPORTING ROOM 178 TO HOT. SPT IS LOCATED ON A-WING AH4 
ZONE 6. LARRY NAVES NOTIFIED.

4663RMA0178

0001421699 ADJUST HVAC CONTROLS/ TOO COLD (IN THE 60'S) 4201RM0437B
0001421632 4653-PABX-SAF1 OFF ALARM R SARTAIN NOTIFIED 4653FLR01
0001421630 4200-RADIO-SPT R SARTAIN NOTIFIED 4200FLR01
0001421624 RM 1241B HAS HIGH SPT ALARM. M.RICH NOTIFIED. 4708RM1241B
0001421613 4723-DXAC4 OFF ALARM SWINFORD NOTIFIED 4723
0001421599 4760 SPT LOW ALARM RH HIGH ALARM NAVES NOTIFIED 4760
0001421581 4761-EFFLUNT-PHLVL  POINT FAILED J WALKER NOTIFIED 4761
0001421572 NOISY AH 4203RM3100
0001421552 GREASE LINE NEEDS REPAIRED LINES WAS DISCONNECTED AT 4481 AH04 

RM.229/E05 PM REQUEST.
4481-AH0004

0001421550 4711 AH 14 SW SHOP NEEDS BELTS AND SHEAVES CHANGED PM REQ. 4711-AH0014
0001421549 4711AH 11 NEEDS NEW SHEAVESMEZZ. OVER ROOM 108 A 4711-AH0011
0001421539 REPAIR HUM0017 4619-HUM0017
0001418386 4487C STEAM PRESSURE IN E54 IS IN HIGH ALARM. LARRY NAVES 

NOTIFIED. R. SARTAIN ONSITE.
4487

0001418399 4705 ROOM C105 TOO HOT FREY CHECKING 4705RMC0105
0001418400 4205 AH-6 TC CHECKING DIRTY FILTER ALARMS 4205-AH0006
0001418390 CHILLER 01 IS IN GENERAL ALARM. LARRY NAVES NOTIFIED. 4631-CHLR0001
0001414952 CRU0002 IN ALARM ( SWINFORD AWARE) 4605-CRU0002
0001414886 REPAIR LEAK ON AH0028 4755-AH0028
0001414896 4723 PLEASE RESET THE ACCU J HAMM NOTIFIED 4723
0001415035 4723 DXAC ALL HAVE HIGH SAT'S FREY RESETTING CONDENSOR 4723
0001415075 DISABLE AH#4, 5, AND 6 FOR TESTING 4708RM1191
0001414881 4481-RM263A-STATIC HI ALARM O WRIGHT NOTIFIED 4481
0001414913 4619 AH-24 OFF IN ALARM HAMM CHECKING 4619-AH0024
0001414976 AH1-SAF...OFF/ALARM. NAVES NOTIFIED 4621-AH0001
0001414847 4200 RADIO SPT HIGH ALARM ST JOHN NOTIFIED 4200
0001415147 4653 / 4 EXHAUST FAN ABOVE AVD MACHINE HAS LOOSE BELTS, 

PULLEYS OR MOTOR.
4653RM0004

0001414967 AH3-SAF...OFF/ALARM. NAVES NOTIFIED 4561
0001415113 SUMP1 SANDFILTER IS IN ALARM. NOTE ON THE ALARM POINT STATES 

THAT THE ALARM WAS GENERATED BECAUSE THE SYSTEM HAS BEEN IN 
BACKWASH FOR MORE THAN 3 MINUTES. LARRY NAVES NOTIFIED.

4473

0001415042 AH 22 ROOM AB 223 E30 NEED BELTS REPLACED 2 EA A51  PM 
GENERATED

4487AB-AH0022

0001412079 RAF IS OFF AND IN ALARM. LARRY NAVES NOTIFIED. 4476-AH0003
0001409511 REPLACE FILTERS ON DXAC0002 4551-DXAC0002
0001409234 ADJUST HVAC CONTROLS/ TOO HOT/ NO AIR (H.WRIGHT NOTIFIED) 4201RM0607
0001409220 4715 ROOM 101 HIGH ALARM HAMMOND CHECKING 4715RM0101
0001409217 4705 AH-18A OFF IN ALARM 4705-AH0018
0001409385 REPAIR EAF0003 ON NORTH WALL RON CORN FAMILIAR 4473-EAF0003
0001406704 UNCLOG DRAIN ON AH0003 4707-AH0003
0001403335 4723-DXAC1-ACCU IS NOT COOLING.  AK LAFARLETT NOTIFIED. 4723-DXAC0001
0001403419 AH1-SAF...OFF/ALARM. H.WRIGHT NOTIFIED 4207
0001406709 ENABLE AND DISABLE CWP0003 (  4207-CWP0003
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0001389486 REPAIR LEAK ON AHU. IN ROOM 5003. 4203RM5003
0001403519 HV25 IS ON AND IN ALARM. LOCATED IN THE HIGHBAY (RM180) ON THE 

SOUTH SIDE
4708

0001403261 REPAIR BAD TIME DELAY  (CONTACT JODY HAMM) 4465-DXAC0001
0001396439 TURN OFF COOLING TOWER FOR REPAIRS TO CTWR0002 (WADDEL 

FAMILIAR)
4570

0001393261 CHANGE BELT EXHAUST AIR FAN 05 MEZZANINE 4708B-SAF0005
0001396416 ADJUST HVAC CONTROLS/ TOO COLD/ (70 DEG.) 4711RMW0114
0001403469 CHECK, EVALUATE DAMP MUSTY ODOR COMING THROUGH VENTS 4250RM0049
0001389215 4650-HV10-SAF, RETURN CONTROL TO UCS. M.RICH NOTIFIED 4650-HV0010
0001389224 4628-CH1-CTL, RESET-OFF/A, A.K. LAFARLETT NOTIFIED. 4628-CHLR0001
0001393199 ADJUST HVAC CONTROLS/ NO AIR 4202RM0404
0001389083 ADJUST HVAC CONTROLS/ TOO HOT (IN THE 80'S)  (NOTIFIED NAVES) 4201RM0421
0001382748 4583 ROOM 180 HIGH SPT AK CHECKING 4583RM0180
0001396481 4723-DXAC4-SPT2 PLEASE RESET THE ACCU 4723
0001403509 ADJUST HVAC CONTROLS TOO HOT IN THE 113  AREA 4674FLR01
0001403299 4653-CH1-ALARM SWINFORD NOTIFIED 4653
0001396398 4353 AH-4 ON IN ALARM FREY CHECKING 4353-AH0004
0001382680 REPLACE BELTS AND SET TENSION 4708B-AH0021
0001396410 NO AIR, TOO HOT 4566RM0115
0001389207 4708-PABX IS SWAPPED OVER AND SAF1 WILL NOT COOL.  TOM FREY 

NOTIFIED.
4708-DXAC0002

0001376028 ROOM 205 IS IN HIGH SPT ALARM. USER CALLED IN COMPLAINT. HVAC 
NOTIFIED.

4583

0001372871 4631-AH1-SAF OFF/A, J.MCCAGHREN NOTIFIED. 4631-AH0001
0001368572 SPT IN ROOM141A IS IN HIGH ALARM. SWINFORD NOTIFIED. 4353-AH0004
0001382822 REPAIR ACMP  (NAVES NOTIFIED) 4561RM0104
0001396397 ADJUST HVAC CONTROLS/ TOO HOT/ NO AIR 4566RM0122
0001393861 CLEAN STRAINERS ON AH#6 4487RMW0103A
0001376156 4723 DXAC ALL HAVE HIGH SAT'S FREY RESETTING CONDENSOR 4723
0001379723 REPAIR LEAKING AIRHANDLER ( ROBERSON AWARE) 4200RMG0001
0001375960 4491-AH1-SPTZ1, IN HIGH ALARM 4491-AH0001
0001372870 4561 CHILLER OFF/A, RESET AFTER POWER OUTAGE. M.RICH NOTIFIED. 4561-CHLR0001
0001361899 AH1-SPT IN HIGH ALARM. JODY NOTIFIED 4619
0001361959 9THLVL-SPT IN HIGH ALARM. NAVES NOTIFIED 4670
0001361958 AH1-SPT IN HIGH ALARM. NAVES NOTIFIED 4621
0001365762 ADJUST HVAC CONTROLS/ TOO COLD IN ROOMS 226 AND 226A 4200FLR02
0001382778 CHECK AND REPAIR AIR LEAK ON ACMP0001 (H.WRIGHT) 4473-ACMP0001
0001389403 DXAC4 NEEDS AIR FILTERS CHANGED. 4629-DXAC0004
0001396530 CHECK AH0002, ,MAKING NOISE 4663A-AH0002
0001403399 ADJUST HVAC CONTROLS/ TOO HOT IN SOUTH END DOME AREA  (617-

0484)
4347SOUTH

0001376075 ADJUST HVAC CONTROLS TOO COLD, TEMPS IN THE 60'S 4610RM3080
0001368447 4201-PABX-RH, IN HIGH ALARM. M.RICH NOTIFIED. 4201RMB0011
0001409115 REPAIR HUMIDIFIER ON CRU0002 4572-CRU0002
0001361905 4487C-AH1-SAF  UNIT OFF IN ALARM.  S. VANN NOTIFIED. 4487
0001389313 DEACTIVATE AH #19 4708
0001396485 4708B-M.1-ALARM, RESET ALARM. M.RICH WAS NOTIFIED. 4708B-MDT0001
0001382871 4614 DXAC-2 ON IN ALARM FREY CHECKING 4614-DXAC0002
0001396623 REPLACE BELTS AND ADJUST TENSION ON AH0002 IN C202 PT&I FIND 4631-AH0002
0001389322 REPLACE FAN BEARINGS 4205-AH0005
0001396626 REPLACE BELT ON CTWR0001 EAST SIDE OF BUILDING 1-B128 NEEDED.  

PTI FIND
4628-CTWR0001
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0001396695 ADJUST HVAC CONTROLS/ TOO HOT / 80 DEG. IN ROOMS 1261, 1263 AND 

1265
4708FLR01

0001379657 101,102 REPLACE AC FILTERS IN 4 WALL UNITS. 4648FLR01
0001396611 LOCATED IN E-3 HAS WATER LEAKING FROM THE BOTTOM OF THE UNIT. 4205-AH0020

0001368767 4705 / 202B REPLACE BELTS ON AH0049 (2022) 4705-AH0049
0001409137 4561-CH1-CTL, OFF/A. M.RICH REQUESTED TO RESTORE TO SERVICE. 4561-CHLR0001
0001400042 CLEAN REHEAT COILS ON AHB0004 LOCATED IN E17 4708-AH00B4
0001393246 RESET CRU6 AND CRU7 IN RM 215 AFTER POWER OUTAGE. J.MCCAGHREN 

NOTIFIED.
4755RM0215

0001393209 CHECK BEARINGS ON CHWP0005 4473
0001382607 4760-RM201-RH HIGH ALARM NAVES NOTIFIED 4760RM0201
0001382914 RECERTIFY ACMP AND PUT ON LIST FOR EVERY 6 MONTHS 4708RM0122
0001382913 REPAIR AH THAT HAS SHUT DOWN IN ROOMS 115 AND 116 4708FLR01
0001389450 4708B-SAF2-SAF, CHECK DEHUMIDIFIER, J.MCCAGHREN NOTIFIED. 4708B-SAF0002
0001375946 4583 CH1 CHHP ALARM J HAMM NOTIFIED 4583
0001380595 ADJUST HVAC CONTROLS/ NO AIR 4200RM0149F
0001361987 ADJUST HVAC CONTROLS/ TOO COLD (SWINFORD NOTIFIED) 4200RM0808
0001361960 AIRHANDLER IS MAKING A LOUD NOISE CHECK BEARING OR BELTS.. 4705RMA0107A
0001382537 4583 ROOM 180 HIGH SPT FREY CHECKING 4583RM0180
0001365674 ADJUST HVAC CONTROLS/TOO COLD IN ROOMS 1012, 1020 AND 1026 4612FLR01
0001361980 UNIT IS OFF AND IN ALARM. LARRY NAVES NOTIFIED. 4353-AH0003
0001396763 ADJUST HVAC CONTROLS/ TOO COLD 4487RMA0100D
0001382530 ADJUST HVAC CONTROLS/ TOO HOT IN ROOMS 245 AND 247 4708FLR02
0001368470 ADJUST HVAC CONTROLS/TOO COLD 4491RM0129
0001368408 CHECK AND REPAIR CENTRAL AIR UNIT (NAVES FAMILIAR) 4640
0001389094 AC UNIT ICED OVER (NAVES NOTIFIED) 4759RM0102A
0001375969 4487C-AH1-SAF  UNIT OFF IN ALARM.  L. NAVES NOTIFIED. 4487C-AH0001
0001368581 CLEAN STRAINER ON AH-UNIT 4711RMW0140
0001368580 ADJUST HVAC CONTROLS TOO HOT 4306
0001403370 CWING -AH20 TOGGLING. NAVES NOTIFIED 4487C-AH0020
0001403219 RESTART COMPRESSOR CHILLER 4653
0001396733 4612 /  CHECK LEAK ON AH0001 IN RM. 1027. MAY BE A CLOGGED DRAIN. 4612
0001396731 4612C /  BELT NEEDS REPLACED AT 4612C HV-01 IN RM. 1212A. 4612
0001376001 ADJUST HVAC CONTROLS/ TOO HOT IN ROOMS 603 AND 603A--80 DEG. 4200FLR06
0001375982 REPAIR DXAC #1 (JODY HAMM FAMILIAR) 4659-DXAC0001
0001375856 AC UNIT NOT COOLING (NOTIFED NAVES) 4631RMA0106
0001375838 4628-CH1-CTL, OFF/A, J.MCCAGHREN NOTIFIED, 4628-CHLR0001
0001376196 REPAIR DXAC 4705RM0124D
0001375890 REPLACE CONDENSER FAN ON DXAC0002 4759-DXAC0002
0001375889 REPAIR CONDENSER FAN ON AH-UNIT, KICKING OFF 4759RM0102
0001368363 4203-RM5152 IS BLOWING OIL OUT OF THE AIR DUCT.  JAMES BOND 

NOTIFIED.
4203RM5151

0001372847 NO AIRFLOW 4200RM0608
0001403250 4306 AH-1 OFF IN ALARM FREY CHECKING 4306-DXAC0001
0001376152 ADJUST HVAC CONTROLS/ TOO HOT 4200FLR09
0001376143 ADJUST HVAC CONTROLS/ TOO HOT IN ROOMS 148 AND 154 4619FLR01
0001368722 ADJUST HVAC CONTROLS TOO HOT, CHECK HUMIDITY 4663RMM0117
0001368778 INSTALL REMOTE VIBRATION SENSORS ON UNIT 4705-AH0047
0001396542 ADJUST HVAC CONTROLS, TOO COLD 4663RMB0204
0001389952 H&V 11 UNIT SKIN PLATE IS MISSING SCREWS. 4650
0001368745 ADJUST HVAC CONTROLS/ NO AIR 4707RM0133
0001368304 CHECK NOISY AH0021 ( D.  4487C-AH0021
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0001675488 CHECK AIRFLOW, VERY LITTLE AIR AND TOO HOT, IN THE 4405 AREA 4600FLR04
0001669949 ADJUST HVAC CONTROLS TOO COLD IN 1041 & 1045 4610FLR01
0001670035 ADJUST HVAC CONTROLS/ TOO HOT/ 80 DEG. 4200RM0120
0001670197 NO AIRFLOW 4755RM0105
0001669910 ADJUST HVAC CONTROLS TOO HOT, 80'S 4201RM0618
0001669901 ADJUST HVAC CONTROLS/ TOO HOT/ 75.5 DEG. 4201RM0340
0001672842 REPAIR LEAK ON AIR CONDITIONER ( FREY) 4656RM0114
0001670001 ADJUST HVAC CONTROLS/ TOO HOT 4610RM2059
0001669963 4728-AH1-SAF OFF/ALARM. M. RICH NOTIFIED. 4728-AH0001
0001670057 4670 AH-2 OFF IN ALARM AK CHECKING 4670-AH0002
0001670150 ADJUST HVAC CONTROLS/ TOO HOT/ NO AIR 4705RM0124F
0001667187 4610 AH-4 ON IN ALARM BOND CHECKING 4610-AH0004
0001663685 CHECK TEMPS 4346
0001663613 4670-8THLVL-ALARM.  JAMES BOND NOTIFIED. 4670LEV08
0001376106 ADJUST HVAC CONTROLS TOO HOT 4610RM3003A
0001403561 REPAIR AC UNIT/ INOPERABLE (SWINFORD NOTIFIED) 4605
0001403423 CH2 AND CH3...OFF/ALARM; FROM POWER OUTAGE 4203
0001389428 ADJUST HVAC CONTROLS/ TOO HOT 4487RMW0106
0001675634 CHANGE SHEAVE ON AH0002 4727-AH0002
0001663554 ADJUST HVAC CONTROLS/ TOO HOT/ NO AIR ON ENTIRE 4TH FLOOR 4200RM0404
0001667146 ADJUST HVAC CONTROLS/ TOO HOT 4583RM0205
0001669941 CHECK OPERATION OF AH-UNITS, GETTING TOO HOT IN THE 

AFTERNOONS
4656RM0205

0001663911 REPLACE BELTS, SET TENSION AND SET ALIGNMENT ON AH0021A IN 
PENTHOUSE A-WING. PMF

4663

0001657858 4656-AH1-SAF  UNIT OFF IN ALARM.  J. MCCAGHREN NOTIFIED. 4656-AH0001
0001670140 RESTORE AH001 TO SERVICE ( O. WRIGHT) 4707-AH0011
0001669928 REPAIR EXHAUST FAN IN BATTERY RM 4667
0001670268 POC:  SEAN DINEEN @ 4-1608.  REACTIVATE BATTERY ROOM EXHAUST 

FAN.
4667RM0102B

0001670291 REPLACE BELTS AND SET TENSION 4707-AH0033
0001670080 ADJUST HVAC CONTROLS TOO HOT ( NAVES AWARE) 4708RM0209
0001670143 ADJUST HVAC CONTROLS/ TOO COLD (IN THE 60'S) 4711RMW0130
0001675372 ADJUST HVAC CONTROLS/ TOO HOT IN ENTIRE BLDG. 4656RM0202
0001657993 INCREASE AIR FLOW 4727-AH0002
0001670221 CHECK TEMPS IN 139, 136 & 113 4353FLR01
0001663762 ADJUST HVAC CONTROLS/ TOO HOT/ NO AIR 4570RM0262
0001670098 OCCUPANT COMPLAINING OF THE BLDG TOO HOT. NAVES NOTIFIED 4583
0001675471 4487C-AH1-SAF  UNIT OFF IN ALARM.  M. RICH NOTIFIED. 4487
0001663633 4315-AH3-SAF  UNIT OFF IN ALARM.  J. MCCAGHREN NOTIFIED. 4315
0001667193 4524-CH1-CTL OFF/A, J. MCCAGHREN NOTIFIED 4524-CHLR0001
0001672829 REPAIR INOPERABLE CENTRAL VACUUM SYSTEM 4711RMW0131
0001663852 CHECK TEMPS. 4346
0001663917 REPLACE BELT ON EXHAST FAN ON WEST END OF ROOF, 4610.NO PM 

NUMBER ON UNIT. PMF
4610ROOF

0001675695 TEMP TO HOT 4610RM1057
0001675711 NO AIR FLOW, TOO HOT 4610RM2071
0001672826 CHECK FOR LEAKS, AND CLEAN CONDENSORS  (NEWTON) 4619-DXAC0001
0001663703 REPLACE BELT ON EAF0022 ( A. WALTON) BROWN FAMILIAR 4761RM0102
0001663701 ADJUST HVAC CONTROLS TOO HOT 4200RM0818
0001663519 SAF ON AH0002 OFF ALARM ( M. RICH AWARE) 4487BC-AH0001
0001657885 ADJUST HVAC CONTROLS/ TOO HOT (IN THE 80'S) 4200RM0322C
0001670203 ADJUST HVAC CONTROLS/TOO HOT 4346RM0113
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0001672828 REPAIR INOPERABLE  DEHUMIDIFIER  (AH#4) 4711RMW0131
0001663557 ADJUST HVAC CONTROLS TOO HOT ( NAVES AWARE) 4200RM0610
0001668803 BALANCE TEMPS AND AIRFLOW IN 100B & 103 4493FLR01
0001658035 CHECK AIRFLOW, TOO HOT 4200RM0216
0001670287 REPLACE BELTS AND SET TENSION 4705-AH0014
0001670239 REPAIR LEAKING CHILLWATER  UNIT 4755RM0301A
0001670064 DXAC01 AND DXAC02 FAILED TO START. MARK RICH NOTIFIED. 4614-DXAC0001
0001670218 ADJUST HVAC CONTROLS TOO HOT 4610RM5013
0001675463 HWC1-HWST HIGH IN ALARM. NOTIFIED AK. 4735
0001675468 4705 HWC-2 LOW TEMPS AK CHECKING 4705
0001657758 REPLACE MOTOR BEARINGS 4612D-AH0001
0001663483 CHECK PURGE OPERATION (  4473-CHLR0009
0001663485 CHECK PURGE OPERATION (  4473-CHLR0005
0001658030 REPAIR WINDOW UNIT ( BURLESON) 4670RM0100
0001663502 DXAC2-RAT IN HIGH ALARM.   NOTIFIED 4629-DXAC0002
0001668935 ADJUST HVAC CONTROLS,TOO HOT 4493RM0151
0001669899 ADJUST HVAC CONTROLS/ TOO HOT 4493RM0160
0001663907 REPLACE BELT ON AH0044 IN RM 3035 BLDG. 4610.PMF 4610-AH0044
0001648428 REPAIR HUMIDIFIER 4650RM0133
0001653367 ADJUST HVAC CONTROLS TOO COLD 4203RM6220
0001663903 SET TENSION AND CHECK ALIGNMENT ON AH0002 IN E8 4612A. 4612A-AH0002
0001653395 AREA TOO COLD, ADJUST AH0003 (  4207-AH0003
0001663641 ADJUST HVAC CONTROLS/ TOO HOT/ NO AIR (86 DEG.) 4570RM0113
0001669981 ADJUST HVAC CONTROLS/ TOO HOT 4610RM5013
0001669990 ADJUST HVAC CONTROLS/ TOO HOT 4610RM4007
0001670093 ADJUST HVAC CONTROLS TOO COLD 4610RM2086
0001663918 REPLACE SHEAVE ON BLOWER MOTOR 4708-DXAC0007
0001669927 CLEAN STRAINER AND BACKFLUSH COIL ON AH0021 ( O. WRIGHT) 4708C-AH0021
0001653409 4629 / BLDG NEED HVAC CHECK AND ADJUST OUTSIDE AIR TO PROVIDE 

ADDITIONAL CFM`S IF POSSIBLE.
4629

0001657866 ADJUST HVAC CONTROLS/ HOT AIR BLOWING  (SWINFORD NOTIFIED) 4539
0001661031 AC BLOWING HOT AIR, TEMPS IN MID 80'S T0236
0001661078 ADJUST HVAC CONTROLS/ TOO HOT  (POSSIBLY 80 DEG.) 4711RMW0100C
0001669887 CHECK VACUUM/AIR GOING TO THERMOSTAT ON CHILLER ( FREY 

AWARE)
4755RM0100

0001632032 REPAIR LEAKING HWV ON AH3-SAF 4718-AH0003
0001663899 REPAIR COVER OVER REAR BEARING ON AH0001 IN E1 4612C. 4612C-AH0001
0001653211 CHECK WHINNING NOISE ABOVE THE CEILING 4471RMA0107
0001653378 CHECK OPERATION OF AH-UNIT IN CONTROLLED AREA, TOO HOT 4777RM0100A
0001653432 ADJUST HVAC CONTROLS/ TOO HOT (80 DEG.) 4656RM0202
0001658178 4619 / 201 TOO HOT 4619RM0201
0001663798 ADJUST HVAC CONTROLS TOO HOT, 75 DEGREES 4201FLR03
0001670020 CHECK AND ASSURE COOLING  (O.WRIGHT) 4755-AH0024
0001670023 CHECK AND ASSURE COOLING  (O.WRIGHT 4755-AH0026
0001663797 REPAIR LEAKING AC UNIT 4705RMC0104
0001667170 4249RM0127 /  REPLACE UNIT HEATER THERMOSTAT. 4249RM0127
0001651151 REPAIR HUM0006 4650-HUM0006
0001657864 ADJUST HVAC CONTROLS TOO HOT 4203RM3252
0001663474 ADJUST HVAC CONTROLS/ TOO HOT/ NO AIR 4705RMC0105
0001663593 LAB TEMPERATURE IS RISING ABOVE REQUIRED SET POINT.  NEED 70 

DEG. + - 2 DEGREES.  SYSTEM HAS BEEN PREVIOUSLY DESIGNATED AS 
CONTINUOUS RUN.

4711RMW0130

0001651147 REPAIR SHEAVE 4708-DXAC0001
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0001639965 RESTORE AIR FLOW TO ROOMS 204, 207 AND 209 4708FLR02
0001651159 INSPECT POSSIBLE CAUSES OF UNIT NOISE, POSSIBLE SHEAVE NOISE, OR 

INBOARD FAN BEARING NOISE
4312-AH0001

0001663509 4692 HIGH SPT BOND CHECKING 4692
0001663614 4692-BLDG-SPT IS IN HIGH ALARM.  JAMES BOND NOTIFED. 4692RM0100
0001663616 4670-9THLVL-ALARM.  JAMES BOND NOTIFIED. 4670-CRU0004
0001663724 4755 4TH FLR TOO HOT BOND CHECKING 4755-AH0040
0001669961 4531 CHLR-1 OFF IN ALARM BOND CHECKING 4531-CHLR0001
0001667188 4306 AH-1 ON IN ALARM AK CHECKING 4306-DXAC0001
0001663544 REPLACE BELTS AND SET TENSION 4612RM1400
0001657926 4205 AH-10 HIGH SAT AK CHECKING 4205-AH0010
0001670083 REPLACE BROKEN BELTS ON AH-UNIT ON 4TH LEVEL ( NEWTON AWARE) 4707-AH0011

0001663469 CHECK AIRFLOW, TOO HOT 4610RM5038B
0001663475 ADJUST HVAC CONTROLS/ TOO HOT 4203RM1201
0001663603 4623-CH-1/COMPRESOR1 FAILED TO START OR WENT OFF AND CH2 HAS 

STARTED
4623

0001648583 4250 CHWP-1 INSULATE AFTER FITTER REPAIRED LEAK ON IT 4250-CHWP0001
0001648463 REPLACE BELT ON AH0026 IN 2084A BLDG. 4610. PMF 4610-AH0026
0001661052 4619-AH37-SAF  UNIT OFF IN ALARM.  J. MCCAGHREN FOUND IT WAS OFF 

BY SMOKE DETECTOR.
4619-AH0037

0001663497 AH40-SAF...OFF/ALARM. NEWTON NOTIFIED 4610-AH0040
0001661036 AIR HANDLERS ON CHILLERS NOT BLOWING 4755RM0117
0001663710 AIR SYSTEM IS NOT RUNNING - NAVES AWARE 4306
0001663537 REPLACE BELTS AND SET TENSION 4610-AH00B2
0001663543 REPLACE BELTS AND SET TENSION 4612B-AH0001
0001663574 RESTORE FUME HOOD EXHAUST FAN OPERATION IN ROOM 1113, BLDG. 

4612.
4612RM1113

0001648444 RESET CHILLER  (   FAMILIAR) 4566-CHLR0001
0001648554 REPAIR VIBRATING METAL FAN IN AIR DUCT NEAR ROOM 2240 4203FLR02
0001661066 CLEAN CHILL WATER STRAINER ON BAH0008 4487B-AH0008
0001642903 CLEAN FACE OF CHILL WATER COIL ON AH0003 4705-AH0003
0001661033 ADJUST HVAC CONTROLS/ TOO HOT 4471RMA0103
0001663777 ADJUST HVAC CONTROLS TOO HOT 4346RM0113
0001648123 REPLACE PNUEMATIC ACTUATOR FOR AIR DAMPER CONTROL TO ROOM 

14.  ACTUATOR IS DEFECTIVE.
4653RM0014

0001648193 ADJUST HVAC CONTROLSL/ TOO COLD IN ROOMS 1016 AND 1302 AND 
1018

4612FLR01

0001648210 HCFC ALARMS,   NOTIFIED 4473
0001648528 ADJUST HVAC CONTROLS TOO COLD 4708RM1236
0001648565 ADJUST HVAC CONTROLS/ TOO HOT 4436RM0107
0001648575 AIR NOT CIRCULATING PROPERLY  (STUFFY) 4251RM0003
0001651163 TEMPERATURE IN ROOM B273 IS TOO HOT.  NO AIRFLOW IS FELT FROM 

A/C VENTS.
4487RMB0273

0001653305 4708 PABX-SAF-1 OFF IN ALARM RICH RESETTTING AFTER CCWP OUTAGE 4708

0001653314 4487C-AH3-SAF IS OFF AND IN ALARM.  JOEL MCCAGHREN NOTIFIED. 4487C-AH0003
0001653412 CHECK TEMPS 4346
0001657968 HOT WATER PUMP 1 IS ON AND IN ALARM. HVAC NOTIFIED. 4755-HWP0001
0001661069 ADJUST HVAC CONTROLS/ TOO HOT  (NAVES NOTIFIED) 4708RM0245
0001653435 CHECK BELTS ON EXHAUST FAN 4761RM0102
0001642588 LIEBERT UNIT HAS HIGH WARNING/  HOT 4436RM0109
0001608991 LITTLE TENT CLEAN RM TEMP TO HOT 4705RMA0100
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0001632192 ADJUST HVAC CONTROLS/ TOO COLD IN ROOMS W132 AND W112  --65 

DEG.
4711WEST

0001663731 4583 / E-1 REPLACE BELT GUARD ON AHU  (2026) 4583RM0183
0001653247 CHECK TEMPS 4346
0001648214 4487BC-AH2-RH LOW ALARM SWINFORD NOTIFIED 4487BC-AH0002
0001646040 4315-AH2&3-FAN'S  USER REPORTS COLD TEMPERATURES AT BUILDING. 4315

0001648213 4487B-AH4-RH LOW ALARM SWINFORD NOTIFIED 4487B-AH0004
0001653416 TEMPERATURE AND HUMIDITY TOO HIGH 4705RMB0119
0001653434 BALANCE AIR FLOW  (NEWTON FAMILIAR) IN ROOMS A, B AND C 4610RM5010
0001653398 ADJUST AH0005, TOO COLD IN AREA (  4207-AH0005
0001648474 REPLACE BELT ON AH0013 ABOVE CEILING IN 2047 BLDG. 4610. PMF 4610-AH0013
0001663505 CHANGE BELTS  (MAPLES FAMILIAR)      ( HVAC NEWTON) 4610-AH0040
0001663536 REPLACE BELTS AND SET TENSION 4610-AH00B1
0001642864 CLEAN STRAINER ON AH0010 4205-AH0010
0001642785 REPLACE BELTS AND SET TENSION 4476-AH0004
0001648377 REPLACE BELTS AND SET TENSION 4487A-AH0005
0001648378 REPLACE BELTS AND SET TENSION 4487A-AH0022
0001657737 REPLACE BELTS AND SET TENSION 4487C-AH0001
0001657738 REPLACE BELTS AND SET TENSION 4487C-AH0002
0001657740 REPLACE BELTS AND SET TENSION 4487C-AH0020
0001642695 LOW AIR FLOW ON AH0007 ( TAYLOR) 4203-AH0007
0001642717 ADJUST HVAC CONTROLS/ TOO HOT (80 DEG.) 4612RM1019
0001642953 ADJUST HVAC CONTROLS/ TOO HOT (80 DEG.) 4200RMG0006A
0001646013 ADJUST HVAC CONTROLS TOO COLD 4493RM0135B
0001646028 AH21 IS OFF AND IN ALARM. HVAC NOTIFIED. 4487AB-AH0021
0001653321 AH10 HAS HIGH TEMP ALARMS. LARRY NAVES NOTIFIED. 4205-AH0010
0001653322 ADJUST HVAC CONTROLS/ TOO COLD/ (55 DEG.) 4207RM0106
0001653323 ADJUST HVAC CONTROLS/ TOO HOT/ (NO AIR) 4203RM3320
0001653343 AH03 IS OFF AND IN ALARM. ST. JOHN AND LARRY NAVES NOTIFIED. 4203-AH0003
0001653394 CUT OFF LOCAL CHILLER AND PUT BLDG. BACK ON CHILLER PLANT ( H. 

WRIGHT)
4207

0001646047 4203-EF2A-EAF  UNIT OFF IN ALARM.  M. RICH NOTIFIED. 4203
0001648159 4200 ROOM 213 USER DOESN'T FEEL ANY AIR MOVING  (SEND TO 

DAYSHIFT TO CHECK)
4200RM0213

0001648585 4251-UH3-SAF OFF/A, RESTORE TO SERVICE. J. MCCAGHREN NOTIFIED. 4251RM0016
0001653281 NOISY AH 4708RM0102
0001653401 CHECK AIR FLOW 4203RM3300
0001653420 ADJUST HVAC CONTROLS/ TOO HOT IN THE AFTERNOONS  (544-5835) 4612RM1123
0001657809 4718-AH1 CHECK RE-HEAT NAVES NOTIFIED 4718-AH0001
0001648218 4707-RM121-RH LOW ALARM H WRIGHT NOTIFIED 4707
0001655713 PLEASE ADJUST HVAC IN 1266A - TOO WARM 4708RM1266A
0001657915 AH4-SAF TOGGLING. SWINFORD NOTIFIED 4707-AH0004
0001657897 EXTERMINATE FOR MICE IN THE 113E AREA 4570
0001657736 REPLACE BELTS AND SET TENSION 4487B-AH0020
0001648379 REPLACE BELTS AND SET TENSION 4487A-AH0027
0001657760 HWS-HWP3...OFF/ALARM. O.WRIGHT NOTIFIED 4707-HWP0003
0001637070 4663B-CH3-CHWRP  RETURN PRESSURE READING FOR CHILLER 3 IN HIGH 

ALARM.  J. MCCAGHREN NOTIFIED.
4663B-CHLR0003

0001637091 ADJUST HVAC CONTROLS/ TOO HOT/ IN THE 80'S (NO AIR) 4487RMB0200B
0001642880 RESET CONTROLS ON DXAC0002 (  4566-DXAC0002
0001657735 ALIGN SHEAVES AND SET TENSION 4487B-AH0009
0001653311 4493-CRU1-ALARM J HAMM NOTIFIED 4493
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0001642897 CHECK TEMPS. 4346
0001663631 AH3 & AH4 ARE OFF IN ALARM. NOTIFIED AK. 4583
0001648475 CLEAN STRAINER AND BYPASS STRAINER ON CRU0008  TOH   (2023) 4663B-CRU0008
0001648476 CLEAN STRAINER AND BYPASS STRAINER ON CRU0022  TOH   (2023) 4663B-CRU0022
0001648477 CLEAN STRAINER AND BYPASS STRAINER ON CRU0018  TOH   (2023) 4663RMB0010
0001648478 CLEAN STRAINER AND BYPASS STRAINER ON CRU0016  TOH   (2023) 4663RMB0010
0001648404 CHECK TEMPS 4346
0001648415 CHECK AIRFLOW IN ROOM 107.  NO COOL AIR IS COMING OUT OF THE 

VENTS.
4727RM0107

0001642902 USER IS TOO COLD IN ROOM 15. HVAC NOTIFIED. 4653-AH0002
0001642631 4487C-AH1&2-SAF  UNITS OFF IN ALARM.  J. MCCAGHREN NOTIFIED. 4487C-AH0001
0001642979 CHECK TEMPS. 4346
0001663493 ADJUST HVAC CONTROLS IN ZONE 1--TOO HOT  (O.WRIGHT) 4727-AH0002
0001648232 4487C-AH2-SAF  UNIT OFF IN ALARM.  HVAC NOTIFIED. 4487C-AH0002
0001648233 4755-AH20-SAF  UNIT OFF IN ALARM.  HVAC NOTIFIED. 4755-AH0020
0001648435 ADJUST HVAC CONTROLS TOO HOT 4200RM0712E
0001648541 CHECK, REPAIR OPERATION AH-UNIT, TOO HOT ( RECENTLY REPAIRED) 4610RM1052
0001653317 4531-CH1-CTL IS NOT COOLING.  JOEL MCCAGHREN NOTIIFED. 4531-CHLR0001
0001653360 CHECK TEMPS 4346
0001653408 4656-AH1-SAF  UNIT OFF IN ALARM.  J. MCCAGHREN NOTIFIED. 4656
0001656847 CHECK AIR FLOW, TOO HOT IN 1043 & 1050A 4610FLR01
0001648185 RUN AND CHECK OUT CRU0006, IN PREPERATION OF OUTAGE ( H. 

WRIGHT)
4207-CRU0006

0001648535 REPAIR CRU UNIT  (  4207-CRU0003
0001648538 REPAIR CRU UNIT  (  4207-CRU0015
0001648539 REPAIR CRU UNIT  (  4207-CRU0017
0001648552 REPAIR CRU #5  (  4663RMC0260
0001657795 4705-AH39  RETURN AIR FILTER NEEDS REPLACEMENT PER J. 

MCCAGHREN.
4705-AH0039

0001657860 CHECK TEMPERATURES 4346
0001657848 AH5-SAF...OFF/ALARM. M.RICH NOTIFIED 4650-AH0005
0001657739 REPLACE BELTS AND SET TENSION 4487C-AH0004
0001657786 DXAC1 AND AH1-SAF...OFF/ALARM. SWINFORD NOTIFIED 4553-AH0001
0001657991 ADJUST HVAC CONTROLS/ TOO HOT IN ROOMS 5002A AND 5006A 4610FLR05
0001653436 REMOUNT STAT  (NEWTON FAMILIAR) 4610RM2057
0001653299 CALIBRATE CONDENSOR WATER VALVE ACTUATOR (WADDEL 

FAMILIAR)  ON CHLR. 0001
4663RMB0169A

0001651164 TEMPERATURE IN ROOM B275 IS TOO HOT.  NO AIRFLOW IS FELT FROM 
A/C VENTS.

4487RMB0275

0001653241 ADJUST HVAC CONTROLS/ TOO HOT/ (84 DEG.) 4674RM0208
0001653309 4755 CRU-6 & 7 IN ALARM AK CHECKING 4755
0001653387 USER IS TOO COLD IN RM 2099. ROOM IS FEED BY AHB3-VAV06. HVAC 

NOTIFIED.
4610RM2099

0001648425 CLEAN STRAINER ON PRIMARY PUMP #1 4663-BWING
0001648231 4487C-AH1-SAF  UNIT OFF IN ALARM.  J. MCCAGHREN NOTIFIED. 4487C-AH0001
0001648543 REPAIR CRU 0006  (  4663RMC0260
0001648542 REPAIR CRU UNIT #10  (  4663RMC0210
0001648540 REPAIR CRU UNIT  (  4207-CRU0010
0001648508 ADJUST HVAC CONTROLS/ TOO HOT 4483RM0101
0001648194 REWORK STRAINER ON CRU #14 4207RM0150
0001648383 REPLACE BELTS AND SET TENSION 4487B-AH0002
0001648381 REPLACE BELTS AND SET TENSION 4487A-RAF0001
0001648357 CLEAN STRAINER ON AH0012 4207-AH0002
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0001648347 CLEAN STRAINER ON CHWP'S IN E5 4207RM0143
0001648344 CLEAN STRAINER ON CRU0012 4207-CRU0012
0001648342 CLEAN STRAINER ON CRU0007 4207-CRU0007
0001648340 CLEAN STRAINER ON CRU0010 4207-CRU0010
0001648335 CLEAN STRAINER ON CRU0013 4207-CRU0013
0001648333 CLEAN STRAINER ON CRU0014 4207-CRU0014
0001648248 AH-UNIT IN ALARM ( NAVES NOTIFIED) 4707RM0103
0001648484 REPLACE BELTS ON AH0025 IN E6 BLDG. 4610. PMF 4610-AH0025
0001648502 ADJUST HVAC CONTROLS TOO COLD 4663RMA0202
0001648491 CHECK, REPAIR LEAKING HUMIDIFIER ( NAVES AWARE) 4707RMT0112
0001648469 CWP0001 ON IN ALARM JAMES BONDS RESPONDING (2030) 4485-CHWP0001
0001648466 AH0015 ALARMING JAMES BONDS RESPONDING (2030) 4711-AH0015
0001645996 REPAIR AH00B2, MAKING NOISE ( A.WALTON) 4203-AH00B2
0001642781 AH11-SAF...OFF/ALARM. SWINFORD NOTIFIED 4610-AH0011
0001642720 FTU 202 IS OFF AND IN ALARM. ST.JOHN NOTIFIED. 4203-AH0002
0001642706 NO AIR FLOW  (ST. JOHN) 4200RM0418
0001642691 ADJUST TEMPS AND HUMIDITY, TOO HOT AND HUMID IN 136 & 138 ( 

NAVES AWARE)
4707FLR01

0001642870 CHECK AIR FLOW, HOT AIR BLOWING OUT OF VENTS 4610RM3075
0001642625 4708 AHB-3 RAF OFF ALARM BOND CHECKING 4708
0001640021 REATTACH HOA TO WALL ON HV0004 AT 4471. 4471-HV0004
0001642819 ADJUST HVAC CONTROLS/ TOO HOT/ NO AIR 4666RM0234D
0001640056 ADJUST HVAC CONTROLS TOO COLD 4316
0001637123 CHECK, REPAIR AH-UNIT, MAKING TERRIBLE NOISE ( T. CROUCH AWARE) 4203RM4103

0001637140 ADJUST HVAC CONTROLS/ TOO COLD 4610RM3032
0001636965 REPLACE BELT ON ACMP 4485RM0126
0001637024 EF2-SAF...OFF/ALARM. SWINFORD NOTIFIED 4600
0001636967 4561-CH1-CTL OFF ALARM NAVES NOTIFIED 4561
0001636887 CHECK HUMIDITY ( POSSIBLY PRINTED CIRCUIT BOARD?) 4711RMW0129
0001636874 ADJUST HVAC CONTROLS TOO HOT, 77 DEGREES 4610RM2096
0001637097 SHUT DOWN AH 23 FOR A MEETING 4708RM1232
0001637189 REPLACE BELTS AND SET TENISON 4663A-RAF021A
0001636889 REDIRECT  FLOW OF AIR OVER CUBICLES IN ROOM 107 4315RM0107
0001632373 4705-AH26-SAF, VERIFY OPERATION IN "AUTO" MODE. J.MCCAGHREN 

NOTIFIED.
4705-AH0026

0001632413 REPLACE BELT ON AH0016 IN B100 AT 4487B. PMF 4487B-AH0016
0001632171 DISABLE REFRIGERANT MONITOR RM0N0001  FOR REPAIR WORK  

(   FAMILIAR)
4473

0001632168 START CHILLER FOR SUMMER RUN  (   FAMILIAR) 4566RM0171
0001632141 CHECK AIRFLOW FOR ADEQUATE VENTALATION 4202RMB0101
0001632115 ADJUST HVAC CONTROLS TOO COLD IN THE W112 AREA 4711FLR01
0001634844 4663 CHWP-3 DRIVE TRIPPED BOND CHECKING 4663
0001632194 ADJUST HVAC CONTROLS/ TOO COLD 4201BSMT
0001629739 REPAIR EXHAUST FANS ON ROOF ( J. GRIMES FAMILIAR) 4487ROOF
0001629799 REPAIR LEAK IN COIL IN AH0005 IN E14 NE INSIDE 4705. 4705-AH0005
0001628685 TURN ON THE BOILER IN E1. SWINFORD NOTIFIED. 4207
0001629773 4663M-CRU2  USER CALLED TO REQUEST HVAC LOOK AT UNIT AND REISE 

THERMOSTAT SETPOINTS  M. RICH NOTIFIED.
4663M-CRU0002

0001627031 4202-CHWS-CHWP2 TOGGLING ON/OFF. J.MCCAGHREN NOTIFIED. 4202-CHWP0002
0001627028 TOO HOT/ THERM SHOWING 90 DEGREES 4201RM0415
0001627022 ADJUST HVAC CONTROLS/ TOO HOT 4705RMB0111
0001626998 RAF IS OFF AND IN ALARM. LARRY NAVES NOTIFIED. 4612B-AH0001
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0001626965 ADJUST HVAC CONTROLS/ TOO HOT/ NO AIR  (NAVES NOTIFIED) 4561
0001626881 ADJUST HVAC CONTOLS/ TOO HOT (85 DEG.) 4705RMA0201
0001626775 ADJUST HVAC CONTROLS TOO HOT ON THE EAST END OF B-WING 2ND 

FLOOR
4487FLR02-B

0001624068 REPAIR NOISY CRU0006 ( POLLARD) 4663B-CRU0006
0001624096 CHECK AIRFLOW, AIR BLOWING TOO HARD AND COLD 4202RMB0111A
0001624045 REPLACE GREASE CARTRIDGE ON CHWP001 4708-CHWP0001
0001627073 4607 /  EAF0013 LOCATED ON THE WEST WALL OF ROOM 110 NEEDS TO 

HAVE THE BELTS CHANGED.[2-4L360 ].
4607-EAF0013

0001626836 A WING HWS HWP1 OFF IN ALARM. NOTIFIED JAMES BOND. 4612A-HWP0001
0001626832 AH5 SAF ON IN ALARM. NOTIFIED JAMES BOND 4705-AH0005
0001626846 AH17-SAF...OFF/ALARM. JODY NOTIFIED 4471-AH0017
0001626800 ADJUST HVAC CONTROLS TOO COLD 4202RM0420
0001620782 EXAUST FANS OFF 4203
0001620765 REPAIR GUARD, ON AH0014 SW SHOP AREA IN 4711. CANNOT TIGHTEN. 4711-AH0014
0001620892 BELTS NEEDS TO BE REPLACED AT 4619 HV007C 2ND LEVEL,TOWER/PM 

FIND.
4619-HV007C

0001620659 TOO HOT 83 DEGREES ( POLLARD) 4666-AH0005
0001620700 ADJUST HVAC CONTROLS/ TOO HOT/ 83 DEG.  (POLLARD) 4666-AH0005
0001620679 ADJUST HVAC CONTROLS/ TOO HOT  (TURNER NOTIFIED) 4249RM0101
0001620637 4612 /  AH0001 LOCATED IN E-2 NEEDS TO HAVE THE SHEAVES 

ALIGNED.THE MOTOR IS NOT SQUARE TO THE UNIT.
4612RM1300

0001617907 ADJUST HVAC CONTROLS/ TOO COLD/ (IN THE 60'S) 4727RM0115
0001617369 AH1-SAF...OFF/ALARM. NAVES NOTIFIED 4705-AH0001
0001614669 ADJUST HVAC CONTROLS TOO HOT IN 250 A & B ( NAVES AWARE) 4666RM0250
0001614766 ADJUST HVAC CONTROLS/ TOO COLD 4610RMC0100
0001614739 ADJUST HVAC CONTROLS/ TOO COLD  (NAVES NOTIFIED) 4727RM0112
0001614635 4760 ROOM 201 IN HIGH ALARM BOND CHECKING 4760RM0201
0001614597 BWING SAF6-PHT IN LOW ALARM. NAVES NOTIFIED 4708
0001614636 4705-DXAC2-SAF OFF/ ALARM. J.MCCAGHREN NOTIFIED. 4705-DXAC0002
0001614728 REPLACE BELTS AND SET TENSION 4718-AH0004
0001614726 REPLACE BELTS AND SET TENSION 4702-AH0001
0001611676 4619 /  EQUIPMENT MAKING A NOISE AT 4619 RAF 023 E05. 4619-RAF0023
0001611657 4619-AH23-FREEZE FREEZSTAT IS IN ALARM, SWINFORD NOTFIED 4619
0001611649 AH4-SAF...OFF/ALARM. NAVES NOTIFIED 4707
0001611624 CHECK OUT OPERATION OF VSD0005 (  4473
0001609041 HWC1 AND HWC2-HWST IN LOW ALARM. NAVES NOTIFIED 4203
0001608831 CH7 EVAP_GPM IS LOW IN ALARM. NOTIFIED STEVE SWINFORD. 4473
0001608796 REPAIR LEAKING CHILLWATER PMP #1 4628RM0132
0001608659 ADJUST HVAC CONTROLS/ TOO HOT  (TURNER NOTIFIED) 4203RM2102A
0001608920 LOUD BUZZING NOISE COMING FROM ROOM 4610RM1011A
0001608854 B WING AH4 RH LOW IN ALARM. NOTIFIED LARRY NAIVES. 4478
0001611654 REPAIR STEAM VALVE/ LEAKING THROUGH ON AH 25 4705RMA0200
0001608657 4663 ROOM A109 CRU-6 DRIPPING WATER SWINFORD NOTIFIED 4663A-CRU0006
0001606000 CH1-CTL...OFF/ALARM. SWINFORD NOTIFIED 4531
0001606043 ADJUST HVAC CONTROLS TOO HOT ( SWINFORD AWARE) 4203BSMT
0001606005 RM 204 AND 208 TOO HOT. SWINFORD NOTIFIED 4705FLR02
0001603144 4705-AH10-SAF  UNIT OFF IN ALARM.  J. MCCAGHREN NOTIFIED. 4705-AH0010
0001603044 4491 / 118 RESET AIRFLOW AND COOLING FOR ROOM 118 4491RM0118
0001602992 4708B-SAF6-SAF IS OFF AND IN ALARM.  JAMES BOND NOTIFIEDL 4708B-AH0006
0001602984 PLEASE MOVE THERMOSTAT LOCATED IN ROOM 141 TO ROOM 139 4708RM0141
0001603107 CHLR1-ALARM IN ALARM. NAVES NOTIFIED 4628-CHLR0001
0001603001 4707 RM 156 IN HIGH ALARM AK CHECKING 4707RM0156

Page 67 of 115

(b)(4)



TOH Workload History 7/1/2006 - 6/30/2007

WONUM DESCRIPTION LOCATION
0001585381 4708 /  BELTS NEED TO BE REPLACED AT 4708 HV0011 HI BAY,COLUMN R-

S,RM.180/PM FIND.
4708-HV0011

0001603248 ADJUST HVAC CONTROLS/ TOO COLD/ 50 DEG.  (TOM FREY NOTIFIED) 4522
0001600348 4629 /  MOTOR IS MAKING NOISE AT 4629 AH 01 RM.104/RM.E01/PM FIND. 4629-AH0001

0001600323 TEST CLEAN RM TENTS FOR SPEC, FLIGHT HARDWARE COMING AND 
NEED DONE ASAP

4705FLR01

0001600296 OFF AND IN ALARM. HVAC NOTIFIED. 4759-CRU0001
0001596858 REPAIR AND VERIFY BUILDING CHILL WATER SUPPLY TEMP SENSOR IN 

E4.
4705RMM0100A

0001596871 REWORK FREEZE-STAT SO THAT SENSING ELEMENT RUNS 
HORIZONTALLY AND COVERS THE BOTTOM OF THE COIL

4708B-AH0018

0001596814 4471-AH12-SAF IS ON AND IN ALARM.  JAMES BOND NOTIFIED. 4471-AH0012
0001596793 ADJUST HVAC CONTROLS TOO COLD ( NAVES AWARE) 4200RM0712
0001596843 ADJUST HVAC CONTROLS TOO HOT 4200RM0408
0001596827 4614-DXAC1-SAF OFF/A, J.MCCAGHREN NOTIFIED. 4614-DXAC0001
0001594243 4471-HWS-HWP1  UNIT OFF IN ALARM.  J. MCCAGHREN NOTIFIED. 4471
0001596804 BUILDING CHILL WATER RETURN TEMP SENSOR IS FAILED. HVAC 

NOTIFIED TO CHECK AND REPLACE IF NEEDED.
4471

0001596749 4755 ELEV SPT IN HIGH ALARM BOND CHECKING 4755
0001596727 ADJUST HVAC CONTROLS TOO HOT, TEMP IN THE 80'S IN 510D & AREA 4202RM0510D
0001597003 PLEASE REPAIR THE OAD/RAD FOR AH1&2 4723
0001596942 LOCATED OVER ROLL-UP DOOR ON EAST END OF CENTER HI-BAY,NEEDS 

TO HAVE THE MOTOR BASE REPAIRED OR REPLACED.IT HAS BEEN 
DAMAGED AND CAN NOT BE ADJUSTED.

4650-HV0005

0001594228 HOT WATER CONVERTER SUPPLY AND RETURN TEMPS ARE IN HIGH 
ALARM. LOCATED IN E-1.

4605

0001594182 ADJUST HVAC CONTROLS TOO HOT 4487RMAB0219
0001596730 ADJUST HVAC CONTROLS/ NO AIR 4202RMB0111
0001596882 HWS-HWST IN HIGH ALARM. NAVES NOTIFIED 4605
0001590664 REBUILD HWP0005 4708A-HWP0005
0001590647 REPLACE BELTS AND SET TENSION 4600-AH0004
0001590860 4605 CHLR-1 OFF IN ALARM AK CHECKING 4605-CHLR0001
0001590816 ADJUST HVAC CONTROLS TOO HOT 4200RM0728A
0001590863 4485-AH2A-SAF OFF ALARM. J.MCCAGHREN NOTIFIED. 4485-AH002A
0001590730 AIR UNIT NOISY ON START UP 4572RM0205
0001588241 4481-HWS-HWP1, OFF/ALARM. J.MCCAGHREN NOTIFIED. 4481-HWP0001
0001588214 AH3-SAF...OFF/ALARM. NAVES NOTIFIED 4755
0001585375 4471 /  REPLACE BELTS, SET TENSION AND ALIGN AH0003 IN BLDG. 4471 

PMF
4471-AH0003

0001585347 CHECK ROTATION ON AH0030 RM.170 YOU GAIN ACCESS THIS UNIT FROM 
THE SOUTH SIDE OF THE BUILDING AT THE E-8 AND E-9 DOOR.  (PT&I 
FIND)

4619-AH0030

0001585283 ALIGN SHEAVES AND REPLACE BELTS 4583-AH0001
0001582623 REPLACE BELTS ON CRU (   FAMILIAR) 4663RMA0109
0001582632 USERS ARE TOO COLD. HVAC NOTIFIED. 4207-AH0003
0001585467 4200 / 408G TEMPERATURE NEEDS TO BE REGULATED.  EVERY 

AFTERNOON, THE TEMPERATURE IN THE OFFICE DROPS 
APPROXIMATELY 20 DEGREES.

4200RM0408G

0001582681 ADJUST HVAC CONTROLS/ TOO COLD 4201RMB0065
0001585241 EF7-SAF...OFFF/ALARM. SWINFORD NOTIFIED 4205
0001585216 4728-AH1-SAF OFF/ALARM. M.RICH NOTIFIED 4728-AH0001
0001582592 TOO COLD 4663RMA0201
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0001585208 4723-AH4-SAF OFF/A. M.RICH NOTIFIED. 4723RM0125
0001585191 ADJUST HVAC CONTROLS/ TOO HOT 4200RM0408H
0001579626 HV IS OFF AND IN ALARM. LARRY NAVES NOTIFIED. LARRY NEWTON IS 

ONSITE.
4618-HV0001

0001579568 HV1 IS OFF AND IN ALARM. LARRY NAVES NOTIFIED AND LARRY 
NEWTON IS ONSITE.

4618-HV0001

0001579543 4612 /  AH002 E-4 REPLACE FAN BEARINGS IN OVERHEAD UNIT (PT&I 
FIND)

4612RM1400

0001579449 RESTORE SANDFILTER #1 TO SERVICE ( O. WRIGHT) 4473
0001579437 REPLACE BELTS AND CHECK SHEAVES FOR WEAR 4493-AH0003
0001579520 ADJUST HVAC CONTROLS/ TOO HOT (80 DEG.) 4244RM0115
0001579312 ADJUST HVAC CONTROLS/ TOO COLD 4200RM0160
0001579363 AH3-SAF...OFF/ALARM. AK NOTIFIED 4755-AH0003
0001579473 4707 AH-4 OFF IN ALARM BOND NOTIFIED 4707-AH0004
0001579331 4487B-AH20A-CHWV PLEASE REPAIR OR REPLACE CHWV 4487B-AH0020
0001579201 ACMP1-PSI IN LOW ALARM. FREY NOTIFIED 4353-ACMP0001
0001579305 ADJUST HVAC CONTROLS TOO COLD, 60 DEGREES 4708RM1217
0001574875 HOT WATER PUMP 2 IS OFF AND IN ALARM. PUMP LOCATED IN ROOM 

1110. HVAC NOTIFIED.
4708A-HWP0002

0001574822 4522 /  BASEMENT - AIR HANDLER--PROVIDE APPROVED LOCK(S) AND/OR 
TAG(S) - ANNOTATE TAG-(LO/TO TAG APPEARS TO HAVE BEEN HUNG IN 
1998. IT IS ATTACHED TO A VALVE THAT CLEARLY IS NOT BEING 
WORKED ON.  REMOVE LO/TO TAG, AND REPLACE WITH PROPER TAG.)

4522BSMT

0001574911 ADJUST HVAC CONTROLS TOO HOT 4705RMB0110
0001574879 AH5 SPACE TEMP IS HIGH AND IN ALARM. LARRY NAVES NOTIFIED. 4718-AH0005
0001571134 REPAIR LEAKING AIR HANDLER #29A 4708RM1201
0001571130 ADJUST HVAC CONTROLS/ TOO HOT  (NAVES NOTIFIED) 4200RM0120
0001571058 4718-ACC1-ALARM  CHILLER 1 COMPRESSOR IN ALARM. 4718
0001570967 HOT WATER CONVERTER 1 IN E37 IS IN HIGH SUPPLY TEMP. HOT WATER 

VALVE IS CLOSED AND PUMP RUNNING.
4487-AWING

0001570898 AH31-STATIC IN LOW ALARM. SWINFORD NOTIFIED 4707-AH0031
0001570874 CHECK CHILL WATER COIL AND VALVE. 10 DEGREE DROP ACROSS COIL 

WHILE VALVE IS CLOSED. SUPPLY AIR TEMP IS TOO COLD
4487B-AH020A

0001570877 ADJUST HVAC CONTROLS/ TOO COLD  (65 DEG.) 4201RM0303A
0001570872 ADJUST HVAC CONTROLS/ TOO COLD 4610RM2065
0001570871 ADJUST HVAC CONTROLS/ TOO COLD ON WEST END  (NAVES NOTIFIED) 4755FLR02

0001570936 4776-UH1-SAF OFF/A. A.K.LAFARLETT NOTIFIED. 4776-HTR0001
0001571040 4755-RM 215  USER REPORTS HIGH TEMPERATURE IN COMPUTER RM 215.  

JAMES NOTIFIED.
4755RM0215

0001571148 4485 AH-2 ON IN ALARM 4485-AH0002
0001564382 4663 ROOM B211 BOND CHECKING NOISE FROM AHU 13 OR 14 4663B-AH0014
0001564841 ADJUST HVAC CONTROLS/ TOO COLD (60 DEG.) 4674RM0203
0001564792 REPAIR OR REPLACE SPT SENSOR IN ZONE 3 (3RD LVL). SENSOR IS 

READING 125.5 DEGREES
4476-AH0002

0001564712 REPLACE MOTOR SHIELD ON AH#14, ROOM B211 4663-BWING
0001564610 CHECK TEMPS FOR LUNCHEON ( NAVES AWARE) 4316
0001564707 NEED TO REPLACE BELTS AT 4487B AH001 RM.B103/E13/PM FIND. 4487B-AH0001
0001564701 CHECK TEMPERATURE IN ABOVE ROOM - EMPLOYEES SAY IT IS 

APPROXIMATELY 60-65 DEGREES.
4727RM0112

0001564463 4623-AH2-SAF.  JAMES BOND NOTIFIED. 4623-AH0002
0001564587 RELOCATE SAT SENSOR  (H.WRIGHT) 4483-DXAC0001
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0001564692 AH10 RAT TEMP IS IN LOW ALARM. LARRY NAVES NOTIFIED AND PERRY 

  ONSITE.
4755-AH0010

0001564661 PULL HWP0003 AND TRANSPORT TO MILLWRIGHTS FOR REPAIR (2023) 4471-HWP0003
0001564828 CHECK OPERATION OF AIRHANDLERS, TOO COLD ( SWINFORD AWARE) 4487RMA0129

0001564485 ADJUST HVAC CONTROLS/ TOO HOT IN ROOMS 1020, 1024, AND 1026 4612FLR01
0001561934 ADJUST HVAC CONTROLS/ TOO HOT 4663RMB0222
0001561913 RM B219 TOO COLD PER B.WADE. NAVES NOTIFIED 4663RMB0219
0001559193 REPAIR STEAM LEAK ON STEAM COIL 4200-SAF0004
0001559214 NOISY AH 4202RM0221
0001559224 VERIFY CONTROLS ON THE UNIT. USER REPORTS THE UNIT OFF AND UCS 

REPORTS THE UNIT ON.
4487B-AH0014

0001558851 4623 /  REPLACE MOTOR BEARINGS ON  CHWP0001A 4623 E1 (POC) RICK 
YOCOM

4623RM0107

0001559159 4200 ROOM G 13B TOO HOT BOND CHECKING 4200RMG0013B
0001561813 NOISY AH 4485RM0131
0001559289 ADJUST HVAC CONTROLS/ TOO HOT ON S.S. ON FLR2     (NOTIFIED NAVES) 4201FLR02

0001558968 4755-AH2-SAF OFF ALARM  SWINFORD NOTIFIED 4755
0001558869 4754 /  DOOR0001 NEEDS TO HAVE A KICKER INSTALLED TO THE MOTOR 

TO REDUCE VIBRATION DURING OPERATION.
4754

0001558862 4702 /  AH0001 LOCATED IN E-1 NEEDS TO HAVE THE BELT GUARD 
REPAIRED.  (GRIMES)

4702-AH0001

0001559232 ADJUST TEMPERATURE.  CURRENT TEMP IS 66 DEGREES. 4487RMA0111
0001559091 ADJUST HVAC CONTROLS TOO COLD 4201RM0430A
0001558914 4708A-1241B-SPT  SPACE TEMPERATURE IN HIGH ALARM.  M. RICH 

NOTIFIED.
4708RM1241

0001558901 CH4 GPM IS HIGH IN ALARM. NOTIFIED LARRY NAVES. 4473
0001559283 HWC2-HWST AND THE HWRT ARE BOTH IN LOW ALARM. NAVES 

NOTIFIED
4487

0001558969 4487A-HWC2-HWST LOW ALARM SWINFORD NOTIFIED 4487
0001558986 4656-HV5-SAF OFF/A, M.RICH  NOTIFIED. 4656-HV0005
0001556638 4522-AH1-SAF OFF/A. J.MCCAGHREN NOTIFIED. 4522-AH0001
0001556574 4250-AH8 OFF ALARM 4250
0001556674 PUMP BEARINGS NEED TO BE REPLACED (PT&I FIND) CHWP0001 4524-CHWP0001
0001555250 4561-AH2 OFF ALARM  SWINFORDNOTIFIED 4561-AH0002
0001553469 DISABLE/ ENABLE DXAC FOR SERVICE  (H.WRIGHT) 4483-DXAC0001
0001553466 ADJUST AIR FLOW (NEWTON) 4610RM2077
0001553430 ADJUST HVAC CONTROLS/ NO HEAT  (NEEDS TEMP. HEAT AT LEAST) 4663RMC0180
0001553418 ADJUST HVAC CONTROLS TOO COLD 60 DEGREES 4666RM0383
0001553641 REPLACE BELTS AND SET TENSION 4207-AH0003
0001553640 REPLACE BELTS AND SET TENSION 4471-AH0009
0001553568 4200-SAF1-SAF OFF/ALARM. J.HAMM NOTIFIED. 4200-SAF0001
0001579497 OIL NEED TO CHANGE AT 4607 CTWR001 COOLING TOWER(SOUTH 

TOWER),WEST OUTSIDE.
4607-CTWR0001

0001579223 4650  /  REINSTALL REMOTES ON AH0003 IN E3 BLDG. 4650. 4650-AH0003
0001571033 4605 /  REINSTALL REMOTES ON NEW MOTOR (REMOTES ALREADY EXIST) 

E-2 AH0002
4605-AH0002

0001571034 4605 /  REINSTALL ACCELS TO NEW MOTOR (ACCELS ALREADY EXIST) E-1 
AH0001

4605-AH0001

0001579439 PULL PUMP FOR REPAIRS , TRANSFER WO TO MILLWRIGHTS WHEN 
CARRIED TO SHOP FOR REPAIRS

4524-CHWP0001
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0001579230 4487AB /  NEED TO REPLACE BELTS AT 4487AB AH002 OUTSIDE,BTWN 

A&B WINGS.
4487-ABWING

0001579434 REPLACE BELTS AND SET TENSION 4481-AH0001
0001564325 VERIFY DAMPER OPERATION ON AHB3-SAF-VAV107 4203
0001564386 VERIFY STATUS OF CHWP1B. J.MCCAGHREN NOTIFIED. 4623RM0107
0001564468 AH24-OFF ON FREEZE STAT. RICH NOTIFIED 4619-AH0024
0001564628 ADJUST HVAC CONTROLS/ TOO COLD 4487RMA0125
0001564656 AIRHANDLER IN ALARM ( NAVES AWARE) 4707-AH0009
0001564743 ADJUST HVAC CONTROLS/ TOO COLD 4666RM0250B
0001570870 AH1 IS OFF AND IN ALARM. LARRY NAVES NOTIFIED. 4674-AH0001
0001570890 4760 / 102 START CHILLER FOR ANODIZE 4760RM0102
0001582614 ADJUST HVAC CONTROLSL/ TOO HOT IN ROOMS 127 AND 420 4202SOUTH
0001585240 EF6-SAF...OFF/ALARM. SWINFORD NOTIFIED 4205
0001585247 AWING STMV1-STMP IN LOW ALARM. SWINFORD NOTIFIED 4487
0001570999 REPAIR REPLACE CHILL WATER VALVE ON AH0005, LEAKING THROUGH 4707-AH0005
0001579298 ADJUST HVAC CONTROLS TOO HOT 4610RM5035
0001579340 4708B-AH20-RARH LOW ALARM NAVES NOTIFIED 4708B-AH0020
0001579558 ROOM 129 RH IS IN LOW ALARM. HVAC NOTIFIED. 4707-AH0031
0001574300 ADJUST HVAC CONTROLS/ TOO HOT 4203RMB0305
0001579517 ADJUST HVAC CONTROLS/ TOO COLD 4200RMP0110
0001585106 REPAIR REPLACE CFM MODULE ON VAV0008 (   FAMILIAR) 4207RM0022
0001585270 ADJUST HVAC CONTROLS/ TOO COLD/ IN THE 60'S 4205FLR01
0001579346 4708-SAF1-MXAT SENSOR IS READING OPEN CIRCUIT FROM UCS PANEL 4708
0001564332 VERIFY FAN/HEAT STRIP OPERATION FOR AHB3-FTU104. NAVES NOTIFIED 4203

0001564488 RESTORE TO SERVICE AH#2  (O.WRIGHT) 4761
0001564530 ADJUST HVAC CONTROLS/ TOO HOT/ 80 DEG. 4200RMG0013
0001564620 ADJUST HVAC CONTROLS TOO HOT 4200RM0120
0001570964 ADJUST HVAC CONTROLS NO HEAT, BLOWING COLD AIR 4654RM0104
0001571011 ADJUST HVAC CONTROLS/ TOO COLD/ NO HEAT  (NOTIFIED NAVES) 4666RM0223
0001564508 REDIRECT AIRFLOW, BLOWING TOO HARD 4207RM0021
0001564654 ADJUST HVAC CONTROLS TOO COLD ( SWINFORD AWARE) 4202RM0119A
0001564790 4708A-RM1110-RH IN LOW ALARM. 4708RM1110
0001571084 AH11 IS OFF AND IN ALARM. LARRY NAVES NOTIFIED. UNIT IS LOCATED 

OUTSIDE OF RM101, UNIT IS ALSO KNOWN AS CRU1.
4707-AH0011

0001585307 EF28-EAF...OFF/ALARM. SWINFORD NOTIFIED 4203
0001574882 4487B AH-5 OFF IN ALARM  AK CHECKING 4487B-AH0005
0001579522 REPAIR LEAKING AIR HANDLER/ WATER ON FLOOR/ DAMAGED C. TILES 4650RM0028

0001559028 ADJUST HVAC CONTROLS TOO COLD 4200RMG0006
0001559095 ADJUST HVAC CONTROLS TOO COLD 4200RMG0013F
0001571043 4708 PABX-1 IN HIGH ALARM NAVES CHECKING 4708
0001574841 ADJUST HVAC CONTROLS/ TOO HOT  (SWINFORD NOTIFIED) 4200RMP0110
0001574919 NO HEAT 4659
0001579196 ADJUST HVAC CONTROLS TOO COLD 4610RM5013
0001559285 REPAIR REPLACE MOTOR 4705-CHWP0002
0001579263 4583 ROOM 180 HIGH SPT BOND CHECKING 4583RM0180
0001571035 4471-HV7-SAF.  CHECK AUTOMATED OPERATION.  JAMES BOND NOTIFIED 

PER SWINFORD.
4471-HV0007

0001571137 4718 AH-1 HIGH SPT & LOW RH% NOTIFIED SWINFORD; BOND CHECKING 4718-AH0001

0001571146 4755 AH-2,3 & 4 FIX SO UCS CAN CONTROL 4755-AH0002
0001579470 4614 DXAC-2 ON IN ALARM 4614-DXAC0002
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0001579472 4619 AH-31 ON IN ALARM 4619-AH0031
0001564554 REPLACE BELT ON RAF0006 IN E-4 BLDG. 4619. 4619-RAF0006
0001564659 BELTS NEED REPLACED ON AH0001 IN E2 BLDG. 4494. BELT SIZE B54. PM 

FIND
4494-AH0001

0001558856 4708 /  REPLACE SHEAVES ON AH0015 E 10 4708 BELTS RIDE TO DEEP IN 
MOTOR SHEAVE   (CORN)

4708RM1105B

0001570878 A WING HOT WATER CONVERTER 2 IN E9 HAS A LOW SUPPLY AND 
RETURN TEMP.

4487-AWING

0001559221 ADJUST HVAC CONTROLS/ TOO COLD 4315RM0104
0001559043 105A &C RAISE TEMPERATURE IN REST ROOMS 105 A AND 105C. 4707RM0105
0001559027 ADJUST AIRFLOW AT SERVING LINES, TOO COLD 4203RM1102
0001559105 ADJUST HVAC CONTROLS TOO HOT 4202RM0518
0001585205 4481-HWS-HWP1 IS TOGGLING.  JAMES BOND NOTIFIED. 4481-HWP0001
0001585366 4312 ROOM 4 TOO HOT/ BOND CHECKING 4312RM0004
0001585244 STMV1-STMP IN LOW ALARM. SWINFORD NOTIFIED 4201
0001570998 RM 1105 IN A WING IS IN HIGH SPACE TEMP ALARM AND LOW RH ALARM. 

LARRY NAVES NOTIFIED.
4708RM1105

0001564733 REPAIR LEAKING REHEAT COIL 4718-AH0001
0001579451 RESTORE SANDFILTER #2 BACK TO SERVICE ( O. WRIGHT) 4473
0001579238 CH1-CTL...OFF/ALARM. SWINFORD NOTIFIED 4561
0001570930 4561-AH2-SAF OFF/A. RESTORE TO SERVICE. M.RICH NOTIFIED. 4561-AH0002
0001559183 ADJUST HVAC CONTROLS/ NO HEAT 4755RM0115
0001559049 AWING HWC2-HWST IN LOW ALARM. ROBERSON NOTIFIED 4487-AWING
0001559110 RESTORE HEAT TO STEAM COIL (  4483-DXAC0001
0001571036 4708C-AH0002-SAF HAS A BUSTED COIL PER JODY HAMM.  CARL 

ROBERSON NOTIFIED.
4708C-AH0002

0001559157 ADJUST HVAC CONTROLS TOO COLD IN C134-C142, 55-60 DEGREES 4487FLR01-C
0001570895 ADJUST HVAC CONTROLS/ TOO COLD/ NO HEAT 4708RM1215
0001564708 BELT NEEDS REPLACED ON AH0019A IN E8 4487A SIZE IS B35. 4487A-AH0019A
0001564339 ADJUST HVAC CONTROLS TOO COLD 4663RMA0221
0001564405 ADJUST HVAC CONTROLS TOO COLD 4491RM0128
0001564439 4244-DXAC3 UNABLE TO MAINTAIN TEMP, BACK UP UNIT CAME ON 

SWNIFORD NOTIFIED
4244-DXAC0003

0001564515 ADJUST HVAC CONTROLS TOO COLD 4487RMA0244
0001571010 REPLACE FAN BELT ON AH UNIT #5 4200RMG0015
0001558985 4471-AH8-SAF OFF/A, M.RICH NOTIFIED. 4471-AH0008
0001558987 4561-AH2-SAF OFF/A, M.RICH NOTIFIED. 4561-AH0002
0001558988 4203-CRU1-ALARM, IN ALARM. M.RICH NOTIFIED. 4203-CRU0001
0001559001 4618-HWS-HWP2  UNIT ON IN ALARM.  M. RICH NOTIFIED. 4618
0001579482 SET TENSION ON BELTS ON AH0025 IN 4707. PM FIND 4707-AH0005
0001571095 ADJUST HVAC CONTROLS/ TOO COLD (66 DEG.) 4600RM3303
0001559111 ADJUST HVAC CONTROLS/ TOO COLD 4487RMB0106
0001559140 ADJUST HVAC CONTROLS/ TOO COLD 4487RMC0156
0001559149 AH9-SAF...OFF/ALARM. SWINFORD NOTIFIED 4471
0001564403 ADJUST HVAC CONTROLS/ TOO COLD (NAVES NOTIFIED) 4708RM0247A
0001564440 4708B-AH21-RH LOW ALARM MR NAVESNOTIFIED 4708B-AH0021
0001564469 HWS-HWP5...OFF/ALARM. HAMM NOTIFIED 4481
0001558916 4485-ACMP-PSI  AIR COMPRESSOR PRESSURE IN ALARM.  J. MCCAGHREN 

NOTIFIED.
4485-ACMP0001

0001558956 ADJUST HVAC CONTROLS/ TOO COLD  (IN THE 60'S) 4201RM0108
0001558957 ADJUST HVAC CONTROLS/ TOO COLD (IN THE 60'S) 4200RMG0013
0001559002 4485-AH1A-SAF  UNIT OFF IN ALARM.  J. MCCAGHREN NOTIFIED. 4485
0001559016 ADJUST HVAC CONTROLS TOO COLD, 62 DEGREES 4201RM0618A
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0001559051 ADJUST HVAC CONTROLS TOO COLD 4201RM0319
0001559094 ADJUST HVAC CONTROLS/ TOO COLD 4201RM0624E
0001564471 CHWS-CHWST IN HIGH ALARM. HAMM NOTIFIED 4623
0001571145 4618 AH-1 ON IN ALARM 4618-AH0001
0001571149 4659 DXAC-1 ON IN ALARM 4659-DXAC0001
0001553574 4708C-AH2-RAT, VERIFY SENSOR AND WIRING INTEGRITY TO FID01 4708C-AH0002
0001579179 AB WING AH20 HOT WATER VALVE FOR VAV2 LOCATED IN RM AB207 

SEEMS TO BE LEAKING THROUGH WHEN UCS SHOWS THE VALVE 
CLOSED. VERIFY OPERATION.

4487

0001564726 ADJUST HVAC CONTROLS/ TOO COLD 4708RM1191
0001570906 ADJUST HVAC CONTROLS/ TOO HOT  (80 DEG.) 4200RMP0110
0001570934 4755-AH41-SAF OFF/A. RESTORE M.RICH NOTIFIEID 4755-AH0041
0001579290 ADJUST HVAC CONTROLS TOO COLD, 61 DEGREES ( SWINFORD AWARE) 4755RM0302

0001532906 ADJUST HVAC CONTROLS TOO COLD 4739RM0103
0001564697 AH16 IS ON AND IN ALARM. HAVE HVAC CHECK HOA. 4481-AH0016
0001564751 ADJUST HVAC CONTROLS/ TOO COLD ON THE FITNESS SIDE 4315
0001570969 HOT WATER PUMP 2 IS OFF AND IN ALARM. ST.JOHN NOTIFIED. 4203-HWP0002
0001571002 NO HEAT/  TOO COLD 4200RMG0009
0001571075 ADJUST HVAC CONTROLS/ TOO HOT 4200RM0915
0001579276 4619-HV7-SAF OFF ALARM HVAC NOTIFIED 4619-HV0007
0001579559 CHILL WATER PUMP 2 IS OFF AND IN ALARM. HVAC NOTIFIED. 4705-CHWP0002
0001582611 CHILLER IS IN ALARM. LARRY NAVES NOTIFIED AND LARRY NEWTON IS 

ONSITE.
4631

0001582630 HV7A IS ON AND IN ALARM. HVAC NOTIFIED. LOCATED IN CENTRAL 
HIGHBAY.

4619-HV0007

0001559050 REPAIR HOT WATER CONVERTER ON AH-UNIT 4619BSMT
0001495441 ADJUST HVAC CONTROLS/ TOO COLD (66 DEG.) 4244RM0110
0001561815 ADJUST HVAC CONTROLS/ TOO HOT (80 DEG.)  (NAVES NOTIFIED) 4200RM0601B
0001564523 ADJUST HVAC CONTROLS/ TOO HOT 4200RM0818
0001579398 AH2, 3, AND 4 ARE ON AND IN ALARM. HAVE HVAC RETURN UNITS TO 

AUTO ON THE HOA.
4755-AH0002

0001579386 HUMIDITITY ALARM 4707RM0103
0001579389 CWP05 IS OUT OF SERVICE. LARRY NAVES NOTIFIED. 4473-CWP0005
0001579397 RM 125 IS TOO COLD. ST.JOHN NOTIFIED. 4200FLR01
0001579513 LOST BUILDING STEAM IN E4. LARRY NAVES NOTIFIED. 4707
0001564400 REPAIR HEAT PUMP NOT OPERATING PROPERLY ( NAVES AWARE) 4585FLR01
0001579275 REPAIR DXAC0001 4551-DXAC0001
0001582612 UNIT IS OFF AND IN ALARM. LARRY NAVES NOTIFIED. 4755-DXAC0001
0001579566 REINSTALL DUCT ON VAV110 ( ST. JOHN) 4203RM1102
0001556567 ALIGN SHEAVES AND SET TENSION 4476-AH0004
0001553819 REPLACE BELTS AND SET TENSION ABOVE THE CEILING 4250-AH0002
0001554017 REPLACE BELTS AND SET TENSION 4250-AH0004
0001585303 REPLACE BELTS IN NORTH HIBAY/ AH 26 4755-AH0026
0001559047 ADJUST HVAC CONTROLS/ TOO COLD/ NO HEAT 4487RMA0111
0001559074 AH2-SAF...OFF/ALARM. NAVES NOTIFIED 4485
0001559131 4708 / 1215 PLEASE CHECK HVAC ROOM 1215 REPORTING EXTREMELY 

COLD TEMPERATURES
4708RM1215

0001570910 ADJUST HVAC CONTROLS/ TOO HOT/  (80 DEG.) 4612RM1030
0001570992 ADJUST HVAC CONTROLS TOO COLD 4610RM1049
0001571060 NO AIR 4203BSMT
0001558871 4650 /  HV0008 LOCATED OUTSIDE OF E-3 IS MAKING A NOISE. 4650-HV0008
0001570896 ADJUST HVAC CONTROLS TOO COLD, NO HEAT 4522
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0001570943 REPLACE FILTERS IN CRU0017 (2026) 4610-CRU0017
0001570942 REPLACE FILTERS IN AH0002 (2026) 4755-AH0002
0001558865 4554 /  ACMP0002 NEEDS TO HAVE THE AIR FILTER CHANGED.  (GRIMES) 4554-ACMP0002
0001564753 ADJUST HVAC CONTROLS TOO HOT, 80'S IN THE 1020 AREA 4612RM1020
0001564824 4755-DXAC1-SAF, OFF ALARM. RESTART FAN. J.BOND NOTIFIED. 4755-DXAC0001
0001564645 4476 AH-9 OFF IN ALARM BOND CHECKING 4476-AH0009
0001570931 4487A-AH22-SAF, OFF/A, RESTORE. A.K.LAFARLETT NOTIFIED. 4487A-AH0022
0001564809 4728 AH-1 HOT DECK LOW AK CHECKING ALL ZONES BELOW SP 4728-AH0001
0001564808 4487A-AH2 BOTH ZONES IN HIGH ALARM BOND CHECKING 4487A-AH0002
0001553504 ADJUST HVAC CONTROLS TOO COLD 4201RM0238A
0001553522 ADJUST HVAC CONTROLS TOO COLD 4201RM0300A
0001553557 NOISY AIR 4200RM0214
0001556582 ADJUST HVAC CONTROLS/ TOO COLD IN ROOMS G13B AND G13G 4200GROUND
0001556649 CRU ALARM IS TOGGLING . SWINFORD NOTIFIED. 4203-CRU0001
0001558866 4708 /  REPAIR HOA ON AH0011A E-14 UCS CANNOT  CONTROL UNIT WHEN 

IN AUTO POSITION   (CORN)
4708RM1114A

0001564788 DXAC01 IS OFF AND IN ALARM WHILE IN AUTO. UCS DOES HAVE AN ON 
COMMAND TO THE UNIT. LOCATED ON THE SOUTH WALL OF THE NORTH 
HIGHBAY

4755-DXAC0001

0001553521 HV02 IS SHOWING OFF AND IN ALARM. ALARM IS CONNECTED TO THE 
STRIP HEAT AND NOT THE HV MOTOR. LARRY NAVES NOTIFIED.

4613

0001550199 REPAIR CONDENSATE LEAK ON HV0001 4666-HV0001
0001570980 LOST STEAM TO BUILDING. LARRY NAVES NOTIFIED AND BOBBY 

POLLARD ONSITE.
4666

0001553313 AH1-SAF...OFF/ALARM. SWINFORD NOTIFIEID 4353-AH0001
0001553516 COLD CALL IN ROOM 120A. LARRY NAVES NOTIFIED. 4707RM0120A
0001553614 HUMIDITY IN THE OFFICE AREAS ON THE SECOND FLOOR WAS BEEN 

MEASURED 1/30/07 AT A MAXIMUM OF 7%.  THE MINIMUM WAS 1%.
4619RM0212

0001559023 ADJUST HVAC CONTROLS/ NO HEAT IN EAST HIBAY 4619FLR02
0001564605 REPAIR DIFFUSER, N.E. CORNER  (H.WRIGHT) 4207RM0021
0001553312 AH1-SAF...OFF/ALARM. SWINFORD NOTIFIED 4250-AH0001
0001559072 ADJUST HVAC CONTROLS TOO COLD 63 ( NAVES AWARE) 4612RM2408D
0001559288 ADJUST HVAC CONTROLS/ TOO COLD (58 DEG.) 4600RM1102
0001559080 4619 / 145 HVAC CHECK OUT OR REPAIR LARGE HEATERS IN EACH 

CORNER. NOT RUNNING
4619RM0145

0001559082 4619 / 146 TOO COLD, 53 DEG AIR COMING OUT OF VENTS 4619RM0146
0001561836 MENS REST ROOM TOO COLD 4619RM0126
0001564443 TURN OFF FANS TO HEATER IN EAST HIBAY FOR MEETING UNTIL 2:00PM( 

SWINFORD AWARE)
4619RM0146

0001564449 CHECK THE CONTROL AND STATUS OF HV13A 4619-HV013A
0001564606 UNIT IS OFF AND IN ALARM. LARRY NAVES NOTIFIED. 4628-AH0001
0001553449 INCREASE AIRFLOW ON AH0003 4207-AH0003
0001553164 BELT NEEDS REPLACED ON AH0012 IN ROOM 153 BLDG. 4708. PM FIND 4708B-AH0012
0001558948 4708-AHB11 STEAM COMING FROM OAD 4708
0001553653 REPAIR CRU0023 4663B-CRU0023
0001554775 4471-AH9 OFF ALARM SWINFORD NOTIFIED 4471-AH0009
0001556586 CHECK, ADJUST HVAC CONTROLS TOO COLD IN B101C,B 101A, & B100B 

AND B101C
4487FLR01-B

0001556630 ADJUST HVAC CONTROLS/ TOO COLD 4485RM0116
0001559103 ADJUST HVAC CONTROLS/ TOO COLD IN ROOMS 238, 238A, AND 236 4666FLR02
0001564526 CHILLER IS OFF AND IN ALARM. SWINFORD NOTIFIED. 4524
0001564739 CHECK AIR HANDLER , BEEPING 4610RM1027
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0001564630 REPAIR LEAKING AIRHANDLER, LEAKING ON BUS BAR N.W. CORNER OF 

SHOP
4705RMC0101

0001553441 TV OPERATION ROOM 22 FEED BY AH3 "TOO HOT". 4207RM0022
0001533118 REPLACE MOTOR SHEAVE (H.WRIGHT) 4207RM0145
0001553567 4250-AH1-SAF OFF/ALARM. J.MCCAGHREN  NOTIFIED. 4250-AH0001
0001561867 CHECK RETURN AIR DAMPERS ON AH0003 (  4207-AH0003
0001564328 REPAIR/ REPLACE VORTEX DAMPER ACTUATOR (H.WRIGHT) 4207RM0024
0001564604 CHECK FOR AIR FLOW BLOCKAGE  (H.WRIGHT) 4483-DXAC0001
0001564690 CHILLER 2 IS OFF AND OUT OF SERVICE. CHECK AND RETURN TO 

SERVICE.
4207-CHLR0002

0001558867 4708 /  TAKE VIBRATION READINGS ON AH0016 E 10 4708 EXCESSIVE 
VIBRATION  (CORN)

4708RM1105B

0001553209 ADJUST HVAC CONTROLS TOO HOT, 80 DEGREES ( NAVES AWARE) 4200RM0601B
0001553294 4205-AH20-SAF  UNIT OFF IN ALARM.  M. RICH NOTIFIED. 4205-AH0020
0001553472 4610-AHB3-SAF  UNIT OFF IN ALARM.  M. RICH NOTIFIED. 4610-AH0003
0001553473 4471-AH8-SAF  UNIT OFF IN ALARM.  M. RICH NOTIFIED. 4471-AH0008
0001556153 4708B-SAF6 OFF ALARM SWINFORD NOTIFIED 4708
0001558999 4471-AH9-SAF, OFF/ALARM. M.RICH NOTIFIED. 4471-AH0009
0001564387 4663C / 214 REPAIR BELT GUARD ON AH0020 (2026) 4663RMC0214
0001553211 CLEAN REHEAT COIL (  4483RM0103
0001564330 LOOSEN UP VORTEX DAMPER BINDING (H.WRIGHT) 4207RM0024
0001558942 REPAIR REPLACE STAND BY ACMP 4650RM0029
0001553143 ADJUST HVAC CONTROLS TOO HOT 4200RM0818
0001546476 REPLACE FAN AND MOTOR SHEAVES ON AH0004 4718-AH0004
0001553278 REWIRE POWER TO STAEFA CARD TO PROVIDE CONTINUOUS POWER 4476-AH0009
0001553570 4493-CRU1-ALARM. IN ALARM. J.MCCAGHREN NOTIFIED. 4493-CRU0001
0001564419 LOW MIXED AIR TEMP. HVAC NOTIFIED TO CHECK PREHEAT VALVE. 4707-AH0031
0001546411 4348 / 101 HEATER IN BACK BAY AREA ONLY BLOWS COOL AIR. 4348RM0101
0001546440 INVESTIGATE AIR FLOW AND VENTILATION 4200RMG0038
0001546478 ADJUST HVAC CONTROLS TOO COLD ( NAVES AWARE) 4315FLR01
0001546517 B WING AH21 SAF OFF IN ALARM. NOTIFIED LARRY NAIVES. 4487-BWING
0001553336 4705-AH22-SAF IS OFF ALARM, SWINFORD NOTIFED 4705-AH0022
0001558940 PLEASE CHECK SPRVLV-2 FOR PROPER OPERATION 4473
0001559007 4755 / 117 REPLACE FILTERS IN AH0002  (2026) 4755-AH0002
0001546832 REPAIR STEAM CONDENSATE PUMPS AND LEAKS 4705RME0013
0001550108 102,109A HEAT AND NO HEAT.  WE HAVE A ROOM, 102 THAT MUST BE 62 

DEGREES AND ANOTHER ROOM, 109A THAT HAS TO BE 85 DEGREES.  I 
HAVE ALL SORTS OF COMPLAINTS TODAY - PLEASE SEND OUT SOMEONE 
WITH A TEMP GUN AND SOME HELP!!   SEE MARSHA IN 106

4727FLR01

0001550166 4200-SAF1-SAF  UNIT OFF IN ALARM.  M. RICH NOTIFIED. 4200-SAF0001
0001553515 COLD CALL ON THE 9TH FLOOR. ST.JOHN NOTIFIED. 4200FLR09
0001558966 ADJUST HVAC CONTROLS/ TOO COLD ON 1ST AND 4TH FLOOR 4202RM0420
0001564363 RESTORE HEAT IN THE 100 AREA 4481FLR01
0001556591 ADJUST HVAC CONTROLS TOO COLD 4705RMB0102
0001559004 4485-AH1A-SAF  PROBLEM THOUGHT TO BE ELECTRICAL PER J. 

MCCAGHREN.  T. RITTER NOTIFIED.
4485

0001553187 4471-AH8-SAF OFF/A. M.RICH NOTIFIED. 4471-AH0008
0001553284 4708B-SAF2-RARH IN LOW RH ALARM. M.RICH NOTIFIED. 4708B-SAF0002
0001564532 4628 AH-1 OFF IN ALARM AK NOTIFIED 4628-AH0001
0001564534 4487A AH-2 ZONES TEMPS IN HIGH ALARM AK CHECKING 4487A-AH0002
0001559160 4475 AH-22 OFF IN ALARM BOND CHECKING 4475-AH0002
0001539627 FLEX CONNECTOR  NEEDS REPAIRED ON EAF0009 IN BLDG.4203 

ELEVATOR ROOM. PM FIND
4203-EAF0009
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0001539651 4487BC-AH7-RH IN LOLW ALARM, SWINFORD NOTIFED 4487BC-AH0007
0001540560 ADJUST HVAC CONTROLS TOO COLD 4487RMA0173
0001543170 4487BC-AH2-RH IN LOW ALARM, SARTAIN NOTIFED 4487BC-AH0002
0001546705 ADJUST HVAC CONTROLS/ TOO COLD IN ROOM 238A AND WHOLE FIRST 

FLOOR
4666FLR01

0001553424 SAF2-RARH IN LOW ALARM. NAVES NOTIFIED 4708B-SAF0002
0001543171 REPLACE MOTOR/MOTOR BEARINGS ON OVERHEAD UNIT, SEE RON 

CORN FOR EXACT LOCATION
4618RM0201A

0001558983 4732-AH0006-SAF IS ON AND IN ALARM.  JAMES BOND NOTIFIED. 4732-AH0006
0001553203 ADJUST HVAC CONTROLS/ TOO COLD/ 63 DEG. 4487RMB0263
0001553243 M WING RM103 RH IS LOW IN ALARM. 4663RMM0103
0001553245 B WING AH4 RH IS LOW IN ALARM. 4487B-AH0004
0001559125 ADJUST HVAC CONTROLS TOO COLD 4618RM0100
0001546706 HV01 IS OFF AND IN ALARM. HVAC NOTIFIED. 4656-HV0001
0001546734 CHECK LOW HUMIDITY 4705RMB0120
0001549783 ADJUST HVAC CONTROLS/ TOO COLD 4487RMA0134
0001550214 AH1-SAF...OFF/ALARM. NAVES NOTIFIED 4487
0001550215 AH2-SAF...OFF/ALARM. NAVES NOTIFIED 4487
0001553124 RESET TEMPERATURE HUMIDITY 4707RM0103
0001553256 AH2 RH IS LOW IN ALARM. 4718-2-AH0002
0001553321 BWING SAF6...OFF/ALARM. SWINFORD NOTIFIED 4708
0001554884 LOW HUMIDITY  (NAVES NOTIFIED) 4705RMB0120
0001558902 AH10 RAT IS LOW IN ALARM. NOTIFIED LARRY NAVES. 4755-AH0010
0001561866 DISABLE AND ENABLE AH0003 FOR REPAIRS (  4207-AH0003
0001564331 REPAIR ACTUATOR ON R.A.D. (H.WRIGHT) 4207RM0024
0001556614 REMOVE HVAC CONTROLS OFF HV1  (H.WRIGHT) 4207-HV0001
0001546872 UNIT IS OFF DUE TO POWER OUTAGE. SARTAIN NOTIFIED. 4487BC-AH0001
0001546878 UNIT IS OFF DUE TO POWER OUTAGE SARTAIN NOTIFIED. 4487C-AH0002
0001550086 ADJUST HVAC CONTROLS/ TOO HOT (IN THE 80"S) 4487RMA0142
0001559101 ADJUST HVAC CONTROLS/ TOO COLD/ 69 DEG. 4493RM0103
0001550098 AH2 HEAT STRIPS ARE OFF AND IN ALARM. HVAC NOTIFIED. 4316-AH0002
0001550116 UNIT IS OFF AND IN ALARM. 4487B-AH0021
0001553665 REPLACE BELTS AND ALIGN SHEAVES 4241RM0123
0001546587 ADJUST HVAC CONTROLS TOO COLD IN 818 & 826 4200FLR08
0001546591 AH21-SAF...OFF/ALARM. SWINFORD NOTIFIED 4487
0001546627 CHECK HEAT IN 200 AREA, NO HEAT AND NEW OCCUPANTS MOVING IN 4471FLR01

0001546633 ADJUST HVAC CONTROLS TOO HOT 4200RM0818
0001546676 ADJUST HVAC CONTROLS/ TOO COLD IN THE FITNESS AREA 4315
0001546730 HOT WATER CONVERTER IN E9 IS IN LOW ALARM. HVAC NOTIFIED. 4487-AWING
0001559133 4708 / 250 PLEASE CHECK HVAC ROOMS 250 AND 254 REPORTING 

EXTREMELY COLD TEMPERATURES
4708RM0250

0001539457 ADJUST HVAC CONTROLS/ TOO COLD 4200RM0826
0001543144 4727 / 102-12 REDIRECT AIRFLOW OR TURN DOWN FORCE OF AIRFLOW.  IT 

IS TOO COLD IN MY CUBICLE.  THIS IS MY 3RD TIME TO MAKE A 
REQUEST.

4727RM0102-12

0001546496 RESTORE HEAT TO CRU UNIT (VANN FAMILIAR) 4707RM0101
0001546767 ADJUST HVAC CONTROLS/ TOO HOT IN ROOMS A285 AND A286 4663-AWING
0001559213 NOISY AH 4203RM2129
0001539541 ADJUST HVAC CONTROLS/ TOO COLD 4202RM0522
0001539590 ADJUST HVAC CONTROLS/ TOO COLD 4200RM0702
0001553470 DISABLE/ ENABLE FOR REPAIRS  (H.WRIGHT) 4207-AH0001
0001556575 4207-AHB2 OFF ALARM SWINFORD NOTIFIED 4207
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0001553248 AH33 RH IS LOW IN ALARM. 4707-AH0033
0001559211 ADJUST HVAC CONTROLS TOO COLD 64 DEGREES 4201RM0318A
0001561912 LOWER TEMPS FOR PARTY ( NAVES AWARE) 4200RM0815
0001550159 4663B CRU-9 CLEAN STRAINER & BACK FLUSH COOLING COIL BAD CHW 

FLOW
4663B-CRU0009

0001553162 4250-AH8-SAF OFF/A. J.MCCAGHREN NOTIFIED 4250-DXAC0002
0001546477 REPLACE AIR FILTER ON ACMP0002 4561-ACMP0001
0001550189 ALIGN MOTOR AND PUMP SHAFT ON HWP0003 4471-HWP0003
0001558941 REPLACE STANDBY ACMP 4570RMB0010
0001539492 AH3 ON/ALARM. RICH NOTIFIED 4315-AH0003
0001539561 ADJUST HVAC CONTROLS TOO COLD IN 822, 826 & 828 4200FLR08
0001543200 4727-AH1-SAF OFF/A. J.MCCAGHREN NOTIFIED. 4727-AH0001
0001553323 AH12-SAF...OFF/ALARM. SWINFORD NOTIFIED 4755-AH0012
0001553232 ADJUST HVAC CONTROLS/ TOO HOT  (SWINFORD NOTIFIED) 4202RM0215
0001553242 4708B-AH20-RARH LOW ALARM 4708B-AH0020
0001553406 ADJUST HVAC CONTROLS TOO COLD ( NAVES AWARE) 4705RMB0102
0001553509 ADJUST HVAC CONTROLS TOO COLD, 67 DEGREES ( NAVES AWARE) 4708RM1107C
0001553531 RETURN HUMIDITY IS IN LOW ALARM ON SAF1 AND SAF2. HVAC 

NOTIFIED AND PERRY   ONSITE.
4708B-SAF0002

0001553660 4707-AH31 OFF ALARM  SWINFORD NOTIFIED 4707-AH0031
0001556581 4708B-AH20-RAT LOW ALARM SWINFORD NOTIFIED 4708B-AH0020
0001546669 4205 /  NEED TO REPLACE BELT AT 4205 AH015 RM.202/E2/PM FIND. 4205-AH0015
0001546826 4619 /  AH00B3 NEEDS BELT, SIZE B68. IN E1 BLDG. 4619. PM FIND 4619-AH00B3
0001539422 ADJUST HVAC CONTROLS/ TOO HOT (87 DEG.) 4705RMB0111
0001543136 4708B-SAF2-FILTER IN ALARM, PERRY NOTIFED 4708B-SAF0002
0001543152 4487B-AH4-RH IN LOW ALARM. 4487B-AH0004
0001546554 TURN OFF UNIT FOR REPAIRS (  4656-HV0003
0001553251 4708B-SAF1-RARH LOW ALARM 4708B-SAF0001
0001553257 M WING RM103 RH LOW IN ALARM. 4663RMM0103
0001553279 4250-AH1-OFF J HAM NOTIFIED 4250-AH0001
0001553314 AH1-SAF...OFF/ALARM. SWINFORD NOTIFIED 4628-AH0001
0001553337 HWS-HWP4...OFF/ALARM. SWINFORD NOTIFIED 4619
0001553367 AH1-SAF...OFF/ALARM. NAVES NOTIFIED 4561-AH0001
0001553408 ADJUST HVAC CONTROLS/ TOO COLD IN THE 1400 AND 2400 WINGS  

(NAVES NOTIFIED)   (IN THE 60'S)
4612FLR01

0001553491 ADJUST AIRFLOW 4610RM2077
0001553578 NO HEAT IN THE HIGHBAY. J.HAMM NOTIFIED. 4656RM0100
0001555739 ADJUST HVAC CONTROLS TOO HOT ( NAVES AWARE) 4202RM0215
0001553477 ISOLATE AND RESTORE POWER TO HV0012 (2030) 4708-HV0012
0001553479 ISOLATE AND RESTORE POWER TO HV0010 (2030) 4708-HV0010
0001553481 ISOLATE AND RESTORE POWER TO HV0008 (2030) 4708-HV0008
0001553484 ISOLATE AND RESTORE POWER TO HV0005 (2030) 4708-HV0005
0001553485 ISOLATE AND RESTORE POWER TO HV0004 (2030) 4708-HV0004
0001550164 4708 AHB-13 OFF IN ALARM & RAF-3 AK CHECKING 4708
0001533153 4250-AH1-SAF  UNIT OFF IN ALARM.  J. MCCAGHREN NOTIFIED. 4250
0001553334 4561-AH2-SAF IS OFF IN ALARM, SWINFORD NOTIFED 4561-AH0002
0001532922 ADJUST HVAC CONTROLS TOO COLD, SEE USER FOR INFO 4650RM0013
0001532963 CHECK CR0006, SURGING (  4473-CHLR0006
0001533112 M-WING CRU1C IS OFF AND IN ALARM. LARRY NAVES NOTIFIED. 4663-MWING
0001553115 ADJUST HVAC CONTROLS/ TOO COLD/ (65 DEG.)  (SWINFORD NOTIFIED) 4708RM1191
0001533059 BELTS NEED REPLACING  ON EAF0002 IN BLDG 4775 HIGHBAY. PM FIND 

(2022)
4775-EAF0002

0001533060 BELTS NEED REPLACING ON EAF0001 IN HIGHBAY 4775. PM FIND (2022) 4775-EAF0001
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0001546654 4473 CH-9 OFF IN ALARM BOND CHECKING 4473-CHLR0009
0001546650 REPAIR LEAKS AT HEAT VENT PIPING. SECOND LEVEL TOWER. SOUTH 

WEST CORNER
4707-HV0010

0001553147 REPAIR HEAT PUMP #1 4347
0001550165 4755 CRU-6 & 7 IN ALARM AK CHECKING 4755
0001533122 REPLACE RH2 RELAY (H.WRIGHT) 4207-CRU0017
0001539560 UNIT IS OFF AND IN ALARM. SWINFORD NOTIFIED. 4353-AH0003
0001546887 HV02 IS OFF AND IN ALARM. HVAC NOTIFIED. 4656-HV0002
0001553566 4656 CHWP-1 OFF IN ALARM AK CHECKING 4656-CHWP0001
0001533013 4241-DXAC1-SAF  DX UNIT PUSHING IN COLD AIR.  J. MCCAGHREN 

NOTIFIED.
4241-DXAC0001

0001539495 REPORTED STEAM LEAK IN E12. RICH NOTIFIED 4708
0001532789 4487B-AH21-SAF, TOGGLING OFF/ON. J.MCCAGHREN NOTIFIED. 4487B-AH0021
0001532977 ADJUST HVAC CONTOLS/ TOO HOT IN ROOMS B200, B200A, B201A AND 

B201B
4487-BWING

0001539496 PABX-SAF1 AND SAF2 SWITCHING OVER ON HIGH TEMP. RICH NOTIFIED 4708

0001546733 REPAIR FAN MOTOR ON AH-UNIT FEEDING HIBAY RM 155 4619RM0155
0001526624 REPAIR PORTABLE AC UNIT, INOP 4523
0001529624 ADJUST HVAC CONTROLS TOO HOT NEEDS TO BE 72 4487RMB0200A
0001532850 CHECK CHW0006 FLOW VENT (  4473
0001539641 ADJUST HVAC CONTROLS TOO COLD, IN THE 60'S 4201RM0624B
0001546670 4205 /  NEED TO REPLACE BELT AT 4205 AH018 PENTHOUSE/PM FIND. 4205-AH0018
0001546673 4203 /  FAN SHEAVE AND ALIGNMENT NEEDS CHECKED  ON EAF0002 IN 

ROOM B101 4203. PM FIND
4203-EAF0002

0001553639 REPLACE BELTS AND SET TENSION 4471-AH0008
0001533066 ADJUST HVAC CONTROLS/ TOO HOT 4200RM0601B
0001533079 FIRST FLOOR SOUTH SIDE. USER REPORTS THEY ARE TOO HOT. HVAC 

NOTIFIED.
4200FLR01

0001533085 ADJUST HVAC CONTROLS TOO COLD , TEMPS IN LOW 60'S 4200RM0526D
0001546439 ADJUST HVAC CONTROLS/ TOO COLD IN ROOMS 400B AND 401 4202FLR04
0001550072 UNIT IS OFF AND IN ALARM. HVAC NOTIIFED. 4205-AH0020
0001550096 CHILL WATER PUMPS 1 AND 2 ARE OFF AND IN ALARM. HVAC NOTIFIED. 4205

0001553305 CHECK NOISE AND OPERATION ON AH-UNIT ( SWINFORD AWARE) 4203RMB0302
0001532807 4663A-RM109-RH HIGH ALARM SWINFORD NOTIFIED 4663RMA0109
0001546594 PULL PUMP AND CARRY TO SHOP FOR REPAIRS 4485-HWP0001
0001550099 VAV 317 IS OFF. HVAC NOTIFIED. 4600-AH0002
0001539657 ADJUST HVAC CONTROLS TOO COLD, 62 DEGREES 4201RM0430A
0001539668 ADJUST HVAC CONTROLS TOO HOT IN 1020, 1019, 1026 & 1030 4612FLR01
0001539670 ADJUST HVAC CONTROLS/ TOO HOT 4202RM0127
0001539679 ADJUST HVAC CONTROLS/ TOO COLD IN ROOMS 606A, 607A AND 608 4201FLR06
0001539692 ADJUST HVAC CONTROLS/ TOO COLD/ NO HEAT 4201FLR02
0001543129 4207-AHB1-SPTZ4 IN HI ALARM. SWINFORD NOTIFIED 4207-AH00B1
0001546406 REPAIR AHB0001 AND CVU #4 (NEWTON) 4610RMB0100
0001546486 4708A-RM1110-RH IN LOW ALARM. L.NAVES NOTIFIED 4708
0001546531 ACC1 & CH1 ARE IN ALARM. NOTIFIED OSCAR WRIGHT. 4718-1
0001546589 BWING-AH1-RAF...OFF/ALARM. NAVES NOTIFIED 4612
0001536352 AH28 IS OFF AND IN ALARM. SWINFORD NOTIFIED. 4707-AH0028
0001553246 ACC1-ALARM IN STATE OF ALARM. 4718-1
0001553158 4623-CHWS-CHWP1B, REPAIR BROKEN SHAFT COUPLING (RICH) 4623RM0107
0001539393 4707 /  BELT NEEDS REPLACED  ON AH0037 ROOM 100, BLDG. 4707. PM 

FIND (2022)
4707-AH0037
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0001550218 DXAC4-SAF...OFF/ALARM. NAVES NOTIFIED 4760-DXAC0004
0001553116 AHB3-SAF...OFF/ALARM. VANN NOTIFIED 4708
0001546538 4203 RM4124 CHECK TO SEE IF HEAT STRIP IS STUCK IN THE ON POSITION.  

THE USER SMELLED A BURNING SCENT.  TOM FREY NOTIFIED.
4203RM4129

0001546457 4612A AH-1 & 2 ON IN ALARM FREY CHECKING HOA POSITION 4612A-AH0001
0001539597 ADJUST HVAC CONTROLS/ TOO COLD 4201RM0414A
0001536375 4353 ACMP-1 LOW PRESSURE FREY CHECKING 4353-ACMP0001
0001536374 4487B AH-5 OFF IN ALARM FREY CHECKING 4487B-AH0005
0001556633 4583 ROOM 180 HIGH SPT AK CHECKING 4583RM0180
0001558996 4707-WALKIN-COOLR3 IN LOW SPT ALARM. A.K. NOTIFIED. 4707RM0132A
0001558995 AH IN ROOM 110 WAS REPORTED BY SECURITY TO BE MAKING A LOUD 

NOISE. AK NOTIFIED.
4728

0001556608 4555-EF1 AND EF2 OFF ALARM HOLT NOTIFIED 4555
0001546777 REPAIR CVU #6  (NEWTON) 4610RMB0100
0001546779 REPAIR CVU #7  (NEWTON) 4610RMB0100
0001536413 ADJUST HVAC CONTROLS TOO COLD, 64 DEGREES 4487RMC0103
0001546717 HOT WATER CONVERTER ONE IS IN LOW ALARM. LOCATED IN E-1. HVAC 

NOTIFIED
4755RM0119

0001550087 NO HEAT 4755RM0115
0001546666 4718 /  BELTS NEED CHANGING ON SAF0011 IN ROOM 206 BLDG. 4718. BELT 

SIZE A-68. PM FIND
4718-SAF0011

0001558870 4728 /  ACMP0001 LOCATED IN E-2 NEEDS TO HAVE THE DRAIN LINE 
HOOKED UP. (GRIMES)

4728-ACMP0001

0001533175 ADJUST HVAC CONTROLS TOO COLD 4200RMG0026
0001536341 ADJUST HVAC CONTROLS/ TOO HOT IN ROOMS 511 AND 513 (80'S) 4202FLR05
0001546864 ADJUST HVAC CONTROLS TOO HOT 4203RMB0305
0001553216 ADJUST HVAC CONTROLS TOO HOT 4203RMB0305
0001553352 HWS-HWP4...OFF/ALARM. NEWTON NOTIFIED 4619
0001464837 REPAIR REPLACE MOTOR BEARINGS 4203-AH00B1
0001532787 4471-HWS-HWP1, REPAIR PUMP WITH BEARING NOISE AND SEVERE LEAK. 4711-HWP0001

0001523151 4708  /  SAF 03 WAS MAKING A CLICKING SOUND. REQUEST PTI CHECK. 
LOCATION IS 4708 MEZ.

4708

0001532873 AH8-RH IN HIGH ALARM. JAMES NOTIFIED 4493
0001532874 A WING M_1-ALARM IN ALARM. JAMES NOTIFIED 4708
0001532909 REPAIR FAN ON FTU401 4203FLR04
0001532910 CHECK, REPAIR DAMP[ER ON FTU406 4203FLR04
0001532955 VERIFY THAT AH11-RH SENSOR IS READING ACCURATE. NAVES 

NOTIFIED
4718-AH0011

0001529689 Z4-SPT IN HIGH ALARM. NAVES NOTIFIED 4207
0001533089 CHECK ODOR POSSIBLEY COMING FROM LIEBERT UNIT IN ANNEX  ( 

SMELLS LIKE ALCOHOL) SWINFORD AWARE
4207

0001526440 ADJUST HVAC CONTROLS TOO 72 4755RM0215
0001532913 ALL THE RH'S ARE IN LOW ALARM. NAVES NOTIFIED 4493
0001532884 ADJUST HVAC CONTROLS/ TOO COLD IN THE FITNESS AREA 4315
0001532934 ADJUST HVAC CONTROLS/ TOO HOT (80 DEG.) 4244RM0115
0001526434 4241-AH'S  USER CALLLED TO INFORM UCS THAT BUILDING AIR 

HANDLERS WERE NOT RUNNING.  UCS COULD NOT  CONTROL UNITS.  J. 
MCCAGHREN NOTIFIED.

4241

0001543201 4718-1-ACC1-ALARM IN ALARM. 4718-1EAST
0001532811 4663C-AH20-SAF OFF ALARM  SWINFORD NOTIFIED 4663
0001532869 4670-8TH LEVEL HAS A HIGH SPT.  TOM FREY NOTIFIED. 4670LEV08
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0001533005 4708A AH-14 LOW RH% FREY CHECKING 4708A-AH0014
0001533146 ADJUST HVAC CONTROLS TOO HOT IN DISPATCHERS AREA ( HART) 

NAVES AWARE
4312FLR01

0001532785 4707 AH-7 RAT FAILED 4707-AH0007
0001519163 4610-AHB1-SAF  UNIT OFF IN ALARM.  J. MCCAGHREN NOTIFIED. 4610
0001483242 4649-AH2 PLEASE CHECK OPERATION OF THIS CHWV WITH UCS 4649-AH0002
0001523104 ADJUST HVAC CONTROLS/ TOO HOT 4200RM0601B
0001532883 4200-AH2-SAF  UNIT OFF IN ALARM.  HVAC NOTIFIED. 4200-AH0002
0001546475 REPAIR COUPLING AND ALIGN HWP0001 4618-HWP0001
0001546537 4600 RM2410 CHECK VAV # 225.  AK LAFARLETT NOTIFIED. 4600RM2410
0001539661 REPLACE BELTS AND SET TENSION 4718-AH0009
0001539666 PERFORM LASER ALIGNMENT ON HWP0002 4735-HWP0002
0001539485 4475-UPS-SAF IN "ALARM". M.RICH NOTFIED. 4475RM0121
0001539486 4612A-UPS-SPT IN HIGH SPT ALARM. M.RICH NOTIFEID. 4612RM0104A
0001539659 REPLACE BELTS AND SET TENSION 4200-AH0001
0001539629 BELTS NEED TENSION ADJUSTEMENT ON AH0010 IN BLDG. 4205. PM FIND 4205-AH0010

0001539665 REPLACE BELTS AND SET TENSION 4727-AH0004
0001529685 REPLACE FAN AND MOTOR SHEAVE 4702-AH0001
0001533049 REPAIR LEAKING AIRHANDLER 4708RM0138D
0001539628 BELTS NEED REPLACED ON EAF0005 IN BLDG. 4203. PM FIND 4203-EAF0005
0001519112 4707-HWS-HWP3 OFF ALARM, JOEL NOTIFED 4707-HWP0003
0001519114 4487C-HWC1-HWST IN LOW ALARM. JOEL NOTIFED 4487
0001519121 AIR COMPRESSOR #2 TRIPS OFF. REPORTED BY JOEL IN HVAC 4561-ACMP0002
0001533044 ADJUST HVAC CONTROLS/ TOO COLD/ 68 DEG. (NAVES NOTIFIED) 4707RM0103
0001532803 CHECK OPERATION OF CVU0005 4610RMB0100
0001532899 ADJUST HVAC CONTROLS TOO HOT 4487RMC0176
0001519061 4491 AH-4 OFF IN ALARM FREY CHECKING 4491-AH0004
0001533150 4200 THREE AHU ON IN ALARM AK CHECKING AH-2,SAF-1 & 6 4200-SAF0001
0001539563 AIR HANDLER LEAKING 4759RM0102A
0001539671 REPAIR WELDELETTE ON WATER FLOW SWITCH ON CHLR0006 4473-CHLR0006
0001533139 ADJUST HVAC CONTROLS IN ELEVATOR EQUIPMENT RM , TOO HOT ( 

TAYLOR)
4200PENT

0001533173 ADJUST HVAC CONTROLS TOO HOT 4200RMG0011
0001539511 SAF IS OFF AND IN ALARM. ST. JOHN NOTIFIED. 4203-AH0003
0001539565 AH8 THAT FEEDS ROOM 3130 IS IN HIGH SPT ALARM AT 85 DEGREES. 

ST.JOHN NOTIFIED.
4203FLR03

0001543107 NO HEAT 4704
0001543205 REPAIR VAV0001 ON AHB3 4610
0001546470 4718-1-AH7-RH IS IN LOW ALARM. SWINFORD NOTIFIED. 4718-1
0001519116 4708B-SAF2-RAT IN LOW ALARM, JOEL NOTIFED 4708
0001519118 4732-AH6-RAF IS OFF ALARM. JOEL NOTIFED 4732
0001518993 REPAIR HUM0007 4650-HUM0007
0001519105 4471-AH8-SAF, OFF/ALARM. M.RICH NOTIFIED. 4471-AH0008
0001519106 RESTORE POWER TO STEAM CONDENSATE PUMPS. W.RITTER AND 

M.RICH NOTIFIED.  (RICH)
4483SOUTH

0001543211 REPAIR CONTROL AIR COMPRESSOR 4561RM0104
0001532737 REPAIR H&V003, BAD BEARING 4656-HV0003
0001523149 4471-HV8-SAF OFF/ALARM. M.RICH NOTIFIED. 4471-HV0008
0001526407 4619-HV7C-SAF OFF/ALARM. M.RICH NOTIFIED. 4619-HV007C
0001512803 CLEAN RETURN AIR DUCT O.S. OF ROOM 157  IN HALLWAY 4249FLR01
0001518907 ADJUST HVAC CONTROLS/ TOO COLD 4200RM0418E
0001519136 ADJUST HVAC CONTROLS/ TOO COLD//// NO HEAT 4482RM0101A

Page 80 of 115



TOH Workload History 7/1/2006 - 6/30/2007

WONUM DESCRIPTION LOCATION
0001519035 REPAIR OR REPLACE ACTUATOR ON VAV509, VERIFY SYSTEM 

OPERATION
4203-AH0005

0001526401 4487BC-AH2-RH IN LOW ALARM 4487BC-AH0002
0001526433 4315 AH-3 OFF IN ALARM NAVES CHECKING 4315-AH0003
0001539605 4250 AH-1 OFF IN ALARM AK CHECKING 4250-AH0001
0001523153 4487-PABX-SA1 ON ALARM SWINFOED NOTIFIED 4487
0001523156 4471-PABX-SAF2 ON ALARM SWINFORD NOTIFIED 4471
0001519178 PULL PUMP AND CARRY TO SHOP FOR REPAIR 4708A-HWP0006
0001529683 REPLACE BELTS AND SET TENSION 4650-AH0005
0001523152 4650-HV10-SAF OFF ALARM SWINFORD NOTIFIED 4650-HV0010
0001532774 ADJUST HVAC CONTROLS/ TOO HOT 4312
0001533165 NO HEAT IN ROOMS 102 AND 104  (IN THE 50'S) 4656FLR01
0001536366 ADJUST HVAC CONTROLS TOO COLD 4600RM4211
0001536380 ADJUST HVAC CONTROLS/ TOO COLD (65 DEG.) 4711RMW0114A
0001532908 REPAIR BROKEN DAMPER SLOT ON DEFUSER 4203RM3113
0001523147 DISABLE/ENABLE AH0002 FOR REPAIRS (  4316-AH0002
0001519119 4561-HWC1-HWST IN LOW ALARM. JOEL NOTIFED 4561
0001532840 REPAIR AH#20 4663RMC0262
0001523112 4707 /  HV0009 LOCATED ON THE SOUTH SIDE OF THE TOWER BETWEEN 

THE FIRST AND THE SECOND LEVEL NEEDS THE OUTBOARD BEARING 
COVER REPLACED TO PREVENT INJURY.   (GRIMES)

4707-HV0009

0001533137 REPAIR LEAKING CONDENSATE LINE ABOVE AIRHANDLER 28. E 4 4705-AH0028
0001519018 ADJUST HVAC CONTROLS TOO HOT 4650RM0208
0001519031 AH1-RAT IN HIGH ALARM. NAVES NOTIFIED 4663
0001529655 RESTORE AIR CONDTIONER OPERATION IN ROBOTICS CONTROL ROOM # 

W140B.  THERMOSTAT INDICATING UNIT OFF, RSD OPENED.
4711RMW0140B

0001495536 INCREASE AIRFLOW ( L. NEWTON) 4610RM1045
0001533051 SIX PLEATED 12X12X1 AIR FILTERS NEED TO BE REPLACED ON THE HVAC 

RETURNS UNDER THE FLOORS IN THE SMALL AND LARGE EMI TEST 
CHAMBERS. THESE RETURNS ARE LOCATED INSIDE THE EMI TEST 
FACILITY IN ROOMS

4708RM1191

0001529684 REPLACE BELTS AND SET TENSION 4666-AH0001
0001532808 4718-2-AH2-RH HIGH ALARM SWINFORD NOTIFIED 4718
0001532816 4705-AH16-RAT THIS SENSOR IS FAILED NAVES NOTIFIED 4705-AH0016
0001512685 CLEAN OUTSIDE AIR INTAKE GRILLE ON EAF0004 AND BASEMENT AHU'S 4203

0001512752 ADJUST HVAC CONTROLS/ TOO HOT 4200RM0410
0001516151 4487C HOT WATER CONVERTER IN E-37 IS IN HIGH ALARM. LARRY NAVES 

NOTIFIED.
4487RMC0178E

0001516156 INVESTIGATE BURNED RUBBER SMELL COMING THROUGH VENTS  
(NAVES NOTIFIED)

4306RM0101

0001532872 4666-RM250-SPT IS IN HIGH ALARM.  AK LAFARLETT NOTIFIED. 4666-CRU0005
0001501550 ADJUST HVAC CONTROLS TOO COLD 4610RM1067
0001512746 ADJUST HVAC CONTROLS/ TOO HOT 4200RM0532D
0001512761 ADJUST HVAC CONTROLS/ TOO HOT 4200RM0612
0001516147 4759 / 102-A DETERMINE WIRING AND CONTROL OF EXISTING COMPUTER 

ROOM AC UNIT.  THINK IT HAS 2 FEEDS.  CONTACT GARY FOX SO HE MAY 
BE PRESENT AT TIME OF INSPECTION.

4759RM0102

0001507337 4705 /  AH0036 LOCATED INSIDE EAST WALL BEHIND E-1 NEEDS TO HAVE 
THE MOTOR BEARINGS CHECKED.

4705-AH0036

0001519165 INVESTIGATE VIBRATING NOISE IN HALL NEAR ROOM 2036 4610RM2036
0001518909 ADJUST HVAC CONTROLS/ TOO COLD 4200RM0206
0001518978 RESTORE CONTROL AIR PRESSURE (  4561-ACMP0002
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0001526423 4200-SAF1-SAF  UNIT OFF IN ALARM.  J. HAMM NOTIFIED. 4200-SAF0001
0001532804 4718-AH1-RH HIGH ALARM SWINFORD NOTIFIED 4718
0001507362 LOCATED IN E-4 UPSTAIRS ON THE WEST END NEEDS TO HAVE BOTH THE 

MOTOR AND THE FAN SHEAVES REPLACED AND ALIGNED.
4493-AH0007

0001507363 LOCATED IN E-6 ON THE NORTH SIDE IN ROOM 147 BY CANTRELLS 
OFFICE NEED TO HAVE BOTH THE MOTOR AND THE FAN SHEAVES 
REPLACED AND ALIGNED.

4493-AH0005

0001523113 4755 /  CHECK HWP0001 LOCATED IN E-1. THERE IS A NOISE POSSIBLY 
COMING FROM THE OUTBOARD BEARING.  (GRIMES)

4755-HWP0001

0001523124 HV2 STRIP HEATER IS OFF AND IN ALARM. ROOM 100 SPT IS IN LOW 
ALARM. HVAC NOTIFIED.

4613

0001526437 AIRHANDLER IN ALARM ( NAVES AWARE) 4707-AH0009
0001512705 AH13A-SAF...OFF/ALARM. NAVES NOTIFIED 4705-AH0013
0001529673 REPORT OF RM 6 TEMP 90 DEGREE. NAVES NOTIFIED 4653
0001529686 INVESTIGATE AIR NOISE (NEWTON FAMILIAR) 4610RM1059
0001663542 REPLACE BELTS AND SET TENSION 4612A-AH0005
0001663541 REPLACE BELTS AND SET TENSION 4612A-AH0004
0001663540 REPLACE BELTS AND SET TENSION 4612A-AH0003
0001663533 REPLACE BELTS AND SET TENSION 4600-RAF0001
0001663516 AH0009 OFF IN ALARM, BELTS OFF ( MCCATHREN AWARE) 4471-AH0009
0001663564 ADJUST HVAC CONTROLS/ TOO HOT IN ROOM 253 4708FLR02
0001661051 4610 AH-4 ON IN ALARM AK CHECKING 4610-AH0004
0001661035 UNSTOP DRAIN ON AH BETWEEN E&F COLUMNS, SOUTH WALL BEHIND 

CURTAIN IN SOUTH HIBAY
4755RM0117

0001657967 CLEAN COOLING COIL ON AH0020 ( L. NEWTON) 4612B-AH0020
0001657832 CHLR DOWN, COMPRESSOR OFF, TOO HOT 4653
0001658040 CHECK TEMPS 4346
0001657757 REPLACE MOTOR BEARINGS 4707-AH0010
0001655653 ADJUST HVAC CONTROLS/ TOO HOT 4727RM0110
0001657734 CHANGE BELTS AND SET TENSION 4487B-AH0005
0001658000 4708 / 110 PLEASE CLOSE/BLOCK VENT IN ROOM 110.  OFFICE IS 

CURRENTLY UNOCCUPIED AND VENT BEING CLOSED IMPROVES 
AIRFLOW TO UPSTAIRS OFFICES.

4708RM0110

0001653324 AH IN ALARM 4707RM0103
0001653319 ADJUST HVAC CONTROLS/ TOO HOT / (NO AIR) 4570RM0262
0001653441 ADJUST HVAC CONTROLS TOO COLD, BY 5 DEGREES 4203RM6220
0001653393 ADJUST HVAC CONTROLS TOO HOT 4201RM0228A
0001653280 ADJUST HVAC CONTROLS/ TOO COLD 4708RM0102
0001653384 HOT WATER PUMP 3 ON HOT WATER CONVERTER 2 IS OFF AND IN 

ALARM. LARRY NAVES NOTIFIED.
4707

0001651185 CHECK TEMPS 4346
0001648449 ADJUST HVAC CONTROLS/ TOO HOT 4600RM1202
0001648426 CLEAN STRAINER ON PRIMARY PUMP #2 4663-BWING
0001648399 ADJUST HVAC CONTROLS/ TOO HOT 4200RM0408
0001648389 REPAIR WATER LEAK FROM AIR VENT IN PAINT BOOTH 4707RM0130
0001648339 DXAC1-SAF...OFF/ALARM. SWINFORD NOTIFIED 4555
0001648551 REPAIR CRU #8  (  4663RMC0210
0001648533 REPAIR CRU UNIT  (  4207-CRU0016
0001648531 REPAIR CRU UNIT  (  4207-CRU0011
0001648380 ALIGN MOTOR AND PUMP SHAFT 4487AB-HWP0003
0001648441 INCREASE AIR FLOW 4612RM1019
0001648172 CHECK TEMPS 4346
0001648367 CLEAN STRAINER ON CRU0015 4207-CRU0015
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0001648358 CLEAN STRAINER ON AH0001 4207-AH0001
0001648401 SECP1...ON/ALARM. SWINFORD NOTIFIED 4663
0001648409 CLEAN STRAINER ON CRU0006 ( RUSSELL) 4663C-CRU0006
0001648215 4487BC-AH3-RH LOW ALARM SWINFORD NOTIFIED 4487BC-AH0003
0001648516 CLEAN AND REPAIR HUMIDIFIER ON AH0003 4711-AH0003
0001648486 4251-DXAC3-SAF  UNIT OFF IN ALARM.  HVAC NOTIFIED. 4251-DXAC0003
0001648155 RESTORE STATUS FOR CONDENSER WATER PUMP0001 ( O. WRIGHT) 4718
0001648473 REPLACE BELT ON AH0012 ABOVE CEILING IN 2047 BLDG. 4610. PMF 4610-AH0012
0001648464 SAF00B3 OFF IN ALARM JAMES BONDS RESPONDING (2030) 4708RMB0018D
0001646006 REPLACE BLOWER PULLEY ON AH0004 4663A-AH0004
0001645986 ADJUST HVAC CONTROLS TOO HOT 4203RMB0103
0001646054 CHECK TEMPS 4346
0001642744 4202-CHWS-CHWP2 IS OFF AND IN ALARM.  JAMES BOND NOTIFIED. 4202-CHWP0002
0001642924 REPAIR CONTROL AIR LEAK 4491
0001642919 ADJUST HVAC CONTROLS/ TOO HOT/ 80 DEG. 4666RM0362
0001642685 CHECK OPERATION OF HVAC SYSTEM, TOO HOT IN 136 & 139 4346FLR01
0001642887 4663B-RM160-SPT1  SPACE TEMPERATURE IN HIGH ALARM.  HVAC 

NOTIFIED.
4663

0001642882 PROGRAM CONTROLS ON AC UNIT (  4760RM0118
0001642878 ADJUST HVAC CONTROLS TOO HOT, NEED ATTENTION ASAP 4202RM0400A
0001642865 CHECK TEMPS 4346
0001640055 ADJUST HVAC CONTROLS/ TOO HOT/ NO AIR FLOW 4485RM0114
0001642624 4755 CRU-6 & 7 IN ALARM BOND CHECKING 4755
0001642844 CRU1-ALARM IN ALARM. NAVES NOTIFIED 4203-CRU0001
0001640016 BEARINGS NEED TO BE REPLACED AT 4708B SAF0005 MEZZANINE/PM 

FIND.
4708B-SAF0005

0001642790 REPLACE MOTOR BEARINGS 4610-SPMP002A
0001642783 ALIGN SHEAVES AND SET TENSION 4476-AH0001
0001637150 ADJUST HVAC CONTROLS/ TOO HOT  (75 DEG.) 4493RM0111A
0001637082 4623-AIR FILTERS  J. MCCAGHREN REQUESTS SHEET METAL CHANGE 

FILTERS ON ALL AIR HANDLERS IN BUILDING.
4623

0001637122 ADJUST HVAC CONTROLS/ TOO COLD 4708RM1103B
0001637016 4714-HWC1 J. MCCAGHREN ADJUSTED DAMPER ON SUPPLY LINE VALVE 

TO HELP REGULATE HOT WATER SUPPLY TEMPERATURE TO THE 
BUILDING.

4714

0001636858 4663A-RM109-RH2 HIGH ALARM 4663RMA0109
0001636930 CLEAN CHILL WATER STRAINER ON AH0010 4205-AH0010
0001636927 /B165A OFFICE AND SURROUNDING ROOMS ARE TOO HOT 78F. 4487RMB0165
0001637184 REPLACE BELTS AND SET TENISON 4207-AH00B2
0001636914 4759-RM110  USER REPORTS WINDOW UNIT AC NOT WORKING PROPERLY.  

UNIT NEEDS CLEANING AND SERVICING AND REFRIDGERANT CHECK 
PER M. RICH.

4759

0001636861 ADJUST HVAC CONTROLS TOO HOT 4201RM0200
0001636860 AIR VENT SHIELD HAS BEEN REMOVED AND VENT MAKING LOUD NOISE 4203RM5310

0001637030 ADJUST HVAC CONTROLS TOO HOT 78 DEGREES 4708RM0139
0001632216 ADJUST HVAC CONTROLS/TOO COLD 4600RM1314
0001632170 ADJUST HVAC CONTROLS TOO HOT ( NAVES AWARE) 4200RMG0013D
0001632321 ROOM 103 SPT IS IN HIGH ALARM. SWINFORD NOTIFIED. 4707-AH0009
0001632301 ADJUST HVAC CONTROLS/ TOO HOT/ NO AIR 4708RM0123
0001632265 CHECK VENT NOISE 4203RM5103
0001632261 ALIGN SHEAVES AND SET TENSION 4249-AH0001
0001632101 ADJUST HVAC CONTROLS TOO HOT 4570RM0113F
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0001632235 WALKIN-FREEZ1 IN HIGH ALARM. ST.JOHN NOTIFIED 4203
0001629770 4200 / 818SUITE TOO HOT-PLEASE TURN HV UP 4200RM0818
0001626758 DXAC3-SAF...OFF/ALARM. SWINFORD NOTIFIED 4251
0001626756 CWING AH4-SAF...OFF/ALARM. NAVES NOTIFIED 4487
0001624073 4650-AH5-SAF OFF/ALARM, RESTORE TO SERVICE. J.MCCACHREN 

NOTIFIED.
4650-AH0005

0001626908 ADJUST HVAC CONTROLS TOO HOT, 85 DEGREES 4705RMA0201
0001626906 AH2-SAF...OFF/ALARM. ST.JOHN NOTIFIED 4200-AH0002
0001624086 ALIGN SHEAVES AND SET TENSION 4200-AH0006
0001624081 REPLACE BELTS AND SET TENSION 4755-AH0021
0001626850 4707-AH4-SAF  SUPPLY AIR FAN OFF IN ALARM.  M. RICH NOTIFIED. 4707-AH0004
0001626839 4485-ACMP-PSI, IN LOW ALARM. M.RICH NOTIFIED. 4485-ACMP0001
0001627047 ADJUST HVAC CONTROLS TOO COLD 4207RM0108A
0001620825 REPAIR CONTROLS  (NEWTON) 4610RM3049
0001620819 ADJUST HVAC CONTROLS/ TOO COLD 4203RM5154A
0001620780 NEED TO TURN GREASE FITTING WHILE ABLE TO GREASED FAN BEARING 

AT 4201 SAF001 RM.B100/PM FIND.
4201-SAF0001

0001620771 REPLACE BELT AND MOTOR SHEAVE ON AH0004 IN 4711 ON MEZANINE 
OVER RM W108A.

4711-AH0004

0001620722 HWC2-HWST IN LO0W ALARM. NAVES NOTIFIED 4708
0001620695 4487B-AH21-SAF  UNIT OFF IN ALARM.  J. MCCAGHREN NOTIFIED. 4487
0001620756 ADJUST HVAC CONTROLS TOO HOT, IN THE 80'S IN 1403 & 1405 4612FLR01
0001620662 CHECK OUTSIDE AIR ON AH0001 (  4612B-AH0001
0001620628 REPAIR DXAC #2 4200-DXAC0002
0001620703 UNIT CIRCULATING HOT AIR/ CHECKED AND DISABLED (POLLARD) 4648-DXAC0001
0001620639 4436 /  AH0001 LOCATED IN E-2 NEEDS TO HAVE THE BOTTOM BELT 

GUARD BRACKET REPAIRED.
4436-AH0001

0001614832 CHECK NOISE COMING FROM AH-UNIT ( SWINFORD AWARE) 4200RM0726
0001614704 WATER LEAK FROM HUMIFIER READY TO CAUSE FLOODING.  NEEDS 

LOOKS AT TODAY.
4650RM0133

0001614803 AH44 IS OFF AND IN ALARM. HVAC NOTIFIED. 4610-AH0044
0001614699 RM201-SPT IN HIGH ALARM. JODY NOTIFIED 4760
0001614762 ADJUST HAVE CONTROLS TOO HOT, IN THE 80'S 4200RM0601
0001614602 ADJUST HVAC CONTROLS TOO HOT, TEMP IN THE 80'S IN 1403 & 1405 

AREA
4612FLR01

0001614601 BWING SAF2-RAT IN LOW ALARM. SWINFORD NOTIFIED 4708
0001614600 ADJUST HVAC CONTROLS TOO HOT 4201RMB0037
0001612425 AH2-SAF...OFF/ALARM. NAVES NOTIFIED 4618
0001614581 ADJUST HVAC CONTROLS TOO HOT ( MCCLARY) 4312EAST
0001611715 ALIGN SHEAVES AND SET TENSION 4666-AH0003
0001611691 4674 /  BELTS NEED REPLACED ON EAF0001 IN 103 BLDG. 4674. 4674-EAF0001
0001611678 4708B-SAF6-SAF  UNIT OFF ON FREEZE STAT.   M. RICH NOTIFIED. 4708
0001611644 AH0002 LOCATED IN E-4 OVERHEAD NEEDS TO HAVE THE COUPLING AND 

GROMMET REPLACED.
4612RM1400

0001608840 THE AC IN MY OFFICE RUNS CONTINUOUSLY AND IT IS 62 DEGREES.  I 
WOULD LIKE TO HAVE SOMEONE COME OVER AND SEE IF THEY CAN GET 
IT FIXED.

4612RM1506

0001608860 RECEIVED HOT CALL THAT HIGH BAY IS TOO WARM. NOTIFIED STEVE 
SWINFORD.

4649

0001608889 4473 CHLR-9 OFF IN ALARM AK CHECKING 4473-CHLR0009
0001608636 REPAIR LEAKS ON HUMIDIFIER ON AHB0020 4708B-AH0020
0001608907 HOT WATER CONVERTER 1 HAS A LOW SUPPLY TEMP. STEAM IS PRESENT 

AND HWC STEAM VALVE IS OPENED 100%. LOCATED IN E1
4485
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0001608663 4755-HWS-HWP1 TOGGLING ON/OFF, J.MCCAGHREN NOTIFIED. 4755-HWP0001
0001605995 ADJUST HVAC CONTROLS/ TOO HOT  (SWINFORD NOTIFIED) 4202RM0420
0001606029 4653-USER CALLED TO REPORTS HIGH TEMPERATURES IN BUILDING.  M. 

RICH NOTIFIED.
4653

0001603229 100&101 NEED TO MOVE THE TEMPERATURE SETPOINTS FOR BUILDING 
4715 CLOSER TO THE MIDPOINT OF THE TEMPERATURE TOLERANCE (60 
DEGREES F) TO KEEP THE ROOM TEMPERATURE AWAY FROM THE UPPER 
LIMIT ALLOWED FOR THE ROOM (70.0 DEGREES).

4715FLR01

0001603155 REPLACE BELTS AND SET TENSION 4612A-AH0008
0001603018 4732-CRU1-SAF  USER REQUESTED J. MCCAGHREN RESTART SAF. 4732-CRU0001
0001603003 4203-AH4-SAF  UNIT OFF IN ALARM.  M. RICH NOTIFIED. 4203-AH0004
0001602913 REPAIR HEAT IN CRU0007 4663C-CRU0007
0001603127 4312 ROOM 4 IN HIGH ALARM BOND CHECKING 4312RM0004
0001603020 REPAIR AHU IN CRITICAL STORAGE AREA. SOUNDS INDICATE FAULTY 

BELT POC TODD CROUCH
4650RM0032A

0001603065 ADJUST HVAC CONTROLS TOO HOT 80.6 DEGREES 4708RM1231
0001602977 ADJUST HVAC CONTROLS/ TOO HOT/ 80 DEG. 4201RM0318A
0001602997 4707-RM156-SPT IN HI ALARM. MADE NOTIFCATIONS PER SOP 4707
0001603055 AH6-SAF...OFF/ALARM. NAVES NOTIFIED 4471-AH0006
0001602898 STMV2 STMP IS HIGH IN ALARM. NOTIFIED LARRY NAIVES. 4702
0001585382 4708 /  BELTS NEED TO BE REPLACED AT 4708 HV002 HI BAY,COLUMN S-

T,RM.180/PM FIND.
4708-HV0002

0001600356 4708A /  REPLACE BELTS ON AH0025 OVERHEAD 1210 IN 4708A. SIZE (2) B-
74

4708RM1210

0001600277 HV04 IS OFF AND IN ALARM. HVAC NOTIFIED. 4650-HV0004
0001600279 REPAIR EAF, MAKING NOISE 4561-EAF0001
0001596856 REPAIR LEAKING HUM006 4650-HUM0006
0001596815 4628-CHWS-CHWP1 IS ON AND IN ALARM.  JAMES BOND NOTIFIED. 4628-CHWP0001
0001594225 ADJUST HVAC CONTROLS/ TOO HOT 4202RM0420
0001596949 PULL PUMP AND CARRY TO MILLWRIGHT SHOP FOR SEAL 

REPLACEMENT. ONCE PUMP IS PULLED TRANSFER WORK ORDER TO 
MILLWRIGHTS

4202-CHWP0001

0001596912 4656-CHWS-CHWP1, ON/ALARM. J. BOND NOTIFIED. 4656-CHWP0001
0001596910 REMOVE TIMECLOCK FROM CONTROL WIRING, SO UCS CAN CONTROL IN 

THE "AUTO" POSITION. VERIFY OPERATION WITH UCS
4614-DXAC0001

0001590818 CHILLER HAS HIGH SUPPY AND RETURN TEMP. LARRY NAVES NOTIFIED. 4628

0001590650 REPLACE BELTS AND SET TENSION 4663A-RAF021A
0001590646 REPLACE BELTS AND SET TENSION 4600-AH0002
0001590641 REPLACE MOTOR BEARING ON HWP0001 4610-HWP0001
0001590612 AB WING AH21-SAF...ON/ALARM. JODY NOTIFIED 4487AB-AH0021
0001590605 COOLER TOWER OVERFLOWING (   FAMILIAR) 4666
0001590805 ADJUST HVAC CONTROLS TOO HOT 4200RM0408F
0001590792 CHILLER IS OFF AND IN ALARM. LARRY NAVES NOTIFIED. 4524
0001590673 REPAIR LEAKING AIR HANDLER BEHIND SOUTH CURTAIN  (ROBERSON 

NOTIFIED)
4755-AH0017

0001590607 4707-AH21-SAF OFF/ALARM. M.RICH NOTIFIED. 4707-AH0021
0001590562 CHECK VAV1 FOR NO HEAT/ TOO COLD (H.WRIGHT) 4207-AH0003
0001590613 4312 ROOM 4 TO HOT AK CHECKING 4312RM0004
0001590545 CHECK SHEAVE ALIGNMENT AND ADD MISSING BELT TO UNIT CALLS 

FOR 3 B-66 BELTS  POC RON CORN  (PT&I FIND)
4619

0001590543 AH0016 LOCATED IN E-10 NEEDS TO HAVE THE BEARINGS CHECKED. THE 
INBOARD MOTOR BEARING IS MAKING A NOISE.

4708A-AH0016
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0001590540 ADJUST OR REPLACE MOTOR SHEAVE BELTS RIDE TO DEEP WHICH 

CAUSE PREMATURE BELT WEAR. POC. RON CORN  (PT&I FIND)
4670

0001585137 4203-SERVE-FREEZ1 IN HIGH TEMP ALARM. M.RICH NOTIFIED. 4203RM1300
0001585119 REPLACE ELECTRONIC ACTUATOR ON REHEAT WATER VALVE 

(RHWVZ1).
4619-AH0031

0001585306 AH30-SAF...OFF/ALARM. SWINFORD NOTIFIED 4619
0001585275 REPAIR LEAKING AH0028 ( ROBERSON AWARE) 4755-AH0028
0001582624 TURN OFF AIRHANDLER FOR REPAIRS (   FAMILIAR) 4663RMA0301
0001582622 REPLACE BELTS ON CRU0008  (   FAMILIAR) 4663RMA0109
0001585249 STMV1-STMP IN LOW ALARM. SWINFORD NOTIFIED 4583
0001585246 STMV1-STMP IN LOW ALARM. SWINFORD NOTIFIED 4201
0001585243 ADJUST HVAC CONTROLS/ TOO HOT (80 DEG.)  (SWINFORD NOTIFIED) 4200RM0601
0001585238 AH20-SAF...OFF/ALARM. SWINFORD NOTIFIED 4205
0001585237 ADJUST HVAC CONTROLS/ TOO HOT  (NOTIFIED SWINFORD) 4627RM0102
0001582666 4670-8THLVL-SPT HIGH ALARM SWINFORD NOTIFIED 4670
0001585212 4493-RM160-RH LOW ALARM J HAMM NOTIFIED 4493RM0160
0001585211 4718-1-ACC1-ALARM J HAMM NOTIFIED 4718
0001582635 4464 AH-2 OFF IN ALARM AK CHECKING 4464-AH0002
0001582593 TOO COLD 4610RM3045A
0001582663 ADJUST HVAC CONTROLS TOO HOT, IN THE 80'S (NAVES AWARE) 4487RMA0225A
0001579500 4614-DXAC2-SAF  UNIT OFF IN ALARM.  J. MCCAGHREN NOTIFIED. 4614-DXAC0002
0001579228 4561 /  FAN WILL NOT START , RESTORE POWER ON SAF0002 IN ROOM 104 

IN BLDG. 4561
4561-SAF0002

0001579599 OFF AND IN ALARM. HVAC HAS BEEN NOTIFIED. 4487A-AH0022
0001579294 4493-RM160-RH HIGH ALARM SWINFORD NOTIFIED 4493RM0160
0001579471 4619 AHB-3 ON IN ALARM 4619
0001579354 4708A-AH29-SAF OFF ALARM J HAMM NOTIFIED 4708A-AH0029
0001574836 4572 / M101 REPAIR DCAC5 -SAF ON MEZZANINE LEVEL ROOM M101. DOES 

NOT HEAT
4572RMM0101

0001574918 ADJUST HVAC CONTROLS/ TOO HOT (IN THE 80'S) 4705RMB0111
0001574877 HOT WATER PUMP IS ON AND IN ALARM. HVAC NOTIFIED. 4653-HWP0001
0001574865 4600 /  CHWP0001 REPLACE MECHANICAL SEAL IN PUMP. WEST END 

EQUIPMENT ROOM (PT&I FIND)
4600-CHWP0001

0001571017 REPAIR HUMIDIFIER ON CRU0001 ( ST. JOHN) 4203-CRU0001
0001570997 REPAIR REPLACE CHILL WATER VALVE LEAKING THROUGH ON AH0004 4707-AH0004
0001570989 RESTORE HEAT ON AH0025 FOR RM'S 1210 TO 1217 4708A-AH0025
0001570888 4583 /  RAF0004 E-2 4583 NEEDS BELT CHANGE AND CHECK SHEAVES FOR 

WEAR (PT&I) FIND
4583-RAF0004

0001571031 4674 /  REPLACE COVER ON AH0007 E-1 CHECK REST OF UNIT FOR 
SHEETMETAL REPLACEMENT

4674-AH0007

0001570973 AH16 IS OFF AND IN ALARM. HVAC NOTIFIEID. 4481-AH0016
0001570965 NO HEAT 4471RMA0103
0001571062 NO HEAT IN NORTH HIBAY 4755NORTH
0001573522 ADJUST HVAC CONTROLS/ TOO HOT (91 DEG.)   (NAVES NOTIFIED) 4487RMB0166
0001570873 COLD CALL IN ROOM 200D (VAV09). HVAC NOTIFIED. 4487
0001570935 4619-AH6-SAF, OFF/A, RESTORE TO SERVICE. A.K.LAFARLETT NOTIFIED. 4619-AH0006
0001571147 4619 AH-24 ON IN ALARM 4619-AH0024
0001564462 4436-CRU0005-SAF IS OFF AND IN ALARM.  JAMES BOND NOTIFIED. 4436-CRU0005
0001564748 ADJUST HVAC CONTROLS/ TOO COLD IN ROOMS 121 AND 123 4202FLR01
0001564727 HOT WATER CONVERTER IS IN LOW SUPPLY TEMP ALARM. HVAC 

NOTIFIED. LOCATED IN E9
4487

0001564417 RETURN AIR TEMP IS IN LOW ALARM. LARRY NAVES NOTIFIED. 4708A-AH0017
0001564373 TOO COLD IN B220 & B221, AIRFLOW TOO HARD 4663FLR02-B
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0001564528 4487C AH-3 OFF IN ALARM   NOTIFIED 4487C-AH0003
0001564533 4487A AH-5,22,27 ALL OFF IN ALARM BOND CHECKING 4487A-AH0005
0001564329 VERIFY DAMPER OPERATION ON AHB3-VAV103 NAVES NOTIFIED 4203
0001564660 PULL HWP0002 AND TRANSPORT TO MILLWRIGHTS FOR REPAIR (2023) 4487B-HWP0002
0001564473 AH21-SPT IN HIGH ALARM. AK NOTIFIED 4708
0001561923 REPAIR LEAKING COIL ON DEHUMIDIFIER 4707RM0156
0001561907 4312 /  BEARING NEEDS REPLACED ON EAF0001 OVERHEAD IN MENS 

ROOM BLDG. 4312.
4312-EAF0001

0001559194 REPAIR BAD TRAP ON SAF0005 4200-SAF0005
0001559126 CHECK CRU0005, NOT COOLING ( NAVES AWARE) 4663B-CRU0005
0001558984 4663M-CRU2-SAF IS ON AND IN ALARM.  JAMES BOND NOTIFIED. 4663M-CRU0002
0001558863 4554 /  ACMP0002 NEEDS TO HAVE THE DRAIN REPAIRED OR REPLACED.  

(GRIMES)
4554-ACMP0002

0001558992 4707-AH9-SPT LOW ALARM J HAMM NOTIFIED 4707-AH0009
0001559115 ADJUST HVAC CONTROLS TOO COLD ( NAVES AWARE) 4200RM0160
0001559104 ADJUST HVAC CONTROLS TOO COLD 4436RM0105
0001559093 ADJUST HVAC CONTROLS TOO COLD IN 205-207 AREA, VERY COLD 4666FLR02
0001553483 ISOLATE AND RESTORE POWER TO HV0006 (2030) 4708-HV0006
0001559073 ADJUST HVAC CONTROLS TOO COLD 4200RM0510G
0001559017 AH1A-SAF...OFF/ALARM. NAVES NOTIFIED 4485
0001559113 ADJUST HVAC CONTROLS/ TOO COLD 4200RM0408
0001559102 REPAIR CONDENSOR FAN MOTOR  (VANN) 4759-DXAC0001
0001559134 4202 / 127 REDUCE HEAT OUTPUT. 4202RM0127
0001558907 4707 AH-31 HIGH SPT BOND CHECKING 4707-AH0031
0001558885 CHECK EXCESSIVE WIND NOISE 4663RMM0200
0001559161 4561-AH2-SAF  UNIT OFF IN ALARM.  J. MCCAGHREN NOTIFIED. 4561
0001559225 CHECK HOT WATER FLOW TO UNIT. HOT WATER VALVE IS OPENED 100% 

WITH A 5 DEGREE DIFFERENCE. SPACE TEMP IS TOO COLD.
4487B-AH0016

0001556576 ADJUST HVAC CONTROLS/ TOO COLD/ VENTS BLOWING COLD AIR 4201RM0622
0001556632 4493 CRU-1 IN ALARM BOND CHECKING 4493-CRU0001
0001554499 ALIGN SHEAVES AND SET TENSION 4464-AH0002
0001553407 ADJUST HVAC CONTROLS/ TOO COLD 4487RMA0156
0001553316 AWING AH4-SAF...OFF/ALARM. SWINFORD NOTIFIED 4708A-AH0004
0001553663 ADJUST HVAC CONTROLS TOO COLD, 64 DEGREES 4708RM1237
0001553296 4612B-AH1-SAF  UNIT OFF IN ALARM.  J. MCCAGHREN NOTIFIED. 4612B-AH0001
0001553290 4731 AH-1 OFF IN ALARM AK CHECKING 4731-DXAC0001
0001553287 4487B AH-21 OFF IN ALARM AK CHECKING 4487B-AH0021
0001553650 REPAIR H&V0011 4708-HV0011
0001553643 REPLACE BELTS AND ALIGN SHEAVES 4241-AH0001
0001553180 4471-AH8-SAF OFF/A, M.RICH NOTIFIED. 4471-AH0008
0001553241 AH2 RH IS LOW IN ALARM. 4718-2-AH0002
0001553404 AHB2-SAF...OFF/ALARM. NAVES NOTIFIED 4207-AH0002
0001553210 REPAIR 2 LEAKING AIRHANDLERS IN SOUTH HIBAY 4755RM0117
0001553198 ADJUST HVAC CONTROLS TOO HOT 4202RM0414
0001553488 ISOLATE AND RESTORE POWER TO HV0001 (2030) 4708-HV0001
0001553184 4583 /  NEEDS BELT REPLACED ON FAN0001 IN E2 EQUIPMENT ROOM 

BLDG. 4583. BELT SIZE A-29
4583-FAN0001

0001553159 4555-EF-1-CTL. REPAIR EXAHUST FANS. J.MCCAGHREN NOTIFIED. 4555RM0107
0001550217 AH2-SAF...OFF/ALARM. NAVES NOTIFIED 4705
0001550212 CHECK, REPAIR AH0001 MAKING A NOISE AND VIBRATING 4583-AH0001
0001550075 AHB3 RAF IS OFF AND IN ALARM. HVAC NOTIFIED. 4708
0001550198 REPLACE BELTS AND SET TENSION 4755-AH0015
0001550197 REPLACE FAN AND MOTOR SHEAVE 4755-EAF0002
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0001550194 REPLACE BELTS AND SET TENSION 4203-AH00B2
0001550193 REPLACE BELTS AND SET TENSION ON AH0003 4203-AH0003
0001550190 REPLACE MOTOR BEARINGS ON CHWP0001 4250-CHWP0001
0001550161 4207 AHB-1 ZONE 4 HIGH SPT AK CHECKING 4207
0001546825 4663 /  BELT TENSION NEEDS ADJUSTED ON AH0012 IN ROOM A301 BLDG. 

4663. PM FIND
4663RMA0301

0001546536 4718-1-ACC1-ALARM J BONDS NOTIFIED 4718
0001546724 ADJUST HVAC CONTROLS TOO COLD 4200RM0828
0001546672 4205 /  NEED TO REPAIR GREASELINE AT 4205 AH14 RM.201/E1/PM FIND. 4205-AH0014
0001546667 4718 /  BELTS NEED CHANGING ON SAF0009 IN ROOM 206 BLDG. 4218. BELT 

SIZE A-68. PM FIND
4718-SAF0009

0001546417 ADJUST HVAC CONTROLS/TOO COLD 4631RMA0107
0001543194 CHECK STEAM VALVE OPERATION 4707RM0131
0001543179 4707-AH33-RH IS LOW ALARM 4707-AH0033
0001539662 REPLACE BELTS AND SET TENSION 4727-AH0002
0001539374 AIR HANDLER BEEPING 4610RM1027
0001539591 RH IS IN LOW ALARM. HVAC NOTIFIED. 4487BC-AH0002
0001539588 ROOM 121 RH IS IN LOW ALARM. HUMIDIFIER NEEDS TO BE RESET OR 

REPAIRED.
4707RM0121

0001539583 ADJUST HVAC CONTROLS TOO COLD 4200RM0712
0001539558 HV8 IS OFF AND IN ALARM. SWINFORD NOTIFIED. 4471-HV0008
0001539551 NO HEAT 4705RMA0102A
0001536400 ADJUST HVAC CONTROLS TOO COLD 4663RMA0214
0001536318 ADJUST HVAC CONTROLS TOO COLD 4200RM0510G
0001539494 DXAC4-SAF...OFF/ALARM. RICH NOTIFIED 4464
0001539490 4705 AH-49 LOW SPT'S AK CHECKING 4705-AH0049
0001532911 CHECK OPERATION OF FAN ON FTU 407 4203FLR04
0001532886 AH2-SAF...OFF/ALARM. NAVES NOTIFIED 4200-AH0002
0001533129 HOT WATER CONVERTER 1 SUPPLY TEMP IS IN HIGH ALARM. LOCATED 

IN E-1.
4707RM0129C

0001533167 CHECK SPT SENSOR IN ROOM A260. SENSOR IS SHOWING FAILED OVER 
RANGE.

4663-AWING

0001532895 NO HEAT ON EAST END OF BLDG. NAVES NOTIFIED 4653EAST
0001526383 REPLACE FILL VALVE ON HUMIDIFIER #4 4708RM1280
0001523158 ADJUST HVAC CONTROLS/ TOO COLD IN ROOM AND ENTIRE BLDG. 4705RMB0102
0001523114 4755 /  COUPLING COVER NEEDS REPLACED ON HWP0001 LOCATED ON 

THE EAST WALL IN E-1.LOOK FOR THE RED PUMP.  (GRIMES)
4755-HWP0001

0001523103 ADJUST HVAC CONTROLS/ TOO COLD 4666RM0354
0001519137 ADJUST HVAC CONTROLS/ TOO MUCH AIR/ /  SOUNDS LIKE A WIND 

TUNNEL
4200RM0216

0001519115 4487C-AH1-SAF OFF ALARM. JOEL NOTIFIED 4487
0001519113 4708-PABX-SAF1 OFF ALARM. JOEL NOTIFIED 4708-SAF0001
0001519104 4656-HV2-SAF, OFF/ALARM, M.RICH NOTIFIED. 4656-HV0002
0001519030 AH1-SAF...OFF/ALARM. NAVES NOTIFIED 4612A-AH0001
0001519171 REPLACE BELTS AND SET TENSION 4708A-AH0012
0001518962 BELT NEED REPLACE AT 4612 EAF 01 ROOF EAST SIDE/PM FIND. 4612-EAF0001
0001512711 REPAIR HUM0006 4708A-HUM0006
0001512768 REPAIR STEAMLEAK INSIDE OF AH 4554RM0102
0001512794 ADJUST HVAC CONTROLS TOO COLD 4522FLR01
0001512665 REPAIR HUMIDIFIER #3 4708RM1280
0001510304 4613-HV2-SAF OFF/A. J.MCCAGHREN NOTIFIED. 4613RM0102
0001510293 REPAIR LEAKING COIL IN DUCTLINE OVER RM. B102 NEAR AH0002. 4670-AH0002
0001507460 REPLACE BELTS AND SET TENSION 4610-AH0041
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0001507319 4755-AH5 OFF ALARM 4755-AH0005
0001507351 DISABLE/ ENABLE AH#3  FOR REPAIRS (H.WRIGHT) 4493-AH0003
0001507349 DISABLE FOR REPAIRS  (H.WRIGHT) 4493-AH0008
0001507234 ADJUST HVAC CONTROLS TOO COLD 4705RMB0111
0001507377 CHECK ALIGNMENT ON HWP0001 4353-HWP0001
0001507268 ADJUST HVAC CONTROLS TOO COLD, IN THE 60'S 4708RM0251
0001507199 4619-AH24-FREZSTAT, TRIPPED IN ALARM. J.HAMM NOTIFIED. 4619-AH0024
0001507320 4755-AH10 OFF ALARM J HAMM NOTIFIED 4755-AH0010
0001507332 4666 / 354 OFFICE TOO COLD.  PLEASE CHECK OFFICE TEMPERATURE  -- 

DOES NOT SEEM TO HAVE ANY HEAT FLOWING INTO ROOM.
4666RM0354

0001507205 4650-HV17-SAF, OFF DUE TO BEARING NOISE. J.HAMM NOTIFIED. 4650-HV0017
0001507419 NO AIRFLOW, TOO HOT IN 3130, 3139 AREA CHECK FOR CHILL WATER 

FLOW OR POSSIBLE BREAKER
4203FLR03

0001507324 4619-AH24 ON ALARM J HAMM NOTIFIED 4619-AH0024
0001507295 ADJUST HVAC CONTROLS TOO COLD 4202RM0601C
0001507206 4653-CH1-ALARM,  RESET CHILLER TO CLEAR ALARM, J.HAMM NOTIFIED. 4653-CHLR0001

0001504487 ADJUST HVAC CONTROLS/ TOO HOT/ IN THE 80'S 4666RM0211
0001501541 ADJUST HVAC CONTROLS TOO HOT ( SWINFORD NOTIFIED) 4200FLR04
0001504544 REPAIR EAF IN RESTROOM (  4473RM1003
0001501691 BC WING AH2 RH IS IN LOW ALARM. HVAC NOTIFIED. 4487BC-AH0002
0001501378 REPLACE BELTS AND SET TENSION 4475-AH0009
0001501425 4663M-CRU1C-SAF SWINFORD NOTIFIED 4663
0001501734 4203-HWC1-HWST IN  LOW ALARM. J.MCCAGHREN AND R.CLARK 

NOTIFIED.
4203RMB0101

0001501686 HOT WATER CONVERTER 1 LOCATED IN RM102 IS IN LOW ALARM. HVAC 
NOTIFIED.

4649-HWP0001

0001504534 REPLACE BELTS AND SET TENSION 4493-AH0006
0001504533 REPLACE BELTS AND SET TENSION 4493-AH0005
0001501497 AH12-SAF...OFF/ALARM. NAVES NOTIFIED 4755-AH0012
0001501393 4707-RM129-STATIC LOWW MR NAVES NOTIFIED 4707RM0129
0001501688 HV1 IS OFF AND IN ALARM. HVAC NOTIFIED. 4613
0001501531 VERIFY OPERATION OF ERV2 ON AH2. SWINFORD NOTIFIED 4316-AH0002
0001501653 SAF2 RETURN HUMIDITY IS IN LOW ALARM. HVAC NOTIFIED. 4708
0001501352 4705 /  BELTS NEED REPLACE AT 4705 EAF 034 CENTER ROOF/PM ROOF. 4705-EAF0034
0001501349 4708C /  NEED TO CHECK BEARINGS UNIT WAS MAKING NOISE AT 4708C 

AH06 RM.115 OVERHEAD.
4708RM0115

0001501607 NOISY AH  (NOTIFIED NEWTON) 4353RM0102
0001501480 ROOM IS TOO HOT. 4487RMA0217A
0001501395 4735-HWC1-HWST LOW MR NAVES NOTIFIED 4735
0001501522 ADJUST HVAC CONTROLS/ TOO HOT (80 DEG.) 4202RMB0109
0001501557 4705 / E-4 THE AIR HANDLER IS NOT WORKING PROPERLY. THE AIR 

HANDLER IS NOT WARMING THE ROOM.
4705RMM0100A

0001498952 AH8-SAF...OFF/ALARM. SWINFORD NOTIFIED 4476-AH0008
0001495261 AH12-SAF IS TOGGLING IN/OUT OF ALARM. NOTIFIED MATT RICH. 4755-AH0012
0001495512 4487A-AH5-STATIC PRESSURE IS LOW, NAVES NOTIFED 4487
0001494008 ADJUST HVAC CONTROLS/ TOO COLD ON EAST END OF BLDG. AND IN 

ROOM
4353RM0130

0001495224 4201 PABX-1 OFF IN ALARM FREY CHECKING 4201
0001492495 4708 / 1191 THREE OF THE FIVE HUMIDIFIERS FOR THE EMI LAB ARE NOT 

WORKING. THE HUMIDITY IN THE LAB IS 27%. WE CANNOT WORK WITH 
OUR ELECTRONICS BELOW 30%. THE THREE NON-OP UNITS NEED TO BE 
REPAIRED.

4708RM1191
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0001492507 4618-HV1-SAF, OFF/ALARM, J.MCCAGHREN NOTIFIED. 4618-HV0001
0001492450 REPAIR VAV#6 ON AH#4/  NO HEAT J (NAVES NOTIFIED) 4666-AH0004
0001486346 REPLACE THERMOMETER ON HOT WATER SYSTEM (H.WRIGHT) 4244RM0115
0001488654 ADJUST HVAC CONTROLS TOO HOT, 74.6 DEGREES 4201RM0340
0001488648 REPAIR DRAIN ON AHU IN E-11. 4203RM6003
0001486319 4570 CHILLER 2 IS CYCLING OFF AND ON. HVAC NOTIFIED. 4570-CHLR0002
0001483466 AH1 HUMIDIFIER IS OFF AND IN ALARM 4353-AH0001
0001483465 ADJUST HVAC CONTROLS/ TOO COLD 4663RMC0180
0001483376 ADJUST HVAC CONTROLS TOO HOT, IN THE 80'S 4487RMAB0207
0001483296 4464-AH1-SPTZ2  SPACE TEMPERATURE IN HIGH ALARM.  J. MCCAGHREN 

NOTIFIED.
4464-AH0001

0001483275 ADJUST HVAC CONTROLS TOO COLD IN LOBBY 4628FLR01
0001483274 TURN OFF AIRHANDLER 4531
0001483237 ADJUST HVAC CONTROLS/ TOO HOT/ 82 DEG. 4244RM0115
0001483357 ADJUST HVAC CONTROLS/ TOO COLD/ 62 DEG. 4674RM0203
0001483322 HV4-SAF...OFF/ALARM. SWINFORD NOTIFIED 4650-HV0004
0001483491 4612C-HV1-SAF, REPLACE DRIVE BELT.  (MCCAGHREN) 4612C-HV0001
0001480473 HOT WATER CONVERTER 1 HAS A LOW SUPPLY TEMP. STEAM VALVE IS 

100% OPENED. LOCATED IN E1. HVAC NOTIFIED.
4707

0001480476 REPAIR CONTROL TIMER IN STARTER (  4207-CHLR0002
0001480467 DISABLE AND ENABLE AH0001 (  4473-AH0001
0001477500 HV1 IS OFF AND IN ALARM. HVAC NOTIFIED. 4618-HV0001
0001477475 REPLACE BELTS AND SET TENSION ON SAF0006 4200-SAF0006
0001477320 ADJUST HVAC CONTROLS TOO COLD IN THE 1085 SUITE 4610RM1085
0001477304 REPAIR LEAKING VALVE ON AH-UNIT 4708RM0180
0001477110 REPAIR REPLACE THERMOSTAT 4554
0001477469 ADJUST HVAC CONTROLS/ TOO COLD 4494RM0001
0001477467 ADJUST HVAC CONTROLS/ TOO COLD  (NAVES NOTIFIED) 4200RM0826
0001477391 TOO HOT 4705RMC0105
0001477318 ADJUST HVAC CONTROLS/ TOO HOT/ 84 DEG. 4708RM0209
0001477566 ADJUST HVAC CONTROLS/ TOO HOT  (NAVES NOTIFIED) 4200RM0504
0001477306 USER REPORTS THAT RM111B IS TO COLD. STEVE SWINFORD NOTIFIED. 4728RM0111
0001477097 AH2-SAF...OFF/ALARM. NAVES NOTIFIED 4670-AH0002
0001477164 ADJUST HVAC CONTROLS/ TOO COLD--BELOW 60 DEG.  (H.WRIGH 

NOTIFIED)
4471RMA0103

0001477218 REINSULATE RETURN AIR FAN IN E-6 RON CORN  CONTACT 4619RM0222
0001477138 4708-HWS-HWP4  UNIT RATTLING A GREAT DEAL PER J. MCCAGHREN.  

NEEDS TO BE LOOKED AT BY MILLWRIGHTS.
4708

0001477392 4483-DXAC1-SAF  UNIT OFF IN ALARM.  HVAC NOTIFIED. 4483
0001477192 4207-HWC2- HOT WATER TEMPS. LOW O WRIGHT NOTIFIED 4207
0001477361 4708B M_1 ALARM FREY CHECKING 4708
0001477178 4656-HV3 OFF ALARM O WRIGHT NOTIFIED 4656-HV0003
0001474188 TOO HOT 4202RM0420
0001474099 DXAC3-REF_CIRCUIT TOGGLING ON/ALARM. ST.JOHN NOTIFIED 4200-DXAC0003
0001470921 4476 AH-6 OFF IN ALARM NAVES NOTIFIED TC1470921 4476
0001470875 ADJUST HVAC CONTROLS/ NO HEAT OR AIR 4663RMM0213
0001470837 4619 /  NEED TO REPLACE BELTS AT 4619 HV 013B RM.147A/PM FIND. 4619RM0147
0001470830 4353 ACMP-1 IN LOW ALARM AK CHECKING 4353-ACMP0001
0001470784 ADJUST HVAC CONTROLS TOO COLD 4487RMB0106
0001470676 ADJUST HVAC CONTROLS TOO HOT 4200RM0818
0001470844 ADJUST HVAC CONTROLS/ 80 DEG. 4566RM0115
0001470797 HWP1B LEAKING FROM SEALS (HAMM) 4708
0001470792 CONDENSOR FAN NOT RUNNING 4644-DXAC0002
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0001470747 ADJUST HVAC CONTROLS TOO COLD 4487RMC0174B
0001510258 ADJUST HVAC CONTROLS TOO HOT ( NAVES AWARE) 4201RM0340
0001512637 REBUILD HWP001A 4708
0001518966 BELTS NEEDS REPLACE AT 4612 EAF 12 ROOF ABOVE RM.1212/PM FIND. 4612-EAF0012
0001504464 EAF0002A IN ALARM , CHECK STATUS ( S. PEARSON) 4203PENT
0001504488 REPAIR NOISY AIR DIFFUSERS 4200
0001507391 ADJUST HVAC CONTROLS/ TOO HOT 4200RM0818
0001512648 REPAIR SAFETY CONTROL WIRING (  4207RM0143
0001512703 AH20-SAF...OFF/ALARM. NAVES NOTIFIED 4481-AH0020
0001518977 RESET PURGE UNIT ON CHILLER (   FAM.) 4666-CHLR0001
0001526424 RM 140 SECURITY REPORTED THAT HIGH TEMP ALARM IS SOUNDING. 

NOTIFIED OSCAR WRIGHT.
4711FLR01

0001519175 REPLACE BELTS AND SET TENSION 4708A-AH0029
0001519177 REPLACE BELTS AND SET TENSION 4708-AH0B13
0001523107 4471 /  AH0010 LOCATED IN E-1 NEEDS TO HAVE THE MOTOR BASE 

REPAIRED OR REPLACED.BELT TENSION OR SHEAVE ALIGNMENT 
CANNOT BE COMPLETED UNTIL MOTOR BASE HAS BEEN REPAIRED.   
(GRIMES)

4471-AH0010

0001507243 ADJUST HVAC CONTROLS TOO COLD, TEMP IN LOW 60'S IN 1210 TO 1217 4708FLR02
0001507572 ADJUST HVAC CONTROLS/ NO HEAT 4739RM0107
0001516146 DXAC2 IS OFF AND IN ALARM. UNIT IS CONNECTED TO AH18. HVAC 

NOTIFIED.
4705-DXAC0002

0001526372 4473 SUMP-1 SANDFILTER IN ALARM SWINFORD NOTIFIED 4473
0001516149 REPAIR RETURN AIR FAN IN S.W STAIRWELL BETWEEN 1ST & 2ND 

FLOORS
4666

0001512642 ADJUST HVAC CONTROLS/ TOO HOT  (80'S) 4666RM0211
0001512750 CH2...OFF/ALARM. NAVES NOTIFIED 4570-CHLR0002
0001507207 4708C-HV38-SAF, OFF/ALARM. J.MCCAGHREN NOTIFIED. 4708RM0180
0001507185 COLD AIRBLOWING ON USER 4200RM0424
0001507227 ADJUST HVAC CONTROLS TOO COLD ( NAVES AWARE) 4203RM1101
0001518995 SUMP2-SANDFILTER IN ALARM. NAVES NOTIFIED 4473
0001501652 SAF 1 RETURN HUMIDITY IS IN LOW ALARM. HVAC NOTIFIED. 4708-SAF0001
0001501687 RM 121 RH IS IN LOW ALARM. RM IS FEED BY AH32 WHICH IS NOT 

CONTROLED BY UCS. HVAC NOTIFIED.
4707-AH0032

0001504462 ADJUST HVAC CONTROLS/ TOO COLD 4755RM0315A
0001495267 4663 / E4 REPLACE SHEAVE ON AHU #4 (2313) 4663RMA0184
0001518964 BELTS NEED REPLACE AT 4612 EAF 10 ROOF ABOVE RM.1212/PM FIND. 4612-EAF0010
0001518965 BELTS NEED REPLACE AT 4612 EAF 11 ROOF ABOVE RM.1212/PM FIND. 4612-EAF0011
0001507170 ADJUST HVAC CONTROLS TOO COLD 4203RM5252
0001507249 TOO COLD 4201RM0618A
0001507262 TOO HOT 4205RM0111B
0001507443 4715 / 101 THE STEAM HEATER AND THE AIR CONDITIONER THERMOSTAT 

SETTINGS NEED TO BE ADJUSTED.  CURRENTLY THE HEAT AND A/C ARE 
BOTH RUNNING AT THE SAME TIME TRYING TO MAINTAIN THE ROOM 
TEMPERATURE AT 50 TO 70F.

4715RM0101

0001507570 ADJUST HVAC CONTROLS/ TOO HOT 4476RM0113B
0001512745 CLEAN AC UNIT 4660RM0101
0001507465 REPLACE COUPLING INSERT 4610-HWP0002
0001504500 RH IS IN LOW ALARM. HVAC NOTIFIED. 4493-AH0006
0001507165 NO HEAT / FLIGHT HARDWARE 4757
0001507221 ADJUST HVAC CONTROLS TOO COLD ( MCCATHERN FAMILIAR) 4315
0001504527 HUMIDITY CONTROL INOPERABLE, IN 10K CLEAN RM IN WEST END OF 

HIBAY
4619FLR01
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0001501540 ADJUST HVAC CONTROLS TOO COLD 4200RM0149A
0001507397 CH1-CTL...OFF/ALARM. NAVES NOTIFIED 4605
0001512787 REPAIR CRIMPED TUBING ON BLDG PRESSURE SENSOR 4203PENT
0001512630 ADJUST HVAC CONTROLS TOO COLD 4619RM0126
0001507491 ADJUST HVAC CONTROLS/ TOO HOT 4200FLR02
0001507409 CH1-CTL...OFF/ALARM. NAVES NOTIFIED 4561
0001504542 ADJUST HVAC CONTROLS TOO HOT 4203RMB0305
0001501517 VERIFY OPERATION ON HEAT STRIPES ON DXAC2. NAVES NOTIFIED 4555-DXAC0002
0001501512 ADJUST HVAC CONTROLS TOO COLD 4203RM1101
0001501634 ADJUST HVAC CONTROLS TOO COLD, 65 DEGREES 4708RM1231
0001501527 ADJUST HVAC CONTROLS TOO COLD ON LOW BAY 4708RM1128
0001501530 ADJUST HVAC CONTROLS/ TOO HOT IN ROOM 313 4200FLR03
0001501553 ADJUST HVAC CONTROLS TOO COLD 4200RM0510G
0001501638 NO HEAT ON THE WEST END OF BLDG IN 156 RM AREA 4707FLR01
0001507475 HOT WATER PUMP 1 IS ON AND IN ALARM. LARRY NAVES NOTIFIED. 4755-HWP0001
0001507537 CHILLER 1 IS OFF AND IN ALARM. THE AH UNITS ARE CALLING FOR 

CHILL WATER DUE TO ROOM TEMPS.
4561-CHLR0001

0001507145 CHECK CHWP0002 MOTOR NOISE (  4705-CHWP0002
0001501618 4670  LEVEL 8 SAF OFF IN ALARM FREY CHECKING 4670
0001518991 ADJUST HVAC CONTROLS/ TOO HOT/ 80 DEG. 4244RM0115
0001501516 CHECK ALARM IN CLIMATE CONTROLLED AREA ( NAVES AWARE) 4487RMA0144
0001501547 ADJUST HVAC CONTROLS TOO COLD 4487RMC0222
0001501602 ADJUST HVAC CONTROLS/ TOO COLD 4200RM0918
0001501648 ADJUST HVAC CONTROLS/ TOO COLD/  (64 DEG.) 4666RM0276B
0001507408 ADJUST HVAC CONTROLS/ TOO COLD/ (IN THE 60'S)  (ENTIRE BLDG. ALSO 

COLD)
4674RM0203

0001507444 ADJUST HVAC CONTROLS/ TOO HOT (NAVES NOTIFIED) 4705RMB0111
0001507528 NO HEAT 4739
0001512684 CHECK OPERATION OF MAKE UP AIR DAMPER ON EAF0004 4203-EAF0004
0001512647 REPAIR LC PANEL FAILURE (  4207RM0143
0001498960 ADJUST HVAC CONTROLS/ TOO HOT 4200RM0319
0001501680 REPAIR WINDOW UNIT/ NOT HEATING 4554
0001507250 TOO COLD 4629RM0108
0001507263 ADJUST HVAC CONTROLS/ TOO COLD 4610RM2056
0001507284 NO HEAT 4674
0001501735 4613-HV1-SAF OFF/A , WITH STARTER OR MOTOR PROBLEM. K.BEVIS 

NOTIFIED.
4613RM0100

0001501453 4707-AH28/29 PLEASE CHECK THE SPT AND THE STMV'S FOR THESE UNITS 
MR NAVES NOTIFIED

4707

0001501498 SW CORNER OF HIBAY TOO COLD. NAVES NOTIFIED 4728
0001501685 BC WING AH3 RH IS IN LOW ALARM. HVAC NOTIFIED. 4487BC-AH0003
0001518967 SHEAVES NEED TO BE ALIGNED AT 4612C AH01 RM.E1/FIND PM. 4612C-AH0001
0001518970 REPAIR INOPERABLE EXHAUST FAN ( NEWTON AWARE) 4203RM1101
0001516135 REPLACE BOLTS IN MOTOR BASE. 4250-AH0001
0001501432 ERROR ON HUMIDIFIER ( J. HAMM) 4619-HUM0016
0001501605 ADJUST HVAC CONTROLS/TOO HOT 4200RMG0013A
0001507266 WATER LEAK IN MACHINE SHOP - THINK IT IS COMING FROM A/C UNIT 4705
0001507306 4583-DXAC1-SAF NOT COOLING VERY WELL AND HAS A STRANGE ODOR. 

M.RICH NOTIFIED.
4583-DXAC0004

0001507310 4705-AH4A-SAF OFF/ALARM, M.RICH NOTIFIED. 4705-AH004A
0001507313 4705-AH13A-SAF OFF ALARM. M.RICH NOTIFIED. 4705-AH013A
0001507350 DISABLE/ ENABLE AH#2  (H.WRIGHT) 4487
0001501663 ADJUST HVAC CONTROLS TOO HOT 4663RMB0204
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0001507508 RELIEF DAMPER NUMBER TWO IS STICKING. DAMPER NEEDS TO BE 

WORKED FREE. CONTACT JAMES ST. JOHN FOR MORE INFO.
4203

0001501394 4707-AH33-RH LOW ALARM MR NAVES NOTIFIED 4707-AH0033
0001501420 4707-AH4-SAF OFF ALARM SWINFORD NOTIFIED 4707-AH0004
0001501431 CHECK TEMPS, OUT OF SPECK 4707RM0103
0001507317 4663A RM286 TOO COLD J HAMM NOTIFIED 4663FLR02
0001507318 4487A-AH5 ON ALARM J HAMM NOTIFIED 4487
0001507322 4755-AH11 OFF ALARM J HAMM NOTIFIED 4755-AH0011
0001507346 DISABLE/ENABLE AH20 (H.WRIGHT) 4487
0001501295 ADJUST HVAC CONTROLS/ TOO COLD 4487RMC0177A
0001501305 AH5-SAF...OFF/ALARM. SWINFORD NOTIFIED 4718-AH0005
0001501421 4353-AH3-SAF OFF ALARM SWINFORD NOTIFIED 4353-AH0003
0001501622 4561-AH2-SAF  UNIT OFF IN ALARM.  J. MCCAGHREN NOTIFIED. 4561-AH0002
0001507474 CHECK, REPAIR NOISY AIRHANDLER ( NEWTON AWARE) 4610RM1057
0001507476 CHILLER 8 WAS OFF AND IN ALARM AND WAS PUT OUT OF SERVICE BY 

THE SYSTEM. LARRY NAVES NOTIFIED.
4473-CHLR0008

0001507579 ADJUST HVAC CONTROLS TOO HOT IN THE 3010 & 12 AREA 4610FLR03
0001510322 CHECK HIGH STATIC ALARM ON AH0004 ( L NEWTON) 4610-AH0004
0001501628 BELT NEEDS REPLACE AT 4705C RM.B119C E8/PM FIND. 4705RMB0119C
0001501715 REPAIR FAN INBOARD BEARING/ SEEMS TO BE SLIPPING  (A.WALTON) 4203-AH0002
0001507213 BELT NEEDS REPLACE AT 4705 EAF 43 ROOF,WEST SIDE/PM FIND. 4705-EAF0043
0001507215 4487B EQ. RM. 46 AH 6 CHANGE BELT 4487B-AH0006
0001507455 SET BELT TENSION AND CHECK ALIGNMENT 4600-AH0002
0001507459 REPLACE BELTS AND SET TENSION 4610-AH0003
0001507464 REPLACE BELTS AND SET TENSION 4610-AH00B2
0001501331 4487 / C183A ADJUST OFFICE TEMPERATURE UPWARD ABOUT 5 DEGEES./ 

TOO COLD
4487RMC0183A

0001507281 ADJUST HVAC CONTROLS TOO COLD 4663RMA0273
0001495377 4708 AHB-4B & C ON IN ALARM FREY CHECKING 4708
0001512691 4612D-HV1-SAF IS OFF AND IN ALARM.  AK LAFARLETT NOTIFIED. 4612
0001495229 4316-AH2-HEAT1  HEATER OFF IN ALARM.  T. FREY NOTIFIED. 4316-AH0002
0001495365 ADJUST HVAC CONTROLS TOO HOT ( NAVES AWARE) 4200RM0910
0001498879 ADJUST HVAC CONTROLS/ TOO COLD 4200RM0160
0001501417 4487-PABX UNITS SWAPPED MR NAVES NOTIFIED 4487
0001501482 ADJUST HVAC CONTROLS TOO COLD 4629RM0108
0001501586 4566 /  COLD IN VARIOUS OFFICES!  / ROOM 101-110 AND 117 4566FLR01
0001495506 4605-AH2-SAF  UNIT OFF IN ALARM.  J. MCCAGHREN NOTIFIED. 4605
0001507325 4471-AH8-SAF IS OFF AND IN ALARM.  AK LAFARLETT NOTIFIED. 4471-AH0008
0001495227 4663 RM B160 AREA TEMPS HIGH PER S. BOONE FREY CHECKING 4663RMB0160
0001495201 4487-AH21-VAV8 CHECK FOR PROPER OPERATION 4487
0001483388 REPAIR LEAK ON HUM0002 4708B-HUM0002
0001488711 ADJUST HVAC CONTROLS/ TOO HOT 4678
0001495387 4471-AH10-SAF  UNIT OFF IN ALARM.  HVAC NOTIFIED. 4471
0001495493 4471-AH10-SAF 4471-AH0010
0001501363 4629-DXAC2-SAF OFF ALARM SWINFORD NOTIFIED 4629-DXAC0002
0001501461 4670-8TH_LEVEL-SAF, OFF IN ALARM. M.RICH NOTIFIED 4670-CRU0002
0001501469 4610-AHB-SAF  UNIT OFF IN ALARM.  M. RICH NOTIFIED. 4610
0001501472 4650-HV10-SAF  HEATER OFF IN ALARM.  M. RICH NOTIFIED. 4650-HV0010
0001501474 4471-AH8-SAF  UNIT OFF IN ALARM.  M. RICH NOTFIED. 4471-AH0008
0001501632 ADJUST HVAC CONTROLS TOO COLD ( M. RICH FAMILARI) 4315
0001507174 ADJUST HVAC CONTROLS TOO COLD, BLOWING COLD AIR 4666RM0210A
0001507398 CHECK ALIGNMENT ON CHWP#1 4705-CHWP0001
0001507399 CHECK NOISY ACMP 4705-ACMP0003
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0001488687 ADJUST HVAC CONTROLS TOO COLD 4202RM0307B
0001488714 ADJUST HVAC CONTROLS/ TOO COLD 4201RM0104
0001488774 ADJUST HVAC CONTROLS TOO HOT 4200RM0601
0001488784 ADJUST HVAC CONTROLS/ TOO COLD 4203RM1101
0001492479 4707 / 105 A &C TURN ON HEAT IN REST ROOMS 105A AND 105C, LOCATED 

ON NORTH SIDE OF BLDG. 4707.
4707FLR01

0001495205 4707-DXAC6-SPT/RH REPAIR OR REPLACE 4707
0001495266 4487A-AH5-SAF  UNIT OFF IN ALARM.  M. RICH NOTFIED. 4487
0001495305 ADJUST HVAC CONTROLS/ TOO HOT IN MORNING AND TOO COLD IN 

AFTERNOON
4487-CWING

0001495526 4663C-RM260-SPT IN HI ALARM, SWINFORD NOTIFED 4663RMC0260
0001501362 ADJUST HVAC CONTROLS TOO HOT IN RM'S 208 & 209 4650FLR02
0001501396 4583-PABX SWAPPED MR NAVES NOTIFIED 4583
0001501502 ADJUST HVAC CONTROLS TOO COLD 4663RMA0273
0001488763 4250-AH1-SAF  UNIT OFF IN ALARM.  J. MCCAGHREN NOTFIED. 4250
0001507338 4705 /  THERE IS AN EXHAUST FAN ON THE ROOF OVER E-2 THAT NEEDS 

TO HAVE THE BELT CHANGED. KENT FAMILIAR.THERE IS NO BAR CODE.
4705

0001501729 4200-SAF1-SAF IS ON AND IN ALARM.  AK LAFARLETT NOTIFIED. 4200-SAF0001
0001507326 4755-AH5-SAF IS OFF AND IN ALARM.  AK LAFARLETT NOTIFIED. 4755-AH0005
0001488727 4316 AH-2 HEAT OFF FREY CHECKING 4316-AH0002
0001501739 REPLACE BELTS ON AH0004 (2022) 4610-AH0004
0001495235 4708-PABX UNIT HAVE SWAPPED SWINFORD NOTIFIED 4708
0001495492 4663A-CRU1-SAF  UNIT OFF IN ALARM.  J. MCCAGHREN NOTIFIED. 4663
0001501518 ADJUST HVAC CONTROLS/TOO COLD/ 60 DEG. 4705RMB0111
0001507344 DXAC OFF IN ALARM  (O.WRIGHT FAMILIAR) 4251-DXAC0003
0001504530 REPLACE BELTS AND SET TENSION 4487C-AH0004
0001488587 NO HEAT 4705RMA0100
0001488730 4708A-AH4-SAF  UNIT OFF IN ALARM.  J. MCCAGHREN NOTIFIED. 4708
0001488731 4306-AH1-SAF  UNIT OFF IN ALARM.  J.  MCCAGHREN NOTIFIED. 4306
0001495442 4566 / 117 CHECK THERMOSTAT --TOO COLD 4566RM0117
0001498890 4708B-SAF3-RAT IN HI ALARM, NAVES NOTIFED 4708
0001507201 4666-HV1-SAF, OFF/ALARM, J.HAMM NOTIFIED. 4666-HV0001
0001495204 4487C-AH21-VAV16 HWV CHECK FOR PROPER OPERATION 4487
0001495257 4711-PABX-SAF1 OFF ALARM M RICH NOTIFIED 4711
0001492525 M WING RM200 SPT TOO HIGH. NOTIFIED LARRY NAIVES. 4663RMM0200
0001501495 ADJUST HVAC CONTROLS TOO COLD, AIR IS COLD 4612RM0028
0001501519 ADJUST HVAC CONTROLS TOO COLD ON THE 3RD FLR, TEMP IN LOW 60'S 4610RM3022

0001501523 H&V0010 OFF 4707-HV0010
0001501668 ADJUST HVAC CONTROLS TOO HOT 81 DEGREES 4612RM1019
0001501645 ADJUST HVAC CONTROLS/ TOO COLD/ (55 DEG.) 4614RM0101
0001501670 ADJUST HVAC  CONTROLS TOO HOT, NO AIR FLOW 4612RM1301A
0001501524 H&V0013 OFF 4707-HV0013
0001501752 LOOP HOT WATER SUPPLY AND RETURN FOR ADEQUATE CIRCULATION 

ON AH0026
4755-AH0026

0001504532 REPLACE BELTS AND SET TENSION 4493-AH0003
0001464839 REPAIR REPLACE MOTOR BEARINGS 4205-AH0009
0001488534 ADJUST HVAC CONTROLS TOO COLD ( NEWTON FAMILIAR) 4600RM5103
0001488597 ADJUST HVAC CONTROLS/ WEST END OF BLDG AND ROOM IS TOO HOT 4200RM0828
0001504469 ADJUST HVAC CONTROLS TOO COLD 4663RMA0169
0001504468 NO HEAT IN 133 A&B 4708FLR01
0001507223 REPAIR LEAKING AIRHANDLER 4705RMC0101
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0001504540 REPLACE BELTS AND SET TENSION 4493-AH0008
0001488735 CHECK TEMPATURE IN ROOMS 110, 110A, AND 117. 4566RM0117
0001492527 4487C-AH21-VAV2_HWV CHECK FOR PROPER OPERATION 4487
0001492534 4487C-AH21-VAV3 CHECK HWV FOR PROPER OPERATION 4487
0001495202 4487C-AH21-VAV11 CHECK FOR PROPER OPERATION 4487
0001504509 ADJUST HVAC CONTROLS/ TOO COLD 4610RM3098C
0001504531 REPLACE BELTS AND SET TENSION 4487C-AH0020
0001507192 CHECK NOISY AIR HANDLER/ DOOR LEFT OPEN 4487RMB0211
0001501390 REPAIR H&V0001, KEEPS TRIPPING OUT ON OVERLOADS ( L. NEWTON) 4618-HV0001
0001501744 REPAIR HV0001, WILL NOT RUN 4618-HV0001
0001486303 SAF0013 LOCATED IN THE EAST END OF THE BASEMENT  UNDER THE 

CLEAN ROOM NEEDS TO HAVE THE BEARINGS CHECKED. THEY ARE 
GETTING A LITTLE LOUD.

4708-SAF0013

0001483490 4605-AH1-SAF OFF/A. J.MCCAGHREN NOTIFIED. 4605-AH0001
0001483494 4306-AH1-SAF, CHANGE FILTERS TO CLEAR STATUS PROBLEM.  

(MCCAGHREN)
4306-DXAC0001

0001483495 4605-AH2-SAF OFF ALARM. J.MCCAGHREN NOTIFIED. 4605-AH0002
0001483331 BWING STMV2-STMP; NO STEAM BLACKWOOD NOTIFIED 4612
0001483453 AH19E IS OFF AND IN ALARM. UNIT LOCATED ABOVE ROOMS C104 AND 

C107. HVAC NOTIFIED.
4705-AH0019

0001486314 ADJUST HVAC CONTROLS TOO COLD 4200RM0611C
0001486310 ADJUST HVAC CONTROLS/ TOO COLD IN ROOMS 818E AND 818A 

(NOTIFIED NAVES)
4200FLR08

0001486369 ADJUST HVAC CONTROLS/ TOO COLD (60 DEG.) 4202RM0207
0001501543 ADJUST HVAC CONTROLS TOO COLD 4200RMG0009
0001501598 CRU1-ALARM IN ALARM. ST.JOHN NOTIFIED 4203-CRU0001
0001501345 4705 /  BELTS NEED REPLACE AT 4705 EAF 032 CENTER ROOF/PM FIND. 4705-EAF0032
0001501379 ALIGN SHEAVES AND SET TENSION 4487B-AH0009
0001483379 ADJUST HVAC CONTROLS/ TOO COLD IN ROOMS 614B, 615 AND 607 4201FLR06
0001483396 ADJUST HVAC CONTROLS TOO COLD, IN RM'S 715 & 716 4200FLR07
0001486338 4250-AH1-SAF, OFF/ALARM J.MCCAGHREN NOTIFIED 4250-AH0001
0001486354 CHECK CRU'S AFTER POWER OUTAGE 4663-BWING
0001488595 ADJUST HVAC CONTROLS TOO COLD 4663RMA0214
0001488798 4250-AH1 PLEASE CHECK FOR PROPER OPERATION OF THE OAD 4250-AH0001
0001501545 ADJUST HVAC CONTROLS TOO COLD 4201RM0228A
0001501633 ADJUST HVAC CONTROLS TOO COLD IN RM'S 614 & 614A 4201FLR06
0001501375 REPLACE BELTS AND SET TENSION 4487A-AH0001
0001501384 REPAIR AH MOTOR ( D.  4476-AH0003
0001501373 REPLACE BELTS AND SET TENSION 4487AB-AH0022
0001498951 DISABLE/ENABLE AH2 FOR REPAIR 4561-AH0002
0001498955 SUPPORT SHEETMETAL ON DXAC1 4306-DXAC0001
0001501374 REPLACE BELTS AND SET TENSION 4487A-AH0005
0001501319 CHECK COMPUTER LAB WATER CHILLERS AFTER 6:00 PM SATURDAY 

WHEN CHILL WATER OUTAGE IS OVER
4755RM0215

0001477272 4207-CRU13-SAF IS MAKING A  LOUD NOISE AND VIBRATING PER 
WALLACE JOHNSTON.  TOM FREY NOTIFIED.

4207-CRU0013

0001488734 UNIT HAS A LEAK IN THE COIL AT 4708 HI BAY W END RM. 180. 4708RM0180
0001488746 EXHAUST FAN WILL NOT RUN 4666RM0202
0001486347 REROUTE SURGE R11 LIQUID LINE (H.WRIGHT) 4207RM0148
0001488799 4473-SUMP2-SANDFILTER_ALARM NAVES NOTIFIED 4473
0001483291 4670-8TH_LEVEL-SPT IN HIGH ALARM. M.RICH NOTIFIED. 4670LEV08
0001488695 ADJUST HVAC CONTROLS TOO COLD, FREEZING 4666RM0397
0001488720 TOO MUCH AIR CAUSING DOOR TO BLOW SHUT 4487RMC0203
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0001492449 ADJUST HVAC CONTROLS/ TOO COLD 4485RM0110
0001495220 NOISY AH 4708RM0116A
0001480548 REPAIR PURGE UNIT ON CHILLER 001. 4663B-CHLR0001
0001488546 ADJUST HVAC CONTROLS TOO COLD IN C100, C102 & C129 4487FLR01-C
0001477193 ADJUST HVAC CONTROLS TOO COLD 4610RM1067
0001477196 ADJUST HVAC CONTROLS/ TOO HOT (SARTAIN AWARE) 4250RM0076
0001488785 ADJUST HVAC CONTROLS/ TOO COLD 4200RM0120
0001480551 ADJUST HVAC CONTROLS/ TOO HOT/ 80 DEG. 4202RM0522
0001483239 ADJUST HVAC CONTROLS/ TOO HOT  (ST. JOHN NOTIFIED) 4200RM0910
0001483241 ADJUST HVAC CONTROLS/ TOO HOT (IN THE 80'S) 4200RM0120
0001477308 CHECK, REPAIR LEAK ON STEAM COIL 4554-DXAC0001
0001477539 4705-AH4A-SAF  UNIT OFF IN ALARM, NEEDS BELTS  J. MCCAGHREN 

NOTIFIED.
4705

0001483253 PLEASE CHECK THE EXHAUST FANS IN MEN`S RESTROOM 1119 AND 
REPAIR AS REQUIRED.

4708RM1119

0001495246 REPLACE BELTS AND SET TENSION ON RAF21B IN A-WING 4663-AWING
0001477140 4708 / HALLWAY FAN MOTOR HAS A HIGH PITCH SQUEAL, 2ND FLOOR BY 

NORTHWEST STAIRS.  PLEASE IDENTIFY AND ELIMINATE NOISE FAN 
MOTOR NOISE.

4708FLR02

0001477077 CHWS-DPT2 IN HIGH ALARM. NAVES NOTIFIED 4707
0001477351 RM1105-SPT IN LOW ALARM. NAVES NOTIFIED 4708
0001474187 AH6-SAF...OFF/ALARM. SWINFORD NOTIFIED 4476
0001480474 AH4 STATIC IS IN HIGH ALARM. HVAC NOTIFIED. 4663A-AH0004
0001470919 4718-AH5-SAF PLEASE REPAIR OR REPLACE STATUS DP 4718-AH0005
0001477134 4610-AHB1-SAF  UNIT OFF IN ALARM.  M. RICH NOTIFIED. 4610
0001477340 DXAC1-SAF...OFF/ALARM. NAVES NOTIFIED 4483-DXAC0001
0001477417 ADJUST HVAC CONTROLS TOO HOT 4663RMA0109C
0001470761 NO HEAT TOO COLD 4476RM0113
0001486292 REPAIR LEAKING DEHUMIDIFIER SOUTH OF SOFI BOOTH 4707FLR01
0001477401 ADJUST HVAC CONTROLS/ TOO COLD (IN THE 60'S)  LIKE A WIND TUNNEL  

(NAVES NOTIFIED)
4201RM0430C

0001477474 RESET THERMOSTAT/ TOO COLD ON A DAILY BASIS 4201RM0503
0001480480 LOWER TEMPS FROM 74 TO 72 4203RMB0103
0001495211 A WING RM214 SPT IS HIGH IN ALARM. NOTIFIED LARRY NAIVES. 4663
0001488602 ADJUST HVAC CONTROLS TOO HOT IN THE 4025 AREA 4610FLR04
0001488767 REPLACE FREEZE STAT ON AH0001 4612D-AH0001
0001477481 ALIGN SHEAVES AND SET TENSION 4205-AH0002
0001477483 REPLACE BELTS AND SET TENSION 4205-AH0008
0001477235 CHECK AIR FLOW IN ALL CUBICLE AREAS OF RM 101, AIR BLOWING 

DOWN ON USERS
4306RM0101

0001495214 HOT WATER PUMP DPT STATUS NEEDS TO BE CHECKED. HVAC NOTIFIED 4353

0001492460 REPAIR EXHAUST FAN, INOPERATIVE 4353RM0103
0001486359 ADJUST HVAC CONTROLS TOO COLD 4482RM0100
0001480547 ADJUST HVAC CONTROLS/ TOO HOT  (NAVES NOTIFIED) 4200RM0601
0001483329 HV3-SAF...OFF/ALARM. SWINFORD NOTIFIED 4656-HV0003
0001480449 CHECK, REPAIR STATUS ON PRIMARY PUMP0002 4663
0001483287 CFM FOR BOTH SAF1 AND SAF2 IN HIGH ALARM. JOEL NOTIFIEED 4708
0001495264 HWC1-HWST HIGH IN ALARM. NOTIFIED MATT RICH. 4653
0001501372 REPLACE BELTS AND SET TENSION 4487AB-AH0020
0001488776 ADJUST HVAC CONTROLS TOO COLD 4705RMB0214
0001495471 HOT WATER PUMP 5 IN E9 IS OFF AND IN ALARM. HVAC NOTIFIED. 4481-HWP0005
0001483370 ADJUST HVAC CONTROLS TOO HOT 4202RM0223
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0001483321 ADJUST HVAC CONTROLS/ TOO COLD IN ROOMS 245, 247 AND 249 (64 

DEG.)  (SWINFORD NOTIFIED)
4708FLR02

0001483330 SAF6-SAF...OFF/ALARM. SWINFORD NOTIFIED 4708
0001486360 ADJUST HVAC CONTROLS TOO HOT 4708RM1107
0001501619 4493-RM160-RH  HUMIDITY SENSOR 4 IN LOW ALARM.  AK NOTIFIED. 4493RM0160
0001477362 4200 ROOM 302 TOO COLD WANT VENTS CLOSED 4200RM0302
0001477137 4718-AH5-SAF  UNIT TOGGLING.  J. MCCAGHREN REPORTS LOCATION 

INACCESSIBLE
4718-AH0005

0001483276 4653-CH1-ALARM SWINFORD NOTIFIED 4653
0001488525 ADJUST HVAC CONTROLS ON EAST END OF BLDG.  NO HEAT 4653EAST
0001470940 NOISY AH 4708RM0116A
0001474159 4708 DXAC-7 HIGH SPT FREY CHECKING 4708-DXAC0007
0001488748 RESTORE POWER AT 4707 HV06 SOFI ROOF/PM FIND. 4707-HV0006
0001470955 ADJUST HVAC CONTROLS TOO HOT, 84 DEGREES 4487RMB0276
0001470941 ADJUST HVAC CONTROLS/ TOO HOT 4708RM1121A
0001488707 EF2B-SAF...OFF/ALARM. NAVES NOTIFIED 4203
0001477343 FLUSH OUT ENTIRE BLDG. OF FUMES WITH OUTSIDE AIR 4202
0001477397 ADJUST HVAC CONTROLS TOO HOT IN THE SEB 4203RMB0305
0001483432 ADJUST HVAC CONTROLS TOO COLD 4566RM0105
0001488764 NO HEAT ( NAVES AWARE) 4205RM0103D
0001483295 4708B-SAF6  UNIT OFF IN ALARM.  L. NEWTON NOTIFIED. 4708
0001480454 BALANCE AIR, TOO HOT 4250RM0076
0001477183 RESET CONTROLLED AIR 4707RM0103
0001440558 MOTOR SHEAVES NEED REPLACE AT 4475 AH002 RM.143/PM FIND 4475-AH0002
0001486355 CHANGE FILTERS ON AH0001 4306-DXAC0001
0001483390 CHECK OPERATION OF AIRVENT ON AH0019 4708B-AH0019
0001467739 4481 HWP-1 ON IN ALARM FREY CHEKCING 4481-HWP0001
0001467738 4674 ROOM 208 TOO COLD FREY CHECKING 4674RM0208
0001488733 ALIGN PUMP AT 4708 MEZZANINE. 4708MEZZ
0001477081 201-210 COLD - PLEASE TURN HEAT ON. 4650FLR02
0001483414 ADJUST HVAC CONTROLS TOO HOT, 78 DEGREES IN THE AFTERNOONS IN 

1204 & 1209
4708RM1204

0001488528 CWING HV1-SAF...OFF/ALARM. NAVES NOTIFIED 4612
0001488529 A WING RM1105-SPT IN LOW ALARM. NAVES NOTIFIED 4708RM1105
0001488547 ADJUST HVAC CONTROLS/ TOO COLD/ 50 DEG. 4707TOWER
0001464719 ADJUST HVAC CONTROLS TOO COLD 4249RM0107
0001464765 ADJUST HVAC CONTROLS/ TOO COLD/ 65 DEG.  (SWINFORD NOTIFIED) 4493RM0111A
0001477180 4670-AH2 OFF ALARM  O WRIGHT NOTIFIED 4670-AH0002
0001483244 4623-CHWST LOW ALARM NAVES NOTIFIED 4623
0001483304 PORTABLE UNIT O.S. COOLING BLDG. NEEDS TO BE CHANGED OVER TO 

HEAT
4723

0001477416 REPLACE PRESSURE SWITCH ON STEAM STATION 4618FLR02
0001470594 ADJUST HVAC CONTROLS/ TOO COLD 4200RM0602
0001470596 ADJUST HVAC CONTROLS/ TOO COLD IN ROOMS AND THROUGHOUT C 

WING
4487RMC0127

0001483352 ADJUST HVAC CONTROLS/ NO HEAT IN NORTH HIBAY 4649NORTH
0001483384 ADJUST HVAC CONTROLS/ TOO HOT (IN THE 80'S) IN ROOMS 1103, 1105 4612FLR01
0001483362 HV2-SAF...OFF/ALARM. SWINFORD NOTIFIED 4613
0001483349 REPAIR LEAKING AC UNIT (NAVES NOTIFIED) 4728RM0103
0001474177 CWS-CWB1 IN ALARM. SWINFORD NOTIFIED 4473
0001488658 4470 LOW SPT AK CHECKING 4470
0001470923 ADJUST HVAC CONTROLS TOO COLD 4487RMC0183A
0001474107 ADJUST HVAC CONTROLS / TOO HOT 4481RM0107
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0001488668 NO HEAT 4705RMB0017
0001488678 REPAIR WALL MOUNTED AC/HEATER, INOPERABLE 4705RMB0117
0001483303 ADJUST HVAC CONTROLS/ TOO COLD 4315
0001486321 DISENGAGE HV0011A ( NEWTON) 4619RM0145
0001486322 DISENGAGE H&V0013B ( NEWTON) 4619RM0145
0001488552 VARIFY 4 LARGE HEATERS TO BE OPERATIONAL 4619RM0145
0001464914 ADJUST HVAC CONTROLS/ TOO HOT 4201RM0214
0001467736 ADJUST HVAC CONTROLS/ TOO COLD 4487RMC0228
0001467757 HEAT NOT WORKING IN PAINT SHOP 4760RM0101
0001470618 4663C ROOM 181 TOO COLD HVAC TO CHECK  FRIDAY MORNING 4663RMC0181
0001470641 REPAIR REHEAT ON AH0001 4493-AH0001
0001470726 4656-HV3-SAF  UNIT OFF IN ALARM.  SWINFORD NOTIFIED. 4656
0001470750 REPLACE BROKEN VALVE ON HWO0002 ( L. NEWTON FAMILIAR) 4612A-HWP0002
0001477540 4618-HV1-SAF  UNIT OFF IN ALARM.  HVAC NOTIFIED. 4618
0001483327 HV1-SAF...OFF/ALARM. SWINFORD NOTIFIED 4618-HV0001
0001470672 4487BC-AH7-RH HIGH ALARM  SWINFORD NOTIFIED 4487-BCWING
0001464766 ADJUST HVAC CONTROLS/ TOO COLD/ 66 DEG. 4487RMA0264
0001464858 ADJUST HVAC CONTROLS/ TOO HOT/ 80 DEG.  (ST. JOHN NOTIFIED) 4200RM0408
0001464862 ADJUST HVAC CONTROLS/ TOO COLD IN ROOMS 812 AND 818 4200FLR08
0001464918 4727 / 102 TURN OFF COOL AIR. 4727RM0102
0001470908 ADJUST HVAC CONTROLS/ TOO HOT 4566RM0107B
0001470738 AWING AH6-RAF...OFF/ALARM. NAVES NOTIFIED 4487-AWING
0001470889 ADJUST HVAC CONTROLS TOO HOT 4755RM0203
0001477175 REPLACE BROKEN BELT ON AH17 IN NORTH HIBAY 4755-AH0017
0001477135 4708A-AH4-SAF  UNIT OFF IN ALARM.  J. MCCAGHREN NOTIFIED. 4708
0001483434 REPLACE BELTS AND SET TENSION 4471-AH0009
0001483435 REPLACE BELTS AND SET TENSION 4471-AH0010
0001483333 STMV2-STMP; WITHOUT STEAM. C.ROBINSON NOTIFIED 4702
0001477476 REPLACE BELTS AND SET TENSION 4200-AH0001
0001483302 4705 /  CHECK BAD VIBRATION IN AH0015 ON MEZZININE IN THE NORTH 

MACHINE SHOP.  (   
4705-AH0015

0001464768 ADJUST HVAC CONTROLS/ TOO HOT/ 80 DEG. 4200RM0601
0001464963 4471-HWS-HWP1 OFF/A. J.MCCAGHREN NOTIFIED. 4471-HWP0001
0001464965 4583-AH1-SAF OFF/A. J.MCCAGHREN NOTIFIED. 4583-AH0001
0001470839 4619 /  NEED TO REPLACE BELT AT 4619 HV 011A EAST HI BAY/PM FIND. 4619EAST
0001464755 CHECK, EVALUATE NOISE COMING FROM EQUIPMENT RM 4201RM0529
0001458680 REPLACE HOFFMAN VALVES ON AH 7&8 4200RMG0042C
0001474115 REPLACE BELTS ON RAF0001 ( R. CORN) 4487A-RAF0001
0001477321 REPLACE BELTS ON EXHAUST FAN ( K. PULLUM) 4487RMC0213
0001470729 RESTORE OPERATIONS TO CONTROLS TO PRIMARY PUMP #2 4663
0001474113 ADJUST HVAC CONTROLS/ TOO COLD IN ROOM 220 A, B, AND C----NO 

HEAT
4708RM0220

0001464748 PULL PUMP AND CARRY TO SHOP FOR REPAIRS 4487C-HWP0001
0001467773 4202-SAF1-SAF OFF/ALARM. M.RICH NOTFIED. 4202-SAF0001
0001470656 4202-SAF1 OFF ALARM SWINFORD NOTIFIED 4202-SAF0001
0001470969 ADJUST HVAC CONTROLS TOO COLD IN RM'S 26 & 28 4612RM0028
0001474112 ADJUST HVAC CONTROLS/ TOO COLD 4201RM0340B
0001414845 REPLACE MOTOR SHEAVE ON DXAC0003 4663B-DXAC0003
0001461534 REPAIR AC-UNIT 4306
0001477176 4619-AH5A OFF ALARM O WRIGHT NOTIFIED 4619
0001477190 4612-UPS-SPT HIGH ALARM SWINFORD NOTIFIED 4612
0001458894 4481-AH16-SAF  UNIT OFF IN ALARM.  J. MCCAGHREN NOTIFIED. 4481-AH0016
0001464636 AH1-SAF OFF IN ALARM. NOTIFIED LARRY NAVES. 4583-AH0001
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0001464739 TURN OFF AIR IN ROOMS 125 AND 126 4654FLR01
0001470756 ADJUST HVAC CONTROLS/ TOO HOT (85 DEG.) 4666RM0365
0001477113 REPLACE BELT ON AH0001 4747-AH0001
0001477114 REPAIR REPLACE COUPLING ON HWP0001 4747-HWP0001
0001470791 REPLACE BELTSAND ALIGN SHEAVES 4755-AH0015
0001470793 REPLACE BELTS AND SET TENSION 4755-AH0042
0001470794 REPLACE BELTS AND SET TENSION 4755-EAF0001
0001470796 REPLACE BELTS AND ALIGN SHEAVES 4755-EAF0003
0001477220 4487-AH3-VAV6, PLEASE CHECK HOT WATER FLOW 4487
0001477223 4487-AH3-VAV17, PLEASE CHECK HOT WATERT FLOW 4487
0001458736 FREEZING COLD - TURN UP HEAT IN ROOM B263 4487RMB0263
0001461588 ADJUST HVAC CONTROLS TOO HOT 4202RM0522
0001464834 TURN ON HEAT IN AC UNIT 4530
0001467731 CRU1 IN STATE OF ALARM. NOTIFIED LARRY NAIVES. 4759-CRU0001
0001470614 ADJUST HVAC CONTROLS IN A167 4663-AWING
0001474139 ADJUST HVAC CONTROLS TOO COLD 4619RM0157
0001477438 ADJUST HVAC CONTROLS TOO COLD 4612RM0028
0001477075 HWS-HWP3...OFF/ALARM. NAVES NOTIFIED 4610-HWP0003
0001464678 4619-AC5-SAF, RETURN CONTROL TO UCS. M.RICH NOTIFIED. 4619RM0148A
0001464692 4655-DXAC2-SAF  UNIT IS NOT HEATING PROPERLY.  M. RICH NOTIFIED. 4655-DXAC0002
0001477100 REPLACE THERMOMETER ON HOT WATER SYSTEM 4747
0001464847 REPLACE BELTS AND SET TENSION 4663C-RAF0003
0001464848 REPLACE BELTS AND SET TENSION 4663C-AH0003
0001464912 ADJUST HVAC CONTROLS/ TOO HOT 4487RMC0127
0001467283 ADJUST HVAC CONTROLS/ TOO COLD 4202RM0102A
0001470578 ADJUST HVAC CONTROLS TOO COLD 4316
0001470716 REPAIR CT BYPASS VALVE, OPEN/ALARM. M.RICH NOTIFIED. 4473-VLV0015
0001470719 STMV2-STMP IN HIGH ALARM. JODY NOTIFIED 4702
0001470762 ADJUST HVAC CONTROLS TOO HOT, IN THE 80'S IN RM'S 1103 & 1105 4612FLR01
0001470789 RESET VFD ON CHWP1 AND RESET AH#4  (HAMM) 4353-CHWP0001
0001458698 ADJUST HVAC CONTROLS/ TOO HOT (78 DEG.) 4487RMC0243
0001458895 4481-AH17-SAF  UNIT OFF IN ALARM.  J. MCCAGHREN NOTIFIED 4481
0001464869 ADJUST HVAC CONTROLS TOO HOT 4202RM0518
0001467715 RESTORE STEAM TO AH-UNIT 4760EAST
0001458878 REPLACE BAD DEFUSER ON AH-B013 ( P.   FAMILIAR) 4708RM0202
0001464934 4493 ROOM 111 TOO COLD FREY CHECKING 4493RM0111
0001461590 4707 AH-4 OFF IN ALARM FREY CHECKING 4707-AH0004
0001477363 4705 AH-3 OFF IN ALARM AK CHECKING 4705-AH0003
0001467734 ADJUST HVAC CONTROLS/ TOO COLD--57 DEG.  (NAVES NOTIFIED) 4674RM0208D
0001470674 4524-CH1- OFF ALARM HVAC NOTIFIED 4524-CHLR0001
0001470714 4481-HWC1-HWST IN LOW ALARM. M.RICH NOTIFIED. 4481RM0300
0001480458 CHILLER IS IN ALARM. HVAC NOTIFIED. CHILLER HAS BEEN RESET AND 

IS CLEARED.
4628

0001470759 HWC1-HWST IN LOW ALARM. NAVES NOTIFIED 4561
0001455872 REPLACE BELTS AND BELT GUARD ON AH0001 4733-AH0001
0001464840 REPLACE BELTS AND ALIGN SHEAVES 4205-AH0014
0001464841 REPLACE FAN AND MOTOR SHEAVES 4728-AH0001
0001464843 REPLACE BELTS AND SET TENSION 4727-AH0002
0001470671 CHECK BANGING NOISE, POSSIBLY COMING FROM AN AH-UNIT 4619RM0131
0001452904 4670-8THLVLV-SPT IN HI ALARM 4670
0001458523 ADJUST HVAC CONTROLS TOO COLD ( SWINFORD FAMILIAR) 4600RM5215
0001458715 ADJUST HVAC CONTROLS/ TOO COLD IN HALLWAY NEAR ROOM 118 4628FLR01
0001464932 REPLACE  BURNED HV#3 BELTS 4487RMBC0101
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0001464609 ADJUST HVAC CONTROLS/ TOO COLD  (NOTIFIED NAVES) 4315RM0107
0001461535 CONDENSING ON THE NORTH SIDE IS SHORT CYCLING. LARRY NAVES 

NOTIFIED.
4306

0001458917 4200 EAF 1 RM G1 BELTS NEED CHANGING  PM FIND 4200-EAF0001
0001458786 REPAIR REPLACE MOTOR BEARINGS 4619-HWP0002
0001464845 REPAIR/REPLACE MOTOR BEARING 4707-AH0012
0001470795 CLEAN UP FROM WATER TANK (HAMM) 4708
0001458743 4493 AH-6 LOW RH% FREY CHECKING 4493-AH0006
0001458656 4605-CHLR1-CHWP1 IS OFF AND IN ALARM.  TOM FREY NOTIFIED. 4605-CHWP0001
0001458650 4487B-AH4-RH IN LOW ALARM 4487
0001458899 RAF IS OFF AND IN ALARM. HVAC NOTIFIED. 4476-AH0003
0001474104 REPAIR NOISY AH0005 4718-AH0005
0001458655 4707 / 109A REPAIR HEATER AND FAN OPERATION IN AIR HANDLERS # 

4707-AH0004 AND 4707-AH0005, LOCATED IN CEILING OF LAB 109A.
4707RM0109A

0001461525 REPLACE FILTER ON HUM0004 4705-HUM0004
0001464905 AWING HWP2 IN E6 IS OFF AND IN ALARM. LARRY NAVES NOTIFIED. 4612
0001458662 4471-AH8-SAF OFF/ALARM. M.RICH NOTIFIED. 4471RMC0105B
0001458692 REPAIR HUMIDIFIER #2 4707-HUM0002
0001458627 4707-AH33-RH IN LOW ALARM, SWINFORD NOTIFIED 4707-AH0033
0001458787 REPAIR REPLACE MOTOR BEARING ON HWP0007 4619-HWP0007
0001452793 4487AB STMV IN HIGH ALARM & FAILED SWINFORD CHECKING 4487
0001452815 4250-AH1-RAF IS OFF ALARM, NAVES NOTIFED 4250-AH0001
0001458845 TURN BACK ON OFF/MANUAL SWITCH 4653RM0035
0001461521 TOO COLD. INTERMITTENT BLAST OF COLD AIR DOWN THE BACKS OF 

THE CONSOLE OPERATORS. SEE ERIC HERRON 544-6076.
4629RM0108

0001461567 REPAIR HUM0005 4650-HUM0005
0001458916 4200 EAF 2 RM G1 NEED BELTS CHANGED  PM FIND 4200-EAF0002
0001458694 ADJUST HVAC CONTROLS/ TOO COLD (NOTIFIED NAVES) 4494RM0002
0001458811 ADJUST HVAC CONTROLS TOO HOT 4202RM0417
0001461563 ADJUST HVAC CONTROLS TOO HOT 4200RM0612
0001458524 ADJUST HVAC CONTROLS/ TOO COLD 4610RMC0100
0001458608 ADJUST HVAC CONTROLS TOO COLD, 65 DEGREES 4610RM4043A
0001458683 ADJUST HVAC CONTROLS / TOO COLD/ 67 DEG. IN ROOM AND 

SURROUNDING AREA
4610RM3032

0001434967 REPAIR GREASE LINE ON AH0003 NORTH SIDE ROOF 4315-AH0003
0001452715 4612C AH-1 OFF IN ALARM FREY CHECKING 4612C-AH0001
0001458668 4471-AH1-SAF  UNIT OFF IN ALARM.  J. MCCAGHREN NOTIFIED. 4471-AH0001
0001458777 HV3 IS ON AND IN ALARM. LARRY NAVES NOTIFIED. 4619-HV0003
0001461581 ROOM TOO HOT, ADJUST TEMPATURE 4619RM0153
0001464589 USERS ARE TO COLD IN RM108. LARRY NAVES NOTIFIED. 4629RM0108
0001467679 ADJUST HVAC CONTROLS TOO COLD 4610RM1077
0001464875 ADJUST HVAC CONTROLS/ TOO HOT (ST. JOHN NOTIFIED) 4200RMG0013D
0001464897 HWP1 AND HWP2 ARE OFF AND IN ALARM. LARRY NAVES NOTIFIED. 4471
0001464977 ADJUST HVAC CONTROLS/ TOO HOT 4200RMG0013
0001470888 RETURN AIR FAN IS OFF AND IN ALARM. HVAC NOTIFIED. 4708A-AH0021
0001452878 4731 AH-1 OFF IN ALARM FREY CHECKING 4731
0001458749 SUPPORT MILLWRIGHT 4475
0001464673 4605 CRU2 OFF ALARM J HAMM NOTIFIED 4605-CRU0002
0001470786 CH1-CHWST IN HIGH ALARM. SWINFORD NOTIFIED 4605
0001458597 ADJUST HVAC CONTROLS/ TOO COLD 4705RMB0105
0001458754 4201-PABX-SAF1  UNIT OFF IN ALARM.  J. MCCAGHREN NOTIFIED. 4201
0001458898 RAF IS OFF AND IN ALARM. HVAC NOTIFIED. 4487A-AH0006
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0001434970 ON THE ROOF CLOSEST TO THE ACCESS DOOR NEEDS TO HAVE THE 

BEARINGS CHECKED. THEY ARE MAKING A GRINDING NOISE.
4761-EAF0001

0001421557 GREASE LINE WAS DISCONNECTED NEEDS REPAIRED 4487A AH22 
RM.A236/E25.

4487A-AH0022

0001449856 ADJUST HVAC CONTROLS/ TOO HOT 4201RM0340
0001449881 ADJUST HVAC CONTROS/ TOO HOT/ 84 DEG. 4200RM0828S
0001470760 ERV2-SAF...OFF/ALARM. NAVES NOTIFIED 4315
0001470689 4747 / E-1 CHECK FILTER CONDITION ON AH-1. 2326 4747-AH0001
0001458783 REPAIR REPLACE MOTOR BEARINGS ON AH0030 4619-AH0030
0001446588 4561-CH1-CTL  CHILLER OFF IN ALARM.  J. MCCAGHREN NOTIFIED. 4561-CHLR0001
0001455901 4619-HV2-SAF OFF/ALARM, M.RICH NOTIFIED. 4619-HV0002
0001455902 4619-HV5-SAF OFF/A. M,RICH NOTIFIED. 4619-HV0005
0001446395 4623-CH2 CHWRT IN HIGH ALARM. M.RICH NOTIFIED. 4623-CHLR0002
0001446396 4708-AHB11-SAF OFF/A. M.RICH NOTIFIED. 4708-AH0B11
0001446424 4570-AH4-SAF  UNIT OFF IN ALARM.  M. RICH NOTIFIED. 4570-AH0004
0001446425 4631-CHLR1-CTL  CHILLER OFF IN ALARM.  M. RICH NOTIFIED. 4631-CHLR0001
0001458660 4200-AH7-SPT IN HIGH ALARM. J.HAM NOTIFIED. 4200RMG0042B
0001452790 4619-AH5A-SAF OFF ALARM, OSCAR NOTIFED 4619
0001446480 REPLACE CONDENSATE PAN UNDER AIR HANDLER.  PAN IS LEAKING 

FILL ROOM WITH WATER AND SPILLING INTO HALL.
4653WEST

0001440482 BELTS NEEDS REPLACE AT 4607 EAF 23 EAST SIDE ROOF RM.110/PM FIND 4607-EAF0023

0001440476 4607 EX FAN 14 WEST WALL NEEDS BELTS REPLACED  PM FIND 4607-EAF0014
0001440477 4607 EX FAN 13 WEST WALL NEEDS BELTS REPLACED  PM FIND 4607-EAF0013
0001452684 ADJUST HVAC CONTROLS/ TOO HOT  (CORN) 4708RM1244
0001452781 RECEIVED HOT CALL FROM TWANNA LEE THAT RM1228 IS TOO WARM. 

NOTIFIED TOM STEWART.
4708

0001455868 ADJUST HVAC CONTROLS/ TOO COLD/ 67 DEG. 4708RM0102
0001458572 HUMIDIFIER IS LEAKING ON TOP OF EMI TEST CHAMBERS2. HUMIDIFIER 

WATER PIPE MAY BE STOPPED UP: THERE IS A WATER HAMMER NOISE IN 
ONE OF THE PIPES

4708RM1191

0001440474 4564 AH 2 NEEDS BELT REPLACED EAST SIDE PM FIND 4564-AH0002
0001440475 SET TENSION TO BELT AT 4553 AH 01 RM.E1/PM FIND 4553-AH0001
0001458718 REPAIR BLOWER BEARINGS 4614-DXAC0002
0001440561 4760 HV8 NEEDS BELTS REPLACED PM FIND 4760-HV0008
0001458665 4203 WALK-IN FREEZER IN HIGH ALARM AK CHECKING 4203
0001443589 ADJUST HVAC CONTROLS TOO COLD 4202RM0222A
0001440424 REPLACE BELTS AND SET TENSION 4612A-AH0003
0001440423 REPLACE BELTS AND SET TENSION 4612A-AH0002
0001440429 REPLACE BELTS AND SET TENSION 4612A-AH0007
0001440542 REPLACE BELTS ON H&V 1B - WEST HIBAY 4619
0001440480 4607 EX FAN 9 WEST WALL NEEDS BELTS PM FIND 4607-EAF0009
0001446530 4315-EVR2-SAF OFF ALARM, NAVES NOTIFED 4315
0001446550 ADJUST HVAC CONTROLS TOO COLD 4306RM0101
0001446551 ADJUST HVAC CONTROLS/ TOO COLD 4207RM0140
0001464569 AH16 SAF MOTOR GETTING HOT. NOTIFIED STEVE SWINFORD. 4481
0001464731 REPAIR REPLACE BELTS ON VENT HOOD 4707RM0156
0001440479 4607  EX FAN 10 WEST WALL NEEDS BELTS REPLACED PM FIND 4607-EAF0010
0001458874 ADJUST HVAC CONTROLS/ TOO HOT/ TURN BLOWERS BACK ON 4705RMB0111
0001461530 ADJUST HVAC CONTROLS TOO HOT 4705RMB0111
0001458882 UNIT IS OFF AND IN ALARM. LARRY NAVES NOTIFIED. 4481-AH0017
0001458888 4481 AH-16 ON IN ALARM FREY CHECKING 4481-AH0016
0001446505 4708 AHB-4A ROOM B-4 HIGH SPT FREY CHECKING 4708RMB0004
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0001446473 RELOCATE DP SWITCH ON HUM0001 ( NEWTON FAMILIAR) 4631-HUM0001
0001440534 REPLACE FILTERS ON AH5 4631-AH0005
0001440412 MENS RESTROOM FREEZING COLD IN ROOM 1221 4708RM1221
0001446543 ADJUST HVAC CONTROLS TOO HOT IN LOBBY 4200FLR01
0001440564 BELT NEEDS REPLACE AT 4475 AH012 RM.144/PM FIND 4475-AH0012
0001458626 ADJUST HVAC CONTROLS/ TOO COLD 4200RM0822F
0001458664 FREEZ1-ALARM IN ALARM. JODY NOTIFIED 4203
0001440309 4203-EF2A-EAF  FAN OFF IN ALARM.  M. RICH NOTIFIED. 4203-EAF0002
0001440570 4610-AH25-SAF OFF/A, J.MCCAGHREN NOTIFIED. 4610-AH0025
0001443629 4471-AH8-SAF  UNIT OFF IN ALARM.  M. RICH NOTIFIED. 4471
0001458865 REPAIR OUTSIDE AIR DAMPER ON AH-1 BINDING. 2326 4718-AH0001
0001452787 4619-AH5A-SPT IN LOW SPT ALARM. M. RICH NOTIFIED. 4619-AH005A
0001452794 4663A-RM011-SPT  SPACE TEMPERATURE IN LOW ALARM.  J. MCCAGHREN 

NOTIFIED.
4663

0001452900 4708A-HWC2-HWST IN LOW ALARM 4708
0001455852 NO AIR FLOW/ IN ALARM 4631RMB104
0001440545 REPLACE BELTS ON H&V 6 - WEST HIBAY 4619
0001464803 4663 CHILLER 1 & 2 HIGH CHWST AK CHECKING 4663B-CHLR0001
0001452782 HV7C SAF IS OFF IN ALARM. NOTIFIED TOM STEWART. 4619
0001440531 CHECK AND REPAIR OUTSIDE AIR DAMPER CONTROLS ON AH0001 4747-AH0001
0001443564 REPAIR LEAKING PNEUMATIC T-STAT ( WRIGHT AWARE) 4561RM0111
0001446392 4207-AH1-SAF IS OFF AND IN ALARM PER WALLACE JOHNSTON.  STEVE 

SWINFORD NOTIFIED.
4207-AH0001

0001446393 4207-AHB1-SAF IS OFF AND IN ALARM PER WALLACE JOHNSTON.  STEVE 
SWINFORD NOTIFIED.

4207-AH00B1

0001452810 AC ALARM (O.WRIGHT NOTIFIED) 4727
0001440243 4723-DXAC4-SPT IS TOGGLING.  TOM FREY NOTIFIED. 4723RM0117
0001437699 TEMPERATURE NEEDS TO BE ADJUSTED IN 4727, 115.  TEMPS ARE 

AVERAGING 55-60 DEGREES - TOO COLD!
4727RM0115

0001446276 ADJUST HVAC CONTROLS/ TOO HOT AND STUFFY 4708RM1228
0001428557 REBUILD CHILLWATER PUMP#2 4471
0001440326 4708 / B-12 PLEASE CHECK AHU FOR B-12.  IT`S MAKING STRANGE NOISES 

AND SEEMS TO BE "BOGGING DOWN" EVERY COUPLE OF MINUTES.
4708RMB0012

0001428718 BELT NEEDS REPLACE AT 4561 EAF03,EXHAUST BLOWER FAN,ROOF/PM 
FIND

4561-EAF0003

0001440552 REPAIR WATER LEAK ON H&V 6B - WEST HIBAY 4619
0001458522 ADJUST HVAC CONTROLS/ TOO HOT 4250RM0046C
0001435036 REPAIR CONTROLS ON H&V0002 4667-HV0002
0001437736 CRU1 IS MAKING A LOUD NOISE. S.SWINFORD NOTIFIED. 4663
0001440340 EF2A-SAF...OFF/ALARM. NAVES NOTIFIED 4203
0001440341 VERIFY OPERATION OF EXF2B-SAF. NAVES NOTIFIED 4203
0001440555 4666-CH1-CTL OFF/A. J.MCCAGHREN NOTIFIED. 4666-CHLR0001
0001446525 4663B-RM160-SPT2 IN HI ALARM, SWINFORD NOTIFIED 4663
0001452827 AH 3, 5, 6 AND 7 NEEDS RESETING 4493
0001440464 4621 AH 1 NEEDS BELTS REPLACED 2 EA B60 PM FIND 4621-AH0001
0001440484 BELTS NEEDS REPLACE AT 4607 EAF 08 HI BAY, WEST WALL RM.110/PM 

FIND
4607-EAF0008

0001446282 ADJUST HVAC CONTROLS/ TOO COLD--64DEG. 4202RMB0111A
0001446359 ADJUST HVAC CONTROLS TOO COLD 4202RMB0111A
0001446538 ADJUST HVAC CONTROLS/TOO HOT IN THE LOBBY 4200
0001449930 REPAIR DXAC 0001 4203
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0001437708 SUMP 1 IS IN LOW ALARM. LARRY NAVES NOTIFIED. H.WRIGHT ONSITE. 4473

0001440453 ADJUST HVAC CONTROLS/ TOO COLD 4666RM0210A
0001440487 WAY TOO COLD - ADJUST AC 4207RM0140C
0001435038 REPAIR CONTROLS ON H&V0004 4667-HV0004
0001435058 RESET AIR CONDITIONING UNIT DUE TO FIRE ALARM  (THIGPEN)  (NAVES 

NOTIFIED)
4312

0001435092 STEAM STATION IS READING 0PSI. LOCATED IN E22. LARRY NAVES 
NOTIFIED.

4487-CWING

0001437726 4605-CH1-CTL SHORT CYCLING. M.RICH NOTIFIED. 4605-CHLR0001
0001440430 REPLACE BELTS AND SET TENSION 4612B-AH0001
0001446539 4570-CH2-CTL IS CYCLING OFF IN ALARM, NAVES NOTIFIED. 4570-CHLR0002
0001455899 4481-AH17-SAF OFF/A, J.MCCAGHREN NOTIFIED. 4481-AH0017
0001461616 RECEIVED CALL FROM WANDA SYMORE THAT RM 1128 HAS VERY HIGH 

HUMIDITY. NOTIFIED LARRY NAIVES.
4708RM1128

0001458873 ADJUST HVAC CONTROLS/ TOO COLD 4708RM0202
0001449904 4696 /  RESTORE POWER TO UNIT AT 4696 AH03 RM.01/PM FIND. 4696-AH0003
0001440466 4207 HV 1 ROOM 148 E09 MOTOR WILL NOT RUN  PM FIND 4207-HV0001
0001458785 REPAIR REPLACE MOTOR BEARINGS ON AH0032 4619-AH0032
0001449855 UNSTOP DRAIN ON AH 4653RM0025
0001464611 CHANGE FILTER ON DEHUMIDIFIER 4705RM0108
0001446259 4348 / 100 REPAIR WINDOW UNIT AIR CONDITIONER IN SHOP AREA. 4348RM0100
0001446307 4251-UH2-SAF, OFF ALARM. 4251-DXAC0003
0001446406 4612C-AH1-SAF  UNIT OFF IN ALARM.  J. MCCAGHREN NOTIFIED. 4612
0001446407 4612C-AH1-SAF  BLOWER ASSEMBLY BEARINGS NEED TO BE CHECKED 

PER J. MCCAGHREN.
4612

0001455907 ADJUST HVAC CONTROLS TOO HOT 4708RM1209
0001434989 4561-CH1-CTL  CHILLER OFF IN ALARM.  R. CLARK NOTIFIED. 4561-CHLR0001
0001435041 REPAIR CONTROLS ON H&V0007 4667-HV0007
0001437687 RM A223 USER REPORTS THAT IT IS TOO COLD. FEED BY AH22A AND 

AH22B, THERE ISN'T A TEMP DROP ACCROSS THE HOT WATER VALVE. 
LARRY NAVES NOTIFIED.

4663RMA0223

0001440186 PUMP IS ON AND IN ALARM. CHILLER IS OFF BY SETPOINT AND CLEAR. 
LARRY NAVES NOTIFIED.

4524-CHWP0002

0001434903 ADJUST HVAC CONTROLS TOO COLD IN C172 A&B 4487FLR01-C
0001440246 4708A-AH20-RAF OFF/ALARM. J.MCCAGHREN NOTIFIED. 4708A-AH0020
0001440404 LAB TEMPERATURE MUST BE 70 DEGREES - HAS DROPPED TO 66 

DEGREES
4707RM0103

0001434828 4473-SUMP1-LO_ALARM MR NAVES NOPTIFIED 4473
0001443625 PLEASE INVESTIGATE A HUMIDITY ALARM THAT KEEPS GOING OFF 

CONTINUALLY IN THIS LAB.
4205RM0105E

0001452679 REPAIR BROKEN COIL 4708RM1123A
0001440410 ADJUST HVAC CONTROLS/ TOO COLD 4663RMA0221
0001446439 ADJUST HVAC CONTROLS TOO COLD 4612RM1310
0001446517 REPAIR AHU INSIDE CRITICAL STORAGE LOCK UP, VERY NOISY 4650RM0031A
0001446503 4481 AH-11 ON IN ALARM AK CHECKING 4481-AH0011
0001432002 4473 CHILLER 5 OFF IN ALARM FREY CHECKING 4473-CHLR0005
0001428721 REPLACE BELT AT 4707 AH18 WATER BLAST ROOF/PM FIND 4707-AH0018
0001428723 REPLACE BELT AT 4707 AH25 HI BAY EAST END RM.119/PM FIND 4707-AH0025
0001440469 REPAIR VFD ON MOTOR 4487
0001446438 REPLACE MOTOR ON AH0007 4487RMB0126F
0001446516 REPLACE FAN BEARINGS ON AHU AND CLEAN FAN 4708-AH0B4A
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0001443630 4612A-AH6-SAF  J. MCCAGHREN REPORTS UNIT HAS BAD MOTOR AND 

NEEDS BELT.  K. BEVIS NOTIFIED.
4612

0001440530 CHECK MOTOR ON H&V 5 - WEST HIBAY 4619
0001440537 CHECK MOTOR ON H&V 2A - WEST HIBAY 4619
0001431942 ADJUST HVAC CONTROLS TOO HOT, 80 DEGREES 4200RM0601B
0001443547 ADJUST HVAC CONTROLS TOO HOT, TEMP IN THE 80'S IN 601B & 603A 4200FLR06
0001418376 CHILLER OIL LEVEL LOW (   FAMILIAR) 4561-CHLR0001
0001421584 4663A-RM109-RH1 HIGH ALARM MR NAVES NOTIFIED 4663
0001421730 4353-AH2-SAF  UNIT OFF IN ALARM.  J. MCCAGHREN NOTIFIED. 4353-AH0002
0001440578 B5A NSSE VAULT TOO HOT. INSPECT "RETURN AIR DUCT SECURITY 

SCREEN" OVER VAULT. CLEAN AS NECESSARY. CONTACT W.JOHNSTON 4-
4017 TO COORDINATE ACCESS TO SECURE AREA.

4207RMB0005A

0001425593 4570-AH4-SAF  UNIT OFF IN ALARM.  J. MCCAGHREN NOTIFIED. 4570-AH0004
0001412129 REPLACE FAN BEARINGS ON AH0003 4493-AH0003
0001428594 NOISY AH 4708RMB0012
0001428655 CHANGE BELTS ON EAF0015, MAKING NOISE( PULLUM) 4612-EAF0015
0001403242 REPLACE 1/4" SOLENOID VALVE ON HUMIDIFIER ON CRU0003 4663C-CRU0003
0001432005 4612A-UPS-VENT, OFF/A. J.MCCAGHREN NOTIFIED. 4612-UPS0001
0001432007 4708B-SAF6 (AH19)-SAT, REPAIR SENSOR, READING -37.1 DEGS. JOEL 

NOTIFIED.
4708B-AH0019

0001434761 4650-AH0002 /  CHECK OUT FRESN AIR DAMPER. REPAIR AS NECESSARY. 4650-AH0002
0001434838 REPAIR STATUS ON H&V0003 4650-HV0003
0001446361 ADJUST PACKING ON CONDENSER PUMP #3 4473
0001437702 ADJUST HVAC CONTROLS/ TOO COLD 4619RM0165
0001440579 CHECK BELTS AND BEARINGS ON AH0007 IN E-5A ON WEST END OF A-

WING.
4663A-AH0007

0001434919 REPLACE BELTS AND SET TENSION 4610-RAF0031
0001425609 4650 /  4650 HV11 EAST END OVER HVAC SHOP NEECS BELTS 

REPLACEDPM GENERATED
4650-HV0011

0001425617 4650 /  4650 HV 17  NORTH HI BAY NEEDS BELTS CHANGEDPM 
GENERATED

4650-HV0017

0001435084 ADJUST HVAC CONTROLS/ TOO COLD 4315
0001425588 4723 DXAC ALL HAVE HIGH SAT'S FREY RESETTING CONDENSOR 4723
0001428618 4705-CHWS-PSI IN LOW ALARM. J.MCCAGHREN NOTIFIED 4705
0001434837 REPLACE MOTOR ON H&V0005 4650-HV0005
0001440468 DISABLE FIRE SYSTEM 4612RM0030
0001428767 CRU01 IS IN ALARM. HVAC NOTIFIED. 4759-CRU0001
0001428555 ADJUST HVAC CONTROLS/ TOO COLD 4201RM0622
0001440300 4707-AH9-SPT LOW ALARM J HAMM NOTIFIED 4707
0001431948 BWING DXAC4 IS ON AND IN ALARM. HVAC NOTIFIED. 4708
0001434748 ADJUST HVAC CONTROLS TOO COLD, 68 DEGREES 4708RM0218
0001440308 4610-SPMP1-SUHIAL SUMP PUMP 1 IN HIGH ALARM.  T. RITTER NOTIFIED. 4610

0001415038 AH 1 ROOMC110 E20 NEEDS BELTS REPLAC3D PM REQUEST 4487C-AH0001
0001421578 AH0014 LOCATED IN THE CLEAN ROOM NEEDS TO HAVE THE MOTOR 

BEARINGS CHECKED. THEY ARE MAKING A LOT OF NOISE.
4708A-AH0014

0001421551 BEARING MAKING NOISE ON THE SHEAVE SIDE AT 4481 AH 04 RM.229/E05. 4481-AH0004

0001421553 /  BELTS NEEDS REPLACE AT 4481 AH02 RM.262/E06 PM REQUEST. 4481-AH0002
0001421555 RAF20 4487C NEED 2 NEW BELTS A68 ROOM C213 E 60 4487
0001421560 BELTS NEEDS REPLACE AT 4487C AH21 IN RM.C213 RM.E60./PM REQUEST. 4487C-AH0021

0001425614 REPAIR CONTROLS ON H&V 0001 4667
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0001428499 ROOM 151 STATIC PRESSURE IS IN LOW ALARM. HVAC NOTIFIED. 4708RM0151
0001425543 TOO COLD 4201RM0437B
0001428501 ADJUST HVAC CONTROLS/ TOO COLD 4487RMAB0214
0001434830 4493-RN120-RH HIGH ALARM NAVES NOTIFIED 4493
0001434914 ADJUST HVAC CONTROLS TOO HOT 4201RM0119
0001437739 REPAIR NOISY AH ON WEST SIDE OF AWING 4663WEST
0001440353 AIR HANDLER CONDENSATE DRAIN STOPPED UP 4493RM0157
0001415207 4708 / 207 ADJUST HVAC - TOO HOT 4708RM0207
0001440416 HV0005 - SLOW DOWN FAN ROOM 21 4650RM0021
0001409329 CHWS-ALARM IN ALARM. NAVES NOTIFIED 4612
0001440314 4755-AH17  PIPEFITTERS TO REPAIR WATER LEAK COMING FROM UNIT. 4755-AH0017
0001440291 UNSTOP DRAIN ON AH1 4653-AH0001
0001434982 4583 ROOM 180 HIGH SPT AK CHECKING 4583RM0180
0001415111 BUILDING STATIC PRESSURE IS TOGGLING INTO HIGH ALARM. LARRY 

NAVES NOTIFIED.
4202

0001428477 AWING AH4 SUPPLY AIR TEMP ON ZONE 6 IS READING HIGH ALARM. 
HVAC NOTIFIED. FEEDS ROOM A178 SOUTH SIDE.

4663-AWING

0001428751 THE ROOM IS SET TOO COLD.  IT IS USUALLY 67-69  DEGREES MAKING IT 
UNCOMFORTABLE FOR WORKERS.

4493RM0135

0001434882 ADJUST HVAC CONTROLS/ TOO HOT/ NO AIR/ 80 DEG. 4605RM0008
0001434848 REPLACE CHILLWATER THERMOMETERS ON AH20 4708BSMT
0001425607 4667 /  4667 HV5 NEEDS BELTS REPLACED 2 EA. B91 PM GENERATED 4667-HV0005
0001440206 PROVIDE SUPPORT FOR THE MILLWRIGHTS TO REMOVE A BLOWER 

FROM AH0005 IN E-2.
4205-AH0005

0001440259 REPAIR DAMPER , ZONE 4 ON AH0001 4493-AH0001
0001418410 CHECK PURGE ON CHLR0007 (  4473-CHLR0007
0001415153 4619 AH-6A ON IN ALARM FREY CHECKING 4619-AH006A
0001415154 4619 AH-7 ON IN ALARM FREY CHECKING 4619-AH0007
0001418401 4200 ELEVATOR ROOM TOO HOT FREY CHECKING 4200
0001428588 SAF1 CFM IS IN HIGH ALARM AT 60 CFM. HVAC NOTIFIED. 4708B-SAF0001
0001443538 REPAIR CONTROLS ON HV0007 ( NEWTON) 4619-HV0007
0001428608 UNIT IS OFF AND IN ALARM. LARRY NAVES NOTIFIED. 4315-AH0004
0001428640 AH4-SAF...OFF/ALARM. NAVES NOTIFIED 4315-AH0004
0001423488 REPLACE BELTS AND SET TENSION ABOVE CEILING 4250-AH0005
0001415108 ADJUST HVAC CONTROLS TOO HOT 4202RM0127
0001412122 ADJUST HVAC CONTROLS TOO HOT 4200RM0120
0001415158 4708-AHB13-RAF OFF/A. RESTORE TO SERVICE. J.MCCAGHREN NOTIFIED. 4708-AH0B13

0001415165 4619-AH7-SAF, OFF/A, J.MCCAGHREN NOTIFIED. 4619-AH0007
0001421729 4203-AH7-SAF  UNIT OFF IN ALARM.  R. CLARK NOTIFIED. 4203-AH0007
0001428706 4708-AH'S  AIR HANDLERS 6,7,10, & 11 OFF IN ALARM.  L. NEWTON 

NOTIFIED.
4708

0001432016 ADJUST HVAC CONTROLS TOO HOT IN 956 & 956A 4200FLR09
0001434839 4708B-AH20-RAT HIGH ALARM SWINFORD NOTIFIED 4708
0001421610 REPLACE BELTS ADN SET TENSION ON AH0001 4241-AH0001
0001434816 CHANGE OUT 12 - 20 X 20 X 2 PLEATED FILTERS ON CLEAN ROOM TENT 

PER USER REQUEST.
4705FLR01

0001414883 REPAIR OR REMOVE BALANCING VALVE ON AH0003 ( L. NEWTON 
FAMILIAR)

4612D-AH0003

0001415087 CHILLER IS IN GENERAL ALARM. SWINFORD NOTIFIED. 4653
0001415159 4619-AH6A-SAF, RETURN CONTROL TO UCS. J.MCCAGHREN NOTIFIED. 4619-AH006A
0001421623 CLEAN MINERAL DEPOSITS FROM WITHIN HUMIDIFIER #5  (RICH) 4650-HUM0005
0001428570 NO AIR (NAVES NOTIFIED) 4708RM1237
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0001414818 NONE OF THE SUPPLY AIR FAN WOULD OPERATE WHEN PUT IN-HAND 

FROM THE DISCONNECT AT 4667 INSIDE NORTH WALL.PM GENERATED
4667

0001415164 4619-AHB1-SAF OFF/A , RESTORE TO SERVICE. J.MCCAGHREN NOTIFIED. 4619-AH00B1
0001421538 4663A-CRU8-SAF, INSPECT, FAN MAKING INTERNAL NOISE. M.RICH 

NOTIFIED.
4663A-CRU0008

0001421625 4708A-AH20-RAF OFF/ALARM, RESTORE TO SERVICE M.RICH NOTIFIED. 4708A-AH0020
0001409465 CHECK OPERATION OF CHILL WATER PUMP, MAKING LOUD NOISE 4663B-SECP0003
0001409417 ADJUST HVAC CONTROLS/ TOO HOT 4201RM0340
0001411774 ADJUST HVAC CONTROLS TOO HOT 4708RM0113
0001412056 PLEASE ADJUST HVAC - ROOM 204 IS TOO HOT AND 202 IS TOO COLD.  I 

BELIEVE THIS IS A RESULT OF ADJUSTMENTS MADE YESTERDAY TO THE 
105/113 AREAS.

4708FLR02

0001414968 AH-UNIT, IN ALARM ( NAVES AWARE) 4493-CRU0001
0001414970 AWING AH27-SAF...OFF/ALARM. NAVES NOTIFIED 4487A-AH0027
0001409448 FIX A/C CONDENSATION LEAK IN ROOM 1, AND REPLACE MOLDY 

CEILING TILE AND ANY MOLDY DUCTWORK INSULATION.
4194RM0001

0001428748 REPAIR WATER LEAKING FROM AH00B22. 4708-AH00B2
0001428519 HOT WATER PUMP 1 IS ON AND IN ALARM ON 9/05. LARRY NAVES 

NOTIFIED.
4755-HWP0001

0001396555 REPLACE FAN BEARINGS 4315-AH0003
0001415041 ROOM E29 NEEDS BELTS REPLACED 2 EA. A51 PM REQUEST 4487AB-AH0021
0001409093 BWING RM113-SPT1 & SPT2 IN HIGH ALARM. 4663
0001409273 ADJUST HVAC CONTROLS/ TOO HOT/ NO AIR 4666RM0382
0001415195 ADJUST HVAC CONTROLS/ NO AIR (OVER 80 DEG.)  (NAVES NOTIFIED) 4572RM0206
0001421597 4715-RM101-SPT HIGH ALARM MR NAVES NOTIFIED 4715RM0101
0001421634 4650 / 104 REPLACE FILTERS IN AH0003  (2026) 4650-AH0003
0001415045 AH2 NEEDS BELTS REPLACED PM REQUEST 4487A-AH0002
0001415040 AH 7 ROOM E15 NEEDS BELT REPLACED 1 A39 PM REQUEST 4487B-AH0007
0001403323 REPAIR/ REPLACE MOTOR ON AH0020 4663C-AH0020
0001409218 4723 DXAC ALL HAVE HIGH SAT'S FREY RESETTING CONDENSOR 4723
0001403536 BELT NEEDS REPLACING AT 4718 AH11 RM.105 OVERHEAD.PM 

GENERATED
4718-AH0011

0001415014 PABX-SAF2...OFF/ALARM. SWINFORD NOTIFIED 4653
0001415162 4653-CH1-CTL, OFF/A, RESTORE TO SERVICE. J.MCCAGHREN NOTIFIED. 4653-CHLR0001
0001409132 REPAIR PURGE UNIT  (   FAMILIAR) 4561-CHLR0001
0001414795 CHILLER IN NOT OPERATING ON TANK 48 4760RM0106
0001414985 ADJUST HVAC CONTROLS TOO HOT, 83 DEGREES 4767
0001418375 ADJUST HVAC CONTROLS/ TOO HOT/ IN THE 80'S 4705RMB0120
0001409355 4487AB /  BELT NEEDS REPLACED AT 4487AB RAF20 IN RM.AB209/E29.PM 

GENERATED
4487-ABWING

0001421759 CHILLER IS OFF AND IN ALARM. LARRY NAVES NOTIFIED. 4561
0001421761 HWP04 LOCATED IN E20 HAS A BAD SWITCH. LARRY NAVES NOTIFIED. 4708RM1280
0001421762 SOLHWP LOCATED IN E7 IS OFF AND IN ALARM. LARRY NAVES NOTIFIED. 4708RMB0001C

0001396561 REPLACE MOTOR BEARINGS 4250-CHWP0001
0001414879 4491-STMVLV-STMP1 PLEASE CHECK FOR PROPER READING 4491
0001403241 ADJUST HVAC CONTROLS TOO HOT IN THE 103 RM AREA 4483FLR01
0001409387 REPAIR EAF0001 ON NORTH WALL RON CORN FAMILIAR 4473-EAF0001
0001422011 REPLACE BELTS AND SET TENSION ABOVE CEILING 4250-AH0004
0001403533 4666 CHWP-3 ON IN ALARM AK CHECKING 4666-CHWP0003
0001409344 4487A AH-4 ON IN ALARM FREY CHECKING 4487A-AH0004
0001409485 4723 DXAC ALL HAVE HIGH SAT'S FREY RESETTING CONDENSOR 4723
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0001409493 4312 /  BEARINGS NEEDS REPLACE AT 4312 EAF 01 ATTIC 

OVERHEAD,RM.111A./PM REQUEST.
4312-EAF0001

0001415026 RESET AH#4  (   FAMILIAR) 4566
0001415027 RESTART AH#6  (   FAMILIAR) 4566-AH0006
0001415149 4674 /  RM.E 2. CHECK OUT CONTROL AIR COMPRESSOR. LEFT SIDE NOT 

WORKING.
4674RM0103

0001396574 REPLACE FAN AND MOTOR SHEAVE ON AH0014 4708A-AH0014
0001409136 4707 AH-11 OFF IN ALARM FREY CHECKING 4707-AH0011
0001406674 4205 CHWP 1 OFF IN ALARM FREY 4205-CHWP0001
0001406678 4760 CRU-1 IN ALARM FREY CHECKING 4760
0001418388 AHB3 IS OFF AND IN ALARM. LARRY NAVES NOTIFIED. 4610
0001396614 REPLACE MOTOR ON EAF0002 LOCATED ON ROOF NORTHEAST CORNER. 4207-EAF0002

0001396615 REPLACE MOTOR ON EAF0006 LOCATED ON ROOF NORTHEAST CORNER 4207-EAF0006
0001409350 4760  RM119 /  REPAIR OR REPLACE CONTROLS ON SUMP0006 4760-SPMP0006
0001403429 REPAIR BLOWER MAKING LOUD NOISE 4522
0001403558 4612A-AH4-SAF  UNIT OFF IN ALARM.  J. MCCAGHREN NOTIFIED. 4612A-AH0004
0001414848 4755-AH11-SAF OFF ALARM NAVES NOTIFIED 4755-AH0001
0001414963 NO AIR ( NAVES AWARE) 4656
0001389452 4705-AH17A-SAF, REPAIR FAN ASSEMBLY. 4705-AH017A
0001389458 CHECK OPERATIONS OF EXHAUST FANS 4761RM0101
0001403285 ADJUST HVAC CONTROLS/ TOO COLD (NAVES NOTIFIED) 4200RM0910
0001403422 ADJUST HVAC CONTROLS TOO HOT ( NAVES AWARE) 4727RM0114
0001403450 ROOM 113 SPT IS IN HIGH ALARM. STEVE SWINFORD NOTIFIED. 4663-BWING
0001406647 CHILLER 7 CONTROL IS OFF AND PUT OUT OF SERVICE BY DSL. 

SWINFORD NOTIFIED
4473-CHLR0007

0001406681 4707-AH6-SAF TOGGLING ON/OFF, CORRECT. M.RICH NOTIFIED. 4707-AH0006
0001409225 4705-RM-B119 IN HIGH HUMIDITY ALARM, M.RICH NOTIFIED. 4705RMB0119
0001414871 4715-RM101-SPT HIGH ALARM SWINFORD NOTIFIED 4715
0001414887 PUT CHILLER #5 IN SERVICE (  4473-CHLR0005
0001414929 4530-AH1-SAF  UNIT OFF IN ALARM.  R. CLARK NOTIFIED. 4530
0001414930 4531-AH1-SAF  UNIT OFF IN ALARM.  R. CLARK NOTIFIED. 4531
0001415074 CHECK OPERATIONS OF HVAC, TOO COLD TEMPS AT 52 DEGREES IN 

ROOM AREA OF 136 TO 138
4707FLR01

0001415117 ADJUST HVAC CONTROLS/ TOO HOT/ 78 DEG. 4202RM0522
0001382681 REPLACE FAN AND MOTOR SHEAVES 4718-AH0009
0001409449 RESTART COMPRESSOR ON CHILLER ( NAVES AWARE) 4653
0001412031 UNCLOG DRAIN ON AH 4759RM0105
0001414973 REPAIR/ REPLACE BELT ON AH 4487RMC0151
0001396635 AHB3 IS OFF AND IN ALARM. LOCATED IN E6. LARRY NAVES NOTIFIED. 4708
0001403310 CHECK LEAK COMING FROM VENT OVERHEAD ( BLACKWOOD AWARE) 4666RM0210A
0001403358 AH3-SAF...OFF/ALARM. SWINFORD NOTIFIED 4755
0001409108 CRU1...OFF/ALARM. SWINFORD NOTIFIED 4759-CRU0001
0001396538 INCREASE AIR FLOW/  TOO HOT/ (S. CARPENTER FAMILIAR)   (O. WRIGHT) 4727RM0102B

0001412100 4723 DXAC ALL HAVE HIGH SAT'S AK RESETTING CONDENSOR 4723
0001409341 4205 AH-9 & 10 HAVE HIGH CCSAT AK CHECKING 4205-AH0010
0001414912 4621 AH-1 OFF IN ALARM AK CHECKING 4621-AH0001
0001418383 ADJUST HVAC CONTROLS TOO HOT, NO AIRFLOW 4631RMC0102
0001428660 EF1-CTR...OFF/ALARM. NAVES NOTIFIED 4555
0001431945 ADJUST HVAC CONTROLS/ TOO HOT  (MILLER) 4612RM0028
0001412134 ALIGN COUPLING OF PUMP ON CHWP0001 4561-CHWP0001
0001412106 4708 /  4708 AH0003 MOTOR NOISY  NEED CHECKED OUT OVER ROOM 135 4708RM0135
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0001415053 ADJUST HVAC CONTROLS TOO HOT, NO AIRFLOW 4487RMC0168
0001412089 EVALUATE VIBRATION NOISE IN CEILING ( TURNER AWARE) 4200RM0538
0001415013 AH4-VAV4 SAF FAILED. SWINFORD NOTIFIED 4663A-AH0004
0001415028 RESTART CHILLER (   FAMILIAR) 4566-CHLR0001
0001415088 SUPPORT MILLWRIGHT ON AH0002 (  4207-AH0002
0001428725 CHECK FOR LEAKS ON TEMPORARY AIRHANDLER, WET CARPET IN 111 4723FLR01
0001414789 NOISY AH#3 4708
0001409509 CHECK, REPAIR DXAC0001, NOT COOLING PROPERLY 4551-DXAC0001
0001428701 4612B AH-1 ON IN ALARM AK CHECKING 4612B-AH0001
0001434740 UNIT IS OFF AND IN ALARM. HVAC NOTIFIED. 4583-AH0001
0001415110 ADJUST HVAC CONTROLS TOO HOT 4249RM0112
0001418391 CRU01 IS OFF AND IN ALARM. LARRY NAVES NOTIFIED. 4493-CRU0001
0001418409 SUPPORT INSULATOR ON PCHWP (  4473
0001414928 4631-CHLR1-CTL  CHILLER OFF IN ALARM.  M. RICH NOTIFIED. 4631
0001428521 LOOP WATER 1 IN THE WEST PENTHOUSE IS ON AND IN ALARM. LARRY 

NAVES NOTIFIED.
4600

0001421633 4723 DXAC'S ALL SAT HIGH BOND CHECKING SYSTEM 4723FLR01
0001425587 4203 DXAC-1 IN HIGH TEMP ALARM AK CHECKING 4203
0001421626 4723 DXAC ALL HAVE HIGH SAT'S AK RESETTING CONDENSOR 4723
0001403257 4761 /  MOTOR AND FAN SHEAVES NEED REPLACE AT 4761 AH-01 ON THE 

ROOF.
4761-AH0001

0001409230 4473-Chillers  Chillers 1 & 4 off due to loss of power per m. rich. 4473
0001409257 REST AND REPAIR AS NECESSARY HVAC UNITS IN BOTH CLEAN TENTS 

TO SUPPORT FLIGHT HARDWARE
4705FLR01

0001409439 SPT1 AND SPT2 IN ROOM 113 IS IN HIGH ALARM. LARRY NAVES NOTIFIED. 4663

0001412024 NOISY CRU#2  (O.WRIGHT FAMILIAR) 4663RMB0160D
0001405864 ADJUST HVAC CONTROLS TOO COLD 4202RM0422B
0001409232 4552-WATER LEAK SECURITY REPORTS WATER LEAK AT 4552,  HVAC 

NOTIFIED.
4552

0001414964 AH1-SAF...OFF/ALARM. NAVES NOTIFIED 4561
0001415146 CLEAN WINDOW AIR UNIT IN SHIPPING AND RECEIVING 4650
0001409134 4201 ROOM 622 BLACK DUST FALLING FROM CEILING EVERY COUPLE OF 

DAYS WANTS IT CHECKED OUT HEALTH REASONS
4201RM0622

0001409182 ADJUST HVAC CONTROLS/ TOO HOT/ 80 DEG. 4200RM0601B
0001409315 ADJUST HVAC CONTROLS TOO HOT 4201RM0427B
0001409330 ADJUST HVAC CONTROLS TOO HOT, TEMPS OVER 80 4200RM0612
0001410987 ADJUST HVAC CONTROLS/ TOO COLD IN ROOM 129 4491RM0129
0001412038 AC UNIT LEAKING ON FLOOR AND STOPPED UP 4487RMC0169
0001415202 REPAIR LEAK ON AH0002 4610-AH0002
0001414810 4705-AH17A-SAF  UNIT OFF IN ALARM.  M. RICH NOTIFIED. 4705
0001409269 ADJUST HVAC CONTROLS TOO HOT 4487RMAB0215
0001409337 ADJUST HVAC CONTROLS TOO HOT 4487RMB0135
0001415122 RESET COMPRESSOR ON CHILLER ( SWINFORD AWARE) 4653
0001425577 TOO COLD 4610RM1027A
0001403397 REPAIR CRU0001 4705-CRU0001
0001414805 4723 DXAC ALL HAVE HIGH SAT'S FREY RESETTING CONDENSOR 4723
0001400085 4723-DXAC1-SPT IS TOO HOT.  TOM FREY NOTIFIED. 4723-DXAC0001
0001396527 REPAIR DXAC UNIT/ TOO COLD 4707-DXAC0006
0001409430 REPLACE ONIC BED FILTERS IN HUM 15  (NEWTON FAMILIAR) 4619-HUM0015
0001415079 REPAIR CRU0001 4755-CRU0001
0001415116 AC UNIT FROZEN OVER 4759RM0102A
0001415134 CRU IS IN ALARM. LARRY NAVES NOTIFIED. 4759-CRU0001
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0001403475 REPAIR OR REPLACE MOTOR AH007 4481-AH0007
0001396751 ADJUST HVAC CONTROLS/ TOO HOT ON EAST END OF THIRD FLOOR 4755FLR03
0001400069 4487B /  CHECK OUT VORTEX DAMPERS ON AHU0021 RM.E33. SWINFORD 

AWARE.
4487RMB0257A

0001403513 CHECK AH-UNIT, NOT COOLING ( NAVES AWARE) 4590FLR01
0001409208 TURN ON AIR HANDLER 4755RM0215
0001414876 4473-SUMP1-SANDFILTER ALARM O WRIGHT NOTIFIED 4473
0001409453 HOT WATER CONVERT IS SHOWING  LOW SUPPLY AND RETURN TEMP. 

SWINFORD NOTIFIED.
4207

0001396627 REPLACE BELTSAH0008 IN E-5 4471-AH0008
0001409364 4353 /  4353 AH1 BELTS NEED REPLACED PM REQUEST 4353-AH0001
0001409300 CH1-CTL...OFF/ALARM. H.WRIGHT NOTIFIED 4649-CHLR0001
0001409347 4705-AH17A-SAF  UNIT OFF IN ALARM.  J. MCCAGHREN NOTIFIED. 4705
0001409500 REPAIR AC UNIT BLOWING FUSE 4660RM0101
0001415085 REPAIR LEAK ON AH0011 4711-AH0011
0001415086 REPAIR LEAKING COIL ON AH0001 4718-AH0001
0001414839 4718-AH1-RH HIGH ALARM VANN REPORTS LEAK IN STEAM COIL HE 

NOTIFIED C ROBERSON
4718-AH0001

0001414990 AH11-SAF...OFF/ALARM. SWINFORD NOTIFIED 4708A-AH0011
0001415015 AH47-SAF...OFF/ALARM. NAVES NOTIFIED 4705-AH0047
0001403215 REPAIR LEAKING AIR HANDLER 4200ROOF
0001403337 4755-AH3-SAF, OFF/ALARM, RESTORE TO SERVICE. M.RICH NOTIFIED. 4755-AH0003
0001412074 CRU IS IN ALARM. LARRY NAVES NOTIFIED. JAMES BOND ONSITE. 4759-CRU0001
0001412120 AH6-SAF TOGGLING. NAVES NOTIFIED 4707-AH0006
0001396381 ADJUST HVAC CONTROLS TOO HOT IN 812 & 818 4200FLR08
0001403557 BELT NEEDS REPLACED AT 4708 AH B5 IN RM.034. 4708-AH00B5
0001414798 REPAIR BELTS ON CLIMATE CONTROLLER 4605RM0009
0001403391 REPAIR LEAK ON AH005A 4619-AH005A
0001403512 REPAIR LEAKING AH-UNIT 4539FLR01
0001403234 CHECK CHILLER 1 COMPRESSOR. SUPPLY AND RETURN TEMP ARE 

READING WITHIN A DEGREE OF EACH OTHER (65, 66). LARRY NAVES 
NOTIFIED.

4524

0001403562 REPLACE OIL PRESSURE CONTROL ON DXAC0002 4705-DXAC0002
0001396558 PULL PUMP AND CARRY TO SHOP FOR REPAIRS 4471-CHWP0002
0001409411 CHECK BURNING ODOR FOR POSSIBLE BELT ON AH-UNIT BETWEEN 1228 

& 1209 ( J. NEWTON NOTIFIED)
4708FLR02

0001396518 ADJUST HVAC CONTROLS/ TOO COLD/ (69 DEG.) 4487RMA0100D
0001403243 DXAC01 SPT IS IN ALARM. NAVES AND   NOTIFIED. 4650-DXAC0001
0001409425 ADJUST HVAC CONTROLS TOO HOT 4610RM5013
0001412017 ADJUST HVAC CONTROLS/ TOO HOT 4200RM0826
0001412023 ADJUST HVAC CONTROLS/ TOO HOT IN SUITES H-K 4200RM0828
0001393253 REPLACE BELTS IN 4708C AH3 ABOVE CEILING IN RM.135 4708C-AH0003
0001389457 REPLACE MOTOR AND FAN SHEAVES, & CHECK BEARINGS ON EAF0001 4476-EAF0001
0001389460 REPLACE MOTOR, FAN SHEAVES AND CHECK BEARINGS ON EAF0002 4476-EAF0002
0001396577 4470 HIGH SPT FREY CHECKING 4470RM0100
0001396470 ADJUST HVAC CONTROLS/ TOO COLD (64 DEG.) 4610RM1045
0001406680 4708B-AH18-SAF, CLEAN UP INSULATION ON AND AROUND THE AHU. 4708B-AH0018
0001403236 REPAIR AC CONDENSATE LEAK COMING FROM VENT 4708RM0110
0001396424 ADJUST HVAC CONTROLS TOO HOT 4201RM0340C
0001403495 ADJUST HVAC CONTROLS/ TEMP. IN THE 60'S AND HUMIDITY IS HIGH AT 

80
4623RM0117

0001389368 REPLACE MOTOR ON EAF0002 4207-EAF0002
0001409106 RM201-RH IN HIFH ALARM. NAVES NOTIFIED 4760
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0001409201 4473 SANDFILTER1 ALARM SWINFORD NOTIFIED 4473
0001396402 4475-AH2-SAF & RAF, BOTH OFF/ALARM, NEED RESETTING. M.RICH 

NOTIFIED
4475-AH0002

0001396459 4705-AH16-CCSAT THIS SENSOR IS FAILED NAVES NOTIFIED 4705-AH0016
0001396492 4487C-AH1-SAF  UNIT OFF IN ALARM.  M. RICH NOTIFIED. 4487
0001396637 SPT IS IN LOW ALARM. LARRY NAVES NOTIFIED. 4708RM0163
0001396700 REPAIR LEAKS ON I/P'S ( H.WRIGHT) 4471
0001403332 4723-DCAX1-COMP1 NEEDS TO BE RESET.  JODY HAMM NOTIFIED. 4723-DXAC0001
0001403339 4723  DXAC'S ALL HAVE HIGH SAT'S JODY CHECKING 4723
0001403420 AH5-SAF...OFF/ALARM. H.WRIGHT NOTIFIED 4207
0001403505 DISABLE AH#3 AND ENABLE (H.WRIGHT) 4207RM0024
0001406656 ROOM 129 HAS LOW SPT AND HIGH RH. STEAM CONVERTER IN E1 IS 

SHOWING A HIGH SUPPLY TEMP. LARRY NAVES NOTIFIED.
4707-AH0031

0001382674 ADJUST HVAC CONTROLS/ TOO HOT IN ROOMS 417 AND 418--88 DEG. 4201FLR04
0001403555 CHANGE FILTERS IN CRU0014 IN RM. 150 PER HVAC REQUEST. 4207-CRU0014
0001403556 CHANGE FILTERS IN AH0002 IN E - 4 PER HVAC REQUEST. 4207-AH0002
0001393254 REPLACE BELT IN 4708 AH B4A IN RM. E7. 4708-AH0B4A
0001393256 SUPPLY AIR FAN 01 RM.E6. REPLACE BELT. 4708-SAF0001
0001403521 HV22 IS ON AND IN ALARM. LOCATED IN THE HIGHBAY (RM180) ON THE 

SOUTH SIDE
4708

0001389213 4619-HV7A-SAF, RETURN TO UCS CONTROL. M.RICH NOTIFIED. 4619-HV007A
0001389223 4653-PABX-SAF1, REPAIR STATUS. M.RICH NOTIFIED. 4653-DXAC0002
0001389235 4353-AH3-SAF  UNIT OFF IN ALARM.  M. RICH NOTIFIED. 4353
0001409423 REPAIR REPLACE BELTS ON AH-UNIT 4663RMC0106
0001403360 NO AIR TO SPRAY BOOTH 4739RM0104
0001396553 REPLACE BELTS AND CHECK SHEAVES FOR WEAR 4207-AH0003
0001403340 GREASE LINES NEED REPLACE AT 4761 AH-01 ON THE ROOF. 4761ROOF
0001409418 REPAIR POWER TO AH0003 4702FLR01
0001396440 RESTART AH#0004 (   FAMILIAR) 4566
0001393187 NO AIRFLOW 4487RMW0106
0001396503 ADJUST HVAC CONTROLS/ NO AIR 4666NORTH
0001406654 ADJUST HVAC CONTROLS TOO HOT 4674RM0101
0001389427 SPT IS TOGGLING INTO HIGH ALARM. HVAC NOTIFIED. 4487BC-AH0003
0001389219 4471-CHWS-CHWP1, REPAIR PUMP, NOISY AT HIGH SPEED. 4471-CHWP0001
0001389234 4203-AH3-SPT23  SPACE TEMPERATURE IN HIGH ALARM.  J. MCCAGHREN 

NOTIFIED.
4203

0001389451 4705-AH17A-SAF, OFF/ALARM. RESTORE. J.MCCAGHREN NOTIFIED. 4705-AH017A
0001393251 4663-CRU1-SAF OFF/A, J.MCCAGHREN NOTIFIED 4663A-CRU0001
0001396598 4723-DXAC4-SPT  SPACE TEMP IN HIGH ALARM.  J. MCCAGHREN 

NOTIFIED.
4723

0001403445 4708-AHB5  CONDENSATE LINE ABOVE AIR HANDLER NEEDS REPAIR. 4708
0001382832 ROOM 101 IS IN HIGH ALARM. NAVES NOTIFIED. 4715RM0101
0001396387 4666 / 379 IT IS CONSTANTLY FREEZING IN MY ROOM.  I OPEN MY 

WINDOW EVERY DAY TO LET THE HEAT IN!  CAN YOU CLOSE MY VENTS 
OR SOMETHING?

4666RM0379

0001396497 4207 / 123 ROOM TOO HOT. CHECK SUPPLY AIR REGISTERS. ONE OF THEM 
IS CLOSED OFF BY PREVIOUS OCCUPANT.

4207RM0123

0001396710 UNIT IS OFF AND IN ALARM. SWINFORD NOTIFIED. 4353-AH0003
0001400043 REPAIR CONTROLS ON BLDG. CHWV  (H.WRIGHT) 4353
0001400046 CHECK CHW FLOW METER  (H.WRIGHT) 4353
0001403274 RESET AIRHANDLER DUE TO POWER OUTAGE ( NAVES AWARE) 4755RM0217
0001403286 4353-ACMP1-PSI LOW ALARM SWINFORD NOTIFIED 4353-ACMP0001
0001403298 4723 PLEASE RESET HTE ACCU SWINFORD NOTIFIED 4723
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0001403357 AH1-SAF...OFF/ALARM. SWINFORD NOTIFIED 4570
0001403517 HV35 IS ON AND IN ALARM. LOCATED IN THE HIGHBAY (RM180) ON THE 

NORTH SIDE
4708

0001403518 HV34 IS ON AND IN ALARM. LOCATED IN THE HIGHBAY (RM180) ON THE 
NORTH SIDE

4708

0001389346 4561-AH1-SAF  STARTER BURNED UP PER J. MCCAGHREN. 4561-AH0001
0001396612 LOCATED IN E-14 [C262] IS MAKING A KNOCKING NOISE ON THE 

INBOARD END.
4663C-AH0020

0001393247 4755-AH21-SAF, REPLACE THE DP SWITCH. 4755-AH0021
0001396417 REPAIR AH  CONDENSATE LEAK/ RAN UNDER CARPET 4755RM0100B
0001400079 ADJUST HVAC CONTROLS TOO HOT 82 DEGREES IN RM'S 211 & 211A ( 

NAVES AWARE)
4202FLR02

0001382874 4614-DXAC1-SAF OFF/A. J.MCCAGHREN NOTIFIED. 4614-DXAC0001
0001396578 4723 DXAC SPT IN HIGH ALARM AK RESETTING CONDENSOR 4723
0001393238 4487 ROOM B 201 CHECK FLOW ON CRU-5 HIGH DPT'S ION SYSTEM AK 

CHECKING
4487

0001396714 4610 ROOM 2100 HIGH WATER ALARM ON HVAC EQUIPMENT AK 
CHECKING

4610RM2100

0001396605 ACMP0001 LOCATED IN ROOM 104 NEEDS THE BELT GUARD REPAIRED OR 
REPLACED.

4561-ACMP0001

0001393206 REPAIR FLEX DUCT ON AH0019E 4705-AH0019
0001386087 ADJUST HVAC CONTROLS/ TOO COLD/ IN THE 60'S 4202RM0307B
0001389136 4708A-AH11-STATIC LOW ALARM NAVES NOTIFIED 4708A-AH0011
0001393194 ADJUST HVAC CONTROLS TOO HOT, 82 DEGREES 4653RM0027C
0001403549 NEED TO CHECK AH1 AT BUILDING4718 ROOM305 PM REQUEST MOTOR 

SEEMS TO HAVE VIBRATIONPM GENERATED
4718-AH0001

0001396736 4663B /  4663B AH 01 IN RM.E20 FAN AND MOTOR SHEAVES AND 
BEARINGS NEED REPLACE.

4663

0001403270 REPLACE BELTS, CHECK SHEAVES AND SET TENSION 4663RMC0262
0001389506 4708 / 106 PLEASE ADJUST HVAC - NO AIR 4708RM0106
0001396430 CHECK CHILLWATER FLOW (NEWTON AWARE) 4631-AH0005
0001396510 A WING AH14-SAF...OFF/ALARM. SWINFORD NOTIFIED 4708
0001382776 CLEAN STRAINER ON CRU0005 4663C-CRU0005
0001382777 CLEAN STRAINER ON CRU0006 4663C-CRU0006
0001382775 CLEAN STRAINER ON CRU0004 4663C-CRU0004
0001382638 4493-AH8-SAF OFF/A. M.RICH NOTIFIED. 4493-AH0008
0001389246 4732-AH2-SAF  UNIT OFF IN ALARM.  HVAC NOTIFIED. 4732-AH0002
0001389315 SUMP2-ALARM IN ALARM. SWINFORD NOTIFIED 4473
0001389371 AH3-RAF OFF IN ALARM. NOTIFIED LARRY NAIVES. 4476-AH0003
0001389381 ADJUST HVAC CONTROLS TOO COLD, 64 DEGREES 4487RMC0243
0001396545 CHECK AIRFLOW, TOO HOT IN COMMINICATIONS ROOM 4631FLR01
0001406632 REPLACE MOTOR  ON AHB0005  (BURLESON) 4708RMB0012
0001393249 4202, RESET SAF1 AND SAF2 AFTER POWER OUTAGE. M.RICH NOTIFIED. 4202-SAF0001
0001393250 4732-AH2-SAF OFF/A. M.RICH NOTIFIED. 4732-AH0002
0001393279 HIGH HUMIDITY IN ROOM 131B 4707-HUM0004
0001389336 SUMP2-ALARM IN ALARM. SWINFORD NOTIFIED 4473
0001389424 DXAC2 LOCATED IN THE COMPUTER ROOM 163 IS OFF AND IN ALARM 4708-DXAC0002
0001396403 4666-CH1-CHWP2, REPLACE BAD DP SWITCH. J.MCCAGHREN NOTIFIED. 4666-CHWP0002
0001389204 4202-SAF2-SAF IS OFF AND IN ALARM.  LARRY NAVES NOTIFIED. 4202-SAF0002
0001389228 RESET CONDENSER. JODY NOTIFIED 4723
0001382677 REPALCE BELTS AND SET TENSION 4708B-AH0009
0001382678 REPLACE BELTS AND SET TENSION 4708B-AH0018
0001389311 DEACTIVATE AH #9 4708

Page 111 of 115



TOH Workload History 7/1/2006 - 6/30/2007

WONUM DESCRIPTION LOCATION
0001389312 DEACTIVATE AH # 21 4708
0001379683 ADJUST HVAC CONTROLS/ TOO HOT/ NO AIR--80DEG.  (ENTIRE SECOND 

FLOOR)
4674RM0203

0001379641 NO AIR (NOTIFIED NAVES) 4711RME0179
0001382756 UNIT IS OFF AND IN ALARM. SWINFORD NOTIFIED. 4481-AH0005
0001396517 CHILLER OFF/ALARM. SWINFORD NOTIFIED 4649
0001396563 ELEVATOR-SPT IN HIGH ALARM. NAVES NOTIFIED 4201
0001396645 ADJUST HVAC CONTROLS TOO HOT ( NAVES AWARE) 4200RM0812
0001389206 4653-PABX-SAF1 IS OFF AND IN ALARM.  TOM FREY NOTIFIED. 4653RM0024
0001382872 4663B AHB-1 HAS HIGH RAT FREY CHECKING 4663
0001372818 ADJUST HVAC CONTROLS/ TOO HOT IN ROOM AND ON ENTIRE FLOOR 4200RM0712
0001372853 ADJUST HVAC CONTROLS TOO COLD 4200RM0408H
0001375874 ADJUST HVAC CONTROLS TOO HOT 4471RMB0103
0001376108 ADJUST HVAC CONTROLS/ TOO HOT/ NO AIR (NAVES NOTIFIED) 4249RM0112
0001389133 REPAIR TROFFERS ( L.   FAMILIAR) 4666
0001400090 4619-AH7-SAF OFF/A, RESTORE TO SERVICE. 4619-AH0007
0001389211 4708A-HWS-HWP3 OFF/A, M.RICH NOTIFIED. 4708A-HWP0003
0001389212 4619-HV7-SAF, RETURN CONTROL TO UCS. M.RICH NOTIFIED. 4619-HV0007
0001396441 RESTART AH0005 (   FAMILIAR) 4566-AH0005
0001396528 REPAIR INOPERABLE AH-UNIT 4705RMC0105
0001376029 CHECK AND REBALANCE AIR IN RM'S 1101, 1102, & 1103 4708FLR01
0001379654 REPAIR HUM0009 / LEAKING ON FLOOR  ( SWINFORD AWARE) 4650-HUM0009
0001368798 ADJUST HVAC CONTROLS TOO HOT 4250RM0003
0001389105 ADJUST HVAC CONTROLS TOO HOT, NO AIR FLOW IN A211 & A213 4487RMA0211
0001379686 ADJUST HVAC CONTROLS TOO HOT, 85 4201RM0503A
0001382720 ADJUST HVAC CONTROLS TOO COLD IN RM'S 105 & 110 4708FLR01
0001382749 4315-AH3-SAF  UNIT OFF IN ALARM.  J. MCCAGHREN NOTIFIED. 4315-AH0003
0001382501 REPLACE SHEAVES ON CRU0005 4663B-CRU0005
0001376155 4656 CHILLER HAS HIGH TEMPS FREY CHECKING 4656-CHLR0001
0001375984 ADJUST HVAC CONTROLS/ TOO HOT/ NO AIR (80 DEG.) 4306
0001376031 HIGH HUMIDITY ON CRU0001 (   FAMILIAR) 4475-CRU0001
0001376032 HIGH HUMIDITY ON CRU0002 (   FAMILIAR) 4475-CRU0002
0001376072 CHECK TEMPERATURE IN ABOVE ROOM. 4727RM0102B
0001376150 ADJUST HVAC CONTROLS/ TOO HOT 4663RMA0223
0001382654 CH1-CTL...OFF/ALARM. SWINFORD NOTIFIED 4628
0001368637 REPLACE FAN BEARINGS ON AH0012 4471-AH0012
0001368446 4708B-AH7-SAF, ON/A, RETURN TO UCS CONTROL. 4708B-AH0007
0001368471 AWING AH16-SAF...OFF/ALARM. NAVES NOTIFIED 4708
0001368586 ADJUST HVAC CONTROLS TOO HOT 4201RM0437B
0001368710 ADJUST HVAC CONTROLS/ TOO HOT 4487RMB0267A
0001386120 4705-AH13A-SAF  UNIT OFF IN ALARM.  J. MCCAGHREN NOTIFIED. 4705
0001372822 ADJUST HVAC CONTROLS/ NO AIR IN COMPUTER ROOM--(CONTACT ROY 

WILLETT FOR ACCESS AT 961-2353)
4708RM1112

0001375937 4692-RM1-SPT IN HIGH ALARM. P.   NOTIFIED 4692
0001376147 HIGH HUMIDITY/ HUMIDIFIER STUCK ON AND LEAKING BEHIND SOFIE 

SPRAY BOOTH
4707RM0154

0001375794 ADJUST HVAC CONTROLS/ TOO HOT 4200RM0603A
0001376030 CHWP1 AUTO MODE IS IN ALARM. LARRY NAVES NOTIFIED. 4471-CHWP0001
0001382805 USER CALLED IN A HOT CALL. NAVES NOTIFIED AND   IS ON 

SITE.
4316-AH0002

0001389193 RESET AIR ( NAVES AWARE) 4755RM0217
0001389360 4473 SECONDARY CHWS-RETURN-PSI IS LOW IN ALARM. NOTIFIED 

LARRY NAIVES.
4473
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0001389404 DXAC5 NEEDS AIR FILTERS CHANGED. 4629-DXAC0005
0001389216 4707-HWS-HWP3, OFF ALARM AFTER STORM. M.RICH NOTIFIED. 4707-HWP0003
0001389226 4708-AHB11-SAF OFF/A AFTER FIRE ALARM RESET. M.RICH NOTIFIED. 4708-AH0B11
0001372815 4492-AH1-SPT IN HI ALARM, NAVES NOTIFIED 4492
0001376052 NO AIRFLOW IN 614 & 614A ( NAVES AWARE) 4201FLR06
0001361908 PLEASE TURN DOWN THE TEMP. IN 2ND FLOOR, B WING OF 4487. 4487FLR02-B
0001375943 4723 ACCU NEEDS TO BE RESET J HAMM NOTIFIED 4723
0001375944 4605 CH1 OFF IN ALARM J HAMM NOTIFIED 4605
0001389310 AH2-SAF...OFF/ALARM. NAVES NOTIFIED 4487
0001389468 AH2-SAF OFF IN ALARM. NOTIFIED STEVE SWINFORD. 4732-AH0002
0001396702 PULL PUMP AND CARRY TO MILLWRIGHT SHOP FOR REPAIRS 4473-SECP0005
0001403383 CHECK FOR TRIPPED BREAKER ON COMPRESSOR, NO AIR, TOO HOT ( 

NAVES AWARE)
4708RM0163

0001389442 4203 AH-8 HIGH SPT FREY CHECKING 4203RM3130
0001389103 CH1-CTL...OFF/ALARM. O.WRIGHT NOTIFIED 4628
0001396548 REPLACE BELTS AND SET TENSION 4205-AH0009
0001376198 REPAIR DXAC 4705RM0124F
0001396573 REPAIR COUPLING ON HWP0001 4475-HWP0001
0001389380 ADJUST HVAC CONTROLS TOO HOT 4663RMM0117
0001393192 ADJUST HVAC CONTROLS/ TOO HOT/ 80 DEG.  (notified Swinford) 4653RM0026A
0001386114 4583 ROOM 180 HIGH SPT AK CHECKING 4583RM0180
0001382642 4723-DXAC1-ACCU IS NOT COOLING.  AK LAFARLETT NOTIFIED. 4723-DXAC0001
0001379706 4600 AH-1 ON IN ALARM FREY CHECKING 4600-AH0001
0001382540 4723 DXAC ALL HAVE HIGH SAT'S FREY RESETTING CONDENSOR 4723
0001389139 4718-AH1-RH HIGH ALARM NAVES NOTIFIED 4718-AH0001
0001389178 4205-AH10-CCSAT HIGH ALARM NAVES NOTIFIED 4205-AH0010
0001375873 ADJUST HVAC CONTROLS/ TOO HOT/ IN THE 80'S 4200RM0716
0001376063 ADJUST HVAC CONTROLS/ TOO HOT--84 DEG. 4487RMC0222
0001389085 ADJUST HVAC CONTROLS/ TOO HOT--NO AIR  (NAVES NOTIFIED) 4666RM0271
0001389413 VAV323 ROOM3132 IS IN HIGH SPT ALARM. ST. JOHN NOTIFIED. 4203-AH0003
0001389421 REPAIR WATER LEAK IN OVERHEAD AIR HANDLER IN RECORDS STAGING 

AREA , NEAR THE SOUTH ROLL-UP DOOR.( ROBERSON AWARE)
4465SOUTH

0001376122 4618 /  AH0001. CHECK OUT LOUD NOISE UNIT IS MAKING WHILE IN 
OPERATION.RM.201

4618-AH0001

0001376138 ADJUST HVAC CONTROLS/ TOO HOT--85 DEG. 4200RM0342
0001375950 CRU2 RH ALARM J HAMM NOTIFIED ( DUNN) 4605
0001375952 4202-SAF1-SAF IS OFF AND IN ALARM.  OSCAR WRIIGHT NOTIFIED. 4202-SAF0001
0001375953 4202-SAF2-SAF IS OFF AND IN ALARM.  OSCAR WRIGHT NOTIFIED. 4202-SAF0002
0001375963 4723 DXAC'S ALL SAT HIGH HAMMON CHECKING SYSTEM 4723
0001375985 STATIC SENSOR ON THE UNIT IS READING LOW ALARM. ST. JOHN 

NOTIFIED.
4202-SAF0001

0001379687 ADJUST HVAC CONTROLS/ TOO HOT 4200RM0932B
0001365675 4315 / 104 TOO WARM IN BASKETBALL COURTS. 4315RM0104
0001368744 ADJUST HVAC CONTROLS/ TOO HOT 4200RM0504
0001375938 4492, REMOVE TOP A/C UNIT AND SERVICE. NO OUTPUT 4692
0001375958 4692 HAS A HIGH SPT.  AK LAFARLETT NOTIFIED. 4692
0001368501 REPAIR BROKEN BELT ON EXHAUST FAN 4612RM1508
0001376021 CHANGE BELTS IN AH #12 4708RM0153
0001368631 4705-AH14-SAF  UNIT OFF IN ALARM.  J.  MCCAGHREN NOTIFIED. 4705
0001376084 CHECK OPERATION OF AIRHANDLER, MAKING A KNOCKING SOUND, 

LOCATED IN THE N.W. CORNER
4436

0001375995 ADJUST HVAC CONTROLS TOO HOT 4200RM0418
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0001396353 REPAIR CFM 0006 / VAV0002 ON AH#1  (NEWTON) 4623-AH0001
0001375898 REPAIR AH-UNIT, HIGH HEAD PRESSURE ALARM 4541
0001376073 NO AIR FLOW IN WEST SIDE, HIBAY 4656WEST
0001379666 NO AIRFLOW IN 106 & 106A 4727FLR01
0001382640 4760-RM201-RH HIGH ALARM J HAMM NOTIFIED 4760RM0201
0001365693 4727 / 102-12 I AM TOO COOL AND WOULD LIKE THE AIR CONDITIONING 

VENT ABOVE MY CUBE TURNED DOWN OR REDIRECTED.
4727FLR01

0001372811 REPAIR DXAC-UNIT 4630
0001372861 4650 / 111 REPAIR HUM00009/ERROR READING 4650-HUM0009
0001376058 CHILLER IS IN ALARM. NAVES NOTIFIED. 4653
0001365665 UNSTOP DRAIN ON AIR HANDLER 4481RM0104
0001375883 ADJUST HVAC CONTROLS TOO HOT IN C102 & C112 AREA ( NAVES 

AWARE)
4631FLR01

0001368456 OFFICER SUMMERS CALLED AND SAID THAT WATER IS DRIPPING FROM 
THE CEILING. NOTIFIED JODY OF HVAC. THIS IS LOCATED ON THE 6TH 
FLOOR.

4203

0001368765 4705-AH13A-SAF  UNIT OFF IN ALARM.  J. MCCAGHREN NOTIFIED. 4705
0001382860 A &B REPLACE FAILED V-BELT IN AIR HANDLER # AH0020, DEHUMIDIFIER 

FEEDING CLEAN ROOM # 131.
4707RM0131

0001361896 4715-RM100-SPT IS IN HIGH ALARM.  AK LAFARLETT NOTIFIED. 4715RM0100
0001372856 4583 ROOM 180 IN HIGH ALARM AK CHECKING 4583RM0180
0001368764 4735-WATER  WATER LEAK AT 4735 REPORTED BY J. HICKS.  S. VANN 

NOTIFIED.
4735

0001368357 4711 / MEZZ. HVAC REQUESTED PRE-FILTER CHANGE IN AH-11. 2326 4711-AH0011
0001368577 ADJUST HVAC CONTROLS TOO COLD 4663RMB0204
0001376007 PABX 1 IS OFF AND PABX 2 IS ON, BOTH ARE IN ALARM. UNITS FAILED TO 

SWAP OVER. NAVES NOTIFIED.
4583

0001368636 M WING CRU1B SAF OFF IN ALARM. NOTIFIED LARRY NAIVES. 4663
0001376181 HIGH BAY REPLACE BELT ON SUPPLY FAN #16. 4607FLR01
0001368570 POWER EXHAUST VENT IS READING ZERO STATIC PRESSURE. SWINFORD 

NOTIFIED.
4711

0001368649 CHWS DPT2 HIGH IN ALARM. NOTIFIED LARRY NAIVES. 4650
0001361983 WEST SIDE OF 4656 IS READING HIGH SPT. NAVES NOTIFIED. 4656-AH0001
0001365751 CHECK MOTOR ON AH0004 4315-AH0004
0001368751 REPAIR LEAKING AH-UNIT 4732RM0131
0001361950 CHECK HUMIDIFIER OPERATIONS ON CRU0008 (  4207-CRU0008
0001361951 CHECK  POTABLE WATER SUPPLY FOR CRU0010 (  4207-CRU0010
0001361952 CHECK POTABLE WATER SUPPLY ON CRU0002(  4207-CRU0002
0001361953 CHECK HUMIDIFIER WATER SUPPLY ON CR0011 (   ) 4207-CRU0011
0001361954 CHECK POTABLE WATER SUPPLU CRU0013 (  4207-CRU0013
0001361955 CHECK HUMIDIFIER OPERATIONS ON CRU0009 (  4207-CRU0009
0001368768 4705 / 202B REPLACE BELTS ON AH0048 (2022) 4705-AH0048
0001368427 ADJUST HVAC CONTROLS/ TOO HOT/ NO AIR IN THE ENTIRE BLDG.  

(NAVES NOTIFIED)
4614RM0105

0001372868 SWAP PABX SAF'S BACK TO NORMAL AFTER POWER OUTAGE. S.VANN 
NOTIFIED.

4666RM0294

0001372880 NO AIR, TOO HOT 4572
0001372904 ADJUST HVAC CONTROLS/ TOO HOT/ NO AIR 4631RMB0103
0001375823 4312 R. CLARK CHECKING OFF IN ALARM. 4312
0001361914 REPLACE BELT ON AH0003 4650-AH0003
0001361957 CHECK HUMIDIFIER OPERATIONS ON CRU0004 (  4207-CRU0004
0001365695 FREEZING COLD - AIR BLOWING DIRECTLY ON HER DESK 4481RM0107
0001365708 4705-AH10A-SAF  UNIT OFF IN ALARM.  J. MCCAGHREN NOTIFIED 4705-AH0010
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TOH Workload History 7/1/2006 - 6/30/2007

WONUM DESCRIPTION LOCATION
0001368295 CHECK OPERATION OF AH-UNIT, HOT WITH NO AIRFLOW ( NAVES 

AWARE)
4708RM0132

0001368342 ADJUST HVAC CONTROLS/ TOO HOT ON THE EAST END 4708RM0163
0001368379 REPAIR INOPERABLE AIRHANDLER 4707RM0133
0001361985 EXHAUST FAN IS OFF AND IN ALARM. SWINFORD NOTIFIED. 4555
0001368297 USER CALLED IN TO HOT IN BUILDING. BUILDING IS IN HIGH TEMP 

ALARM. NAVES NOTIFIED.
4614FLR01

0001368487 REPAIR LINE ON AH UNIT 4711RME0178
0001368520 ADJUST TEMPS IN CLEAN RM, 90 DEGREES ( NAVES NOTIFIED) 4711RMW0131
0001361973 4670-FIRE-ALARM.  STEVE DAVIS NOTIFIED. 4670-FAS0001
0001361967 A WING AH21A COLD DECK 10 DEGREES WARMER THAN AH21B COLD 

DECK. NOTIFIED JAMES OF HVAC.
4663

0001365701 REPLACE CONDENSER FAN MOTOR ON DXAC 1  (PERRY   
FAMILIAR)

4776-DXAC0001

0001361971 RESET ACCU. JAMES NOTIFIED 4723
0001361897 RM100-SPT IN HIGH ALARM. JODY NOTIFIED 4715
0001361895 4723 RESET ACCU J HAMM NOTIFIED 4723
0001558852 4666 /  MAKING LOUD NOISES CHECK COUPLEING, NOISES MAY ALSO BE 

COMING FROM MOTOR. ON HWP002 IN ROOM 171 NORTHSIDE OF 4666 
POC. D. GEISE

4566RM0171
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