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4205-SHEW0001 Safety Shower & Eyewash 30-Day Safety Shower and/or Eyewash Station 10.00 Check operation and controls.  If any problems are found issue work request

20.00 Flush system for 2 minute minimum
30.00 Date and initial inspection tag

4205-SHEW0002 Safety Shower & Eyewash 30-Day Safety Shower and/or Eyewash Station 10.00 Check operation and controls.  If any problems are found issue work request
20.00 Flush system for 2 minute minimum
30.00 Date and initial inspection tag

4205-SHEW0003 Safety Shower & Eyewash 30-Day Safety Shower and/or Eyewash Station 10.00 Check operation and controls.  If any problems are found issue work request
20.00 Flush system for 2 minute minimum
30.00 Date and initial inspection tag

4205-SHEW0004 Safety Shower & Eyewash 30-Day Safety Shower and/or Eyewash Station 10.00 Check operation and controls.  If any problems are found issue work request
20.00 Flush system for 2 minute minimum
30.00 Date and initial inspection tag

4205-SHEW0005 Safety Shower & Eyewash 30-Day Safety Shower and/or Eyewash Station 10.00 Check operation and controls.  If any problems are found issue work request
20.00 Flush system for 2 minute minimum
30.00 Date and initial inspection tag

4205-SHEW0006 Safety Shower & Eyewash 30-Day Safety Shower and/or Eyewash Station 10.00 Check operation and controls.  If any problems are found issue work request
20.00 Flush system for 2 minute minimum
30.00 Date and initial inspection tag

4205-SHEW0007 Safety Shower & Eyewash 30-Day Safety Shower and/or Eyewash Station 10.00 Check operation and controls.  If any problems are found issue work request
20.00 Flush system for 2 minute minimum
30.00 Date and initial inspection tag

4205-SHEW0008 Safety Shower & Eyewash 30-Day Safety Shower and/or Eyewash Station 10.00 Check operation and controls.  If any problems are found issue work request
20.00 Flush system for 2 minute minimum
30.00 Date and initial inspection tag

4205-SHEW0009 Safety Shower & Eyewash 30-Day Safety Shower and/or Eyewash Station 10.00 Check operation and controls.  If any problems are found issue work request
20.00 Flush system for 2 minute minimum
30.00 Date and initial inspection tag

4205-SHEW0010 Safety Shower & Eyewash 30-Day Safety Shower and/or Eyewash Station 10.00 Check operation and controls.  If any problems are found issue work request
20.00 Flush system for 2 minute minimum
30.00 Date and initial inspection tag

4207-SHEW0001 Safety Shower & Eyewash 30-Day Safety Shower and/or Eyewash Station 10.00 Check operation and controls.  If any problems are found issue work request
20.00 Flush system for 2 minute minimum
30.00 Date and initial inspection tag

4207-SHEW0002 Safety Shower & Eyewash 30-Day Safety Shower and/or Eyewash Station 10.00 Check operation and controls.  If any problems are found issue work request
20.00 Flush system for 2 minute minimum
30.00 Date and initial inspection tag

4249-SH0001 Safety Shower 30-Day Safety Shower and/or Eyewash Station 10.00 Check operation and controls.  If any problems are found issue work request
20.00 Flush system for 2 minute minimum
30.00 Date and initial inspection tag

4251-EW0001 Safety Eyewash 30-Day: Portable Eyewash Station 10.00 Check fluid levels.
20.00 Check spray heads for cleanliness.
30.00 Clean unit as necessary.
40.00 Date and initial inspection tag

180-Day: Portable Eyewash Station 10.00 Change saline solution.
20.00 Check spray heads for cleanliness.
30.00 Clean unit as necessary.
40.00 Date and initial inspection tag

4353-EW0001 Safety Eyewash 30-Day Safety Shower and/or Eyewash Station 10.00 Check operation and controls.  If any problems are found issue work request
20.00 Flush system for 2 minute minimum
30.00 Date and initial inspection tag
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4353-EW0002 Safety Eyewash 30-Day Safety Shower and/or Eyewash Station 10.00 Check operation and controls.  If any problems are found issue work request

20.00 Flush system for 2 minute minimum
30.00 Date and initial inspection tag

4353-SH0001 Safety Shower 30-Day Safety Shower and/or Eyewash Station 10.00 Check operation and controls.  If any problems are found issue work request
20.00 Flush system for 2 minute minimum
30.00 Date and initial inspection tag

4464-EW0001 Safety Eyewash 30-Day Safety Shower and/or Eyewash Station 10.00 Check operation and controls.  If any problems are found issue work request
20.00 Flush system for 2 minute minimum
30.00 Date and initial inspection tag

4464-EW0002 Safety Eyewash 30-Day Safety Shower and/or Eyewash Station 10.00 Check operation and controls.  If any problems are found issue work request
20.00 Flush system for 2 minute minimum
30.00 Date and initial inspection tag

4464-EW0003 Safety Eyewash 30-Day Safety Shower and/or Eyewash Station 10.00 Check operation and controls.  If any problems are found issue work request
20.00 Flush system for 2 minute minimum
30.00 Date and initial inspection tag

4464-EW0004 Safety Eyewash 30-Day Safety Shower and/or Eyewash Station 10.00 Check operation and controls.  If any problems are found issue work request
20.00 Flush system for 2 minute minimum
30.00 Date and initial inspection tag

4464-SHEW0001 Safety Shower & Eyewash 30-Day Safety Shower and/or Eyewash Station 10.00 Check operation and controls.  If any problems are found issue work request
20.00 Flush system for 2 minute minimum
30.00 Date and initial inspection tag

4464-SHEW0002 Safety Shower & Eyewash 30-Day Safety Shower and/or Eyewash Station 10.00 Check operation and controls.  If any problems are found issue work request
20.00 Flush system for 2 minute minimum
30.00 Date and initial inspection tag

4471-EW0001 Safety Eyewash 30-Day Safety Shower and/or Eyewash Station 10.00 Check operation and controls.  If any problems are found issue work request
20.00 Flush system for 2 minute minimum
30.00 Date and initial inspection tag

4471-SH0001 Safety Shower 30-Day Safety Shower and/or Eyewash Station 10.00 Check operation and controls.  If any problems are found issue work request
20.00 Flush system for 2 minute minimum
30.00 Date and initial inspection tag

4473-EW0001 Safety Eyewash 30-Day: Portable Eyewash Station 10.00 Check fluid levels.
20.00 Check spray heads for cleanliness.
30.00 Clean unit as necessary.
40.00 Date and initial inspection tag

180-Day: Portable Eyewash Station 10.00 Change saline solution.
20.00 Check spray heads for cleanliness.
30.00 Clean unit as necessary.
40.00 Date and initial inspection tag

4473-EW0002 Safety Eyewash 30-Day: Portable Eyewash Station 10.00 Check fluid levels.
20.00 Check spray heads for cleanliness.
30.00 Clean unit as necessary.
40.00 Date and initial inspection tag

180-Day: Portable Eyewash Station 10.00 Change saline solution.
20.00 Check spray heads for cleanliness.
30.00 Clean unit as necessary.
40.00 Date and initial inspection tag

4473-SHEW0001 Safety Shower & Eyewash 30-Day Safety Shower and/or Eyewash Station 10.00 Check operation and controls.  If any problems are found issue work request
20.00 Flush system for 2 minute minimum
30.00 Date and initial inspection tag

4475-SHEW0001 Safety Shower & Eyewash 30-Day Safety Shower and/or Eyewash Station 10.00 Check operation and controls.  If any problems are found issue work request
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20.00 Flush system for 2 minute minimum
30.00 Date and initial inspection tag

4475-SHEW0002 Safety Shower & Eyewash 30-Day Safety Shower and/or Eyewash Station 10.00 Check operation and controls.  If any problems are found issue work request
20.00 Flush system for 2 minute minimum
30.00 Date and initial inspection tag

4475-SHEW0003 Safety Shower & Eyewash 30-Day Safety Shower and/or Eyewash Station 10.00 Check operation and controls.  If any problems are found issue work request
20.00 Flush system for 2 minute minimum
30.00 Date and initial inspection tag

4481-EW0001 Safety Eyewash 30-Day Safety Shower and/or Eyewash Station 10.00 Check operation and controls.  If any problems are found issue work request
20.00 Flush system for 2 minute minimum
30.00 Date and initial inspection tag

4481-EW0011 Safety Eyewash 30-Day Safety Shower and/or Eyewash Station 10.00 Check operation and controls.  If any problems are found issue work request
20.00 Flush system for 2 minute minimum
30.00 Date and initial inspection tag

4481-EW0012 Safety Eyewash 30-Day Safety Shower and/or Eyewash Station 10.00 Check operation and controls.  If any problems are found issue work request
20.00 Flush system for 2 minute minimum
30.00 Date and initial inspection tag

4481-SH0001 Safety Shower 30-Day Safety Shower and/or Eyewash Station 10.00 Check operation and controls.  If any problems are found issue work request
20.00 Flush system for 2 minute minimum
30.00 Date and initial inspection tag

4481-SH0005 Handheld Emergency Drench Unit 30-Day Safety Shower and/or Eyewash Station 10.00 Check operation and controls.  If any problems are found issue work request
20.00 Flush system for 2 minute minimum
30.00 Date and initial inspection tag

4481-SHEW0001 Safety Shower & Eyewash 30-Day Safety Shower and/or Eyewash Station 10.00 Check operation and controls.  If any problems are found issue work request
20.00 Flush system for 2 minute minimum
30.00 Date and initial inspection tag

4481-SHEW0002 Safety Shower & Eyewash 30-Day Safety Shower and/or Eyewash Station 10.00 Check operation and controls.  If any problems are found issue work request
20.00 Flush system for 2 minute minimum
30.00 Date and initial inspection tag

4481-SHEW0003 Safety Shower & Eyewash, 30-Day Safety Shower and/or Eyewash Station 10.00 Check operation and controls.  If any problems are found issue work request
20.00 Flush system for 2 minute minimum
30.00 Date and initial inspection tag

4483-EW0001 Safety Eyewash 30-Day Safety Shower and/or Eyewash Station 10.00 Check operation and controls.  If any problems are found issue work request
20.00 Flush system for 2 minute minimum
30.00 Date and initial inspection tag

4483-EW0002 Safety Eyewash 30-Day Safety Shower and/or Eyewash Station 10.00 Check operation and controls.  If any problems are found issue work request
20.00 Flush system for 2 minute minimum
30.00 Date and initial inspection tag

4483-SHEW0001 Safety Shower & Eyewash 30-Day Safety Shower and/or Eyewash Station 10.00 Check operation and controls.  If any problems are found issue work request
20.00 Flush system for 2 minute minimum
30.00 Date and initial inspection tag

4487AB-EW0001 Safety Eyewash 30-Day Safety Shower and/or Eyewash Station 10.00 Check operation and controls.  If any problems are found issue work request
20.00 Flush system for 2 minute minimum
30.00 Date and initial inspection tag

4487AB-SH0001 Safety Shower 30-Day Safety Shower and/or Eyewash Station 10.00 Check operation and controls.  If any problems are found issue work request
20.00 Flush system for 2 minute minimum
30.00 Date and initial inspection tag

4487AB-SHEW0001 Safety Shower & Eyewash 30-Day Safety Shower and/or Eyewash Station 10.00 Check operation and controls.  If any problems are found issue work request
20.00 Flush system for 2 minute minimum
30.00 Date and initial inspection tag
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4487A-EW0001 Eyewash Station 30-Day Safety Shower and/or Eyewash Station 10.00 Check operation and controls.  If any problems are found issue work request

20.00 Flush system for 2 minute minimum
30.00 Date and initial inspection tag

4487A-EW0002 Eyewash Station 30-Day Safety Shower and/or Eyewash Station 10.00 Check operation and controls.  If any problems are found issue work request
20.00 Flush system for 2 minute minimum
30.00 Date and initial inspection tag

4487A-SH0003 Safety Shower 30-Day Safety Shower and/or Eyewash Station 10.00 Check operation and controls.  If any problems are found issue work request
20.00 Flush system for 2 minute minimum
30.00 Date and initial inspection tag

4487B-EW0001 Safety Eyewash 30-Day Safety Shower and/or Eyewash Station 10.00 Check operation and controls.  If any problems are found issue work request
20.00 Flush system for 2 minute minimum
30.00 Date and initial inspection tag

4487B-EW0002 Safety Eyewash 30-Day Safety Shower and/or Eyewash Station 10.00 Check operation and controls.  If any problems are found issue work request
20.00 Flush system for 2 minute minimum
30.00 Date and initial inspection tag

4487B-EW0003 Safety Eyewash 30-Day Safety Shower and/or Eyewash Station 10.00 Check operation and controls.  If any problems are found issue work request
20.00 Flush system for 2 minute minimum
30.00 Date and initial inspection tag

4487B-EW0004 Safety Eyewash 30-Day Safety Shower and/or Eyewash Station 10.00 Check operation and controls.  If any problems are found issue work request
20.00 Flush system for 2 minute minimum
30.00 Date and initial inspection tag

4487B-SH0001 Safety Shower 30-Day Safety Shower and/or Eyewash Station 10.00 Check operation and controls.  If any problems are found issue work request
20.00 Flush system for 2 minute minimum
30.00 Date and initial inspection tag

4487B-SHEW0001 Safety Shower & Eyewash 30-Day Safety Shower and/or Eyewash Station 10.00 Check operation and controls.  If any problems are found issue work request
20.00 Flush system for 2 minute minimum
30.00 Date and initial inspection tag

4487-EW0001 Safety Eyewash 30-Day Safety Shower and/or Eyewash Station 10.00 Check operation and controls.  If any problems are found issue work request
20.00 Flush system for 2 minute minimum
30.00 Date and initial inspection tag

4487-EW0002 Safety Eyewash 30-Day Safety Shower and/or Eyewash Station 10.00 Check operation and controls.  If any problems are found issue work request
20.00 Flush system for 2 minute minimum
30.00 Date and initial inspection tag

4487-EW0003 Safety Eyewash - Portable 30-Day: Portable Eyewash Station 10.00 Check fluid levels.
20.00 Check spray heads for cleanliness.
30.00 Clean unit as necessary.
40.00 Date and initial inspection tag

180-Day: Portable Eyewash Station 10.00 Change saline solution.
20.00 Check spray heads for cleanliness.
30.00 Clean unit as necessary.
40.00 Date and initial inspection tag

4493-EW0001 Safety Eyewash 30-Day: Portable Eyewash Station 10.00 Check fluid levels.
20.00 Check spray heads for cleanliness.
30.00 Clean unit as necessary.
40.00 Date and initial inspection tag

180-Day: Portable Eyewash Station 10.00 Change saline solution.
20.00 Check spray heads for cleanliness.
30.00 Clean unit as necessary.
40.00 Date and initial inspection tag

4493-SHEW0002 Safety Shower & Eyewash 30-Day Safety Shower and/or Eyewash Station 10.00 Check operation and controls.  If any problems are found issue work request
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20.00 Flush system for 2 minute minimum
30.00 Date and initial inspection tag

4522-SHEW0001 Safety Shower & Eyewash 30-Day Safety Shower and/or Eyewash Station 10.00 Check operation and controls.  If any problems are found issue work request
20.00 Flush system for 2 minute minimum
30.00 Date and initial inspection tag

4522-SHEW0002 Safety Shower and Eyewash 30-Day Safety Shower and/or Eyewash Station 10.00 Check operation and controls.  If any problems are found issue work request
20.00 Flush system for 2 minute minimum
30.00 Date and initial inspection tag

4525-SHEW0001 Safety Shower and Eyewash 30-Day Safety Shower and/or Eyewash Station 10.00 Check operation and controls.  If any problems are found issue work request
20.00 Flush system for 2 minute minimum
30.00 Date and initial inspection tag

4527-SHEW0001 Safety Shower & Eyewash 30-Day Safety Shower and/or Eyewash Station 10.00 Check operation and controls.  If any problems are found issue work request
20.00 Flush system for 2 minute minimum
30.00 Date and initial inspection tag

4530-SHEW0001 Safety Shower & Eyewash 30-Day Safety Shower and/or Eyewash Station 10.00 Check operation and controls.  If any problems are found issue work request
20.00 Flush system for 2 minute minimum
30.00 Date and initial inspection tag

4530-SHEW0002 Safety Shower & Eyewash 30-Day Safety Shower and/or Eyewash Station 10.00 Check operation and controls.  If any problems are found issue work request
20.00 Flush system for 2 minute minimum
30.00 Date and initial inspection tag

4539-SHEW0001 Safety Shower & Eyewash 30-Day Safety Shower and/or Eyewash Station 10.00 Check operation and controls.  If any problems are found issue work request
20.00 Flush system for 2 minute minimum
30.00 Date and initial inspection tag

4539-SHEW0002 Safety Shower & Eyewash 30-Day Safety Shower and/or Eyewash Station 10.00 Check operation and controls.  If any problems are found issue work request
20.00 Flush system for 2 minute minimum
30.00 Date and initial inspection tag

4540-SHEW0001 Safety Shower & Eyewash 30-Day Safety Shower and/or Eyewash Station 10.00 Check operation and controls.  If any problems are found issue work request
20.00 Flush system for 2 minute minimum
30.00 Date and initial inspection tag

4540-SHEW0002 Safety Shower & Eyewash 30-Day Safety Shower and/or Eyewash Station 10.00 Check operation and controls.  If any problems are found issue work request
20.00 Flush system for 2 minute minimum
30.00 Date and initial inspection tag

4542-SHEW0001 Safety Shower & Eyewash 30-Day Safety Shower and/or Eyewash Station 10.00 Check operation and controls.  If any problems are found issue work request
20.00 Flush system for 2 minute minimum
30.00 Date and initial inspection tag

4542-SHEW0002 Safety Shower & Eyewash 30-Day Safety Shower and/or Eyewash Station 10.00 Check operation and controls.  If any problems are found issue work request
20.00 Flush system for 2 minute minimum
30.00 Date and initial inspection tag

4561-SHEW0001 Safety Shower & Eyewash 30-Day Safety Shower and/or Eyewash Station 10.00 Check operation and controls.  If any problems are found issue work request
20.00 Flush system for 2 minute minimum
30.00 Date and initial inspection tag

4563-EW0001 Safety Eyewash 30-Day: Safety Shower & Eyewash Station (Air-charged) 10.00 Check operation and controls.  If any problems are found issue work request
20.00 Check saline solution level, add as necessary
30.00 Verify proper air pressure
40.00 Date and initial inspection tag

180-Day: Safety Shower & Eyewash Station (Air-charged) 10.00 Check operation and controls.  If any problems are found issue work request
20.00 Change saline solution
30.00 Repressurize tank
40.00 Date and initial inspection tag

4567-EW0001 Safety Eyewash, Portable 30-Day: Portable Eyewash Station 10.00 Check fluid levels.



NNM08AA54C
ATTACHMENT J-16

EMERGENCY SHOWER AND EYEWASH PM

Page 6 of 19

LOCATION DESCRIPTION PM DESCRIPTION JPTASK OPERATION DESCRIPTION
20.00 Check spray heads for cleanliness.
30.00 Clean unit as necessary.
40.00 Date and initial inspection tag

180-Day: Portable Eyewash Station 10.00 Change saline solution.
20.00 Check spray heads for cleanliness.
30.00 Clean unit as necessary.
40.00 Date and initial inspection tag

4567-SHEW0001 Safety Shower & Eyewash 30-Day Safety Shower and/or Eyewash Station 10.00 Check operation and controls.  If any problems are found issue work request
20.00 Flush system for 2 minute minimum
30.00 Date and initial inspection tag

4567-SHEW0002 Safety Shower & Eyewash 30-Day Safety Shower and/or Eyewash Station 10.00 Check operation and controls.  If any problems are found issue work request
20.00 Flush system for 2 minute minimum
30.00 Date and initial inspection tag

4567-SHEW0003 Safety Shower & Eyewash 30-Day Safety Shower and/or Eyewash Station 10.00 Check operation and controls.  If any problems are found issue work request
20.00 Flush system for 2 minute minimum
30.00 Date and initial inspection tag

4567-SHEW0004 Safety Shower & Eyewash 30-Day Safety Shower and/or Eyewash Station 10.00 Check operation and controls.  If any problems are found issue work request
20.00 Flush system for 2 minute minimum
30.00 Date and initial inspection tag

4570-SH0001 Safety Shower 30-Day Safety Shower and/or Eyewash Station 10.00 Check operation and controls.  If any problems are found issue work request
20.00 Flush system for 2 minute minimum
30.00 Date and initial inspection tag

4570-SHEW0001 Safety Shower & Eyewash 30-Day: Safety Shower & Eyewash Station (Air-charged) 10.00 Check operation and controls.  If any problems are found issue work request
20.00 Check saline solution level, add as necessary
30.00 Verify proper air pressure
40.00 Date and initial inspection tag

180-Day: Safety Shower & Eyewash Station (Air-charged) 10.00 Check operation and controls.  If any problems are found issue work request
20.00 Change saline solution
30.00 Repressurize tank
40.00 Date and initial inspection tag

4570-SHEW0002 Safety Shower & Eyewash 30-Day: Safety Shower & Eyewash Station (Air-charged) 10.00 Check operation and controls.  If any problems are found issue work request
20.00 Check saline solution level, add as necessary
30.00 Verify proper air pressure
40.00 Date and initial inspection tag

180-Day: Safety Shower & Eyewash Station (Air-charged) 10.00 Check operation and controls.  If any problems are found issue work request
20.00 Change saline solution
30.00 Repressurize tank
40.00 Date and initial inspection tag

4572-EW0001 Safety Eyewash 30-Day Safety Shower and/or Eyewash Station 10.00 Check operation and controls.  If any problems are found issue work request
20.00 Flush system for 2 minute minimum
30.00 Date and initial inspection tag

4572-SHEW0001 Safety Shower & Eyewash 30-Day Safety Shower and/or Eyewash Station 10.00 Check operation and controls.  If any problems are found issue work request
20.00 Flush system for 2 minute minimum
30.00 Date and initial inspection tag

4572-SHEW0002 Safety Shower & Eyewash 30-Day Safety Shower and/or Eyewash Station 10.00 Check operation and controls.  If any problems are found issue work request
20.00 Flush system for 2 minute minimum
30.00 Date and initial inspection tag

4583A-SHEW0001 Safety Shower & Eyewash 30-Day Safety Shower and/or Eyewash Station 10.00 Check operation and controls.  If any problems are found issue work request
20.00 Flush system for 2 minute minimum
30.00 Date and initial inspection tag
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4583A-SHEW0002 Safety Shower & Eyewash 30-Day Safety Shower and/or Eyewash Station 10.00 Check operation and controls.  If any problems are found issue work request

20.00 Flush system for 2 minute minimum
30.00 Date and initial inspection tag

4583-EW0001 Safety Eyewash 30-Day Safety Shower and/or Eyewash Station 10.00 Check operation and controls.  If any problems are found issue work request
20.00 Flush system for 2 minute minimum
30.00 Date and initial inspection tag

4583-EW0002 Safety Eyewash 30-Day Safety Shower and/or Eyewash Station 10.00 Check operation and controls.  If any problems are found issue work request
20.00 Flush system for 2 minute minimum
30.00 Date and initial inspection tag

4583-EW0003 Safety Eyewash 30-Day Safety Shower and/or Eyewash Station 10.00 Check operation and controls.  If any problems are found issue work request
20.00 Flush system for 2 minute minimum
30.00 Date and initial inspection tag

4583-SH0002 Safety Shower 30-Day Safety Shower and/or Eyewash Station 10.00 Check operation and controls.  If any problems are found issue work request
20.00 Flush system for 2 minute minimum
30.00 Date and initial inspection tag

4583-SH0003 Safety Shower 30-Day Safety Shower and/or Eyewash Station 10.00 Check operation and controls.  If any problems are found issue work request
20.00 Flush system for 2 minute minimum
30.00 Date and initial inspection tag

4605-EW0001 Safety Eyewash 30-Day Safety Shower and/or Eyewash Station 10.00 Check operation and controls.  If any problems are found issue work request
20.00 Flush system for 2 minute minimum
30.00 Date and initial inspection tag

4605-EW0002 Safety Eyewash 30-Day Safety Shower and/or Eyewash Station 10.00 Check operation and controls.  If any problems are found issue work request
20.00 Flush system for 2 minute minimum
30.00 Date and initial inspection tag

4605-EW0003 Safety Eyewash 30-Day Safety Shower and/or Eyewash Station 10.00 Check operation and controls.  If any problems are found issue work request
20.00 Flush system for 2 minute minimum
30.00 Date and initial inspection tag

4605-EW0004 Safety Eyewash 30-Day Safety Shower and/or Eyewash Station 10.00 Check operation and controls.  If any problems are found issue work request
20.00 Flush system for 2 minute minimum
30.00 Date and initial inspection tag

4605-EW0005 Safety Eyewash 30-Day Safety Shower and/or Eyewash Station 10.00 Check operation and controls.  If any problems are found issue work request
20.00 Flush system for 2 minute minimum
30.00 Date and initial inspection tag

4605-EW0006 Safety Eyewash 30-Day Safety Shower and/or Eyewash Station 10.00 Check operation and controls.  If any problems are found issue work request
20.00 Flush system for 2 minute minimum
30.00 Date and initial inspection tag

4605-SHEW0001 Safety Shower & Eyewash 30-Day Safety Shower and/or Eyewash Station 10.00 Check operation and controls.  If any problems are found issue work request
20.00 Flush system for 2 minute minimum
30.00 Date and initial inspection tag

4611-SHEW0001 Safety Shower & Eyewash 30-Day Safety Shower and/or Eyewash Station 10.00 Check operation and controls.  If any problems are found issue work request
20.00 Flush system for 2 minute minimum
30.00 Date and initial inspection tag

4612-EW0001 Safety Eyewash 30-Day Safety Shower and/or Eyewash Station 10.00 Check operation and controls.  If any problems are found issue work request
20.00 Flush system for 2 minute minimum
30.00 Date and initial inspection tag

4612-EW0002 Safety Eyewash 30-Day Safety Shower and/or Eyewash Station 10.00 Check operation and controls.  If any problems are found issue work request
20.00 Flush system for 2 minute minimum
30.00 Date and initial inspection tag

4612-EW0003 Safety Eyewash, Portable 30-Day: Portable Eyewash Station 10.00 Check fluid levels.
20.00 Check spray heads for cleanliness.
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30.00 Clean unit as necessary.
40.00 Date and initial inspection tag

180-Day: Portable Eyewash Station 10.00 Change saline solution.
20.00 Check spray heads for cleanliness.
30.00 Clean unit as necessary.
40.00 Date and initial inspection tag

4612-EW0004 Safety Eyewash, Portable 30-Day: Portable Eyewash Station 10.00 Check fluid levels.
20.00 Check spray heads for cleanliness.
30.00 Clean unit as necessary.
40.00 Date and initial inspection tag

180-Day: Portable Eyewash Station 10.00 Change saline solution.
20.00 Check spray heads for cleanliness.
30.00 Clean unit as necessary.
40.00 Date and initial inspection tag

4612-EW0005 Safety Eyewash, Portable 30-Day: Portable Eyewash Station 10.00 Check fluid levels.
20.00 Check spray heads for cleanliness.
30.00 Clean unit as necessary.
40.00 Date and initial inspection tag

180-Day: Portable Eyewash Station 10.00 Change saline solution.
20.00 Check spray heads for cleanliness.
30.00 Clean unit as necessary.
40.00 Date and initial inspection tag

4612-EW0006 Safety Eyewash, Sink Mounted 30-Day Safety Shower and/or Eyewash Station 10.00 Check operation and controls.  If any problems are found issue work request
20.00 Flush system for 2 minute minimum
30.00 Date and initial inspection tag

4612-SH0001 Safety Shower 30-Day Safety Shower and/or Eyewash Station 10.00 Check operation and controls.  If any problems are found issue work request
20.00 Flush system for 2 minute minimum
30.00 Date and initial inspection tag

4612-SHEW0001 Safety Shower & Eyewash 30-Day Safety Shower and/or Eyewash Station 10.00 Check operation and controls.  If any problems are found issue work request
20.00 Flush system for 2 minute minimum
30.00 Date and initial inspection tag

4612-SHEW0002 Safety Shower & Eyewash 30-Day Safety Shower and/or Eyewash Station 10.00 Check operation and controls.  If any problems are found issue work request
20.00 Flush system for 2 minute minimum
30.00 Date and initial inspection tag

4612-SHEW0003 Safety Shower & Eyewash 30-Day Safety Shower and/or Eyewash Station 10.00 Check operation and controls.  If any problems are found issue work request
20.00 Flush system for 2 minute minimum
30.00 Date and initial inspection tag

4612-SHEW0004 Safety Shower & Eyewash 30-Day Safety Shower and/or Eyewash Station 10.00 Check operation and controls.  If any problems are found issue work request
20.00 Flush system for 2 minute minimum
30.00 Date and initial inspection tag

4612-SHEW0005 Safety Shower & Eyewash 30-Day Safety Shower and/or Eyewash Station 10.00 Check operation and controls.  If any problems are found issue work request
20.00 Flush system for 2 minute minimum
30.00 Date and initial inspection tag

4612-SHEW0006 Safety Shower & Eyewash 30-Day Safety Shower and/or Eyewash Station 10.00 Check operation and controls.  If any problems are found issue work request
20.00 Flush system for 2 minute minimum
30.00 Date and initial inspection tag

4612-SHEW0007 Safety Shower & Eyewash 30-Day Safety Shower and/or Eyewash Station 10.00 Check operation and controls.  If any problems are found issue work request
20.00 Flush system for 2 minute minimum
30.00 Date and initial inspection tag

4612-SHEW0008 Safety Shower & Eyewash 30-Day Safety Shower and/or Eyewash Station 10.00 Check operation and controls.  If any problems are found issue work request
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20.00 Flush system for 2 minute minimum
30.00 Date and initial inspection tag

4612-SHEW0009 Safety Shower & Eyewash 30-Day Safety Shower and/or Eyewash Station 10.00 Check operation and controls.  If any problems are found issue work request
20.00 Flush system for 2 minute minimum
30.00 Date and initial inspection tag

4612-SHEW0010 Safety Shower & Eyewash 30-Day Safety Shower and/or Eyewash Station 10.00 Check operation and controls.  If any problems are found issue work request
20.00 Flush system for 2 minute minimum
30.00 Date and initial inspection tag

4612-SHEW0011 Safety Shower & Eyewash 30-Day Safety Shower and/or Eyewash Station 10.00 Check operation and controls.  If any problems are found issue work request
20.00 Flush system for 2 minute minimum
30.00 Date and initial inspection tag

4612-SHEW0012 Safety Shower & Eyewash 30-Day Safety Shower and/or Eyewash Station 10.00 Check operation and controls.  If any problems are found issue work request
20.00 Flush system for 2 minute minimum
30.00 Date and initial inspection tag

4612-SHEW0013 Safety Shower & Eyewash 30-Day Safety Shower and/or Eyewash Station 10.00 Check operation and controls.  If any problems are found issue work request
20.00 Flush system for 2 minute minimum
30.00 Date and initial inspection tag

4617-SH0001 Safety Shower 30-Day Safety Shower and/or Eyewash Station 10.00 Check operation and controls.  If any problems are found issue work request
20.00 Flush system for 2 minute minimum
30.00 Date and initial inspection tag

4618-EW0001 Safety Eyewash 30-Day Safety Shower and/or Eyewash Station 10.00 Check operation and controls.  If any problems are found issue work request
20.00 Flush system for 2 minute minimum
30.00 Date and initial inspection tag

4619-EW0001 Safety Eyewash, 30-Day: Portable Eyewash Station 10.00 Check fluid levels.
20.00 Check spray heads for cleanliness.
30.00 Clean unit as necessary.
40.00 Date and initial inspection tag

180-Day: Portable Eyewash Station 10.00 Change saline solution.
20.00 Check spray heads for cleanliness.
30.00 Clean unit as necessary.
40.00 Date and initial inspection tag

4619-EW0002 Safety Eyewash 30-Day: Portable Eyewash Station 10.00 Check fluid levels.
20.00 Check spray heads for cleanliness.
30.00 Clean unit as necessary.
40.00 Date and initial inspection tag

180-Day: Portable Eyewash Station 10.00 Change saline solution.
20.00 Check spray heads for cleanliness.
30.00 Clean unit as necessary.
40.00 Date and initial inspection tag

4619-EW0003 Safety Eyewash 30-Day: Portable Eyewash Station 10.00 Check fluid levels.
20.00 Check spray heads for cleanliness.
30.00 Clean unit as necessary.
40.00 Date and initial inspection tag

180-Day: Portable Eyewash Station 10.00 Change saline solution.
20.00 Check spray heads for cleanliness.
30.00 Clean unit as necessary.
40.00 Date and initial inspection tag

4619-EW0004 Safety Eyewash 30-Day: Portable Eyewash Station 10.00 Check fluid levels.
20.00 Check spray heads for cleanliness.
30.00 Clean unit as necessary.
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40.00 Date and initial inspection tag

180-Day: Portable Eyewash Station 10.00 Change saline solution.
20.00 Check spray heads for cleanliness.
30.00 Clean unit as necessary.
40.00 Date and initial inspection tag

4619-SH0001 Safety Shower 30-Day Safety Shower and/or Eyewash Station 10.00 Check operation and controls.  If any problems are found issue work request
20.00 Flush system for 2 minute minimum
30.00 Date and initial inspection tag

4619-SHEW0001 Safety Shower & Eyewash 30-Day Safety Shower and/or Eyewash Station 10.00 Check operation and controls.  If any problems are found issue work request
20.00 Flush system for 2 minute minimum
30.00 Date and initial inspection tag

4619-SHEW0002 Safety Shower & Eyewash 30-Day Safety Shower and/or Eyewash Station 10.00 Check operation and controls.  If any problems are found issue work request
20.00 Flush system for 2 minute minimum
30.00 Date and initial inspection tag

4621-EW0001 Safety Eyewash 30-Day Safety Shower and/or Eyewash Station 10.00 Check operation and controls.  If any problems are found issue work request
20.00 Flush system for 2 minute minimum
30.00 Date and initial inspection tag

4621-SH0001 Safety Shower 30-Day Safety Shower and/or Eyewash Station 10.00 Check operation and controls.  If any problems are found issue work request
20.00 Flush system for 2 minute minimum
30.00 Date and initial inspection tag

4621-SHEW0001 Safety Shower & Eyewash 30-Day Safety Shower and/or Eyewash Station 10.00 Check operation and controls.  If any problems are found issue work request
20.00 Flush system for 2 minute minimum
30.00 Date and initial inspection tag

4623-EW0001 Safety Eyewash 30-Day Safety Shower and/or Eyewash Station 10.00 Check operation and controls.  If any problems are found issue work request
20.00 Flush system for 2 minute minimum
30.00 Date and initial inspection tag

4623-EW0004 Safety Eyewash 30-Day: Portable Eyewash Station 10.00 Check fluid levels.
20.00 Check spray heads for cleanliness.
30.00 Clean unit as necessary.
40.00 Date and initial inspection tag

180-Day: Portable Eyewash Station 10.00 Change saline solution.
20.00 Check spray heads for cleanliness.
30.00 Clean unit as necessary.
40.00 Date and initial inspection tag

4623-EW0005 Safety Eyewash 30-Day: Portable Eyewash Station 10.00 Check fluid levels.
20.00 Check spray heads for cleanliness.
30.00 Clean unit as necessary.
40.00 Date and initial inspection tag

180-Day: Portable Eyewash Station 10.00 Change saline solution.
20.00 Check spray heads for cleanliness.
30.00 Clean unit as necessary.
40.00 Date and initial inspection tag

4623-EW0006 Safety Eyewash 30-Day: Portable Eyewash Station 10.00 Check fluid levels.
20.00 Check spray heads for cleanliness.
30.00 Clean unit as necessary.
40.00 Date and initial inspection tag

180-Day: Portable Eyewash Station 10.00 Change saline solution.
20.00 Check spray heads for cleanliness.
30.00 Clean unit as necessary.
40.00 Date and initial inspection tag
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4623-SH0001 Safety Shower 30-Day: Portable Eyewash Station 10.00 Check fluid levels.

20.00 Check spray heads for cleanliness.
30.00 Clean unit as necessary.
40.00 Date and initial inspection tag

180-Day: Portable Eyewash Station 10.00 Change saline solution.
20.00 Check spray heads for cleanliness.
30.00 Clean unit as necessary.
40.00 Date and initial inspection tag

4623-SHEW0001 Safety Shower & Eyewash 30-Day Safety Shower and/or Eyewash Station 10.00 Check operation and controls.  If any problems are found issue work request
20.00 Flush system for 2 minute minimum
30.00 Date and initial inspection tag

4623-SHEW0002 Safety Shower & Eyewash 30-Day Safety Shower and/or Eyewash Station 10.00 Check operation and controls.  If any problems are found issue work request
20.00 Flush system for 2 minute minimum
30.00 Date and initial inspection tag

4623-SHEW0003 Safety Shower & Eyewash 30-Day: Portable Eyewash Station 10.00 Check fluid levels.
20.00 Check spray heads for cleanliness.
30.00 Clean unit as necessary.
40.00 Date and initial inspection tag

180-Day: Portable Eyewash Station 10.00 Change saline solution.
20.00 Check spray heads for cleanliness.
30.00 Clean unit as necessary.
40.00 Date and initial inspection tag

4623-SHEW0004 Safety Shower & Eyewash 30-Day: Portable Eyewash Station 10.00 Check fluid levels.
20.00 Check spray heads for cleanliness.
30.00 Clean unit as necessary.
40.00 Date and initial inspection tag

180-Day: Portable Eyewash Station 10.00 Change saline solution.
20.00 Check spray heads for cleanliness.
30.00 Clean unit as necessary.
40.00 Date and initial inspection tag

4628-SH0001 Safety Shower 30-Day Safety Shower and/or Eyewash Station 10.00 Check operation and controls.  If any problems are found issue work request
20.00 Flush system for 2 minute minimum
30.00 Date and initial inspection tag

4628-SH0002 Safety Shower 30-Day Safety Shower and/or Eyewash Station 10.00 Check operation and controls.  If any problems are found issue work request
20.00 Flush system for 2 minute minimum
30.00 Date and initial inspection tag

4628-SH0003 Safety Shower 30-Day Safety Shower and/or Eyewash Station 10.00 Check operation and controls.  If any problems are found issue work request
20.00 Flush system for 2 minute minimum
30.00 Date and initial inspection tag

4628-SHEW0004 Safety Shower & Eyewash 30-Day Safety Shower and/or Eyewash Station 10.00 Check operation and controls.  If any problems are found issue work request
20.00 Flush system for 2 minute minimum
30.00 Date and initial inspection tag

4631-EW0001 Safety Eyewash 30-Day Safety Shower and/or Eyewash Station 10.00 Check operation and controls.  If any problems are found issue work request
20.00 Flush system for 2 minute minimum
30.00 Date and initial inspection tag

4631-SHEW0001 Safety Shower/Eyewash 30-Day Safety Shower and/or Eyewash Station 10.00 Check operation and controls.  If any problems are found issue work request
20.00 Flush system for 2 minute minimum
30.00 Date and initial inspection tag

4631-SHEW0002 Safety Shower/Eyewash 30-Day Safety Shower and/or Eyewash Station 10.00 Check operation and controls.  If any problems are found issue work request
20.00 Flush system for 2 minute minimum
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30.00 Date and initial inspection tag

4635-1-SHEW0002 Safety Shower & Eyewash 30-Day Safety Shower and/or Eyewash Station 10.00 Check operation and controls.  If any problems are found issue work request
20.00 Flush system for 2 minute minimum
30.00 Date and initial inspection tag

4635-3-SHEW0001 Safety Shower & Eyewash 30-Day Safety Shower and/or Eyewash Station 10.00 Check operation and controls.  If any problems are found issue work request
20.00 Flush system for 2 minute minimum
30.00 Date and initial inspection tag

4635-4-SHEW0001 Safety Shower and Eyewash Station 30-Day Safety Shower and/or Eyewash Station 10.00 Check operation and controls.  If any problems are found issue work request
20.00 Flush system for 2 minute minimum
30.00 Date and initial inspection tag

4639-SH0001 Safety Shower and Eyewash 30-Day Safety Shower and/or Eyewash Station 10.00 Check operation and controls.  If any problems are found issue work request
20.00 Flush system for 2 minute minimum
30.00 Date and initial inspection tag

4639-SH0002 Safety Shower 30-Day Safety Shower and/or Eyewash Station 10.00 Check operation and controls.  If any problems are found issue work request
20.00 Flush system for 2 minute minimum
30.00 Date and initial inspection tag

4640-EW0001 Safety Eyewash 30-Day Safety Shower and/or Eyewash Station 10.00 Check operation and controls.  If any problems are found issue work request
20.00 Flush system for 2 minute minimum
30.00 Date and initial inspection tag

4640-EW0002 Safety Eyewash 30-Day Safety Shower and/or Eyewash Station 10.00 Check operation and controls.  If any problems are found issue work request
20.00 Flush system for 2 minute minimum
30.00 Date and initial inspection tag

4643-SHEW0001 Safety Shower & Eyewash 30-Day Safety Shower and/or Eyewash Station 10.00 Check operation and controls.  If any problems are found issue work request
20.00 Flush system for 2 minute minimum
30.00 Date and initial inspection tag

4643-SHEW0002 Safety Shower & Eyewash 30-Day Safety Shower and/or Eyewash Station 10.00 Check operation and controls.  If any problems are found issue work request
20.00 Flush system for 2 minute minimum
30.00 Date and initial inspection tag

4650-SHEW0001 Safety Shower & Eyewash 30-Day Safety Shower and/or Eyewash Station 10.00 Check operation and controls.  If any problems are found issue work request
20.00 Flush system for 2 minute minimum
30.00 Date and initial inspection tag

4653-EW0001 Safety Eyewash 30-Day Safety Shower and/or Eyewash Station 10.00 Check operation and controls.  If any problems are found issue work request
20.00 Flush system for 2 minute minimum
30.00 Date and initial inspection tag

4653-SHEW0001 Safety Shower & Eyewash 30-Day Safety Shower and/or Eyewash Station 10.00 Check operation and controls.  If any problems are found issue work request
20.00 Flush system for 2 minute minimum
30.00 Date and initial inspection tag

4653-SHEW0002 Safety Shower & Eyewash 30-Day Safety Shower and/or Eyewash Station 10.00 Check operation and controls.  If any problems are found issue work request
20.00 Flush system for 2 minute minimum
30.00 Date and initial inspection tag

4657-SHEW0001 Safety Shower & Eyewash 30-Day Safety Shower and/or Eyewash Station 10.00 Check operation and controls.  If any problems are found issue work request
20.00 Flush system for 2 minute minimum
30.00 Date and initial inspection tag

4657-SHEW0002 Safety Shower & Eyewash 30-Day Safety Shower and/or Eyewash Station 10.00 Check operation and controls.  If any problems are found issue work request
20.00 Flush system for 2 minute minimum
30.00 Date and initial inspection tag

4659-SHEW0001 Safety Shower & Eyewash 30-Day Safety Shower and/or Eyewash Station 10.00 Check operation and controls.  If any problems are found issue work request
20.00 Flush system for 2 minute minimum
30.00 Date and initial inspection tag

4659-SHEW0002 Safety Shower & Eyewash 30-Day Safety Shower and/or Eyewash Station 10.00 Check operation and controls.  If any problems are found issue work request
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20.00 Flush system for 2 minute minimum
30.00 Date and initial inspection tag

4659-SHEW0003 Safety Shower & Eyewash 30-Day Safety Shower and/or Eyewash Station 10.00 Check operation and controls.  If any problems are found issue work request
20.00 Flush system for 2 minute minimum
30.00 Date and initial inspection tag

4660-EW0001 Safety Eyewash 30-Day Safety Shower and/or Eyewash Station 10.00 Check operation and controls.  If any problems are found issue work request
20.00 Flush system for 2 minute minimum
30.00 Date and initial inspection tag

4660-SHEW0001 Safety Shower & Eyewash 30-Day Safety Shower and/or Eyewash Station 10.00 Check operation and controls.  If any problems are found issue work request
20.00 Flush system for 2 minute minimum
30.00 Date and initial inspection tag

4663A-SHEW0001 Safety Shower & Eyewash 30-Day Safety Shower and/or Eyewash Station 10.00 Check operation and controls.  If any problems are found issue work request
20.00 Flush system for 2 minute minimum
30.00 Date and initial inspection tag

4663M-EW0001 Safety Eyewash 30-Day: Portable Eyewash Station 10.00 Check fluid levels.
20.00 Check spray heads for cleanliness.
30.00 Clean unit as necessary.
40.00 Date and initial inspection tag

180-Day: Portable Eyewash Station 10.00 Change saline solution.
20.00 Check spray heads for cleanliness.
30.00 Clean unit as necessary.
40.00 Date and initial inspection tag

4663M-EW0002 Safety Eyewash 30-Day: Portable Eyewash Station 10.00 Check fluid levels.
20.00 Check spray heads for cleanliness.
30.00 Clean unit as necessary.
40.00 Date and initial inspection tag

180-Day: Portable Eyewash Station 10.00 Change saline solution.
20.00 Check spray heads for cleanliness.
30.00 Clean unit as necessary.
40.00 Date and initial inspection tag

4667-SHEW0001 Safety Shower & Eyewash 30-Day Safety Shower and/or Eyewash Station 10.00 Check operation and controls.  If any problems are found issue work request
20.00 Flush system for 2 minute minimum
30.00 Date and initial inspection tag

4670-EW0001 Safety Eyewash 30-Day Safety Shower and/or Eyewash Station 10.00 Check operation and controls.  If any problems are found issue work request
20.00 Flush system for 2 minute minimum
30.00 Date and initial inspection tag

4670-SHEW0001 Safety Shower & Eyewash 30-Day Safety Shower and/or Eyewash Station 10.00 Check operation and controls.  If any problems are found issue work request
20.00 Flush system for 2 minute minimum
30.00 Date and initial inspection tag

4672-SHEW0001 Safety Shower & Eyewash 30-Day Safety Shower and/or Eyewash Station 10.00 Check operation and controls.  If any problems are found issue work request
20.00 Flush system for 2 minute minimum
30.00 Date and initial inspection tag

4673-SHEW0001 Safety Shower & Eyewash 30-Day Safety Shower and/or Eyewash Station 10.00 Check operation and controls.  If any problems are found issue work request
20.00 Flush system for 2 minute minimum
30.00 Date and initial inspection tag

4674-EW0001 Safety Eyewash 30-Day Safety Shower and/or Eyewash Station 10.00 Check operation and controls.  If any problems are found issue work request
20.00 Flush system for 2 minute minimum
30.00 Date and initial inspection tag

4675-EW0001 Safety Eyewash, Portable 30-Day: Portable Eyewash Station 10.00 Check fluid levels.
20.00 Check spray heads for cleanliness.
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30.00 Clean unit as necessary.
40.00 Date and initial inspection tag

180-Day: Portable Eyewash Station 10.00 Change saline solution.
20.00 Check spray heads for cleanliness.
30.00 Clean unit as necessary.
40.00 Date and initial inspection tag

4675-SHEW0001 Safety Shower & Eyewash 30-Day Safety Shower and/or Eyewash Station 10.00 Check operation and controls.  If any problems are found issue work request
20.00 Flush system for 2 minute minimum
30.00 Date and initial inspection tag

4676-SHEW0001 Safety Shower & Eyewash 30-Day Safety Shower and/or Eyewash Station 10.00 Check operation and controls.  If any problems are found issue work request
20.00 Flush system for 2 minute minimum
30.00 Date and initial inspection tag

4676-SHEW0002 Safety Shower & Eyewash 30-Day Safety Shower and/or Eyewash Station 10.00 Check operation and controls.  If any problems are found issue work request
20.00 Flush system for 2 minute minimum
30.00 Date and initial inspection tag

4677-SH0001 Safety Shower 30-Day Safety Shower and/or Eyewash Station 10.00 Check operation and controls.  If any problems are found issue work request
20.00 Flush system for 2 minute minimum
30.00 Date and initial inspection tag

4678-EW0001 Safety Eyewash 30-Day Safety Shower and/or Eyewash Station 10.00 Check operation and controls.  If any problems are found issue work request
20.00 Flush system for 2 minute minimum
30.00 Date and initial inspection tag

4680-SHEW0001 Safety Shower & Eyewash 30-Day Safety Shower and/or Eyewash Station 10.00 Check operation and controls.  If any problems are found issue work request
20.00 Flush system for 2 minute minimum
30.00 Date and initial inspection tag

4680-SHEW0002 Safety Shower & Eyewash 30-Day Safety Shower and/or Eyewash Station 10.00 Check operation and controls.  If any problems are found issue work request
20.00 Flush system for 2 minute minimum
30.00 Date and initial inspection tag

4696-SHEW0001 Safety Shower & Eyewash 30-Day Safety Shower and/or Eyewash Station 10.00 Check operation and controls.  If any problems are found issue work request
20.00 Flush system for 2 minute minimum
30.00 Date and initial inspection tag

4699-SHEW0001 Safety Shower & Eyewash 30-Day Safety Shower and/or Eyewash Station 10.00 Check operation and controls.  If any problems are found issue work request
20.00 Flush system for 2 minute minimum
30.00 Date and initial inspection tag

4700-SHEW0001 Safety Shower & Eyewash 30-Day Safety Shower and/or Eyewash Station 10.00 Check operation and controls.  If any problems are found issue work request
20.00 Flush system for 2 minute minimum
30.00 Date and initial inspection tag

4702-EW0001 Safety Eyewash 30-Day Safety Shower and/or Eyewash Station 10.00 Check operation and controls.  If any problems are found issue work request
20.00 Flush system for 2 minute minimum
30.00 Date and initial inspection tag

4702-EW0002 Safety Eyewash 30-Day: Portable Eyewash Station 10.00 Check fluid levels.
20.00 Check spray heads for cleanliness.
30.00 Clean unit as necessary.
40.00 Date and initial inspection tag

180-Day: Portable Eyewash Station 10.00 Change saline solution.
20.00 Check spray heads for cleanliness.
30.00 Clean unit as necessary.
40.00 Date and initial inspection tag

4705-EW0001 Safety Eyewash 30-Day Safety Shower and/or Eyewash Station 10.00 Check operation and controls.  If any problems are found issue work request
20.00 Flush system for 2 minute minimum
30.00 Date and initial inspection tag
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4705-EW0002 Safety Eyewash 30-Day Safety Shower and/or Eyewash Station 10.00 Check operation and controls.  If any problems are found issue work request

20.00 Flush system for 2 minute minimum
30.00 Date and initial inspection tag

4705-EW0003 Safety Eyewash 30-Day Safety Shower and/or Eyewash Station 10.00 Check operation and controls.  If any problems are found issue work request
20.00 Flush system for 2 minute minimum
30.00 Date and initial inspection tag

4705-EW0004 Safety Eyewash 30-Day Safety Shower and/or Eyewash Station 10.00 Check operation and controls.  If any problems are found issue work request
20.00 Flush system for 2 minute minimum
30.00 Date and initial inspection tag

4705-EW0005 Safety Eyewash 30-Day Safety Shower and/or Eyewash Station 10.00 Check operation and controls.  If any problems are found issue work request
20.00 Flush system for 2 minute minimum
30.00 Date and initial inspection tag

4705-EW0006 Safety Eyewash 30-Day Safety Shower and/or Eyewash Station 10.00 Check operation and controls.  If any problems are found issue work request
20.00 Flush system for 2 minute minimum
30.00 Date and initial inspection tag

4705-SH0001 Safety Shower 30-Day Safety Shower and/or Eyewash Station 10.00 Check operation and controls.  If any problems are found issue work request
20.00 Flush system for 2 minute minimum
30.00 Date and initial inspection tag

4705-SHEW0001 Safety Shower and Eyewash 30-Day Safety Shower and/or Eyewash Station 10.00 Check operation and controls.  If any problems are found issue work request
20.00 Flush system for 2 minute minimum
30.00 Date and initial inspection tag

4707-EW0001 Safety Eyewash 30-Day Safety Shower and/or Eyewash Station 10.00 Check operation and controls.  If any problems are found issue work request
20.00 Flush system for 2 minute minimum
30.00 Date and initial inspection tag

4707-EW0002 Safety Eyewash 30-Day Safety Shower and/or Eyewash Station 10.00 Check operation and controls.  If any problems are found issue work request
20.00 Flush system for 2 minute minimum
30.00 Date and initial inspection tag

4707-EW0004 Safety Eyewash 30-Day Safety Shower and/or Eyewash Station 10.00 Check operation and controls.  If any problems are found issue work request
20.00 Flush system for 2 minute minimum
30.00 Date and initial inspection tag

4707-EW0005 Safety Eyewash 30-Day Safety Shower and/or Eyewash Station 10.00 Check operation and controls.  If any problems are found issue work request
20.00 Flush system for 2 minute minimum
30.00 Date and initial inspection tag

4707-EW0006 Safety Eyewash 30-Day Safety Shower and/or Eyewash Station 10.00 Check operation and controls.  If any problems are found issue work request
20.00 Flush system for 2 minute minimum
30.00 Date and initial inspection tag

4707-EW0007 Safety Eyewash 30-Day Safety Shower and/or Eyewash Station 10.00 Check operation and controls.  If any problems are found issue work request
20.00 Flush system for 2 minute minimum
30.00 Date and initial inspection tag

4707-EW0008 Safety Eyewash 30-Day Safety Shower and/or Eyewash Station 10.00 Check operation and controls.  If any problems are found issue work request
20.00 Flush system for 2 minute minimum
30.00 Date and initial inspection tag

4707-EW0009 Safety Eyewash 30-Day Safety Shower and/or Eyewash Station 10.00 Check operation and controls.  If any problems are found issue work request
20.00 Flush system for 2 minute minimum
30.00 Date and initial inspection tag

4707-SH0001 Safety Shower 30-Day Safety Shower and/or Eyewash Station 10.00 Check operation and controls.  If any problems are found issue work request
20.00 Flush system for 2 minute minimum
30.00 Date and initial inspection tag

4707-SH0002 Safety Shower 30-Day Safety Shower and/or Eyewash Station 10.00 Check operation and controls.  If any problems are found issue work request
20.00 Flush system for 2 minute minimum
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30.00 Date and initial inspection tag

4707-SH0006 Safety Shower 30-Day Safety Shower and/or Eyewash Station 10.00 Check operation and controls.  If any problems are found issue work request
20.00 Flush system for 2 minute minimum
30.00 Date and initial inspection tag

4707-SHEW0001 Safety Shower & Eyewash 30-Day Safety Shower and/or Eyewash Station 10.00 Check operation and controls.  If any problems are found issue work request
20.00 Flush system for 2 minute minimum
30.00 Date and initial inspection tag

4707-SHEW0002 Safety Shower & Eyewash 30-Day Safety Shower and/or Eyewash Station 10.00 Check operation and controls.  If any problems are found issue work request
20.00 Flush system for 2 minute minimum
30.00 Date and initial inspection tag

4707-SHEW0003 Safety Shower & Eyewash 30-Day Safety Shower and/or Eyewash Station 10.00 Check operation and controls.  If any problems are found issue work request
20.00 Flush system for 2 minute minimum
30.00 Date and initial inspection tag

4707-SHEW0004 Safety Shower & Eyewash 30-Day Safety Shower and/or Eyewash Station 10.00 Check operation and controls.  If any problems are found issue work request
20.00 Flush system for 2 minute minimum
30.00 Date and initial inspection tag

4707-SHEW0005 Safety Shower & Eyewash 30-Day Safety Shower and/or Eyewash Station 10.00 Check operation and controls.  If any problems are found issue work request
20.00 Flush system for 2 minute minimum
30.00 Date and initial inspection tag

4708-EW0001 Safety Eyewash 30-Day Safety Shower and/or Eyewash Station 10.00 Check operation and controls.  If any problems are found issue work request
20.00 Flush system for 2 minute minimum
30.00 Date and initial inspection tag

4708-EW0002 Safety Eyewash 30-Day Safety Shower and/or Eyewash Station 10.00 Check operation and controls.  If any problems are found issue work request
20.00 Flush system for 2 minute minimum
30.00 Date and initial inspection tag

4708-EW0003 Safety Eyewash 30-Day Safety Shower and/or Eyewash Station 10.00 Check operation and controls.  If any problems are found issue work request
20.00 Flush system for 2 minute minimum
30.00 Date and initial inspection tag

4708-EW0004 Safety Eyewash 30-Day: Portable Eyewash Station 10.00 Check fluid levels.
20.00 Check spray heads for cleanliness.
30.00 Clean unit as necessary.
40.00 Date and initial inspection tag

180-Day: Portable Eyewash Station 10.00 Change saline solution.
20.00 Check spray heads for cleanliness.
30.00 Clean unit as necessary.
40.00 Date and initial inspection tag

4708-EW0005 Safety Eyewash 30-Day: Portable Eyewash Station 10.00 Check fluid levels.
20.00 Check spray heads for cleanliness.
30.00 Clean unit as necessary.
40.00 Date and initial inspection tag

180-Day: Portable Eyewash Station 10.00 Change saline solution.
20.00 Check spray heads for cleanliness.
30.00 Clean unit as necessary.
40.00 Date and initial inspection tag

4711-EW0001 Safety Eyewash Portable 30-Day: Portable Eyewash Station 10.00 Check fluid levels.
20.00 Check spray heads for cleanliness.
30.00 Clean unit as necessary.
40.00 Date and initial inspection tag

180-Day: Portable Eyewash Station 10.00 Change saline solution.
20.00 Check spray heads for cleanliness.
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30.00 Clean unit as necessary.
40.00 Date and initial inspection tag

4711-EW0004 Safety Eyewash 30-Day Safety Shower and/or Eyewash Station 10.00 Check operation and controls.  If any problems are found issue work request
20.00 Flush system for 2 minute minimum
30.00 Date and initial inspection tag

4711-SHEW0001 Safety Shower & Eyewash 30-Day Safety Shower and/or Eyewash Station 10.00 Check operation and controls.  If any problems are found issue work request
20.00 Flush system for 2 minute minimum
30.00 Date and initial inspection tag

4711-SHEW0002 Safety Shower & Eyewash 30-Day Safety Shower and/or Eyewash Station 10.00 Check operation and controls.  If any problems are found issue work request
20.00 Flush system for 2 minute minimum
30.00 Date and initial inspection tag

4711-SHEW0003 Safety Shower & Eyewash 30-Day Safety Shower and/or Eyewash Station 10.00 Check operation and controls.  If any problems are found issue work request
20.00 Flush system for 2 minute minimum
30.00 Date and initial inspection tag

4715-SH0001 Safety Shower 30-Day Safety Shower and/or Eyewash Station 10.00 Check operation and controls.  If any problems are found issue work request
20.00 Flush system for 2 minute minimum
30.00 Date and initial inspection tag

4715-SH0002 Safety Shower 30-Day Safety Shower and/or Eyewash Station 10.00 Check operation and controls.  If any problems are found issue work request
20.00 Flush system for 2 minute minimum
30.00 Date and initial inspection tag

4718-1-SHEW0001 Safety Shower & Eyewash 30-Day Safety Shower and/or Eyewash Station 10.00 Check operation and controls.  If any problems are found issue work request
20.00 Flush system for 2 minute minimum
30.00 Date and initial inspection tag

4718-EW0001 Safety Eyewash 30-Day: Safety Shower & Eyewash Station (Air-charged) 10.00 Check operation and controls.  If any problems are found issue work request
20.00 Check saline solution level, add as necessary
30.00 Verify proper air pressure
40.00 Date and initial inspection tag

180-Day: Safety Shower & Eyewash Station (Air-charged) 10.00 Check operation and controls.  If any problems are found issue work request
20.00 Change saline solution
30.00 Repressurize tank
40.00 Date and initial inspection tag

4718-SHEW0001 Safety Shower & Eyewash 30-Day Safety Shower and/or Eyewash Station 10.00 Check operation and controls.  If any problems are found issue work request
20.00 Flush system for 2 minute minimum
30.00 Date and initial inspection tag

4731-SHEW0001 Safety Shower/Eyewash Station 30-Day Safety Shower and/or Eyewash Station 10.00 Check operation and controls.  If any problems are found issue work request
20.00 Flush system for 2 minute minimum
30.00 Date and initial inspection tag

4731-SHEW0002 Safety Shower/Eyewash Station 30-Day Safety Shower and/or Eyewash Station 10.00 Check operation and controls.  If any problems are found issue work request
20.00 Flush system for 2 minute minimum
30.00 Date and initial inspection tag

4731-SHEW0003 Safety Shower/Eyewash Station 30-Day Safety Shower and/or Eyewash Station 10.00 Check operation and controls.  If any problems are found issue work request
20.00 Flush system for 2 minute minimum
30.00 Date and initial inspection tag

4739-EW0001 Safety Eyewash 30-Day Safety Shower and/or Eyewash Station 10.00 Check operation and controls.  If any problems are found issue work request
20.00 Flush system for 2 minute minimum
30.00 Date and initial inspection tag

4739-SHEW0001 Safety Shower & Eyewash 30-Day Safety Shower and/or Eyewash Station 10.00 Check operation and controls.  If any problems are found issue work request
20.00 Flush system for 2 minute minimum
30.00 Date and initial inspection tag

4747-SHEW0001 Safety Shower & Eyewash 7-Day Safety Shower and/or Eyewash Station 10.00 Check operation and controls.  If any problems are found issue work request
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20.00 Flush system for 2 minute minimum
30.00 Date and initial inspection tag

4747-SHEW0002 Safety Shower & Eyewash 7-Day Safety Shower and/or Eyewash Station 10.00 Check operation and controls.  If any problems are found issue work request
20.00 Flush system for 2 minute minimum
30.00 Date and initial inspection tag

4747-SHEW0003 Safety Shower & Eyewash 7-Day Safety Shower and/or Eyewash Station 10.00 Check operation and controls.  If any problems are found issue work request
20.00 Flush system for 2 minute minimum
30.00 Date and initial inspection tag

4755-EW0002 Safety Eyewash 30-Day Safety Shower and/or Eyewash Station 10.00 Check operation and controls.  If any problems are found issue work request
20.00 Flush system for 2 minute minimum
30.00 Date and initial inspection tag

4755-SHEW0001 Safety Shower & Eyewash 30-Day Safety Shower and/or Eyewash Station 10.00 Check operation and controls.  If any problems are found issue work request
20.00 Flush system for 2 minute minimum
30.00 Date and initial inspection tag

4755-SHEW0002 Safety Shower & Eyewash 30-Day Safety Shower and/or Eyewash Station 10.00 Check operation and controls.  If any problems are found issue work request
20.00 Flush system for 2 minute minimum
30.00 Date and initial inspection tag

4759-EW0002 Safety Eyewash 30-Day Safety Shower and/or Eyewash Station 10.00 Check operation and controls.  If any problems are found issue work request
20.00 Flush system for 2 minute minimum
30.00 Date and initial inspection tag

4759-EW0003 Safety Eyewash 30-Day Safety Shower and/or Eyewash Station 10.00 Check operation and controls.  If any problems are found issue work request
20.00 Flush system for 2 minute minimum
30.00 Date and initial inspection tag

4759-EW0004 Safety Eyewash 30-Day Safety Shower and/or Eyewash Station 10.00 Check operation and controls.  If any problems are found issue work request
20.00 Flush system for 2 minute minimum
30.00 Date and initial inspection tag

4759-SHEW0001 Safety Shower & Eyewash 30-Day Safety Shower and/or Eyewash Station 10.00 Check operation and controls.  If any problems are found issue work request
20.00 Flush system for 2 minute minimum
30.00 Date and initial inspection tag

4760-EW0001 Safety Eyewash 30-Day Safety Shower and/or Eyewash Station 10.00 Check operation and controls.  If any problems are found issue work request
20.00 Flush system for 2 minute minimum
30.00 Date and initial inspection tag

4760-SHEW0001 Safety Shower & Eyewash 30-Day Safety Shower and/or Eyewash Station 10.00 Check operation and controls.  If any problems are found issue work request
20.00 Flush system for 2 minute minimum
30.00 Date and initial inspection tag

4760-SHEW0002 Safety Shower & Eyewash 30-Day Safety Shower and/or Eyewash Station 10.00 Check operation and controls.  If any problems are found issue work request
20.00 Flush system for 2 minute minimum
30.00 Date and initial inspection tag

4760-SHEW0003 Safety Shower & Eyewash 30-Day Safety Shower and/or Eyewash Station 10.00 Check operation and controls.  If any problems are found issue work request
20.00 Flush system for 2 minute minimum
30.00 Date and initial inspection tag

4760-SHEW0004 Safety Shower & Eyewash 30-Day Safety Shower and/or Eyewash Station 10.00 Check operation and controls.  If any problems are found issue work request
20.00 Flush system for 2 minute minimum
30.00 Date and initial inspection tag

4760-SHEW0005 Safety Shower & Eyewash 30-Day Safety Shower and/or Eyewash Station 10.00 Check operation and controls.  If any problems are found issue work request
20.00 Flush system for 2 minute minimum
30.00 Date and initial inspection tag

4760-SHEW0006 Safety Shower & Eyewash 30-Day Safety Shower and/or Eyewash Station 10.00 Check operation and controls.  If any problems are found issue work request
20.00 Flush system for 2 minute minimum
30.00 Date and initial inspection tag
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4760-SHEW0008 Safety Shower and Eyewash Station 30-Day Safety Shower and/or Eyewash Station 10.00 Check operation and controls.  If any problems are found issue work request

20.00 Flush system for 2 minute minimum
30.00 Date and initial inspection tag

4761-SHEW0001 Safety Shower & Eyewash 30-Day Safety Shower and/or Eyewash Station 10.00 Check operation and controls.  If any problems are found issue work request
20.00 Flush system for 2 minute minimum
30.00 Date and initial inspection tag

4761-SHEW0002 Safety Shower & Eyewash 30-Day Safety Shower and/or Eyewash Station 10.00 Check operation and controls.  If any problems are found issue work request
20.00 Flush system for 2 minute minimum
30.00 Date and initial inspection tag

4761-SHEW0003 Safety Shower & Eyewash 30-Day Safety Shower and/or Eyewash Station 10.00 Check operation and controls.  If any problems are found issue work request
20.00 Flush system for 2 minute minimum
30.00 Date and initial inspection tag

4761-SHEW0004 Safety Shower & Eyewash 30-Day Safety Shower and/or Eyewash Station 10.00 Check operation and controls.  If any problems are found issue work request
20.00 Flush system for 2 minute minimum
30.00 Date and initial inspection tag

4761-SHEW0005 Safety Shower & Eyewash 30-Day Safety Shower and/or Eyewash Station 10.00 Check operation and controls.  If any problems are found issue work request
20.00 Flush system for 2 minute minimum
30.00 Date and initial inspection tag

4761-SHEW0006 Safety Shower & Eyewash 30-Day Safety Shower and/or Eyewash Station 10.00 Check operation and controls.  If any problems are found issue work request
20.00 Flush system for 2 minute minimum
30.00 Date and initial inspection tag

4761-SHEW0007 Safety Shower & Eyewash 30-Day Safety Shower and/or Eyewash Station 10.00 Check operation and controls.  If any problems are found issue work request
20.00 Flush system for 2 minute minimum
30.00 Date and initial inspection tag

4761-SHEW0009 Safety Shower & Eyewash 30-Day Safety Shower and/or Eyewash Station 10.00 Check operation and controls.  If any problems are found issue work request
20.00 Flush system for 2 minute minimum
30.00 Date and initial inspection tag

4765-SHEW0001 Safety Shower & Eyewash 30-Day Safety Shower and/or Eyewash Station 10.00 Check operation and controls.  If any problems are found issue work request
20.00 Flush system for 2 minute minimum
30.00 Date and initial inspection tag

4767-EW0001 Safety Eyewash 30-Day Safety Shower and/or Eyewash Station 10.00 Check operation and controls.  If any problems are found issue work request
20.00 Flush system for 2 minute minimum
30.00 Date and initial inspection tag

4767-SHEW0001 Safety Shower & Eyewash 30-Day Safety Shower and/or Eyewash Station 10.00 Check operation and controls.  If any problems are found issue work request
20.00 Flush system for 2 minute minimum
30.00 Date and initial inspection tag

4774-EW0001 Safety Eyewash 30-Day Safety Shower and/or Eyewash Station 10.00 Check operation and controls.  If any problems are found issue work request
20.00 Flush system for 2 minute minimum
30.00 Date and initial inspection tag

4776-EW0001 Safety Eyewash 30-Day: Portable Eyewash Station 10.00 Check fluid levels.
20.00 Check spray heads for cleanliness.
30.00 Clean unit as necessary.
40.00 Date and initial inspection tag

180-Day: Portable Eyewash Station 10.00 Change saline solution.
20.00 Check spray heads for cleanliness.
30.00 Clean unit as necessary.
40.00 Date and initial inspection tag

4776-SHEW0001 Safety Shower & Eyewash 30-Day Safety Shower and/or Eyewash Station 10.00 Check operation and controls.  If any problems are found issue work request
20.00 Flush system for 2 minute minimum
30.00 Date and initial inspection tag


	Shaf Show PM

