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4200-AH7-SPT- DEGF 50 85 122
4200-CHWS-DPT1- PSID -5 40 60
4200-CHWS-DPT2- PSID -5 40 60
4200-CHWS-DPT2B- PSID -5 50 60
4200-FID01-DCVOLT- VOLT 26 28 30
4200-FIRE-PUMP_40HP- AMPS -5 10 45
4200-RADIO-SPT- DEGF 55 75 300
4200-RM527-SPT- DEGF 50 85 120
4200-SAF1&2-MXAT- DEGF 40 100 300
4200-SAF3&6-MXAT- DEGF 40 100 300
4200-STMVLV-STMP- PSIG -5 32 200
4201-ELEV-SPT- DEGF 50 80 300
4201-FID01-DCVOLT- VOLT 26 28 30
4201-FIRE-PUMP- AMPS -5 6 45
4201-PABX-RH- RH  10 70 100
4201-PABX-SPT- DEGF 55 75 120
4201-SAF1-MXAT- DEGF 40 100 300
4201-SAF1-STATIC- IWC 0 4 5
4201-SAF2-MXAT- DEGF 40 100 300
4201-SAF2-STATIC- IWC 0 4 5
4201-STMVLV-STMP1- PSIG -5 30 60
4202-CHWS-DPT1- PSID -10 40 60
4202-ELEV-SPT- DEGF 55 85 300
4202-FID01-DCVOLT- VOLT 26 28 30
4202-FIRE-PUMP- AMPS -5 6 45
4202-SAF1-MXAT- DEGF 40 100 300
4202-SAF1-STATIC- IWC 1 5 5
4202-SAF2-MXAT- DEGF 40 100 300
4202-SAF2-STATIC- IWC 1 5 5
4202-STMVLV-STMP1- PSIG -5 30 50
4203-AH2-MXAT- DEGF 40 100 250
4203-AH3-MXAT- DEGF 40 100 250
4203-AH3-SPT23- DEGF 50 85 250
4203-AH4-MXAT- DEGF 40 100 250
4203-AH5-MXAT- DEGF 40 100 250
4203-AH6-MXAT- DEGF 40 150 250
4203-AH7-MXAT- DEGF 40 100 250
4203-AH7-SPT- DEGF 55 85 250
4203-AH8-SPT- PSID 40 85 122
4203-AHB1-MXAT- DEGF 35 100 250
4203-AHB1-SPT01- DEGF 55 75 250
4203-AHB2-MXAT- DEGF 40 100 250
4203-AHB3-MXAT- DEGF 40 100 250
4203-CHWS-DPT1- PSID -5 40 60
4203-CHWS-DPT2- PSID -5 50 60
4203-CHWS-DPT3- PSID -5 40 60
4203-CHWS-DPT4- PSID -5 40 60
4203-DAIRY-COOLR1- DEGF 32 50 220
4203-HWC1-HWST- DEGF 50 215 250
4203-HWC2-HWST- DEGF 50 215 250
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4203-RMB302-RH- % 35 70 100
4203-RMB302-SPT- DEGF 60 80 140
4203-SERVE-FREEZ1- DEGF -15 30 220
4203-STMVLV-STMP1- PSIG -10 25 50
4203-WALKIN-COOLR1- DEGF 32 50 220
4203-WALKIN-COOLR2- DEGF 32 50 220
4203-WALKIN-FREEZ1- DEGF -15 23 220
4205-AH20-PHT- DEGF 40 120 275
4205-CHWS-DPT1- PSI 0 60 60
4205-CHWS-DPT2- PSI 0 60 60
4205-HWS-DPT1- PSI 0 60 60
4205-HWS-DPT2- PSI 0 60 60
4205-PWS-DPT1- PSI -5 60 60
4205-PWS-DPT2- PSI -5 60 60
4207-AH1-MXAT- DEGF 40 100 275
4207-AH3-SPT01- DEGF 60 78 300
4207-AH3-SPT02- DEGF 60 78 300
4207-AH3-SPT03- DEGF 60 78 122
4207-AH3-SPT04- DEGF 60 78 300
4207-AH3-SPT08- DEGF 60 78 300
4207-AH3-SPT12- DEGF 60 78 122
4207-AH4-SPT- DEGF 52 75 300
4207-AH5-MXAT- DEGF 40 100 275
4207-AH5-SPTZ1- DEGF 65 78 140
4207-AH5-SPTZ2- DEGF 65 78 275
4207-AHB1-MXAT- DEGF 40 150 275
4207-AHB1-SPTZ1- DEGF 50 85 140
4207-AHB1-SPTZ3- DEGF 50 85 275
4207-AHB1-SPTZ4- DEGF 50 85 275
4207-AHB2-CFM- CFM 0 2400 2500
4207-AHB2-PHT- DEGF 40 150 275
4207-CH2-CHHP- PSIG -12 12 16
4207-CH2-CHWRT- DEGF 40 60 300
4207-CH2-CHWST- DEGF 35 50 300
4207-CH2-CUR- AMPS -5 350 600
4207-CH3-CHHP- PSIG -12 14 46
4207-CH3-CHWRT- DEGF 40 60 300
4207-CH3-CHWST- DEGF 35 50 300
4207-CH3-CUR- AMPS -9 220 350
4207-CHWS-CHWRT- DEGF 40 65 240
4207-CHWS-CHWST- DEGF 38 50 240
4207-CHWS-DPT2- PSI -5 40 60
4207-CHWS-DPT3- PSI -5 40 60
4207-CHWS-GPM- GPM 100 1100 1200
4207-CRU17-RH- RH  1 90 100
4207-CRU17-SPT- DEGF 50 78 101
4207-CWS-CWST- DEGF 40 95 300
4207-CWS-SUMP_TEMP- DEGF 34 95 200
4207-FID01-DCVOLT- VOLT 26 28 30
4207-HWC2-HWRT- DEGF 50 200 275



NNM08AA54C
ATTACHMENT J-21

SPECIAL CONTROL REQUIREMENTS

Page 3 of 23

UCS Point Name Engineering Units Low Limit High Limit Range
4207-HWC2-HWST- DEGF 50 200 275
4207-HWC-HWRT- DEGF 50 200 275
4207-HWC-HWST- DEGF 50 200 275
4207-RIDEOUT_ROAD-UNDERGROUND-SPT2 DEGF 21 125 148
4207-RM107A-SPT- DEGF 50 75 300
4207-RM107-SPT- DEGF 50 78 300
4207-RM111A-SPT- DEGF 62 78 275
4207-RM140-SPT1- DEGF 62 76 275
4207-RM140-SPT2- DEGF 50 76 275
4207-RM145B-RH- RH  10 75 100
4207-RM145B-SPT- DEGF 50 78 101
4207-RM145N-RH- RH  10 75 100
4207-RM145N-SPT- DEGF 60 80 120
4207-RM145S-RH- RH  10 70 100
4207-RM145S-SPT- DEGF 60 80 120
4207-RM150-RH- RH  10 75 100
4207-RM150-SPT- DEGF 60 78 101
4207-RM25-SPT- DEGF 50 78 120
4207-RM26-RH- RH  5 90 100
4207-STMVLV-STMP1- PSIG -5 30 50
4207-STMV-STMP2- PSI -10 50 60
4207-UPS1-SPT- DEGF 62 78 300
4209-HWS-HWST- DEGF 130 210 275
4241-AH1-MXAT- DEGF 40 100 275
4241-AH2-MXAT- DEGF 40 100 275
4241-AH4-MXAT- DEGF 40 100 100
4241-CHWS-DPT1- IN -5 40 60
4244-RM115A-SPT- DEGF 65 80 100
4244-STMVLV-STMP- PSIG -5 35 60
4249-AH1-MXAT- DEGF 40 150 275
4249-AH2-MXAT- DEGF -40 273 275
4249-CHWS-DPT1- IN -5 40 60
4249-COLD-STORAGE- DEGF 25 55 275
4249-STMVLV-STMP1- PSIG -5 35 60
4249-WSTA-OAT- DEGF 20 100 120
4249-WSTA-WIND_SPEED- MPH -4 50 110
4250-AH1-MXAT- DEGF 40 100 100
4250-AH2-MXAT- DEGF 40 100 110
4250-AH3-MXAT- DEGF 40 100 165
4250-AH4-MXAT- DEGF 40 100 275
4250-AH6-MXAT- DEGF 40 100 110
4250-CHWS-DPT1- IN -5 40 60
4250-STMVLV-STMP- PSIG -4 35 60
4306-AH1-MXAT- DEGF 40 120 275
4312-AH2-SPT- DEGF 50 78 122
4312-CHWS-DPT1- PSI -10 40 60
4312-RM4-SPT- DEGF 62 78 300
4315-AH1-MXAT- DEGF 40 100 275
4315-AH2-MXAT- DEGF 40 120 275
4315-AH3-MXAT- DEGF 40 100 275
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4315-AH4-MXAT- DEGF 40 100 275
4315-CHWS-DPT1- IN -10 40 60
4316-AH1-SPT- DEGF 50 100 275
4316-AH2-MXAT- DEGF 40 120 275
4316-AH2-SPT- DEGF 60 100 275
4353-ACMP1-PSI- PSIG 15 40 60
4353-AH1-MXAT- DEGF 40 100 240
4353-AH2-MXAT- DEGF 40 100 300
4353-AH4-RARH- RH  20 60 101
4353-AH4-SPT- DEGF 60 75 90
4353-FID01-DCVOLT- VOLT 26 28 30
4353-HWC1-HWST- DEGF 50 200 275
4353-STMVLV-STMP1- PSIG -10 35 50
4436-CHWS-DPT1- PSID -5 40 60
4436-FCU1-SPT- DEGF 50 80 122
4436-RM109-RH- RH  -1 60 100
4436-RM109-SPT- DEGF 55 77 120
4464-AH1-MXAT- DEGF 40 100 300
4464-AH1-SPTZ1- DEGF 60 79 300
4464-AH1-SPTZ2- DEGF 60 86 300
4464-AH1-SPTZ3- DEGF 50 79 300
4464-AH1-SPTZ4- DEGF 50 78 300
4464-AH2-MXAT- DEGF 40 100 300
4464-AH3-MXAT- DEGF 40 100 275
4464-CHWS-DPT1- psi -5 40 60
4464-Minus150DegC-Freezer- DegC -175 -125 38
4464-Minus20DegC-Freezer- DegC -30 0 38
4464-Minus80DegC-Freezer- DegC -90 -60 38
4464-STEAM-STMP2- PSI 0 50 60
4464-STMVLV-STMP1- PSIG 0 30 60
4464-WALKIN-COOLR1- DEGF 30 50 140
4464-WALKIN-RH- RH  10 90 100
4465-RM102-RH- DEGF 0 70 100
4465-RM102-SPT- DEGF 50 85 122
4470-RM100-SPT- DEGF 50 85 275
4471-AH10-MXAT- DEGF 40 100 275
4471-AH11-MXAT- DEGF 40 100 275
4471-AH12-MXAT- DEGF 45 100 275
4471-AH15-MXAT- DEGF 40 100 275
4471-AH16-MXAT- DEGF 40 100 275
4471-AH17-MXAT- DEGF 40 100 275
4471-AH18-MXAT- DEGF 40 100 275
4471-AH2-MXAT- DEGF 40 100 275
4471-AH3-MXAT- DEGF 40 100 275
4471-AH6-MXAT- DEGF 40 100 275
4471-AH8-MXAT- DEGF 43 100 275
4471-AH9-MXAT- DEGF 40 100 275
4471-CHWS-DPT1- PSID -5 40 60
4471-CHWS-DPT2- PSID -5 40 60
4471-FID01-DCVOLT- VOLT 26 28 30
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4471-FID02-DCVOLT- VOLT 27 28 30
4471-HWC2-HWST- DEGF 50 200 275
4471-PABX-RH- RH  5 75 100
4471-PABX-SPT- DEGF 25 75 120
4471-STMVLV-STMP1- PSIG -5 30 100
4473_N2-CHWS_LOOPA-CHWRT- DEGF 36 75 79
4473_N2-CHWS_LOOPA-CHWST- DEGF 38 48 79
4473_N2-CHWS_LOOPC-CHWRT- DEGF 36 75 79
4473_N2-CHWS_LOOPC-CHWST- DEGF 38 48 79
4473_N2-CHWS_LOOPD-CHWRT- DEGF 36 75 79
4473_N2-CHWS_LOOPD-CHWST- DEGF 38 48 79
4473_N2-CHWS_LOOPE-CHWRT- DEGF 36 75 79
4473_N2-CHWS_LOOPE-CHWST- DEGF 38 48 79
4473-AH1-SPT- DEGF 55 85 110
4473-CH1-CHHP- psi -14 9 15
4473-CH1-CUR- %RLA -4 102 120
4473-CH1-CWRT- DEGF 55 100 240
4473-CH2-CHHP- PSI -14 9 15
4473-CH2-CUR- %RLA -4 102 120
4473-CH2-CWRT- DEGF 55 100 240
4473-CH3-CHHP- PSI -14 9 15
4473-CH3-CUR- %RLA -4 102 120
4473-CH4-CHHP- PSI -14 9 15
4473-CH4-CUR- %RLA -4 102 120
4473-CH5-CHHP- PSI -14 9 15
4473-CH5-CUR- %RLA -4 102 120
4473-CH6-CHHP- PSI -14 9 15
4473-CH6-CUR- %RLA -4 102 120
4473-CH7-CHHP- PSI -14 9 15
4473-CH7-CUR- %RLA -4 102 120
4473-CH8-CHHP- psi -14 9 15
4473-CH8-CUR- %RLA -4 102 120
4473-CH9-CHHP- PSI -14 9 15
4473-CH9-CUR- %RLA -4 102 120
4473-CHWS_LOOPC-CHWRT- DEGF 40 60 100
4473-CHWS_LOOPC-CHWST- DEGF 38 48 100
4473-CHWS_LOOPD-CHWRT- DEGF 36 75 79
4473-CHWS_LOOPD-CHWST- DEGF 38 48 79
4473-CHWS_LOOPE-CHWRT- DEGF 36 75 79
4473-CHWS_LOOPE-CHWST- DEGF 38 48 79
4473-CHWS-CHWRT- DEGF 40 60 100
4473-CHWS-CHWST- DEGF 38 50 240
4473-CHWS-DPTHIGH- psig -5 70 100
4473-CHWS-RETURN_PSI- PSID 5 150 300
4473-CHWS-SUPPLY_PSI- PSID 20 100 300
4473-CTL_AIR-MAIN- PSIG 60 130 150
4473-CTL_AIR-PLANT- PSIG 50 100 150
4473-CTL_AIR-TOWERS- PSIG 50 100 150
4473-CTL_RM-SPT- DEGF 55 85 100
4473-CWS-KGALS- KGALS -100 9900 10000
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4473-HCFC-ZONE1-  PPM -5 45 1000
4473-HCFC-ZONE2-  PPM -5 45 1000
4473-HCFC-ZONE3-  PPM -5 45 1000
4473-HCFC-ZONE4-  PPM -5 45 1000
4473-HCFC-ZONE5-  PPM -5 45 1000
4473-HCFC-ZONE6-  PPM -5 45 1000
4473-HCFC-ZONE7-  PPM -5 45 1000
4473-HCFC-ZONE8-  PPM -5 45 1000
4473-INDUS_WATER-PRESSURE- PSI 25 90 100
4473-MAKEUP_WATER-PRESSURE- PSI 15 40 100
4473-SUMP1-CWRT- DEGF 0 105 240
4473-SUMP1-CWST- DEGF 55 90 275
4473-SUMP1-CWST-alternate DEGF 55 90 240
4473-SUMP2-CWRT- DEGF 0 105 240
4473-SUMP2-CWST- DEGF 55 90 275
4473-SUMP2-CWST-alternate DEGF 55 90 240
4475-AH11-SPT- DEGF 55 85 122
4475-AH12-SPT- DEGF 55 85 122
4475-AH1-MXAT- DEGF 40 100 275
4475-AH2-MXAT- DEGF 40 100 275
4475-CHWS-DPT1- PSID -5 50 60
4475-CHWS-DPT2- PSID -5 50 60
4475-HWC1-HWRT- DEGF 35 200 275
4475-HWC1-HWST- DEGF 35 182 275
4475-STMVLV-STMP1- PSIG 5 30 61
4475-UPS-SPT- DEGF 55 76 275
4476-AH1-MXAT- DEGF 40 100 275
4476-AH2-MXAT- DEGF 40 100 275
4476-AH3-MXAT- DEGF 40 100 275
4476-AH4-MXAT- DEGF 40 100 275
4476-AH8-MXAT- DEGF 40 100 275
4476-AH8-SPT- DEGF 60 80 275
4476-CHWS-DPT1- PSID -5 40 60
4476-CHWS-DPT2- PSID -10 40 60
4476-CHWS-DPT3- PSID -5 40 60
4476-FID01-DCVOLT- VOLT 26 28 30
4476-HWC1-HWST- DEGF 50 220 275
4476-RM113-RH- RH  25 85 100
4476-RM113-SPT- DEGF 60 80 121
4476-RM114-RH- RH  0 65 100
4476-RM114-SPT- DEGF 65 78 110
4476-RM202C-SPT- DEGF 60 95 300
4476-STMVLV-STMP1- PSIG -5 30 60
4477-CHWS-DPT- IN -5 40 60
4481-ACMP1-PSI- PSIG 10 40 60
4481-ACMP3_4-PSI- PSIG 10 40 60
4481-AH13-MXAT- DEGF 40 100 300
4481-AH8-MXAT- DEGF 40 100 300
4481-AH9-MXAT- DEGF 40 100 300
4481-CHWS-DPT1- psi -5 40 60
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4481-CHWS-DPT2- psi -5 40 60
4481-CHWS-DPT3- psi -5 40 60
4481-CHWS-DPT4- psi -10 40 60
4481-FID01-DCVOLT- VOLT 26 28 30
4481-FID02-DCVOLT- VOLT 26 28 30
4481-HWC1-HWST- DEGF 70 210 300
4481-HWC2-HWST- DEGF 50 220 275
4481-HWC3-HWST- DEGF 50 220 275
4481-HWC4-HWST- DEGF 50 220 275
4481-HWC5-HWST- DEGF 50 190 275
4481-STMVLV-STMP1- PSIG -10 30 60
4485-ACMP-PSI- PSIG 15 58 60
4485-AH1A-MXAT- DEGF 40 150 275
4485-AH1-MXAT- DEGF 40 100 275
4485-AH2A-MXAT- DEGF 40 100 275
4485-AH2-MXAT- DEGF 40 100 275
4485-CHWS-DPT1- psi -5 40 60
4485-HWC1-HWST- DEGF 50 200 300
4485-STMVLV-STMP1- PSIG -10 36 60
4487A-AH1-MXAT- DEGF 40 100 450
4487A-AH22-MXAT- DEGF 40 100 250
4487A-AH27-MXAT- DEGF 40 100 250
4487A-AH2-SPT- DEGF 60 80 122
4487A-AH3-MXAT- DEGF 40 100 250
4487A-AH3-SPT- DEGF 60 80 250
4487A-AH4-MXAT- DEGF 40 150 300
4487A-AH5-MXAT- DEGF 40 100 250
4487A-AH6-MXAT- DEGF 40 100 275
4487A-AH7-MXAT- DEGF 40 100 275
4487A-AH7-RARH- %RH 10 70 100
4487A-AH8-MXAT- DEGF 40 100 275
4487AB-AH1-MXAT- DEGF 40 100 275
4487AB-AH20-MXAT- DEGF 40 100 275
4487AB-AH21-MXAT- DEGF 40 100 150
4487AB-AH22-MXAT- DEGF 40 100 275
4487AB-AH2-MXAT- DEGF 40 100 275
4487AB-HWC3-HWST- DEGF 0 250 300
4487AB-STMVLV-STMP2- PSIG -10 35 50
4487A-HWC1-HWRT- DEGF 100 200 275
4487A-HWC1-HWST- DEGF 80 200 275
4487A-HWC2-HWRT- DEGF 100 200 275
4487A-HWC2-HWST- DEGF 30 250 275
4487A-RM112-RH- RH 25 70 100
4487A-RM114-RH- RH 25 70 100
4487A-RM114-SPT- DEGF 60 80 132
4487A-STMVLV-STMP1- PSIG -4 25 60
4487A-UPS1-SPT- DEGF 60 78 275
4487B-AH14-MXAT- DEGF 40 150 165
4487B-AH15-MXAT- DEGF 40 150 165
4487B-AH1-MXAT- DEGF 40 100 275
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4487B-AH20A-MXAT- DEGF 40 100 275
4487B-AH20-MXAT- DEGF 40 100 275
4487B-AH21-MXAT- DEGF 40 100 275
4487B-AH2-MXAT- DEGF 40 100 275
4487B-AH3-MXAT- DEGF 40 100 275
4487B-AH4-RH- RH  40 70 105
4487B-AH4-SPTZ1- DEGF 66 70 165
4487B-AH4-SPTZ2- DEGF 66 70 165
4487B-AH5-SPT- DEGF 63 72 165
4487B-AH8-MXAT- DEGF 40 100 275
4487B-AH9-MXAT- DEGF 40 100 275
4487BC-AH1-MXAT- DEGF 40 100 275
4487BC-AH2-MXAT- DEGF 40 100 275
4487BC-AH2-RH- RH  40 55 100
4487BC-AH2-SPT- DEGF 67 73 275
4487BC-AH3-MXAT- DEGF 40 100 275
4487BC-AH3-RH- RH  40 60 100
4487BC-AH3-SPT- DEGF 68 72 275
4487BC-AH7-MXAT- DEGF 40 100 275
4487BC-AH7-RH- RH  10 50 100
4487BC-AH7-SPT- DEGF 68 73 275
4487B-CHWP3-DPT- IN  -5 40 60
4487B-RM230A-SPT- DEGF 55 95 104
4487B-STMVLV-STMP1- PSIG -5 25 100
4487B-WSTA-OAT- DEGF 20 100 120
4487B-WSTA-WIND_SPEED- MPH -4 50 100
4487C-AH1-MXAT- DEGF 40 100 275
4487C-AH20-MXAT- DEGF 40 100 211
4487C-AH21-MXAT- DEGF 40 100 211
4487C-AH22-MXAT- DEGF 40 150 275
4487C-AH2-MXAT- DEGF 40 100 275
4487C-AH3-MXAT- DEGF 40 100 211
4487C-AH4-MXAT- DEGF 40 100 275
4487C-AH4-SPT03- DEGF 55 80 275
4487C-AH4-SPT05- DEGF 55 80 275
4487C-AH4-SPT06- DEGF 55 80 275
4487C-AH4-STATIC- IN  -1 4 5
4487C-AH5-MXAT- DEGF 40 100 275
4487C-CHWP1-DPT- LBS -5 40 60
4487C-CHWP2-DPT- IN  -5 40 60
4487C-HWC1-HWST- DEGF 110 210 275
4487C-HWC3-HWST- DEGF 80 200 275
4487-CHWS-CHWRT- DEGF 36 75 79
4487-CHWS-CHWST- DEGF 38 48 79
4487-CHWS-DPT2- IN -5 40 60
4487-CHWS-DPT3- PSI -5 40 60
4487-CHWS-DPT4- IN -5 45 60
4487-CHWS-DPT5- IN -5 45 60
4487-CHWS-DPT6- IN -5 40 60
4487-CHWS-DPT7- IN -5 40 60
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4487C-STMVLV-STMP1- PSIG 3 35 60
4487-FID03-DCVOLT- VOLT 26 28 30
4487-FID04-DCVOLT- VOLT 26 28 30
4487-FID04-RH- RH  0 85 100
4487-PABX-RH- %RH 0 70 100
4487-PABX-SPT- DEGF 45 75 120
4491-AH1-MXAT- DEGF 40 100 275
4491-AH1-PHT1- DEGF 40 150 275
4491-AH1-PHT2- DEGF 40 160 275
4491-AH1-SPT_Z3- DEGF 65 80 140
4491-AH3-MXAT- DEGF 40 100 275
4491-AH4-MXAT- DEGF 40 100 275
4491-BLR-STMP- PSIG -10 110 0
4491-CHWS-DPT1- psi -5 40 60
4491-RM126-SPT- DEGF 65 80 122
4491-RM128-SPT- DEGF 65 83 122
4491-STMVLV-STMP1- PSIG 5 30 60
4492-AH1-MXAT- DEGF 40 150 300
4492-AH1-RAT- DEGF 50 150 300
4492-STMVLV-STMP1- PSIG 3 30 60
4493-AH1-MXAT- DEGF 40 100 275
4493-AH2-MXAT- DEGF 40 100 275
4493-AH3-MXAT- DEGF 40 150 275
4493-AH5-MXAT- DEGF 40 100 275
4493-AH6-MXAT- DEGF 40 100 275
4493-AH6-RH1- RH  40 60 100
4493-AH6-RH2- RH  40 60 100
4493-AH6-RH3- RH  40 60 100
4493-AH6-RH4- RH  40 60 100
4493-AH6-SPT1- DEGF 67 77 275
4493-AH6-SPT2- DEGF 67 77 140
4493-AH6-SPT3- DEGF 67 77 140
4493-AH6-SPT4- DEGF 67 77 140
4493-AH7-PHT- DEGF 40 150 275
4493-AH8-MXAT- DEGF 40 100 275
4493-AH9-MXAT- DEGF 40 150 275
4493-CHWS-CHWRT2- DEGF 38 90 275
4493-CHWS-CHWST2- DEGF 30 95 275
4493-CHWS-DPT1- psi -5 40 60
4493-CHWS-DPT2- psi -5 40 60
4493-RM120-RH- RH  5 70 100
4493-RM120-SPT- DEGF 60 77 131
4493-RM160-RH- %RH 40 55 100
4493-RM160-SPT- DEGF 67 77 122
4493-STMVLV-STMP1- PSIG 3 25 60
4493-STMVLV-STMP2- PSIG 5 26 60
4494-AH1-MXAT- DEGF 40 100 300
4494-AH1-SPTZ1- DEGF 50 100 300
4494-AH1-SPTZ2- DEGF 50 100 300
4494-AH1-SPTZ3- DEGF 35 90 300
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4494-AH1-SPTZ4- DEGF 50 100 300
4494-AH1-SPTZ5- DEGF 50 100 300
4494-AH1-SPTZ6- DEGF 50 100 300
4494-AH1-SPTZ7- DEGF 50 100 300
4494-CHWS-DPT1- psi -5 40 60
4494-STMVLV-STMP1- PSIG -10 40 60
4561-CH1-CHHP- PSIA 0 28 30
4561-CH1-CUR- AMPS -60 109 300
4561-HWC1-HWST- DEGF 85 215 275
4561-STMVLV-STMP- PSIG 0 35 60
4567-BLR1-STMP- PSIG -5 115 175
4567-BLR2-STMP- PSIG 50 115 150
4567-BLR3-STMP- PSIG -5 120 300
4567-FID01-DCVOLT- VOLT 27 28 30
4570-AH1-MXAT- DEGF 40 100 275
4570-AH2-MXAT- DEGF 40 100 300
4570-CH1-CHHP- PSIA 0 28 30
4570-CH1-CHWRT- DEGF 42 60 300
4570-CH1-CHWST- DEGF 38 52 300
4570-CH2-CUR- AMPS -1 200 400
4570-FID01-DCVOLT- VOLT 27 28 36
4570-HWC2-HWST- DEGF 90 210 300
4570-STMVLV-STMP- PSIG 0 35 50
4583-CH1-CHHP- PSIA 0 23 60
4583-CH1-CHWRP- PSIG 20 200 200
4583-CH1-CHWRT- DEGF 40 120 300
4583-CH1-CHWST- DEGF 38 120 300
4583-CH1-CUR- AMPS -2 118 200
4583-FID01-DCVOLT- VOLT 26 28 30
4583-PABX-RH- RH  0 70 100
4583-PABX-SPT- DEGF 55 75 120
4583-RM180-RH- RH  10 85 100
4583-RM180-SPT- DEGF 65 85 121
4583-STMVLV-STMP- PSIG -10 35 50
4600-STMV1-STMP2- PSI -10 40 200
4600-SUMP-LEVEL- FT 0 3 8
4605-AH1-MXAT- DEGF 40 100 275
4605-AH2-MXAT- DEGF 40 100 275
4605-CH1-CHWRT- DEGF 35 80 275
4605-CH1-CHWST- DEGF 35 60 275
4605-HWS-HWST- DEGF 100 220 275
4605-STMVLV-STMP1- PSIG -10 40 60
4610-ACMP2-PSI- PSIG 15 36 60
4610-ACMP3-PSI- PSIG 15 36 60
4610-AH12-MXAT- DEGF 40 100 275
4610-AH13-MXAT- DEGF 40 100 275
4610-AH3-MXAT- DEGF 40 100 300
4610-AH4-MXAT- DEGF 40 150 300
4610-AH5-MXAT- DEGF 40 105 300
4610-AHB1-MXAT- DEGF 40 100 165
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4610-AHB2-MXAT- DEGF 40 100 165
4610-AHB3-MXAT- DEGF 40 100 165
4610-BLR-STMP- PSIG -10 45 60
4610-CHWS-DPT1- PSID -10 40 60
4610-CHWS-DPT2- PSID -5 40 60
4610-CHWS-DPT3- PSID -5 40 60
4610-DXAC4-SPT- DEGF 60 82 300
4610-DXAC5-SPT- DEGF 60 82 300
4610-FID01-DCVOLT- VOLT 27 28 30
4610-FID02-DCVOLT- VOLT 27 28 30
4610-PABX-RH- RH  1 70 100
4610-PABX-SPT- DEGF 55 75 120
4610-RAF11-MXAT- DEGF 40 100 275
4610-RAF12-MXAT- DEGF 40 100 275
4610-RAF21-MXAT- DEGF 40 100 275
4610-RAF22-MXAT- DEGF 40 100 275
4610-RAF23-MXAT- DEGF 40 100 275
4610-RAF31-MXAT- DEGF 40 100 275
4610-SPMP1-LEVEL- FT 0 1 5
4610-STMVLV-STMP1- PSIG -3 30 60
4610-STMVLV-STMP2- PSIG -10 32 50
4610-WALKIN-COOLR1- DEGF 25 50 300
4610-WALKIN-COOLR2- DEGF 28 50 300
4610-WALKIN-FREEZ1- DEGF -10 25 300
4612A-AH1-SPT- DEGF 62 78 300
4612A-AH3-MXAT- DEGF 40 150 300
4612A-HWC1-HWRT- DEGF 50 240 300
4612A-HWC1-HWST- DEGF 50 242 300
4612A-STMVLV-STMP1- PSIG -10 47 50
4612A-STMVLV-STMP2- PSIG -5 30 50
4612A-UPS-SPT- DEGF 59 75 300
4612B-STMVLV-STMP1- PSIG -5 30 60
4612B-STMVLV-STMP2- PSIG -10 30 60
4612-CHWS-DPT1- IN -5 40 60
4612-CHWS-DPT2- IN -5 40 60
4612-CHWS-DPT3- psid -5 40 60
4612D-STMVLV-STMP1- PSIG -10 30 300
4612-FID01-DCVOLT- VOLT 27 28 40
4612-FID02-DCVOLT- VOLT 27 28 30
4612-FID03-DCVOLT- VOLT 27 28 30
4612-RM1401-RH- RH  5 85 100
4612-RM1401-SPT- DEGF 60 78 120
4613-FID01-DCVOLT- VOLT 27 28 30
4618-CHWS-DPT1- IN -5 40 60
4618-HWS-HWST- DEGF 80 200 275
4618-STMVLV-STMP1- PSIG -10 30 50
4619-AH23-MXAT- DEGF 40 100 275
4619-AH24-MXAT- DEGF 40 100 275
4619-AH30-MXAT- DEGF 40 150 275
4619-AH31-MXAT- DEGF 40 100 275
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4619-AH32-MXAT- DEGF 40 100 275
4619-AH33-MXAT- DEGF 40 100 275
4619-AH34-MXAT- DEGF 40 100 275
4619-AH35-MXAT- DEGF 40 100 275
4619-AH36-MXAT- DEGF 40 100 275
4619-AH37-MXAT- DEGF 40 100 275
4619-AH38-MXAT- DEGF 40 100 275
4619-AH39-MXAT- DEGF 40 100 275
4619-AH40-MXAT- DEGF 38 100 275
4619-AH5A-RAT- DEGF 60 75 300
4619-AH5A-SPT- DEGF 60 75 300
4619-AH5B-RAT- DEGF 60 75 300
4619-AHB3-MXAT- DEGF 40 100 275
4619-CHWS-DPT1- IN -5 40 60
4619-CHWS-DPT3- IN -5 40 60
4619-CHWS-DPT4- IN -5 40 60
4619-CHWS-DPT5- IN -5 40 60
4619-FID01-DCVOLT- VOLT 26 28 30
4619-FID02-DCVOLT- VOLT 27 28 30
4619-HV10B-MXAT- DEGF 40 100 300
4619-HWC1-HWST- DEGF 50 225 300
4619-HWC2-HWRT- DEGF 100 200 250
4619-HWC2-HWST- DEGF 100 215 275
4619-HWC3-HWRT- DEGF 50 210 275
4619-HWC3-HWST- DEGF 50 210 275
4619-STMVLV-STMP1- PSIG -10 30 100
4619-STMVLV-STMP2- PSIG 3 12 60
4619-STMVLV-STMP3- PSID 5 25 100
4619-STMVLV-STMPHI- PSIG 50 210 300
4621-AH1-SPT- DEGF 40 90 300
4621-CHWS-DPT1- IN -5 40 60
4623-AH1-MXAT- DEGF 40 100 275
4623-AH1-SPT02- DEGF 60 78 275
4623-AH1-STATIC- IN  0 4 5
4623-CHLR1-CHWRT- DEGF 35 80 275
4623-CHLR2-CHWRT- DEGF 35 90 275
4623-CHWS-CHWRT- DEGF 35 75 275
4623-CHWS-CHWST- DEGF 35 80 275
4628-AH1-PHT- DEGF 45 110 300
4628-AH2-MXAT- DEGF 40 150 200
4628-BLR-STMP- PSIG -3 36 100
4628-FID01-DCVOLT- VOLT 27 28 30
4628-STMVLV-STMP1- PSIG 0 40 60
4629-DXAC2-RAT- DEGF 40 90 275
4629-DXAC3-RAT- DEGF 40 80 275
4629-DXAC4_5-SPT- DEGF 50 85 122
4629-RM108-RH- DEGF 5 95 100
4629-RM108-SPT- DEGF 65 80 140
4644-UPS1-SPT- DEGF 60 80 275
4646-CH1-CHWRT- DEGF 32 90 300
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4646-CH1-CHWST- DEGF 32 90 300
4646-FID01-DCVOLT- VOLT 27 28 30
4649-HWC1-HWRT- DEGF 40 220 300
4649-HWC1-HWST- DEGF 40 220 300
4649-PABX-RH- RH  10 85 100
4649-PABX-SPT1- DEGF 60 75 120
4650-AH1-PHT- DEGF 40 150 300
4650-AH1-RHZ10- RH  0 60 100
4650-AH1-RHZ4- RH  0 65 100
4650-AH1-RHZ5- RH  0 60 100
4650-AH1-RHZ6- RH  0 65 100
4650-AH1-RHZ7- RH  0 60 100
4650-AH1-RHZ9- RH  0 65 100
4650-AH1-SPTZ10- DEGF 70 78 100
4650-AH1-SPTZ11- DEGF 69 80 275
4650-AH1-SPTZ12- DEGF 65 80 275
4650-AH1-SPTZ4- DEGF 70 77 100
4650-AH1-SPTZ5- DEGF 70 77 100
4650-AH1-SPTZ6- DEGF 70 77 100
4650-AH1-SPTZ7- DEGF 70 77 100
4650-AH1-SPTZ8- DEGF 50 95 275
4650-AH1-SPTZ9- DEGF 70 77 100
4650-AH2-PHT- DEGF 40 100 275
4650-AH2-RHZ2- RH  0 60 100
4650-AH2-RHZ3- RH  0 60 100
4650-AH2-RHZ4- RH  0 60 100
4650-AH2-RHZ7- RH  0 60 100
4650-AH2-RHZ9- RH  0 60 100
4650-AH2-SPTZ2- DEGF 70 77 100
4650-AH2-SPTZ3- DEGF 70 77 100
4650-AH2-SPTZ4- DEGF 70 77 100
4650-AH2-SPTZ7- DEGF 70 77 100
4650-AH2-SPTZ9- DEGF 67 77 275
4650-AH3-PHT- DEGF 40 150 275
4650-AH4-MXAT- DEGF 40 150 300
4650-CHWS-DPT1- IN -5 40 60
4650-CHWS-DPT2- IN -5 40 60
4650-FID01-DCVOLT- VOLT 27 28 30
4650-HWC-HWRT- DEGF 50 200 275
4650-HWC-HWST- DEGF 10 200 275
4650-STMVLV-STMP1- PSIG -10 150 300
4650-STMVLV-STMP2- PSIG -10 40 60
4653-CH1-CHWRT- DEGF 10 85 300
4653-CH1-CHWST- DEGF 10 85 300
4653-FID01-DCVOLT- VOLT 27 28 30
4653-HWC1-HWST- DEGF 50 255 300
4653-HWC2-HWST- DEGF 50 210 300
4653-PABX-RH- RH  10 70 100
4653-PABX-SPT- DEGF 60 75 120
4655-RM100C-SPT- DEGF 60 120 275
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4656-STMVLV-STMP1- PSIG -5 25 60
4660-BLR-STMP- PSIG 70 106 200
4663A-ACMP1-PSI- DEGF 15 25 60
4663A-AH1-MXAT- DEGF 40 100 275
4663A-AH21A-MXAT- DEGF 40 100 275
4663A-AH21B-MXAT- DEGF 40 100 275
4663A-AH22A-MXAT- DEGF 40 100 275
4663A-AH22B-MXAT- DEGF 40 100 275
4663A-AH23A-MXAT- DEGF 40 100 275
4663A-AH23B-MXAT- DEGF 40 100 275
4663A-AH2-MXAT- DEGF 40 100 275
4663A-AH2-SPTZ2- DEGF 65 78 275
4663A-AH4-MXAT- DEGF 40 100 275
4663A-AHB3-CDKT- DEGF 40 57 275
4663A-AHB3-MXAT- DEGF 40 100 275
4663A-AHB3-SPTZ1- DEGF 40 90 275
4663A-AHB3-SPTZ2- DEGF 40 90 275
4663A-RM010-SPT- DEGF 60 80 300
4663A-RM011-SPT- DEGF 60 72 300
4663A-RM012-RH- RH  0 70 100
4663A-RM012-SPT- DEGF 63 75 121
4663A-RM109-RH1- RH  0 60 100
4663A-RM109-RH2- RH  15 60 100
4663A-RM109-SPT1- DEGF 64 75 120
4663A-RM109-SPT2- DEGF 65 75 121
4663A-RM109-SPT3- DEGF 60 77 275
4663A-RM109-SPT4- DEGF 65 75 275
4663A-RM114-SPT- DEGF 60 78 275
4663A-RM201B-SPT- DEGF 65 78 275
4663A-RM201C-SPT- DEGF 65 78 275
4663A-RM201-SPT- DEGF 65 78 275
4663A-RM280-SPT- DEGF 65 79 275
4663A-RM285-SPT- DEGF 50 78 275
4663A-SEWER-LEVEL- Feet -1 2 7
4663A-SUMP2-LEVEL- IN 0 9 36
4663A-UPS1-RH- %RH 10 90 100
4663A-UPS1-SPT- DEGF 55 78 275
4663B-ACMP1-PSI- PSI 15 25 60
4663B-ACMP2-PSI- DEGF 15 25 60
4663B-AH10-MXAT- DEGF 40 100 275
4663B-AH12-MXAT- DEGF 40 100 150
4663B-AH13_B204-SPT- DEGF 65 78 90
4663B-AH13_B208-SPT- DEGF 55 73 90
4663B-AH13-MXAT- DEGF 40 100 150
4663B-AH13-RAT- DEGF 66 74 150
4663B-AH14_B204-SPT- DEGF 65 78 90
4663B-AH14_B208-SPT- DEGF 55 74 90
4663B-AH14-MXAT- DEGF 40 100 150
4663B-AH14-RAT- DEGF 66 74 150
4663B-AH1-MXAT- DEGF 40 100 275
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4663B-AHB1-MXAT- DEGF 40 100 150
4663B-AHB1-RAT- DEGF 65 73 150
4663B-AHB1-Z1&2SPT_A- DEGF 60 78 90
4663B-AHB1-Z1&2SPT_B- DEGF 65 78 90
4663B-AHB1-Z1&2SPT_C- DEGF 65 78 90
4663B-AHB1-Z1&2SPT_D- DEGF 65 75 90
4663B-AHB1-Z1&2SPT_E- DEGF 68 79 90
4663B-AHB1-Z3SPT- DEGF 65 75 90
4663B-CH1-CHHP- PSIG -12 14 46
4663B-CH1-CHWRT- DEGF 38 58 300
4663B-CH1-CHWST- DEGF 38 50 300
4663B-CH1-CUR- AMPS -9 82 100
4663B-CH3-CHHP- PSIG -12 14 46
4663B-CH3-CHWRP- PSIG -1 85 100
4663B-CH3-CHWRT- DEGF 38 60 300
4663B-CH3-CHWST- DEGF 38 55 300
4663B-CH3-CUR- AMPS -10 80 100
4663B-CWS-CWST- DEGF 32 90 300
4663B-HWC1-HWST- DEGF 60 212 300
4663B-RM011-RH- RH  20 80 100
4663B-RM011-SPT- DEGF 60 80 120
4663B-RM113-RH1- RH  5 65 100
4663B-RM113-RH2- RH  5 65 100
4663B-RM113-SPT1- DEGF 63 85 120
4663B-RM113-SPT2- DEGF 60 85 120
4663B-RM160D-SPT- DEGF 50 81 300
4663B-RM160-RH1- RH  5 69 100
4663B-RM160-RH2- RH  5 68 100
4663B-RM160-SPT1- DEGF 55 78 120
4663B-RM160-SPT2- DEGF 60 85 120
4663B-RM213-SPT- DEGF 60 78 90
4663B-UPS1-RH- RH  1 90 100
4663B-UPS1-SPT- DEGF 60 78 120
4663B-UPS2-SPT- DEGF 60 80 300
4663C-ACMP1-PSI- DEGF 15 25 60
4663C-AH1-MXAT- DEGF 40 100 275
4663C-AH20-MXAT- DEGF 40 100 275
4663C-AH20-SPTZ1- DEGF 40 80 275
4663C-AH20-SPTZ3- DEGF 55 78 275
4663C-AH3-MXAT- DEGF 40 100 275
4663C-AH8-MXAT- DEGF 40 100 275
4663-CHWS-CHWRT- DEGF 39 65 85
4663-CHWS-CHWST- DEGF 38 48 85
4663-CHWS-DPT1- PSID -5 40 60
4663-CHWS-DPT2- PSID -5 40 60
4663-CHWS-DPT4- PSID -10 40 60
4663-CHWS-EASTPIT_TEMP- DEGF 38 100 240
4663-CHWS-GPM- GPM 100 2400 2500
4663-CHWS-WESTPIT_TEMP- DEGF 38 100 240
4663C-RM210-RH- RH  5 72 100
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4663C-RM210-SPT- DEGF 64 76 120
4663C-RM260-RH- RH  0 72 100
4663C-RM260-SPT- DEGF 60 76 120
4663D-AH1-MXAT- DEGF 40 100 275
4663-FID01-DCVOLT- VOLT 27 28 30
4663-FID02-DCVOLT- VOLT 27 28 30
4663-FID03-DCVOLT- VOLT 27 28 30
4663M-AH15-MXAT- DEGF 40 100 275
4663M-RM101C-SPT- DEGF 63 75 275
4663M-RM101-SPT- DEGF 65 79 275
4663M-RM103-RH- RH  30 80 100
4663M-RM103-SPT- DEGF 65 78 120
4663M-RM211-RH1- RH  20 70 100
4663M-RM211-RH2- RH  20 70 100
4663M-RM211-SPT1- DEGF 58 75 120
4663M-RM211-SPT2- DEGF 55 75 140
4663M-UPS1-MXAT- DEGF 40 100 275
4663M-UPS1-SPT- DEGF 65 78 275
4663-PABX-RH- RH  20 70 100
4663-PABX-SPT- DEGF 55 75 120
4663-PHABUS-VAC- VOLT 3986 4368 5300
4663-PHBBUS-VAC- VOLT 3986 4368 5301
4663-PHCBUS-VAC- VOLT 3986 4368 5300
4663-STMVLV-STMP1- PSIG -10 30 60
4666-AH1-MXAT- DEGF 40 100 300
4666-AH2-MXAT- DEGF 40 100 450
4666-AH3-MXAT- DEGF 40 150 300
4666-AH4-MXAT- DEGF 50 125 275
4666-AH5-MXAT- DEGF 40 100 450
4666-CH1-CHWRT- DEGF 35 95 300
4666-CH1-CHWST- DEGF 35 95 300
4666-CH1-CUR- AMPS -5 400 450
4666-JID01-DCVOLT- VOLT 26 28 30
4666-PABX-RH- RH  10 70 100
4666-PABX-SPT- DEGF 55 75 120
4666-RM250-SPT- DEGF 50 78 300
4666-STMVLV-STMP2- PSIG -2 35 50
4666-STMVLV-STMP3- PSIG -3 30 70
4670-8THLVL-RH- RH  0 90 100
4670-8THLVL-SPT- DEGF 60 78 120
4670-9THLVL-RH- RH  0 85 100
4670-9THLVL-SPT- DEGF 60 78 131
4670-CH1_CMP1-CHHP- PSIG 60 300 500
4670-CH1_CMP2-CHHP- PSIG 60 300 500
4670-CH1-CHWRT- DEGF 41 80 300
4670-CH1-CHWST- DEGF 40 160 300
4670-HWC1-HWST- DEGF 50 220 300
4670-SUMP1-AMP- AMPS 8 12 20
4670-SUMP2-AMP- AMPS 8 12 20
4670-SUMP3-AMP- AMPS 2 8 20
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4670-SUMP4-AMP- AMPS 8 25 60
4670-SUMP5-AMP- AMPS 38 48 200
4670-SUMP6-AMP- AMPS 38 48 80
4674-CH1-CHHP- PSIA -5 28 60
4674-CH1-CHWRT- DEGF 40 80 300
4674-CH1-CHWST- DEGF 39 90 300
4674-CH1-CUR- AMPS 0 287 300
4674-FID01-DCVOLT- VOLT 27 28 30
4674-HWC1-HWST- DEGF 50 200 300
4674-RM208-SPT- DEGF 60 81 300
4675-BLR1-STMP- PSIG -15 100 300
4675-BLR2-STMP- PSIG -15 120 200
4675-BLR3-STMP- PSIG -20 100 200
4692-RM1-SPT- DEGF 40 80 120
4700-PWS_FILTER-DPT- PSI -1 8 15
4700-PWS_PUMP1-PRESSURE- PSI 90 300 500
4700-PWS_TANK-LEVEL- Ft H2O 15 39 80
4700-RM100-SPT- DEGF 50 120 300
4702-AH1-MXAT- DEGF 40 100 275
4702-AH2-MXAT- DEGF 40 100 275
4702-CHWS-DPT1- PSID -5 40 60
4702-HWC1-HWST- DEGF 95 195 275
4702-STMVLV-STMP1- PSIG -10 30 200
4702-STMVLV-STMP2- PSIG -5 30 60
4705-AH10A-MXAT- DEGF 40 100 275
4705-AH10-MXAT- DEGF 40 100 275
4705-AH12A-MXAT- DEGF 40 100 275
4705-AH18A-MXAT- DEGF 40 100 275
4705-AH19A-MXAT- DEGF 40 100 275
4705-AH19B-MXAT- DEGF 40 100 275
4705-AH1A-MXAT- DEGF 40 100 275
4705-AH1-MXAT- DEGF 40 100 275
4705-AH20A-MXAT- DEGF 40 100 275
4705-AH20-MXAT- DEGF 40 100 275
4705-AH22-MXAT- DEGF 40 100 275
4705-AH24-MXAT- DEGF 40 100 275
4705-AH25-MXAT- DEGF 40 100 275
4705-AH26-MXAT- DEGF 40 100 275
4705-AH27-MXAT- DEGF 40 100 275
4705-AH28-MXAT- DEGF 40 100 275
4705-AH36-MXAT- DEGF 40 100 275
4705-AH37-MXAT- DEGF 40 100 275
4705-AH38-MXAT- DEGF 40 100 275
4705-AH3-MXAT- DEGF 40 100 275
4705-AH3-PHT- DEGF 40 150 275
4705-AH3-RHZ1- %RH 0 50 100
4705-AH3-SPTZ1- DEGF 60 85 140
4705-AH48-MXAT- DEGF 40 100 275
4705-AH49-MXAT- DEGF 40 100 275
4705-AH4A-MXAT- DEGF 40 100 275
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4705-CHWS-DPT1- psi -5 40 60
4705-CHWS-DPT2- psi -5 40 60
4705-CHWS-DPT3- psi -5 40 60
4705-CHWS-DPT4- psi -5 40 60
4705-CHWS-DPT5- psi -5 35 60
4705-CHWS-DPT6- psi -5 40 60
4705-CHWS-PSI- PSID 0 95 200
4705-FID01-DCVOLT- VOLT 26 28 30
4705-FID02-DCVOLT- VOLT 27 28 30
4705-FID03-DCVOLT- VOLT 27 28 30
4705-HWC2-HWST- DEGF 50 205 275
4705-STMVLV-STMP1- PSIG 3 45 45
4705-STMVLV-STMP2- PSIG -2 30 60
4705-STMVLV-STMP3- PSIG -10 30 55
4707-AH10-CDKT- DEGF 35 150 275
4707-AH10-RAT- DEGF 32 110 275
4707-AH21-MXAT- DEGF 40 100 275
4707-AH28&29-RH- %RH 5 60 100
4707-AH28&29-SPT- DEGF 68 75 100
4707-AH28-MXAT- DEGF 40 100 100
4707-AH29-MXAT- DEGF 40 100 100
4707-AH31-MXAT- DEGF 40 100 300
4707-AH31-PHT- DEGF 40 150 300
4707-AH33-MXAT- DEGF 40 100 275
4707-AH33-RH- %RH 30 60 100
4707-AH6-RH- %RH 5 60 100
4707-AH6-SPT- DEGF 67 73 275
4707-AH7-MXAT- DEGF 40 100 275
4707-AH9-MXAT- DEGF 40 100 275
4707-AH9-SPT- DEGF 67 73 275
4707-BLR-STMP- PSIG -10 160 200
4707-CHWS-DPT1- PSID -5 40 60
4707-CHWS-DPT2- PSID -5 40 60
4707-CHWS-DPT3- PSID -5 40 60
4707-CHWS-DPT4- PSID -5 40 60
4707-FID01-DCVOLT- VOLT 27 28 30
4707-HWC1-HWST- DEGF 110 210 300
4707-HWC2-HWST- DEGF 50 200 275
4707-HWC3-HWST- DEGF 50 200 275
4707-Minus20DegC-Freezer1- DegC -30 0 38
4707-Minus20DegC-Freezer2- DegC -30 0 38
4707-RM121-RH- RH  30 60 100
4707-RM121-SPT- DEGF 67 77 120
4707-RM129-RH- RH  40 60 105
4707-RM129-SPT- DEGF 65 77 121
4707-RM129-STATIC- IWC 0 0 0
4707-RM156-SPT- DEGF 57 78 122
4707-STMVLV-STMP1- PSIG 70 130 200
4707-STMVLV-STMP2- PSIG 5 30 60
4707-STMVLV-STMP3- PSIG 5 30 60



NNM08AA54C
ATTACHMENT J-21

SPECIAL CONTROL REQUIREMENTS

Page 19 of 23

UCS Point Name Engineering Units Low Limit High Limit Range
4707-WALKIN-COOLR1- DEGF 25 50 300
4707-WALKIN-COOLR3- DEGF 30 42 300
4707-WALKIN-FREEZ1- DEGF -20 10 300
4707-WALKIN-FREEZ2- DEGF -20 10 300
4708A-AH14-STATIC- IWC 0 0 1
4708A-AH17-RARH- RH  10 65 100
4708A-AH17-RAT- DEGF 63 77 165
4708A-AH1-MXAT- DEGF 40 100 300
4708A-AH4-PHSAT- DEGF 45 119 120
4708A-HWC1-HWST- DEGF 140 210 300
4708A-HWC2-HWST- DEGF 110 190 300
4708A-HWC3-HWRT- DEGF 90 212 250
4708A-HWC3-HWST- DEGF 50 212 250
4708A-RM1105-RH- RH  0 65 100
4708A-RM1105-SPT- DEGF 67 77 120
4708A-RM1107A-RH- RH  10 80 100
4708A-RM1107A-SPT- DEGF 60 80 120
4708A-RM1110A-RH- RH  30 65 100
4708A-RM1110A-SPT- DEGF 67 77 120
4708A-RM1110-RH- RH  30 65 100
4708A-RM1110-SPT- DEGF 60 77 120
4708A-RM1241B-RH- RH  5 90 100
4708A-RM1241B-SPT- DEGF 58 76 120
4708B-AH20-MXAT- DEGF 40 100 165
4708B-AH20-RARH- RH  35 65 105
4708B-AH20-RAT- DEGF 67 77 165
4708B-AH21-MXAT- DEGF 40 100 165
4708B-AH21-RH- RH  30 70 105
4708B-AH21-SARH- RH  5 99 105
4708B-AH21-SPT- DEGF 60 82 165
4708B-AH22-MXAT- DEGF 40 100 165
4708B-CHWS-CHWRT- DEGF 40 85 165
4708B-CHWS-CHWST- DEGF 40 60 165
4708B-CR163-RH- % RH 30 60 100
4708B-CR163-SPT- DEGF 67 77 165
4708B-HWS-HWRT- DEGF 100 200 250
4708B-HWS-HWST- DEGF 140 205 250
4708-BLR1-STMP- PSIG 5 30 60
4708B-RM150-STATIC- IWC 0 0 5
4708B-RM151-STATIC- IWC 0 0 5
4708B-SAF1-MXAT- DEGF 40 100 165
4708B-SAF1-RARH- RH  35 65 105
4708B-SAF1-RAT- DEGF 67 77 165
4708B-SAF2-MXAT- DEGF 40 100 165
4708B-SAF2-RARH- RH  35 65 105
4708B-SAF2-RAT- DEGF 67 77 165
4708B-SAF3-MXAT- DEGF 40 100 165
4708B-SAF3-RARH- RH  35 65 105
4708B-SAF3-RAT- DEGF 67 77 165
4708B-SAF4-PHT- DEGF 40 100 165
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4708B-SAF4-SAT- DEGF 50 110 165
4708B-SAF6-PHT- DEGF 45 100 165
4708B-SAF6-SAT- DEGF 50 120 165
4708B-SAFS-AIRP- PSIG 50 125 300
4708B-WALKIN-FREEZ1- DEGF -20 10 300
4708-CHWS-DPT1- psi -5 40 60
4708-CHWS-DPT2- psi -5 40 60
4708-CHWS-DPT3- psi -5 40 60
4708-CHWS-DPT4- psi -5 40 60
4708-CHWS-DPT5- PSID -5 40 60
4708-DXAC7-SPT- DEGF 60 79 165
4708-FID01-DCVOLT- VOLT 27 28 30
4708-FID02-DCVOLT- VOLT 27 28 30
4708-FID02-RH- RH  5 85 100
4708-FID03-DCVOLT- VOLT 27 28 30
4708-FID04-DCVOLT- VOLT 27 28 30
4708-HWC3-HWST- DEGF 120 200 300
4708-PABX-RH- RH  1 70 100
4708-PABX-SPT- DEGF 55 75 120
4708-RMB4-SPT- DEGF 62 80 300
4708-SPMP5-LEVEL- FT 0 3 7
4708-STMVLV-STMP- PSIG 5 48 60
4708-STMVLV-STMP2- PSIG 3 40 50
4708-STMVLV-STMP3- PSIG 4 35 60
4711-AH11-PHT- DEGF 40 110 275
4711-AH11-SAT1- DEGF 40 150 275
4711-AH15-SPT- DEGF 50 85 122
4711-AH1-MXAT- DEGF 40 100 275
4711-AH5-SPT04- DEGF 55 75 90
4711-CHWS-DPT1- IN -10 40 60
4711-EF5or6-STATIC- IWC -2 -1 0
4711-EF7or8-STATIC- IWC -3 -1 0
4711-PABX-RH- RH  10 70 100
4711-PABX-SPT- DEGF 55 75 120
4711-WALKIN-FREEZ1- DEGF -20 10 275
4714-HWC01-HWRT- DEGF 40 220 275
4714-HWC01-HWST- DEGF 40 220 275
4714-STMVLV-STMP1- PSIG 5 30 60
4715-RM100-SPT- DEGF 50 70 100
4715-RM101-SPT- DEGF 50 70 120
4718-1-AH6-MXAT- DEGF 40 100 300
4718-1-AH6-RH- RH  40 60 100
4718-1-AH6-SPT- DEGF 68 74 105
4718-1-AH7-RAT- DEGF 60 80 105
4718-1-AH7-RH- RH  40 60 100
4718-1-AH7-SPT- DEGF 68 74 105
4718-1-CH1-CHWRT- DEGF 34 60 105
4718-1-CH1-CHWST- DEGF 37 50 105
4718-2-AH2-MXAT- DEGF 40 100 150
4718-2-AH2-RH- RH  40 60 100



NNM08AA54C
ATTACHMENT J-21

SPECIAL CONTROL REQUIREMENTS

Page 21 of 23

UCS Point Name Engineering Units Low Limit High Limit Range
4718-2-AH2-SPT- DEGF 66 71 100
4718-AH11-MXAT- DEGF 40 100 105
4718-AH11-RH- RH  30 60 100
4718-AH11-SPT- DEGF 66 70 105
4718-AH12-SPT- DEGF 65 75 200
4718-AH1-BLDGDP- IWC 0 0 4
4718-AH1-CCSAT- DEGF 35 50 101
4718-AH1-MXAT- DEGF 40 100 200
4718-AH1-PHT- DEGF 40 150 200
4718-AH1-RH- RH  35 46 105
4718-AH1-SPT1- DEGF 66 68 99
4718-AH2-MXAT- DEGF 40 100 200
4718-AH3-MXAT- DEGF 40 100 105
4718-AH4-FILTER- DEGF 0 2 3
4718-AH4-MXAT- DEGF 40 100 105
4718-AH5-SPT- DEGF 66 70 105
4718-AH6-MXAT- DEGF 40 100 200
4718-AH6-PHT- DEGF 40 150 200
4718-AH6-RARH- RH  30 60 105
4718-AH6-RAT- DEGF 60 70 200
4718-BLR-STACK_TEMP- DegF 0 350 800
4718-BOILER-PSI- PSIG 5 15 100
4718-CH1-CHWRT- DEGF 40 65 300
4718-CH1-CHWST- DEGF -40 50 300
4718-CH1-CUR- AMPS -5 540 600
4718-CHWS-CHWRT- DEGF 40 90 240
4718-CHWS-CHWST- DEGF 38 90 240
4718-CHWS-CWST- DEGF 65 110 300
4718-CHWS-DPT1- psi -5 40 60
4718-CHWS-DPT2- PSID -5 40 60
4718-CHWS-DPT3- PSID -5 40 60
4718-FAN1-LBT- DEGF 60 150 200
4718-FAN1-UBT- DEGF 60 150 200
4718-FAN3-LBT- DEGF 60 150 200
4718-FAN3-UBT- DEGF 60 155 200
4718-FAN4-LBT- DEGF 60 150 200
4718-FAN4-UBT- DEGF 60 150 200
4718-FAN5-LBT- DEGF 60 150 200
4718-FAN5-UBT- DEGF 60 150 200
4718-FAN6-LBT- DEGF 60 150 200
4718-FAN6-UBT- DEGF 60 150 200
4718-HCFC-PPM- PPM -5 45 1000
4718-HWC1-HWRT- DEGF 80 205 208
4718-HWC1-HWST- DEGF 105 200 220
4720-WALKIN-COOLER1- DEGF 34 45 100
4720-WALKIN-FREEZER1- DEGF -25 20 240
4723-AH1-MXAT- DEGF 40 100 275
4723-AH2-MXAT- DEGF 40 100 275
4723-AH3-MXAT- DEGF 40 100 275
4723-AH3-RAT- DEGF 50 85 275
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4723-AH3-SPTZ1- DEGF 65 76 275
4723-AH4-MXAT- DEGF 40 100 275
4723-AH4-SPTZ1- DEGF 65 78 375
4723-AH4-SPTZ2- DEGF 65 78 275
4723-AH4-SPTZ3- DEGF 65 78 275
4723-AH4-SPTZ4- DEGF 65 78 275
4723-CHWS-CHWRT- DEGF 36 75 79
4723-CHWS-CHWST- DEGF 38 79 79
4723-CHWS-DPT1- psi -7 40 60
4723-CHWS-GPM- GPM 0 200 1000
4723-FID01-DCVOLT- VOLT 27 28 30
4723-HWC1-HWST- DEGF 10 220 300
4723-STMVLV-STMP1- PSIG -5 40 100
4727-CHWS-DPT1- PSID -10 40 60
4727-STMVLV-STMP1- PSIG -10 30 60
4727-STMVLV-STMP2- PSIG -10 40 60
4728-AH1-MXAT- DEGF 40 100 300
4728-CHWS-DPT1- IN -10 45 60
4728-FID01-DCVOLT- VOLT 27 28 30
4732-AH1-MXAT- DEGF 40 100 275
4732-AH2-MXAT- DEGF 40 100 275
4732-AH3-MXAT- DEGF 40 100 275
4732-AH4-MXAT- DEGF 40 100 275
4732-AH5-MXAT- DEGF 40 100 275
4732-AH6-MXAT- DEGF 40 100 275
4732-AH7-MXAT- DEGF 40 100 275
4732-AH8-MXAT- DEGF 40 200 275
4732-CHWS-DPT1- IN -5 40 60
4732-CHWS-DPT2- PSI -5 40 60
4733-CHWS-DPT1- PSID -5 40 60
4735-HWC1-HWST- PSIG 50 200 275
4735-STMVLV-STMP1- PSIG -5 45 60
4739-CHWS-DPT1- IN -10 40 60
4752-CHWS-DPT1- psi -10 40 60
4752-STMVLV-STMP1- PSIG -10 40 60
4754-CHWS-DPT1- psi -5 50 60
4755-AH10-RAT- DEGF 50 80 300
4755-AH12-RAT- DEGF 50 80 300
4755-AH18-MXAT- DEGF 40 150 300
4755-AH1-MXAT- DEGF 40 100 275
4755-AH20-MXAT- DEGF 40 100 275
4755-AH44-MXAT- DEGF 40 100 275
4755-BLR-STMP- PSIG -5 210 210
4755-CHWS-DPT1- psi -5 40 60
4755-CHWS-DPT2- psi -5 40 60
4755-CHWS-DPT3- psi -5 40 60
4755-ELEV-SPT- DEGF 40 80 275
4755-FID01-DCVOLT- VOLT 27 28 30
4755-HWC1-HWST- DEGF 50 200 300
4760-DXAC4-MXAT- DEGF 40 120 300
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4760-FID01-DCVOLT- VOLT 26 28 30
4760-RM201-RH- RH  5 50 100
4760-RM201-SPT- DEGF 67 77 300
4760-STMVLV-STMP1- PSIG 5 40 60
4760-TANK57-TEMP_ALARM- DEGF 0 20 300
4761-EFFLUENT-PHLVL- PH  6 9 13
4776-BLR-STMP- PSIG 8 300 300
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